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Contact Information 
Agency 
Client Contact: Bill Kyle 
Client Name: S Orange-Maplewood BOE 
Street Address 25 West Parker Ave 

Maplewood, NJ 07040 
Phone Number: 201-259-2469 
 

Risk Assessor(s) 
Site Assessor(s): Neil Wendt 
License: NJDOH #030091 
Signature: 

 
Date: 6-7-2017 
E-Mail nwendt@lewcorp.com 
 

Firm 
Organization: LEW Corporation  
Certification #: NJDCA 00015 E 
Street: 1090 Bristol Road 
City, State & Zip: Mountainside, New Jersey 07092 
Phone Number: 908-654-8068 
Web Address: http://www.lewcorp.com 
 

Laboratory 
Organization: Environmental Hazard Services, LLC 
Street: 7469 Whitepine Road 
City, State & Zip: Richmond, VA 23237 
NJDEP Certification # VA008 
Phone Number: 800-347-4010 
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Introduction 
 
LEW Corporation was contracted by S Orange-Maplewood School District to test for the presence 
of lead in drinking water in 13 schools in the district.   

Sampling Methodology 
 
LEW Corporation followed the July 13, 2016 amendments to NJAC 6A:26.  Full details on sampling 
practices can be found in Districts Sampling Plan. 
 
All samples were collected in 250mL wide mouth plastic containers that were prepackaged by the 
analytical laboratory.  The sample containers may contain nitric acid, if expedited analysis is 
required.  If not, nitric acid will be added to each sample upon arrival at the laboratory.  At each 
sample location, the first draw sample was taken after it was determined that the water had been 
standing in the plumbing system for greater than eight hours but less than forty-eight hours.  If 
second draw samples were collected, they were collecting following a flushing protocol outlined in 
the District’s Sampling Plan. 
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Drinking Water Results  
 
On May 6-7 2017, LEW Corporation collected the following number of water samples: 
 
Tuscan Elementary 

 18 first draw samples collected 
 1 samples above the 15ppb action level  

 
Clinton Elementary 

 19 first draw samples collected 
 0 samples above the 15ppb action level  

 
Seth Boyden Elementary 

 20 first draw samples collected 
 1 samples above the 15ppb action level  

 
South Mountain Elementary 

 12 first draw samples collected 
 1 samples above the 15ppb action level  

 
Jefferson Elementary 

 20 first draw samples collected 
 0 samples above the 15ppb action level  

 
Marshall Elementary 

 25 first draw samples collected 
 0 samples above the 15ppb action level  

 
South Orange Middle School 

 21 first draw samples 
 0 samples above the 15ppb action level 
 3 samples lost in transit and could not be analyzed 

 
Maplewood Middle School 

 24 first draw samples 
 3 samples above the 15ppb action level 

 
Columbia High School   

 38 first draw samples 
 0 samples above the 15ppb action level 

 
Montrose School 

 7 first draw samples 
 0 samples above the 15ppb action level 
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South Mountain Annex 

 11 first draw samples 
 2 samples above the 15ppb action level 

 
Underhill Field 

 7 first draw samples 
 1 samples above the 15ppb action level 

 
Administration Building 

 1 first draw samples 
 0 samples above the 15ppb action level 

 
 
The complete list of samples that exceeded the 15ppb limit can be found in Appendix A.  The 
complete list of all sample results can be found in Appendix C.  The laboratory results can be found 
in Appendix E. 
 
Certain outlets could not or were not tested due to various reasons.  The following table lists those 
locations and the reason why samples were not collected.   
 
School Sample Location Reason for not testing. 

Columbia H.S. Nurse bathroom Not Working – no sample 

Columbia H.S. C 109 Hall Low flow – no sample 

Columbia H.S. C 109 Hall Low Flow – no sample 

Columbia H.S. Cafeteria Not Working – no sample 

Columbia H.S. B 207 Hall Not Working – no sample 

Columbia H.S. C 207 Hall Not Working – no sample 

Columbia H.S. C 207 Hall Not Working – no sample 

Columbia H.S. C 229 Hall Not Working – no sample 

Columbia H.S. D 301 Hall Not Working – no sample 

Columbia H.S. B 338 Hall Not Working – no sample 

Columbia H.S. B 338 Hall Not Working – no sample 

   

Maplewood Middle Hall by 21 Not found – no sample 

Maplewood Middle Girls Locker Room Not Working – no sample 

Maplewood Middle Boys Locker Room Not Working – no sample 

   

S Orange Middle Gym Low Flow – no sample 

S Orange Middle Rm 129B Hall Low Flow – no sample 

S Orange Middle 362 Hall Not Working – no sample 

   

Underhill Field Old field house Not Working – no sample 

Underhill Field Boys Locker Room Not Working – no sample 
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Clinton Elementary Rm 221 Hall Not Working – no sample 

Clinton Elementary Rm 217 Hall Not Working – no sample 

Clinton Elementary Rm 217 Hall Not Working – no sample 

   

S Boyden Elementary Rm 209 Hall Not Working – no sample 

S Boyden Elementary Rm 209 Hall Not Working – no sample 

S Boyden Elementary Rm 206 Hall Not Working – no sample 

   

S Mountain Annex Rm 101 Not Working – no sample 

   

Jefferson Elementary Rm 112 Hall Not Working – no sample 

Jefferson Elementary Rm B10 Hall Not found – no sample 

Jefferson Elementary Tech Hall 3rd floor Not Working – no sample 

   

Marshall Elementary Rm 120 Hall Not Working – no sample 

   

Tuscan Elementary Rm G24 Hall Not Working – no sample 

Tuscan Elementary Rm 132 Hall #7 Not Working – no sample 

Tuscan Elementary Rm 132 Hall #8 Not Working – no sample 

   

 

Recommendations 
 
Those outlets where the first draw sample tested below 15ppb are not considered to be elevated 
and no mitigation is necessary.   
 
For those outlets where the first draw sample exceeds 15ppb the following steps are 
recommended: 

1) Immediately discontinue use of the outlets. 
2) Conduct second draw (flush) samples on these outlets to further delineate source of 

contamination. 
 
 
A complete list of recommendations per outlet can be found in Appendix B.   
 
 

Additional Recommendations 
1) Follow-up samples should be collected after any remediation efforts in order to determine 

the efficacy of the work.   
2) Any of the inoperable/non-functioning outlets listed above that are brought back into 

service should be sample. 
3) Comply with all requirements set forth in NJAC 6A:26. 



 

 
 
 
Appendix A Exceedances 

Building DateCollected 
Analysis 
Date Sample ID Sample Description 

Concentration 
(ppb) 

South Mountain 
Annex 5-6-2017 5-15-20`17 

8-SMA-WC RM 103 HALL 28.5 

South Mountain 
Annex 5-6-2017 5-15-20`17 

11-SMA-
DW 

RM 103 30.3 

Underhill Field 5-6-2017 5-12-2017 7-CS-S CONCESSION STAND 15.3 

Seth Boyden 
Elem 5-6-2017 5-11-2017 

14-SB-DW RM 105 HALL 444 

Tuscan 
Elementary 5-6-2017 5-12-2017 

15-TE-DW RM 122 46.1 

South Mountain 
Elem 5-6-2017 5-15-2017 

1-SME-S RM 3 17.2 

Maplewood 
Middle 5-7-2017 5-12-2017 

2-MM-TL TEACHER LOUNGE 46.8 

Maplewood 
Middle 5-7-2017 5-12-2017 

10-MM-DW GIRLS LOCKER RM 18.0 

Maplewood 
Middle 5-7-2017 5-12-2017 

16-MM-FP KTICHEN 16.7 



 

 
 
 
Appendix B Recommendations 

Building Location Remediation Recommendation 
South Orange 
Middle School 

RM 105 Hall Sample lost in transit. Perform 1st draw 
sampling again 

South Orange 
Middle School 

Nurses Office Sample lost in transit. Perform 1st draw 
sampling again 

South Orange 
Middle School 

JC 24 Hall Sample lost in transit. Perform 1st draw 
sampling again 

   
South Mountain 
Annex 

RM 103 HALL Discontinue use and collect 2nd draw 
samples 

South Mountain 
Annex 

RM 103 Discontinue use and collect 2nd draw 
samples 
Discontinue use and collect 2nd draw 
samples 

Underhill Field 
CONCESSION STAND Discontinue use and collect 2nd draw 

samples 
Discontinue use and collect 2nd draw 
samples 

Seth Boyden Elem 
RM 105 HALL Discontinue use and collect 2nd draw 

samples 
Discontinue use and collect 2nd draw 
samples 

Tuscan Elementary 
RM 122 Discontinue use and collect 2nd draw 

samples 
Discontinue use and collect 2nd draw 
samples 

South Mountain 
Elem 

RM 3 Discontinue use and collect 2nd draw 
samples 
Discontinue use and collect 2nd draw 
samples 

Maplewood Middle 
TEACHER LOUNGE Discontinue use and collect 2nd draw 

samples 

Maplewood Middle 
GIRLS LOCKER RM Discontinue use and collect 2nd draw 

samples 

Maplewood Middle 
KTICHEN Discontinue use and collect 2nd draw 

samples 



 

 
 
 
Appendix C All Results 

Building DateCollected 
Analysis 
Date Sample ID Sample Description 

Concentration 
(ppb) 

ALL SAMPLES ALL SCHOOLS ARE 1ST DRAW SAMPLES 
S Orange Middle 5-7-2-17 5-15-2017 1-SOM-WC JANITOR CLOSET 1 <1.00 

S Orange Middle 5-7-2-17 5-15-2017 3-SOM-WC RM 107 HALL <1.00 

S Orange Middle 5-7-2-17 5-15-2017 6-SOM-WC STOARGE HALL 14 1.81 

S Orange Middle 5-7-2-17 5-15-2017 7-SOM-WC STORAGE HALL 14 1.26 

S Orange Middle 5-7-2-17 5-15-2017 8-SOM-WC JANITOR CLOSET 26 <1.00 

S Orange Middle 5-7-2-17 5-15-2017 9-SOM-S MAIN OFFICE <1.00 

S Orange Middle 5-7-2-17 5-15-2017 10-SOM-WC MAIN OFFICE 2.78 

S Orange Middle 5-7-2-17 5-15-2017 12-SOM-NS NURSE OFFICE 6.49 

S Orange Middle 5-7-2-17 5-15-2017 
13-SOM-WC JANITOR CLOSET 22 

HALL 
<1.00 

S Orange Middle 5-7-2-17 5-15-2017 14-SOM-TL TEACHER LOUNGE 2.64 

S Orange Middle 5-7-2-17 5-15-2017 15-SOM-WC RM 283 HALL <1.00 

S Orange Middle 5-7-2-17 5-15-2017 18-SOM-WC 389 HALL <1.00 

S Orange Middle 5-7-2-17 5-15-2017 19-SOM-WC 359 HALL <1.00 

S Orange Middle 5-7-2-17 5-15-2017 20-SOM-FP KITCHEN 4.25 

S Orange Middle 5-7-2-17 5-15-2017 21-SOM-IM KITCHEN <1.00 

S Orange Middle 5-7-2-17 5-15-2017 
22-ASTM 
BLANK 

BLANK <1.00 

 
South Mountain 
Annex 5-6-2017 5-15-20`17 

1-SMA-DW RM 114 5.64 

South Mountain 
Annex 5-6-2017 5-15-20`17 

2-SMA-DW RM 117 2.82 

South Mountain 
Annex 5-6-2017 5-15-20`17 

3-SMA-DW RM 115 1.92 

South Mountain 
Annex 5-6-2017 5-15-20`17 

4-SMA-DW RM 116 3.02 

South Mountain 
Annex 5-6-2017 5-15-20`17 

5-SMA-DW BOILER HALL 2.54 

South Mountain 
Annex 5-6-2017 5-15-20`17 

6-SMA-TL TEACHER LOUNGE 3.54 

South Mountain 
Annex 5-6-2017 5-15-20`17 

7-SMA-NS NURSE OFFICE 3.06 

South Mountain 
Annex 5-6-2017 5-15-20`17 

8-SMA-WC RM 103 HALL 28.5 

South Mountain 
Annex 5-6-2017 5-15-20`17 

10-SMA-DW RM 102 2.16 

South Mountain 
Annex 5-6-2017 5-15-20`17 

11-SMA-DW RM 103 30.3 

South Mountain 
Annex 5-6-2017 5-15-20`17 

12-ASTM-
BLANK 

BLANK <1.00 

  

Jefferson Elementary 5-6-2017 5-12-2017 1-JE-DW RM B110 HALL <1.00 

Jefferson Elementary 5-6-2017 5-12-2017 3-JE-DW RM A113 6.15 



 

Jefferson Elementary 5-6-2017 5-12-2017 4-JE-DW RM A114 5.69 

Jefferson Elementary 5-6-2017 5-12-2017 5-JE-DW RM A116 3.78 

Jefferson Elementary 5-6-2017 5-12-2017 6-JE-DW RM A115 LEFT 7.10 

Jefferson Elementary 5-6-2017 5-12-2017 7-JE-DW RM A115 RIGHT 3.20 

Jefferson Elementary 5-6-2017 5-12-2017 8-JE-DW RM A118 1.85 

Jefferson Elementary 5-6-2017 5-12-2017 9-JE-DW RM A119 2.58 

Jefferson Elementary 5-6-2017 5-12-2017 10-JE-NS NURSE OFFICE <1.00 

Jefferson Elementary 5-6-2017 5-12-2017 11-JE-NS NURSE BATH 1.19 

Jefferson Elementary 5-6-2017 5-12-2017 12-JE-DW RM B111 HALL <1.00 

Jefferson Elementary 5-6-2017 5-12-2017 13-JE-DW RM B111 HALL <1.00 

Jefferson Elementary 5-6-2017 5-12-2017 14-JE-WC RM A203 HALL <1.00 

Jefferson Elementary 5-6-2017 5-12-2017 16-JE-WC RM B201 HALL <1.00 

Jefferson Elementary 5-6-2017 5-12-2017 19-JE-WC RM A304 HALL <1.00 

Jefferson Elementary 5-6-2017 5-12-2017 20-JE-TL TEACHER LOUNGE 3.33 

Jefferson Elementary 5-6-2017 5-12-2017 
21-ASTM 
BLANK 

BLANK <1.00 

  

Montrose School 5-7-2017 5-11-2017 1-MS-DW RM B3 HALL 5.06 

Montrose School 5-7-2017 5-11-2017 2-MS-DW RM B5 HALL 5.69 

Montrose School 5-7-2017 5-11-2017 3-MS-S RM 107 SINK 3.83 

Montrose School 5-7-2017 5-11-2017 4-MS-S RM 105 <1.00 

Montrose School 5-7-2017 5-11-2017 5-MS-DW RM 105 <1.00 

Montrose School 5-7-2017 5-11-2017 6-MS-DW RM 105 HALL 2.04 

Montrose School 5-7-2017 5-11-2017 7-MS-DW RM 101 <1.00 

Montrose School 5-7-2017 5-11-2017 8-ASTM  BLANK <1.00 
  

Clinton Elementary 5-6-2017 5-15-2017 1-CE-WC RM 101 HALL <1.00 

Clinton Elementary 5-6-2017 5-15-2017 2-CE-WC RM 101 HALL <1.00 

Clinton Elementary 5-6-2017 5-15-2017 3-CE-S CAFETERIA <1.00 

Clinton Elementary 5-6-2017 5-15-2017 4-CE-DW RM HALL 109 1.75 

Clinton Elementary 5-6-2017 5-15-2017 5-CE-DW RM HALL 109 <1.00 

Clinton Elementary 5-6-2017 5-15-2017 6-CE-DW RM 106 HALL 1.32 

Clinton Elementary 5-6-2017 5-15-2017 7-CE-DW RM 102 HALL 4.89 

Clinton Elementary 5-6-2017 5-15-2017 8-CE-DW RM 105 HALL 1.03 

Clinton Elementary 5-6-2017 5-15-2017 9-CE-DW RM 105 HALL <1.00 

Clinton Elementary 5-6-2017 5-15-2017 10-CE-NS NURSE OFFICE 3.68 

Clinton Elementary 5-6-2017 5-15-2017 11-CE-NS NURSE BATHROOM <1.00 

Clinton Elementary 5-6-2017 5-15-2017 12-CE-TL TEACHER LOUNGE <1.00 

Clinton Elementary 5-6-2017 5-15-2017 13-CE-S RM 223 1.07 

Clinton Elementary 5-6-2017 5-15-2017 17-CE-DW RM 211 HALL 6.65 

Clinton Elementary 5-6-2017 5-15-2017 18-CE-DW RM 214 HALL 3.49 

Clinton Elementary 5-6-2017 5-15-2017 19-CE-DW RM 214 HALL <1.00 

Clinton Elementary 5-6-2017 5-15-2017 
20-ASTM-
BLANK 

ASTM BLANK <1.00 

  

Marshall Elementary 5-6-2017 5-12-2017 1-ME-S RM 120 6.88 

Marshall Elementary 5-6-2017 5-12-2017 3-ME-DW RM 121 2.55 

Marshall Elementary 5-6-2017 5-12-2017 4-ME-S RM 119 2.44 

Marshall Elementary 5-6-2017 5-12-2017 5-ME-S RM 122 3.90 



 

Marshall Elementary 5-6-2017 5-12-2017 6-ME-DW RM 122 HALL 2.10 

Marshall Elementary 5-6-2017 5-12-2017 7-ME-DW RM 124 HALL 2.50 

Marshall Elementary 5-6-2017 5-12-2017 8-ME-DW RM 125 <1.00 

Marshall Elementary 5-6-2017 5-12-2017 9-ME-DW RM 126 <1.00 

Marshall Elementary 5-6-2017 5-12-2017 10-ME-DW RM 127 <1.00 

Marshall Elementary 5-6-2017 5-12-2017 11-ME-DW RM 128 <1.00 

Marshall Elementary 5-6-2017 5-12-2017 
12-ME-WC CAFETERIA 

WATERCOOLER 
<1.00 

Marshall Elementary 5-6-2017 5-12-2017 13-ME-DW RM 108 HALL 2.54 

Marshall Elementary 5-6-2017 5-12-2017 14-ME-DW RM 108 HALL 2.86 

Marshall Elementary 5-6-2017 5-12-2017 15-ME-TL TEACHER LOUNGE <1.00 

Marshall Elementary 5-6-2017 5-12-2017 16-ME-NS NURSE SINK  <1.00 

Marshall Elementary 5-6-2017 5-12-2017 17-ME-S RM 101 2.12 

Marshall Elementary 5-6-2017 5-12-2017 18-ME-S RM 101  1.16 

Marshall Elementary 5-6-2017 5-12-2017 19-ME-DW RM 143  <1.00 

Marshall Elementary 5-6-2017 5-12-2017 20-ME-DW RM 203 HALL 1.43 

Marshall Elementary 5-6-2017 5-12-2017 21-ME-DW RM 213 1.07 

Marshall Elementary 5-6-2017 5-12-2017 22-ME-DW RM 209 <1.00 

Marshall Elementary 5-6-2017 5-12-2017 23-ME-DW RM 210 <1.00 

Marshall Elementary 5-6-2017 5-12-2017 24-ME-DW RM 211 <1.00 

Marshall Elementary 5-6-2017 5-12-2017 
25-ASTM 
BLANK 

BLANK <1.00 

   

Underhill Field 5-6-2017 5-12-2017 2-NFH-IM NEW FIELD HOUSE <1.00 

Underhill Field 5-6-2017 5-12-2017 4-NFH-DW BOYS SHOWER 1.18 

Underhill Field 5-6-2017 5-12-2017 5-NFH-DW NEW F H EXTERIOR <1.00 

Underhill Field 5-6-2017 5-12-2017 6-NFH-DW NEW F H EXTERIOR <1.00 

Underhill Field 5-6-2017 5-12-2017 7-CS-S CONCESSION STAND 15.3 

Underhill Field 5-6-2017 5-12-2017 8-UF-BLANK BLANK <1.00 
   

Seth Boyden Elem 5-6-2017 5-11-2017 1-SB-DW RM G6 HALL 1.93 

Seth Boyden Elem 5-6-2017 5-11-2017 2-SB-DW RM G2 2.79 

Seth Boyden Elem 5-6-2017 5-11-2017 3-SB-DW RM G1 3.89 

Seth Boyden Elem 5-6-2017 5-11-2017 4-SB-DW G12 HALL 1.74 

Seth Boyden Elem 5-6-2017 5-11-2017 5-SB-DW G12 HALL <1.00 

Seth Boyden Elem 5-6-2017 5-11-2017 6-SB-DW G14 HALL <1.00 

Seth Boyden Elem 5-6-2017 5-11-2017 7-SB-DW G14 HALL 1.97 

Seth Boyden Elem 5-6-2017 5-11-2017 8-SB-DW CAFETERIA <1.00 

Seth Boyden Elem 5-6-2017 5-11-2017 9-SB-DW CAFETERIA <1.00 

Seth Boyden Elem 5-6-2017 5-11-2017 10-SB-DW RM 102 HALL 1.30 

Seth Boyden Elem 5-6-2017 5-11-2017 11-SB-DW OFFICE FOYER 7.56 

Seth Boyden Elem 5-6-2017 5-11-2017 12-SB-DW OFFICE FOYER 6.74 

Seth Boyden Elem 5-6-2017 5-11-2017 13-BS-NS NURSE OFFICE 1.44 

Seth Boyden Elem 5-6-2017 5-11-2017 14-SB-DW RM 105 HALL 444 

Seth Boyden Elem 5-6-2017 5-11-2017 15-SB-DW RM 105 HALL <1.00 

Seth Boyden Elem 5-6-2017 5-11-2017 16-SB-DW RM 203 HALL 1.11 

Seth Boyden Elem 5-6-2017 5-11-2017 19-SB-DW RM 206 HALL <1.00 

Seth Boyden Elem 5-6-2017 5-11-2017 21-SB-BLANK BLANK  <1.00 



 

Columbia H.S. 5-7-2017 5-15-2017 1-HS-NS NURSE OFFICE 5.46 

Columbia H.S. 5-7-2017 5-15-2017 3-HS-NS NURSE BATH STAFF 3.73 

Columbia H.S. 5-7-2017 5-15-2017 6-HS-WC C134 HALL <1.00 

Columbia H.S. 5-7-2017 5-15-2017 7-HS-DW B114 HALL 3.20 

Columbia H.S. 5-7-2017 5-15-2017 8-HS-DW B114 HALL 1.48 

Columbia H.S. 5-7-2017 5-15-2017 9-HS-DW D105 HALL 1.39 

Columbia H.S. 5-7-2017 5-15-2017 10-HS-DW D105 HALL 1.03 

Columbia H.S. 5-7-2017 5-15-2017 11-HS-DW A129 HALL <1.00 

Columbia H.S. 5-7-2017 5-15-2017 12-HS-FP KITCHEN 6.35 

Columbia H.S. 5-7-2017 5-15-2017 13-HS-FP KITCHEN 1.48 

Columbia H.S. 5-7-2017 5-15-2017 14-HS-IM KITCHEN <1.00 

Columbia H.S. 5-7-2017 5-15-2017 16-HS-DW BLACK BOX HALL 6.05 

Columbia H.S. 5-7-2017 5-15-2017 17-HS-DW BLACK BOX HALL 2.21 

Columbia H.S. 5-7-2017 5-15-2017 18-HS-DW A241 HALL 1.38 

Columbia H.S. 5-7-2017 5-15-2017 19-HS-DW A241 HALL 2.19 

Columbia H.S. 5-7-2017 5-15-2017 20-HS-DW D203 HALL 1.20 

Columbia H.S. 5-7-2017 5-15-2017 21-HS-DW D203 HALL <1.00 

Columbia H.S. 5-7-2017 5-15-2017 22-HS-TL TEACHER LOUNGE WC <1.00 

Columbia H.S. 5-7-2017 5-15-2017 23-HS-TL TEACHER LOUNGE SINK 3.13 

Columbia H.S. 5-7-2017 5-15-2017 25-HS-DW B230 HALL 3.56 

Columbia H.S. 5-7-2017 5-15-2017 26-HS-DW B230 HALL 8.10 

Columbia H.S. 5-7-2017 5-15-2017 30-HS-DW C229 HALL <1.00 

Columbia H.S. 5-7-2017 5-15-2017 
31-HS-DW BOYS BATH HALL 3RD 

FL 
2.46 

Columbia H.S. 5-7-2017 5-15-2017 32-HS-DW D301 HALL 1.02 

Columbia H.S. 5-7-2017 5-15-2017 36-HS-DW B328 HALL 2.05 

Columbia H.S. 5-7-2017 5-15-2017 37-HS-DW B328 HALL 8.39 

Columbia H.S. 5-7-2017 5-15-2017 38-HS-HE 2ND FLR 3.39 

Columbia H.S. 5-7-2017 5-15-2017 
39-ASTM 
BLANK 

BLANK <1.00 

  

Administration Bld 5-7-2017 5-15-2017 1-AB-FC KITCHEN SINK 3.40 

Administration Bld 5-7-2017 5-15-2017 2-AB-BLANK BLANK <1.00 
  

Tuscan Elementary 5-6-2017 5-12-2017 1-TE-WC RM G16 HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 2-TE-WC RM G24 HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 4-TE-WC RM G24C HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 5-TE-WC RM G24C HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 6-TE-WC RM 108 HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 9-TE-WC RM 117 HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 10-TE-WC RM 117 HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 11-TE-NS NURSE OFFICE <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 12-TE-WC RM 125 HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 13-TE-WC RM 125 HALL 2.60 

Tuscan Elementary 5-6-2017 5-12-2017 14-TE-WC RM 120 <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 15-TE-DW RM 122 46.1 

Tuscan Elementary 5-6-2017 5-12-2017 16-TE-DW RM 123 <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 17-TE-WC RM 202 HALL <1.00 

Tuscan Elementary 5-6-2017 5-12-2017 18-TE-S TAILER 3 SINK 5.15 



 

Tuscan Elementary 5-6-2017 5-12-2017 19-TE-BLANK BLANK <1.00 
  

South Mountain Elem 5-6-2017 5-15-2017 1-SME-S RM 3 17.2 

South Mountain Elem 5-6-2017 5-15-2017 2-SME-DW RM 5 HALL 1.30 

South Mountain Elem 5-6-2017 5-15-2017 3-SME-WC RM 9 <1.00 

South Mountain Elem 5-6-2017 5-15-2017 4-SME-WC RM 120 HALL <1.00 

South Mountain Elem 5-6-2017 5-15-2017 5-SME-WC RM 120 HALL <1.00 

South Mountain Elem 5-6-2017 5-15-2017 6-SME-DW RM 107 HALL 1.37 

South Mountain Elem 5-6-2017 5-15-2017 7-SME-DW RM 107 HALL <1.00 

South Mountain Elem 5-6-2017 5-15-2017 8-SME-DW RM 107 2.21 

South Mountain Elem 5-6-2017 5-15-2017 9-SME-NS NURSE BATH 2.46 

South Mountain Elem 5-6-2017 5-15-2017 10-SME-S  5.61 

South Mountain Elem 5-6-2017 5-15-2017 11-SME-DW RM 205 HALL <1.00 

South Mountain Elem 5-6-2017 5-15-2017 12-SME-S RM 2009 1.68 

South Mountain Elem 5-6-2017 5-15-2017 13-SME-BLANK BLANK <1.00 
  

Maplewood Middle 5-7-2017 5-12-2017 1-MM-WC HALL BY 502 <1.00 

Maplewood Middle 5-7-2017 5-12-2017 2-MM-TL TEACHER LOUNGE 46.8 

Maplewood Middle 5-7-2017 5-12-2017 3-MM-WC HALL BY 503 <1.00 

Maplewood Middle 5-7-2017 5-12-2017 5-MM-WC RM 138 HALL <1.00 

Maplewood Middle 5-7-2017 5-12-2017 6-MM-NS NURSE OFFICE 1.11 

Maplewood Middle 5-7-2017 5-12-2017 7-MM-NS NURSE BATH 1.72 

Maplewood Middle 5-7-2017 5-12-2017 8-MM-WC RM 153 HALL <1.00 

Maplewood Middle 5-7-2017 5-12-2017 9-MM-WC GIRLS LOCKER RM HALL <1.00 

Maplewood Middle 5-7-2017 5-12-2017 10-MM-DW GIRLS LOCKER RM 18.0 

Maplewood Middle 5-7-2017 5-12-2017 12-MM BOYS LOCKER RM HALL 6.76 

Maplewood Middle 5-7-2017 5-12-2017 15-MM-FP KTICHEN 1.43 

Maplewood Middle 5-7-2017 5-12-2017 16-MM-FP KTICHEN 16.7 

Maplewood Middle 5-7-2017 5-12-2017 17-MM-IM KTICHEN <1.00 

Maplewood Middle 5-7-2017 5-12-2017 18-MM-WC RM 290 HALL <1.00 

Maplewood Middle 5-7-2017 5-12-2017 19-MM-WC RM 286 HALL <1.00 

Maplewood Middle 5-7-2017 5-12-2017 20-MM-DW RM 162 HALL 2.85 

Maplewood Middle 5-7-2017 5-12-2017 
21-ASTM 
BLANK 

BLANK <1.00 

  



 

 
 
 
Appendix D Floor Plan(s) 
 



 

 
 
 
 



 

 
 
 
 
 
 



 

 
 
 
 
 
 



 

 

 
 
 
 
 



 

 
 
 
 
 
 



 

 
 
 
 
 
 



 

 
 
 
 
 
 



 

 
 
 
 
 
 



 

 
 
 
 
 
 



 

 

 
 
 
 
 



 

 

 
 
 
 
 



 

 
 
 
 
 
 



 

 
 
Appendix E Laboratory Data 
 



 

Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  17, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Marshall Elementary; 262 Grove Rd; S Orange, NJ 07079 

  

Report Number: 17-05-01308  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  Client sample number 2-ME-DW was not taken per COC. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Marshall Elementary; 262 Grove Rd; S Orange, NJ 07079

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/17/2017

05/10/2017

17-05-01308

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

6.8817-05-01308-001 RM 12005/06/2017 05/12/20171-ME-S

2.5517-05-01308-002 RM 12105/06/2017 05/12/20173-ME-DW

2.4417-05-01308-003 RM 11905/06/2017 05/12/20174-ME-S

3.9017-05-01308-004 RM 12205/06/2017 05/12/20175-ME-S

2.1017-05-01308-005 RM 122 HALL05/06/2017 05/12/20176-ME-DW

2.5017-05-01308-006 RM 124 HALL05/06/2017 05/12/20177-ME-DW

<1.0017-05-01308-007 RM 12505/06/2017 05/12/20178-ME-DW

<1.0017-05-01308-008 RM 12605/06/2017 05/12/20179-ME-DW

<1.0017-05-01308-009 RM 12705/06/2017 05/12/201710-ME-DW

<1.0017-05-01308-010 RM 12805/06/2017 05/12/201711-ME-DW

<1.0017-05-01308-011 CAFETERIA WATERCOOLER05/06/2017 05/12/201712-ME-WC

2.5417-05-01308-012 RM 108 HALL05/06/2017 05/12/201713-ME-DW

2.8617-05-01308-013 RM 108 HALL05/06/2017 05/12/201714-ME-DW

Page 2of1



<1.0017-05-01308-014 TEACHER LOUNGE05/06/2017 05/12/201715-ME-TL

<1.0017-05-01308-015 NURSE SINK05/06/2017 05/12/201716-ME-NS

2.1217-05-01308-016 RM 10105/06/2017 05/12/201717-ME-S

1.1617-05-01308-017 RM 10105/06/2017 05/12/201718-ME-S

<1.0017-05-01308-018 RM 14305/06/2017 05/12/201719-ME-DW

1.4317-05-01308-019 RM 203 HALL05/06/2017 05/12/201720-ME-DW

1.0717-05-01308-020 RM 21305/06/2017 05/12/201721-ME-DW

<1.0017-05-01308-021 RM 20905/06/2017 05/12/201722-ME-DW

<1.0017-05-01308-022 RM 21005/06/2017 05/12/201723-ME-DW

<1.0017-05-01308-023 RM 21105/06/2017 05/12/201724-ME-DW

<1.0017-05-01308-024 BLANK05/06/2017 05/12/201725-ASTM
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01308

170108; Marshall Elementary; 262 Grove Rd; S Orange,
NJ 07079

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  12, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Montrose School; 358 Clark St.; S. Orange, NJ 

  

Report Number: 17-05-01336  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  N/A 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Montrose School; 358 Clark St.; S. Orange, NJ

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/12/2017

05/10/2017

17-05-01336

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

5.0617-05-01336-001 RM B3 HALL05/07/2017 05/11/20171-MS-DW

5.6917-05-01336-002 RM B5 HALL05/07/2017 05/11/20172-MS-DW

3.8317-05-01336-003 RM 107 SINK05/07/2017 05/11/20173-MS-S

<1.0017-05-01336-004 RM 10505/07/2017 05/11/20174-MS-S

<1.0017-05-01336-005 RM 10505/07/2017 05/11/20175-MS-DW

2.0417-05-01336-006 RM 105 HALL05/07/2017 05/11/20176-MS-DW

<1.0017-05-01336-007 RM 10105/07/2017 05/11/20177-MS-DW

<1.0017-05-01336-008 BLANK05/07/2017 05/11/20178-ASTM
BLANK
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Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01336

170108; Montrose School; 358 Clark St.; S. Orange, NJ

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Tasha Eaddy

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  16, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; South Mountain Annex; 112 Glenview Rd; S Orange, NJ 07079 

  

Report Number: 17-05-01342  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  

Client sample 9-SMA-DW was not taken per COC. Client sample 11-SMA-DW 

was digested. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; South Mountain Annex; 112 Glenview Rd; S Orange, NJ 07079

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/16/2017

05/10/2017

17-05-01342

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

5.6417-05-01342-001 RM 11405/06/2017 05/15/20171-SMA-DW

2.8217-05-01342-002 RM 11705/06/2017 05/15/20172-SMA-DW

1.9217-05-01342-003 RM 11505/06/2017 05/15/20173-SMA-DW

3.0217-05-01342-004 RM 11605/06/2017 05/15/20174-SMA-DW

2.5417-05-01342-005 BOILER HALL05/06/2017 05/15/20175-SMA-DW

3.5417-05-01342-006 TEACHER LOUNGE05/06/2017 05/15/20176-SMA-TL

3.0617-05-01342-007 NURSE OFFICE05/06/2017 05/15/20177-SMA-NS

28.517-05-01342-008 RM 103 HALL05/06/2017 05/15/20178-SMA-WC

2.1617-05-01342-009 RM 10205/06/2017 05/15/201710-SMA-
DW

30.317-05-01342-010 RM 10305/06/2017 05/15/201711-SMA-
DW

<1.0017-05-01342-011 BLANK05/06/2017 05/15/201712-ASTM-
BLANK

Page 2of1



Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01342

170108; South Mountain Annex; 112 Glenview Rd; S
Orange, NJ 07079

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Page 2of2







 

Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  17, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Jefferson Elementary; 518 Ridgewood Rd; Maplewood, NJ 07040 

  

Report Number: 17-05-01344  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  

Client samples 2-JE-DW, 15-JE-WC, and 18-JE-WC were not taken per COC. 

Client sample 17-JE-S was not received. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Jefferson Elementary; 518 Ridgewood Rd; Maplewood, NJ 07040

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/17/2017

05/10/2017

17-05-01344

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

<1.0017-05-01344-001 RM B110 HALL05/06/2017 05/12/20171-JE-DW

6.1517-05-01344-002 RM A11305/06/2017 05/12/20173-JE-DW

5.6917-05-01344-003 RM A11405/06/2017 05/12/20174-JE-DW

3.7817-05-01344-004 RM A11605/06/2017 05/12/20175-JE-DW

7.1017-05-01344-005 RM A115 LEFT05/06/2017 05/12/20176-JE-DW

3.2017-05-01344-006 RM A115 RIGHT05/06/2017 05/12/20177-JE-DW

1.8517-05-01344-007 RM A11805/06/2017 05/12/20178-JE-DW

2.5817-05-01344-008 RM A11905/06/2017 05/12/20179-JE-DW

<1.0017-05-01344-009 NURSE OFFICE05/06/2017 05/12/201710-JE-NS

1.1917-05-01344-010 NURSE BATH05/06/2017 05/12/201711-JE-NS

<1.0017-05-01344-011 RM B111 HALL05/06/2017 05/12/201712-JE-DW

<1.0017-05-01344-012 RM B111 HALL05/06/2017 05/12/201713-JE-DW

<1.0017-05-01344-013 RM A203 HALL05/06/2017 05/12/201714-JE-WC
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<1.0017-05-01344-014 RM B201 HALL05/06/2017 05/12/201716-JE-WC

<1.0017-05-01344-015 RM A304 HALL05/06/2017 05/12/201719-JE-WC

3.3317-05-01344-016 TEACHER LOUNGE05/06/2017 05/12/201720-JE-TL

<1.0017-05-01344-017 BLANK05/06/2017 05/12/201721-ASTM
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01344

170108; Jefferson Elementary; 518 Ridgewood Rd;
Maplewood, NJ 07040

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  16, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Tuscan Elementary; 25 Harvard Ave; Maplewood, NJ 07040 

  

Report Number: 17-05-01349  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  

Client samples 3-TE-WC, 7-TE-WC and 8-TE-WC were not sampled per COC. 

Client sample 15-TE-DW was digested. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Tuscan Elementary; 25 Harvard Ave; Maplewood, NJ 07040

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/16/2017

05/10/2017

17-05-01349

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

<1.0017-05-01349-001 RM G16 HALL05/06/2017 05/12/20171-TE-WC

<1.0017-05-01349-002 RM G24 HALL05/06/2017 05/12/20172-TE-WC

<1.0017-05-01349-003 RM G24C HALL05/06/2017 05/12/20174-TE-WC

<1.0017-05-01349-004 RM G24C HALL05/06/2017 05/12/20175-TE-WC

<1.0017-05-01349-005 RM 108 HALL05/06/2017 05/12/20176-TE-WC

<1.0017-05-01349-006 RM 117 HALL05/06/2017 05/12/20179-TE-WC

<1.0017-05-01349-007 RM 117 HALL05/06/2017 05/12/201710-TE-WC

<1.0017-05-01349-008 NURSE OFFICE05/06/2017 05/12/201711-TE-NS

<1.0017-05-01349-009 RM 125 HALL05/06/2017 05/12/201712-TE-WC

2.6017-05-01349-010 RM 125 HALL05/06/2017 05/12/201713-TE-WC

<1.0017-05-01349-011 RM 12005/06/2017 05/12/201714-TE-WC

46.117-05-01349-012 RM 12205/06/2017 05/15/201715-TE-DW

<1.0017-05-01349-013 RM 12305/06/2017 05/12/201716-TE-DW

Page 2of1



<1.0017-05-01349-014 RM 202 HALL05/06/2017 05/12/201717-TE-WC

5.1517-05-01349-015 TAILER 3 SINK05/06/2017 05/12/201718-TE-S

<1.0017-05-01349-016 BLANK05/06/2017 05/12/201719-TE-
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01349

170108; Tuscan Elementary; 25 Harvard Ave;
Maplewood, NJ 07040

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  15, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Underhill Field; 58 Burr Rd; Maplewood, NJ 07040 

  

Report Number: 17-05-01353  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  Client samples 1-OFH-WC and 3-NFH-DW were not collected per COC. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Underhill Field; 58 Burr Rd; Maplewood, NJ 07040

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/15/2017

05/10/2017

17-05-01353

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

<1.0017-05-01353-001 NEW FIELD HOUSE05/06/2017 05/12/20172-NFH-IM

1.1817-05-01353-002 BOYS SHOWER05/06/2017 05/12/20174-NFH-DW

<1.0017-05-01353-003 NEW F H EXTERIOR05/06/2017 05/12/20175-NFH-DW

<1.0017-05-01353-004 NEW F H EXTERIOR05/06/2017 05/12/20176-NFH-DW

15.317-05-01353-005 CONCESSION STAND05/06/2017 05/12/20177-CS-S

<1.0017-05-01353-006 BLANK05/06/2017 05/12/20178-UF-
BLANK
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Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01353

170108; Underhill Field; 58 Burr Rd; Maplewood, NJ
07040

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  16, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 

170108; South Mountain Elementary; 444 South Orange Ave; S Orange, NJ 

07079 

  

Report Number: 17-05-01358  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  N/A 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; South Mountain Elementary; 444 South Orange Ave; S Orange, NJ
07079

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/16/2017

05/10/2017

17-05-01358

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

17.217-05-01358-001 RM 305/06/2017 05/15/20171-SME-S

1.3017-05-01358-002 RM 5 HALL05/06/2017 05/15/20172-SME-DW

<1.0017-05-01358-003 RM 905/06/2017 05/15/20173-SME-WC

<1.0017-05-01358-004 RM 120 HALL05/06/2017 05/15/20174-SME-WC

<1.0017-05-01358-005 RM 120 HALL05/06/2017 05/15/20175-SME-WC

1.3717-05-01358-006 RM 107 HALL05/06/2017 05/15/20176-SME-DW

<1.0017-05-01358-007 RM 107 HALL05/06/2017 05/15/20177-SME-DW

2.2117-05-01358-008 RM 10705/06/2017 05/15/20178-SME-DW

2.4617-05-01358-009 NURSE BATH05/06/2017 05/15/20179-SME-NS

5.6117-05-01358-010 05/06/2017 05/15/201710-SME-S

<1.0017-05-01358-011 RM 205 HALL05/06/2017 05/15/201711-SME-
DW

1.6817-05-01358-012 RM 200905/06/2017 05/15/201712-SME-S
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<1.0017-05-01358-013 BLANK05/06/2017 05/15/201713-SME-
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01358

170108; South Mountain Elementary; 444 South Orange
Ave; S Orange, NJ 07079

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  16, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Seth Boyden Elementary; 274 Boyden Ave; Maplewood, NJ 

  

Report Number: 17-05-01361  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  Client sample 14-SB-DW was digested. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Seth Boyden Elementary; 274 Boyden Ave; Maplewood, NJ

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/16/2017

05/10/2017

17-05-01361

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

1.9317-05-01361-001 RM G6 HALL05/06/2017 05/11/20171-SB-DW

2.7917-05-01361-002 RM G205/06/2017 05/11/20172-SB-DW

3.8917-05-01361-003 RM G105/06/2017 05/11/20173-SB-DW

1.7417-05-01361-004 G12 HALL05/06/2017 05/11/20174-SB-DW

<1.0017-05-01361-005 G12 HALL05/06/2017 05/11/20175-SB-DW

<1.0017-05-01361-006 G14 HALL05/06/2017 05/11/20176-SB-DW

1.9717-05-01361-007 G14 HALL05/06/2017 05/11/20177-SB-DW

<1.0017-05-01361-008 CAFETERIA05/06/2017 05/11/20178-SB-DW

<1.0017-05-01361-009 CAFETERIA05/06/2017 05/11/20179-SB-DW

1.3017-05-01361-010 RM 102 HALL05/06/2017 05/11/201710-SB-DW

7.5617-05-01361-011 OFFICE FOYER05/06/2017 05/11/201711-SB-DW

6.7417-05-01361-012 OFFICE FOYER05/06/2017 05/11/201712-SB-DW

1.4417-05-01361-013 NURSE OFFICE05/06/2017 05/11/201713-BS-NS
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44417-05-01361-014 RM 105 HALL05/06/2017 05/15/201714-SB-DW

<1.0017-05-01361-015 RM 105 HALL05/06/2017 05/11/201715-SB-DW

1.1117-05-01361-016 RM 203 HALL05/06/2017 05/11/201716-SB-DW

<1.0017-05-01361-017 RM 206 HALL05/06/2017 05/11/201719-SB-DW

<1.0017-05-01361-018 BLANK05/06/2017 05/11/201721-SB-
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01361

170108; Seth Boyden Elementary; 274 Boyden Ave;
Maplewood, NJ

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  16, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Clinton Elementary; 27 Berkshire Rd; Maplewood, NJ 07040 

  

Report Number: 17-05-01365  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  Client samples 14-CE-DW, 15-CE-DW and 16-CE-DW were not sampled per COC. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Clinton Elementary; 27 Berkshire Rd; Maplewood, NJ 07040

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/16/2017

05/10/2017

17-05-01365

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

<1.0017-05-01365-001 RM 101 HALL05/06/2017 05/15/20171-CE-WC

<1.0017-05-01365-002 RM 101 HALL05/06/2017 05/15/20172-CE-WC

<1.0017-05-01365-003 CAFETERIA05/06/2017 05/15/20173-CE-S

1.7517-05-01365-004 RM HALL 10905/06/2017 05/15/20174-CE-DW

<1.0017-05-01365-005 RM HALL 10905/06/2017 05/15/20175-CE-DW

1.3217-05-01365-006 RM 106 HALL05/06/2017 05/15/20176-CE-DW

4.8917-05-01365-007 RM 102 HALL05/06/2017 05/15/20177-CE-DW

1.0317-05-01365-008 RM 105 HALL05/06/2017 05/15/20178-CE-DW

<1.0017-05-01365-009 RM 105 HALL05/06/2017 05/15/20179-CE-DW

3.6817-05-01365-010 NURSE OFFICE05/06/2017 05/15/201710-CE-NS

<1.0017-05-01365-011 NURSE BATHROOM05/06/2017 05/15/201711-CE-NS

<1.0017-05-01365-012 TEACHER LOUNGE05/06/2017 05/15/201712-CE-TL

1.0717-05-01365-013 RM 22305/06/2017 05/15/201713-CE-S
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6.6517-05-01365-014 RM 211 HALL05/06/2017 05/15/201717-CE-DW

3.4917-05-01365-015 RM 214 HALL05/06/2017 05/15/201718-CE-DW

<1.0017-05-01365-016 RM 214 HALL05/06/2017 05/15/201719-CE-DW

<1.0017-05-01365-017 ASTM BLANK05/06/2017 05/15/201720-ASTM-
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01365

170108; Clinton Elementary; 27 Berkshire Rd;
Maplewood, NJ 07040

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  16, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Maplewood Middle; 7 Burnet St; Maplewood, NJ 07040 

  

Report Number: 17-05-01378  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  

Client samples 4-MM-S, 11-MM-DW, 13-MM-DW and 14-MM-DW were not 

taken per COC. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Maplewood Middle; 7 Burnet St; Maplewood, NJ 07040

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/16/2017

05/10/2017

17-05-01378

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

<1.0017-05-01378-001 HALL BY 50205/07/2017 05/12/20171-MM-WC

46.817-05-01378-002 TEACHER LOUNGE05/07/2017 05/12/20172-MM-TL

<1.0017-05-01378-003 HALL BY 50305/07/2017 05/12/20173-MM-WC

<1.0017-05-01378-004 RM 138 HALL05/07/2017 05/12/20175-MM-WC

1.1117-05-01378-005 NURSE OFFICE05/07/2017 05/12/20176-MM-NS

1.7217-05-01378-006 NURSE BATH05/07/2017 05/12/20177-MM-NS

<1.0017-05-01378-007 RM 153 HALL05/07/2017 05/12/20178-MM-WC

<1.0017-05-01378-008 GIRLS LOCKER RM HALL05/07/2017 05/12/20179-MM-WC

18.017-05-01378-009 GIRLS LOCKER RM05/07/2017 05/12/201710-MM-DW

6.7617-05-01378-010 BOYS LOCKER RM HALL05/07/2017 05/12/201712-MM

1.4317-05-01378-011 KTICHEN05/07/2017 05/12/201715-MM-FP

16.717-05-01378-012 KTICHEN05/07/2017 05/12/201716-MM-FP

<1.0017-05-01378-013 KTICHEN05/07/2017 05/12/201717-MM-IM
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<1.0017-05-01378-014 RM 290 HALL05/07/2017 05/12/201718-MM-WC

<1.0017-05-01378-015 RM 286 HALL05/07/2017 05/12/201719-MM-WC

2.8517-05-01378-016 RM 162 HALL05/07/2017 05/12/201720-MM-DW

<1.0017-05-01378-017 BLANK05/07/2017 05/12/201721-ASTM
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01378

170108; Maplewood Middle; 7 Burnet St; Maplewood,
NJ 07040

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  16, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Administration Bldg; 525 Academy St; Maplewood, NJ 07040 

  

Report Number: 17-05-01380  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  N/A 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 
  

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Administration Bldg; 525 Academy St; Maplewood, NJ 07040

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/16/2017

05/10/2017

17-05-01380

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

3.4017-05-01380-001 KITCHEN SINK05/07/2017 05/15/20171-AB-FC

<1.0017-05-01380-002 BLANK05/07/2017 05/15/20172-AB-
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010
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Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  17, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; South Orange Middle School; 70 N Ridgewood Rd; S Orange, NJ 07079 

  

Report Number: 17-05-01382  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  

Client samples 4-SOM-WC, 5-SOM-WC, and 17-SOM-WC were not taken per 

COC. Client samples 2-SOM-WC, 11-SOM-NS and 16-SOM-WC were not 

received. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; South Orange Middle School; 70 N Ridgewood Rd; S Orange, NJ
07079

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/17/2017

05/10/2017

17-05-01382

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

<1.0017-05-01382-001 JANITOR CLOSET 105/07/2017 05/15/20171-SOM-WC

<1.0017-05-01382-002 RM 107 HALL05/07/2017 05/15/20173-SOM-WC

1.8117-05-01382-003 STOARGE HALL 1405/07/2017 05/15/20176-SOM-WC

1.2617-05-01382-004 STORAGE HALL 1405/07/2017 05/15/20177-SOM-WC

<1.0017-05-01382-005 JANITOR CLOSET 2605/07/2017 05/15/20178-SOM-WC

<1.0017-05-01382-006 MAIN OFFICE05/07/2017 05/15/20179-SOM-S

2.7817-05-01382-007 MAIN OFFICE05/07/2017 05/15/201710-SOM-
WC

6.4917-05-01382-008 NURSE OFFICE05/07/2017 05/15/201712-SOM-
NS

<1.0017-05-01382-009 JANITOR CLOSET 22 HALL05/07/2017 05/15/201713-SOM-
WC

2.6417-05-01382-010 TEACHER LOUNGE05/07/2017 05/15/201714-SOM-
TL

<1.0017-05-01382-011 RM 283 HALL05/07/2017 05/15/201715-SOM-
WC

<1.0017-05-01382-012 389 HALL05/07/2017 05/15/201718-SOM-
WC
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<1.0017-05-01382-013 359 HALL05/07/2017 05/15/201719-SOM-
WC

4.2517-05-01382-014 KITCHEN05/07/2017 05/15/201720-SOM-
FP

<1.0017-05-01382-015 KITCHEN05/07/2017 05/15/201721-SOM-IM

<1.0017-05-01382-016 BLANK05/07/2017 05/15/201722-ASTM
BLANK

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01382

170108; South Orange Middle School; 70 N Ridgewood
Rd; S Orange, NJ 07079

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Page 2of2









 

Environmental Hazards Services, LLC ● 7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010 

 

                Environmental Hazards Services, LLC 

 
 

May  17, 2017  

  

LEW Corp  

1090 Bristol Rd.  

Mountainside, NJ 07092  

 

                                                                      PROJECT INFORMATION 

 

Project/Test Address: 170108; Columbia HS; 17 Parker Ave; Maplewood, NJ 07040 

  

Report Number: 17-05-01384  

  

Analysis Type: Lead – Standard Method 3113B 

  

Lab Accreditation 

Number:  NJ-VA008/NY-11714 

  

Results, Discussion 

Qualifiers:  

Client samples 2-HS-NS, 4-HS-DW, 5-HS-DW, 15-HS-WC, 24-HS-WC, 27-HS-DW, 

28-HS-DW, 29-HS-DW, 33-HS-DW, 34-HS-DW, AND 35-HS-DW were not taken 

per COC. 

 
 
 
 
 

 
Julie Dickerson 

Laboratory Administrator 

Environmental Hazards Services, LLC 

 
 
 
 

7469 Whitepine Rd.● Richmond, VA  23237 ● 800-347-4010•jdickerson@leadlab.com 



Analysis Report

Client:

Project/Test Address:

LEW Corp

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

170108; Columbia HS; 17 Parker Ave; Maplewood, NJ 07040

Client Number:

201327

Fax Number:

Ext 18Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

05/17/2017

05/10/2017

17-05-01384

Reported Date:

Received Date:

Report Number:

1090 Bristol Rd
Mountainside, NJ 07092

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Neil Wendt

Tech Certification #:

Lab Sample
Number

5.4617-05-01384-001 NURSE OFFICE05/07/2017 05/15/20171-HS-NS

3.7317-05-01384-002 NURSE BATH STAFF05/07/2017 05/15/20173-HS-NS

<1.0017-05-01384-003 C134 HALL05/07/2017 05/15/20176-HS-WC

3.2017-05-01384-004 B114 HALL05/07/2017 05/15/20177-HS-DW

1.4817-05-01384-005 B114 HALL05/07/2017 05/15/20178-HS-DW

1.3917-05-01384-006 D105 HALL05/07/2017 05/15/20179-HS-DW

1.0317-05-01384-007 D105 HALL05/07/2017 05/15/201710-HS-DW

<1.0017-05-01384-008 A129 HALL05/07/2017 05/15/201711-HS-DW

6.3517-05-01384-009 KITCHEN05/07/2017 05/15/201712-HS-FP

1.4817-05-01384-010 KITCHEN05/07/2017 05/15/201713-HS-FP

<1.0017-05-01384-011 KITCHEN05/07/2017 05/15/201714-HS-IM

6.0517-05-01384-012 BLACK BOX HALL05/07/2017 05/15/201716-HS-DW

2.2117-05-01384-013 BLACK BOX HALL05/07/2017 05/15/201717-HS-DW
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1.3817-05-01384-014 A241 HALL05/07/2017 05/15/201718-HS-DW

2.1917-05-01384-015 A241 HALL05/07/2017 05/15/201719-HS-DW

1.2017-05-01384-016 D203 HALL05/07/2017 05/15/201720-HS-DW

<1.0017-05-01384-017 D203 HALL05/06/2017 05/15/201721-HS-DW

<1.0017-05-01384-018 TEACHER LOUNGE WC05/06/2017 05/15/201722-HS-TL

3.1317-05-01384-019 TEACHER LOUNGE SINK05/06/2017 05/15/201723-HS-TL

3.5617-05-01384-020 B230 HALL05/06/2017 05/15/201725-HS-DW

8.1017-05-01384-021 B230 HALL05/06/2017 05/15/201726-HS-DW

<1.0017-05-01384-022 C229 HALL05/06/2017 05/15/201730-HS-DW

2.4617-05-01384-023 BOYS BATH HALL 3RD FL05/07/2017 05/15/201731-HS-DW

1.0217-05-01384-024 D301 HALL05/07/2017 05/15/201732-HS-DW

2.0517-05-01384-025 B328 HALL05/07/2017 05/15/201736-HS-DW

8.3917-05-01384-026 B328 HALL05/07/2017 05/15/201737-HS-DW

3.3917-05-01384-027 2ND FLR05/07/2017 05/15/201738-HS-HE

<1.0017-05-01384-028 BLANK05/07/2017 05/15/201739-ASTM
BLANK

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01384

170108; Columbia HS; 17 Parker Ave; Maplewood, NJ
07040

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Page 3of2



Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 17-05-01384

170108; Columbia HS; 17 Parker Ave; Maplewood, NJ
07040

201327

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NJ VA008

SM 3113B-2010
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