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Harry Seifert

Enclosed are the results of analyses for samples received by the laboratory on 02/15/22 11:08.  Samples were 

analyzed pursuant to client request utilizing EPA or other ELAP approved methodologies.  I certify that this 

data is in compliance both technically and for completeness.  

22 February 2022

Attn:

EMA Log #: 22B0449

Laboratory Director

Leland S. Pitt

CA ELAP Certification #: 2564

Project:

9590 Chesapeake Dr. - San Diego, California 92123 - (858) 560-7717 - Fax (858) 560-7763

Analytical Chemistry Laboratory

PLEASE NOTE OUR NEW LOCATION:



Project Name:

Wynola Water DistrictClient Name: EMA Log #:  22B0449

WYNOLA WATER DISTRICT

Sample ID Laboratory ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Date Received

CA3701837_DIST_003 - ROU 22B0449-01 02/15/22 09:30 02/15/22 11:08Drinking Water

The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project Name:

Wynola Water DistrictClient Name: EMA Log #:  22B0449

WYNOLA WATER DISTRICT

Microbiological Parameters by Standard Methods

 Analyte  Result MDL Limit
Reporting

Units Dilution Batch
Sample Prepared
Sample Analyzed Method Notes Analyst

CA3701837_DIST_003 - ROU (22B0449-01) Drinking Water    Sampled: 02/15/22 09:30   Received: 02/15/22 11:08

SM922302/15/22 15:10
02/16/22 15:30

MPN/10

0 ml

20215461Total Coliforms ND 11 AZ

"02/15/22 15:10
02/16/22 15:30

" ""E. Coli ND 11 AZ

The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project Name:

Wynola Water DistrictClient Name: EMA Log #:  22B0449

WYNOLA WATER DISTRICT

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Microbiological Parameters by Standard Methods - Quality Control

MDL Analyst

Batch 2021546

Blank (2021546-BLK1) Prepared: 02/15/22  Analyzed: 02/16/22 

Total Coliforms MPN/10

0 ml

1ND 1 AZ

E. Coli "1ND 1 AZ

The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project Name:

Wynola Water DistrictClient Name: EMA Log #:  22B0449

WYNOLA WATER DISTRICT

Notes and Definitions 

Sample results reported on a dry weight basis (if indicated in units column)

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limit (or method detection limit when specified)ND

MDL Method detection limit (indicated per client's request)

The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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