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Wynola Water District
Service Area

Figure 2.2-1 Rev.5 3/5/16

110,000 gallon water storage tanks and pump house

6 inch transite distribution line(*)

Distribution Line Shutoff Valves ( Blue Covers)

2 or 3 inch supply lines from wells

72 Homes served (# = Lot Number)

1 Wells

Supply Lines Shutoff Valve

1349 SV

1383 SV

1421 SV

1449 SV

1507 SV

1539 SV

1563 SV

1621 SV

1643 SV

1707 SV

1706 SV

1606 SV

1548 SV

1440 SV

4742 MB

4701 MB4743 MB

4824 MB

4944 MB

4855 MB

4861 MB

4924 MB

5033 MB

5065 MB

5097 MB

5094 MB

5088 M
B

5076 MB

1380 SP

1388 SP

1387 SP

1333 SP

1328 RW

1182 RW

1139 RW

1125 RW

1305 LD

1223 LD

1201 LD1202 LD

1210 LD

1222 LD

1234 LD

1308 LD

1405 OF
1402 OF

1424 OF

1452 OF

1546 OF

1602 OF

1634 OF

1648 OF

1619 OF

4927 MR

4916 MR

4860 MR

4834 MR

4861 MR

4862 MR

4817 MR

4763 MR

4721 MR

4736 MR

4731 GS
4763 GS4839 GS

4863 GS4917 GS

4838 GS
4812 GS 4756 GS

#### XX #### = Street Address 
XX: GS=Glenside, LD=Lakedale, MB=Mountainbrook,
       MR=Meadowridge, OF=Oakforest, RW=Riverwood,
       SP=Sunnypoint,  SV=Springview

Fire Hydrants (White Valve Covers)19
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Shaded portion of Springview 
Road is maintained by the 
County.

Private Pools

Water Sampling
Wynola Water District

PO Box 193
Santa Ysabel, CA 92070

Sampler:B.A. Keresztury
PO Box 301
Julian, CA 92036
760-765-0693

Lab: EnviroMatrix 
Analytical, Inc. 
4340 Viewridge Ave., Ste A
San Diego, CA 92123
858-560-7717
www.enviromatrixinc.com

5 Bacteriological Sample Sites 
(Lots 4, 11, 24, 34 & 88)

5 Lead & Copper Sample Sites
-All homes built after 1982
(Lots  4, 10, 45, 68 & 88)

Country Tract 3678-3
Unit-1 MAP 6611
Unit-2 MAP 8337
Unit-3 MAP 10085

* Note: Refer to County of San Diego 
Tract 3678-3 Improvement Plans for 
the location of the 6" Transite (6" 
A.C.) water distribution mains along 
the streets.

#

(with 4" valve for fire truck connection)

2 inch pvc extension of distribution line

46
11235 LD

1177 RW

1213 RW




