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SUMMARY 

Ponderosa Pines is a subdivision near La Pine, OR.    A vicinity map showing its general location is given 
in Figure 1.    Initial development of the subdivision began  in 1970 with the approval of 103  lots which 
comprise the original development.    Four subsequent phases were later added.    With approval of the 
Fourth Addition in 1978, the subdivision grew to a total of 490 lots. 
 

 
Figure 1‐Ponderosa Pines Vicinity Map 

Of the 490 total  lots, 434 are occupied on either a  full or part time basis.    The remaining 56  lots are 
either unoccupied or unbuilt.    No additional phases of the development are planned.    Based on past 
growth patterns,  full buildout of  the  subdivision by  is anticipated by 2029.    Based on an average  lot 
occupancy of 2/lot, the buildout population will be approximately 990 residents. 
 
Water for the subdivision is supplied through a system supplied by two wells and distributed through a 
network  of  PVC  pipes.    The  system  is  owned  by  the  Ponderosa  Pine  Property  Owners  Association 
(PPPOA), and operated by the Ponderosa Pines Water Company (PPWC).      Construction of the water 
system began with the construction of the 103 lots platted in the original development.    Extensions to 
the water distribution system were added concurrent with the development of each phase. 
 
Analysis  of  the  existing water  system  indicates  the  system  is  adequate  to meet  the  peak  demands 
expected once all lots are occupied.    Existing facilities are also capable of delivery of at least 250 gpm 
for fire protection.    Higher flow rates for fire protection may be drawn during off‐peak times.    Water 
for  fire  protection  is  currently  drawn  using  standpipes  requiring  specialized  connections  rather  than 

T440P
Highlight



Ponderosa Pine Water Company  iv  2015 Water Master Plan Update 
January 29, 2015                      11137.002.01 

from standard fire hydrants. 
 
At present PPWC charges residents based on a flat rate with an additional surcharge for any use above 
240,000 gallons/year.    Due to the time and effort required to collect meter readings, meters are read 
once  annually.    Some discussion of  reading meters  charging users more  frequently has  taken place; 
however,  the  time  and  effort  required  makes  this  impractical  at  present.    In  order  to  do  this, 
replacement of existing meters with a more dependable Automatic Meter Reading (AMR) system would 
be needed, but due to the high cost for such a system, it’s unlikely that the cost would be offset by time 
savings over the life of the meter.    Upgrading to an AMR system is not recommended at this time. 
 
Water  for  the  system  is  supplied  through  two  groundwater  sources,  identified  as Wells  #1  and  #2.   
Well  #2  serves  as  the main  source,  while Well  #1  is  used  as  a  backup  for  emergencies.    Well  #1 
discharges directly to the distribution system while Well #2 discharges to an Aboveground Storage Tank 
(AST).    From the AST, water is supplied to the distribution system by a bank of booster pumps.    Both 
wells  are  operated  under  three  Water  Right  Permits.    The  permits  are  currently  required  to  be 
certificated by 2024 and 2026 for Wells #1 and #2 respectively. 
 
At  this  time,  the  system  cannot be  supplied  from Well #1  if  the booster pumps are operating.    This 
limits  the  use  of Well  #1.    PPWC  has  expressed  interest  in  augmenting  their  sources  to  improve 
flexibility of  their  supply.    The  following alternatives were considered  in  this master plan  in order  to 
meet this end: 
 

 Installation of a 6‐inch main from Well #1 that would discharge directly to the AST 

 Construction of a second AST and booster station at Well #1 

 Drilling a third well in the vicinity of Well #2 that would discharge to the existing AST 
 

Based on an analysis of  the  three alternatives, drilling a  third well  is  recommended as  the preferred 
alternative based on cost.    This is discussed in greater detail in the report.    Water rights would need 
to  be  obtained  to  use  water  from  a  third  well,  which  could  most  easily  be  obtained  through  an 
amendment to PPWC’s existing water right permits. 
 
The existing distribution system consists of a network of 2, 4, 6, and 8‐inch PVC pipe fed by a booster 
pump system that draws from the AST.    The system is well looped and valved to allow isolation of most 
sections with relative ease.    Because of the pipe’s age, concerns have been raised over  its remaining 
service life.    At the time the 2001 Master Plan was prepared, the service life of PVC pipe was thought 
to be 30‐50 years.    However, recent research now  indicates that PVC pipe can  last up to and beyond 
100 years  if  installed properly.    Based on the  lack of problems with pipe failure experienced over the 
past 40 years, this appears to be  the case  for  the PPWC system.    For this master plan update, an 80 
year service life is assumed for the system piping based on current research and local experience. 
 
Short term improvements for the system include: 
 

 the addition of fire hydrants to improve access to water for firefighting activity, and 

 the installation of four sampling stations to facilitate collection of samples for testing, and 

 drilling a 3rd well to augment their water sources. 
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These  improvements may be funded either on a pay‐as‐you‐go basis, or through short term financing.   
Funding for these  improvements could be achieved by  increasing reserve rates from $75 to $103/year 
increase in the rates for all users for the next 10 years. 
 
Long term improvements include replacement of existing system piping as it nears the end of its service 
life and of the aboveground storage tank.    Based on an 80‐year service life for the distribution system 
piping and a 60‐year service  life for the tank, replacement would commence  in 2050 and conclude by 
2058.    The community can begin preparation  for  this work by creating a reserve  fund  to cover all or 
part of the costs of pipe and tank replacement at this time.    Based on projected costs, a rate increase 
of  approximately  $31/month  or  $370/year  from  all  water  users  would  fully  fund  line  replacement 
projects  by  this  date.    Smaller  increases  could  also  be  considered  that  would  partially  fund 
replacement  costs,  with  the  remainder  funded  through  financing  at  the  time  of  replacement.   
However,  further discussion by  the community  is  recommended before action  is  taken on  funding of 
long term improvements. 
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I. INTRODUCTION 

Ponderosa Pines is a single family residential development located near the community of La Pine, OR.   
The  original  development  included  103  lots  and  was  platted  in  1970.    Over  the  years  subsequent 
phases were added bringing the total to 490 lots by 1978.    Currently, 434 lots are occupied on a full or 
part  time  basis,  and  56  lots  are  unoccupied.    A  vicinity map  showing  the  development’s  location  is 
included in the previous section. 
 
Water for the development is provided by the Ponderosa Pines Water Company (PPWC), a private water 
association owned by the Ponderosa Pines Homeowners Association (PPPOA).    Water is supplied from 
two wells  located within the development,  identified respectively as Well #1 and Well #2.    Well #2  is 
the primary source.    Water from Well #2 is pumped to an Aboveground Storage Tank (AST).    Water is 
drawn from the tank by a booster pump station and is distributed throughout the development through 
a network of PVC pipelines ranging in diameter from 2‐8 inches.    Well #1 was the original source, but 
now  is used as a backup source  for emergencies.    Services within the development are metered.    A 
number of meters allow  for Automatic Meter Reading  (AMR), but a number of meters have  failed  in 
recent years and can now only be  read manually.    Two‐inch  standpipes are  interspersed  throughout 
Ponderosa Pines that allow water to be drawn for fire protection.    A map depicting the  layout of the 
water system map is included in Appendix J of this report. 
 
PPWC has a current master plan in accordance with OAR 333‐061‐0060 (5).    In 2001 a master plan was 
prepared by Century West in fulfillment of this requirement.    That report included the following items: 
 

 Overall Summary 

 A description of existing facilities 

 A 20‐year growth projection, future demand assessment, and improvement plan 

 A recommended program of improvements 

 An evaluation of financing options for future improvements 
 
Key  recommendations of  the 2001 master plan  included:    metering of service connections  to enable 
development and adoption of a rate structure based on actual use by individual residents, and planning 
for replacement of existing distribution system piping. 
 
Although not  required by  statute, Ponderosa Pines Water has elected  to update  their master plan  to 
help guide the ongoing operation of the system and to help in planning and preparing for future costs of 
maintenance and replacement of system components.    Key issues they wish to evaluate include: 
 

 replacing existing meters with more dependable units to facilitate AMR 

 replacement of the existing standpipes with more conventional fire hydrants 

 augmentation of their source(s) to improve source redundancy; and 

 refinement of the schedule and costs for distribution system replacement. 
 

Other elements of the plan are updated  in this plan,  including:    the system description, service goals, 
population  projections,  existing  system  evaluation,  upgrade  alternatives,  financial  planning,  and 
recommended improvements.    These master plan elements are presented in the following sections. 
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II. POPULATION AND WATER USE 

A. Population Trends since Inception 

Since its inception, in 1970, Ponderosa Pines has experienced continuous growth that has tapered off as 
more of the development  is built out.    In 2001,  it was estimated that all Phases would be completely 
developed by 2010.    However,  in the 10 years since, growth has slowed and full development  is now 
projected  to  happen on or  around  2029.    This  is based on  the  growth  trends of  the  past  10  years.   
Currently, 56 lots remain available.    Given the population density of 2 persons/lot, the total population 
at  buildout  would  be  approximately  980.    The  population  after  this  time  is  expected  to  remain 
constant.    Population records for the development are included in Appendix A. 

B. Water Use 

Records have been kept of water use for the years 1991 to the present (2014).    These data are based 
on  readings  from  flow  meters  located  at  Wells  #1  and  2  which  supply  the  development’s  water.   
Annual totals are shown below in Figure 2.    Copies of the water use records are included in Appendix B. 
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Figure 2‐Population and Water Use 

Although peak monthly use has seen little change, total water use over the course of the year dropped 
significantly  beginning  in  2002.    Since  2008,  total  water  annual  use  has  been  stable  despite  the 
continued population growth of the community.    Reductions are likely due to conservation efforts and 
possibly surcharges that were implemented for high use (over 240,000 gallons/year/service). 

Monthly use for the last full year of data is shown in Figure 3.    Monthly use peaks during the summer 
months  when  lawn/garden  irrigation  is  highest.    Higher  summer  use  may  also  be  due  to  ground 
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irrigation to reduce fire danger. 
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Figure 3‐2013 Monthly Totals 

Based on the estimated population and maximum monthly use, the peak monthly use per capita may be 
estimated.    This  is shown  in Figure 4.    As  is the case with annual use, the amount of water used per 
person  in  the  community  has  also  dropped  since  2002  and  leveled  off  to  approximately  250  gpcd.   
Based  on  this  estimate  of  peak  daily  use  per  person  and  a  peak  factor  of  2.9,  the  maximum 
instantaneous use is approximately 475 gpm. 
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C. Fire Protection Requirements 

Based on  the predominance of  small diameter  (two  to  six  inch) pipe  that  serves  the  community,  fire 
protection  does  not  appear  to  have  been  a major  consideration  in  the  original  design  of  the water 
system.    No  fire  hydrants  are  located  within  the  system;  however,  2‐inch  standpipes  have  been 
interspersed throughout the system that allows water to be drawn for fire protection.    The standpipes 
require special fittings.    The La Pine Fire Department, the first responder under normal circumstances, 
is  equipped  with  the  necessary  adapters  to  connect  to  these  standpipes  as  is  the  PPW.    Other 
responders that might be  involved with fire fighting would be unable to utilize the standpipes without 
either  borrowing  extras  from  the  La  Pine  Fire  Department  or  by  first  going  to  the  PPWC  office.   
Replacing the standpipes with standard fire hydrants would allow them to draw water without delay for 
firefighting efforts involving multiple responders. 

The Insurance Services Office (ISO) rates areas for fire risk on a scale of 1‐10.    One is the best and ten is 
the worst.    Ponderosa  Pines  has  an  ISO  rating  for  fire  protection which  is  posted  on  their website.   
The addition of fire hydrants would likely result in a lowering of the ISO rating for Ponderosa Pines, and 
possibly  a  lowering  of  residents  cost  for  homeowners  insurance.    Individual  homeowners  should 
consult their insurance agents for the exact impacts. 

D. Projected Demand and Storage at Buildout. 

Based on past trends in population and growth, the annual demand at full buildout has been projected.   
In the year 2029, when full buildout is expected, the annual demand for Ponderosa Pines is anticipated 
to be 43,000,000 gallons.    During times of peak water usage the flow rates are projected to be as high 
as 500 gpm.    Supporting calculations are included in Appendix J. 
 
Water storage requirements at buildout have also been calculated.    A total storage capacity of 346,750 
gallons  is recommended to meet operational, fire flow, and reserve requirements.    Calculation of the 
recommended storage is shown in Table 1.   
 

Maximum Daily Use 250 gpcd
Buildout Population 980
Max. Daily Demand 245,000 gal.

Fire Protection Storage
Fire Flow Requirement 270 gpm
Duration 2 hr.
Total Fire Protection Storage 32,400 gal.

Reserve Storage 277,400 gal.
Safety Factor 1.25
Recommended Storage at Buildout 346,750 gal.   

Table 1‐Storage Requirements 
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III. EXISTING FACILITIES 

A. System Inventory 

Water for Ponderosa Pines is supplied by two wells, one that feeds directly into the distribution system, 
and one  that pumps  to an AST.    Water  is distributed  to users via a network of PVC pipes waterlines 
ranging 2‐8  inches  in diameter.    The pipes are  looped  throughout  the community and valved so  that 
specific  sections  can  be  shut  down without  disruption  of  service  to  the  rest  of  the  community.    A 
general layout of the community’s water system is included on the map found in Appendix I.    Detailed 
descriptions of the existing facilities are included in the following sections. 

1. Wells 

Two wells,  identified  simply as Well #1 and Well #2,  supply all water  for  the  system and operate 
under three water right permits that allow up to 1.53 cfs (688 gpm) to be pumped.    A description 
of each well is given below. 

a. Well #1 

Well #1 was drilled  in 1970.    It has a six‐inch diameter and a total depth of 232 feet.    The static 
water  level  is  90  feet below  the  ground  surface.    Well  #1 houses  a  9  stage  Jacuzzi  submersible 
vertical  turbine pump powered by  a  25 hp motor  that pumps water  to  the  surface.    The pump 
operates at 1760 rpm, and is capable of an output of 150 gpm at a total dynamic head of 115 feet. 

Well #1 operates under two water rights permits  (G‐6799 and G‐8502) that were granted  in 1976 
and 1979.    Permit G‐6799 allows for 0.33 cfs (148 gpm) to be used in the original development and 
the first addition.    The second permit allows for an additional 150 gpm to be used for the 2nd‐4th 
additions.    The original permits called for completion by 1977 and 2000.    However, both permits 
have been extended to 2024. 

Well #1 currently serves as a backup source for Well #2, and as a supplemental source of water.    A 
copy of the well log, water rights permits, and pump data are included in Appendix D. 

b. Well #2 

Well #2 was drilled  in 1979.    It has a 10  inch diameter with a total depth of 403 feet.    The static 
water  level  is 78 feet below the ground surface.    This  level has remained constant since the time 
the  well  was  drilled.    Well  #2  houses  a  Johnston  six  stage  submersible  vertical  turbine  pump 
powered by a 20 hp motor.    The pump operates at 3450 rpm, and  is capable of an output of 510 
gpm at a total dynamic head of 144 feet. 

Well #2 operates under a water right permit that was granted in 1979.    It allows up to 0.87 cfs to 
be drawn which may be used throughout the entire community.    The permit called for completion 
by 1981.    However, the completion date has been extended to 2027. 

Well #2 serves as the primary source throughout the year.    Copies of the water well report, water 
rights permit and pump data are included in Appendix E. 
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2. Storage Tank 

Water is stored in a single aboveground tank.    It was constructed in 1997 to address the need for 
additional  storage due  to  resulting  from  the  increased population within  the development.    The 
tank  is a 61.5‐foot diameter bolted, glass  fused‐to‐steel  tank with a maximum storage capacity of 
428,000 gallons.    Currently, the well pump controls are set to use approximately 345,000 gallons.   
The storage tank  is fed by Well #2.    At this time, there  is no piping to allow the tank to be fed by 
Well #1. 

Additional information on the tank is included in Appendix F. 

3. Booster Pump Station 

A booster station consisting of a bank of three pumps operating identified simply as Pumps #1, #2, 
and #3 draws water from the storage tank to pressurize the distribution system.    Pump #1 is a 3 hp 
Berkeley BVM8‐40 that operates at 3450 rpm and functions as the lead pump.    It runs full‐time and 
supplies water to the community during periods of  low use.    Pumps #2 and #3 are 15 hp Cornell 
2W centrifugal pumps with 7  inch  impellers that operate at 3,530 rpm.    Pump #2 turns on when 
demands  exceed what  can  be  supplied  by  Pump  #1  alone.    Pump  #3  turns  on when  demands 
exceed what can be supplied by Pumps #1 and #2. 

 
Additional information on the pumps is included in Appendix G. 

4. Distribution System 

The distribution system consists of a network of 2, 4, 6, and 8‐inch ASTM D‐2241, Class 160 PVC pipe 
looped throughout the development.    The approximate quantities of each size are given below. 

 
    Size       Total Length, ft. 
    2        600 
    4        21,100 
    6        41,000 
    8        300 
 
Individual lots are served through 1” service connections.    All occupied lots are metered, but the meter 
reading  systems  have  been  failing  over  the  years  so  that  only  120  currently  work.    Back  flow 
prevention  devices  are  also  installed  on  all  occupied  lots  and  provide  protection  against 
cross‐connections. 

B. Maintenance and Upgrades 

During  the  past  40  years  of  its  existence,  there  have  been  few  issues  with  the  maintenance  and 
operation of the Ponderosa Pines water system.    Upgrades have been made as needed to address the 
needs  of  the  development.    Generally  these  have  included  replacement  and  repairs  to  the  pumps, 
construction of the storage tank, and the addition of meters and backflow devices. 
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IV. WATER QUALITY AND REGULATORY REQUIREMENTS 

A. Safe Drinking Water Act 

As part of the Safe Drinking Water Act of 1986, the EPA set maximum levels for 83 compounds plus an 
additional  25  every  three  years  thereafter.    The  Safe Drinking Water Act  is  administered  in Oregon 
through  the OHD as described  in ORS 448.119‐285, 454.235, 255, and 757.005.    These  statutes give 
OHD authority  to  require  testing and monitoring of water  intended  for public use.    Ponderosa Pines 
has  complied with OHD  requirements and  regularly  tests  its water.    Water has been  found  to be of 
excellent  quality.    No  contaminants  have  been  found  in  significant  quantities  despite  the  fact  that 
there are no disinfection facilities.    Copies of the most recent test results are included in Appendix H. 

B. Wellhead Protection 

With  the  passage of  the Groundwater Act of  1989,  the  state began  taking  steps  to help  ensure  the 
ongoing  quality  of  groundwater  resources.    In  response,  DEQ  and  OHD,  together  with  a  citizens 
advisory committee, have begun an effort to increase public awareness and develop rules for voluntary 
wellhead  protection  programs  (WHP).    These  programs  may  be  initiated  by  any  Responsible 
Management Authority (RMA).    RMA’s may include: 
 

 Public Water Systems 

 Counties 

 Special Districts 

 Indian Tribes 

 The State/Federal Government 
 
Initiation of a voluntary wellhead protection program involves the following eight steps. 
 
The RMA  contacts DEQ or OHD  and  sets up  a workshop or meeting  for  an  introduction  to wellhead 
protection. 
 

 The RMA identifies/cooperates with other RMA’s and assembles a Local WHP Advisory Team to 
include representatives from the various interests and local communities potentially affected by 
the WHP. 
 

 RMA’s or their consultant conduct a DELINEATION of WHP area and gains sign off from OHD. 
 

 The Team solicits volunteers as necessary and performs  INVENTORY using technical assistance 
from DEQ. 
 

 The Team develops the management approach using technical assistance from OHD. 
 

 RMA’s develop a CONTINGENCY PLAN using technical assistance from OHD. 
 

 RMA’s develop a plan describing procedures for any NEW WELLS (due to  loss or growth) using 
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technical assistance from OHD and the Oregon Water Resources Department (WRD). 
 

 RMA’s assemble and submit a written plan of action and obtain certification from DEQ. 
   
Incentives for the development of a certified wellhead protection plan include: 
 

 The confidence that the plan  implemented will have a positive  impact on the RMA’s source of 
drinking water. 
 

 RMA’s with  certified wellhead  protection  plans will  have  their monitoring  requirements  for 
organic chemicals (VOC and SOC) reduced by 50%‐from once in three years to once in six years.   
Further reductions may be possible through a use and susceptibility analysis through OHD. 
 

 RMA’s with an  implemented/certified plan may have greater  success  in obtaining  funding  for 
upgrading their system because lenders will view a protected water system as less of a lending 
risk than an unprotected system. 
 

 A state certified wellhead protection program will help ensure that all requirements associated 
with  the  Oregon  Department  of  Conservation  and  Developments’s  land  use  regulations  are 
addressed. 

 
Although Ponderosa Pines has not implemented a wellhead protection program, further investigation is 
planned in order to obtain the above benefits.    In the meantime, a 2002 sanitary survey conducted by 
OHA‐Drinking Water Services found no deficiencies of note. 
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V. SYSTEM MODELING 

A. Basis of Model 

A  computer  based model  of  the  Ponderosa  Pines water  system was  created  as  an  aid  in  evaluating 
system  performance  and  identifying  possible  deficiencies.    EPANET,  a  network  analysis  program 
produced  by  the USEPA, was  used  to  perform  this  task.    System  performance was modeled  over  a 
24‐hour period.    Two scenarios were considered: one for existing conditions, and one for buildout. 

The distribution system geometry for the model was input from as‐built data. 

Water demand was modeled as a time dependent function based on the following formula: 
 
        Q(t)    =    DP f(t) 
                            1440 
 
    where:    Q(t)  =  Flow required at any given time, gpm 
        D  =  Average daily use, gpcd 
        P  =  Population served, persons 
        f(t)  =  Diurnal use pattern 
 
D, average daily use, was determined from past water use records.    A value of 250 gpcd was chosen to 
reflect  average  daily  use  during  the  peak  summertime  months.    This  value  was  constant.    See 
Appendix C for the determination of this value. 

Populations for the two scenarios are based on the existing and buildout populations projected earlier.   
A population of 876 was used  for  the current population.    The buildout population projected  is 988.   
The diurnal use pattern is generally based on the diurnal pattern for a typical medium sized community 
water system as given by McGhee1.    Modifications were made to reflect the peak demand of 290% of 
average daily  flow and 10% of average  flow at night experienced by Ponderosa Pines.    The  resulting 
diurnal flow pattern is shown in Figure 5. 

Demands were distributed to specific junctions throughout the pipe network according to the number of 
lots served at various  junctions.    Demand for buildout was determined based on full occupancy of all 
lots within the community.    Demand for existing conditions was based on only  lots that are currently 
occupied.    The existing conditions scenario was used to help calibrate the model to actual conditions 
before projecting how the system would perform under buildout conditions. 

                                                      
1 McGhee; Water Supply and Sewerage; 6th Edition; p 139 
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Figure 5‐Diurnal Variations in Flow   

B. Model Results 

Modeling  results  for  current  and  buildout  conditions  are  included  in  Appendices  I  and  J.    The 
distribution  system was  analyzed  to  determine  if  adequate  pressure  and  flow  could  be maintained 
throughout the system over a 24 hr period.    The pumping and storage facilities were analyzed to verify 
that demand could be met without exceeding the maximum pumping rate allowed under existing water 
rights permits for the wells and without emptying the tank.    Analysis results, as they pertain to specific 
system components are described in greater detail below. 

1. Distribution System 

Review of  the distribution system results  indicate  that pressures  in  the range  from 70‐85 psi. and 
that  flow  velocities  range  from  0‐3  ft/sec.    Under  peak  conditions  water  is  delivered  to  the 
development at a peak rate of 400 gpm.    These pressures and rates are consistent with flows and 
pressures observed by  the  system operators under  similar conditions.    The model  results do not 
indicate any points within the system were abnormal pressure or flow velocities exist. 

In addition to a review of domestic flows, high flows were input to determine how much flow might 
be  available  for  fire  protection.    Fireflow  is  generally  defined  as  the  maximum  flow  available 
without  system pressures dropping below 20 psi.    Based on  this  criterion,  available  fireflow will 
vary depending on time of day and location within the system.    During times of high demand, the 
amount of water available  for  fireflow  is  lower.    Likewise, at  the northern extents of  the system 
fireflows tend to be lower due to the fact that smaller pipes serve this part of the system.    On the 
other hand, fireflows are higher near the booster pump station. 
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Projected  fireflows at buildout  range  from a minimum of 250 gpm  throughout  the  system during 
times of peak demand.    During times of  low demand, such as during the early morning hours, as 
much as 750 gpm may be available.    These higher flows will be found in areas near Well #2 where 
larger pipes are found that are looped so flow can be delivered from two directions. 

2. Storage Tanks 

Included with the model results are a tank storage report.    No deficiencies in storage are indicated 
in the model results. 

3. Wells 

The analysis results indicate that sufficient water can be drawn from Well #2 to meet daily demand.   
Although, at times, the demand exceeds the maximum  instantaneous flow allowed under the Well 
#2 water right, sufficient storage exists to supplement flow from the well during those times. 

C. System Deficiencies 

A  review  of  the  existing  conditions  and  modeling  results  indicate  no  deficiencies  at  this  time.   
Furthermore, the model results for buildout conditions indicate that the existing system capacity will be 
sufficient to serve the community’s needs at buildout.    No expansion or upgrades of system capacity 
appears necessary to maintain continued operation of the system. 
 
At the time of the last update, there were two concerns regarding the system.    The first was a concern 
over the system’s ability to meet future demands without drops  in pressure or exceeding the amounts 
allowed under existing water  rights.    The  second  concern was over  the  remaining  service  life of  the 
PVC pipe used  in  the  system.    However, based on declining use over  the  last 10 years, and on new 
research that has been done on the life of PVC pipe, these concerns are now reduced.    Each of these is 
discussed in further detail below. 

A third concern raised by the board of Ponderosa Pines Water Company concerns source redundancy.   
Since  all  water  is  currently  supplied  by  Well  #2,  water  service  could  be  compromised  if  Well  #2 
operation were disrupted.    This concern is also discussed below. 

1. Water Use 

As was seen  in Figure 2, water use  in  the  last 10 years has dropped.    Although more people are 
now using less water, further improvements are possible.    One way to further conserve water will 
be  to  charge users based on actual amounts of water used.    Water users  are  currently  charged 
based  on  a  flat  fee with  an  additional  surcharge  for  using  over  240,000  gallons  per  year.    The 
drawback to this rate structure is that users with high water use (whether from leaks, high irrigation, 
or other causes) are being subsidized by users with low water use. 

Adoption  of  a  rate  structure  based  on  actual  use  determined  by  regular  meter  readings  will 
incentivize  individual  conservation  efforts.    However,  because  of  the  time  required  for  meter 
reading,  this  hasn’t  been  feasible.    Replacement  of  existing meters with meters  equipped with 
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(AMR) systems will facilitate the adoption of a rate structure based on actual use. 

2. PVC Pipe Service Life 

A  second  area  of  concern  for  the water  system  is  related  to  the  age  of  the  distribution  system 
piping.    The current system was installed in the 1970s and consists of ASTM D‐2241 Class 160 PVC 
pipe.    At the time of the last update, the service life of PVC pipe was thought to be approximately 
30‐40 years. 

In  the  past  10  years,  significant  research  into  the  long‐term  performance  of  PVC  pipe  has  been 
conducted2,3.    This research has concluded that with proper installation, PVC pipe can have a much 
longer service life than previously thought.    With proper installation a service life of 50‐100+ years 
is possible.    Furthermore, based on the fact that installation problems normally appear within one 
year of  installation, and Ponderosa Pine’s system has been  in  the ground  for more  than 40 years, 
there are no problems with the installation of this system.    Therefore, a service life in the range of 
50‐100+ years seems  likely for Ponderosa Pine’s system.    For planning purposes, this master plan 
assumes a service life of 80 years. 

3. Source Redundancy 

Although Well #1 has historically been considered a backup source for the system, it has two 
drawbacks that make it impractical under many operating conditions.    Because it feeds directly 
into the system, it lacks the ability to deliver water to the storage tank .    In addition, the pump 
doesn’t produce sufficient head to supply the system under high demand operating conditions.   
These factors limit the well’s usefulness as currently configured.   

Possible solutions include:    installation of a pipe from Well #1 to the storage tank, construction of a 
second storage tank and booster station at Well #1, and drilling a third well closer to the storage 
tank.    These alternatives together with a preferred alternative are discussed in Section VII.C. 

With a third well located near the storage tank, with piping to the tank, there would be a backup 
source that could be easily brought online to supplement, or replace, water from Well #2.    Water 
rights for the well could be obtained through an amendment to the existing water right permits for 
Wells #1 and #2.    By amending existing water rights, the ability to pump up to 1.5 cfs (700 gpm) 
from any well, or combination of wells, would be feasible. 

 

                                                      
2  Long‐Term Perfomance Prediction for PVC Pipes; AWWARF; 2005 
3  Long‐Term Performance of PVC Pressure Pipes in a Large Rural Water Supply Scheme; Stahmer, Whittle, 2001 
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VI. WATER CONSERVATION 

Water conservation offers several benefits to Ponderosa Pines.    The following are some of the benefits 
that may be obtained. 
 

 Reductions in maintenance costs. 

 A more stable supply. 

 Reductions in electrical costs. 
 
In  addition,  water  systems  with  water  conservation  programs  in  place  generally  receive  greater 
governmental or public support for future water projects. 

Water conservation can take one of two forms:    efforts by individual users, and PPWC efforts.    Each is 
discussed briefly below. 

A. Individual Efforts 

Some savings in water use can be obtained by making residents aware of water use and recommending 
measures to help conserve.      Some measures to consider are: 
 

 Good  irrigation  practices  including: watering  only  lawns,  flower  and  vegetable  gardens;  and 
watering at night. 

 Installation of water conserving fixtures such as shower heads or toilets. 

 Taking fewer showers or smaller baths. 

 Only washing full loads of dishes or clothes. 

 Turning off the water when brushing teeth. 

 Washing cars less, and turning the water off when washing the car. 

Additional guidelines and tips are included in Appendix K. 

B. Water Company Efforts 

In addition to individual efforts, PPWC can encourage water conservation by two means.    One is raise 
awareness  among  residents  by  taking  steps  such  as  distribution  of  materials  regarding  water 
conservation.    A second means the water company’s disposal is by adopting a rate structure based on 
the amount of water used as discussed above.    However, implementation of this measure requires the 
system be fully metered. 
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VII. CAPITAL IMPROVEMENTS 

The following improvements are recommended for the Ponderosa Pines water system. 

 Replace existing standpipes with fire hydrants. 

 Install water sampling stations. 

 Source augmentation (drilling a 3rd well). 

 Line replacement. 

Upgrading the existing meters to all AMR was also considered, but is not recommended.    Each of these 
improvements is discussed in further detail below. 

A. Automatic Meter Reading (AMR) 

Meters with AMR  capability have been  installed on  some  service  connections which  facilitate meter 
readings.    However, many have failed so that only 120 are now functional.    Although the meters can 
still be read, replacement with more dependable units would greatly reduce the time needed to collect 
meter readings.    This could be crucial if PPWC desired to adopt a monthly billing cycle instead of billing 
water users annually. 

Inquiries were made to a number of local water companies to identify a system that will meet the water 
company’s  requirements.    A  system  produced  by  Sensus will  perform  the  functions  needed  to  fully 
automate the task of meter reading.    The system utilizes meters that are mounted with a short range 
radio transmitter that sends meter data to a handheld unit. 

A cost estimate for installation of this system is given below. 

Unit Total

Item Description Quantity Units Cost Cost

1 Mobilization 1 LS $8,570 $8,570

2 Handheld Meter Reader and Office Software 1 LS $12,000 $12,000

3 Electronic Meter w/Radio Tranceiver‐Original Development 103 EA $325 $33,475

4 Electronic Meter w/Radio Tranceiver‐First Addition 85 EA $325 $27,625

5 Electronic Meter w/Radio Tranceiver‐Second Addition 108 EA $325 $35,100

6 Electronic Meter w/Radio Tranceiver‐Third Addition 62 EA $325 $20,150

7 Electronic Meter w/Radio Tranceiver‐Fourth Addition 132 EA $325 $42,900

Total $179,820

Note:  Cost estimate covers  occupied lots  only.  Vacant/unoccupied lots  will  cost add'l  $325/lot±.  

Table 2‐AMR Cost 

Based on these costs, it seems unlikely that PPWC would recover this cost in labor savings within a time 
frame  that would  justify  its  cost.    At  this  time,  continuing  the  practice  of  billing water  users  on  an 
annual basis is recommended. 
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B. Fire Hydrants 

Water  for  firefighting  is available  through standpipes distributed  throughout  the community.    The La 
Pine Fire Department has the fittings needed to connect to the standpipes.    Although,  in most cases, 
they will be  the only responder  to a  fire, situations may arise where multiple responders will need  to 
connect to the system.    Replacing existing standpipes with fire hydrants will allow multiple agencies to 
connect to the water system to supply water for fire suppression. 
 
The cost for a new hydrant is estimated at $3,500 per hydrant.    Adding eight hydrants per year would 
cost $28,000 annually.    Based on this schedule,  there would be 24 hydrants  interspersed throughout 
the community within 3 years.    This would greatly improve coverage.    A program of adding hydrants 
to the system at strategic locations is recommended. 
 
A proposed layout of hydrant locations is included on the map in Appendix L. 

C. Sampling Stations 

Sampling stations are needed to improve the ease for water company personnel to collect samples for 
testing of water to satisfy State requirements.    The cost for a sampling station is estimated at $850.   
Four are proposed to be installed in 2015 at a total estimated cost of $3,400.     
 
Proposed locations shown on the map in Appendix L. 

D. Source Augmentation 

Although Well  #2,  together with  the  AST  and  booster  pump  station,  is  sufficient  to  fully  supply  the 
system, modifications to allow the system to be supplied by backup sources,  like Well #1, will  improve 
the reliability of  the system and allow PPWC  to respond  to events such as a shutdown of Well #2  for 
maintenance. 

Three alternatives were considered for augmenting the water source(s).    These included: 

 Alternative 1‐Installation of a 6‐inch main from Well #1 to the AST 

 Alternative 2‐Construction of a second AST and booster station at Well #1 

 Alternative 3‐Drill a third well in the vicinity of Well #2 that would discharge to the existing AST 

Cost estimates for each are given below. 

Unit Total

Item Description Quantity Units Cost Cost

1 Plans and Specifications 1 LS $25,000 $25,000

2 Plan Approval by OHA 1 LS $1,000 $1,000

3 Water Rights Amendment 1 LS $4,000 $4,000

4 6" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 8,100 LF $45 $364,500

5 Connections and Fittings 1 LS $5,000 $5,000

Total $399,500

Table 3‐Alternative 1 Cost Estimate 
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Unit Total

Item Description Quantity Units Cost Cost

1 Plans and Specifications 1 LS $25,000 $25,000

2 Plan Approval by OHA 1 LS $1,000 $1,000

3 Water Rights Amendment 1 LS $4,000 $4,000

4 Storage Tank 1 LS $170,000 $170,000

5 New Pump Station 1 LS $25,000 $25,000

Total $225,000

Table 4‐Alternative 2 Cost Estimate 

Unit Total

Item Description Quantity Units Cost Cost

1 Plans and Specifications 1 LS $25,000 $25,000

2 Plan Approval by OHA 1 LS $1,000 $1,000

3 Water Rights Amendment 1 LS $4,000 $4,000

4 Well Construction 1 LS $140,000 $140,000

5 Pumps and Piping 1 LS $25,000 $25,000

Total $170,000

Table 5‐Alternative 3 Cost Estimate 

Based on estimated costs, drilling a third well appears to be the most cost effective means of improving 
source flexibility and dependability.    This is recommended as the preferred alternative. 

Although Wells #1 and #2 can  last  indefinitely with proper maintenance, an additional well would also 
provide flexibility for the system in events when a well (particularly Well #2) needs to be shut down for 
maintenance.     

As discussed  in Section V.C.3, water rights for an additional well can be obtained by amending existing 
water right permits for Wells #1 and #2. 

E. Line Replacement   

Replacement of existing waterlines assumes that existing waterlines sizes will be matched.    In general, 
the four and six inch lines currently used will be replaced with new four and six inch pipe.    Departures 
from  this are  recommended  in  the original development and 1st Addition where  there  is a  significant 
amount of  two  and  four  inch pipe.    Here,  increasing  from  four  to  six  inch pipe  in  sections  that  are 
looped so water can be delivered from different directions  is recommended.    In the 2nd‐4th Additions, 
six  inch  pipe  is  used  almost  universally  throughout  the  system;  however,  dead  end  lines  could  be 
reduced to four inch to save cost without sacrificing performance. 

The  estimated  costs  for  line  replacement  in  each  addition  are  given  in  Tables  6‐10.    The  estimates 
assumes full replacement of all system components including:    fittings, valves, blow‐off assemblies, fire 
hydrants, and service connections 
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Unit Total

Item Description Quantity Units Cost Cost

Original Development

1 Mobilization 1 LS $33,900 $33,900

2 Traffic Control 1 LS $30,000 $30,000

3 6" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 8,400 LF $45 $378,000

4 4" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 3,900 LF $40 $156,000

5 2" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 2,700 LF $35 $94,500

6 6" Gate Valves 25 EA $500 $12,500

7 4" Gate Valves 10 EA $400 $4,000

8 2" Gate Valves 10 EA $300 $3,000

9 Service Connections 103 EA $200 $20,600

10 2" Blowoff Assembly 15 EA $500 $7,500

11 Fire Hydrant Assemblies 5 EA $3,500 $17,500

12 Design and Construction Engineering 1 LS $108,600 $108,600

Subtotal $866,100

Contingency 20% $173,220

Total Estimated Cost of Installation $1,039,320

Table 6‐Original Development Replacement 
 

Unit Total

Item Description Quantity Units Cost Cost

First Addition

1 Mobilization 1 LS $22,800 $22,800

2 Traffic Control 1 LS $19,600 $19,600

3 6" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 8,000 LF $45 $360,000

4 4" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 800 LF $40 $32,000

5 2" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 1,000 LF $30 $30,000

6 6" Gate Valves 20 EA $500 $10,000

7 4" Gate Valves 5 EA $400 $2,000

8 2" Gate Valves 5 EA $300 $1,500

9 Service Connections 85 EA $200 $17,000

10 2" Blowoff Assembly 5 EA $500 $2,500

11 Fire Hydrant Assemblies 4 EA $3,500 $14,000

12 Design and Construction Engineering 1 LS $76,800 $76,800

Subtotal $588,200

Contingency 20% $117,640

Total Estimated Cost of Installation $705,840

Table 7‐First Addition Replacement 
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Unit Total

Item Description Quantity Units Cost Cost

Second Addition

1 Mobilization 1 LS $32,100 $32,100

2 Traffic Control 1 LS $27,600 $27,600

3 6" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 9,900 LF $45 $445,500

4 4" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 3,900 LF $40 $156,000

5 6" Gate Valves 20 EA $500 $10,000

6 4" Gate Valves 5 EA $400 $2,000

7 Service Connections 108 EA $200 $21,600

8 2" Blowoff Assembly 10 EA $500 $5,000

9 Fire Hydrant Assemblies 4 EA $3,500 $14,000

10 Design and Construction Engineering 1 LS $104,300 $104,300

Subtotal $818,100

Contingency 20% $163,620

Total Estimated Cost of Installation $981,720

Table 8‐Second Addition Replacement 

 

Unit Total

Item Description Quantity Units Cost Cost

Third Addition

1 Mobilization 1 LS $12,400 $12,400

2 Traffic Control 1 LS $10,800 $10,800

3 6" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 2,700 LF $45 $121,500

4 4" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 2,700 LF $40 $108,000

5 6" Gate Valves 5 EA $500 $2,500

6 4" Gate Valves 10 EA $400 $4,000

7 Service Connections 62 EA $200 $12,400

8 2" Blowoff Assembly 10 EA $500 $5,000

9 Fire Hydrant Assemblies 3 EA $3,500 $10,500

10 48'Ø x 33'H Storage Tank 1 LS $170,000 $170,000

11 Design and Construction Engineering 1 LS $68,600 $68,600

Subtotal $525,700

Contingency 20% $105,140

Total Estimated Cost of Installation $630,840

Table 9‐Third Addition Replacement 
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Unit Total

Item Description Quantity Units Cost Cost

Fourth Addition

1 Mobilization 1 LS $45,900 $45,900

2 Traffic Control 1 LS $39,400 $39,400

3 8" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 300 LF $50 $15,000

4 6" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 12,700 LF $45 $571,500

5 4" ASTM D2241‐CL 160 PVC Waterline, (w/trenching, backfill, and fittings) 6,700 LF $40 $268,000

6 8" Gate Valves 5 EA $750 $3,750

7 6" Gate Valves 25 EA $500 $12,500

8 4" Gate Valves 15 EA $400 $6,000

9 Service Connections 136 EA $200 $27,200

10 2" Blowoff Assembly 15 EA $500 $7,500

11 Fire Hydrant Assemblies 8 EA $3,500 $28,000

10 Design and Construction Engineering 1 LS $148,400 $148,400

Subtotal $1,173,150

Contingency 20% $234,630

Total Estimated Cost of Installation $1,407,780

Table 10‐Fourth Addition Replacement 
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VIII. FINANCIAL PLANNING 

To ensure  the  continued operation of  the Ponderosa Pines Water Company on a  sustainable basis, a 
balance needs to be achieved between: 

 Costs for day‐to‐day operations, 

 Costs for long range upgrades and improvements, and 

 Revenue 

Costs for daily operations tend to be based on needs that are immediate and short range.    Long range 
improvements  can be  costs  that are anticipated over a  time horizon  that may extend years, or even 
decades into the future.    Revenues need to account for both.    The following sections discuss the long 
term financial planning in terms of these components. 

A. Operations and Maintenance 

The  Ponderosa  Pines water  system  is  operated  by  one manager  and  five  part‐time  operators.    The 
approximate annual cost for these positions and maintenance expenses are shown below in Table 11. 

Annual Expenses

Administrative $5,618

Travel $1,725

Taxes $250

Insurance $6,419

Legal and Professional $14,700

Transportation $2,286

Payroll $34,605

Payroll Taxes $5,311

Water Plant Distribution $5,850

Water Quality Monitoring $3,846

Utilities $14,581

Total Annual Costs $95,191  

Table 11‐Annual Operating Budget (2015) 

These costs are paid on an ongoing basis directly through revenues charge to customers.    No further 
planning  is needed for these expenses beyond ensuring they are all accounted for  in Ponderosa Pine’s 
annual budget. 

B. Future Improvements 

Future improvements, like those discussed in Section VII, can also be funded directly as an ongoing cost.   
However, because they’re frequently costs that either would result very  large costs  is funded directly, 
resulting in abrupt spikes in water rates, they are typically funded through loans and/or grants and paid 
off gradually over a number of years.    Or, if the cost is known sufficiently in advance, a sinking fund can 
be created so funds are available for immediate funding when the actual cost is incurred.    Any one of 
these  approaches  can  be  utilized.    The  following  sections  address  funding  for  each  of  the 
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improvements  described  in  Section VII,  and  recommend  approaches  to  ensure  they  are  funded  in  a 
manner that can be easily incorporated into Ponderosa Pines rate structure.   

1. Automatic Meter Reading (AMR) 

The cost of an AMR system would be difficult to fund through a one‐time cost.    However, if PPWC 
desired to do do, spreading the cost over a 10 year period would reduce cost of financing to a level 
that  is  in  line with current  rates.    This would  result  in  the  following costs  that would have  to be 
charged to customers. 

Present Cost $179,820

Interest Rate 5.0%

No. Years 10

Annual Cost $23,288

Service Conn. 490

Annual Cost/Service $47.53

Monthly Cost/Service $3.96  

Table 12‐AMR Funding 

As discussed  in previous sections, although an AMR system would result  in time savings for meter 
readings, it appears unlikely that this upgrade would pay for itself in time savings.    For this reason, 
an AMR system is not recommended. 

2. Fire Hydrants 

Installation of fire hydrants could be done over a period of years, and funded directly on an ongoing 
basis.    Assuming eight hydrants per year, in 3 years there would be 24 hydrants interspersed 
throughout the community.    The annual costs would be as shown below. 

Cost/Hydrant $3,500

Hydrants/yr 8

Annual Cost $28,000

Service Conn. 490

Total Years 3

Annual Cost/Service $57.14

Monthly Cost/Service $4.76  

Table 13‐Hydant Funding 

3. Sampling Stations 

Installation of  four  sampling  stations  could be  completed  in one  year  and  funded directly on  an 
ongoing basis.    Assuming a cost of $850/station the total cost would be $3,400. 

4. Well #3 

The cost of a new well is a one‐time cost that will be funded from existing reserves.    Replenishing 
the  reserves  over  a  10  year  period  is  recommended.    Assuming  a  2%  annual  inflation  rate,  the 
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following costs would have to be charged to customers. 

Present Cost $170,000

Inflation Rate 2.0%

No. Years 10

Annual Cost $18,926

Service Conn. 490

Annual Cost/Service $38.62

Monthly Cost/Service $3.22  

Table 14‐Well #3 Funding 

5. Line Replacement 

Funding for waterline replacement can take place in a number of ways.    Ponderosa Pines can wait 
until  replacement  is  needed  and  then  borrow  funds  that  would  be  paid  back  over  the  years 
following.    Assuming an 80 year service life, replacement would begin in the year 2050.    Assuming 
a 2%  rate of  inflation, a 30 year payoff period, and an  interest  rate of 8%,  the  following costs  to 
customers would be incurred at that time. 

Year 2014 Service Inflation Year Replacement Interest Payoff Annual Monthly Annual

Phase Installed Cost Life, yr Rate Replaced Cost Rate Period Payment Services Cost/Ser. Cost/Ser.

Original Dev. 1970 $1,039,320 80 2.0% 2050 $2,078,525 8.0% 30 $184,630 490 $31.40 $376.80

First Addition 1970 $705,840 80 2.0% 2050 $1,411,602 8.0% 30 $125,389 490 $21.32 $255.90

Second Addition 1973 $981,720 80 2.0% 2053 $2,083,503 8.0% 30 $185,072 490 $31.47 $377.70

Third Addition 1977 $630,840 80 2.0% 2057 $1,449,194 8.0% 30 $128,728 490 $21.89 $262.71

Fourth Addition 1978 $1,407,780 80 2.0% 2058 $3,298,695 8.0% 30 $293,015 490 $49.83 $597.99

Total $155.92 $1,871.09

Table 15‐Line Replacement Future Payments 
 
However,  because  of  the  extremely  long  time  frame  before  existing  waterlines  will  require 
replacement, Ponderosa Pines also has the opportunity to begin  funding now.    By charging users 
now and using the money to create a line replacement fund, replacement of existing waterlines can 
be fully funded by the time line replacement becomes necessary to do so.    This funding alternative 
is given in Figure 18. 

Year 2014 Service Inflation Year Replacement Interest Sinking Fund Monthly Annual

Phase Installed Cost Life, yr Rate Replaced Cost Rate Ann. Payment Services Cost/Ser. Cost/Ser.

Original Dev. 1970 $1,039,320 80 2.0% 2050 $2,078,525 2.0% $41,575 438 $7.91 $94.92

First Addition 1970 $705,840 80 2.0% 2050 $1,411,602 2.0% $28,235 438 $5.37 $64.46

Second Addition 1973 $981,720 80 2.0% 2053 $2,083,503 2.0% $37,129 438 $7.06 $84.77

Third Addition 1977 $630,840 80 2.0% 2057 $1,449,194 2.0% $22,343 438 $4.25 $51.01

Fourth Addition 1978 $1,407,780 80 2.0% 2058 $3,298,695 2.0% $49,117 438 $9.35 $112.14

Total $178,399 $33.94 $407.30

Table 16‐Line Replacement Sinking Fund 

Other alternatives involving a partial funding now, or a surcharge based on a uniform gradient cost 
that  increases  at  a  constant  rate  (such  as with  the  rate of  inflation)  are  also possible, but  these 
depict the impacts of waiting until replacement is needed, or beginning to set aside funds now. 
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6. Reserve Funds 

In order to fund the above improvements, additional money would need to be budged in addition to 
the  current  operating  budget.    The  annual  budget  needed  to  fund  all  the  proposed  capital 
improvements (including a sinking fund for future line replacement) is shown in Figure 19.    Reserve 
amounts in this table have been broken into two categories.    Short term improvements are those 
that are funded over the next ten years.    Long term  improvements are those that are planned to 
be completed more than ten years in the future. 
 

Current Budget $95,191

Reserve Amounts

Short Term Improvements

  ‐Hydrants $28,000

  ‐Sampling Stations $3,400

  ‐Well #3 $18,926

Subtotal $50,326

Long Term Improvements

  ‐ Master Plan Updates (every ten years) $1,400

  ‐Line Replacement $178,399

Subtotal $179,799

Total $325,316  

Table 17‐Annual Budget with Reserves 

C. Revenue 

Ponderosa Pines currently charges water users based on the following rate structure. 

No. of Annual Total
Item Type Services Fee Revenue

1 Full Time Occupancy 435 $218.83 $95,191
2 Reserves 490 $75 $36,750

Total Annual Revenue $131,941  

Table 18‐Current Revenue (2015) 

If all of the improvements listed above are to be funded beginning in 2015, approximately $327,000 in 
additional  revenue will be  required.    To  achieve  this,  the  current  rate  structure  could be  revised  as 
follows: 

No. of Annual Total
Item Type Services Fee Revenue

1 Full Time Occupancy 435 $218.83 $95,191
2 Short Term Reserves 490 $103 $50,470
3 Long Term Reserves 490 $370 $181,300

Total Annual Revenue $326,961  
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Table 19‐Alternative Revenue 

 
Increasing  short  term  reserves  is  recommended  to  fund  the  short  term  improvements.    However, 
because  of  the  impact  of  trying  to  fund  long  term  improvements  (most  notably  line  replacement) 
further discussion within the community is recommended before taking action to attempt funding long 
term improvements at this time.    The $370 long term reserve fee assumes full funding at the time line 
replacement  in  the year 2050 without  the need  to obtain  financing  in  the  form of  loan(s).    Because 
most  of  the  residents  will  likely  leave  before  this  time,  they  would  be  funding  someone  else’s 
infrastructure  needs.    Furthermore,  if  the  existing  system  lasts  longer  than  the  80‐yr  service  life 
assumed, this situation would be further exacerbated. 
 
One possibility  is  that once  the projects  to be  funded by short  term  reserves are complete,  residents 
could  then  roll  those  funds  into  a  long  term  reserve  fund  to  fund  some  of  the  cost  for  long  term 
improvements.    This would allow for some funding while leaving responsibility for most of the funding 
in the hands of future residents. 
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Ponderosa Pines

Water Master Plan-2014 Update

Proj. #11137.002.01

Population Data

Residents/ 2
Full Time Part Time Total

Year Lots Residents Lots Residents Lots Residents
1987 184 368 50 100 234 468
1988 190 379 53 106 243 485
1989 195 390 56 112 251 502
1990 210 420 59 118 269 538
1991 225 450 62 124 287 574
1992 246 492 65 130 311 622
1993 253 506 68 136 321 642
1994 262 524 68 137 330 661
1995 271 541 69 138 340 679
1996 280 559 69 139 349 698
1997 288 577 70 139 358 716
1998 297 595 70 140 367 735
1999 306 612 71 141 377 753
2000 315 630 71 142 386 772
2001 390 779
2002 393 787
2003 397 794003 39 9
2004 401 802
2005 405 809
2006 408 817
2007 412 824
2008 416 831
2009 419 839
2010 423 846
2011 427 854
2012 431 861
2013 434 869
2014 438 876 438 876

2029 490 980 490 980
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Appendix C 
Seasonal Use and Peak Demand 
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Ponderosa Pines

Water Master Plan-2014 Update

Proj. #11137.002.01

Population Data

Residents/Lot= 2
Peak Factor= 2.9

Annual Demand Avg. Daily Max. Monthly Max. Daily Max. Inst.
Year gal. Use, gpcd Demand, gal Use, gpcd gpm
1987
1988
1989
1990
1991  
1992 53,067,000 234
1993 49,970,000 213 9,424,000 474 612
1994 53,517,196 222 10,773,000 526 700
1995 42,457,179 171 6,642,960 316 432
1996 36,698,411 144 6,183,990 286 402
1997 47,643,612 182 9,128,200 411 593
1998 40,428,200 151 7,778,600 341 505
1999 41,945,700 153 6,072,900 260 395
2000 50,897,200 181 9,370,900 392 609
2001 64,177,000 226 10,642,000 440 69100 6 , ,000 6 0,6 ,000 0 69
2002 68,046,000 237 12,865,000 527 836
2003 59,599,400 206 12,902,000 524 838
2004 55,214,000 189 10,368,000 417 674
2005 53,660,400 182 9,791,000 390 636
2006 47,208,000 158 8,557,000 338 556
2007 49,044,000 163 8,345,000 327 542
2008 41,510,000 137 7,741,000 300 503
2009
2010 36,612,000 119 7,476,000 285 486
2011 35,998,000 116 6,498,000 246 422
2012 36,848,000 117 6,482,000 243 421
2013 40,188,000 127 7,347,000 273 477
2014

2029 43,098,300 120 7,657,000 250
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Appendix D 
Well #1 Records 
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Water Right Information Query Results
Contact Information Documents   View all scanned documents

Current contact information

OWNER:
PONDEROSA PINES WATER CO.
53299 PONDROSA WAY
LA PINE, OR 97739

Application: G 7020

Permit: G 6799 document , paper map

Signature: 8/5/1976
Permit Workflow

Action Date Result Completed By

Permit Issued 8/5/1976   

Extension Received 11/19/1998  ANN REECE

Extension PFO 315 Issued 6/29/2004  ANN REECE

Extension FO Issued 9/29/2004   

Extension Checkpoint 320 Received 10/1/2009   

Extension Checkpoint 320 Public Notice 1/26/2010  SCOTT KUDLEMYER

Extended Completion Date 10/1/2024  ANN REECE

Order(s)

Order Origin Volume-Page Signature Description

Special 35-142 8/27/1981 EXTENDS TIME LIMITS FOR MULTIPLE PERMITS

Special 38-225 5/1/1984 EXTENDS 266 PERMITS

Special 42-281 7/8/1988 EXTENSION OF TIME FOR CERTAIN PERMITS

Special 46-534 12/29/1992 EXTENDED TIME LIMITS ON VARIOUS PERMITS
View right with Web Mapping
View Places of Use from Water Rights in the Same Area

Water Right
Information

Status: Non-Cancelled

County: Deschutes

File Folder Location: Salem

Watermaster District: 11

Point(s) of Diversion
POD 1 - PONDEROSA PINES WE 1 > LITTLE DESCHUTES RIVER

Place(s) of Use    Add TRS grouping

Use - GROUP DOMESTIC (Primary); Priority Date: 6/25/1975

Water Right Genealogy
No genealogy records available for this water right, try the family link below instead.

View Water Rights in same Family

Report Errors with Water Right Data

Return to WRIS Query

Permit: G 6799 * http://apps.wrd.state.or.us/apps/wr/wrinfo/wr_details.aspx?snp_id=20452

1 of 1 10/29/2014 2:52 PM
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Water Right Information Query Results
Contact Information Documents   View all scanned documents

Current contact information

OWNER:
PONDEROSA PINES WATER CO.
53299 PONDROSA WAY
LA PINE, OR 97739

Application: G 9118

Permit: G 8502 document , paper map

Signature: 4/24/1979
Permit Workflow

Action Date Result Completed By

Permit Issued 4/24/1979   

Extension Received 11/19/1998  ANN REECE

Extension PFO 315 Issued 6/29/2004  ANN REECE

Extension FO Issued 9/1/2004   

Extension Checkpoint 320 Received 10/1/2009   

Extension Checkpoint 320 Public Notice 1/26/2010  SCOTT KUDLEMYER

Extended Completion Date 10/1/2024  ANN REECE

Order(s)

Order Origin Volume-Page Signature Description

Miscellaneous 6-1004 4/1/1982 BROOKS RESOURCES CORPORATION ASSIGNS ALL OF WATER RIGHT APPLICATION G-9118 & G-7020 & PERMIT G-8502, G-6799 TO: PONDEROSA PINES WATER COMPANY, AN OREGON NON-PROFIT CORPORATION.

Special 35-142 8/27/1981 EXTENDS TIME LIMITS FOR MULTIPLE PERMITS

Special 38-225 5/1/1984 EXTENDS 266 PERMITS

Special 42-281 7/8/1988 EXTENSION OF TIME FOR CERTAIN PERMITS

Special 46-534 12/29/1992 EXTENDED TIME LIMITS ON VARIOUS PERMITS
View right with Web Mapping
View Places of Use from Water Rights in the Same Area

Water Right
Information

Status: Non-Cancelled

County: Deschutes

File Folder Location: Salem

Watermaster District: 11

Point(s) of Diversion
POD 1 - A WELL >

Place(s) of Use    Add TRS grouping

Use - GROUP DOMESTIC (Primary); Priority Date: 2/2/1979

Water Right Genealogy
No genealogy records available for this water right, try the family link below instead.

View Water Rights in same Family

Report Errors with Water Right Data

Return to WRIS Query

Permit: G 8502 * http://apps.wrd.state.or.us/apps/wr/wrinfo/wr_details.aspx?snp_id=20906

1 of 1 10/29/2014 2:51 PM
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Appendix E 
Well #2 Records 
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Water Right Information Query Results
Contact Information Documents   View all scanned documents

Current contact information

OWNER:
PONDEROSA PINES WATER CO.
53299 PONDEROSA WAY
LA PINE, OR 97739

Application: G 9116

Permit: G 8500 document , paper map

Signature: 4/24/1979
Permit Workflow

Action Date Result Completed By

Permit Issued 4/24/1979   

Completion Date [C Date] 10/1/1981   

Extension Received 11/19/1998  ANN REECE

Extension PFO 315 Issued 1/6/1999  ANN REECE

Extension FO Issued 4/6/1999   

Extension Received 9/17/2007  KIM FRENCH

Extension Comment Period Ends 9/25/2007  KIM FRENCH

Extended Completion Date 10/1/2007  ANN REECE

Extension PFO 320 Issued 9/16/2008 Propose to Approve KIM FRENCH

Extension PFO Protest Period Ends 10/31/2008  ANN REECE

Extension FO Issued 11/10/2008 Extended SCOTT KUDLEMYER

Extended Completion Date 10/1/2027  SCOTT KUDLEMYER

Order(s)

Order Origin Volume-Page Signature Description

Special 35-142 8/27/1981 EXTENDS TIME LIMITS FOR MULTIPLE PERMITS

Special 38-225 5/1/1984 EXTENDS 266 PERMITS

Special 42-281 7/8/1988 EXTENSION OF TIME FOR CERTAIN PERMITS

Special 46-534 12/29/1992 EXTENDED TIME LIMITS ON VARIOUS PERMITS
View right with Web Mapping
View Places of Use from Water Rights in the Same Area

Water Right
Information

Status: Non-Cancelled

County: Deschutes

File Folder Location: Salem

Watermaster District: 11

Point(s) of Diversion
POD 1 - A WELL >

Place(s) of Use    Add TRS grouping

Use - GROUP DOMESTIC (Primary); Priority Date: 2/2/1979

Water Right Genealogy
No genealogy records available for this water right, try the family link below instead.

View Water Rights in same Family

Report Errors with Water Right Data

Return to WRIS Query

Permit: G 8500 * http://apps.wrd.state.or.us/apps/wr/wrinfo/wr_details.aspx?snp_id=20904

1 of 1 10/29/2014 3:12 PM











 

Appendix F 
Storage Tank Information 
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Appendix G 
Booster Station Pump Curves 

 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

3 
This page left intentionally blank. 



Vertical Multi-stage PuMPs - 60 Hz.

19

BVM (i/X) 8 series
Performance curves – BVM (iX) 8 series

Nominal RPM: 3450 
Based on Fresh Water@68 deg. F.

Maximum Working Pressure: 360 PSI
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Appendix H 
Water Quality Test Information 
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Introduction  ::  Data Search Options  ::  WS Name Look Up  ::  WS ID Look Up  ::  DWS Home  ::  Quick Data Links

OR41 00106 PONDEROSA PINES WATER COMPANY Classification: COMMUNITY

Contact: BILL PEACHEY Phone: 641-536-9125

53299 PONDEROSA WAY County: DESCHUTES

LA PINE, OR 97739 Activity Status: ACTIVE -- History

Population: 874 Number of Connections: 437

Operating Period: January 1 to December 31 Regulating Agency: DESCHUTES COUNTY

Certified Operator(s) Owner Type: PRIVATE

Required: Y Licensed By: N/A

Distribution class: 1 Approved Drinking Water Protection Plan: No

Treatment class: None Source Water Assessment: Yes

Filtration Endorsement Required: No Last Survey Date:  Apr 03, 2014

Sources

Facility ID Facility Name  -  Well Logs Activity Status Availability Source Type

EP-A EP FOR WELL #2 (SOUTH) A GW

SRC-AA WELL #2 (SOUTH) A Permanent GW

EP-B EP FOR WELL #1 (NORTH) A GW

SRC-BA WELL #1 (NORTH) A Seasonal GW

Treatment

State ID Facility Name Treatment Process Treatment Objective Filter Type

Consumer Confidence Reports (Last 5 Years)

For Year      Date Received Date Certified

2013      Apr 14, 2014 Apr 14, 2014

2012      Jun 14, 2013 Jun 14, 2013

2011      May 16, 2012 May 16, 2012

2010      May 04, 2011 May 04, 2011

2009      Jun 03, 2010 Jun 03, 2010

Cross Connection/Backflow Prevention Information (Last 3 Records)

Ordinance Received
Annual Summary
Report Received

Fee Invoice Paid

Yes 2013 2014

 2012 2013

 2011 2012
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Coliform Fact Sheet :: Spreadsheet
Sample Types: AS=Assessment, CO=Confirmation, RP=Repeat, RT=Routine, SP=Special, TG=Triggered, Show special samples

Recent Coliform Test Results -   PWS ID: 00106 ---- PONDEROSA PINES WATER COMPANY

Sample
Date

#
Samples

Sample
Type

Coliform
Type Results ID

Repeat of
Sample ID

Sample
Site Facility

Cl
Residual

Receive
Date

Oct 02, 2014 1 RT Total Absent--B4J021905 15045 BLACK COTTONWO DIST-A Oct 09, 2014

Oct 02, 2014 1 RT Total Absent--B4J021904 14804 SPRINGWOOD DIST-A Oct 09, 2014

Oct 02, 2014 1 RT Total Absent--B4J021903 15405 PONDEROSA LOOP DIST-A Oct 09, 2014

Oct 02, 2014 1 RT Total Absent--B4J021902 14752 BIRDSEYE DIST-A Oct 09, 2014

Oct 02, 2014 1 RT Total Absent--B4J021901 SITE 4 DIST-A Oct 09, 2014

Sep 05, 2014 1 TG Total Absent--B4I050504 B4I042101 WELL #1 (NORTH) SRC-BA Sep 06, 2014

Sep 05, 2014 1 RP Total Absent--B4I050503 B4I042101 UPSTREAM 52004 BLACK PINE DCVA DIST-A Sep 06, 2014

Sep 05, 2014 1 RP Total Absent--B4I050502 B4I042101 DOWNSTREAM 52090 FOX TAIL DCVA DIST-A Sep 06, 2014

Sep 05, 2014 1 RP Total Absent--B4I050501 B4I042101 TEST SITE #4 DIST-A Sep 06, 2014

Sep 04, 2014 1 RT Total POSITIVE--B4I042101 TEST SITE #4 DIST-A Sep 05, 2014

RT E.coli Absent--B4I042101 TEST SITE #4 DIST-A

Aug 07, 2014 1 RT Total Absent--B4H071701 SITE 4 DIST-A Aug 19, 2014

Jul 10, 2014 1 RT Total Absent--B4G101601 TEST SITE 4 DIST-A Jul 15, 2014

Jun 05, 2014 1 RT Total Absent--B4F052601 SITE 4 DIST-A Jun 13, 2014

May 01, 2014 1 RT Total Absent--B4E012001 TEST SITE 4 DIST-A May 08, 2014

Apr 03, 2014 1 RT Total Absent--B4D031001 TEST SITE 4 DIST-A Apr 28, 2014

Mar 06, 2014 1 RT Total Absent--B4C061401 TEST SITE 4 DIST-A Mar 19, 2014

Feb 06, 2014 1 RT Total Absent--B4B060701 TEST SITE 4 DIST-A Feb 10, 2014

Jan 09, 2014 1 RT Total Absent--B4A090401 TEST SITE 4 DIST-A Jan 29, 2014

Dec 05, 2013 1 RT Total Absent--B3L050601 TEST SITE 4 DIST-A Dec 16, 2013

Sample
Date

#
Samples

Sample
Type

Coliform
Type Results--ID

Repeat of
Sample ID

Sample
Site Facility

Cl
Residual

Receive
Date

Nov 07, 2013 1 RT Total Absent--B3K072601 TEST SITE 4 DIST-A Nov 27, 2013

Oct 03, 2013 1 RT Total Absent--B3J030601 TEST SITE 4 DIST-A Oct 20, 2013

Sep 12, 2013 1 RT Total Absent--B3I131501 TEST SITE 4 DIST-A Oct 02, 2013

Aug 01, 2013 1 RT Total Absent--B3H011901 TEST SITE 4 DIST-A Aug 19, 2013

Jul 11, 2013 1 RT Total Absent--B3G112003 TEST SITE 4 DIST-A Jul 29, 2013

Jun 06, 2013 1 RT Total Absent--B3F061601 TEST SITE 4 DIST-A Jun 17, 2013

May 02, 2013 1 RT Total Absent--B3E021601 TEST SITE 4 DIST-A May 13, 2013

Apr 04, 2013 1 RT Total Absent--B3D040601 TEST SITE 4 DIST-A Apr 18, 2013

Mar 07, 2013 1 RT Total Absent--B3C070801 TEST SITE 4 DIST-A Mar 27, 2013

Feb 07, 2013 1 RT Total Absent--B3B071201 TEST SITE 4 DIST-A Feb 15, 2013

Jan 03, 2013 1 RT Total Absent--B3A030601 TEST SITE 4 DIST-A Jan 09, 2013

Dec 06, 2012 1 RT Total Absent--B2L061601 TEST SITE 4 DIST-A Dec 20, 2012

Nov 01, 2012 1 RT Total Absent--B2K011901 TEST SITE 4 DIST-A Nov 05, 2012

Oct 04, 2012 1 RT Total Absent--B2J040601 TEST SITE 4 DIST-A Oct 25, 2012

Sep 06, 2012 1 RT Total Absent--B2I070401 Test Site 4 DIST-A Sep 09, 2012

Aug 02, 2012 1 RT Total Absent--B2H020701 Site 4 DIST-A Aug 08, 2012

Jul 19, 2012 1 RT Total Absent--B2G191201 Test Site 4 DIST-A Aug 06, 2012

Jun 07, 2012 1 RT Total Absent--B2F070901 Test Site 4 DIST-A Jun 22, 2012

May 03, 2012 1 RT Total Absent--B2E030401 Test Site 4 DIST-A May 17, 2012
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Apr 05, 2012 1 RT Total Absent--B2D050901 Test Site 4 DIST-A May 01, 2012

Sample
Date

#
Samples

Sample
Type

Coliform
Type Results--ID

Repeat of
Sample ID

Sample
Site Facility

Cl
Residual

Receive
Date

Mar 01, 2012 1 RT Total Absent--B2C010701 Test Site 4 DIST-A Mar 03, 2012

Feb 02, 2012 1 RT Total Absent--B2B021201 Test Site 4 DIST-A Feb 06, 2012

Jan 05, 2012 1 RT Total Absent--B2A051201 Test Site 4 DIST-A Jan 25, 2012

Dec 01, 2011 1 RT Total Absent--B1L010801 test Site 4 DIST-A Dec 08, 2011

Nov 03, 2011 1 RT Total Absent--B1K032001 Test Site 4 DIST-A Nov 22, 2011

Oct 06, 2011 1 RT Total Absent--B1J061201 Test Site 4 DIST-A Oct 21, 2011

Sep 01, 2011 1 RT Total Absent--B1I011603 Test Site 4 DIST-A Sep 16, 2011

Sep 01, 2011 1 RT Total Absent--B1I011601 Well 1 DIST-A Sep 16, 2011

Aug 04, 2011 1 RT Total Absent--B1H050301 Site 4 DIST-A Aug 19, 2011

Jul 07, 2011 1 RT Total Absent--B1G071601 Site 4 DIST-A Jul 12, 2011

Jun 02, 2011 1 RT Total Absent--B1F021501 Test Site 4 DIST-A Jun 13, 2011

May 05, 2011 1 RT Total Absent--B1E060401 Test Site 4 DIST-A May 12, 2011

Apr 07, 2011 1 RT Total Absent--B1D071501 Test Site 4 DIST-A Apr 28, 2011

Mar 03, 2011 1 RT Total Absent--B1C030901 Test Site 4 DIST-A Mar 09, 2011

Feb 03, 2011 1 RT Total Absent--B1B031401 Site 4 DIST-A Feb 07, 2011

Jan 06, 2011 1 RT Total Absent--B1A060301 Site 4 DIST-A Jan 24, 2011

Dec 02, 2010 1 RT Total Absent--B0L021001 Site 4 DIST-A Dec 09, 2010

Nov 04, 2010 1 RT Total Absent--B0K041901 Test Site 4 DIST-A Nov 15, 2010

Oct 14, 2010 1 RT Total Absent--B0J141001 Site 4 DIST-A Oct 22, 2010

Sep 09, 2010 1 RT Total Absent--B0I093302 Site 4 DIST-A Sep 11, 2010

Sample
Date

#
Samples

Sample
Type

Coliform
Type Results--ID

Repeat of
Sample ID

Sample
Site Facility

Cl
Residual

Receive
Date

Aug 05, 2010 1 RT Total Absent--B0H060401 Site 4 DIST-A Aug 12, 2010

Jul 08, 2010 1 RT Total Absent--B0G090101 Test Site 4 DIST-A Jul 14, 2010

Jun 03, 2010 1 RT Total Absent--B0F032001 Test Site 4 DIST-A Jun 11, 2010

May 06, 2010 1 RT Total Absent--B0E061101 Test Site 4 DIST-A May 10, 2010

Apr 01, 2010 1 RT Total Absent--B0D011501 Test Site 4 DIST-A Apr 07, 2010

Mar 04, 2010 1 RT Total Absent--B0C050201 Test Site 4 DIST-A Mar 12, 2010

Feb 04, 2010 1 RT Total Absent--B0B041101 Test Site 4 DIST-A Feb 05, 2010

Jan 07, 2010 1 RT Total Absent--B0A070901 Test Site 4 DIST-A Jan 08, 2010

Dec 03, 2009 1 RT Total Absent--B9L031501 Site 4 DIST-A Dec 07, 2009

Nov 05, 2009 1 RT Total Absent--B9K051101 Test Site 4 DIST-A Nov 13, 2009

Oct 01, 2009 1 RT Total Absent--B9J010901 Test Site 4 DIST-A Oct 13, 2009

Sep 10, 2009 1 RT Total Absent--B9I101801 TEST SITE 4 DIST-A Sep 14, 2009

Aug 06, 2009 1 RT Total Absent--B9H070601 WELL 1 DIST-A Aug 11, 2009

Aug 06, 2009 1 RT Total Absent--B9H070603 TEST SITE 4 DIST-A Aug 11, 2009

Jul 09, 2009 1 RT Total Absent--B9G091201 TEST SITE 4 DIST-A Jul 16, 2009

Jun 04, 2009 1 RT Total Absent--B9F041201 TEST SITE 4 DIST-A Jun 12, 2009

May 07, 2009 1 RT Total Absent--B9E070401 TEST SITE 4 DIST-A May 13, 2009

Apr 02, 2009 1 RT Total Absent--B9D021201 TEST SITE 4 DIST-A Apr 17, 2009

Mar 05, 2009 1 RT Total Absent--B9C050701 TEST SITE 4 DIST-A Mar 12, 2009

Feb 06, 2009 1 RT Total Absent--B9B060201 TEST SITE 4 DIST-A Feb 23, 2009

Sample
Date

#
Samples

Sample
Type

Coliform
Type Results--ID

Repeat of
Sample ID

Sample
Site Facility

Cl
Residual

Receive
Date

Jan 15, 2009 1 RT Total Absent--B9A150101 TEST SITE 4 DIST-A Feb 05, 2009

Dec 04, 2008 1 RT Total Absent--B8L041501 TEST SITE 4 DIST-A Dec 09, 2008

Nov 06, 2008 1 RT Total Absent--B8K061101 SITE 4 DIST-A Nov 11, 2008
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Oct 02, 2008 1 RT Total Absent--B8J022301 TEST SITE 4 DIST-A Oct 06, 2008

Sep 05, 2008 1 RT Total Absent--B8I050101 SITE 4 DIST-A Sep 15, 2008

Aug 07, 2008 1 RT Total Absent--B8H071101 SITE 4 DIST-A Aug 12, 2008

Aug 07, 2008 1 RT Total Absent--B8H071102 WELL 1 DIST-A Aug 12, 2008

Jul 10, 2008 1 RT Total Absent--B8G101501 TEST SITE 4 DIST-A Jul 28, 2008

Jun 05, 2008 1 RT Total Absent--B8F052601 TEST SITE 4 DIST-A Jun 11, 2008

May 01, 2008 1 RT Total Absent--B8E010901 TEST SITE 4 DIST-A May 20, 2008

Apr 03, 2008 1 RT Total Absent--B8D030501 TEST SITE 4 DIST-A Apr 21, 2008

Mar 06, 2008 1 RT Total Absent--B8C061301 TEST SITE 4 DIST-A Mar 17, 2008

Feb 07, 2008 1 RT Total Absent--B8B070701 SITE 4 DIST-A Feb 12, 2008

Jan 03, 2008 1 RT Total Absent--B8A030601 TEST SITE 4 DIST-A Jan 08, 2008

Recent Batch Numbers

Click here to show results prior to 2008
Click here to show results prior to 2002 (opens a different page)

Sample Types: AS=Assessment, CO=Confirmation, RP=Repeat, RT=Routine, SP=Special, TG=Triggered, Show special samples
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Coliform fact sheet

PWS ID: 00106 ---- PONDEROSA PINES WATER COMPANY

Current Coliform Summary History
Samples Required Sample Type Sampling Period Type

1 RT MONTH
Spreadsheet

Number of Samples Reported
Period End

Date
Routines
Reported

Routine
TC+

Routine
FC+

Repeats
Reported

Repeat
TC+

Repeat
FC+

Period
Type

Dec 31, 2014 0 0 0 0 0 0 YR
Oct 31, 2014 5 0 0 0 0 0 MN
Sep 30, 2014 1 1 0 3 0 0 MN
Aug 31, 2014 1 0 0 0 0 0 MN
Jul 31, 2014 1 0 0 0 0 0 MN
Jun 30, 2014 1 0 0 0 0 0 MN
May 31, 2014 1 0 0 0 0 0 MN
Apr 30, 2014 1 0 0 0 0 0 MN
Mar 31, 2014 1 0 0 0 0 0 MN
Feb 28, 2014 1 0 0 0 0 0 MN
Jan 31, 2014 1 0 0 0 0 0 MN
Dec 31, 2013 0 0 0 0 0 0 3Y
Dec 31, 2013 1 0 0 0 0 0 MN
Dec 31, 2013 0 0 0 0 0 0 YR
Nov 30, 2013 1 0 0 0 0 0 MN
Oct 31, 2013 1 0 0 0 0 0 MN
Sep 30, 2013 1 0 0 0 0 0 MN
Aug 31, 2013 1 0 0 0 0 0 MN
Jul 31, 2013 1 0 0 0 0 0 MN
Jun 30, 2013 1 0 0 0 0 0 MN
May 31, 2013 1 0 0 0 0 0 MN
Apr 30, 2013 1 0 0 0 0 0 MN
Mar 31, 2013 1 0 0 0 0 0 MN
Feb 28, 2013 1 0 0 0 0 0 MN
Jan 31, 2013 1 0 0 0 0 0 MN
Dec 31, 2012 1 0 0 0 0 0 MN
Dec 31, 2012 0 0 0 0 0 0 YR
Nov 30, 2012 1 0 0 0 0 0 MN
Oct 31, 2012 1 0 0 0 0 0 MN
Sep 30, 2012 1 0 0 0 0 0 MN
Aug 31, 2012 1 0 0 0 0 0 MN
Jul 31, 2012 1 0 0 0 0 0 MN
Jun 30, 2012 1 0 0 0 0 0 MN
May 31, 2012 1 0 0 0 0 0 MN
Apr 30, 2012 1 0 0 0 0 0 MN
Mar 31, 2012 1 0 0 0 0 0 MN
Feb 29, 2012 1 0 0 0 0 0 MN
Jan 31, 2012 1 0 0 0 0 0 MN
Dec 31, 2011 1 0 0 0 0 0 MN
Dec 31, 2011 0 0 0 0 0 0 YR
Nov 30, 2011 1 0 0 0 0 0 MN
Oct 31, 2011 1 0 0 0 0 0 MN
Sep 30, 2011 2 0 0 0 0 0 MN
Aug 31, 2011 1 0 0 0 0 0 MN
Jul 31, 2011 1 0 0 0 0 0 MN
Jun 30, 2011 1 0 0 0 0 0 MN
May 31, 2011 1 0 0 0 0 0 MN
Apr 30, 2011 1 0 0 0 0 0 MN
Mar 31, 2011 1 0 0 0 0 0 MN
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Feb 28, 2011 1 0 0 0 0 0 MN
Jan 31, 2011 1 0 0 0 0 0 MN
Dec 31, 2010 0 0 0 0 0 0 3Y
Dec 31, 2010 0 0 0 0 0 0 9Y
Dec 31, 2010 1 0 0 0 0 0 MN
Dec 31, 2010 0 0 0 0 0 0 YR
Nov 30, 2010 1 0 0 0 0 0 MN
Oct 31, 2010 1 0 0 0 0 0 MN
Sep 30, 2010 1 0 0 0 0 0 MN
Aug 31, 2010 1 0 0 0 0 0 MN
Jul 31, 2010 1 0 0 0 0 0 MN
Jun 30, 2010 1 0 0 0 0 0 MN
May 31, 2010 1 0 0 0 0 0 MN
Apr 30, 2010 1 0 0 0 0 0 MN
Mar 31, 2010 1 0 0 0 0 0 MN
Feb 28, 2010 1 0 0 0 0 0 MN
Jan 31, 2010 1 0 0 0 0 0 MN
Dec 31, 2009 1 0 0 0 0 0 MN
Dec 31, 2009 0 0 0 0 0 0 YR
Nov 30, 2009 1 0 0 0 0 0 MN
Oct 31, 2009 1 0 0 0 0 0 MN
Sep 30, 2009 1 0 0 0 0 0 MN
Aug 31, 2009 2 0 0 0 0 0 MN
Jul 31, 2009 1 0 0 0 0 0 MN
Jun 30, 2009 1 0 0 0 0 0 MN
May 31, 2009 1 0 0 0 0 0 MN
Apr 30, 2009 1 0 0 0 0 0 MN
Mar 31, 2009 1 0 0 0 0 0 MN
Feb 28, 2009 1 0 0 0 0 0 MN
Jan 31, 2009 1 0 0 0 0 0 MN
Dec 31, 2008 1 0 0 0 0 0 MN
Dec 31, 2008 0 0 0 0 0 0 YR
Nov 30, 2008 1 0 0 0 0 0 MN
Oct 31, 2008 1 0 0 0 0 0 MN
Sep 30, 2008 1 0 0 0 0 0 MN
Aug 31, 2008 2 0 0 0 0 0 MN
Jul 31, 2008 1 0 0 0 0 0 MN
Jun 30, 2008 1 0 0 0 0 0 MN
May 31, 2008 1 0 0 0 0 0 MN
Apr 30, 2008 1 0 0 0 0 0 MN
Mar 31, 2008 1 0 0 0 0 0 MN
Feb 29, 2008 1 0 0 0 0 0 MN
Jan 31, 2008 1 0 0 0 0 0 MN
Dec 31, 2007 0 0 0 0 0 0 3Y
Dec 31, 2007 1 0 0 0 0 0 MN
Dec 31, 2007 0 0 0 0 0 0 YR
Nov 30, 2007 1 0 0 0 0 0 MN
Oct 31, 2007 2 0 0 0 0 0 MN
Sep 30, 2007 1 0 0 0 0 0 MN
Aug 31, 2007 1 0 0 0 0 0 MN
Jul 31, 2007 1 0 0 0 0 0 MN
Jun 30, 2007 1 0 0 0 0 0 MN
May 31, 2007 1 0 0 0 0 0 MN
Apr 30, 2007 1 0 0 0 0 0 MN
Mar 31, 2007 1 0 0 0 0 0 MN
Feb 28, 2007 1 0 0 0 0 0 MN
Dec 31, 2006 1 0 0 0 0 0 MN
Dec 31, 2006 0 0 0 0 0 0 YR
Nov 30, 2006 1 0 0 0 0 0 MN
Oct 31, 2006 1 0 0 0 0 0 MN
Sep 30, 2006 1 0 0 0 0 0 MN
Aug 31, 2006 1 0 0 0 0 0 MN
Jul 31, 2006 1 0 0 0 0 0 MN
Jun 30, 2006 1 0 0 0 0 0 MN
May 31, 2006 1 0 0 0 0 0 MN

Data Online - Oregon Drinking Water Services - Coliform - OR4100106 https://yourwater.oregon.gov/colistats.php?pwsno=00106

2 of 3 10/29/2014 3:44 PM



Apr 30, 2006 1 0 0 0 0 0 MN
Mar 31, 2006 1 0 0 0 0 0 MN
Feb 28, 2006 1 0 0 0 0 0 MN
Jan 31, 2006 1 0 0 0 0 0 MN
Dec 31, 2005 1 0 0 0 0 0 MN
Dec 31, 2005 0 0 0 0 0 0 YR
Nov 30, 2005 1 0 0 0 0 0 MN
Oct 31, 2005 1 0 0 0 0 0 MN
Sep 30, 2005 1 0 0 0 0 0 MN
Aug 31, 2005 1 0 0 0 0 0 MN
Jul 31, 2005 1 0 0 0 0 0 MN
Jun 30, 2005 2 0 0 0 0 0 MN
May 31, 2005 1 0 0 0 0 0 MN
Apr 30, 2005 1 0 0 0 0 0 MN
Mar 31, 2005 1 0 0 0 0 0 MN
Feb 28, 2005 1 0 0 0 0 0 MN
Jan 31, 2005 1 0 0 0 0 0 MN
Dec 31, 2004 0 0 0 0 0 0 3Y
Dec 31, 2004 1 0 0 0 0 0 MN
Dec 31, 2004 0 0 0 0 0 0 YR
Nov 30, 2004 1 0 0 0 0 0 MN
Oct 31, 2004 1 0 0 0 0 0 MN
Sep 30, 2004 5 0 0 0 0 0 MN
Aug 31, 2004 10 3 0 5 5 0 MN
Jul 31, 2004 1 0 0 0 0 0 MN
Jun 30, 2004 1 0 0 0 0 0 MN
May 31, 2004 1 0 0 0 0 0 MN
Apr 30, 2004 1 0 0 0 0 0 MN
Mar 31, 2004 1 0 0 0 0 0 MN
Feb 29, 2004 1 0 0 0 0 0 MN
Jan 31, 2004 1 0 0 0 0 0 MN
Dec 31, 2003 1 0 0 0 0 0 MN
Dec 31, 2003 0 0 0 0 0 0 YR
Nov 30, 2003 1 0 0 0 0 0 MN
Oct 31, 2003 1 0 0 0 0 0 MN
Sep 30, 2003 1 0 0 0 0 0 MN
Aug 31, 2003 1 0 0 0 0 0 MN
Jul 31, 2003 1 0 0 0 0 0 MN
Jun 30, 2003 1 0 0 0 0 0 MN
May 31, 2003 1 0 0 0 0 0 MN
Apr 30, 2003 1 0 0 0 0 0 MN
Mar 31, 2003 1 0 0 0 0 0 MN
Feb 28, 2003 1 0 0 0 0 0 MN
Jan 31, 2003 1 0 0 0 0 0 MN
Dec 31, 2002 1 0 0 0 0 0 MN
Dec 31, 2002 0 0 0 0 0 0 YR
Nov 30, 2002 1 0 0 0 0 0 MN
Oct 31, 2002 1 0 0 0 0 0 MN
Sep 30, 2002 1 0 0 0 0 0 MN
Aug 31, 2002 1 0 0 0 0 0 MN
Jul 31, 2002 1 0 0 0 0 0 MN
Jun 30, 2002 2 0 0 0 0 0 MN
May 31, 2002 1 0 0 0 0 0 MN
Apr 30, 2002 1 0 0 0 0 0 MN
Mar 31, 2002 1 0 0 0 0 0 MN
Feb 28, 2002 1 0 0 0 0 0 MN
Jan 31, 2002 1 0 0 0 0 0 MN

Show results prior to 01/01/2002
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ND = Not Detected at the Minimum Reporting Level
Spreadsheet

Latest Chemical Results - PWS ID: 00106 ---- PONDEROSA PINES WATER COMPANY

Sample
ID

Sample
Date

Receive
Date

Chemical
Source
ID

Results
Current

MCL
UOM

B4I042103-I 09/03/2014 09/18/2014 NITRATE EP-A ND 10.000000 MG/L

B4I042102-I 09/03/2014 09/18/2014 NITRATE EP-B ND 10.000000 MG/L

B3K071901-I 11/07/2013 12/30/2013 ARSENIC EP-A 0.0069000 0.0100000 MG/L

B3I241001 09/23/2013 10/14/2013 COPPER DIST-A ND 1.3000000 MG/L

B3I241001 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241002 09/23/2013 10/14/2013 COPPER DIST-A 0.0100000 1.3000000 MG/L

B3I241002 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241003 09/23/2013 10/14/2013 COPPER DIST-A ND 1.3000000 MG/L

B3I241003 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241004 09/23/2013 10/14/2013 COPPER DIST-A ND 1.3000000 MG/L

B3I241004 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241005 09/23/2013 10/14/2013 COPPER DIST-A ND 1.3000000 MG/L

B3I241005 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241006 09/23/2013 10/14/2013 COPPER DIST-A 0.0240000 1.3000000 MG/L

B3I241006 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241007 09/23/2013 10/14/2013 COPPER DIST-A ND 1.3000000 MG/L

B3I241007 09/23/2013 10/14/2013 LEAD DIST-A 0.0020000 0.0150000 MG/L

B3I241008 09/23/2013 10/14/2013 COPPER DIST-A ND 1.3000000 MG/L

B3I241008 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241009 09/23/2013 10/14/2013 COPPER DIST-A ND 1.3000000 MG/L

B3I241009 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3I241010 09/23/2013 10/14/2013 COPPER DIST-A 0.0240000 1.3000000 MG/L

B3I241010 09/23/2013 10/14/2013 LEAD DIST-A ND 0.0150000 MG/L

B3H011902-I 08/01/2013 09/12/2013 NITRATE EP-A ND 10.000000 MG/L

B3G112001-I 07/11/2013 01/09/2014 NITRATE EP-B ND 10.000000 MG/L

B2J310901-I 10/31/2012 12/20/2012 NITRATE EP-A ND 10.000000 MG/L

B2J310901-R 10/31/2012 12/14/2012 COMBINED RADIUM (-226 & -228) EP-A ND 5.0000000 PCI/L

B2J310901-R 10/31/2012 12/14/2012 COMBINED URANIUM EP-A ND 0.0300000 MG/L

B2J310901-R 10/31/2012 12/14/2012 GROSS ALPHA, EXCL. RADON & U EP-A ND 15.000000 PCI/L
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B2J310901-S 10/31/2012 01/04/2013
1,2-DIBROMO-
3-CHLOROPROPANE

EP-A ND 0.0002000 MG/L

B2J310901-S 10/31/2012 01/04/2013 2,4,5-TP EP-A ND 0.0500000 MG/L

B2J310901-S 10/31/2012 01/04/2013 2,4-D EP-A ND 0.0700000 MG/L

B2J310901-S 10/31/2012 01/04/2013 ATRAZINE EP-A ND 0.0030000 MG/L

B2J310901-S 10/31/2012 01/04/2013 BENZO(A)PYRENE EP-A ND 0.0002000 MG/L

B2J310901-S 10/31/2012 01/04/2013 BHC-GAMMA EP-A ND 0.0002000 MG/L

B2J310901-S 10/31/2012 01/04/2013 CARBOFURAN EP-A ND 0.0400000 MG/L

B2J310901-S 10/31/2012 01/04/2013 CHLORDANE EP-A ND 0.0020000 MG/L

B2J310901-S 10/31/2012 01/04/2013 DALAPON EP-A ND 0.2000000 MG/L

B2J310901-S 10/31/2012 01/04/2013 DI(2-ETHYLHEXYL) ADIPATE EP-A ND 0.4000000 MG/L

B2J310901-S 10/31/2012 01/04/2013 DI(2-ETHYLHEXYL) PHTHALATE EP-A ND 0.0060000 MG/L

B2J310901-S 10/31/2012 01/04/2013 DINOSEB EP-A ND 0.0070000 MG/L

B2J310901-S 10/31/2012 01/04/2013 DIQUAT EP-A ND 0.0200000 MG/L

B2J310901-S 10/31/2012 01/04/2013 ENDOTHALL EP-A ND 0.1000000 MG/L

B2J310901-S 10/31/2012 01/04/2013 ENDRIN EP-A ND 0.0020000 MG/L

B2J310901-S 10/31/2012 01/04/2013 ETHYLENE DIBROMIDE EP-A ND 0.0000500 MG/L

B2J310901-S 10/31/2012 01/04/2013 GLYPHOSATE EP-A ND 0.7000000 MG/L

B2J310901-S 10/31/2012 01/04/2013 HEPTACHLOR EP-A ND 0.0004000 MG/L

B2J310901-S 10/31/2012 01/04/2013 HEPTACHLOR EPOXIDE EP-A ND 0.0002000 MG/L

B2J310901-S 10/31/2012 01/04/2013 HEXACHLOROBENZENE EP-A ND 0.0010000 MG/L

B2J310901-S 10/31/2012 01/04/2013 HEXACHLOROCYCLOPENTADIENE EP-A ND 0.0500000 MG/L

B2J310901-S 10/31/2012 01/04/2013 LASSO EP-A ND 0.0020000 MG/L

B2J310901-S 10/31/2012 01/04/2013 METHOXYCHLOR EP-A ND 0.0400000 MG/L

B2J310901-S 10/31/2012 01/04/2013 OXAMYL EP-A ND 0.2000000 MG/L

B2J310901-S 10/31/2012 01/04/2013 PENTACHLOROPHENOL EP-A ND 0.0010000 MG/L

B2J310901-S 10/31/2012 01/04/2013 PICLORAM EP-A ND 0.5000000 MG/L

B2J310901-S 10/31/2012 01/04/2013 SIMAZINE EP-A ND 0.0040000 MG/L

B2J310901-S 10/31/2012 01/04/2013
TOTAL POLYCHLORINATED
BIPHENYLS (PCB)

EP-A ND 0.0005000 MG/L

B2J310901-S 10/31/2012 01/04/2013 TOXAPHENE EP-A ND 0.0030000 MG/L

B2J310901-V 10/31/2012 11/29/2012 1,1,1-TRICHLOROETHANE EP-A ND 0.2000000 MG/L

B2J310901-V 10/31/2012 11/29/2012 1,1,2-TRICHLOROETHANE EP-A ND 0.0050000 MG/L

B2J310901-V 10/31/2012 11/29/2012 1,1-DICHLOROETHYLENE EP-A ND 0.0070000 MG/L

B2J310901-V 10/31/2012 11/29/2012 1,2,4-TRICHLOROBENZENE EP-A ND 0.0700000 MG/L

B2J310901-V 10/31/2012 11/29/2012 1,2-DICHLOROETHANE EP-A ND 0.0050000 MG/L

B2J310901-V 10/31/2012 11/29/2012 1,2-DICHLOROPROPANE EP-A ND 0.0050000 MG/L

B2J310901-V 10/31/2012 11/29/2012 BENZENE EP-A ND 0.0050000 MG/L
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B2J310901-V 10/31/2012 11/29/2012 CARBON TETRACHLORIDE EP-A ND 0.0050000 MG/L

B2J310901-V 10/31/2012 11/29/2012 CHLOROBENZENE EP-A ND 0.1000000 MG/L

B2J310901-V 10/31/2012 11/29/2012 CIS-1,2-DICHLOROETHYLENE EP-A ND 0.0700000 MG/L

B2J310901-V 10/31/2012 11/29/2012 DICHLOROMETHANE EP-A ND 0.0050000 MG/L

B2J310901-V 10/31/2012 11/29/2012 ETHYLBENZENE EP-A ND 0.7000000 MG/L

B2J310901-V 10/31/2012 11/29/2012 O-DICHLOROBENZENE EP-A ND 0.6000000 MG/L

B2J310901-V 10/31/2012 11/29/2012 P-DICHLOROBENZENE EP-A ND 0.0750000 MG/L

B2J310901-V 10/31/2012 11/29/2012 STYRENE EP-A ND 0.1000000 MG/L

B2J310901-V 10/31/2012 11/29/2012 TETRACHLOROETHYLENE EP-A ND 0.0050000 MG/L

B2J310901-V 10/31/2012 11/29/2012 TOLUENE EP-A ND 1.0000000 MG/L

B2J310901-V 10/31/2012 11/29/2012 TRANS-1,2-DICHLOROETHYLENE EP-A ND 0.1000000 MG/L

B2J310901-V 10/31/2012 11/29/2012 TRICHLOROETHYLENE EP-A ND 0.0050000 MG/L

B2J310901-V 10/31/2012 11/29/2012 VINYL CHLORIDE EP-A ND 0.0020000 MG/L

B2J310901-V 10/31/2012 11/29/2012 XYLENES, TOTAL EP-A ND 10.000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 ANTIMONY, TOTAL EP-B ND 0.0060000 MG/L

B2J310902-I 10/31/2012 01/04/2013 ARSENIC EP-B 0.0066000 0.0100000 MG/L

B2J310902-I 10/31/2012 01/04/2013 BARIUM EP-B ND 2.0000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 BERYLLIUM, TOTAL EP-B ND 0.0040000 MG/L

B2J310902-I 10/31/2012 01/04/2013 CADMIUM EP-B ND 0.0050000 MG/L

B2J310902-I 10/31/2012 01/04/2013 CHROMIUM EP-B ND 0.1000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 CYANIDE EP-B ND 0.2000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 FLUORIDE EP-B 0.3980000 4.0000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 MERCURY EP-B ND 0.0020000 MG/L

B2J310902-I 10/31/2012 01/04/2013 NICKEL EP-B ND 0.1000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 NITRATE EP-B 1.2100000 10.000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 NITRATE-NITRITE EP-B 1.2100000 10.000000 MG/L

B2J310902-I 10/31/2012 NITRITE EP-B ND 1.0000000 MG/L

B2J310902-I 10/31/2012 01/04/2013 SELENIUM EP-B ND 0.0500000 MG/L

B2J310902-I 10/31/2012 01/04/2013 SODIUM EP-B 7.5300000 MG/L

B2J310902-I 10/31/2012 01/04/2013 THALLIUM, TOTAL EP-B ND 0.0020000 MG/L

B2J310902-R 10/31/2012 12/14/2012 COMBINED RADIUM (-226 & -228) EP-B ND 5.0000000 PCI/L

B2J310902-R 10/31/2012 12/14/2012 COMBINED URANIUM EP-B ND 0.0300000 MG/L

B2J310902-R 10/31/2012 12/14/2012 GROSS ALPHA, EXCL. RADON & U EP-B ND 15.000000 PCI/L

B2J310902-S 10/31/2012 01/04/2013
1,2-DIBROMO-
3-CHLOROPROPANE

EP-B ND 0.0002000 MG/L

B2J310902-S 10/31/2012 01/04/2013 2,4,5-TP EP-B ND 0.0500000 MG/L

B2J310902-S 10/31/2012 01/04/2013 2,4-D EP-B ND 0.0700000 MG/L

B2J310902-S 10/31/2012 01/04/2013 ATRAZINE EP-B ND 0.0030000 MG/L
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B2J310902-S 10/31/2012 01/04/2013 BENZO(A)PYRENE EP-B ND 0.0002000 MG/L

B2J310902-S 10/31/2012 01/04/2013 BHC-GAMMA EP-B ND 0.0002000 MG/L

B2J310902-S 10/31/2012 01/04/2013 CARBOFURAN EP-B ND 0.0400000 MG/L

B2J310902-S 10/31/2012 01/04/2013 CHLORDANE EP-B ND 0.0020000 MG/L

B2J310902-S 10/31/2012 01/04/2013 DALAPON EP-B ND 0.2000000 MG/L

B2J310902-S 10/31/2012 01/04/2013 DI(2-ETHYLHEXYL) ADIPATE EP-B ND 0.4000000 MG/L

B2J310902-S 10/31/2012 01/04/2013 DI(2-ETHYLHEXYL) PHTHALATE EP-B ND 0.0060000 MG/L

B2J310902-S 10/31/2012 01/04/2013 DINOSEB EP-B ND 0.0070000 MG/L

B2J310902-S 10/31/2012 01/04/2013 DIQUAT EP-B ND 0.0200000 MG/L

B2J310902-S 10/31/2012 01/04/2013 ENDOTHALL EP-B ND 0.1000000 MG/L

B2J310902-S 10/31/2012 01/04/2013 ENDRIN EP-B ND 0.0020000 MG/L

B2J310902-S 10/31/2012 01/04/2013 ETHYLENE DIBROMIDE EP-B ND 0.0000500 MG/L

B2J310902-S 10/31/2012 01/04/2013 GLYPHOSATE EP-B ND 0.7000000 MG/L

B2J310902-S 10/31/2012 01/04/2013 HEPTACHLOR EP-B ND 0.0004000 MG/L

B2J310902-S 10/31/2012 01/04/2013 HEPTACHLOR EPOXIDE EP-B ND 0.0002000 MG/L

B2J310902-S 10/31/2012 01/04/2013 HEXACHLOROBENZENE EP-B ND 0.0010000 MG/L

B2J310902-S 10/31/2012 01/04/2013 HEXACHLOROCYCLOPENTADIENE EP-B ND 0.0500000 MG/L

B2J310902-S 10/31/2012 01/04/2013 LASSO EP-B ND 0.0020000 MG/L

B2J310902-S 10/31/2012 01/04/2013 METHOXYCHLOR EP-B ND 0.0400000 MG/L

B2J310902-S 10/31/2012 01/04/2013 OXAMYL EP-B ND 0.2000000 MG/L

B2J310902-S 10/31/2012 01/04/2013 PENTACHLOROPHENOL EP-B ND 0.0010000 MG/L

B2J310902-S 10/31/2012 01/04/2013 PICLORAM EP-B ND 0.5000000 MG/L

B2J310902-S 10/31/2012 01/04/2013 SIMAZINE EP-B ND 0.0040000 MG/L

B2J310902-S 10/31/2012 01/04/2013
TOTAL POLYCHLORINATED
BIPHENYLS (PCB)

EP-B ND 0.0005000 MG/L

B2J310902-S 10/31/2012 01/04/2013 TOXAPHENE EP-B ND 0.0030000 MG/L

B2J310902-V 10/31/2012 12/03/2012 1,1,1-TRICHLOROETHANE EP-B ND 0.2000000 MG/L

B2J310902-V 10/31/2012 12/03/2012 1,1,2-TRICHLOROETHANE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 1,1-DICHLOROETHYLENE EP-B ND 0.0070000 MG/L

B2J310902-V 10/31/2012 12/03/2012 1,2,4-TRICHLOROBENZENE EP-B ND 0.0700000 MG/L

B2J310902-V 10/31/2012 12/03/2012 1,2-DICHLOROETHANE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 1,2-DICHLOROPROPANE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 BENZENE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 CARBON TETRACHLORIDE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 CHLOROBENZENE EP-B ND 0.1000000 MG/L

B2J310902-V 10/31/2012 12/03/2012 CIS-1,2-DICHLOROETHYLENE EP-B ND 0.0700000 MG/L

B2J310902-V 10/31/2012 12/03/2012 DICHLOROMETHANE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 ETHYLBENZENE EP-B ND 0.7000000 MG/L
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B2J310902-V 10/31/2012 12/03/2012 O-DICHLOROBENZENE EP-B ND 0.6000000 MG/L

B2J310902-V 10/31/2012 12/03/2012 P-DICHLOROBENZENE EP-B ND 0.0750000 MG/L

B2J310902-V 10/31/2012 12/03/2012 STYRENE EP-B ND 0.1000000 MG/L

B2J310902-V 10/31/2012 12/03/2012 TETRACHLOROETHYLENE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 TOLUENE EP-B ND 1.0000000 MG/L

B2J310902-V 10/31/2012 12/03/2012 TRANS-1,2-DICHLOROETHYLENE EP-B ND 0.1000000 MG/L

B2J310902-V 10/31/2012 12/03/2012 TRICHLOROETHYLENE EP-B ND 0.0050000 MG/L

B2J310902-V 10/31/2012 12/03/2012 VINYL CHLORIDE EP-B ND 0.0020000 MG/L

B2J310902-V 10/31/2012 12/03/2012 XYLENES, TOTAL EP-B ND 10.000000 MG/L

B1I011604-I 09/01/2011 10/01/2011 NITRATE EP-A ND 10.000000 MG/L

B1I011602-I 09/01/2011 10/01/2011 NITRATE EP-B ND 10.000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 ANTIMONY, TOTAL EP-A ND 0.0060000 MG/L

B0I092701-I 09/09/2010 11/13/2010 ARSENIC EP-A 0.0071000 0.0100000 MG/L

B0I092701-I 09/09/2010 11/13/2010 BARIUM EP-A ND 2.0000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 BERYLLIUM, TOTAL EP-A ND 0.0040000 MG/L

B0I092701-I 09/09/2010 11/13/2010 CADMIUM EP-A ND 0.0050000 MG/L

B0I092701-I 09/09/2010 11/13/2010 CHROMIUM EP-A ND 0.1000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 CYANIDE EP-A ND 0.2000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 FLUORIDE EP-A 0.1070000 4.0000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 MERCURY EP-A ND 0.0020000 MG/L

B0I092701-I 09/09/2010 11/13/2010 NICKEL EP-A ND 0.1000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 NITRATE EP-A ND 10.000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 NITRATE-NITRITE EP-A ND 10.000000 MG/L

B0I092701-I 09/09/2010 NITRITE EP-A ND 1.0000000 MG/L

B0I092701-I 09/09/2010 11/13/2010 SELENIUM EP-A ND 0.0500000 MG/L

B0I092701-I 09/09/2010 11/13/2010 SODIUM EP-A 7.9400000 MG/L

B0I092701-I 09/09/2010 11/13/2010 THALLIUM, TOTAL EP-A ND 0.0020000 MG/L

B0I092702-I 09/09/2010 10/26/2010 NITRATE EP-B ND 10.000000 MG/L

B0I092702A-I 09/09/2010 11/08/2010 ARSENIC EP-B ND 0.0100000 MG/L

B9I171302-I 09/17/2009 10/27/2009 NITRATE EP-A ND 10.000000 MG/L

B9I171302-S 09/17/2009 10/28/2009
1,2-DIBROMO-
3-CHLOROPROPANE

EP-A ND 0.0002000 MG/L

B9I171302-S 09/17/2009 10/28/2009 2,4,5-TP EP-A ND 0.0500000 MG/L

B9I171302-S 09/17/2009 10/28/2009 2,4-D EP-A ND 0.0700000 MG/L

B9I171302-S 09/17/2009 10/28/2009 ATRAZINE EP-A ND 0.0030000 MG/L

B9I171302-S 09/17/2009 10/28/2009 BENZO(A)PYRENE EP-A ND 0.0002000 MG/L

B9I171302-S 09/17/2009 10/28/2009 BHC-GAMMA EP-A ND 0.0002000 MG/L

B9I171302-S 09/17/2009 10/28/2009 CARBOFURAN EP-A ND 0.0400000 MG/L
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B9I171302-S 09/17/2009 10/28/2009 CHLORDANE EP-A ND 0.0020000 MG/L

B9I171302-S 09/17/2009 10/28/2009 DALAPON EP-A ND 0.2000000 MG/L

B9I171302-S 09/17/2009 10/28/2009 DI(2-ETHYLHEXYL) ADIPATE EP-A ND 0.4000000 MG/L

B9I171302-S 09/17/2009 10/28/2009 DI(2-ETHYLHEXYL) PHTHALATE EP-A ND 0.0060000 MG/L

B9I171302-S 09/17/2009 10/28/2009 DINOSEB EP-A ND 0.0070000 MG/L

B9I171302-S 09/17/2009 10/28/2009 DIQUAT EP-A ND 0.0200000 MG/L

B9I171302-S 09/17/2009 10/28/2009 ENDOTHALL EP-A ND 0.1000000 MG/L

B9I171302-S 09/17/2009 10/28/2009 ENDRIN EP-A ND 0.0020000 MG/L

B9I171302-S 09/17/2009 10/28/2009 ETHYLENE DIBROMIDE EP-A ND 0.0000500 MG/L

B9I171302-S 09/17/2009 10/28/2009 GLYPHOSATE EP-A ND 0.7000000 MG/L

B9I171302-S 09/17/2009 10/28/2009 HEPTACHLOR EP-A ND 0.0004000 MG/L

B9I171302-S 09/17/2009 10/28/2009 HEPTACHLOR EPOXIDE EP-A ND 0.0002000 MG/L

B9I171302-S 09/17/2009 10/28/2009 HEXACHLOROBENZENE EP-A ND 0.0010000 MG/L

B9I171302-S 09/17/2009 10/28/2009 HEXACHLOROCYCLOPENTADIENE EP-A ND 0.0500000 MG/L

B9I171302-S 09/17/2009 10/28/2009 LASSO EP-A ND 0.0020000 MG/L

B9I171302-S 09/17/2009 10/28/2009 METHOXYCHLOR EP-A ND 0.0400000 MG/L

B9I171302-S 09/17/2009 10/28/2009 OXAMYL EP-A ND 0.2000000 MG/L

B9I171302-S 09/17/2009 10/28/2009 PENTACHLOROPHENOL EP-A ND 0.0010000 MG/L

B9I171302-S 09/17/2009 10/28/2009 PICLORAM EP-A ND 0.5000000 MG/L

B9I171302-S 09/17/2009 10/28/2009 SIMAZINE EP-A ND 0.0040000 MG/L

B9I171302-S 09/17/2009 10/28/2009
TOTAL POLYCHLORINATED
BIPHENYLS (PCB)

EP-A ND 0.0005000 MG/L

B9I171302-S 09/17/2009 10/28/2009 TOXAPHENE EP-A ND 0.0030000 MG/L

B9I171302-V 09/17/2009 10/28/2009 1,1,1-TRICHLOROETHANE EP-A ND 0.2000000 MG/L

B9I171302-V 09/17/2009 10/28/2009 1,1,2-TRICHLOROETHANE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 1,1-DICHLOROETHYLENE EP-A ND 0.0070000 MG/L

B9I171302-V 09/17/2009 10/28/2009 1,2,4-TRICHLOROBENZENE EP-A ND 0.0700000 MG/L

B9I171302-V 09/17/2009 10/28/2009 1,2-DICHLOROETHANE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 1,2-DICHLOROPROPANE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 BENZENE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 CARBON TETRACHLORIDE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 CHLOROBENZENE EP-A ND 0.1000000 MG/L

B9I171302-V 09/17/2009 10/28/2009 CIS-1,2-DICHLOROETHYLENE EP-A ND 0.0700000 MG/L

B9I171302-V 09/17/2009 10/28/2009 DICHLOROMETHANE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 ETHYLBENZENE EP-A ND 0.7000000 MG/L

B9I171302-V 09/17/2009 10/28/2009 O-DICHLOROBENZENE EP-A ND 0.6000000 MG/L

B9I171302-V 09/17/2009 10/28/2009 P-DICHLOROBENZENE EP-A ND 0.0750000 MG/L

B9I171302-V 09/17/2009 10/28/2009 STYRENE EP-A ND 0.1000000 MG/L
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B9I171302-V 09/17/2009 10/28/2009 TETRACHLOROETHYLENE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 TOLUENE EP-A ND 1.0000000 MG/L

B9I171302-V 09/17/2009 10/28/2009 TRANS-1,2-DICHLOROETHYLENE EP-A ND 0.1000000 MG/L

B9I171302-V 09/17/2009 10/28/2009 TRICHLOROETHYLENE EP-A ND 0.0050000 MG/L

B9I171302-V 09/17/2009 10/28/2009 VINYL CHLORIDE EP-A ND 0.0020000 MG/L

B9I171302-V 09/17/2009 10/28/2009 XYLENES, TOTAL EP-A ND 10.000000 MG/L

C09090967002 09/17/2009 10/29/2009 COMBINED URANIUM EP-A ND 0.0300000 MG/L

B9I171301-I 09/17/2009 10/27/2009 NITRATE EP-B ND 10.000000 MG/L

B9I171301-S 09/17/2009 10/28/2009
1,2-DIBROMO-
3-CHLOROPROPANE

EP-B ND 0.0002000 MG/L

B9I171301-S 09/17/2009 10/28/2009 2,4,5-TP EP-B ND 0.0500000 MG/L

B9I171301-S 09/17/2009 10/28/2009 2,4-D EP-B ND 0.0700000 MG/L

B9I171301-S 09/17/2009 10/28/2009 ATRAZINE EP-B ND 0.0030000 MG/L

B9I171301-S 09/17/2009 10/28/2009 BENZO(A)PYRENE EP-B ND 0.0002000 MG/L

B9I171301-S 09/17/2009 10/28/2009 BHC-GAMMA EP-B ND 0.0002000 MG/L

B9I171301-S 09/17/2009 10/28/2009 CARBOFURAN EP-B ND 0.0400000 MG/L

B9I171301-S 09/17/2009 10/28/2009 CHLORDANE EP-B ND 0.0020000 MG/L

B9I171301-S 09/17/2009 10/28/2009 DALAPON EP-B ND 0.2000000 MG/L

B9I171301-S 09/17/2009 10/28/2009 DI(2-ETHYLHEXYL) ADIPATE EP-B ND 0.4000000 MG/L

B9I171301-S 09/17/2009 10/28/2009 DI(2-ETHYLHEXYL) PHTHALATE EP-B ND 0.0060000 MG/L

B9I171301-S 09/17/2009 10/28/2009 DINOSEB EP-B ND 0.0070000 MG/L

B9I171301-S 09/17/2009 10/28/2009 DIQUAT EP-B ND 0.0200000 MG/L

B9I171301-S 09/17/2009 10/28/2009 ENDOTHALL EP-B ND 0.1000000 MG/L

B9I171301-S 09/17/2009 10/28/2009 ENDRIN EP-B ND 0.0020000 MG/L

B9I171301-S 09/17/2009 10/28/2009 ETHYLENE DIBROMIDE EP-B ND 0.0000500 MG/L

B9I171301-S 09/17/2009 10/28/2009 GLYPHOSATE EP-B ND 0.7000000 MG/L

B9I171301-S 09/17/2009 10/28/2009 HEPTACHLOR EP-B ND 0.0004000 MG/L

B9I171301-S 09/17/2009 10/28/2009 HEPTACHLOR EPOXIDE EP-B ND 0.0002000 MG/L

B9I171301-S 09/17/2009 10/28/2009 HEXACHLOROBENZENE EP-B ND 0.0010000 MG/L

B9I171301-S 09/17/2009 10/28/2009 HEXACHLOROCYCLOPENTADIENE EP-B ND 0.0500000 MG/L

B9I171301-S 09/17/2009 10/28/2009 LASSO EP-B ND 0.0020000 MG/L

B9I171301-S 09/17/2009 10/28/2009 METHOXYCHLOR EP-B ND 0.0400000 MG/L

B9I171301-S 09/17/2009 10/28/2009 OXAMYL EP-B ND 0.2000000 MG/L

B9I171301-S 09/17/2009 10/28/2009 PENTACHLOROPHENOL EP-B ND 0.0010000 MG/L

B9I171301-S 09/17/2009 10/28/2009 PICLORAM EP-B ND 0.5000000 MG/L

B9I171301-S 09/17/2009 10/28/2009 SIMAZINE EP-B ND 0.0040000 MG/L

B9I171301-S 09/17/2009 10/28/2009
TOTAL POLYCHLORINATED
BIPHENYLS (PCB)

EP-B ND 0.0005000 MG/L
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ND = Not Detected at the Minimum Reporting Level     Spreadsheet

Nitrate Samples - PWS ID: 00106 ---- PONDEROSA PINES WATER COMPANY

Sample
ID

Sample
Date

Receive
Date

Analyte
Name

Source Name
Source
ID

Results MCL UOM

B4I042103-I 09/03/2014 09/18/2014 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B4I042102-I 09/03/2014 09/18/2014 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B3H011902-I 08/01/2013 09/12/2013 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B3G112001-I 07/11/2013 01/09/2014 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B2J310901-I 10/31/2012 12/20/2012 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B2J310902-I 10/31/2012 01/04/2013 NITRATE
EP FOR WELL #1
(NORTH)

EP-B 1.2100000 10.0000 MG/L

B2J310902-I 10/31/2012
NITRATE-
NITRITE

EP FOR WELL #1
(NORTH)

EP-B 1.2100000 10.0000 MG/L

B1I011604-I 09/01/2011 10/01/2011 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B1I011602-I 09/01/2011 10/01/2011 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B0I092701-I 09/09/2010 11/13/2010 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B0I092701-I 09/09/2010
NITRATE-
NITRITE

EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B0I092702-I 09/09/2010 10/26/2010 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B9I171302-I 09/17/2009 10/27/2009 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B9I171301-I 09/17/2009 10/27/2009 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B9H070602-I 08/11/2009 08/25/2009 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B9H070604-I 08/06/2009 08/25/2009 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B8J022303-I 10/02/2008 10/23/2008 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B8J022302-I 10/02/2008 10/23/2008 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B7I170601N 09/17/2007 10/09/2007 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B7I170602N 09/17/2007 10/09/2007 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

B6I071401 09/07/2006 09/19/2006 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

B6I071404 09/07/2006 09/19/2006 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

50901-35 09/01/2005 10/06/2005 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A 0.1000000 10.0000 MG/L

Data Online - Oregon Drinking Water Services - Nitrate - OR4100106 https://yourwater.oregon.gov/nitrates.php?pwsno=00106
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NB409364-I 09/16/2004 10/12/2004 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

NB309417N 09/18/2003 10/07/2003 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A ND 10.0000 MG/L

NB309418N 09/18/2003 10/07/2003 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

20920-6I 09/19/2002 12/10/2002 NITRATE
EP FOR WELL #2
(SOUTH)

EP-A 0.1700000 10.0000 MG/L

20920-6I 09/19/2002 12/10/2002
NITRATE-
NITRITE

EP FOR WELL #2
(SOUTH)

EP-A 0.1700000 10.0000 MG/L

20920-7I 09/19/2002 12/10/2002 NITRATE
EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

20920-7I 09/19/2002 12/10/2002
NITRATE-
NITRITE

EP FOR WELL #1
(NORTH)

EP-B ND 10.0000 MG/L

Archived Nitrate Samples - PWS ID: 00106

 
 

Sample
Date

Receive
Date

Analyte
Name

Source Name
Source
ID

Results MCL

 09/20/01 10/12/01 Nitrate WELL #2 AA ND 10.0000

 09/20/01 10/12/01 Nitrate WELL #1 BA ND 10.0000

 10/12/00 10/23/00 Nitrate WELL #2 AA ND 10.0000

 10/12/00 10/23/00 Nitrate WELL #1 BA ND 10.0000

 08/09/99 12/27/99 Nitrate WELL #2 AA ND 10.0000

 08/09/99 12/27/99 Nitrate-Nitrite WELL #2 AA ND 10.0000

 08/09/99 12/27/99 Nitrate WELL #1 BA ND 10.0000

 08/09/99 12/27/99 Nitrate-Nitrite WELL #1 BA ND 10.0000

 08/27/98 09/10/98 Nitrate WELL #2 AA ND 10.0000

 08/27/98 09/10/98 Nitrate WELL #1 BA ND 10.0000

 09/26/97 03/23/98 Nitrate WELL #2 AA 0.0600000 10.0000

 09/26/97 03/23/98 Nitrate WELL #1 BA 0.0500000 10.0000

 05/15/96 08/14/96 Nitrate WELL #2 AA 0.1000000 10.0000

 05/15/96 08/14/96 Nitrate WELL #1 BA 0.0900000 10.0000

 03/22/95 04/03/95 Nitrate WELL #2 AA 0.0900000 10.0000

 03/22/95 04/05/95 Nitrate WELL #1 BA 0.0800000 10.0000

 09/07/94 09/16/94 Nitrate WELL #2 AA 0.0800000 10.0000

 09/07/94 09/16/94 Nitrate WELL #1 BA 0.0700000 10.0000

 09/01/93 01/05/94 Nitrate WELL #2 AA 0.2000000 10.0000

 09/01/93 01/06/94 Nitrate WELL #1 BA 0.5000000 10.0000

 04/14/93 03/08/94 Nitrate WELL #2 AA 0.0900000 10.0000

 04/14/93 03/08/94 Nitrate WELL #1 BA 0.0900000 10.0000

 06/09/92 07/14/92 Nitrate EP FOR WELL #2 A 0.0800000 10.0000

 06/09/92 07/14/92 Nitrate EP FOR WELL #1 B 0.0600000 10.0000

 01/31/91 03/01/91 Nitrate EP FOR WELL #1 B 0.2700000 10.0000

 02/19/88 03/14/88 Nitrate EP FOR WELL #1 B 0.0900000 10.0000

 08/26/85 08/26/85 Nitrate EP FOR WELL #1 B 0.0700000 10.0000

A blank or a 0 in the MCL column indicates that a MCL has not been set for that chemical.
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PWSID:  00106  Fact Sheets

PWSName:   PONDEROSA PINES WATER COMPANY  Definitions

Status:  A  Public Notice

System Type:  C  Alerts

Population:  874  Enforcements

   Spreadsheet

Action Levels: Lead = 0.0155 mg/l   Copper = 1.35 mg/l

Lead and Copper 90th Percentile Summary Results                       details for latest summary

Sample Date Date Received Sample Count Duration Lead (mg/l) Copper (mg/l)

Sep 23, 2013 - Sep 23, 2013 Oct 14, 2013 10 3Y 0.0000 0.0240

Jul 08, 2010 - Jul 08, 2010 Jan 10, 2011 10 3Y 0.0000 0.0270

Sep 17, 2007 - Sep 17, 2007 Sep 25, 2007 10 3Y 0.0000 0.0150

Sep 16, 2004 - Sep 16, 2004 Oct 12, 2004 10 3Y 0.0000 0.0361

Jan 01, 1999 - Sep 25, 2001 Oct 09, 2001 10 3Y 0.0000 0.0370

Jan 01, 1998 - Aug 24, 1998 Sep 24, 1998 10 YR 0.0000 0.0385

Jan 01, 1996 - Sep 18, 1996 Dec 09, 1996 10 YR 0.0000 0.0230

Jan 01, 1995 - Jun 06, 1995 Sep 29, 1997 10 YR 0.0024 0.0320

Jan 01, 1994 - Jun 07, 1994 Jul 11, 1994 20 6M 0.0000 0.0310

Jul 01, 1993 - Sep 01, 1993 Dec 20, 1993 20 6M 0.0012 0.0320

More Info

Lead & Copper - OR4100106 - Data Online - Oregon Drinking Water Ser... https://yourwater.oregon.gov/leadcopper.php?pwsno=00106
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Introduction  ::  Data Search Options  ::  WS Name Look Up  ::  WS ID Look Up  ::  DWS Home  ::  Quick Data Links

PWS ID: 00106 ---- PONDEROSA PINES WATER COMPANY

For questions regarding these violations contact: DESCHUTES COUNTY ---- Jeff Freund ---- (541) 388-6563

Violations are displayed for the last 5 years only.

Group Abbreviations:  SD = Significant Deficiency

Gray shading indicates return to compliance. 

Return to default sort order
Hide Auto-RTC  |  Show Determination Dates Click here to see public notices.

Violation History

Violation
Number

Auto-
RTC?

Monitoring Period Facility
ID

Analyte
Group

Violation Type - Analyte Count
Hide analytes for all violations

Enforcement Action - Date
Show history PointsBegin End

903097905 N Aug 09, 2014 Aug 26, 2014 SD Deficiencies Not Corrected or Plan Not Received - 1 Returned To Compliance - Aug 26, 2014 5

SYSTEM SCORE SUMMARY Unaddressed Points: 0

Number of years the oldest violation has been unaddressed (n): 0

System Score: 0

Points under formal enforcement: 0

Points RTC'd: 5

For all compliance errors, please contact Chuck Michael, DWS Compliance Specialist, at 971-673-0420.

Click here for more information on system scores and how they are calculated, including the point values of specific violations.

Violation history last updated 10/29/2014, 4 hours ago.

For further information on this public water system, click on the area of interest below:

System Info :: Report for Lenders :: Alerts :: Violations :: Enforcements :: Contacts :: Site Visits :: Public Notice :: Plan Review

Coliform Summary :: Coliform Results :: Sampling Schedule for Coliform :: Groundwater/GWUDI Source Details

Chemical Group Summary :: Latest Chemical Results :: Entry Point Detects :: Single Analyte Results 

Chemical Schedule Summary :: Chemical Schedule Details

Lead & Copper :: Corrosion Control (LCR) :: Nitrate :: Arsenic :: Radionuclides :: GWR 4-Log

DBPs :: TOC & Alkalinity :: DBP Sample Sites :: FANLs :: MRDL :: Turbidity :: SWTR :: RAA :: LRAA

00106 Violations | Data Online | Oregon Drinking Water Services https://yourwater.oregon.gov/violsum.php?pwsno=00106&sortby=group...

1 of 1 10/29/2014 3:49 PM



 

Appendix I 
Modeling Results ‐ Existing System 
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Ponderosa Pines
Water Demand Distribution

Existing Buildout
Total Avg. Total Avg.

Junction Phase Lots Flow, gpm Lots Flow, gpm
2 4 21 7.3 21 7.3
6 3 1 0.3 3 1.0
7 3 5 1.7 6 2.1
8 4 8 2.8 8 2.8
11 3 7 2.4 8 2.8
13 2 6 2.1 8 2.8
14 2 1 0.3 1 0.3
15 2 7 2.4 8 2.8
17 2 10 3.5 10 3.5
19 2 11 3.8 13 4.5
21 1 11 3.8 11 3.8
22 1 22 7.6 22 7.6
23 1 5 1.7 5 1.7
24 1 14 4.9 15 5.2
25 1 16 5.6 17 5.9
26 0 5 1.7 6 2.1
27 0 8 2.8 9 3.1
28 3 3 1.0 4 1.4
29 2 3 1.0 4 1.4
30 2 9 3.1 9 3.1
31 3 3 1.0 5 1.7
32 2 8 2.8 9 3.1
35 2 17 5.9 18 6.3
36 1 7 2.4 7 2.4
37 1 7 2.4 8 2.8
38 0 10 3.5 10 3.5
39 0 2 0.7 2 0.7
40 4 9 3.1 9 3.1
42 3 3 1.0 7 2.4
44 3 7 2.4 8 2.8
45 4 4 1.4 4 1.4
46 4 9 3.1 10 3.5
47 4 6 2.1 8 2.8
48 4 3 1.0 4 1.4
49 4 5 1.7 6 2.1
51 4 5 1.7 6 2.1
53 4 3 1.0 4 1.4
54 4 8 2.8 10 3.5
57 4 5 1.7 7 2.4
58 4 2 0.7 3 1.0
59 4 4 1.4 5 1.7
61 4 7 2.4 7 2.4
62 4 2 0.7 2 0.7



Ponderosa Pines
Water Demand Distribution

Existing Buildout
Total Avg. Total Avg.

Junction Phase Lots Flow, gpm Lots Flow, gpm
63 4 4 1.4 6 2.1
65 3 9 3.1 10 3.5
66 3 4 1.4 5 1.7
67 0 11 3.8 12 4.2
68 0 9 3.1 9 3.1
69 0 10 3.5 11 3.8
70 0 9 3.1 9 3.1
71 0 4 1.4 5 1.7
73 0 9 3.1 9 3.1
77 2 9 3.1 10 3.5
78 0 4 1.4 4 1.4
79 3 6 2.1 6 2.1
80 0 9 3.1 11 3.8
81 0 4 1.4 6 2.1
82 4 3 1.0 6 2.1
84 4 9 3.1 10 3.5
85 2 16 5.6 18 6.3

Totals 438 152.1 494 171.5

People/Lot 2
Max Daily Use, gpcd 250
Max Daily Use, gpcm 0.174



















 

Appendix J 
Modeling Results – Buildout 
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Ponderosa Pines
Water Demand Distribution

Existing Buildout
Total Avg. Total Avg.

Junction Phase Lots Flow, gpm Lots Flow, gpm
2 4 21 7.3 21 7.3
6 3 1 0.3 3 1.0
7 3 5 1.7 6 2.1
8 4 8 2.8 8 2.8
11 3 7 2.4 8 2.8
13 2 6 2.1 8 2.8
14 2 1 0.3 1 0.3
15 2 7 2.4 8 2.8
17 2 10 3.5 10 3.5
19 2 11 3.8 13 4.5
21 1 11 3.8 11 3.8
22 1 22 7.6 22 7.6
23 1 5 1.7 5 1.7
24 1 14 4.9 15 5.2
25 1 16 5.6 17 5.9
26 0 5 1.7 6 2.1
27 0 8 2.8 9 3.1
28 3 3 1.0 4 1.4
29 2 3 1.0 4 1.4
30 2 9 3.1 9 3.1
31 3 3 1.0 5 1.7
32 2 8 2.8 9 3.1
35 2 17 5.9 18 6.3
36 1 7 2.4 7 2.4
37 1 7 2.4 8 2.8
38 0 10 3.5 10 3.5
39 0 2 0.7 2 0.7
40 4 9 3.1 9 3.1
42 3 3 1.0 7 2.4
44 3 7 2.4 8 2.8
45 4 4 1.4 4 1.4
46 4 9 3.1 10 3.5
47 4 6 2.1 8 2.8
48 4 3 1.0 4 1.4
49 4 5 1.7 6 2.1
51 4 5 1.7 6 2.1
53 4 3 1.0 4 1.4
54 4 8 2.8 10 3.5
57 4 5 1.7 7 2.4
58 4 2 0.7 3 1.0
59 4 4 1.4 5 1.7
61 4 7 2.4 7 2.4
62 4 2 0.7 2 0.7



Ponderosa Pines
Water Demand Distribution

Existing Buildout
Total Avg. Total Avg.

Junction Phase Lots Flow, gpm Lots Flow, gpm
63 4 4 1.4 6 2.1
65 3 9 3.1 10 3.5
66 3 4 1.4 5 1.7
67 0 11 3.8 12 4.2
68 0 9 3.1 9 3.1
69 0 10 3.5 11 3.8
70 0 9 3.1 9 3.1
71 0 4 1.4 5 1.7
73 0 9 3.1 9 3.1
77 2 9 3.1 10 3.5
78 0 4 1.4 4 1.4
79 3 6 2.1 6 2.1
80 0 9 3.1 11 3.8
81 0 4 1.4 6 2.1
82 4 3 1.0 6 2.1
84 4 9 3.1 10 3.5
85 2 16 5.6 18 6.3

Totals 438 152.1 494 171.5

People/Lot 2
Max Daily Use, gpcd 250
Max Daily Use, gpcm 0.174











 

Appendix K 
Water Conservation Tips 
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Appendix L 
Line Replacement Layout 
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