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Site Plan Lady Minto / Gulf Islands Hospital
Crofton Road / #’s 135 & 137June 2017
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Main Floor Lady Minto / Gulf Islands Hospital
Crofton Road / #135June 2017

Type 5 w/mixed Type 3
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~25,000
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Basement Lady Minto / Gulf Islands Hospital
Crofton Road / #135June 2017
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Pre-Incident Plan - Salt Spring Island Fire Rescue

Annex Lady Minto / Gulf Islands Hospital
Crofton Road / #137Aug/2017

Type 5

55 x 30

~3,400
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# Floors: 2
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Pre-Incident Plan - Salt Spring Island Fire Rescue

Portable Lady Minto / Gulf Islands Hospital
Crofton Road / #137Aug/2017

Type 4?

35 x 30

~1,000

0

# Floors: 1



Revision # 

 Building Height:  

Cross Street: 

Building Width: 

Construction Type:

*Note:

Hydrant: 

Fire Department Connection (FDC): 

Residential Water Shut Off: 

GPM Flow:  

Sprinkler Protected: 

Sprinkler Room:  

 Fire Alarm Panel: 

AMPS:  

 Tank Size:  

Special Hazards:  

Collapse Zone:  

Annunciator Panel: 

Main Electrical Room: 

Propane Location: 

Lock Box:  

HAZMAT Contents: 

Back-Up Generator: 

Special Comments: 

Road Name             Civic #

Number of Floors:

Building Length:

Light Weight Construction:

Date:Address:

Building Name:

Y N

Y N

Emergency Contact Info: 
Primary Contact Name:

Additional Info:

Title:
Primary Phone #:



Salt Spring Island Fire Rescue Pre-Incident Plan Symbols

Attic
Hatch

Revised AUGUST, 2017

Lightweight
Wood Truss
(Roof &/or  Floor)

Lightweight
Metal Truss
(Roof &/or Floor)

Dangerous 
Goods

Silent Floors

Bow String 
Truss

Roof 
Hatch

Elevator

Overhead
Door

Skylight

Sliding 
Door

Chute

Crawlspace
Hatch

RH AH

CH

Electrical 
Panel

Electrical 
Kiosk

Main 
Electrical 
Shut-off

Truss 
Direction

Comp.Gas 
Cylinder/
Fuel Storage

Mantrap704

HVAC System

Storm Drain

Stairs

HAZMAT 
Location

Entrance /
Exit

Sprinklered 
(Dry)

Sprinklered 
(Wet)

FD
Connection

FF 
Elevator

Hydrant

Lock Box Extinguisher 
System

Sprinkler 
Valve

Alarm Panel

Alarm 
Annunciator

Tender Shuttle 
Area

Generator

Bad Reception 
Area

Self-Locking
Door

Overhead Wires

Fire Wall

Fire Door

Fence

Oxygen 
Supply

Water Shut-offWW

Gas Shut-offGG

Sprinklers No
Sprinklers

Potential Hazard

W

D

SILENT
FLOOR

AA

AP

Iso

Muster Point

Fuel

SKY

Gen

MW
BOW STRING
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	Text1: Lady Minto / Gulf Islands Hospital
	Text2: Crofton Road
	Text3: 135 & 137
	Text4: 2
	Text5: Jul-17
	Text6: Lower Ganges
	Text7: 2
	Text8: 180 ft
	Text9: 30 ft
	Text10: 200 ft
	Text11: Type 5/3
	Text16: 
	Text17: B/C corner @ Braehaven
	Text18: 
	Text19: C-side by the roof access
	Group15: Yes
	Group2: Choice1
	Text21: Basement - Boiler Room #2 (?)
	Text22: Bsmt - near Pharm.
	Text23: OXYGEN and medical gas cylinder storage / Biomedical Waste
	Text24: 45 ft A/C/D sides - 10 ft B-side
	Text25: Main entry
	Text26: Main & Elec. Rm
	Text27: Basement @ bottom of stair
	Text28: 800
	Text29: C-side behind Annex/Portable bldgs
	Text30: 3 @ 7500 L
	Text31: A-side - Main entry on the left side
	Text32: O2 / Liq. Nitrogen / Bleaches / Nitrous Oxides / Pharmaceutical Toxins
	Text33: in Genset bldg - C-side / Shut-off in Genset bldg or electrical room 
	Text34: need bolt cutter to access O2 shut-off C-side (C/D corner - gas delivery sys)
	Text35: 
	Text40: 
	Text12: 
	Text44: Shut Down O2 ASAPCheck the dumbwaiter and laundry chutes for extension


