The State of New Hampshire

‘ Department of Environmental Services
NHDES

Robert R. Scott, Commissioner

DATE: JULY 9, 2018
TO: NH Schools and Licensed Childcare Facilities

FROM: Sarah Pillsbury, P.G., Administrator
NHDES Drinking Water and Groundwater Bureau

RE: Testing Lead in Drinking Water in Schools and Daycares
SB247 Prevention of Childhood Lead Poisoning

NHDES issued recommendations for voluntary testing of lead in drinking water at all schools
and daycares in Spring 2016, following increased awareness of lead toxicity to children from the
water crisis in Flint, Michigan. On February 8, 2018, Governor Sununu signed Senate Bill 247
Prevention of Childhood Lead Poisoning. This law requires, among other actions, that all
schools and licensed childcare facilities test lead in drinking water at all locations where water is
available for consumption by children. The first round of testing is required to be completed by
July 1, 2019, and every 5 years thereafter, until at least 3 rounds are below the standard. Such
testing completed from 2016 forward is acceptable for the first round of sampling.

NHDES has been working with the NH Departments of Education and Health and Human
Services to provide guidance for schools and childcare facilities to perform this testing. Our state
has a wide network of Certified Contract Water Operators (see enclosed Factsheet DWGB 7-2),
as well as experienced municipal water professionals that may be available to assist your staff in
developing your testing program. Guidelines to proceed are as follows:

1. Make a list of all faucets where water is available for consumption by children
Use a table such as the following for tracking your sample results and followup actions.

|-'Sample Description Sample Stagnant ' Followup Actions Completion

ID Date Lead, ppb Date

01 | West Wing Bubbler
02 Nurses Office Sink ]
03 | Kitchen Food Prep Sink I

04 ! Infant Room Si_ﬁ_k__ | I

2. Sampling and Communications

In coordination with a NH certified laboratory (enclosed list), obtain 1-liter, wide-mouth sample
bottles for the identified testing locations. Samples must be “first flush” or stagnant at least 6
hours prior to collection. Generally, it works best to collect samples first thing in the morning.
Upon receipt of sample results, post them to your website and/or send letters to parents and
guardians informing of the results and next steps. From today onward and in conformance
with SB247, notification of results to parents and guardians should be by 5 business days
of receipt from the lab. In addition, the certified laboratories may report electronically to
NHDES for compliance with Step 3 (i.e., sample results that prompt remedial action).

3. Remediation

Any locations showing 15 ppb (0.015 mg/L) or higher must be remediated. Effective
immediately, remediation plans shall be submitted to NHDES and implemented by 30
days of the notification of test results to parents / guardians or as soon as practicable.
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Alternate water must be provided until these measures are completed and retested.
Remediation will commonly consist of replacing offending fixtures for new “low-lead” faucets,
flushing aggressively, and retesting. However, additional steps may be required such as
installation of NSF 53 Certified Lead Filters, other water treatment, or plumbing replacements
where lead solder is still present. Remediation plans shall be submitted via email, fax or
standard mail to:

NHDES Drinking Water and Groundwater Bureau
Lead and Copper Program
29 Hazen Drive, PO Box 95,
Concord, NH 03302-0095
Tel 603-271-2513; Fax 603-271-5171; DWGBInfo@des.nh.gov

We ask that you proceed with this testing as soon as possible to allow the most flexibility in
laboratory scheduling and to ensure all remediation actions may be completed prior to the
start of the new school year. Questions may be directed to 603-271-2513 and
DWGBInfoades.nh.gov. Additional guidance and copy of this letter may be found at
www.des.nh.gov, A to Z Topics, “Lead in Drinking Water”.

Sincerely yours,

< e %

Sarah Pillsbury, P.G.
Administrator
Drinking Water and Groundwater Bureau

cc. Public Water System Certified Water Operators
Enclosures

~ Accredited Labs Providing Well Water Quality Testing Services
- DES Factsheet DWGB 7-2 Certified Contract Water Operators
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NH ELAP Accreditation #NH1005
Maine State Certification #NH01005
Vermont State Cerfication # VT1005
Maine Radon Certificatian # ME17500

NELSON ANALYTICAL LAB
490 East Industrial Park Drive 3 , ot ,
Manchester, NH 03109
www.nelsonanalytical.com

(603)622-6200

Report of Analysis
Customer: Alpha-Blts Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:05 AM
Client Sample ID:  Alpha-Bits Learning Center 1 Collected By : Customer
Laboratory ID: 119032407.01 Y Date Recelved : 03/27/2019 07:40 AM
Sample Matrix:  Drioking Water Temperature Rec'd °C: #15.4

Sample Location: Powder Puff Room Food Prep Sink

acueptame v L S
IR LR T L g s e - Level- i U"m' i ';._nm wayed v Tr.'.'t'hgfm;: SRR i
Lead <0.001 0,015 mg/L 03/30/2019 06:30 EPA 2008 Pnnmry Within EPA Standard
Customer: Alpha-Bity Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:10 AM
Client Sample ID:  Alpha-Bits Learning Center [ Collected By : Customer
Laboratory ID; 119032407.02 Date Received : 03/27/2019 07:40 AM
Sample Matrix :  Drinking Water Temperature Rec'd °C: #15.4

Sample Location: Bugable Room Food Prep Sink

Lead <0.001 0.015 mo/L 03/30/2019 06:30  EPA 200. E Primary Within EPA Standard

Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:15 AM
Client Sample ID:  Alpha-Bfts Learning Center 1 : Collected By : Customer
Laboratory ID:; 119032407.03 Date Recelved : 03/27/2019 07:40 AM
Sample Matrix :  Drinking Water Temperature Ree'd °C: #15.4

Sample Location:  Knee High Room Food Prep Sink

level

Lead 0.002 0.015 mg/L 03/30/2019 06:30 EPA 200.8 Primary thm EPA Slandard
Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:20 AM
Client Sample ID:  Alpha-Bits Learning Center 1 Collected By : Customer

Date Reccived : 03/27/2019 07:40 AM

Laboratory ID: 119032407.04
Sample Matrix :  Drinking Water Temperature Rec'd °C: #15.4
Sample Location: Crumb Cruncher Room Food Prep Sink

parameters il  m A

Lead <0.001 0.015 ma/L 03/30/2019 06:30  EPA2008  Primayy Withio EPA Standard
Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:25 AM
Client Sample ID:  Alpha-Bits Learniag Center 1 Collected By ; Customer

Laboratory ID: 119032407.05 Date Received ; 03/27/2019 07:40 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #15.4

Sample Location:  Potty Train Food Prep Sink
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490 East Industrial Park Drive
Manchester, NH 03109
www.néelsonanalytical.com
(603)622-0200

NELSON ANALYTICAL LAB

W AR O
RP190403007

NH ELAP Accreditation #NH1005

Maine State Certification #NH01005
Vermont State Cerfication # V11005
Maine Radon Certification # ME17500

Report of Analysis

Parameters / ° . Resilts . heceptable’ fypig Datnaualyud ) Tairmuthod | Te

Lead <0.001 0.015 mg/L 03/30/2019 06:30 EPA 2008 anary Within EPA Standard

Customer; Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:30 AM

Client Sample ID:  Alpha-Blts Learning Center 1 Collected By : Customer

Labaratory ID: 119032407.06 Date Received ; 03/27/2019 07:40 AM

Sample Matrix :  Drinking Water Temperature Rec'd °C: #15.4

Sample Location:  Peanut Room Food Prep Sink

‘_'_.'.'b?‘ Ty T G TORE : PRI T L Y PR G . -.5!
Parameters - . f::;"t“"’e Umm o Date Analyzed” £Methgd i Tm Rem;u-ks
s L s A S RO :

Lead <O 001 0.015 mg/ L 03/30/2015 06:30  EPA 200.8 anal‘y thm EPA S\andard

Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/2772019 06:35 AM

Client Sample ID:  Alpha-Bits Learning Center 1 Collected By - Customer

Laboratory ID: 119032407.07 Date Received : 03/27/2019 07:40 AM

Sample Matrix:  Drinking Water Yemperature Rec'd °C: #15.4

Sample Location: Munchkin Room Sink

“Date Anabm v

/ 'rm Méttiod

7 Results,
Lead <0.001 0.015 mg/L 03/30/2019 06 30 EPA 2008
Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:40 AM
Client Sample ID:  Alpha-RBits Learning Center 1 Collected By : Castomer
Laboratory ID: 119032407.08 Date Received : 03/27/2019 07:40 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: ¥15.4
Sample Location: Gum Drop Room Sink
- Tenype s TeirReks” <

3 AL % H S A L et o A SN e :-"‘I' : . 3 5;1')-'!' "A ﬂ-'ﬂ{é
Lead <0.001 0.015 03/30/2019 06:30 EPA 200 8 Primary Withis EPA Standerd
Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collacted: 03/27/2019 06:45 AM
Client Sample ID:  Alpha-Bits Learning Center I Collected By = Customer
Labaratory ID: 119032407.09 Date Received : 03/27/2019 07:40 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #15.4
Sample Location: Butterflies Room Sink

S e TS TR0 B R s R
Parametars Rasitee’ | ACCOPIRbIE i it audind o tdtmied T
Lead <0.001 0.015 mag/L 03/30/2019 06:30  EPA 200.8 Primary thm EPA Standard
Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 06:50 AM
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NH ELAP Accreditation #NH1005
Maina State Cartification ¥NH01005
Vermont State Cerflcation # VT1005
Maine Radon Certification # ME17500

NELSON ANALYTICAL LAB
490 East Industrial Park Drive
Manchester, NH 03109
www.nelsonanalytical.com
(603)622-0200

Report of Analysis
Client Sample ID:  Alpha-Bits Learning Center 1 Collected By : Customer
Laboratory ID: 119032407.10 Date Received : 03/27/2019 07:40 AM
Sample Matrix :  Drinking Water Temperature Rec'd °C: #15.4

Sample Location: Fluffernutters Room Sink '

Lead o 00 ma/l 03/30/2019 06:30  EPA 2008

Customer: Alpha-Bits Learning Center 1 « Lisa Schroder Date Collected: 03127/2019 06:55 AM
Client Sample ID;  Alpha-Bits Learning Center 1 Collected By : Customer
Laboratory ID: 119032407.11 Date Recefved : 03/27/2019 07:40 AM
Sample Matrix:  Drinking Water Temperature Ree'd °C: #154

Sample Location:  Busy Bee Room Sink

Parameters . . . .. Results - tw“’:{’“""" Unis. Daceabalysed | TecMobod - TetTypk-. Tsten

lead <0,001 0.015 ma/L 03/30/2019 06:30  EPA 200.8

Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 07:00 AM
Client Sample JD:  Alpha-Bits Learning Center 1 Collected By : Customer
Laboratory ID: 119032407.12 Date Received : 03/27/2019 07:40 AM
Sample Matrlx:  Drinking Water Temperature Rec'd °C: #15.4

Sample Location:  Jumping Bean Room Sink

Lead <0.001 i mg/L 03/30/2019 06:30  BPA 200.8 Primary Within EPA Stenderd
Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 07:05 AM
Client Sample ID:  Alpha-Bits Learning Center 1 Collected By : Customer

Date Recefved : 03/27/2019 07:40 AM

Laboratory ID: 119032407.13
Sample Matrix:  Drinking Water Temperature Rec'd °C: #154
Sample Location:  Gingersnap Room Sink

Parameters - - Resulps Mcepm’m Umts 3 Dm Amlyzad o

PR ~kevel N TS
Lead <0,001 0.015 mg/L 03/30/2019 06: 30 EPA 200.8
Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 07:10 AM
Clieat Sample ID:  Alpha-Bits Learning Center 1 Collected By : Customer
Laboratory ID: 11903240714 Date Received : 03/27/2019 07:40 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #15.4

Sample Location:  Lollipop Room Sink

Notas: mg/l=pam; wifl=peb; “<” doroles leis 0", NO= Horegeitmed, Thi § report Gf Bnblysss miy no be madied (1 " 80y P e rapeoduend arcepl bn o, wioul wrillen sopeoval from Meimen AssivBON, LLC. KA rigorisd
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NH ELAP Accreditation #NH1005
Malne State Certlfication £NH01005
Vermont State Cerfication # VT1005
Maine Radon Certification # ME17500

NELSON ANALYTICAL LAB
490 East Industrial Park Drive
Manchester, NH 03109
www.nelsonanalytical.com
(603)622-0200

Report of Analysis

Lead 0.002 0.015 03/30/2019 06:30  EPA 200.8

Customer: Alpha-Bits Learning Center 1 - Lisa Schroder Date Collected: 03/27/2019 07:15 AM
Client Sample ID:  Alpha-Bits Learaing Center 1 Collected By : Customer
Laboratoty ID: 119032407.15 Date Recelved : 03/27/2019 07:40 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #15.4

Sample Location:  Polliwogs Room Sink

afie A 3 O PR

el 2y Mceptab’ﬁ Tl .

TR e Rt e DT S ."’"“"“”‘"’ A s i
Lead <0.001 0.015 mg/L 03/30/2019 06: 30 EPAZOO.B Primary Within EPA S(anda:d

Test Types: EPA Primary: Regulated by the EPA as a health related parameter
EPA Seconday: Aesthetic parameter - not regarded as a health concem

Respectfutly Submitted J%’ O ‘M—J

Andrew Nelson, Laboratory Director

Hotma: ma/i=ppm; vi/1=pps; *C densbas Taas han’, DS Nen-detected. Thiv repert of anates may ret be modified In 3ty wary, of reproduced eectpd In A, withaut wittten sppeaval from Nekten Anaidfoa, LLC, Reswts reported
Boove relets only (2 um 2 euomitied, m:w:m hottd clhonwize. Cuttamer Suppiled iiomstion is the gample lacatan, date, ime, samgler and tests requested, NEizos Anaiviical, LLC 12 curfently actrodiind by (he New
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umawmmmmrmum:mws.smamummuMuumwwm.uww Smpkes may emmummmwwm r-smnun:zmmn Srtony do g matt

m:.mo?jnu‘{u P . ... 14 sma:-mumwwns
firi roirdstr iy fentl b n =

Date Reported:  04/03/2019 Page 4 of 4



APR/08/2019/MON 09: 11

FAX No,

NELS ON ANALYTI(,AL LAB

490 East Industrlal Park Drive

Manchester, NH 03109
www,nelsonanalytical.com

(603)622-0200

P. 001

I
RP190403005

NH ELAP Accreditation #NH100%
Maine State Certification #NH01005
Vermont State Cerfication # VT1005

Maine Radon Certification # ME17500

Customer:

Client Sample ID:

Laboratory ID:
Sample Matrix :
Sample Location:

Report of Analysis

Alpha-Bits Learning Center- Lisa Schroder Date Collected:

Alpha-Bits Learning Center Collected By :
119032344.01 Date Received :
Drinking Water Temperature Rec'd °C:

Sample 01 - Powderpuff Room Food Prep Sink

03/26/2019 06:00 AM
Customer
03/26/2019 09:15 AM
#20

Parameters - % i _ naf"a Ana'i}‘ué i wm*m i

Lead <0.001 0.015 ma/L 03/30/2019 06: 30 EPA 2008 W\lhm BPA Standnrd

Customey: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:05 AM

Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer

Laboratory ID: 11903234402 Date Recelved : 03/26/2019 09:15 AM
Temperature Rec'd °C: #20

Sample Matrix :

Sample Location:

Drinking Water
Sample 02 - Hugable Room Food Prep Sink

Parameters - Resulfs - - Acceptable T type

Lead <0,001 0.015 ma/L 03/30/2019 06:30 EPA 2008 Within EPA Standard
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:10 AM
Client Sample TD:  Alpha-Bits Learning Center Collected By : Customer

Laboratory ID: 119032344.03 Date Received : 03/26/2019 09:15 AM
Sample Matrix:  Drinking Water Temperzture Ree'd °C: #20

Sample Location:  Sample 03 - Gumdrop Room Food Prep Sink
= PTG T e ey = PR o e, T =

L Acceplable o i
Sk "9‘-‘_.“1".‘n Sbavel . o AT A T
Lead <0,001 0.015 mg/L 03/30/2019 06:30  EPA 200.8
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:15 AM
Client Sample ID:  Alpha-Bits Learning Ceater Collected By : Customer
Laboratory ID: 11903234404 Date Recelved : 03/26/2019 09:15 AM
Sample Matrix :  Drinking Water Temperature Rec'd °C: #20
Sample Location: Sample 04 - Knee High Room Food Prep Sink
Parametm VT Results, - _:g“v;ff?'_’f"-' Unlts . Date Apalyzed® .. TestMethod - S TestType: - Tesr Remu ;
Lead <0.001 0.015 mg/L 03/30/2019 06:30  EPA 200.8 Primary Witkin EPA Stondard.
Customer; Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:20 AM
Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer
Laboratory ID: 119032344.05 Date Received : 03/26/2019 09:15 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #20
Sample Location:  Sample 05 - Crumberunchers Room Food Prep Sink
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APR/08/2019/MON 09: 11

NELSON ANALYTICAL LAB

490 East Industrial Park Drive
Manchester, NH 03109
www.nelsonanalytical.com
(603)622-0200

FAX No, P. 002

W TR DN
RP190403005

NH ELAP Accreditation #NH1005
Malne State Certification #NH01005
Vermont State Cerfication # VT1005
Maine Radon Certificatlon # ME17500

Report of Analysis

- , ; W .-— ST g A e 5 = T e d. mrt .\'. = R
Parametérs: S Results ‘I_:::f‘m.'.'“ Umts . Date Ana’f}'zed Tnsl’Mt{hnd L o TestIypE, "Tcst nemms
Lead <0.001 0.015 mg/L 03/J0/2019 06 30 P.PA 200.8 Primary wmun EPA Standnrd
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:25 AM
Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer
Laboratory ID: 119032344.06 Date Received : 03/26/2019 09:15 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #20
Sample Location:  Sample 06 - Pottytrain Room Food Prep Sink
Parametérs Results - f:::;"a'?’e Units Dste Analyzed . TestMethod '?'T:eit'll'j-pe . TestRemarks -
Lead <0.001 0.015 mg/L 03/30/2019 06:30  EPA 200.8 Primary Within EPA Standard
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:30 AM
Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer
Laboratory ID: 119032344.07 Date Received : 03/26/2019 09:15 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #20

Sample Location: Sample 07 - Peanut Room Food Prep Sink

T b s e 5 ; il oS ; S AT,
Fi‘i'r.él'ﬁl.‘.tél“jl"-f:‘_ At RES\-!“S ::::Ft_ab!ﬂ U ts Dats An:lyzcd . ‘Test:Method -
Lead <0 001 0.015 ma/L 03/30/2019 06 30 P.PA 200.8
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:35 AM
Client Sample YD:  Alpha-Bits Learning Center Coliected By : Customer
Laboratory ID: 119032344.08 Date Received : 03/26/2019 09:15 AM
Sample Matrix 1 Drinking Water Temperature Rec'd °C: #20
Sample'Location: Sample 08 - Munchkin Room Sink
Parameters . S Resilles 'f:f:f?'_"_e_. AUnlts - Date Analyzéd - Test Merho_ T4 T me
Lead <0.001 0.015 mg/L 03/30/2019 06:30 EPA 200.8 anary Within EPA Standard
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:40 AM
Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer
Laboratory ID; 119032344.09 Date Received : 03/26/2019 09:15 AM
Sample Matrix :  Drinking Water Temperature Rec'd °C: #20
Sample Location:  Sample 09 - Burterfly Room Sink
Padaimetas s d R ce;ﬂ:able o W SR
Parameters' : o ,R‘esul‘w - o l-we. ‘ Unll’S s VHREEE L : 3 Z: e 2 3 TB!\IR‘MLS& -
Lead <0.001 0.015 mg/L 03/30/2019 06:30  EPA 200.8 Primary Wlthm Epa Scnndard
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:45 AM

pefarmmed by 1he 132 I 8ocpcdng fo g DD deoument “Water
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AM FAX No, P. 003

APR/08/2019/MON 09: 11

W0 NN O T
RP190403005

NH ELAP Accredltation #NH1005
Malne State Certification #NH01005
Vermont State Cerfication # VT1005
Mzine Radon Certification # ME17500

NELSON ANALYTICAL LAB
490 East Industrlal Park Drive .

Manchester, NH 03109
www,nelsonanalytical.com
(603)622-0200

. Report of Analysis

Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer

Laboratory ID: 119032344.10 Date Received : 03/26/2019 09:15 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #20

Sample Location:  Sample 10 - Fluffernutter Room Sink

Parameters oo, U Resules.c ‘Level- . . Units .: . DateAnalyzed” . TestMetiod ’resf Type - Te.st Ramm 2
Lead <0.001 0.015 mg/L 03/30/2019 06:30  BPA 2008 anary Wmun EPA Standsrd
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 06:50 AM
Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer
Laboratory ID: 119032344.11 Date Received : 03/26/2019 09:15 AM
Sample Matrix:  Drinking Water Temperature Rec'd °C: #20

Sample Location: Sample 11 - Busy Bee Room Sink

Parameters? BB S Resuﬁ._s-, i::::!ptable. ; Unis T Dm mmlyzed i Tcst Muhud LB ’rest Type .. Tes( Remarks

Lead <0.001 0.015 mg/L 03/30/2019 06: 30 EPA 200 8 Primary Wlthm EPA S!andard
Customer: Alpha-Bits Learnlng Center- Lisa Schroder Date Collected: 03/26/2019 06:55 AM
Client Sample ID:  Alpha-Bits Learning Center Collected By : Customer
Laboratory ID: 119032344.12 Date Received : 03/26/2019 09;15 AM
Sarmaple Matrix:  Drinking Water Temperature Rec'd °C: #20

Sample Location:  Sample 12 - Jumping Bean Room Sink

Parameters "’ Results: ::::r“hie Units -~ DateAnalyzed .. TestMethod * : Tut 'rype  TestRemarks .|
Lead <0.001 0.015 ma/L 03/30/2019 06:30  EPA 200.8 anary Within EPA Standard
Customer: Alpha-Bits Learning Center- Lisa Schroder Date Collected: 03/26/2019 07:00 AM
Client Sample ID:  Alpha-Bits Learning Center Collected By : Costomer

Laboratory ID: 119032344.13 Date Recelved : 03/26/2019 09:15 AM
Sample Matrix :  Drinking Water Temperature Rec'd °C: #20

Sample Location:  Sample 13 - Gingersnap Room ¥ood Prep Sink

qual!'tei:ers,_ : 4 Results ::::rtable Unlts - 'l‘est Meﬂmd fi‘git-‘l‘yi:_g k% ;’psl: Remnrks
Lead <0.001 0.015 mg/L 03/30/20159 06:30  EPA 200.8 Primary Wlthm EPA Standard

Test Types: EPA Primery: Repulated by the EPA as a health related parameter
EPA Seconday: Aesthetic parameter - not regarded as a health concern
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