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1. ALL VERTICAL DIMENSIONS ARE RELATIVE TO ASSOCIATED BUILDING SLAB LEVEL.
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SCALE: 1 : 200

DATA CENTRE BUILDING LONGITUDINAL SECTION01

SCALE: 1 : 200

DATA CENTRE BUILDING COLO BATTERY ROOM CROSS SECTION02

SCALE: 1 : 200

ADMIN BUILDING CROSS SECTION03

No. Description

01 ENTRANCE INTERCOM AND ACCESSIBLE DOOR BUTTON

02 HAC (HOT AIR CONTAINMENT)

03 MESH SCREEN AT RAB LEVEL

04 GENERATOR YARD
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