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Big Sandy RECC
Typical Overhead Service Entrance

ABOVE ROOF

UTILITY SERVICE DRCP

®

CLEARANCES

A SERVICE MAST IS REQUIRED WHEN IT
IS NOT POSSIBLE TO MAINTAIN 12—FT.
CLEARANCE FROM FINISHED GRADE TO
ATTACHMENT POINT. VERTICAL CLEARANCE
OF CONDUCTOR TO ROOF SURFACE DEPENDS
ON THE SLOPE OF THE ROOF.

SEE NEC 230-24(a)

MINIMUM ABOVE WALKS
MINIMUM ABOVE PUBLIC STREETS,
AND CULTIVATED OR GRAZING AREAS.

12 FT.
18 FT.
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Diagram 3-C

State Electrical Inspector must inspect and provide

compliance form.




