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Sheeting Direction Detail " A % :
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All Roof Members Except As Noted Below

Sheeting Direction A Detail "A”

At Eave Strut, Panel End Lap, and Peak Purlin
. 6"
MEMBER SCREW M\N\MUM

STITCH SCREW
AT 20" O.C.

3/32° X 1/2" TAPE
SEALANT (CONT.)

R" ROOF PANEL

3/32" % 1/2" TAPE
SEALANT (CONT.)

' Detail "A”
- NOTE: .
]

SEALANT IS RECOMMENDED
FOR ROOF SLOPES LESS

THAN 1 ON 12,
" Note:
Section Thru Panel End Laps Screw Patterns Shown
Satisfy U.L. 90 Requirements
For Roof

Fastener Location For "PBR’ Roof Panel

TITLE DWG No.

|ROOF FASTENER PLACEMENT | Bci-Di
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