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Backflow Prevention  

 

Ohio EPA 101 – Administrative Code 

 

New Consumer Fixtures for the Water 

Supplier to be Aware Of 

 



Ohio EPA 101 – 3745-95-01 

Severe Health Hazard 

– Can cause death or significant morbidity 

Health Hazard 

– Is a threat to the consumers’ health 

System Hazard 

– Is a threat to the physical piping 

Pollution Hazard 

– Is aesthetically objectionable 



Ohio EPA 101 – 3745-95-02 

Water 

Meter 

Responsibility for Water Quality 

Water 

Fixture 
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Main 

Backflow 
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Water Supplier Plumbing Inspector 



Ohio EPA 101 – 3745-95-05 

Severe Health – approved air-gap separation 

 

Health – reduced pressure assembly 

 

System – reduced pressure assembly 

 

Pollution – double check valve assembly 



Ohio EPA 101 

Water Supplier has Four Primary Responsibilities 

 

Conduct Surveys   3745-95-03 (A) 

Determine Required Protection 3745-95-04 (A) 

Follow-Up on Installation  3745-95-06 (B) 

Ensure Tests are Completed  3745-95-06 (C) 



 

Auxiliary Water - 3745-95-04 (C) 

Auxiliary in Building & Interconnection Desired 

– RPZ on City Service & Interchangeable Connector 

 

Auxiliary in Building & Interconnection Possible 

– RPZ on City Service 

 

Auxiliary Not in Building & Interconnection 

Improbable as Determined by Water Supplier 

– Need for RPZ Determined by Water Supplier 

–  Water Supplier Assumes Other Liabilities 



 

Booster Pumps – 3745-95-07 (A) 

A booster pump may not be installed in a 1 

to 3 family unit dwelling unless an 

approved air-gap separation is provided 

Potable Fixtures 

Desired Pressure 



 

Low-Suction Cut Off – 3745-95-07 (B) 

Any Fire Protection Booster Pump Taking Direct 
Suction From Public Water Main Must be 
Prevented from Creating Backsiphonage 

 

Low-Suction Pressure Cut-Off Controller 
Requirement is Rescinded on Fire Pumps 

 

A Minimum Pressure Sustaining Valve Will Now 
be Required 



 

Yard Hydrants – 3745-95-09 (A) 

Yard Hydrants with Weep Holes are 

Prohibited 

 

Sanitary Yard Hydrants that Meet ASSE 

Standard 1057 are Not Prohibited 



Automatic Yard Watering System 



Supa-Vac Water Care Kit 



Ulti-Vac – www.pythonproducts.com 



Personal Bidet 



CatGenie – www.catGenie.com 



No Spill – www.pythonproducts.com 



Aqus – www.watersavertech.com 



Brac Systems – www.bracsystems.com 



Brac Systems – www.bracsystems.com 



Basepump – www.basepump.com 



Basepump – www.basepump.com 



Home Fire Sprinkler Association 

www.homefiresprinkler.org 



Home Fire Sprinkler Association 

www.homefiresprinkler.org 



Are We Safe Yet? 

Your Job # 1  

- Keep Their Water Out of Your Water Main 

You are Responsible  

– for Following Ohio EPA Administrative Code 

Be Watchful for New Water Using Fixtures 

– Supa-Vac   - Ulti-Vac 

– Personal Bidet  - CatGenie   

– Aqus Reclaim  - Brac Water Reclaim  

– Basepump   - Home Fire Sprinkler 


