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         TACTILE SIGN LOCATION PLAN
SCALE: 1/2" = 1'-0"
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NOTES:
TYPICAL SIGNAGE MOUNTING LOCATIONS INDICATED.  SPECIAL CONDITIONS SHALL BE BROUGHT TO THE ATTENTION OF
THE ARCHITECT FOR MOUNTNIG LOCATIONS PRIOR TO INSTALLING SIGN.  REFER TO TACTILE SIGN LOCATION ELEVATION.

NO SIGN SHALL BE MOUNTED SUCH THAT ANY PART OF THE BRAILLE IS BELOW 48" AFF OR ANY TACTILE CHARACTERS
ARE ABOVE 60" AFF.

SIGNAGE SHOWN HERE MAY NOT REPRESENT ALL TYPES REQUIRED FOR THIS PROJECT.  REFER TO DRAWINGS AND
SPECIFICATION DIVISION 10 SECTION "SIGNAGE" FOR ADDITIONAL SIGN REQUIREMENTS NOT SHOWN HERE.
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5'-
0"

NOTES
TYPICAL SIGNAGE MOUNTING LOCATIONS INDICATED

IF CONFLICT ARISES, REVIEW WITH ARCHITECT PRIOR
TO INSTALLING SIGN

NO SIGN SHALL BE MOUNTED SUCH THAT ANY PART
OF THE BRAILLE IS BELOW 48" AFF OR ANY TACTILE
CHARACTERS ARE ABOVE 60" AFF.

REVIEW SIGN MOUNTING REQUIREMENTS WITH CODE
OFFICIAL AND CURRENT VERSION OF ANSI PRIOR TO
INSTALLATION.

###

OPERATIONS

122

OFFICE
OFFICE 122

122

4'-
6"

SIGN TYPE 18

INTAKE ROOM

ROOM # DOOR # SIGN
TYPE # LINE 1 LINE 2 LINE 3 REMARKS

SIGN SCHEDULE
SIGN TEXT

100G 100GA --1 100G ----STORAGE
107 107A --- 107 ------
107 107B --- 107 ------

107A 107AA --1 107A ----RECEPTION
111 111A --9 111 --ROOMMEETING
111 111B --9 111 --ROOMMEETING
113 113A --9 113 --
113 113B --9 113 --
114 114A --8 114 ----SEMINAR
115 115A --8 115 ----SEMINAR
116 116A --1 116 ----KITCHEN
116 116B --1 116 ----KITCHEN
117 117A --9 117 --
117 117B --9 117 --
117 117C --9 117 --COMMONSBCIU
120 120A --1 120 --CLASSROOMMOTOR

120A 120AA --12 120A --ROOMTOILET
120B 120BA ---- 120B --ROOMMACHINE
121 121A --1 121 ----CLASSROOM

121A 121AA --12 121A --ROOMTOILET
122 122A --1 122 ----CLASSROOM

122A 122AA --12 122A --ROOMTOILET
123 123A --1 123 ----CLASSROOM

123A 123AA --12 123A --ROOMTOILET
123B 123BA --1 123B ----DATA
124 124A --1 124 ----CLASSROOM

124A 124AA --12 124A --ROOMTOILET
125 125A --1 125 --

125A 125AA --12 125A --
126 126A --1 126 ----CLASSROOM

ROOMMEETING
ROOMMEETING

COMMONSBCIU
COMMONSBCIU

--CLASSROOM
ROOMTOILET

126A 126AA --12 126A --ROOMTOILET
127 127A --1 127 ----CLASSROOM

127A 127AA --12 127A --ROOMTOILET
130 130A --- 130 ----ECSS
-- -- --- -- ------

130B 130BA --12 130 --ROOMTOILET
132 132A --1 132 ----ECSS

132B 132BA --132B ----THERAPY
132C 132CA --132C ----THERAPY
132D 132DA --132D ----THERAPY
132E 132EA --132E ----THERAPY
132F 132FA --132F ----THERAPY
132G 132GA --132G ----THERAPY
132J 132JA --132J ----THERAPY
132K 132KA --10 132K ----THERAPY
132L 132LA --1 132L ----DATA
132M 132MA --8 132M ----SEMINAR
132N 132NA --12 132N --ROOMTOILET
133 -- --8 133 ----SEMINAR
137 -- --1 137 ----ECSS
141 141A --13 -- ----EXIT

FI
RS

T 
FL

OO
R

10
10
10
10
10
10
10

ROOM # DOOR # SIGN
TYPE # LINE 1 LINE 2 LINE 3 REMARKS

SIGN SCHEDULE
SIGN TEXT

ADDITIONAL SIGNAGE REQUIREMENTS:

PROVIDE ADDITIONAL SIGNS AS FOLLOWS: (TEXT AND LOCATIONS TO BE DETERMINED BY OWNER)
ANY UNUSED SIGNS AND INSTALLATION LABOR SHALL BE CREDITED TO THE OWNER.

(--) TYPE(S) 2-7 AND TYPE 11 SIGN LOCATIONS SHALL BE V.I.F W/ OWNER
(2) TYPE 5 SIGNS - VERIFY W/ OWNER
(2) TYPE 6 SIGNS - VERIFY W/ OWNER
(1) TYPE 7 SIGNS - VERIFY W/ OWNER
(9) TYPE 10 SIGNS - VERIFY W/ OWNER
(2) TYPE 11 SIGNS - VERIFY W/ OWNER
(2) TYPE 12 SIGNS

221 221A --8 221 ----SEMINAR
221 221B --8 221 ----SEMINAR

232D 322DA
--

1 232D
----

OFFICE
233 233A

--
233

----
OFFICE ------

233A 233AA --233A ----OFFICE
234A 234AA --234A ----OFFICE

301 301A --1 301 --OFFICEZOOM /
302 302A --1 302 --
303 303A --1 302 --
304 304A --1 304 ----STORAGE
311 311A --1 311 ----HOME
311 311B --1 311 ----HOME
312 312A --1 312 --SPACEPAL OPEN
313 313A --1 313 ----MAT SP
314 314A --1 313 ----LOCKERS
314 314B --1 313 ----LOCKERS
315 315A --2 315 --WORKROOMPAL
315 315B --315 --WORKROOMPAL
316 316A --316 --CLASSROOMPAL
316 316AA --1 316A ----STORAGE

230 230A - 230 --

SE
CO

ND
 F

LO
OR

TH
IR

D 
FL

OO
R

OFFICEZOOM /
OFFICEZOOM /

ST
AI

R

E EA --E ----STAIR E
EB ------EXIT
EC ------EXIT
ED ------EXIT

E
E
E

E
E
E

2
1

1
13
13
13

1
1
1

Main Building Renovations
2025

Board of Directors

Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name
Name

School District

Fleetwood Area
Exeter Township
Oley Valley
Anietum
Boyertown Area
Brandywine Heights Area
Conrad Weiser Area
Daniel Boone Area
Governor Mifflin
Hamburg Area
Kutztown Area
Muhlenberg
Reading
Schuylkill Valley
Tulpehoken Area
Twin Valley
Wilson
Wyomissing Area

Berks County
Intermediate Unit
an educational service agency

Name, Executive Director
Name, Assistant Executive Director

Name, Chief Financial Officer
Name, Solicitor
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SCALE: --" = 1'-0"
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DRAWN BY:

All DIMENSIONS and EXISTING CONDITIONS

by the CONTRACTOR at the SITE.
shall be CHECKED and VERIFIED
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UNIT B

UNIT A

UNIT C

UNIT A

CLASSROOM

MOTOR CLASSROOM

CLASSROOM CLASSROOM

CLASSROOM
CLASSROOM

CLASSROOM

UNIT B

UNIT A

MECHANICAL
105

CORRIDOR

VESTIBULE
107

S-D
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1

1
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CORRIDOR
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DATA
123B

ELEVATOR
G

STAIR
D

MACH. RM.
120B

ELECTRICAL
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TOILET
126A

TOILET
124A
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122A
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120A

TOILET
121A
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123A
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TIE IN NEW FLOOR TO EXISTING
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7'-4"

7'-4"

7'-4"
7'-4"

REFER TO DRAWING A-26 FOR
ENLARGED PLAN AND ELEV.S OF

CLASSROOM TOILET AREA.

REFER TO DRAWING A-A5 FOR
ENLARGED PLAN AND ELEV.S OF 126

AND 124.

REFER TO DRAWING A-A5 FOR
ENLARGED PLAN AND ELEV.S OF 122

AND 120.

REFER TO DRAWING A-A4 FOR
ENLARGED PLAN AND ELEV.S OF 123

AND 121.

REFER TO DRAWING A-A4 FOR
ENLARGED PLAN AND ELEV.S OF 125

AND 127.

REFER TO DRAWING A-26 FOR
ENLARGED PLAN AND ELEV.S OF

CLASSROOM TOILET AREA. RS
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CHANGING
TABLE N.I.C.

CHANGING
TABLE N.I.C.

CHANGING
TABLE N.I.C.

CHANGING
TABLE N.I.C.

CHANGING
TABLE N.I.C.

CHANGING
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34

CORRIDOR
003

BASEMENT
002

BASEMENT
001

STAIR
E

002
A

S-E
A

1

1

1 COLUMN DET.
SCALE: 1" = 1'-0"A-A1

2 COLUMN DET.
SCALE: 1" = 1'-0"A-A1

6 MULLION MATE  @ MULLION DETAIL
SCALE: 1" = 1'-0"A-A1

3 COLUMN DET.
SCALE: 1" = 1'-0"A-A1

5 TYPICAL PIPE CHASE DETAIL
SCALE: 1" = 1'-0"A-A1

DEMO EXISTING WALL TO THE
EXISTING COLUMN FIRE PROTECTION

EXISTING 2- LAYERS 5/8" TYPE 'X'  GYP.
OVER 2- LAYERS 1/2" TYPE 'X' GYP. BRD.
TO REMAIN.  GC TO PATCH/REPAIR ANY

DAMAGE TO EXISTING COLUMN
FIRE PROTECTION

DEMO EXISTING SOUNDSOAK PANEL

EXISTING WALL TO REMAIN

73
4"

MIN.

73 4"
MI

N.

4 COLUMN DET.
SCALE: 1" = 1'-0"A-A1

1-5/8" x 1-5/8" METAL STUDS

EXISTING STEEL COLUMN

FILLER PANEL SEE ENLARGED PLANS

3-5/8" METAL STUDS @ 16" O.C.

5/8"  HIGH ABUSE GYP BD

2" x 2" x 25 GA. STEEL ANGLE

2 LAYERS 5/8" TYPE 'X' GYP BD
OVER 2 LAYERS 1/2" TYPE 'X' GYP BG

P. LAM COUNTERTOP

EXISTING STEEL COLUMN

1-5/8" x 1-5/8" METAL STUDS

2" x 2" x 25 GA. STEEL ANGLE

2 LAYERS 5/8" TYPE 'X' GYP BD
OVER 2 LAYERS 1/2" TYPE 'X' GYP BG

EXISTING STEEL COLUMN

1-5/8" x 1-5/8" METAL STUDS

2" x 2" x 25 GA. STEEL ANGLE

3-5/8" METAL STUDS @ 16" O.C.

5/8"  HIGH ABUSE GYP BD

2 LAYERS 5/8" TYPE 'X' GYP BD
OVER 2 LAYERS 1/2" TYPE 'X' GYP BG
CORNER GUARD, TYP.

CORNER GUARD, TYP.

CORNER GUARD, TYP.

3-5/8" METAL STUDS

5/8" HIGH ABUSE GYP BD

CORNER GUARD

2- LAYERS 5/8" TYPE 'X'
GYP. BRD. OVER 2- LAYERS
1/2" TYPE 'X' GYP. BRD.

2 X 2 X 25 GA.
STEEL ANGLE

1 5/8" X 1 5/16"
METAL STUD

STEEL COLUMN, VERIFY SIZE

3 5/8" METAL STUDS

5/8" GYP. BRD.

7 COLUMN DET.
SCALE: 1" = 1'-0"A-A1

WINDOW MULLION

MULLION MATE

FACTORY APPLIED GASKET
WITH ADHESIVE ON BOTH SIDES

MULLION MATE END CAP

METAL STUD

WINDOW GLASS

MULLION MATE

FACTORY APPLIED GASKET
WITH ADHESIVE ON BOTH SIDES

MULLION MATE END CAP

METAL STUD

FLOOR VOID INFILL DETAIL
SCALE: 3/4" = 1'-0"

7

A-A1

3" CONCRETE SLAB W/ W.W.F.

FLOOR FINISH - REFER TO ROOM FINISH SCHEDULE

DOWEL INTO EXIST. CONC SLAB

STRUCTURAL FOAM

NOTE: REFER TO DETAIL 2/S-A1

KEYED DOOR NOTES

WHERE INDICATED, EXIST DOOR OPENING SHALL HAVE ALL
HARDWARE / MOVING COMPONENTS ADJUSTED ALIGNED, AND
LUBRICATED. ALL DOOR FRAME SEALS (JAMBS, HEAD, AND SILL)
SHALL BE REPLACED IN KIND.
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SCALE: N.T.S.
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B C
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FIRST FLOOR PLAN - UNIT A
SCALE: 1/8" = 1'-0"

UNIT A BASEMENT FLOOR PLAN

SCALE: 1/8" = 1'-0"

SCALE: 1/8" = 1'-0"
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HUMAN RESOURCES
231

OFFICE
231B

PASSAGE
230

ELEVATOR
G

DATA
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FILE ROOM
231H
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D
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MEETING ROOM
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PROFESSIONAL LEARNING
232

STORAGE
232A

OFFICE
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OFFICE
232D
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OFFICE
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OFFICE
232G
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PASSAGE
230

233A
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17'-101
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6'-4"3'-4"
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F

233
A

1

1

1

1

A-A1
5

A-A1
5

A-A2
1

A-A1
5

A-A1
5

ALIGN

ALIGN

ALIGN
ALIGN

ALIGN

ALIGN

3-5/8" METAL STUDS

5/8" HIGH ABUSE GYP BD

CORNER GUARD

1'-
11 2"

2'-01
2"

23 4"

1 COLUMN DET.
SCALE: 1" = 1'-0"A-A2

ALIGN

ALIGN

SEE MEP DRAWINGS
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ENLARGED PLAN AND ELEV.S OF 313,

314, AND 316.
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SEALANT

P. LAM. CASEWORK FILLER PANEL

SOLID BLOCKING

EXISTING GYP. BD. - PATCH AS NEEDED TO
ACCOMMODATE NEW CASEWORK OR REMOVE
AND REPLACE NEW GYP. BD TO LEVEL 3 FINISH

P. LAM. CASEWORK

SOLID SURFACE COUNTERTOP ABOVE

CAREFULLY CUT EXISTING CERAMIC TILE
FOR NEW CASEWORK.  REPLACE ANY
DAMAGED OR CHIPPED TILES

SALVAGE EXISTING CERAMIC TILE FOR
PATCH AND REPAIR OF AREA AFFECTED
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PLASTIC LAMINATE CASEWORK SCHEDULE
TAG MFR. NO. DESCRIPTION SIZE

W H D MFR. NOTES

01
02
03
04
05
06
07
08
09
10
11
12

25129 SAF30 84 24TALL CABINET ADJUSTABLE SHELVES
25668 SAF36 84 24WARDROBE ADJUSTABLE SHELVES

25129 TALL CABINET 30 84 24 SAF ADJUSTABLE SHELVES
2410422 BASE CABINET SAF29 24 1 DOOR, DRAWER, ADJ. SHELVES
3310314 BASE CABINET SAF29 24 3 DRAWERS
3610577 ADA SINK BASE CABINET SAF29 24 ACCESS PANEL, COLOR INTERIOR

10430 BASE CABINET 30 29 24 SAF 2 DOORS, ADJ. SHELVES
10421 29 2421 SAF
10421 29 2418 SAF

12 SAF 2 DOORS, ADJ. SHELVES
24 SAF 2 DOORS, ADJ. SHELVES

13
14
15
16 12 24 SAF 2 DOORs, ADJ. SHELVESWALL CABINET15129 33

15129 30 1424 SAFWALL CABINET 2 DOORS, ADJ. SHELVES
15129 30 1423 SAFWALL CABINET 2 DOORS, ADJ. SHELVES
15129 25 1436 SAFWALL CABINET 2 DOORS, ADJ. SHELVES
15129 30 1430 SAFWALL CABINET 2 DOORS, ADJ. SHELVES

17
18
19
20

BASE CABINET
BASE CABINET
BASE CABINET
BASE CABINET

1 DOOR, DRAWER, ADJ. SHELVES

WALL CABINET
WALL CABINET

WALL CABINET
WALL CABINET

14
14
14
14

1 DOOR, DRAWER, ADJ. SHELVES
10421
10430

29 24
29 24

30
30
30
30

15120
15120
15120
15129

21
18
12
24 2 DOORs, ADJ. SHELVES

SAF 1 DOOR, ADJ. SHELVES
SAF 1 DOOR, ADJ. SHELVES
SAF 1 DOOR, ADJ. SHELVES
SAF

21
22 WALL CABINET

SINK BASE CABINET 30 SAF 2 DOORS, ADJ. SHELVES
24 1430 SAF 2 DOORS, ADJ. SHELVES
29 2410460

15129
23 BASE CABINET 32 2436 SAF 2 DOORS, ADJ. SHELVES10129
24 24SINK BASE CABINET SAF29 24 ACCESS PANEL, COLOR INTERIOR
25 24SINK BASE CABINET SAF29 24

10577
10478

26 SINK BASE CABINET 32 2430 SAF 2 DOORS, ADJ. SHELVES10460
1 DOOR, ADJ. SHELVES

A-A4

SLS/JNS

1/4
" E

NL
AR

GE
D 

PL
AN

S 
AN

D 
EL

EV
AT

IO
NS

 - 
UN

IT
 A

10.15.25

BC
IU

 M
AI

N 
OF

FI
CE

24015.00

11
11

 C
OM

MO
NS

 B
LV

D,
 R

EA
DI

NG
, P

A 
19

60
5

RE
NO

VA
TI

ON
S 

TO
 B

ER
KS

 C
OU

NT
Y 

IN
TE

RM
ED

IA
TE

 U
NI

T 
14

DATE:

DRAWN BY:

All DIMENSIONS and EXISTING CONDITIONS

by the CONTRACTOR at the SITE.
shall be CHECKED and VERIFIED

JOB NO.:

A  R
  C

  H
  I  T

  E 
 C 

 T  
S

I N C.

37
00

 P
ER

KI
O

M
EN

 A
VE

N
U

E,
  R

EA
D

IN
G

, P
A 

 1
96

06
-2

79
5

Ph
on

e:
  6

10
.7

79
.3

22
0 

   
   

   
Fa

x:
  6

10
.7

79
.9

02
2 

   
   

   
 w

w
w

.a
em

-a
rc

h.
co

m

A  R
  C

  H
  I  T

  E 
 C 

 T  
S

I N C.

37
00

 P
ER

KI
O

M
EN

 A
VE

N
U

E,
  R

EA
D

IN
G

, P
A 

 1
96

06
-2

79
5

Ph
on

e:
  6

10
.7

79
.3

22
0 

   
   

   
Fa

x:
  6

10
.7

79
.9

02
2 

   
   

   
 w

w
w

.a
em

-a
rc

h.
co

m

PROJECT

MAGNETIC

PR
OJ

EC
T

ENLARGED FLOOR PLAN - UNIT A
SCALE: 1/4" = 1'-0"




