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DRAWING NOTES:#

1. UNLESS OTHERWISE NOTED, REMOVE ALL ELECTRICAL DEVICES, 
EQUIPMENT, AND WIRING/RACEWAY IN THIS AREA.

2. REMOVE WIRELESS NETWORK ANTENNA AND TURN OVER TO OWNER.

3. REMOVE SURVEILLANCE CAMERA AND TURN OVER TO OWNER.

4. REMOVE WALL MOUNT AV RACK AND ASSOCIATED WIRING/RACEWAY.

5. REMOVE WALL MOUNTED DATA RACK AND RELOCATE AS INDICATED AS
INDICATED ON NEW WORK PLANS.

1/8" = 1'-0"
1

VISITOR BLEACHER PLAN - ELECTRICAL DEMOLITION

1/8" = 1'-0"
2

VISITOR PRESS BOX SECOND FLOOR PLAN- ELECTRICAL DEMOLITION

1/8" = 1'-0"
3

HOME BLEACHER PLAN - ELECTRICAL DEMOLITION

I
S

S
U

E
 D

A
T

E
S

D
A

T
E

:
D

E
S

C
R

I
P

T
I
O

N
:

0
3

/0
5
/2

0
2
5

C
O

N
F

O
R

M
E

D
 S

E
T



M M

ER

1

M

M M

MM ER

M

M

1

1

1

M

1

1

D
D

1
1

1 1

D

1 1 1

ATHLETIC TEAM

ROOM

V-101

RESTROOM

V-102

DATA CLOSET

V-103.1

WOMENS

RESTROOM

V-104 MENS

RESTROOM

V-107

RESTROOM

V-106

RESTROOM

V-105

STORAGE

V-109

CORRIDOR

V-110

ENTRY

V-103

ENTRY

V-111

STORAGE

V-108

EM1

OW1 OW1

OW1OW1

EX1

EX1 EX1

EX1

EX1 EX1

SC1

SC1

SC1

SC1

SC1

SC1 SC1

SC1

SW1

SC1

SW1 SW1

CH1

CH1

CH1 CH1

CH1 CH1

CH1 CH1

CH1

CH1

CH1

CH1

CH1

SW1 SW1 SC1

CH1

CH1

CH1 CH1 CH1

CH1

CH1

CH1

CH1 CH1 CH1

SC1 SC1

SC1

SC1

SC1SC1

LIGHTING CONTROL
PANEL 'LCP-V'

SC1

SC1 SC1

SC1 SC1

LS-VH1-5
(VIA LCP-V-22)

LS-VH1-5

LS-VH1-5
(VIA LCP-V-21)

LS-VH1-5
(VIA LCP-V-20)

CH2

M

LS-VH1-7

LS-VH1-7
(VIA LCP-V-18)

LS-VH1-3
(VIA LCP-V-24)

LS-VH1-7
(VIA LCP-V-19)

C1 VL1-25

LS-VH1-7
(VIA LCP-V-17)

VH1-43

5

4

VL1-23 C1

OW1

5

OW1

5

LS-VH1-9

VH1-25

SC1SC1SW1SW1SW1

SC1 SC1 SC1 SC1 SC1 SC1 SC1 SC1 SC1

SC1 SC1 SW1 SW1 SW1

SC1SC1SC1SC1SC1

WOMENS

RESTROOM

H-101

JANITOR

H-102

RESTROOM

H-103

OPEN STORAGE

H-105

FOOTBALL

STORAGE

H-104

WORKOUT

ROOM

H-106

ATHLETIC

TRAINERS

H-107

ATHLETIC TEAM

ROOM

H-111

VESTIBULE

H-108

MENS

RESTROOMS

H-113

RESTROOM

H-109

RESTROOM

H-110

RESTROOM

H-112

RESTROOM

H-114

RESTROOM

H-115

EX1EX1

EX1

EX1

EX1
OW1

OW1OW1 OW1OW1

OW1

OW1

OW1 OW1

SW1 SW1 SW1 SW1

EX1

CH1

CH1 CH1 CH1

CH1CH1

2

CH1

CH1 CH1

CH1 CH1

CH1

CH1

SC1 SC1 SC1 SC1 SC1 SC1SC1

SC1 SC1 SC1 SC1 SC1 SC1 SC1

SC1 SC1

SC1 SC1

SC1

SC1 SC1 SC1

SC1 SC1 SC1

SC1 SC1 SC1 SC1

SC1 SC1 SC1 SC1

SC1 SC1

SC1 SC1

SC1SC1

CH1

SC1 SC1 SC1

SC1 SC1
SC1

EX1

SC1

SC1

SC1
SC1

SC1

SC1

SC1

SW1

OW1

OW1OW1OW1

SW1
SW1

SC1 SC1 SC1 SC1

SC1SC1SC1SC1

SW1

SW1

SW1

SW1

SC1 SC1

SW1 SW1

SC1 SC1

SC1 SC1 SC1 SC1

SC1 SC1SC1SC1

SC1 SC1 SC1 SC1

SC1SC1SC1SC1

EX1

SC1 SC1 SC1 SC1 SC1 SC1 SC1 SC1 SC1 SC1

SC1 SC1SC1

SC1

SC1SC1 SC1 SC1 SC1 SC1 SC1 SC1

EX1

EX1

EX1

SC1 SC1

CH1

HH1-12

RC1

RC1RC1

RC1RC1

RC1RC1

RC1

LS-HH1-1
(VIA LCP-H-23)

HH1-12

1

LS-HH1-1
(VIA LCP-H-22)

LS-HH1-7
(VIA LCP-H-24)

HH1-12
(VIA LCP-H-3)

LS-HH1-3
(VIA LCP-H-20)

LS-HH1-5
(VIA LCP-H-19)

HH1-12

LS-HH1-5

LS-HH1-5
(VIA LCP-H-18)

LS-HH1-5
(VIA LCP-H-16)

3

LS-HH1-5
(VIA LCP-H-17)

LS-HH1-5

RC1

SC1 SC1

SC1

SC1

SC1

SC1

LS-HH1-1

SC1 SC1

SW1

SW1

SW1

SW1

SW1 SW1

7

A

SHEET TITLE:

SHEET NUMBER:

B C D E F G H I J

6

5

4

3

2

1

A B C D E F G H I J

S
E

A
L

:

PROJ # : DRAWN BY :

C
O

N
S

U
L

T
A

N
T

:

T
H

I
S

 D
R

A
W

I
N

G
 I

S
 T

H
E

 P
R

O
P

E
R

T
Y

 O
F

 T
H

E

A
R

C
H

I
T

E
C

T
 A

N
D

 M
A

Y
  
N

O
T

 B
E

 P
R

O
D

U
C

E
D

 I
N

A
N

Y
  
F

O
R

M
 W

I
T

H
O

U
T

 W
R

I
T

T
E

N
 P

E
R

M
I
S

S
I
O

N

E
N

G
IN

E
E

R
IN

G
 C

O
M

P
A

N
Y

3
6
3
7
 C

o
lu

m
b
ia

 A
v
e
n
u
e
, 
L
a
n
c
a
s
te

r 
P

A
 1

7
6
0
3

P
: 
7
1
7
.2

8
5
.3

1
4
1
, 
M

o
o
re

E
n
g
in

e
e
ri
n
g
.c

o
m

3
/5

/2
0
2

5
 2

:2
0

:3
0

 P
M

CONFORMED SET

E3.1

FIRST FLOOR PLANS -

LIGHTING

24-SDL-03 A. NOLT

R
E

N
O

V
A

T
IO

N
S

J.
P

. 
M

C
C

A
S
K

E
Y

 S
T

A
D

IU
M

P
R

O
JE

C
T

S

4
4
5
 N

 R
E

S
E

R
V

O
IR

 S
T

, L
A

N
C

A
S
T

E
R

, P
A

 1
7
6
0
2

SC
H

O
O

L 
D

IS
T

R
IC

T
 O

F 
LA

N
CA

ST
E

R

GENERAL NOTES:

1. ALL VISITOR BLEACHER EXIT SIGNS SHALL BE CONNECTED TO BRANCH 
CIRCUIT LS-VH1-8.

2. ALL HOME BLEACHER EXIT SIGNS SHALL BE CONNECTED TO BRANCH 
CIRCUIT LS-HH1-2.

1/8" = 1'-0"
1

VISITOR FIRST FLOOR PLAN - LIGHTING

1/8" = 1'-0"
2

HOME FIRST FLOOR PLAN - LIGHTING

DRAWING NOTES:#

1. TO LIGHTING ON FLOOR ABOVE.

2. FOR CONTROL OF STAIR LIGHTING, SEE DRAWING E3.2.

3. FOR CONTROL OF PRACTICE FIELD FLOODLIGHTS. COORDINATE FINAL 
SWITCH LOCATION WITH OWNER PRIOR TO ROUGH-IN.

4. INSTALL ATHLETIC LIGHTING CONTROL CABINET FURNISHED BY MUSCO. 

5. MOUNT 8'-0" ABOVE RAMP LANDING.

6. INSTALL ATHLETIC LIGHTING EMERGENCY CABINET FURNISHED BY MUSCO.
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DRAWING NOTES:#

1. TO LIGHTING ON FLOOR BELOW.

2. EXISTING BUILDING MOUNTED FLOODLIGHT TO REMAIN.

3. EXISTING FLOODLIGHT BRANCH CIRCUIT FEED. REWORK/EXTEND 
WIRING/CONDUIT AS REQUIRED AND CONNECT TO NEW BRANCH CIRCUIT 
AS INDICATED.

1/8" = 1'-0"
1

HOME SECOND FLOOR PLAN - LIGHTING
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DRAWING NOTES:#

1. INSTALL ATHLETIC LIGHTING COMMUNICATION CABINET FURNISHED BY 
MUSCO. 

2. DESKTOP SPORTS FIELD LIGHTING TOUCHSCREEN CONTROL BY MUSCO. 

1/8" = 1'-0"
2

VISITOR PRESS BOX SECOND FLOOR PLAN - LIGHTING

1/8" = 1'-0"
3

HOME BLEACHER PLAN - LIGHTING

1/8" = 1'-0"
1

VISITOR BLEACHER PLAN - LIGHTING
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DRAWING NOTES:#

1. PROVIDE 1" CONDUIT WITH WIRING REQUIRED TO CONDENSING UNIT.

2. PROVIDE UNISTRUT RACK WITH FLOOR AND CEILING SUPPORTS FOR 
MOUNTING ELECTRICAL EQUIPMENT.

3. PROVIDE 4" HOUSEKEEPING PAD FOR TRANSFORMER.

4. PROVIDE 2-GANG BACKBOX WITH 3/4" CONDUIT TO AV RACK FOR 
TOUCHSCREEN AUDIO CONTROL BY OWNER. COORDINATE FINAL 
LOCATION AND ROUGH-INS WITH OWNER'S AV VENDOR.

5. PROVIDE 1-GANG BACKBOX WITH 3/4" CONDUIT TO AV RACK FOR 
BLUETOOTH RECEIVER BY OWNER. COORDINATE FINAL LOCATION AND 
ROUGH-INS WITH OWNER'S AV VENDOR.

6. BOILER CIRC PUMP POWER AND CONTROL FROM BOILER. PROVIDE 3/4" 
CONDUIT WITH WIRING REQUIRED TO BOILER.

1/8" = 1'-0"
1

VISITOR FIRST FLOOR PLAN - POWER

1/8" = 1'-0"
2

HOME FIRST FLOOR PLAN - POWER

GENERAL NOTES:

1. PROVIDE 2-GANG BACKBOX WITH BLANK COVER AT ALL SPEAKERS AND 
MICROPHONES WITH 3/4" CONDUIT TO AV RACK. COORDINATE FINAL 
LOCATIONS AND ROUGH-INS WITH OWNER’S AV VENDOR.
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DRAWING NOTES:#

1. PROVIDE 1" CONDUIT WITH WIRING REQUIRED TO CONDENSING UNIT.

2. PROVIDE 4" HOUSEKEEPING PAD FOR TRANSFORMER.

3. BOILER CIRC PUMP POWER AND CONTROL FROM BOILER. PROVIDE 3/4" 
CONDUIT WITH WIRING REQUIRED TO BOILER.

1/8" = 1'-0"
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HOME SECOND FLOOR PLAN - POWER
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DRAWING NOTES:#

1. PROVIDE PLUGMOLD MOUNTED ABOVE COUNTERTOP.

2. MOUNT TO RAILING POST 6” AFF.

3. STADIUM SOUND SYSTEM AUDIO OUTPUT TO HUDL CAMERA. PROVIDE 1-
GANG BACKBOX AND 3/4" CONDUIT WITH WIRING REQUIRED TO AV RACK.

4. COORDINATE FINAL DEVICE LOCATIONS AND ROUGH-INS WITH HUDL 
CAMERA PROVIDED BY OWNER.

5. PROVIDE 1” CONDUIT WITH WIRING REQUIRED TO CONDENSING UNIT.

6. PROVIDE 2-GANG BACKBOX WITH 3/4" CONDUIT TO AV RACK FOR SOUND 
SYSTEM OUTLETS BY OWNER. COORDINATE FINAL LOCATIONS AND 
ROUGH-INS WITH OWNER'S AV VENDOR.

7. PROVIDE 6" X 6" X 4" DEEP JUNCTION BOX MOUNTED AT CEILING WITH 
BLANK COVER AND 2" CONDUIT TO AV RACK FOR SOUND SYSTEM CABLING 
BY OWNER.

1/8" = 1'-0"
1

VISITOR BLEACHER PLAN - POWER

1/8" = 1'-0"
2

VISITOR PRESS BOX SECOND FLOOR - POWER

1/8" = 1'-0"
3

HOME BLEACHER PLAN - POWER

1/8" = 1'-0"
4

HOME PRESS BOX FILM DECK PLAN - POWER

GENERAL NOTES:

1. PROVIDE 2-GANG BACKBOX WITH BLANK COVER AT ALL SPEAKERS AND 
MICROPHONES WITH 3/4" CONDUIT TO AV RACK. COORDINATE FINAL 
LOCATIONS AND ROUGH-INS WITH OWNER’S AV VENDOR.
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DRAWING NOTES:#

1. ACCESS CONTROL PANEL AND DOOR HARDWARE POWER SUPPLIES.

2. PROVIDE DOOR CONTACT TYPE FOR OVERHEAD DOOR USE.

3. FOR OVERHEAD DOOR OPERATION. COORDINATE WITH GC FOR ACCESS 
CONTROL INTEGRATION WITH OVERHEAD DOOR CONTROLLER.

4. COORDINATE FINAL LOCATION WITH FIRE MARSHAL PRIOR TO ROUGH-IN.

5. COORDINATE FINAL LOCATION WITH OWNER PRIOR TO ROUGH-IN.

1/8" = 1'-0"
1

VISITOR FIRST FLOOR PLAN - SYSTEMS

1/8" = 1'-0"
2

HOME FIRST FLOOR PLAN - SYSTEMS

GENERAL NOTES:

1. PROVIDE RACEWAYS FOR ALL SYSTEM CABLING IN OPEN STRUCTURE 
CEILING SPACES.
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DRAWING NOTES:#

1. ACCESS CONTROL PANEL AND DOOR HARDWARE POWER SUPPLIES.

1/8" = 1'-0"
1

HOME SECOND FLOOR PLAN - SYSTEMS

GENERAL NOTES:

1. PROVIDE RACEWAYS FOR ALL SYSTEM CABLING IN OPEN STRUCTURE 
CEILING SPACES.
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GENERAL NOTES:

1. PROVIDE RACEWAYS FOR ALL SYSTEM CABLING IN OPEN STRUCTURE 
CEILING SPACES.

1/8" = 1'-0"
1

VISITOR BLEACHER PLAN - SYSTEMS

1/8" = 1'-0"
2

VISITOR PRESS BOX SECOND FLOOR PLAN - SYSTEMS

1/8" = 1'-0"
3

HOME BLEACHER PLAN - SYSTEMS

1/8" = 1'-0"
4

HOME PRESS BOX FILM DECK PLAN - SYSTEMS
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1/4" = 1'-0"
1

FIRST FLOOR PLAN - ELECTRICAL DEMOLITION

1/4" = 1'-0"
2

FIRST FLOOR PLAN - POWER

1/4" = 1'-0"
3

FIRST FLOOR PLAN - LIGHTING

DRAWING NOTES:#

1. REMOVE LOAD CENTER AND ASSOCIATED LINE SIDE FEEDER 
WIRING/RACEWAY. UNLESS OTHERWISE NOTED, EXISTING BRANCH 
CIRCUIT WIRING/RACEWAY SHALL REMAIN FOR RECONNECTION AS NOTED 
ON NEW WORK PLAN.

2. REMOVE ALL EXISTING RECEPTACLES AND ASSOCIATED WIRING/RACEWAY 
IN THIS ROOM.

3. REMOVE ALL NORMAL LIGHTING FIXTURES AND CONTROLS IN THIS ROOM. 
EXISTING BRANCH CIRCUIT WIRING SHALL REMAIN FOR RECONNECTION AS 
INDICATED ON NEW WORK PLANS. EXISTING EMERGENCY LIGHTING SHALL 
REMAIN.

4. TEMPORARILY REMOVE AND/OR SUPPORT ALL EXISTING TO REMAIN 
CEILING MOUNTED ELECTRICAL DEVICES AND ASSOCIATED 
WIRING/RACEWAY AS REQUIRED TO ACCOMMODATE CEILING 
DEMOLITION/INSTALLATION BY GC. REINSTALL AND RECONNECT DEVICES 
UPON INSTALLATION OF NEW CEILING.

5. REWORK/EXTEND EXISTING BRANCH CIRCUIT WIRING/RACEWAY AS 
REQUIRED AND CONNECT TO NEW LIGHTING AND LIGHTING CONTROLS. 
PROVIDE 0-10V DIMMING WIRING AND LOW VOLTAGE CONTROL WIRING 
WHERE REQUIRED FOR LIGHTING CONTROLS AS INDICATED.

6. CONNECT FAN TO EXISTING BRANCH CIRCUIT SERVING ROOM LIGHTING 
USING 2#12 + 1#12 GND IN 3/4" CONDUIT. CONTROL THROUGH ROOM 
LIGHTING SWITCH.

7. COORDINATE ALL WORK WITH MC TO ROUTE BRANCH CIRCUIT WIRING VIA 
LINE VOLTAGE MECHANICAL CONTROLS AS REQUIRED.

8. PROVIDE NEW TRANSFORMER SECONDARY WIRING/CONDUIT AS 
INDICATED ON E7.1.

9. PROVIDE NEW FIBER OPTIC CABLING TO IDF RACK AS INDICATED ON E7.2.

1/4" = 1'-0"
4

SECOND FLOOR PLAN - POWER
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        WIRE AND CONDUIT SCHEDULE

FIELD
LIGHTING
CONTROL
CABINET

FIELD
LIGHTING

EMERGENCY
CABINET

TRANSFORMER SCHEDULE

TYPE/NO. KVA TYPE PRI. VOLTS SEC. VOLTS PHASE WIRES ENCLOSURE
DEGREE C
TEMP RISE

MOUNTING

T-VL1 75 DRY 480 120/208 3 4 NEMA 1 150° FLOOR

T-HL1 75 DRY 480 120/208 3 4 NEMA 1 150° FLOOR

TRANSFER SWITCH SCHEDULE

TYPE/NO.
SIZE

AMPS
VOLTAGE
SYSTEM

SWITCHED
POLES

NEUTRAL
NEMA

ENCLOSURE
NOTES

ATS-LS 100 277/480V 3
NON

OVERLAP
NEMA 12

GENERATOR SCHEDULE

TYPE/NO.
NOMINAL

KW
SYSTEM

VOLTAGE
PHASE WIRE ALTERNATOR

ALTERNATOR
KW

ALTERNATOR
KVA

MAX MOTOR STARTING KVA WITH
PMG AT 90% SUSTAINED VOLTAGE

ENGINE
ELECTRONIC TRIP

LSI CIRCUIT
BREAKERS

ENCLOSURE FUEL TYPE
BASIS OF

DESIGN MODEL
NUMBER

NOTES

G1 50 277/480V 3 4 UCD2F 50 62.5 272 QSB5-G13 3P.70A - ATS-LS OUTDOOR DIESEL
CUMMINS
C50D6C

6,7

CIRC.
MARK

QUAN.
SETS

PHASE NEUTRAL GND.
SIZE

CONDUIT

QUAN. SIZE QUAN. SIZE QUAN. SIZE

A3 1 3 12 . . 12 1 3/4"

A4 1 3 12 1 12 12 1 3/4"

B3 1 3 10 . . 10 1 3/4"

B4 1 3 10 1 10 10 1 3/4"

C3 1 3 8 . . 8 1 1"

C4 1 3 8 1 8 8 1 3/4"

C5 1 3 8 1 4 10 1 1"

D3 1 3 6 . . 10 1 1"

D4 1 3 6 1 6 10 1 1"

D5 1 3 6 1 3 10 1 1"

E3 1 3 4 . . 8 1 1-1/4"

E4 1 3 4 1 4 8 1 1-1/4"

E5 1 3 4 1 4 4 1 1-1/4"

F3 1 3 3 . . 8 1 1-1/4"

F4 1 3 3 1 3 8 1 1-1/4"

F5 1 3 3 1 3 6 1 1-1/4"

G3 1 3 2 . . 6 1 1 1/2"

G4 1 3 2 1 2 4 1 1-1/2"

G5 1 3 2 1 2/0 6 1 1-1/2"

H3 1 3 1 . . 6 1 1-1/2"

H4 1 3 1 1 1 4 1 1-1/2"

H5 1 3 1 1 3/0 6 1 2"

J3 1 3 1/0 . . 4 1 2"

J4 1 3 1/0 1 1/0 6 1 2"

J5 1 3 1/0 1 1/0 4 1 2"

K3 1 3 2/0 . . 6 1 2"

K4 1 3 2/0 1 2/0 4 1 2"

K5 1 3 2/0 1 2/0 3 1 2"

L3 1 3 3/0 . . 6 1 2"

L4 1 3 3/0 1 3/0 6 1 2"

L5 1 3 3/0 1 3/0 3 1 2-1/2"

L6 2 3 3/0 1 3/0 3 2 2-1/2"

M3 1 3 4/0 . . 4 1 2-1/2"

M4 1 3 4/0 1 4/0 4 1 2-1/2"

M5 1 3 4/0 2 4/0 4 1 2-1/2"

M6 2 3 4/0 . . 2 2 2-1/2"

N3 1 3 250 . . 4 1 2-1/2"

N4 1 3 250 1 250 4 1 2-1/2"

N5 2 3 250 . . 2 2 2-1/2"

N6 1 3 250 1 250 2 1 2-1/2"

P3 1 3 300 . . 4 1 2-1/2"

P4 1 3 300 1 300 3 1 3"

P5 1 3 300 2 300 4 1 3"

Q3 1 3 350 . . 4 1 3"

Q4 1 3 350 1 350 2 1 3"

Q5 2 3 350 . . 1 2 3"

Q6 2 3 350 1 350 2/0 2 3"

Q7 2 3 350 1 350 1 2 3"

Q8 3 3 350 1 350 2/0 3 3"

R3 1 3 400 . . 3 1 3"

R4 1 3 400 1 400 2 1 3"

R5 1 3 400 2 400 3 1 3-1/2"

R6 3 3 400 . . 2/0 3 3-1/2"

R7 3 3 400 1 400 3/0 3 3-1/2"

S3 1 3 500 . . 3 1 3"

S4 1 3 500 1 500 3 1 3-1/2"

S5 1 3 500 1 500 4/0 1 4"

S6 2 3 500 1 500 2/0 2 4"

S7 3 3 500 1 500 4/0 3 4"

T3 1 3 600 . . 3 1 4"

T4 1 3 600 1 600 1/0 1 4"

T5 2 3 600 . . 3/0 2 4"

T6 3 3 600 1 600 3/0 3 4"

T7 4 3 600 1 600 3/0 4 4"

T8 5 3 600 1 600 3/0 5 4"

ENCLOSED CIRCUIT BREAKER SCHEDULE

TYPE/NO.
VOLT

CLASS
AMPS RATING POLES NEUTRAL AIC TYPE

NEMA
ENCLOSURE

NOTES

EC-ATS-LS 600 70 80% 3 SN 35KAIC
ELECTRONIC

TRIP LSI
NEMA 1 6,8

FUSED DISCONNECT SCHEDULE

TYPE/NO.
VOLT

CLASS
POLES

SIZE
AMPS

SIZE
FUSE

NEUTRAL
NEMA

ENCLOSURE
FUSE

CLASS
NOTES

FS-ATS-LS 600 3 100 70 SN NEMA 1 CLASS J

SWITCHBOARD

WIRE/CONDUIT REFERENCE

GROUND CONNECTIONS PER NEC

FUSED DISCONNECT SWITCH

FEEDER CIRCUIT

SYMBOL SCHEDULE

TRANSFORMER

GENERATOR

MOTOR

INTEGRAL CONTACTOR

G

1. REFER TO SPECIFICATIONS FOR PANELBOARD SCHEDULES.

2. UNLESS OTHERWISE NOTED, ALL UNDERGROUND CONDUITS SHALL BE

INSTALLED SIMILAR TO DETAILS ON E.8.1.

GENERAL NOTES:

# DRAWING NOTES:

ENCLOSED CIRCUIT BREAKER

PROVIDE A SEPARATE #3/0 GROUNDING CONDUCTOR

TO EACH OF THE FOLLOWING:

- FOUNDATION FOOTER REBAR

- UTILITY SIDE OF WATER METER SERVICE

- BUILDING STEEL

GROUNDING COUNTERPOISE SYSTEM PER SPECIFICATIONS

TRANSIENT VOLTAGE SURGE SUPPRESSOR
VERIFY AND ADJUST BREAKER, WIRE & CONDUIT SIZES TO
MATCH RECOMMENDATIONS BY TVSS MANUFACTURER.

EQUIPMENT/FEEDER/WIRING/ETC -  TO BE REMOVED

2-HOUR FIRE RATED CONDUCTORS WITH INCREASED
CONDUIT SIZE AS REQUIRED TO MEET A LISTED 2-HOUR
RATED INSTALLATION, NEC AND MANUFACTURERS
REQUIREMENTS.

SELF CONTAINED UTILITY METER BASE

UTILTY
CT

CABINET

UTILITY CT CABINET

CUSTOMER METERING PER SPECIFICATIONS. PROVIDE
CATEGORY 6 CABLE TO LOCAL MDF/IDF IN 3/4" CONDUIT.

GROUND FAULT RELAY. PROVIDE TESTING AS
REQUIRED BY THE AHJ.

__

____

_TS-X

UTILITY METER. COORDINATE EXACT LOCATION WITH
UTILITY COMPANY REQUIREMENTS

PANELBOARD. PROVIDE INTEGRAL EQUIPMENT
WHEN INDICATED.

UTILITY POLE

PANEL
____

SWITCHBOARD

____

TVSS
__

ATS-X - AUTOMATIC TRANSFER SWITCH
MTS-X - AUTOMATIC TRANSFER
SWITCH

POLE A2

POLE B1

POLE F1,F2,F3

POLE F4,F5,F6

VL1-23

POLE F1,F3F4,F6

POLE F4,F5,F6

9

1010

POLE B2

POLE F1,F2,F3

POLE F3,F4,F5

LS-VH1-47

10

9

11

POLE A1

POLE A1,A2,B1,B2

POLE A1

1. PROVIDE 3P.600A CIRCUIT BREAKER MOUNTED IN EXISTING BUS SPACE.

PROVIDE ALL MOUNTING HARDWARE AND LUG KITS REQUIRED FOR

BREAKER AND FEEDER INSTALLATION.

2. SPLICE NEW FEEDER CABLES WITH EXISTING IN HANDHOLE. ALL SPLICES

SHALL BE WEATHERPROOF TYPE.

3. PROVIDE CONDUCTORS AND CABLES PER MANUFACTURER IN 1" CONDUIT.

4. PROVIDE ALL REQUIRED CONTROL/SIGNAL WIRING AND CONNECTIONS

BETWEEN GENERATOR AND ATS IN A  DEDICATED CONDUIT WITH NO

OTHER WIRING.

5. PROVIDE CONCRETE ENCASEMENT SIMILAR TO DETAILS ON DRAWING

E8.1.

6. PROVIDE PERMANENTLY FASTENED PAD LOCKABLE HASP ACCESSORY

FOR EACH BREAKER.

7. PROVIDE MISSION CRITICAL ELECTRONIC BREAKER WITH 225A MINIMUM

SENSOR FOR ATS-LS BREAKER THAT WILL COORDINATE WITH ALL

DOWNSTREAM OVERCURRENT DEVICES.

8. PROVIDE MISSION CRITICAL ELECTRONIC BREAKER WITH 225A MINIMUM

SENSOR FOR EC-ATS-LS BREAKER THAT WILL COORDINATE WITH ALL

UPSTREAM AND DOWNSTREAM OVERCURRENT DEVICES.

9. REFER TO PANEL SCHEDULES FOR WIRE AND CONDUIT SIZES.

10. REFER TO THE ATHLETIC LIGHTING SITE PLAN FOR WIRE AND CONDUIT

SIZES.

11. PROVIDE 277V-120V CONTROL VOLTAGE TRANSFORMER WITH

SECONDARY PROTECTION FOR 120V CONTROL POWER TO FIELD LIGHTING

EMERGENCY CABINET. COORDINATE INSTALLATION WITH MUSCO.

12. PROVIDE AN OUTDOOR TEMPORARY GENERATOR TO POWER

EMERGENCY LIGHTING LOADS UNTIL THE NEW GENERATOR SYSTEM IS

INSTALLED. PROVIDE FUEL FOR GENERATOR AS REQUIRED.

TVSS

H2

TVSS

1ST BASE
DUGOUT

L2

J3R4

PANEL
VH1

TVSS
H3

J4

REMOTE

ANNUNCIATOR

G1

3

H4

ATS-LS

H4

(LIFE-
SAFETY)

H4

PANEL
LS-VH1

H4

TVSS
L2

PANEL
LS-HH1

TVSS
L3

J5

H4

VL1
PANELEXIST.

BASEBALL
PANEL

Q4

PANEL
CL1

TVSS
L3

J3

PAVILION
CHRYST

L4

TVSS

PANEL
3RD BASE

L2

J3

HL1
PANELEXIST.

BASEBALL

DUGOUT

Q4

C4

S7
S6

TVSS
L3

BOARD
SCORE-

SB1
PANEL

S5

12

 NO SCALE
1

POWER RISER DIAGRAM

DISTRIBUTION PANEL

DPV

REFER TO PANEL SCHEDULES FOR ADDITIONAL EQUIPMENT

PANEL

HH1

REFER TO PANEL SCHEDULES

FOR ADDITIONAL EQUIPMENT

EXIST. XFMR
T-CL1
75KVA
480V PRI.
120/208V SEC.
3PH, 4W

T-VL1 T-HL1

EXIST. SWITCHBOARD

MSB3

CUTLER-HAMMER POW-R-LINE C

480/277V, 3PH, 4W

26A: ELIMINATE ALL WIRING, CONDUITS AND HANDHOLES ASSOCIATED WITH

SOFTBALL FIELD ATHLETIC LIGHTING.
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THESE PLANS INDICATE GENERAL PATHWAY REQUIREMENTS. PROVIDE

ADDITIONAL SLEEVES, CONDUIT AND CABLE TRAY AS REQUIRED.

CABLE TRAY, CONDUIT AND SLEEVES ARE TO BE USED FOR LOW VOLTAGE AND

FIBER OPTIC CABLE SUPPORT AND PROTECTION.

COORDINATE RACEWAY AND SLEEVE INSTALLATIONS WITH ALL OTHER

SYSTEMS.

PROVIDE RACEWAYS FOR ALL SYSTEM CABLING IN ALL OPEN STRUCTURE

CEILING SPACES.

PENETRATIONS IN FIRE RATED PARTITIONS SHALL BE SEALED TO MAINTAIN

THE FIRE INTEGRITY OF THE ASSEMBLY. FIRE STOPPING SHALL BE THE SAME

RATIING AS THE ASSEMBLY BEING SEALED.

ALL CABLE TRAY SHALL BE 12" WIDE UNLESS OTHERWISE NOTED.

PROVIDE JACKETED ARMORED FIBER OPTIC CABLES FOR ALL

INDOOR/OUTDOOR FIBER OPTIC CABLES AS SPECIFIED.

GENERAL NOTES:

1.

2.

3.

4.

5.

6.

7.

EQUIPMENT SCHEDULE

A. EXISTING MDF/IDF RACK.

B. EXISTING RELOCATED IDF RACK.

C. IDF RACK PER SPECIFICATIONS AND SCHEDULES.

D. FIBER OPTIC ENCLOSURES WITH FIBER OPTIC ADAPTERS PER SCHEDULES

E. HORIZONTAL WIRE MANAGEMENT. PROVIDE AS REQUIRED FOR RACK.

F. SWITCHES & NETWORK EQUIPMENT (NIC).

G. 12 STRAND SINGLE MODE FIBER OPTIC CABLE BETWEEN MDF RACK AND

VISITOR BLEACHER IDF V RACK.

H. 12 STRAND SINGLE MODE FIBER OPTIC CABLE BETWEEN MDF RACK AND HOME

BLEACHER IDF H RACK.

I. 12 STRAND SINGLE MODE FIBER OPTIC CABLE BETWEEN MDF RACK AND

CONCESSIONS PRESSBOX IDF C RACK.

J. CONDUITS PER SITE PLAN.

K. GROUND BUS. REFER TO SPECIFICATIONS FOR SIZES AND REQUIREMENTS.

L. GROUND CABLES. REFER TO SPECIFICATIONS FOR SIZES AND REQUIREMENTS.

M. CATEGORY 6 UTP RACK MOUNTED PATCH PANELS. PROVIDE PORT QUANTITY

REQUIRED + 20% SPARE.

N. CATEGORY 6 UTP CABLES TO EACH VOICE/DATA JACK. (SEE FLOOR PLANS)

O. UPS (NIC).

#

IDF V

K
B

O

F E

TO

DISTRIBUTION

PANEL DPV

GROUND BUS

L L

K

N

SEE FLOOR PLANS

TO OUTLETS

D E M

G

L

I

IDF H

K
C

O

F E

TO

PANEL HH1

GROUND BUS

L L

K

N

SEE FLOOR PLANS

TO OUTLETS

D E M

H

L

IDF C

A

F

D E

I

MDF

A

D E

G

F

J

H I

J J J

VISITOR BLEACHER
ROOM V103.1

HOME BLEACHER
ROOM H-203

CONCESSIONS
BUILDING PRESSBOX

JP McCASKEY HS
MDF ROOM C211

NO SCALEE7.2

1 TELECOMMUNICATIONS RISER DIAGRAM

CABLING SCHEDULE

MAIN DISTRIBUTION FRAME

JP MCCASKEY HS

ROOM C211

OUTGOING FIBER PATCH:

(3) 12 PORT LC CONNECTION FIBER
OPTIC RACK MOUNT PATCH PANELS.

RACK STYLE:

EXISTING
FLOOR MOUNTED RACK

RACK STYLE:

CABLING SCHEDULE

INTERMEDIATE DISTRIBUTION FRAME

VISITOR BLEACHER

ROOM V103.1

VOICE/DATA OUTLET PATCH:

CATEGORY 6 RACK MOUNT PATCH PANELS
WITH PORT QUANTITY REQUIRED + 20% SPARE.

FIBER BACKBONE:

12 STRAND SINGLE MODE FIBER FROM MDF RACK.

INCOMING FIBER PATCH:

12 PORT LC CONNECTION FIBER OPTIC
RACK MOUNT PATCH PANEL.

CATEGORY 6 RACK MOUNT PATCH PANELS
WITH PORT QUANTITY REQUIRED + 20% SPARE.

CCTV CAMERA OUTLET PATCH:

EXISTING/RELOCATED
WALL MOUNTED RACK

CATEGORY 6 RACK MOUNT PATCH PANELS
WITH PORT QUANTITY REQUIRED + 20% SPARE.

WIFI OUTLET PATCH:

OUTGOING FIBER BACKBONE:

(3) 12 STRAND SINGLE MODE FIBER FROM MDF
RACK TO IDF RACKS.

RACK STYLE:

CABLING SCHEDULE

INTERMEDIATE DISTRIBUTION FRAME

HOME BLEACHER

ROOM H-203

VOICE/DATA OUTLET PATCH:

CATEGORY 6 RACK MOUNT PATCH PANELS
WITH PORT QUANTITY REQUIRED + 20% SPARE.

FIBER BACKBONE:

12 STRAND SINGLE MODE FIBER FROM MDF RACK.

INCOMING FIBER PATCH:

12 PORT LC CONNECTION FIBER OPTIC
RACK MOUNT PATCH PANEL.

CATEGORY 6 RACK MOUNT PATCH PANELS
WITH PORT QUANTITY REQUIRED + 20% SPARE.

CCTV CAMERA OUTLET PATCH:

SEE SPECIFICATIONS

PROVIDE ONE WALL MOUNTED RACK

CATEGORY 6 RACK MOUNT PATCH PANELS
WITH PORT QUANTITY REQUIRED + 20% SPARE.

WIFI OUTLET PATCH:

RACK STYLE:

CABLING SCHEDULE

INTERMEDIATE DISTRIBUTION FRAME

CONCESSIONS BUILDING

PRESSBOX

FIBER BACKBONE:

12 STRAND SINGLE MODE FIBER FROM MDF RACK.

INCOMING FIBER PATCH:

12 PORT LC CONNECTION FIBER OPTIC
RACK MOUNT PATCH PANEL.

EXISTING
WALL MOUNTED RACK
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6
"

6
"

2
4

" 
M

IN
.

WARNING TAPE

REPAIR TO MATCH
EXISTING CONDITIONS

BACKFILL OF APPROVED
MATERIAL COMPACTED
IN 6" LAYERS

2500 PSI CONCRETE

#4 REINFORCING RODS
EACH CORNER (TYP.)

CONDUIT SIZE AS
NOTED ON PLANS

2
4

" 
M

IN
.

4
" 2

"

2
"

2" 2"

2500 PSI CONCRETE

#4 REINFORCING RODS
EACH CORNER (TYP.)

CONDUIT SIZE AS
NOTED ON PLANS

BACKFILL OF APPROVED
MATERIAL COMPACTED
IN 6" LAYERS

WARNING TAPE

REPAIR TO MATCH
EXISTING CONDITIONS

ATHLETIC
LIGHTING

EMERGENCY
CABINET

ATHLETIC
LIGHTING
CONTROL
CABINET

ATHLETIC
LIGHTING

COMM
CABINET

ATHLETIC

LIGHTING

TOUCHSCREEN

CONTROL

HOME
PRESSBOX
AV RACK

1 2 3

4

# DETAIL NOTES:

GENERAL NOTES:

#4 REINFORCING RODS

EACH CORNER (TYPICAL)

2500 PSI CONCRETE

CONCRETE ENCASED
CONDUIT TRENCH DETAIL

NOTES:

1. ENCASE CONDUITS IN STONEDUST WITHOUT REINFORCING RODS

WHEN CONDUITS ARE NOT UNDER PAVED AREAS.

NO SCALE

1

E8.1

CONDUIT SIZE AS
NOTED ON PLANS

2"

4"
2"

2" 2"

BACKFILL OF APPROVED

MATERIAL COMPACTED IN

6" LAYERS

WARNING TAPE

REPAIR TO MATCH
EXISTING CONDITIONS

6"

REPAIR TO MATCH
EXISTING CONDITIONS

MATERIAL COMPACTED IN

CONDUIT SIZE AS NOTED
ON PLANS

#4 REINFORCING RODS

EACH CORNER (TYPICAL)

2500 PS1 CONCRETE

6" LAYERS

CONCRETE ENCASED
CONDUITS TRENCH DETAIL

NOTES:

1. ENCASE CONDUITS IN STONEDUST WITHOUT REINFORCING RODS

WHEN CONDUITS ARE NOT UNDER PAVED AREAS.

BACKFILL OF APPROVED

2

E8.1 NO SCALE

4"

2"

2"

2"

2"

6"

WARNING TAPE

2
4

" 
M

IN
.

2
4

" 
M

IN
.

EXTERIOR EMERGENCY GENERATOR MOUNTING DETAIL

TO ANY STRUCTURE OR
3'-0" MIN. CLEARANCE

REINFORCING DETAIL

5

E8.1

NOTE 4

NO SCALE

NOTE 3

40"

FIN. GRADE

1" CHAMFER

M
IN

.
1

'-
0
"

NOTE 5

NOTE 2

N
O

T
E

 1

NOTE 2

GENERATOR AS SPECIFIED

12"

6"

MIN.
(ALL SIDES).NOTE 1 1'-0"
OBSTRUCTION.

12" MIN

GENERATOR MOUNTING DETAIL NOTES:

1.

2.

3.

4.

5.

6

7.

8.

9.

DIMENSIONS PER MANUFACTURER'S CERTIFIED DRAWINGS.

FORMED OPENING WITH FUEL LINE OR CONDUIT IN CENTER. LOCATE PER

DIMENSIONS FROM GENERATOR MANUFACTURER'S CERTIFIED DRAWINGS.

COORDINATE THE OPENING FOR FUEL AS APPLICABLE.

REMOVE GRASS AND TOPSOIL DOWN TO FIRM SUBSOIL AND FILL WITH PENNDOT

SPEC. 2A STONE MECHANICALLY COMPACTED IN 6" LAYERS.

PIPE & CONDUIT EXCAVATIONS UNDER THE PAD SHALL BE BACK-FILLED WITH

PENNDOT SPEC. 2A STONE MECHANICALLY COMPACTED IN 6" LAYERS.

CONCRETE SHALL BE 4000 LB. AIR ENTRAINING MIX. CONCRETE SHALL BE PROTECTED

FROM FREEZING IN COLD WEATHER AND EXCESSIVE EVAPORATION IN HOT WEATHER.

CARE SHALL BE USED IN CONSTRUCTING FORMS AND IN FINISHING TO INSURE FLAT

FACES AND A SMOOTH FINISH.  FORM FOUNDATION TO BE 12" MINIMUM LARGER THAN

GENERATOR SKID ON ALL SIDES. REFER TO DETAIL FOR REINFORCING.

MAINTAIN 3 FEET TO ANY OBSTRUCTION FROM FOUNDATION EDGE.

PROVIDE GROUND ROD AND GROUND GENERATOR PER MANUFACUTER AND NEC.

REFER TO SPECIFICATION FOR FUEL TYPE.

SLOPE GRADE AWAY FROM FOUNDATION.

PROVIDE #6 REBAR MAT ON 12" CENTER

CROSS PATTERN FOR ENTIRE CONCRETE

FOUNDATION

WIRING & CONDUIT AS

REQUIRED FOR EACH

ADDITIONAL CIRCUIT TO

GENERATOR

(I.E. BLOCK HEATER ANNUNC.)

CONDUIT TO EACH

TRANSFER SWITCH

REPAIR TO MATCH

EXISTING CONDITION

#6 REINFORCING BARS ON 12" CENTERS

EACH WAY - TOP AND BOTTOM

#6 REBAR VERTICAL TYP. 5 PLACES

CONCRETE BASE BY E.C.
3/4" DIA. X 10'-0" LONG GROUND ROD WITH CLAMPS.

CLAMP CONTINUOUS GROUNDING CONDUCTOR TO

GROUND ROD AND TIE TO ELECTRICAL GROUNDING

SYSTEM. BOND FIXTURE TO GROUND ROD.

NO SCALE

6

E8.1

6
'-
0

"

2
'-
6

" 
M

IN
.

2'-0" DIA.

SONO TUBE

ANCHOR BOLTS WITH INDIVIDUAL BOLT COVER.

(VERIFY SIZE WITH POLE MFR.)

3/4" CHAMFER

BUSH ALL CONDUITS

 GROUND ROD

ANCHOR BOLTS

PROVIDE NON-SHRINK GROUT

BETWEEN BOLT FLANGE AND BASE

CONDUIT OPENING

TOP VIEW OF REBAR

BRUSH-STUCCO FINISH BASE

ABOVE GRADE TO HIDE AIR

POCKETS AND FORM LINES

BASE PLAN

FIN. GRADE
REPAIR TO MATCH

EXISTING CONDITION

REBAR

ANCHOR BOLTS (AS REQUIRED.)

2"

POLE

NUT

BASE PLATE

BASE PLATE

#3 TIE REBARS

HORIZONTALLY AT

12" ON CENTER

POLE BASE MOUNTING DETAIL

(AS REQUIRED.)

3
'-
0

"

CONCRETE ENCASED
CONDUITS TRENCH DETAIL4

E8.1 NO SCALE

4
" 2

"
2

"

2" 2"

CONCRETE ENCASED
CONDUITS TRENCH DETAIL3

E8.1 NO SCALE

NOTES:

1. ENCASE CONDUITS IN STONEDUST WITHOUT REINFORCING RODS

WHEN CONDUITS ARE NOT UNDER PAVED AREAS.

NOTES:

1. ENCASE CONDUITS IN STONEDUST WITHOUT REINFORCING RODS

WHEN CONDUITS ARE NOT UNDER PAVED AREAS.

ATHLETIC LIGHTING  CONTROL/
COMMUNICATIONS WIRING DETAIL
NO SCALE

7

E8.1

HOME PRESSBOXVISITOR BLEACHER

1. PROVIDE 4#12 IN 3/4" CONDUIT.

2. OSP CAT-6 CABLE. REFER TO SITE PLANS FOR CONDUIT.

3. CAT-6 CABLE IN 3/4" CONDUIT.

4. PROVIDE AUDIO CABLE FROM AV RACK WITH 3.5MM MALE AUDIO JACK

FOR STADIUM SOUND SYSTEM CONNECTION TO ATHLETIC LIGHTING

COMM CABINET.

1. COORDINATE FINAL WIRING TYPES AND TERMINATIONS WITH MUSCO FOR

COMPLETE AND OPERATIONAL SYSTEM.
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NO SCALE

W

C6C4C2C1

TV

C3

W2

COMPUTER OUTLET DETAIL
NO SCALE NO SCALE

COMPUTER OUTLET DETAIL COMPUTER OUTLET DETAIL
NO SCALE

COMPUTER OUTLET DETAIL

NO SCALE

WALL PHONE OUTLET DETAIL

COMPUTER OUTLET DETAIL
NO SCALE

COMPUTER OUTLET DETAIL

OUTLET JACK SYMBOLSOUTLET JACK SYMBOLS

NO SCALE

CCTV CAMERA OUTLET DETAIL
NO SCALE

CCTV CAMERA OUTLET DETAIL
NO SCALE

CCTV  CAMERA OUTLET DETAIL
NO SCALE

TV OUTLET DETAIL

NO SCALE

COMPUTER OUTLET DETAIL

WIFI OUTLET DETAIL

B

D

B

D

D

D

D

D

CEILING CAVITY CEILING CAVITY

CONCEALED 1"
CONDUIT IN WALL

CONCEALED 1"
CONDUIT IN WALL

MOUNT AT 18" ABOVE FINISHED FLOOR.

* INDICATES THAT THE OUTLET SHOULD BE

MOUNTED 8" ABOVE COUNTER.

1.

2.

NOTES:

B

D

B

D

MOUNT AT 18" ABOVE FINISHED FLOOR.

* INDICATES THAT THE OUTLET SHOULD BE

MOUNTED 8" ABOVE COUNTER.

1.

2.

NOTES:

D

D

D

D

CONCEALED 3/4"
CONDUIT IN WALL

MOUNT AT 18" ABOVE FINISHED FLOOR.

* INDICATES THAT THE OUTLET SHOULD BE

MOUNTED 8" ABOVE COUNTER.

1.

2.

NOTES:

CEILING CAVITY

BB

D

MOUNT AT 42" ABOVE FINISHED FLOOR.1.

NOTES

CEILING CAVITY

CONCEALED 3/4"
CONDUIT IN WALL

VH

D

D

D

D

CEILING CAVITY

CONCEALED 1"
CONDUIT IN WALL

MOUNT AT 18" ABOVE FINISHED FLOOR.

* INDICATES THAT THE OUTLET SHOULD BE

MOUNTED 8" ABOVE COUNTER.

1.

2.

NOTES:

D

D

D

D

D DD D

RJ45 JACK FOR DATA/VOICE/CAMERA

RJ45 HANGER-STYLE JACK FOR VOICE

ST CONNECTOR FOR FIBER

SC CONNECTOR FOR FIBER

S-VIDEO GOLD JACK

RCA GOLD JACK (COLOR CODED)

BNC JACK (STRAIGHT MOUNT)

F CONNECTOR (STRAIGHT MOUNT)

VGA (FEMALE)/3.5 MM STEREO JACK

HUBBELL MODEL IM15311015XX

HDMI OUTLET BY OWNER

3.5 MM STEREO JACK

GOLD SPEAKER POST

BLANK FILLER PLATE

AUDIO OUTPUT TO LOCAL SOUND SYSTEM -

OUTLET/CABLE TYPE AS RECOMMENDED BY

AV SYSTEM VENDOR

D

VH

ST

SC

SV

R

BN

F

VGA

H

S

SP

B

AO

PROVIDE 1" CONCEALED RACEWAY TO

CORRIDOR ACCESSIBLE CEILING CAVITY WHERE

NOT INSTALLED ABOVE ACCESSIBLE CEILING.

PROVIDE 1" CONDUIT TO CORRIDOR

ACCESSIBLE CEILING CAVITY FOR CAMERAS

INSTALLED IN ALL OPEN STRUCTURE SPACES.

COORDINATE EXACT LOCATIONS WITH OWNER.

PROVIDE 10' PATCH CABLE WITH EACH OUTLET.

1.

2.

3.

4.

NOTES:

D BD

COORDINATE EXACT HEIGHT/LOCATIONS WITH

OWNER.

PROVIDE 20' PATCH CABLE WITH EACH OUTLET.

REVIEW TYPICAL INSTALLATION WITH OWNER

AND ENGINEER.

1.

2.

3.

NOTES:

TO CORRIDOR
ACCESSIBLE
CEILING CAVITY

CONCEALED 1"
CONDUIT IN WALL

SINGLE GANG BOX (WITH
WEATHERPROOF COVER
ON EXTERIOR OF BUILDING)

D BD

MOUNT IN ACCESSIBLE
CEILING CAVITY

B

D

COORDINATE EXACT HEIGHT/LOCATIONS WITH

OWNER.

PROVIDE 1" CONDUIT TO CORRIDOR ACCESSIBLE

CEILING CAVITY FOR CAMERAS INSTALLED IN ALL

OPEN STRUCTURE SPACES.

COORDINATE EXACT LOCATIONS WITH OWNER.

PROVIDE 10' PATCH CABLE WITH EACH OUTLET.

1.

2.

3.

4.

NOTES:

B

D

WALL MOUNT

MOUNT ON WALL AT HEIGHT REQUIRED BY

TELEVISION.

PROVIDE OUTLET BOX DEPTH AS NEEDED TO

INSTALL RACEWAYS, CABLING AND

TERMINATIONS.

1.

2.

NOTE:

CONCEALED 1"
CONDUIT IN WALL

CEILING CAVITY

D

D

D

B

D

CEILING CAVITY

CONCEALED 1"
CONDUIT IN WALL

MOUNT AT 18" ABOVE FINISHED FLOOR.

* INDICATES THAT THE OUTLET SHOULD BE

MOUNTED 8" ABOVE COUNTER.

1.

2.

NOTES:

D

B

D

CONCEALED
1" CONDUIT
IN WALL

NOTES:

D DD D

CEILING CAVITY

1. MOUNT ABOVE DEVICES IN ACCESSIBLE

CEILING SPACE.

2. COORDINATE EXACT LOCATIONS WITH

OWNER.

3. PROVIDE 1" CONDUIT TO CORRIDOR

ACCESSIBLE CEILING CAVITY FOR W2'S

INSTALLED IN ALL OPEN STRUCTURE SPACES.

B
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