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KEY NOTES
02 DEMOLITION
2.01 EXISTING CONDITIONS
2.01.23 EXISTING COLUMN TO REMAIN.

04 MASONRY
4.22 CMU MASONRY | SPEC 042000
4.20.02 MASONRY LINTEL FOR WIDTH OF OPENING. COORDINATE

WITH STRUCTURAL DRAWINGS.

05 METALS
5.50 METAL FABRICATIONS | SPEC 055000 I SPEC 055213
5.50.02 UNDERCOUNTER METAL SUPPORT BRACKET. PROVIDE

WOOD BLOCKING IN WALL AS REQUIRED.

06 WOODS, PLASTICS AND COMPOSITES
6.10 ROUGH CARPENTRY | SPEC 061000
6.10.01 2X WOOD BLOCKING
6.10.06 WOOD BLOCKING, AS REQUIRED.
6.16 SHEATHING | SPEC 061600
6.16.01 3/4" PLYWOOD SHEATHING
6.42 WOOD PANELING | SPEC 064219
6.42.01 PLASTIC LAMINATE FACED WOOD PANELING.

09 FINISHES
9.22 NON-STRUCTURAL METAL FRAMING | SPEC 092216
9.22.04 3 5/8" METAL STUD FRAMING AT 16" o.c.
9.22.05 3 5/8" METAL STUD SOFFIT FRAMING AT 16" o.c.
9.22.08 6" METAL STUDS AT 16" O.C.
9.51 ACOUSTIC CEILINGS | SPEC 095100
9.51.07 SUSPENDED ACOUSTIC LINEAR CEILING.
9.65 RESILIENT BASE | SPEC 096513
9.65.01 4" HIGH RUBBER COVE BASE CONTINUOUS FOR PERIMETER

OF ROOM OR CORRDIER.
9.92 INTERIOR PAINTING | SPEC 099123
9.92.08 PREP AND PAINT (PRIMER AND TWO (2) COATS) ENITRE

STRUCTURE, INCLUDING ALL STEEL JOISTS / BEAMS,
EXPOSED ANCHORS, EXPOSED COLUMNS, AND
ACCESSORIES WITH DRYFALL PAINT, BY GC.

12 FURNISHINGS
12.36 QUARTZ AGGLOMERATE COUNTERTOPS | SPEC 123661.19
12.36.01 2 CM QUARTZ COUNTERTOP ON 3/4" PLYWOOD BACKER.
12.36.02 2CM QUARTZ BACKSPLASH FOR LENGTH OF COUNTERTOP

AND ADJACENT SIDEWALLS; 4" TYPICAL HEIGHT UNLESS
NOTED OTHERWISE.

23 HVAC | BY H.C.
23 WORK DESCRIBED IN THESE KEYNOTES IS THE RESPONSIBLITY

OF THE H.C. UNLESS NOTED OTHERWISE. COORDINATE WITH
MECHANICAL DRAWING.

23.34 HVAC FANS
23.34.01 DECK MOUNTED CEILING FAN.
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5.50.12

KEY NOTES
02 DEMOLITION
2.01 EXISTING CONDITIONS
2.01.44 EXISTING ROOF HATCH TO REMAIN.

03 CONCRETE
3.45 PRECAST ARCHITECTURAL CONCRETE COORDINATE WITH

STRUCTURAL DRAWINGS
3.45.02 8" PRECAST CONCRETE PLANK

05 METALS
5.50 METAL FABRICATIONS | SPEC 055000 I SPEC 055213
5.50.02 UNDERCOUNTER METAL SUPPORT BRACKET. PROVIDE

WOOD BLOCKING IN WALL AS REQUIRED.
5.50.12 METAL LADDER
5.50.14 1 1/2" DIA. STEEL PIPE GUARDRAIL, 42" HIGH. PREP AND

PAINTED.
5.50.15 1/4" x 4" H. STEEL KICK PLATE, PREP AND PAINTED.
5.50.23 WALL MOUNTED METAL LADDER WITH INTERMEDIATE

LANDING PLATFORM.
5.51 METAL STAIRS | SPEC 055100
5.51.01 CONCRETE FILLED METAL PAN STAIRS.
5.51.02 1 1/2" DIA. METAL PIPE GUARDRAIL AT 42" HT. AND

HANDRAIL AT 36" HT. PREP AND PAINT.
5.51.03 1 1/2" DIA. METAL PIPE HANDRAIL AT 36" HT. PREP AND

PAINT.
5.51.04 12" STEEL CHANNEL STRINGER, PREP AND PAINT.

06 WOODS, PLASTICS AND COMPOSITES
6.10 ROUGH CARPENTRY | SPEC 061000
6.10.01 2X WOOD BLOCKING

SCALE: 1/4"   =    1'-0"1 MEZZANINE B STAIR PLAN

SCALE: 1/4"   =    1'-0"3 MEZZANINE D STAIR PLAN

SCALE: 1/2"   =    1'-0"4 MEZZANINE B/C STAIR SECTION
SCALE: 3/4"   =    1'-0"5 SECTION

SCALE: 1/2"   =    1'-0"6 MEZZANINE D STAIR SECTION

SCALE: 1/2"   =    1'-0"8 LADDER DETAIL

SCALE: 1/4"   =    1'-0"2 MEZZANINE C STAIR PLAN

SCALE: 1/2"   =    1'-0"7 LADDER DETAIL

FIRST FLOOR MEZZANINE
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4.20.06
2.01.28
4.20.06

2.01.29

5.44.06

5.44.06
7.21.05

6.16.04

7.62.02 9.29.01

7.46.04

7.46.01

3.30.15

5.50.24

5.50.24

ALIGN WITH
THE FACE OF
CONCRETE

32.12.04

2.01.27

7.21.05 2.01.28
4.20.06
2.01.28
4.20.06

2.01.29

3.30.16

4.20.06
7.62.04

SCHEDULED WINDOW

EXTEND FLASHING UNDER
WINDOW AND RETURN UP
BACK AND SIDES 1". SEAMS
TO BE WELDED.

3.30.04

7.62.04

5.50.07

5.50.07

3.49.01

5.44.05

5.44.06

6.16.04

6.16.04

7.46.04

9.29.01

7.46.01

7.46.02

7.46.02

6.10.01

8"

2'
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"

6 1/2"

COORINDATE WITH
WALL SECTIONS

32.92.03

2.01.27

2.01.28
4.20.06
2.01.28
4.20.06

2.01.29

MORTAR

4.43.01

6.16.04 6.16.04

5.44.05
ALIGN WITH
THE FACE OF
CONCRETE

3.30.15

7.21.05 5.50.24

5.50.24

2"
1/

2"

3/
8"

3"

4.43.01

6.16.04

4.43.02

7.46.04

7.46.01 5.44.06
7.21.04

9.29.01

3"

7.92.04

32.12.03

3.30.16

7.62.03

6.16.04

7.62.02

7.46.04

7.46.01

11 1/2"

4.43.01

6.16.04

5.12.12

5.12.11

5.44.06
7.21.04

9.29.01

7.92.01

RETURN GYP. BD. TO
WINDOW FRAME.

SCHEDULED WINDOW

4.43.01

6.16.04

9.22.10

9.22.11

5.50.08

5.44.06
7.21.04

5.44.06
7.21.04

6.10.04

6.10.01

4.43.01

6.16.04

9.22.10

9.22.11

5.44.06
7.21.04
5.44.06
7.21.04

5.50.05

6.10.01

KEY NOTES
02 DEMOLITION
2.01 EXISTING CONDITIONS
2.01.23 EXISTING COLUMN TO REMAIN.
2.01.27 EXISTING CMU WALL TO REMAIN.
2.01.28 EXISTING RIGID INSULATION TO REMAIN.
2.01.29 EXISTING CONCRETE SLAB TO REMAIN.
2.01.43 EXISTING WOOD BLOCKING TO REMAIN.

03 CONCRETE
3.30 CAST-IN-PLACE CONCRETE | SPEC 033000 | 032000
3.30.04 CAST-IN-PLACE CONCRETE PAD WITH DRAINAGE FILL.

COORIDNATE WITH STRUCTURAL DRAWING.
3.30.06 FILL OPENING WITH CONCRETE TO FINISH FLUSH WITH

EXISTING CONCRETE SLAB.
3.30.14 PARGE SURFACE AS SHOWN.
3.30.15 CONCRETE FOUNDATION COORINDATE WITH STRUCTURAL

DRAWINGS.
3.30.16 COMPRESSIBLE JOINT FILLER
3.49 GFRC | SPEC 034900
3.49.01 GFRC DECORATIVE TRIM

04 MASONRY
4.22 CMU MASONRY | SPEC 042000
4.20.06 INFILL TOP ROW EXISTING MASONRY BLOCK WITH GROUT.
4.43 MANUFACTURED MASONRY VENEER | SPEC 047300
4.43.01 MANUFACTURED MASONRY VENEER
4.43.02 MANUFACTURED MASONRY VENEER SPLIT-EDGE WAINSCOT

SILL

05 METALS
5.12 STRUCTURAL STEEL FRAMING | SPEC 051200
5.12.11 SCHEDULED BEAM; COORDINATE w/ STRUCTURAL

DRAWINGS.
5.12.12 3/8" STEEL PLATE, PREP AND PAINTED, FOR WIDTH OF

OPENING.
5.44 COLD FRAMED METAL FRAMING | SPEC 054000
5.44.05 3 5/8" STRUCTURAL METAL STUDS @ 16 O.C. COORINDATE

WITH STRUCTURAL DRAWINGS.
5.44.06 8" STRUCTURAL METAL STUDS @ 16 O.C. COORINDATE WITH

STRUCTURAL DRAWINGS.
5.50 METAL FABRICATIONS | SPEC 055000 I SPEC 055213
5.50.05 METAL UTILITY ANGLE. COORDINATE WITH STRUCTURAL

DRAWINGS.
5.50.07 METAL ANGLE COORDINATE WITH STRUCTURAL DRAWINGS.
5.50.08 METAL BOX HEADER COORINDATE WITH STRUCTURAL

DRAWINGS.
5.50.24 DOWEL INTO EXISTING CMU. COORDINATE WITH

STRUCTURAL DRAWINGS.

06 WOODS, PLASTICS AND COMPOSITES
6.10 ROUGH CARPENTRY | SPEC 061000
6.10.01 2X WOOD BLOCKING
6.10.04 2X PRESERVATIVE TREATED WOOD BLOCKING
6.16 SHEATHING | SPEC 061600
6.16.04 2" STRUCTURAL INSULATED WALL SHEATHING

07 THERMAL AND MOISTURE PROTECTION
7.21 THERMAL INSULATION | SPEC 072100
7.21.04 R-19  BATT INSULATION
7.21.05 2" RIGID INSULATION
7.46 SIDING | SPEC 074646
7.46.01 SOLID PHENOLIC PANELS WOOD LOOK WITH CLIP SYSTEM.

COLOR 1.
7.46.02 SOLID PHENOLIC PANELS WITH EXPOSED FASTERNS. COLOR

2.
7.46.03 MANUFACTURE STANDARD ATTACHMENT FOR EXPOSED

FASTERNS
7.46.04 MANUFACTURE STANDARD ATTACHMENT FOR CLIP SYSTEM.
7.53 ELASTOMERIC ROOFING | SPEC 075323
7.53.02 EPDM MEMBRANE.
7.53.06 1/2" COVER BOARD,
7.62 SHEET METAL FLASHING/TRIM | SPEC 076200
7.62.01 PREFINISHED 6"X6" METAL BOX GUTTER COMPLETE WITH END

PIECES, OUTLET TUBES AND OTHER ACCESSORIES AS
REQUIRED. FURNISH FLAT STOCK GUTTER BRACKETS AND
FLAT STOCK GUTTER BRACKETS AND SPACERS FABRICATED
FROM SAME METAL AS GUTTER WITH THICKNESS NOT LESS
THAN TWICE THE GUTTER THICKNESS.

7.62.02 METAL FLASHING WITH HEMMED EDGE
7.62.03 SELF ADHERED COUNTER FLASHING
7.62.04 METAL FLASHING
7.62.05 METAL FASCIA (BASIS OF DESIGN: HICKMAN (AN ETL

COMPANY); TERMINEDGE EX FASCIA; 7" FASCIA HEIGHT)
7.92 JOINT SEALANTS | SPEC 079200
7.92.01 CONTINOUS SEALANT
7.92.04 CONTINOUS SEALANT WITH BACKER ROD

09 FINISHES
9.22 NON-STRUCTURAL METAL FRAMING | SPEC 092216
9.22.10 ALUMINUM SOFFIT
9.22.11 CONTINUOUS ALUMINUM J-CHANNEL.
9.29 GYPSUM BOARD | SPEC 092900
9.29.01 5/8" GYPSUM BOARD
9.29.06 1/2" COVERBOARD EXTEND FROM TOP OF DECKING TO

TOP OF PARAPET.

32 EXTERIOR IMPROVEMENTS
32.12 ASPHALT PAVING | SPEC 321216
32.12.03 ASPHALT PAVING
32.12.04 CRUSHED STONE
32.92 TURF AND GRASSES | SPEC 329200
32.92.03 24" WIDE GRAVEL MOW STRIPE, SEE DETAIL.

SCALE: 3"       =    1'-0"6 DETAIL

SCALE: 3"       =    1'-0"3 DETAIL

SCALE: 3"       =    1'-0"1 DETAIL
SCALE: 3"       =    1'-0"2 DETAIL

SCALE: 3"       =    1'-0"7 DETAIL

SCALE: 3"       =    1'-0"9 DETAIL

SCALE: 3"       =    1'-0"4 DETAIL

SCALE: 3"       =    1'-0"5 DETAIL

SCALE: 3"       =    1'-0"8 DETAIL

SCALE: 3"       =    1'-0"10DETAIL

SCALE: 1 1/2"=    1'-0"11DETAIL

SCALE: 1 1/2"=    1'-0"12DETAIL

DETAIL AT PAVING
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EL 6.16.04

7.46.03

7.46.02

6.16.04

5.44.06

9.29.01

6.16.05

2.01.27

7.46.04

7.46.01

5.44.05

7.92.04

2.01.10

6.16.04

1/
2"

SCHEDULED WALL
COORDINATE w/
WALL SECTIONS

9.92.08

SCHEDULED COLUMN

7.92.04 BOTH SIDES

1/
2"

SCHEDULED WALL
COORDINATE w/
WALL SECTIONS

9.92.08

SCHEDULED COLUMN

7.92.04 BOTH SIDES

COORDINATE WITH
WALL SECTIONS

5.44.06
7.21.05

9.29.01

5.12.01

9.29.01

7.21.01
9.22.08

9.29.01

5.12.01

9.29.01

7.21.01
9.22.05

9.29.01

5.12.01

SCHEDULED EQUIPMENT CURB
PROVIDED BY H.C. AND INSTALLED
BY G.C. COORDINATE LOCATION

w/ MECHANICAL DRAWINGS.

SCHEDULED ROOFTOP EQUIPMENT
BY H.C. COORDINATE LOCATION

w/ MECHANICAL DRAWINGS.

EQUIPMENT STRUCTURAL STEEL
SUPPORT BY G.C. COORD. w/
STRUCTURAL DWGS.

7.53.04

2.01.18

2.01.37

6.10.04
7.62.02

2.01.18

7.53.08

23.01.04

23.01.03

7.53.08

S/S CLAMPING RING BY
P.C. COORDINATE
PLUMBING DRAWINGS.

VENT BY P.C.
COORDINATE PLUMBING
DRAWINGS.

2.01.37

PREMOLDED SEAL BY
P.C. COORDINATE
PLUMBING DRAWINGS.

7.53.09

KEY NOTES
02 DEMOLITION
2.01 EXISTING CONDITIONS
2.01.10 EXISTING INSULATED METAL PANEL TO REMAIN.
2.01.18 EXISTING EPDM MEMBRANE ROOF MEMBRANE. G.C. TO

PROTECT AS REQUIRED IN AREAS OF WORK.
2.01.27 EXISTING CMU WALL TO REMAIN.
2.01.37 EXISTING METAL ROOF DECK TO REMAIN.
2.41 SELECTIVE DEMOLITION | SPEC 024119
2.41.62 G.C. TO NEATLY CUT AND REMOVE EXISTING EPDM

ROOFING AND INSULATION. AS REQUIRED FOR ROOF TOP
UNIT. H.C. TO PROVIDE LOCATIONS OF ROOF TOP UNIT.

04 MASONRY
4.22 CMU MASONRY | SPEC 042000
4.20.05 8" CMU GROUTED SOLID. COORINDATE WITH STRUCTURAL

DRAWINGS.
4.43 MANUFACTURED MASONRY VENEER | SPEC 047300
4.43.01 MANUFACTURED MASONRY VENEER

05 METALS
5.12 STRUCTURAL STEEL FRAMING | SPEC 051200
5.12.01 STEEL COLUMN; COORDINATE WITH STRUCTURAL

DRAWINGS.
5.44 COLD FRAMED METAL FRAMING | SPEC 054000
5.44.05 3 5/8" STRUCTURAL METAL STUDS @ 16 O.C. COORINDATE

WITH STRUCTURAL DRAWINGS.
5.44.06 8" STRUCTURAL METAL STUDS @ 16 O.C. COORINDATE WITH

STRUCTURAL DRAWINGS.

06 WOODS, PLASTICS AND COMPOSITES
6.10 ROUGH CARPENTRY | SPEC 061000
6.10.04 2X PRESERVATIVE TREATED WOOD BLOCKING
6.16 SHEATHING | SPEC 061600
6.16.04 2" STRUCTURAL INSULATED WALL SHEATHING
6.16.05 TAPE SEAM

07 THERMAL AND MOISTURE PROTECTION
7.21 THERMAL INSULATION | SPEC 072100
7.21.01 MINERAL WOOL SOUND ATTENUATING BATT INSULATION
7.21.04 R-19  BATT INSULATION
7.21.05 2" RIGID INSULATION
7.46 SIDING | SPEC 074646
7.46.01 SOLID PHENOLIC PANELS WOOD LOOK WITH CLIP SYSTEM.

COLOR 1.
7.46.02 SOLID PHENOLIC PANELS WITH EXPOSED FASTERNS. COLOR

2.
7.46.03 MANUFACTURE STANDARD ATTACHMENT FOR EXPOSED

FASTERNS
7.46.04 MANUFACTURE STANDARD ATTACHMENT FOR CLIP SYSTEM.
7.53 ELASTOMERIC ROOFING | SPEC 075323
7.53.04 PATCH AREA SHOWN AROUND NEW ROOF TOP UNITS WITH

EPDM MEMBRANE TO MATCH EXSTING MEMBRANE
THICKNESS AND TO MAINTAIN EXISTING WARRANTY. EPDM
TO EXTEND UP FACE OF ROOF TOP CURB.

7.53.08 EPDM FLASHING OVER DUCT SUPPORT BY G.C.
COORINDATE WITH MECHANICAL DRAWINGS.

7.62 SHEET METAL FLASHING/TRIM | SPEC 076200
7.62.02 METAL FLASHING WITH HEMMED EDGE
7.92 JOINT SEALANTS | SPEC 079200
7.92.04 CONTINOUS SEALANT WITH BACKER ROD

09 FINISHES
9.22 NON-STRUCTURAL METAL FRAMING | SPEC 092216
9.22.02 2 1/2" METAL STUD AT 16" O.C.
9.22.05 3 5/8" METAL STUD SOFFIT FRAMING AT 16" o.c.
9.22.08 6" METAL STUDS AT 16" O.C.
9.29 GYPSUM BOARD | SPEC 092900
9.29.01 5/8" GYPSUM BOARD
9.92 INTERIOR PAINTING | SPEC 099123
9.92.08 PREP AND PAINT (PRIMER AND TWO (2) COATS) ENITRE

STRUCTURE, INCLUDING ALL STEEL JOISTS / BEAMS,
EXPOSED ANCHORS, EXPOSED COLUMNS, AND
ACCESSORIES WITH DRYFALL PAINT, BY GC.

23 HVAC | BY H.C.
23 WORK DESCRIBED IN THESE KEYNOTES IS THE RESPONSIBLITY

OF THE H.C. UNLESS NOTED OTHERWISE. COORDINATE WITH
MECHANICAL DRAWING.

23.01 ROOF TOP UNITS
23.01.03 NEW DUCT SUPPORTS PROVIDED BY H.C.
23.01.04 NEW DUCT PROVIDED BY H.C.

SCALE: 1 1/2"=    1'-0"1 PLAN DETAIL

SCALE: 3"       =    1'-0"15PLAN DETAIL

SCALE: 1 1/2"=    1'-0"2 PLAN DETAIL
SCALE: 1 1/2"=    1'-0"4 PLAN DETAIL

SCALE: 1 1/2"=    1'-0"3 PLAN DETAIL
SCALE: 1 1/2"=    1'-0"5 PLAN DETAIL

SCALE: 1 1/2"=    1'-0"6 PLAN DETAIL
SCALE: 1 1/2"=    1'-0"11DETAIL

SCALE: 1 1/2"=    1'-0"10DETAIL
SCALE: 1 1/2"=    1'-0"9 DETAIL

SCALE: 1 1/2"=    1'-0"8 DETAIL
SCALE: 1 1/2"=    1'-0"7 DETAIL

SCALE: 1 1/2"=    1'-0"12ROOF CURB DETAIL
NOT TO SCALE13DUCT SUPPORT ON ROOF

NOT TO SCALE14VENT THROUGH ROOF
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6.10.04

SCHEDULED DOOR

5.50.08

5.50.08

7.92.04

3.30.16

7.21.05

9.22.10

5.12.04
9.96.03

5.12.06
9.96.03
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9.96.03

5.12.07
9.96.03

5.12.08
9.96.03

5.12.08
9.96.03

32.12.03

32.12.04

KEY NOTES
03 CONCRETE
3.30 CAST-IN-PLACE CONCRETE | SPEC 033000 | 032000
3.30.16 COMPRESSIBLE JOINT FILLER

05 METALS
5.12 STRUCTURAL STEEL FRAMING | SPEC 051200
5.12.04 1-1/2" STEEL DECK; COORDINATE w/ STRUCTURAL

DRAWINGS.
5.12.06 2" x 4" TUBE STEEL COLUMN; COORDINATE w/ STRUCTURAL

DRAWINGS.
5.12.07 12" C-CHANNEL FRAMING; COORDINATE w/ STRUCTURAL

DRAWINGS.
5.12.08 8" C-CHANNEL FRAMING; COORDINATE w/ STRUCTURAL

DRAWINGS.
5.12.10 STEEL PLATE; COORDINATE w/ STRUCTURAL DRAWINGS.
5.50 METAL FABRICATIONS | SPEC 055000 I SPEC 055213
5.50.08 METAL BOX HEADER COORINDATE WITH STRUCTURAL

DRAWINGS.

06 WOODS, PLASTICS AND COMPOSITES
6.10 ROUGH CARPENTRY | SPEC 061000
6.10.04 2X PRESERVATIVE TREATED WOOD BLOCKING
6.16 SHEATHING | SPEC 061600
6.16.02 1/2" PLYWOOD SHEATHING

07 THERMAL AND MOISTURE PROTECTION
7.21 THERMAL INSULATION | SPEC 072100
7.21.05 2" RIGID INSULATION
7.53 ELASTOMERIC ROOFING | SPEC 075323
7.53.06 1/2" COVER BOARD,
7.53.07 FULLY ADHERED 90 MIL EPDM ROOFING FOR ENTIRE

CANOPY.
7.62 SHEET METAL FLASHING/TRIM | SPEC 076200
7.62.06 PREFINISHED 3" � DOWNSPOUT WITH MITERED ELBOWS

FURNISH WITH METAL HANGERS FROM SAME MATERIAL AS
DOWNSPOUT AND ANCHORS. CONNECT TO
UNDERGROUND STORM WATER SYSTEM.

7.62.08 4" x 4" ALUMINUM SCUPPER BOX w/ DRAINAGE HOLE
MOUNTED TO CANOPY STRUCTURE.

7.92 JOINT SEALANTS | SPEC 079200
7.92.04 CONTINOUS SEALANT WITH BACKER ROD

09 FINISHES
9.22 NON-STRUCTURAL METAL FRAMING | SPEC 092216
9.22.10 ALUMINUM SOFFIT
9.96 HIGH-PERFORMANCE COATING I SPEC 099600
9.96.03 PREP, PRIME, PAINT TWO (2) COATS ENTIRE CANOPY WITH

HIGH PERFORMANCE COATING.

32 EXTERIOR IMPROVEMENTS
32.12 ASPHALT PAVING | SPEC 321216
32.12.03 ASPHALT PAVING
32.12.04 CRUSHED STONE
32.20 SITEWORK
32.20.02 NEW 8" PVC STORMWATER PIPING. COORINDATE WITH

ROOF DRAIN COLLECTOR DETAIL. PROVIDE POSTIVE SLOPE
AND TIE INTO EXISTING STORMWATER SYSTEM AS SHOWN.
INCLUDE EXCAVATION, REMOVE OF EXISTING STORM LINE,
AND BACKFILL AS REQUIRED.

SCALE: 3/4"   =    1'-0"5 CANOPY SECTION DETAIL

SCALE: 3/4"   =    1'-0"2 CANOPY ROOF PLAN
SCALE: 3/4"   =    1'-0"3 CANOPY SCUPPER DETAIL

SCALE: 3/4"   =    1'-0"1 ENLARGED FLOOR PLAN

SCALE: 3/4"   =    1'-0"4 CANOPY ELEVATION

SCALE: 3/4"   =    1'-0"6 CANOPY DETAIL
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26'

RELOCATED
FLAG POLE

EDGE OF PROPOSED PAVING TO
MATCH EDGE OF EXISTING PAVING
AT SAWCUT LINE. (REFER TO PLAN
NO. C-2 FOR SAWCUT LINE)

PROPOSED
CONCRETE
CURB

R18.2'

CONCRETE
BASE FOR
FLAG POLE

PROPOSED CURB TO
MATCH TOP & BOTTOM
OF EXIST. CURB

287.79

287.57

287.44

28
8

5
A-504

9' DIAMETER
CONCRETE PAD

36'-4 1/2"

6'-0"12
'-6

"
6'

-0
"

8"

2'-
0" 23'-0"

14'-5"

3'-3"

15'-8" 3'-10" 3'-4"1'
-2

"

14
'-0

"
15

'-8
"

7'
-0

"

6"

3'
-0

"
11

'-8
"

3'
-0

"
11

'-8
"

3'
-0

"
11

'-8
"

3'
-0

"

3'-0" 10'-10" 3'-0" 10'-11" 3'-0" 10'-10" 3'-0"

3'-
0"

7
A-504

32.17.01

32.13.01

32.92.04

SCORELINE (TYP)

2.01.15

32.33.02

32.33.02

32.13.03

32.13.01
SCORE LINE.
TYP.

EXIST.
TRNSFRMR

1,700 SQ. FT.

800 SQ. FT.

TYP.

TYP.

32.92.04

32.13.02

32.12.02

100 SQ. FT.

3'-0" 

RELOCATED EXISTING FLAG POLE

CONCRETE FLAGPOLE
BASE (SEE CIVIL
DRAWINGS)

3/4" DIAx16" LONG
ANCHOR BOLTS.
CONFIGURATION AND
QUANTITY TO MATCH
EXISTING FLAGPOLE AND
REMOVED EXISTING
FOUNDATION

3/4" DIA. STEEL
LIGHTNING GROUND

POURED CONCRETE FOUNDATION

9' DIAMETER CONCRETE PAD

1'
-6

"

1/
4"

2'-0" 8"

3"
4"

32.13.0232.12.02 32.13.03

3'
-0

"
5'

-4
"

8"

2'-0"

4.20.05
9.96.01

3.45.01

3.30.15

2.01.36

2.01.29

32.92.02

NOTE: IT IS ANTICAPATED THAT THERE ARE UNDERGROUND
CONDUIT EXTENDING FROM TRANSFORMER AND INTO
BUILDING. USE EXTREME CAUTION WHEN EXCAVATING.

T.O. SLAB
0'-0"

T.O. MASONRY
5'-4"

B.O. FOUNDATION
-3'-0"

UP

6
A-504

5'
-6

"
SI

X 
(6

) R
IS

ER
S 

7"
 M

A
X

6'
-0

"

3'-11"
SIX (6) TREADS @ 11" MAX

3'-0 1/2"

5'-0"

4'
-0

"
10

'-5
"

1'
-8

"

7"

6'-2"

3.30.17

2.01.31

2.01.31

2.01.20

5.50.04

3.30.04

5.51.07

5.51.02

3.30.04
PAVING EXPANSION JT
AND SEALANT, TYPICAL

AROUND CONCRETE PAD

2.01.15

CL

CL

2'
-0

"

1'-0" 4'-7"
SIX (6) TREADS @ 11" MAX

1'-0"

4"
EQ

EQ

3'
-0

"

3'
-6

"

1'-0"8"8"

APPROX. GRADE
-3'6"

T.O. SLAB
0'-0"

5.51.045.51.045.51.04

FACE OF WALL

CHAMFER EDGE5.51.04

5.51.06

5.51.07

5.51.02

3'
-0

"
3'

-6
"

SI
X 

(6
) R

IS
ER

S 
7"

 M
A

X

3.30.15 3.30.15

2'-
0"

 M
IN

.
6'-0" MIN.

2'-0" MAX.

32.20.03

32.20.02

EXISTING
FOOTING

BU
ILD

IN
G 

W
AL

L

COLLECTOR LINE @
0.5% (MIN)

CLEANOUT TO BE SAME SIZE AS
PIPE (ADJUST TO FINISH GRADE)

FINISH GRADE

SEE PLAN FOR SIZE
@ 0.5% (MIN)

10
A-504

32.20.02

32.20.02

TIE INTO EXISTING STORM WATER SYSTEMTIE INTO EXISTING STORM WATER SYSTEM

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

7.62.06
32.20.03

3'-
0"

3'-
0"

1'-0" 1'-0"

6" DIA. HOLLOW STEEL
POST W/ CONC. INFILL

SEALANT AND
JOINT FILLER

FINISH GRADE

NEW CONC. FOOTING

DOME TOP

KEY NOTES
02 DEMOLITION
2.01 EXISTING CONDITIONS
2.01.15 EXISTING RETAINING WALL TO REMAIN
2.01.20 EXISTING RAILING TO REMAIN.
2.01.29 EXISTING CONCRETE SLAB TO REMAIN.
2.01.31 EXISTING BOLLARD TO REMAIN.
2.01.36 EXISTING CONCRETE FOOTING TO REMAIN.

03 CONCRETE
3.30 CAST-IN-PLACE CONCRETE | SPEC 033000 |

032000
3.30.04 CAST-IN-PLACE CONCRETE PAD WITH

DRAINAGE FILL. COORIDNATE WITH
STRUCTURAL DRAWING.

3.30.15 CONCRETE FOUNDATION COORINDATE WITH
STRUCTURAL DRAWINGS.

3.30.17 NEW CAST IN PLACE CONCRETE STAIR.
3.45 PRECAST ARCHITECTURAL CONCRETE

COORDINATE WITH STRUCTURAL DRAWINGS
3.45.01 CONCRETE CAP

04 MASONRY
4.22 CMU MASONRY | SPEC 042000
4.20.05 8" CMU GROUTED SOLID. COORINDATE WITH

STRUCTURAL DRAWINGS.

05 METALS
5.50 METAL FABRICATIONS | SPEC 055000 I SPEC

055213
5.50.04 CONCRETE FILLED PIPE BOLLARDS.
5.51 METAL STAIRS | SPEC 055100
5.51.02 1 1/2" DIA. METAL PIPE GUARDRAIL AT 42" HT.

AND HANDRAIL AT 36" HT. PREP AND PAINT.
5.51.04 12" STEEL CHANNEL STRINGER, PREP AND

PAINT.
5.51.06 4"x4" STEEL POST. PREP AND PAINTED (2

COATS).
5.51.07 STEEL DIAMOND PLATE LANDING.

07 THERMAL AND MOISTURE
PROTECTION

7.62 SHEET METAL FLASHING/TRIM | SPEC 076200
7.62.06 PREFINISHED 3" � DOWNSPOUT WITH MITERED

ELBOWS FURNISH WITH METAL HANGERS FROM
SAME MATERIAL AS DOWNSPOUT AND
ANCHORS. CONNECT TO UNDERGROUND
STORM WATER SYSTEM.

09 FINISHES
9.96 HIGH-PERFORMANCE COATING I SPEC

099600
9.96.01 PREP, PRIME, PAINT (2 COATS) ENTIRE SURFACE

WITH HIGH PERFORMANCE COATING.

32 EXTERIOR IMPROVEMENTS
32.12 ASPHALT PAVING | SPEC 321216
32.12.02 NEATLY CUT AND REMOVE EXISTING ASPHALT

AND EXCAVATE FOR NEW PAVERS. BACKFILL
AND PATCH ASPHALT AS SHOWN.
COORDINATE PAVING SECTION AND
DRAINAGE BASE DEPTH WITH CIVIL
DRAWINGS.

32.13 CONCRETE PAVING | SPEC 321313 I 321373
32.13.01 CONCRETE SIDEWALK OVER DRAINAGE FILL.

COORDINATE WITH CIVIL DRAWINGS.
32.13.02 CONCRETE CURB. COORDINATE WITH CIVIL

DRAWINGS.
32.13.03 STAMPED CONCRETE. COORDINATE WITH

STAMP PATTERN DETAIL.
32.17 TACTILE WARNING SURFACING I SPEC 321726
32.17.01 24"X24" TACTILCLE WARNING TILE.
32.20 SITEWORK
32.20.02 NEW 8" PVC STORMWATER PIPING.

COORINDATE WITH ROOF DRAIN COLLECTOR
DETAIL. PROVIDE POSTIVE SLOPE AND TIE INTO
EXISTING STORMWATER SYSTEM AS SHOWN.
INCLUDE EXCAVATION, REMOVE OF EXISTING
STORM LINE, AND BACKFILL AS REQUIRED.

32.20.03 6" PVC STORMWATER PIPING EXTENSION FROM
DOWNSPOUT. COORDINATE LOCATIONS WITH
EXTERIOR ELEVATIONS.

32.33 SITE FURNISHINGS
32.33.02 GFRC CONCRETE PLANTER. (BASIS OF DESIGN:

TOURNESOL SITEWORKS; URBAN COLLECTION;
PART NO. UCR-3600; 36"X30"X34" OR EQUAL)

32.92 TURF AND GRASSES | SPEC 329200
32.92.02 #4 WASHED RIVER STONE.
32.92.04 BACKFILL TO FINISH FLUSH WITH ADJACENT

GRADE AND PROVIDE SEED, BY G.C.

SCALE: 1/8"   =    1'-0"1 FLAG POLE RELCOATION PLAN

SCALE: 1/8"   =    1'-0"2 ENTRANCE PLAN

SCALE: 3/4"   =    1'-0"5 FLAGPOLE FOUNDATION DETAIL
SCALE: 1"       =    1'-0"7 PAVER CURB

SCALE: 3/4"   =    1'-0"4 STAMP PATTERN DETAIL

SCALE: 3/4"   =    1'-0"3 WALL SECTION

8 ENLARGED PLAN
SCALE: 1/2"   =    1'-0" SCALE: 1/2"   =    1'-0"9 STAIR SECTION

SCALE: 1"       =    1'-0"10ROOF DRAIN COLLECTOR DETAIL
SCALE: 1"   = 30'11RWC PLAN

SCALE: 3/4"   =    1'-0"6 BOLLARD DETAIL

THIS WORK CANNOT TAKE PLACE
DURING ELECTION (5/16 AND
11/11) AND 2 WEEKS BEFORE.

B

HERRINGBONE BRICK PATTERN CONCRETE STAMP
(BASIS OF DESIGN: WALTOOLS, OLDE TOWN
HERRINGBONE BRICK)



APPROXIMATE LOCATION OF
PROPOSED RWC TIE-IN.

ADDENDUM TO A-504
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"
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5
A-602

5
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5
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2'
-8

"
5'

-2
"

3'-8"

7'
-1

0"

3'
-8

"
4'

-0
"

4'-0"

7'
-8

"

W1

TG

W2

SG

W HT THK HEAD JAMB SILL

G002A CORR. PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 9 CARD ACCESS

G002B CORR. PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 3 90 MINS

G002C CORR. PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 4 90 MINS CARD ACCESS

G008 J.C. PA SC/WD 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 1

G009 BREAK AREA PA SC/WD 3'-0" 7'-0" 1 3/4" F2 HM A601/2 A601/2 2

G010 HALL PA SC/WD 2'-0"/3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 4 CARD ACCESS

G011 STORAGE W/ CAGES PA HM (2)3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 5 CARD ACCESS

G012A LOBBY PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 4 CARD ACCESS

G012B LOBBY PA SC/WD 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 2 CARD ACCESS

G012C LOBBY PA SC/WD 3'-0" 7'-0" 2 3/4" F2 HM A601/3 A601/3 20

G013A SHARED LARGE MEETING ROOM PA SC/WD 3'-0" 7'-0" 1 3/4" F3 HM A601/9 A601/9 1

G013B SHARED LARGE MEETING ROOM PA SC/WD 3'-0" 7'-0" 1 3/4" F3 HM A601/9 A601/9 1

G014 CHAIR/TABLE STOR. AV EQUIP PA SC/WD 3'-0" 7'-0" 1 3/4" F2 HM A601/2 A601/2 1

G015A FACILITIES STORAGE PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 2 CARD ACCESS

G015B FACILITIES STORAGE PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 2 45MINS CARD ACCESS

G017A CORR. PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 5 45MINS CARD ACCESS

G017B CORR. PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 16 45MINS CARD ACCESS

G017C CORR. PA SC/WD 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 8 45MINS CARD ACCESS

G017D CORR. PA HM 3'-0" 7'-0" 1 3/4" F2 HM A601/4 A601/4 9 CARD ACCESS; REVERSE DOOR SWING IN EXISTING OPENING

G019A VEST. SFA AL/GL (2)3-0" 7'-0" 1 3/4" SF1 AL/GL A601/5 A601/5 10 CARD ACCESS

G019B VEST. SFA AL/GL (2)3-0" 7'-0" 1 3/4" SF1 AL/GL A601/6 A601/6 10 CARD ACCESS

G100A PROPSOED FED OFFICE SUITE PA SC/WD 3'-0" 7'-0" 1 3/4" F3 HM A601/1 A601/1 11 CARD ACCESS

G100B PROPSOED FED OFFICE SUITE PA HM 3'-0" 7'-0" 1 3/4" F2 HM A601/11 A601/11 TH1 9 CARD ACCESS

G100C PROPSOED FED OFFICE SUITE PA HM 3'-0" 7'-0" 1 3/4" F2 HM A601/11 A601/11 TH1 9 CARD ACCESS

G200A RECP. PA SC/WD 3'-0" 7'-0" 1 3/4" F3 HM A601/2 A601/2 20 CARD ACCESS

G200B RECP. PA SC/WD 3'-0" 7'-0" 1 3/4" F3 HM A601/2 A601/2 11 CARD ACCESS

G203 SECURED STORAGE PA SC/WD 3'-0" 7'-0" 1 3/4" F1 HM A601/2 A601/2 2

G204 BCCD MEETING/ TRAINING ROOM PA SC/WD 3'-0" 7'-0" 1 3/4" F3 HM A601/2 A601/2 12

G205 HALLWAY PA HM 3'-0" 7'-0" 1 3/4" F2 HM A601/11 A601/11 TH1 9 CARD ACCESS

G206 DIRECTOR SFB AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

G207 OFFICE MGR. SFB AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

G208 URBAN OFFICE SFB AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

G209 WATERSHED SFB AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

G210 AG OFFICE SFB AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

G211 ED. & OUT REACH SFB AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

G212 INSECT OFFICE SFA AL/GL 3'-0" 7'-0" 1 3/4" SF2 AL/GL A601/5 A601/5 13

G215 CHEM. STOR. PA SC/WD 3'-0" 7'-0" 1 3/4" F2 HM A601/2 A601/2 1

G216A BULK STORAGE PA SC/WD (2)3-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 4 45MINS CARD ACCESS

G216B BREAK AREA PA SFB 3'-0" 7'-0" 1 3/4" CW2 AL/GL TH1 10 CARD ACCESS

G218 IT PA SC/WD 3'-0" 7'-0" 1 3/4" F2 HM A601/2 A601/2 1

G219 FILES/ STORAGE PA SC/WD 3'-0" 7'-0" 1 3/4" F2 HM A601/2 A601/2 1

G300A FORENSICES GARAGE PA HM (2)3-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 16 45MINS CARD ACCESS

G300B FORENSICES GARAGE PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/4 A601/4 TH1 9 CARD ACCESS

G300C FORENSICES GARAGE OH1 STL 12'-0" 14'-0" 2" 18 INSTALL DOOR ON EXISTING FRAME/TRACK

G301 FORENSICES STORAGE PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 17 CARD ACCESS

G400 ADMIN PA SC/WD 3'-0" 7'-0" 1 3/4" F3 HM A601/9 A601/9 11 CARD ACCESS

G402 CONFERENCE RM. PA SC/WD 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 12

G403 BREAK AREA PC SC/WD 3'-0" 7'-0" 1 3/4" F2 HM A601/13 A601/13 19

G404 ELEC. SHOP PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 12

G405 PLUMBING SHOP PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 12

G406A CARPENTER SHOP PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 12

G406B CARPENTER SHOP PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 12

G406C CARPENTER SHOP PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 20 CARD ACCESS

G406D CARPENTER SHOP PA HM (2)3'-0" 7'-0" 1 3/4" F1 HM A601/8 A601/8 TH1 9 CARD ACCESS

G407 HVAC SHOP PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 12

G408 STOR. PA SC/WD 3'-0" 7'-0" 1 3/4" F2 HM A601/2 A601/2 2

G409 OFFICE B AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

G410 OFFICE B AL/GL 3'-0" 7'-0" 1 3/4" SF3 AL/GL A601/5 A601/5 13

TMG 1 MEN'S TOILET ROOM PA SC/WD 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 TH2 21

TWG 1 WOMANS'S TOILET ROOM PA SC/WD 3'-0" 7'-0" 1 3/4" F1 HM A601/1 A601/1 TH2 21

TUG 1 LAV. PA HM 3'-0" 7'-0" 1 3/4" F1 HM A601/3 A601/3 TH2 22 45MINS

SET #

1 HINGES, CLOSER, LOCKSET (CLASSROOM)

2 HINGES, LOCKSET (CLASSROOM)

3 HINGES, CLOSER, SMOKE SEAL, RIM TYPE EGRESS

4 HINGES, LOCKSET ON ACTIVE PANEL (CLASSROOM), LATCH AT TOP / BOTTOM ON INACTIVE LEAF, POWER FOR CARD ACCESS

5 HINGES, LOCKSET (CLASSROOM) WEATHER STRIP, THRESHOLD, POWER FOR CARD ACCESS

6 HINGES, RIM TYPE EGRESS, POWER FOR CARD ACCESS

7 HINGES, CLOSER, LOCKSET (PRIVACY)

8 HINGES, CLOSER, SMOKE SEAL, RIM TYPE EGRESS, POWER FOR CARD ACCESS

9 HINGES, CLOSER, RIM TYPE EGRESS, WEATHER STRIP, POWER FOR CARD ACCESS

10 SF MANUF. STD. PULL/EGRESS BAR, ELEC. LOCKSET, POWER FOR CARD ACCESS, THRESHOLD, ASTRAGAL WEATHER STRIPPING

11 HINGES, CLOSER, LOCKSET (PRIVACY), POWER FOR CARD ACCESS

MATL

DETAILID
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HARDWARE ID DOORS LOCK/LATCH FUNCTION
MORTISE (M)/

BORED (B)

HARDWARE

OUTSIDE

HARDWARE

INSIDE
HINGE

ELECTRIC LOCK & 

POWER TRANSFER

CONTACT POSITION 

SWITCH
CARD/KEY FOB READER CLOSER / HOLD-OPEN STOP/BUMPER KICK PLATE GASKET

FLOOR 

SWEEP
 THRESHOLD ACCESSORIES   NOTES

1
G008, G013A, G013B, G014,  

G215, G218, G219
CLASSROOM M LEVER LEVER 1.5 PAIR CLOSER WALL STOP

2
G009, G012B, G015A, G015B, 

G203, G408
CLASSROOM M LEVER LEVER 1.5 PAIR WALL STOP

3 G002B RIM TYPE EGRESS B LEVER PANIC BAR 1.5 PAIR CLOSER WALL STOP YES

4 G002C, G012A, G010, G216A CLASSROOM (ACTIVE) M LEVER LEVER 1.5 PAIR YES YES YES WALL STOP TOP/BOTTOM LATCH ON INACTIVE LEAF

5 G017A, G011, G215A CLASSROOM M LEVER LEVER 1.5 PAIR YES YES YES YES YES ALUM

6 RIM TYPE EGRESS B LEVER PANIC BAR 1.5 PAIR YES YES YES

7 PRIVACY M LEVER LEVER 1.5 PAIR

8 G017C RIM TYPE EGRESS B LEVER PANIC BAR 1.5 PAIR YES YES YES YES

9
G002A, G017D, G100B, 

G100C, G205, G300B, G406D
RIM TYPE EGRESS B LEVER PANIC BAR 1.5 PAIR YES YES YES YES

10 G019A, G019B, G216B PUSH/PULL B PULL PUSH CONT. YES YES YES CLOSER YES ALUM ASTRAGAL

11 G100A, G200B, G400 PRIVACY M LEVER LEVER 1.5 PAIR YES YES YES

12
G204, G402, G404, G405, 

G406A, G406B, G406C, G407
PASSAGE M LEVER LEVER 1.5 PAIR

13

G206, G207, G208, G209, 

G210, G211, G212, G409, 

G410

PUSH/PULL

14 CLASSROOM M LEVER LEVER 1.5 PAIR YES YES YES YES TOP/BOTTOM LATCH ON INACTIVE SIDE

15 PUSH/PULL B PULL PANIC BAR CONT. YES YES YES CLOSER YES ALUM

16 G300A CLASSROOM M LEVER LEVER 1.5 PAIR YES YES YES YES

17 G301 CLASSROOM M LEVER LEVER 1.5 PAIR YES YES YES

18 G300C OVERHEAD DOOR MFG. STD

19 G403 BI-FOLD STANDARD BI-FOLD

20 G012C, G200A, G406C PASSAGE M LEVER LEVER 1.5 PAIR YES YES YES

21 TMG1, TWG1 PUSH/PULL PUSH PULL 1.5 PAIR MARBLE

22 TUG1 PRIVACY M LEVER LEVER 1.5 PAIR YES MARBLE

GENERAL HARDWARE NOTES

1 PROVIDEFRAME SILENCER INSERTS AT ALL HOLLOW METAL DOOR FRAMES NOT INDICATED FOR FULL GASKET

2 US32D FINISH EQUIVALENT TO BHMA FINISH 630 - SATIN STAINLESS STEEL

3 "LDW" KICKPLATE INDICATES WIDTH TO BE 2" LESS THAN HOST DOOR WIDTH

4 ALL HINGES AT INTERIOR DOORS TO BE PLATED STEEL; EXTERIOR DOOR HINGES TO BE STAINLESS STEEL

5 STOREFRONT DOOR HARDWARE TO MATCH STOREFRONT FINISH

6 PROVIDE TRANSITION STRIPS AT ALL DOOR LOCATIONS WHERE FLOOR FINISH CHANGES; SIZE TO ACCEPT ADJACENT FINISHES

7 ALL HANDLE-INTEGRATED LOCK FUNCTIONS TO BE ADA-COMPLIANT PUSH-BUTTON

8 ALL CYLINDERS AND PERMANENT CORES TO BE SARGENT.

9 CARD ACCES DOOR OPERATION: DOOR NORMALLY CLOSED AND LOCKED;

ENTRY BY VALID CARD CREDENTIAL OR KEY OVERRIDE;

FREE EGRESS FROM DIRECTION OF TRAVEL AT ALL TIMES

DOOR HARDWARE SCHEDULE | SPEC: 087111

UTILIZE EXISTING TRACK AND OPENER

2'
-0

"
10

'-0
"

10'-0"

OH1

TGTGTG

SCALE: 1/4"   =    1'-0"1 CURTAINWALL TYPES I SPEC: 084413

SCALE: 1/4"   =    1'-0"5 STOREFRONT TYPES I SPEC: 084113
SCALE: 1/4"   =    1'-0"6 HM WINDOW TYPES I SPEC: 081113

SCALE: 1/4"   =    1'-0"10STOREFRONT FRAME TYPE I SPEC: 084113
SCALE: 1/4"   =    1'-0"9 STOREFRONT DOOR PANEL I SPEC: 084113

SCALE: 1/4"   =    1'-0"8 HM FRAME TYPE I SPEC: 081113
SCALE: 1/4"   =    1'-0"7 DOOR PANELS | SPEC: 081113/081416

SCALE: 1/4"   =    1'-0"11SECTIONAL DOOR I SPEC: 083613

GLAZING TYPES | SPEC: 088000/088853
IG - INSULATED GLAZING
G - MONOLITHIC GLAZING
TG - TEMPERED GLAZING
SG - SECURITY GLAZING

GENERAL DOOR NOTES
1.  ALL HOLLOW METAL DOORS AND FRAMES IN EXTERIOR WALLS SHALL BE GALVANIZED AND INSULATED. REFER TO SPECIFICATIONS
2.  ALL METAL THRESHOLDS SHALL BE SET IN A BED OF SEALANT.
3.  PROVIDE CONTINOUS SEALANT AT PERIMETER OF DOOR FRAMES, BOTH SIDES.
4.  AT EXTERIOR WALLS ALL STEEL LINTELS SHALL BE GALVANIZED AND PAINTED.
5. UNLESS OTHERWISE NOTED ALL WOOD DOORS SHALL BE PRIMED AND FIELD PAINTED. REFER TO SPECIFICATIONS. ALL HOLLOW METAL DOORS

AND FRAMES TO BE PRIMED AND PAINTED.
6. UNLESS NOTED "R.O." ( ROUGH OPENING), DIMENSIONS REPRESENT UNIT SIZES. SEE SCHEDULE FOR DOOR TYPES & HEIGHTS.
7. SEE SCHEDULE FOR GLASS TYPES
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KEY NOTES
04 MASONRY
4.22 CMU MASONRY | SPEC 042000
4.20.02 MASONRY LINTEL FOR WIDTH OF OPENING. COORDINATE

WITH STRUCTURAL DRAWINGS.

05 METALS
5.12 STRUCTURAL STEEL FRAMING | SPEC 051200
5.12.01 STEEL COLUMN; COORDINATE WITH STRUCTURAL

DRAWINGS.
5.50 METAL FABRICATIONS | SPEC 055000 I SPEC 055213
5.50.08 METAL BOX HEADER COORINDATE WITH STRUCTURAL

DRAWINGS.

06 WOODS, PLASTICS AND COMPOSITES
6.10 ROUGH CARPENTRY | SPEC 061000
6.10.01 2X WOOD BLOCKING
6.16 SHEATHING | SPEC 061600
6.16.03 1/2" PLYWOOD FILLER
6.16.06 EXTEND FLASHING TAPE INTO OPENING

07 THERMAL AND MOISTURE PROTECTION
7.92 JOINT SEALANTS | SPEC 079200
7.92.01 CONTINOUS SEALANT

08 OPENINGS
8.11 HOLLOW METAL DOORS AND FRAMES | SPEC 081113
8.11.01 SCHEDULED DOOR AND FRAME
8.41 ALUMINUM STOREFRONTS | SPEC 084113
8.41.01 SCHEDULED ALUMINUM FRAMED STOREFRONT SYSTEM

09 FINISHES
9.92 INTERIOR PAINTING | SPEC 099123
9.92.02 PREP, PRIME, PAINT (TWO (2) COATS) ENTIRE DOOR FRAME

AND DOOR.

12 FURNISHINGS
12.36.1 SOLID SURFACE COUNTERTOP I SPEC 123661.16
12.36.03 SOLID SURFACE WINDOW SILL FOR WIDTH OF OPENING.SCALE: 3"       =    1'-0"1 DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"2 DOOR HEAD/JAMB DETAIL
SCALE: 3"       =    1'-0"3 DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"4 DOOR HEAD/JAMB DETAIL
SCALE: 3"       =    1'-0"5 DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"6 DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"8 DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"7 DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"9 DOOR HEAD/JAMB DETAIL
SCALE: 3"       =    1'-0"10DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"11DOOR HEAD/JAMB DETAIL
SCALE: 3"       =    1'-0"12DOOR HEAD/JAMB DETAIL

SCALE: 3"       =    1'-0"13HIGH WINDOW JAMB DETAIL

GENERAL NOTE
1. STOREFRONT WINDOW DETAILS ARE

SIMILAR IN NATURE.
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1/
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6" 6 7/8"4 1/2"

5 1/2"

6"

FINISH FLOORFINISH FLOORFINISH FLOOR FINISH FLOORFINISH FLOORFINISH FLOOR FINISH FLOORFINISH FLOOR FINISH FLOORFINISH FLOOR

SCHEDULED CEILING

1C

UNDERSIDE OF
DECK

ACOUSTICAL SEALANT
EA. SIDE OF WALL

5A

UNDERSIDE OF
EXIST. CLG.

SCHEDULED CEILING

CLIP ANGLE

6B 5K

8B

5

8A 3C

UNDERSIDE OF
NEW DECK

8B.1

SCHEDULED CEILING

1C.1

UNDERSIDE OF
NEW DECK

UNDERSIDE OF
DECK

ACOUSTICAL SEALANT
EA. SIDE OF WALL

6A

UNDERSIDE OF
DECK

ACOUSTICAL SEALANT
EA. SIDE OF WALL

7A.1

UNDERSIDE OF
DECK

4C.1

5C.1

ACOUSTICAL SEALANT
EA. SIDE OF WALL

2.01.27

2.01.27

4.20.05

4.20.07

4.20.05

9.22.04

9.22.04

9.65.01
9.65.01

9.65.019.65.01

9.65.01

7.92.02
9.65.01

7.92.02
9.65.01

7.92.02
9.65.01

6.16.026.16.026.16.026.16.02

7.21.01
9.22.08

7.21.01
9.22.04

7.21.01
9.22.04

7.21.01
9.22.04

7.21.01
9.22.04

7.92.02
7.92.02 7.92.027.92.02

9.22.01

9.29.01

9.29.019.29.019.29.01

9.29.01 9.29.019.29.01 9.29.01

9.29.019.29.01

9.29.01

3.45.02

9.22.02

9.22.02

TYPE 4C.1 ONLY

TYPE 5C.1 ONLY

TYPE 5A ONLY

TYPE 8A ONLY

TYPE 1C ONLY

TYPE 3C ONLY

TYPE 6B ONLY

TYPE 8B ONLY

REMOVE EXIST.
DOOR &
FRAME, INFILL
OPNG.

EXIST. MASONRY WALL

NOTE:  INFILL CMU BLOCK TO BE CENTER SCORED TO MATCH THE
ADJACENT EXISTING CMU, TYPICAL

REMOVE EXIST.
WINDOW &
FRAME, INFILL
OPNG.

NOTE: INFILL OPENINGS GREATER THAN
9 SQ. INCHES WITH NEW SOAP BLOCK

NEW SOAP
BLOCK

MORTAR IN NEW
SOAP BLOCK UNIT

STEP 1. CUT AWAY EXISTING
              MASONRY UNIT

STEP 2. MORTAR IN PLACE
              NEW SOAP BLOCK

7'
-4

"

2.01.274.20.02

4.20.04

4.20.124.20.12

COORDINATE WITH DUCT SIZE
SEE MECHANICAL DRAWINGS

C
O

O
RD

IN
A

TE
 W

ITH
D

UC
T 

SI
ZE

. S
EE

M
EC

H
A

N
IC

A
L

D
RA

W
IN

G
S

4"
MIN.4"

MIN.

TOOTH NEW CMU INTO
EXISTING TO CREATE DUCT
OPENING. CMU TO FIT
TIGHT TO DUCT (BY H.C.)

MASONRY LINTEL WITH 4"
MINIMUM BEARING, SEE NOTE
BELOW.

NEW/EXISTING MASONRY WALL

NEW DUCT WORK BY H.C.,
SEE MECHANICAL
DRAWINGS

NEW MASONRY LINTEL WITH
4" MINIMUM BEARING. SEE
NOTE BELOW

NEW DUCT WORK BY
H.C., SEE
MECHANICAL
DRAWINGS

VIEW A-A

ELEVATION

A

A

NOTES:
1. AT EXISTING CMU PARTITION, HC TO PROVIDE AND INSTALL MASONRY LINTEL.
2. AT NEW CMU PARTITION, GC TO PROVIDE MASONRY LINTEL. HC TO PROVIDE
OPENING SIZE AND LOCATION TO GC.

SCHEDULED WALL SCHEDULED WALL

CONTINUOUS BULLNOSE
AT ALL OUTSIDE CORNERS

EXISTING WALL

CONTINUOUS BULLNOSE
AT ALL OUTSIDE CORNERS

TOOTH IN MASONRY
TO EXISTING WALL EXISTING WALL

TOOTH IN MASONRY
TO EXISTING WALL

SCHEDULED WALL

ATTACH NEW CMU PARTITION TO
EXISTING CMU PARTITON WITH #5
HORIZ. BARS @ 24" O.C. VERTICAL.
DRILL AND GROUT INTO EXISTING
CMU WALL, 6" MIN. EMBED.

EXISTING CMU WALL

WING WALL OUTSIDE CORNER DETAIL

DETAIL AT NEW WALL CONSTRUCTION

WING WALL OUTSIDE CORNER DETAIL

DETAIL AT EXISTING CONSTRUCTION

DETAIL AT NEW WALL INTERSECTION WITH EXISTING

CONTINUOUS BULLNOSE
AT ALL WALL ENDS, BOTH SIDES

CONTINUOUS BULLNOSE
AT ALL WALL ENDS, BOTH SIDES

KEY NOTES
02 DEMOLITION
2.01 EXISTING CONDITIONS
2.01.27 EXISTING CMU WALL TO REMAIN.

03 CONCRETE
3.45 PRECAST ARCHITECTURAL CONCRETE COORDINATE WITH

STRUCTURAL DRAWINGS
3.45.02 8" PRECAST CONCRETE PLANK

04 MASONRY
4.22 CMU MASONRY | SPEC 042000
4.20.02 MASONRY LINTEL FOR WIDTH OF OPENING. COORDINATE

WITH STRUCTURAL DRAWINGS.
4.20.04 INFILL EXISTING OPENING WITH CMU TO MATCH EXISTING

WALL THICKNESS (ASSUMED TO BE 8") FINISH FLUSH WITH
ADJACENT SURFACE. TOOTH NEW CMU INTO EXISTING.

4.20.05 8" CMU GROUTED SOLID. COORINDATE WITH STRUCTURAL
DRAWINGS.

4.20.07 6" CMU
4.20.12 BULL NOSE CORNERS

06 WOODS, PLASTICS AND COMPOSITES
6.16 SHEATHING | SPEC 061600
6.16.02 1/2" PLYWOOD SHEATHING

07 THERMAL AND MOISTURE PROTECTION
7.21 THERMAL INSULATION | SPEC 072100
7.21.01 MINERAL WOOL SOUND ATTENUATING BATT INSULATION
7.92 JOINT SEALANTS | SPEC 079200
7.92.02 SEALANT ON EACH SIDE OF WALL

09 FINISHES
9.22 NON-STRUCTURAL METAL FRAMING | SPEC 092216
9.22.01 7/8" METAL FURRING CHANNELS AT 16" O.C.
9.22.02 2 1/2" METAL STUD AT 16" O.C.
9.22.04 3 5/8" METAL STUD FRAMING AT 16" o.c.
9.22.08 6" METAL STUDS AT 16" O.C.
9.29 GYPSUM BOARD | SPEC 092900
9.29.01 5/8" GYPSUM BOARD
9.65 RESILIENT BASE | SPEC 096513
9.65.01 4" HIGH RUBBER COVE BASE CONTINUOUS FOR PERIMETER

OF ROOM OR CORRDIER.SCALE: 1/2"   =    1'-0"1 PARTITION TYPES

SCALE: 1/2"   =    1'-0"3 CMU INFILL DETAIL
SCALE: 1"       =    1'-0"2 SOAP BLOCK DETAIL

SCALE: 1/2"   =    1'-0"4 TYPICAL CMU WALL OPENING

SCALE: 3/4"   =    1'-0"5 DUCT OPENINGS IN CMU
SCALE: 1 1/2"=    1'-0"6 TYPICAL CMU WALL END DETAILS

GENERAL SHEET NOTES
1.  PARTITION KEY INDICATES MAJOR TYPES OF PARTITIONS ONLY. FOR

ISOLATED CONDITIONS, SEE NOTES AND DETAILS.
2. FOR FINISHES, SEE FINISH SCHEDULE AND DRAWINGS IN A-700 SERIES.
3. SEAL ALL PIPE AND DUCT PENETRATIONS THROUGH WALLS AND PARTITIONS

(FOR SMOKE, ACOUSTICAL, AND FIRE STOP). SEALANT BY PRIME
CONTRACTOR MAKING THE PENETRATION.

4. DIMENSIONS NOTED DO NOT INCLUDE TILE, MORTAR OR VENEER
PANELING.

5. IN FINISHED SPACES, ALL PIPES, CONDUIT, DUCTS, ETC. SHALL BE
CONCEALED AND INSTALLED WITHIN PARTITIONS WHERE POSSIBLE. AT
CONDITIONS WHERE VERTICAL RUNS DO NOT FIT INTO PARTITION,PIPES,
ETC. SHALL BE CONCEALED WITH GYPSUM BOARD AND CMU SURROUNDS.
COORINDATE WITH MECH. AND ELEC. DRAWINGS FOR LIMITS.

6. PROVIDE WOOD BLOCKING AS REQUIRED IN METAL STUD PARTITIONS FOR
ANCHORING ALL ACCESSORIES AND DEVICES SHOWN AND/OR SPECIFIED
(I.E. SHELF STANDARDS, GRAB BARS, ETC) COORDINATE WITH ACCESSORY
MANUFACTURES RECOMMENDATIONS.

7. ALL CMU PARTITIONS WHICH DO NOT RECEIVE A TILE FINISH SHALL USE
BULLNOSE UNITS AT ALL OUTSIDE CORNERS CONDITIONS, UNLESS
OTHERWISE NOTED.

8. PARTITIONS ABOVE OPENINGS SHALL BE THE SAME AS THE PARTITIONS
BESIDE THE OPENING.

9. PROVIDE CEMENT BOARD BEHIND CERAMIC TILE IN LIEU OF GYPSUM
BOARD IN AREAS TO RECEIVE CERAMIC TILE. COORINDATE WITH FINISH
PLAN.
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OFFICE
G216

IT
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ADMIN
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9.51.02

9.51.03

9.51.05

9.51.06WP1

ACP1

REFLECTED CEILING PLAN LEGEND

WP2

ACP2

2x4 ACOUSTICAL PANEL

2x2 ACOUSTICAL PANEL

TEGULAR CEILING

WOODWORKS GRILLE

GYPSUM BOARD CEILING / SOFFIT
PREP AND PAINT (TWO (2) COATS)

SECURITY CAMERA LOCATION;
COORDINATE w/ ELECTRICAL DWGS.

DIFFUSER, REGISTERS, AND GRILLES,
BY H.C. COORDINATE W/
MECHANICAL DRAWINGS

HEATERS. COORDINATE W/
MECHANICAL DRAWINGS

9'-0" B.O. BULKHEAD

9'-0"

9'-0" B.O. BULKHEAD

ACP1

STAIRWAY

CORR.
G002

J.C.
G008

COAT
ROOM
G002A

KEY NOTES
01 GENERAL CONSTRUCTION
1.50 GENERAL CONSTRUCTION NOTE
1.50.02 G.C. TO PROVIDE TWO (2) 8'-0" WIDE CHAIN LINK FENCE

GATES WITH PADLOCK.

09 FINISHES
9.29 GYPSUM BOARD | SPEC 092900
9.29.09 5/8" GYPSUM BOARD SOFFIT; PAINTED
9.51 ACOUSTIC CEILINGS | SPEC 095100
9.51.02 ACP-1 24" x 48" ACOUSTICAL CEILING PANEL AND METAL

SUSPENSION GRID SYSTEM.
9.51.03 ACP-2 24" x 24" ACOUSTICAL CEILING PANEL AND METAL

SUSPENSION GRID SYSTEM.
9.51.05 WP-2 SUSPENDED WOOD SLAT CEILING.
9.51.06 WP-1 SUSPENDED WOOD PANEL CEILING.
9.92 INTERIOR PAINTING | SPEC 099123
9.92.06 PREP, PRIME, AND PAINT (TWO (2) COATS) UNDERSIDE OF

CONCRETE PLANK MEZZANINE.

26 ELECTRICAL | BY E.C.
26 WORK DESCRIBED IN THESE KEYNOTES IS THE RESPONSIBLITY

OF THE E.C. UNLESS NOTED OTHERWISE. COORDINATE WITH
ELECTRICAL DRAWING.

26.50 LIGHTING
26.50.01 LINEAR SOFFIT COVE LIGHTING.

32 EXTERIOR IMPROVEMENTS
32.20 SITEWORK
32.20.01 EXCAVATE FOR CONSTRUCTION STAGING AREA. PROVIDE

MINIMUN 8" OF AASHTO #2A STONE.
32.92 TURF AND GRASSES | SPEC 329200
32.92.05 AT THE COMPLETION OF THE WORK, REMOVE STONE AND

BACKFILL WITH CLEAN FILL AND SEED ENTIRE AREA, BY G.C.

1 REFLECTED CEILING PLAN
SCALE: 1/8"   =    1'-0" 3 LINEAR ACOUSTICAL CEILING LAYOUT

SCALE: 1/4"   =    1'-0"

2
OPEN OFFICE REFLECTED
CEILING PLAN
SCALE: 1/8"   =    1'-0"

4 REFLECTED CEILING PLAN
SCALE: 1/8"   =    1'-0"

REFLECTED CEILING PLAN GENERAL NOTES:
1.  UNLESS NOTED OTHERWISE, ALL DIMENSIONS ARE FROM FACE OF

FINISH SURFACE.

2.  FIXTURES SHALL BE CENTERED WITHIN SOFFITS AND CEILING GRIDS
UNLESS NOTED OTHERWISE.

3.  CEILING PANELS TO BE CENTERED IN ROOM UNLESS NOTED OR
SHOWN OTHERWISE.

4.  SEE ELECTRICAL DRAWINGS FOR LIGHT TYPES AND SWITCHING.

5.  WHERE THERE IS A DISCREPANCY BETWEEN THE REFLECTED CEILING
PLANS AND FIRE PROTECTION, MECHANICAL, FIRE ALARM, AND/OR
LIGHTING PLANS THE ENGINEERED DRAWINGS TAKE PRECEDENT,
EXCEPT IF LIGHTING LAYOUTS ARE IMPACTED. IN THAT CASE CONSULT
WITH THE ARCHITECT.

MATCH LINE AA MATCH LINE AA

MATCH LINE AA MATCH LINE AA
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.

8'-0"

9'-0" B.O.
BULKHEAD

5
A-702

2
A-702

CONFERENCE
RM.

G402

BREAK
AREA
G403

SEE REFL. CLG. PLAN SEE REFLECTED CEILING
PLANS FOR CEILING AND
SOFFIT ELEVATIONS, AND

CEILING TYPE.

EXISTING DECK

4"
 T

YP
.

SOFFIT EL.

CEILING EL.

BOT. OF DECK

SCHEDULED CEILING

SCHEDULED
PARTITION

9.22.059.22.05

9.29.01

9.22.07

SEE REFLECTED CEILING
PLANS FOR CEILING AND
SOFFIT ELEVATIONS, AND

CEILING TYPE.

EXISTING DECK

SOFFIT EL.

CEILING EL.

BOT. OF DECK

SCHEDULED CEILING

9.22.07
9.22.07

9.22.05

9.29.01

SEE REFLECTED CEILING
PLANS FOR CEILING AND
SOFFIT ELEVATIONS, AND

CEILING TYPE.

EXISTING DECK

SEE REFLECTED CEILING PLANS

8 7/8"

SOFFIT EL.

CEILING EL.

BOT. OF DECK

SCHEDULED
CEILING

SCHEDULED
PARTITION9.29.09

9.29.09

9.22.069.22.0626.50.01

9.51.04

9.22.07

6"

1'-0"

B.O. TRIM
+7'-4"

T.O. WALL
+7'-10"

SCHEDULED WALL

SCHEDULED ACP CEILING

WRAP GYPSUM BOARD

9.51.05

9.51.02

9.51.03

9.51.05

9.51.06WP1

ACP1

REFLECTED CEILING PLAN LEGEND

WP2

ACP2

2x4 ACOUSTICAL PANEL

2x2 ACOUSTICAL PANEL

TEGULAR CEILING

WOODWORKS GRILLE

GYPSUM BOARD CEILING / SOFFIT
PREP AND PAINT (TWO (2) COATS)

SECURITY CAMERA LOCATION;
COORDINATE w/ ELECTRICAL DWGS.

DIFFUSER, REGISTERS, AND GRILLES,
BY H.C. COORDINATE W/
MECHANICAL DRAWINGS

HEATERS. COORDINATE W/
MECHANICAL DRAWINGS

KEY NOTES
06 WOODS, PLASTICS AND COMPOSITES
6.16 SHEATHING | SPEC 061600
6.16.02 1/2" PLYWOOD SHEATHING

09 FINISHES
9.22 NON-STRUCTURAL METAL FRAMING | SPEC 092216
9.22.05 3 5/8" METAL STUD SOFFIT FRAMING AT 16" o.c.
9.22.06 2 1/2" METAL STUD SOFFIT FRAMING AT 16" o.c.
9.22.07 7/8" METAL HAT CHANNEL DIAGONAL BRACING  AT 48"

o.c.
9.29 GYPSUM BOARD | SPEC 092900
9.29.01 5/8" GYPSUM BOARD
9.29.09 5/8" GYPSUM BOARD SOFFIT; PAINTED
9.51 ACOUSTIC CEILINGS | SPEC 095100
9.51.02 ACP-1 24" x 48" ACOUSTICAL CEILING PANEL AND METAL

SUSPENSION GRID SYSTEM.
9.51.03 ACP-2 24" x 24" ACOUSTICAL CEILING PANEL AND METAL

SUSPENSION GRID SYSTEM.
9.51.04 CONCEALED METAL LIGHT COVE SYSTEM. ANCHOR TO

METAL SOFFIT FRAMING.
9.51.05 WP-2 SUSPENDED WOOD SLAT CEILING.
9.51.06 WP-1 SUSPENDED WOOD PANEL CEILING.

26 ELECTRICAL | BY E.C.
26 WORK DESCRIBED IN THESE KEYNOTES IS THE RESPONSIBLITY

OF THE E.C. UNLESS NOTED OTHERWISE. COORDINATE WITH
ELECTRICAL DRAWING.

26.50 LIGHTING
26.50.01 LINEAR SOFFIT COVE LIGHTING.

1 ENLARGED REFLECTED CEILING PLAN
SCALE: 1/4"   =    1'-0"

SCALE: 1 1/2"=    1'-0"2 SOFFIT DETAIL

SCALE: 1 1/2"=    1'-0"3 BULKHEAD DETAIL

SCALE: 1 1/2"=    1'-0"4 SOFFTIT LIGHT COVE DETAIL

SCALE: 1 1/2"=    1'-0"5 SLAT CEILING DETAIL
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BELOW

EDGE OF
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BELOW

EDGE OF
MEZZANINE

BELOW

2.01.25

23.34.01

23.34.01

23.34.01

23.34.01

23.34.01

23.34.01

26.50.02

26.50.02

26.50.02

26.50.02

9.92.07
9.92.08
9.92.07
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9.92.07
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9.92.07
9.92.08 9.92.07

9.92.08
9.92.07
9.92.08

9.92.07
9.92.08
9.92.07
9.92.08

NO CEILINGNO CEILING

TYPICAL EXISTING BEAM

TYP.

TYP.

BELOW

TYP.

TYP.

TYP.

TYP.

STORAGE
MEZZANINE

208

BCCD
STORAGE

 MEZZANINE
122

FACILITIES
STORAGE

 MEZZANINE
514

4
A-301

2
A-306

H1H1

F

F

F

F

F

F

7.41.01

TYPICAL EXISTING JOIST

SLOPE

STORAGE
MEZZANINE

604

9.51.02

9.51.03

9.51.05

9.51.06WP1

ACP1

REFLECTED CEILING PLAN LEGEND

WP2

ACP2

2x4 ACOUSTICAL PANEL

2x2 ACOUSTICAL PANEL

TEGULAR CEILING

WOODWORKS GRILLE

GYPSUM BOARD CEILING / SOFFIT
PREP AND PAINT (TWO (2) COATS)

SECURITY CAMERA LOCATION;
COORDINATE w/ ELECTRICAL DWGS.

DIFFUSER, REGISTERS, AND GRILLES,
BY H.C. COORDINATE W/
MECHANICAL DRAWINGS

HEATERS. COORDINATE W/
MECHANICAL DRAWINGS

KEY NOTES
02 DEMOLITION
2.01 EXISTING CONDITIONS
2.01.24 EXISTING BEAM TO REMAIN.
2.01.25 EXISTING JOIST TO REMAIN.

07 THERMAL AND MOISTURE PROTECTION
7.41 METAL ROOF PANELS | SPEC 074113
7.41.01 STANDING SEAM METAL ROOF PANEL.

09 FINISHES
9.92 INTERIOR PAINTING | SPEC 099123
9.92.07 IN AREA OF OPEN CEILING, PREP AND PAINT (PRIMER AND

TWO (2) COATS) UNDERSIDE OF ROOF DECK WITH DRYFALL
PAINT. PAINT ENTIRE DECK, INCLUDING ALL EXPOSED
CONDUIT, BY GC.

9.92.08 PREP AND PAINT (PRIMER AND TWO (2) COATS) ENITRE
STRUCTURE, INCLUDING ALL STEEL JOISTS / BEAMS,
EXPOSED ANCHORS, EXPOSED COLUMNS, AND
ACCESSORIES WITH DRYFALL PAINT, BY GC.

23 HVAC | BY H.C.
23 WORK DESCRIBED IN THESE KEYNOTES IS THE RESPONSIBLITY

OF THE H.C. UNLESS NOTED OTHERWISE. COORDINATE WITH
MECHANICAL DRAWING.

23.34 HVAC FANS
23.34.01 DECK MOUNTED CEILING FAN.

26 ELECTRICAL | BY E.C.
26 WORK DESCRIBED IN THESE KEYNOTES IS THE RESPONSIBLITY

OF THE E.C. UNLESS NOTED OTHERWISE. COORDINATE WITH
ELECTRICAL DRAWING.

26.50 LIGHTING
26.50.02 HIGH BAY LIGHT FIXTURE.

1 MEZZANINE REFLECTED CEILING PLAN
SCALE: 1/8"   =    1'-0"
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PARTITION SCHEDULE

FOR WALL TYPE

BASE CONDITION
WITH CONTROL JOINT

9.30.06

9.30.08

9.30.02

9.30.02

90 DEGREE OUTSIDE CORNER

RIGID LATH
CORNER BEAD, TYP.

BULLNOSE CORNER
WHERE PRESENT

SEE PLANS AND PARTITION
SCHEDULE FOR SUBSTRATE

INFORMATION

CORE HOLE AS REQ'D.

22.42.07
9.30.04SLOPE FLOOR TO DRAIN

1/8" PER 1'-0" MIN.

EXISTING FLOOR SLAB EXISTING FLOOR SLAB 4"

9.30.06

9.30.09

9.30.02

9.30.02

90 DEGREE INSIDE CORNER

SEE PLANS AND PARTITION
SCHEDULE FOR SUBSTRATE

INFORMATION

5/
8"

 M
A

X.

MATCH ADJ. WALL WIDTH

9.30.05

1:2 MAX BEVEL
9.30.04

FLOOR TRANSITION FROM VCT TO CERAMIC TILE
TO COMPLY WITH ALL APPLICABLE
ICC/ANSI 117.1 2009 REGULATIONS

EXISTING FLOOR SLAB

SCHEDULED DOOR

8"
OFFSET

2'-0" 1'-0"
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-0
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2'
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"
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"
2'

-0
"

1'
-0
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2 
1/

2"

4'-0"

8" 1'-4"

8"

8"

FINISH FLOOR ELEV.

FINISH FLOOR ELEV.

FINISH FLOOR ELEV.

TILE BORDER;
TYPICAL FOR PERIMETER

OF ROOM

TILE 1A

TILE 1B

TILE 2

TILE 1A

TILE 1B

TILE 3

TILE 2

TILE 4

FT1

WT3

WT1

WT2

REFER TO ENLARGED FINISH PLAN FOR TILE PATTERN LOCATIONS

STAINLESS STEEL TRANSITION STRIP
SET IN EPOXY

NEW TERRAZZO EXISTING TERRAZZO

N S E W TYPE HEIGHT

G000 MECHANICAL ROOM PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G001 MECHANICAL VEST.

G002 CORR. ACP1 9'-0"

G002A COAT ROOM

G003 STAGE

G004 STORAGE

G005 AUDITORIUM

G006 STORAGE

G007 STORAGE

G008 J.C. ACP1 9'-0"

G009 BREAK AREA RB EPOXY ACP1 9'-0"

G009A CLOSET RB EPOXY ACP1 9'-0"

G010 HALL RB EPOXY ACP1 9'-0"

G011 STORAGE WITH CAGES RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G012 LOBBY RB SC ACP1 9'-0"

G013 SHARED LARGE MEETING ROOM RB CPT-1A, CPT-1B WP1 9'-0"

G014 CHAIR/TABLE STORAGE & A/V EQUIP RB SC ACP2 9'-0"

G015 FACILITIES STORAGE RB SC ACP2 9'-0"

G016 ELEC. RB SC OPEN PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G017 CORR. RB EXPOSED CONCRETE OPEN PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G018 REC'G OFFICE RB ACP1 9'-0"

G019 VEST. RB SC ACP1 9'-0"

G100 PROPOSED FEDS OFFICES SUITES RB OPEN PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G200 RECP. RB CPT-2A ACP1 9'-0"

G201 ADMIN RB CPT-2A ACP1 9'-0"

G201A MAIL RB CPT-2A ACP1 9'-0"

G202 ADMIN RB CPT-2A PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G202A COPY RB LVT-1 GYP 8'-4"

G203 SECURED STOR. RB SC ACP2 8'-4"

G204 BCCD MEETING/ TRAINING ROOM RB CPT-1A, CPT-1B WP1, GYP 9'-0"

G205 HALLWAY RB CPT-2A ACP1 9'-0"

G206 DIRECTOR RB CPT-2A ACP1 9'-0"

G207 OFFICE MGR RB CPT-2A ACP1 9'-0"

G208 URBAN OFFICE RB CPT-2A ACP1 9'-0"

G209 WATERSHED OFFICE RB CPT-2A ACP1 9'-0"

G210 AG OFFICE RB CPT-2A ACP1 9'-0"

G211 ED. & OUTREACH RB CPT-2A ACP1 9'-0"

G212 INSECT OFFICE RB CPT-2A ACP1 9'-0"

G213 BREAK AREA RB SC GYP 8'-0"

G213A WORK AREA RB SC GYP 8'-0"

G214 MUD ROOM RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G215 GHEM STOR. RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G216 OPEN OFFICE RB CPT-2A PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G217 BULK STORAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G218 ROLLING FILLES RB LVT-1 PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G219 FILES/STORAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G220 IT RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G300 FORENSICS GARAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G301 FORENSICS STORAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G400 ADMIN RB CPT-1A ACP1 9'-0"

G401 OPEN OFFICE RB CPT-1A ACP1 9'-0"

G402 CONFERENCE ROOM RB CPT-1A, CPT-1B WP1, GYP 9'-0"

G403 BREAK AREA RB SC ACP1 9'-0"

G404 ELEC. SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G405 PLUMBING SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G406 CARPENTER SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G407 HVAC SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G408 STOR. RB SC ACP2 9'-0"

G409 OFFICE RB CPT-1A ACP1 9'-0"

G410 OFFICE RB CPT-1A ACP1 9'-0"

TMG1 MENS TOILET ROOM W1, W2 W1 W1, W3 W1 TILE FLR FIELD ACP1 9'-0"

TWG2 WOMENS TOILET ROOM W1 W1 W1, W3 W1,W2 TILE FLR FIELD ACP1 9'-0"

TUG1 LAV RB EPOXY ACP1 9'-0"

ST001 STAIRWELL RB

ST002 STAIR RB

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

FINISH SCHEDULE

ROOM # ROOM NAME
WALLS

BASE FLOOR

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

OPEN

OPEN

OPEN

OPEN

OPEN

OPEN

PRIME AND PAINT TWO COATS

OPEN

OPEN

OPEN

OPEN

OPEN

OPEN

OPEN

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

OPEN

OPEN

OPEN

CEILING
NOTES

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

N S E W TYPE HEIGHT

G000 MECHANICAL ROOM PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G001 MECHANICAL VEST.

G002 CORR. ACP1 9'-0"

G002A COAT ROOM

G003 STAGE

G004 STORAGE

G005 AUDITORIUM

G006 STORAGE

G007 STORAGE

G008 J.C. ACP1 9'-0"

G009 BREAK AREA RB EPOXY ACP1 9'-0"

G009A CLOSET RB EPOXY ACP1 9'-0"

G010 HALL RB EPOXY ACP1 9'-0"

G011 STORAGE WITH CAGES RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G012 LOBBY RB SC ACP1 9'-0"

G013 SHARED LARGE MEETING ROOM RB CPT-1A, CPT-1B WP1 9'-0"

G014 CHAIR/TABLE STORAGE & A/V EQUIP RB SC ACP2 9'-0"

G015 FACILITIES STORAGE RB SC ACP2 9'-0"

G016 ELEC. RB SC OPEN PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G017 CORR. RB EXPOSED CONCRETE OPEN PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G018 REC'G OFFICE RB ACP1 9'-0"

G019 VEST. RB SC ACP1 9'-0"

G100 PROPOSED FEDS OFFICES SUITES RB OPEN PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G200 RECP. RB CPT-2A ACP1 9'-0"

G201 ADMIN RB CPT-2A ACP1 9'-0"

G201A MAIL RB CPT-2A ACP1 9'-0"

G202 ADMIN RB CPT-2A PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G202A COPY RB LVT-1 GYP 8'-4"

G203 SECURED STOR. RB SC ACP2 8'-4"

G204 BCCD MEETING/ TRAINING ROOM RB CPT-1A, CPT-1B WP1, GYP 9'-0"

G205 HALLWAY RB CPT-2A ACP1 9'-0"

G206 DIRECTOR RB CPT-2A ACP1 9'-0"

G207 OFFICE MGR RB CPT-2A ACP1 9'-0"

G208 URBAN OFFICE RB CPT-2A ACP1 9'-0"

G209 WATERSHED OFFICE RB CPT-2A ACP1 9'-0"

G210 AG OFFICE RB CPT-2A ACP1 9'-0"

G211 ED. & OUTREACH RB CPT-2A ACP1 9'-0"

G212 INSECT OFFICE RB CPT-2A ACP1 9'-0"

G213 BREAK AREA RB SC GYP 8'-0"

G213A WORK AREA RB SC GYP 8'-0"

G214 MUD ROOM RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G215 GHEM STOR. RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G216 OPEN OFFICE RB CPT-2A PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G217 BULK STORAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G218 ROLLING FILLES RB LVT-1 PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G219 FILES/STORAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G220 IT RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G300 FORENSICS GARAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G301 FORENSICS STORAGE RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G400 ADMIN RB CPT-1A ACP1 9'-0"

G401 OPEN OFFICE RB CPT-1A ACP1 9'-0"

G402 CONFERENCE ROOM RB CPT-1A, CPT-1B WP1, GYP 9'-0"

G403 BREAK AREA RB SC ACP1 9'-0"

G404 ELEC. SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G405 PLUMBING SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G406 CARPENTER SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G407 HVAC SHOP RB SC PRIME AND PAINT UNDERSIDE OF EXPOSED DECK AND STRUCT.

G408 STOR. RB SC ACP2 9'-0"

G409 OFFICE RB CPT-1A ACP1 9'-0"

G410 OFFICE RB CPT-1A ACP1 9'-0"

TMG1 MENS TOILET ROOM W1, W2 W1 W1, W3 W1 TILE FLR FIELD ACP1 9'-0"

TWG2 WOMENS TOILET ROOM W1 W1 W1, W3 W1,W2 TILE FLR FIELD ACP1 9'-0"

TUG1 LAV RB EPOXY ACP1 9'-0"

ST001 STAIRWELL RB

ST002 STAIR RB

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

FINISH SCHEDULE

ROOM # ROOM NAME
WALLS

BASE FLOOR

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

OPEN

OPEN

OPEN

OPEN

OPEN

OPEN

PRIME AND PAINT TWO COATS

OPEN

OPEN

OPEN

OPEN

OPEN

OPEN

OPEN

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

OPEN

OPEN

OPEN

CEILING
NOTES

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

PRIME AND PAINT TWO COATS

KEY NOTES
09 FINISHES
9.30 CERAMIC TILING | SPEC 093013
9.30.02 PORCELAIN WALL TILE ON ENTIRE WALL FROM TOP OF TILE

BASE TO UNDERSIDE OF CEILING. COORINDATE WITH FINISH
SCHEDULE.

9.30.04 PORCELAIN FLOOR TILE THROUGHOUT ROOM.
COORINDATE WITH FINISH SCHEDULE.

9.30.05 STONE THRESHOLD.
9.30.06 THINSET MORTAR BED.
9.30.07 CONTINUOUS EXTRUDED METAL COVE BASE TRIM.
9.30.08 CONTINUOUS EXTRUDED METAL EDGE TRIM.
9.30.09 CONTINUOUS EXTRUDED METAL JOINT TRIM.

22 PLUMBING | BY P.C.
22 WORK DESCRIBED IN THESE KEYNOTES IS THE RESPONSIBLITY

OF THE P.C. UNLESS NOTED OTHERWISE. COORDINATE WITH
PLUMBING DRAWING.

22.42 COMMERCIAL PLUMBING FIXTURES
22.42.07 FLOOR DRAIN; COORDINATE w/ PLUMBING DRAWINGS.

SCALE: 6"       =    1'-0"1 TILE BASE DETAIL

SCALE: 6"       =    1'-0"2 TILE CORNER DETAIL

SCALE: 3"       =    1'-0"3 FLOOR DRAIN DETAIL

SCALE: 6"       =    1'-0"4 TILE CORNER DETAIL

SCALE: 3"       =    1'-0"5 THRESHOLD DETAIL

SCALE: 1/2"   =    1'-0"6 TYP. TILE ELVATIONS
SCALE: 3"       =    1'-0"7 TERRAZZO DETAIL
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	Amendment 3 to ITB 23-12-GR
	Binder4.pdf
	Binder3.pdf
	Binder2.pdf
	Binder1.pdf
	Amendment 3 to ITB 23-12-GR.pdf
	Kelly A. Laubach, CPPB, Director of Contracts and Procurement
	NOTICE TO BIDDERS
	Amendment #3 Issued on May 15, 2023


	Section Three – Bid Form for General Construction – Amendment #3.pdf
	Contract #1 - General Construction – Section 012210, Clause 1.3.B
	Allowance #GC-1: Two Hundred Fifty (250) Hours General Skilled Labor
	$
	Allowance #GC-2: Fifty (50) Painters Hours and Five (5) Gallons of Paint
	$
	Contract #1 - General Construction – Section 012200, Clause 3.1
	Unit Price #GC-01: Cutting and Patching of Concrete Slabs-on-Grade
	$    /square foot
	Unit Price #GC-02: Trench Excavation
	$    /cubic yard


	Section Four – Bid Form for Plumbing Construction – Amendment #3.pdf
	Contract #2 - Plumbing Construction – Section 012210, Clause 1.3.C
	Allowance #PC-1: One Hundred (100) Linear feet of two inch (2”), Type L, copper piping
	$
	Allowance #PC-2: One Hundred (100) Linear feet of four inch (4”), sanitary piping with trenching
	$
	Allowance #PC-3: Two Hundred (200) Hours Journeyman Plumber Time
	$
	Allowance #PC-4: County is a finalist for the award of a lease agreement for +/- Five Thousand (5,000) square feet of space at the Agricultural Center.  For Plumbing Construction work of a potential fit-out of this space an allowance of Five Thousand ...
	ALTERNATES
	The following listed alternate prices shall be filled in and submitted with the Bid Form. It is agreed that all Work to be performed under accepted alternate prices shall conform to the applicable Contract Documents and shall include all Work in conne...
	Alternate prices shall be all inclusive of the cost of materials, Work, profit, supervision, administration, and any and all other costs in connection therewith for Work in place and accepted or omitted as the case may be and shall hold for the same p...
	N/A
	Contract #2 - Plumbing Construction – Section 012200, Clause 3.2
	Unit Price #PC-01: Domestic Cold-Water Piping
	$    /ten (10) linear feet
	Unit Price #PC-02: Four inch (4”) Sanitary Piping, Below Slab
	$    /ten (10) linear feet


	Section Five– Bid Form for HVAC Construction – Amendment #3.pdf
	Contract #3 - HVAC Construction – Section 012210, Clause 1.3.D
	Allowance #HC-1: Five Hundred (500) pounds of galvanized metal duct work
	$
	Allowance #HC-2: Three (3) additional thermostat devices
	$
	Allowance #HC-3: One Hundred (100) hours of Journeyman HVAC Time
	$
	Contract #3 - HVAC Construction – Section 012200, Clause 3.3
	Unit Price #HC-01: Additional Galvanized Sheet Metal Ductwork w/ Acoustical Liner
	$    /One Hundred (100) pound unit cost
	Unit Price #HC-02: Wall-Mounted DDC Temperature Sensor
	$    /Device


	Section Six– Bid Form for Electrical Construction – Amendment #3.pdf
	Contract #4 - Electrical Construction – Section 012210, Clause 1.3.E
	Allowance #EC-1: Ten (10) Additional Duplex receptacles and 20A circuit
	$
	Allowance #EC-2: Five (5) Additional Data Outlets
	$
	Allowance #EC-3: Five (5) Additional Wall Mounted Fire Alarm Audio/Visual Appliances
	$
	Allowance #EC-4: Five (5) Additional Ceiling Mounted Fire Alarm Smoke Detectors
	$
	Allowance #EC-5: Five (5) Additional Exit Signs and branch circuit
	$
	Allowance #EC-6: Two Hundred (200) hours of Journeyman Electricians time
	$
	Allowance #EC-7: County is a finalist for the award of a lease agreement for +/- Five Thousand (5,000) square feet of space at the Agricultural Center.  For Electrical Construction work of a potential fit-out of this space an allowance of One Hundred ...
	Contract #4 - Electrical Construction – Section 012200, Clause 3.4
	Unit Price #EC-01: Additional Duplex Receptacle & 20A Circuit
	$    /receptacle
	Unit Price #EC-02: Additional Data Jacks
	$    /each
	Unit Price #EC-03: Wall Mounted Fire Alarm Audible/Visual Appliances
	$    /device
	[unit pricing continued on next page]
	Unit Price #EC-04: Ceiling Mounted Fire Alarm Smoke Detector
	$    /device
	Unit Price #EC-05: Exit Sign
	$    /device
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