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DIMENSION PLAN

11/30/2023

18-036

BID SET

1/8" = 1'-0"1
DIMENSION PLAN

1/8" = 1'-0"2
DIMENSION PLAN - MEZZANINE

P

T

GENERAL DIMENSION PLAN NOTES
1 G.C. SHALL VERIFY ALL DIMENSIONS AND CONDITIONS PRIOR TO THE COMMENCEMENT OF WORK.  REPORT ANY DISCREPANCIES TO THE

ARCHITECT BEFORE PROCEEDING WITH ANY WORK.

2 ALL DOOR JAMBS IN METAL STUD WALL SHALL BE A MINIMUM OF 4" FROM ADJACENT / PERPENDICULAR WALLS UNLESS NOTED OTHERWISE.

3 REFER TO SLAB/MASONRY DIAGRAM AND ENLARGED PLANS & INT. ELEVATIONS SHEETS FOR ADDITIONAL DIMENSIONS.

4 EXTERIOR DIMENSIONS AT EXTERIOR WALL ASSEMBLIES ARE TAKEN FROM THE OUTSIDE FACE OF CMU VENEER BELOW.

NO. DESCRIPTION DATE



REINFORCED CONCRETE 
SLAB ON GRADE, TYP.

VAPOR BARRIER, TYP.

POROUS GRAVEL FILL, TYP.

SEE STRUCTURAL DWGS FOR ADDITIONAL INFORMATION

8"
1"

6"

1'
 -

 3
"

REINFORCED CONCRETE 
SLAB ON GRADE, TYP.

VAPOR BARRIER, TYP.

POROUS GRAVEL FILL, TYP.

SEE STRUCTURAL DWGS FOR ADDITIONAL INFORMATION

4"
4"

8"

CS1

CS2

SLAB ASSEMBLIES

CS3

SEE STRUCTURAL DWGS FOR ADDITIONAL INFORMATION

REINFORCED CONCRETE SLAB, TYP.

COMPOSITE METAL DECK, TYP.

DOUBLE-LOCK STANDING SEAM METAL 
ROOF. ATTACH CLIPS TO METAL ROOF DECK 
THROUGH INSULATION, TYP.

ROOF INSULATION: R-30 CONTINUOUS, 2 LAYERS. 
ADHERE & MECHANICALLY FASTEN BOTH 
LAYERS. STAGGER JOINTS, TYP. 

METAL ROOF DECK, TYP.

RA1

ROOF ASSEMBLIES

CONT HIGH TEMP ICE & WATER SHIELD, TYP.

1 
1/

2"
4"

2 
1/

2"

2 1/2" 5/8"
3 1/8"

3 5/8" 5/8"

WALL ASSEMBLIES

METAL STUD, TYP.

GWB, TYP.

4 1/4"

METAL STUD, TYP.

GWB, TYP.

P1

P2A P3

P5

5/8"
3 5/8"
5/8"

4 7/8"

METAL STUD, TYP.

GWB EACH SIDE, TYP.

ACOUSTICAL BATT 
INSULATION, SEE 
REFERENCE PLAN FOR 
EXACT LOCATIONS, TYP.

P5A

5/8" 6" 5/8"

7 1/4"

METAL STUD, TYP.

GWB EACH SIDE, TYP.

BATT INSULATION, TYP.

5/8" 8" 5/8"

9 1/4"

METAL STUD, TYP.

GWB EACH SIDE, TYP.

BATT INSULATION, TYP.

CMU BLOCK, TYP.

M1

CMU BLOCK, TYP.

M2 M3

5 5/8" 7 5/8"

P3A

5/8"
3 5/8"
5/8"

4 7/8"

METAL STUD, TYP.

GWB EACH SIDE, TYP.

ACOUSTICAL BATT 
INSULATION, TYP.

NOTE: (P3A) ACOUSTICAL 
PARTITION. ENTIRE ASSEMBLY 
SHALL EXTEND TO UNDERSIDE 
OF ROOF DECK

P4

5/8" 6" 5/8"

7 1/4"

METAL STUD, TYP.

GWB EACH SIDE, TYP.

BATT INSULATION, TYP.

P4A

NOTE: ACOUSTICAL 
PARTITION. ENTIRE 
ASSEMBLY SHALL EXTEND TO 
UNDERSIDE OF ROOF DECK

NOTE: ACOUSTICAL PARTITION. 
ENTIRE ASSEMBLY SHALL EXTEND 
TO UNDERSIDE OF ROOF DECK

5/8" 8" 5/8"

9 1/4"

METAL STUD, TYP.

GWB EACH SIDE, TYP.

BATT INSULATION, TYP.

CMU BLOCK, TYP.

R1

9 5/8"

UL DESIGN NO. U906
SMOKE / 1/2 HR

R2

E1

9 5/8" 2"
1 3/4"
3 5/8"

1' - 5"

SPLIT FACE CMU VENEER, TYP. 

ADJUSTABLE MASONRY TIES, 
16" O.C.  EACH WAY, TYP.

RIGID INSULATION, TYP.

CMU, TYP.

LIQUID-APPLIED AIR BARRIER, TYP.

AIR SPACE, TYP.

E3E2

E4

CMU BLOCK, TYP.

9 5/8"

RA2

DOUBLE-LOCK STANDING SEAM METAL 
ROOF. ATTACH CLIPS TO METAL ROOF DECK 
THROUGH INSULATION, TYP.

METAL ROOF DECK, TYP.

HIGH TEMP ICE & WATER SHIELD, TYP.

EXTERIOR RATED GLASS MAT 
GYPSUM SHEATHING, TYP.

1 
1/

2"
1/

2"

6"
1/2"

EXTERIOR RATED GYPSUM 
GLASS MAT SHEATHING, TYP.

LIQUID-APPLIED AIR BARRIER, TYP.

7 
1/

2"
9 5/8" 2"

1/2"
7/8"

FORMED METAL WALL PANEL, TYP. 

RIGID INSULATION, TYP.

CMU, TYP.

LIQUID-APPLIED AIR BARRIER, TYP.

1' - 1"

5/8" 8"

1/2"

2"

METAL STUDS W/ BATT INSULATION, TYP.

EXTERIOR RATED GYPSUM 
GLASS MAT SHEATHING, TYP.

LIQUID-APPLIED AIR BARRIER, TYP.

GWB, TYP.

INSULATED METAL WALL PANEL, TYP. 

FORMED METAL WALL PANEL, TYP.

R3

5/8" 6" 5/8"

5/8"

7 7/8"

METAL STUD, EXTEND 
FULL HEIGHT, TYP.

TYPE-X GWB EACH SIDE, 
SEAL AGAINST PASSAGE 
OF SMOKE, TYP.

UL DESIGN NO. U495
1 HR

WP 1052 - STC 50-54

R-VALUE: R-30ci

RIGID INSULATION, TYP.

11 1/8"

E5

5/8" 6"

1/2"

2"

METAL STUDS W/ BATT 
INSULATION, TYP.

EXTERIOR RATED GYPSUM 
GLASS MAT SHEATHING, TYP.

LIQUID-APPLIED AIR BARRIER, TYP.

GWB, TYP.

INSULATED METAL WALL PANEL, TYP. 

9 1/8"

3"
4 

1/
2"

6 1/2"

5/8"
3 5/8"
5/8"

4 7/8"

METAL STUD, EXTEND 
FULL HEIGHT, TYP.

TYPE-X GWB EACH SIDE, 
SEAL AGAINST PASSAGE 
OF SMOKE, TYP.

ACOUSTICAL BATT 
INSULATION, TYP.

UL DESIGN NO. U465
1/2 HR

WP 1081 - STC 45-49

ACOUSTICAL BATT 
INSULATION, TYP.

HORIZONTAL, 2 1/2" COMPOSITE, 
THERMALLY BROKEN Z-GIRTS 48" 
O.C., MAXIMUM OR AS REQUIRED 
FOR VERTICAL METAL PANEL 
ATTACHMENT REQUIREMENTS, TYP.

8"
2"

TOP LAYER: TYPE IV POLYISO W/ 1/2" HIGH-
DENSITY POLYISO COVER BOARD.

BOTTOM LAYER: TYPE II, CLASS 3 POLYISO. 

CAVITY DRAINAGE MATERIAL AT 
EVERY WEEP THRU WALL FLASHING 
LOCATION, TYP.

3 5/8" 5/8"

4 1/4"

METAL STUD, TYP.

GWB, TYP.

P2

MIN R-11 BATT INSULATION 
TO EXTEND TO UNDERSIDE 
OF STRUCTURE ABOVE, SEE 
REFERENCE/DIMENSION 
PLAN FOR EXACT 
LOCATIONS, TYP.

ACOUSTICAL BATT 
INSULATION, SEE 
REFERENCE PLAN FOR 
EXACT LOCATIONS, TYP.

NOTE: (P2A) 
ACOUSTICAL PARTITION. 
ENTIRE ASSEMBLY SHALL 
EXTEND TO UNDERSIDE 
OF ROOF DECK

R4

5/8" 6" 5/8"

7 1/4"

METAL STUD, EXTEND 
FULL HEIGHT, TYP.

TYPE-X GWB EACH SIDE, 
SEAL AGAINST PASSAGE 
OF SMOKE, TYP.

ACOUSTICAL BATT 
INSULATION, TYP.

UL DESIGN NO. U465
1/2 HR

WP 1081 - STC 45-49

*AT EXTERIOR PORTICO GABLE ONLY

LINE OF PANEL BEYOND, TYP.
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CONSTRUCTION TYPES

11/30/2023
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GENERAL PARTITION NOTES
1 ENTRY SPACES, LOBBIES, AND CORRIDORS TO RECEIVE IMPACT RESISTANT GYPSUM WALL BOARD, U.N.O.

2 PROVIDE FIBERGLASS REINFORCED MOISTURE RESISTANT GYPSUM WALL BOARD IN ALL EQUIPMENT ROOMS, JANITOR'S CLOSETS, RESTROOMS, KITCHENS AND OTHER WET AREAS. PROVIDE FIBERGLASS REINFORCED MOISTURE RESISTANT WALL
BOARD IN ALL OTHER AREAS WITHIN 8'-0" OF WATER SOURCE.

3 CONTRACTOR SHALL PROVIDE BLOCKING AND NAILERS AS REQUIRED TO SUPPORT ALL NEW WORK, INCLUDING ITEMS TO BE PROVIDED AND/OR INSTALLED BY OWNER.

4 ALL CORRIDOR AND FIRE-RATED PARTITIONS SHALL BE EXTENDED TO THE UNDERSIDE OF THE STRUCTURE ABOVE, U.N.O. THE PERIMETER WALLS OF ANY SPACE NOT PROVIDED WITH A CEILING SHALL EXTEND T0 THE UNDERSIDE OF DECK
ABOVE.

5 PROVIDE DEFLECTION TRACKS AT TOP OF ALL NON-LOAD BEARING STUD WALLS EXTENDING TO THE UNDERSIDE OF STRUCTURE ABOVE, U.N.O.

6 PROVIDE CONCRETE BACKER BOARD IN LIEU OF GYPSUM WALL BOARD WHERE TILE FINISH IS INDICATED.

7 ALL FIRE WALLS SHALL BE PLACARDED OR STENCILED ON BOTH SIDES WITH THE PHRASE "FIRE WALL" PER IBC SECTION 703.7.1. THE LETTERS SHALL BE RED IN COLOR, 6" INCHES HIGH AND A MIN. OF 3/4" WIDE. THE PHRASE SHALL BE WRITTEN
ONCE FOR EACH 15 FEET OF HORIZONTAL WALL LENGTH. THIS SIGNAGE MAY BE LOCATED IN THE CONCEALED SPACE ABOVE A CEILING.

8 MOISTURE RESISTANT GYPSUM WALL BOARD SHALL BE UTILIZED IN ALL AREAS WHERE GYPSUM WALL BOARD IS TO BE DIRECTLY ADHERED TO CONCRETE OR MASONRY SURFACES IN INTERIOR APPLICATIONS. SUBSTRATE SHALL BE CLEANED
AS REQUIRED AND FREE OF DUST, DEBRIS, AND MOISTURE PRIOR TO ADHESION AND FINISHING.

9 CONSTRUCTION OF RATED WALL ASSEMBLIES SHALL BE IN ACCORDANCE WITH UL AND GYPSUM ASSEMBLY SPECIFICATIONS.  REFER TO CODE PLANS FOR ADDITIONAL INFORMATION.

10 PROVIDE A BULLNOSE CMU AT ALL OUTSIDE CORNERS OF INTERIOR MASONRY WALLS & SILLS.

11 ALL PARTITIONS LABELED P#A ARE ACOUSTICALLY RATED AND SHALL EXTEND TO UNDERSIDE OF ROOF/MEZZANINE DECK ABOVE. PROVIDE REQUIRED DEFLECTION TRACK AT TOP PLATE CONNECTION POINT.

SCHEDULE - EXTERIOR WALL TYPE

MARK WIDTH DESCRIPTION

MIN. R-VALUE

R R-CI

E1 17" 9-5/8" CMU W/ LIQUID APPLIED AIRBARRIER W/ 2" RIGID INSULATION W/ ADJUSTABLE MASONRY TIE 16" O.C. VERTICALLY & HORIZONTALLY 32" O.C. STAGGERED EACH ROW W/ 1-3/4" AIR
SPACE W/ 3-5/8" SPLIT FACE CMU VENEER

N/A R-11.4

E2 13-3/8" 9-5/8" CMU W/ LIQUID APPLIED AIR BARRIER W/ 2" RIGID INSULATION & HORIZONTAL, 2 1/2" COMPOSITE, THERMALLY BROKEN Z-GIRTS 48" O.C. W/ PRE-FINISHED VERTICAL METAL PANEL N/A R-11.4

E3 11-1/8" 5/8" GWB W/ 8" METAL STUD W/ BATT INSULATION W/ 1/2" EXTERIOR RATED GYPSUM GLASS MAT SHEATHING W/ LIQUID APPLIED AIR BARRIER W/ PRE-FINISHED HORIZONTAL INSULATED
METAL WALL PANEL

R-13 R-7.5

E4 6 -1/2" 6" METAL STUD W/ 1/2" EXTERIOR RATED GYPSUM GLASS MAT SHEATHING W/ LIQUID APPLIED AIR BARRIER W/ VERTICAL METAL PANEL N/A N/A

E5 9-1/8" 5/8" GWB W/ 6" METAL STUD W/ R-19 BATT INSULATION W/ 1/2" EXTERIOR RATED GYPSUM  GLASS MAT SHEATHING W/ LIQUID APPLIED AIR BARRIER W/ 2" INSULATED HORIZONTAL
CORRUGATED METAL PANEL

R-13 R-7.5

SCHEDULE - ROOF TYPES

MARK DESCRIPTION

MIN. R-VALUE

R R-CI

RA1 STANDING SEAM METAL ROOF PANEL OVER ICE & WATER SHIELD, 2 1/2" POLYISO COMPOSITE PANEL W/ 1/2" HIGH-DENSITY POLYISO COVER BOARD, 4" POLYISO RIGID INSULATION AND 1-1/2" METAL ROOF DECK R-30

RA2 STANDING SEAM METAL ROOF PANEL OVER ICE & WATER SHIELD, 1/2" EXTERIOR RATED GYPSUM GLASS MAT SHEATHING AND 1-1/2" METAL ROOF DECK

SCHEDULE - INTERIOR PARTITION & WALL TYPE

MARK WIDTH DESCRIPTION

FIRE RATING STC RATING

RATING ASSEMBLY REF. ASSMEBLY REF. RATING

M1 0' - 5 5/8" 6" CONCRETE MASONRY UNIT

M2 0' - 7 5/8" 8" CONCRETE MASONRY UNIT

M3 0' - 9 5/8" 10" CONCRETE MASONRY UNIT

P1 0' - 3 1/8" 2-1/2" METAL STUD WITH 5/8" GYPSUM WALL BOARD ON ONE SIDE

P2 0' - 4 1/4" 3-5/8" METAL STUD WITH 5/8" GYPSUM WALL BOARD ON ONE SIDE

P3 0' - 4 7/8" 3-5/8" METAL STUD W/ 5/8" GYPSUM WALL BOARD EACH SIDE <varies> <varies>

P3A 0' - 4 7/8" 3-5/8" METAL STUD W/ 5/8" GYPSUM WALL BOARD EACH SIDE NGC 2018004 50

P4 0' - 7 1/4" 6" METAL STUD W/ 5/8" GYPSUM WALL BOARD EACH SIDE

P4A 0' - 7 1/4" 6" METAL STUD W/ 5/8" GYPSUM WALL BOARD EACH SIDE <varies> <varies>

P5 0' - 9 1/4" 8" METAL STUD W/  5/8" GYPSUM WALL BOARD EACH SIDE

P5A 0' - 9 1/4" 8" METAL STUD W/  5/8" GYPSUM WALL BOARD EACH SIDE 50

R1 0' - 9 5/8" SEE CODE PLANS SMOKE U 906 45-49

R2 0' - 4 7/8" SEE CODE PLANS 1/2 U465 45-49

R3 0' - 7 7/8" SEE CODE PLANS 1 UL495 50-54

R4 0' - 7 1/4" SEE CODE PLANS 1/2 U465 45-49

SCHEDULE - SLAB ASSEMBLY TYPES

MARK THICKNESS DESCRIPTION

MIN. R-VALUE

R R-CI

CS1 1' - 3" 8" REINFORCED CONCRETE SLAB ON GRADE W/ VAPOR BARRIER W/ 1" RIGID INSULATION W/ 6" POROUS GRAVEL FILL R-5

CS2 <varies> <varies>

CS3 0' - 7 1/2" 4 1/2" REINFORCED CONCRETE SLAB W/ 3" COMPOSITE METAL DECK

0' - 8" 4" REINFORCED CONCRETE SLAB ON GRADE W/ VAPOR BARRIER W/ 4" POROUS GRAVEL FILL

NO. DESCRIPTION DATE



1 2

3

3 4

5

5 6 7 8 9

B

C

D

1110 12 13 14 15

A

G

E

3.2 4.1 4.9 5.9

9.3

F

H

J

1/8" / 12"

CS2 CS1

2" BUILDING EXPANSION JOINT

CONCRETE SLAB ASSEMBLY: CS1CONCRETE SLAB ASSEMBLY: CS2

4"

1/8" / 12"

0" 0"

-1"-1"

-1" -1"

17' - 10"

9 5/8"

2" BLDG EXP JT

9 5/8"

98' - 2 3/4"

38
' -

 0
"

9'
 -

 4
"

9'
 -

 4
"

7'
 -

 3
 5

/8
"

16
' -

 7
 5

/8
"

5'
 -

 6
 5

/8
"

20
' -

 8
"

11
' -

 1
 3

/4
"

18
' -

 8
"

6'
 -

 8
"

9' - 3" 8' - 7"

EDGE OF 
FOOTING 
BELOW, TYP.

TYPICAL SLAB SLOPE 
TO TRENCH DRAIN 

TRENCH DRAIN BY 
PLUMBING PRIME, TYP.

RAISED 
HOUSEKEEPING 
SLAB

4" RAISED 
SHOWER CURB

DIMENSIONS TAKEN 
FROM EXTERIOR FACE 
OF CMU VENEER PER 
DETAIL 2/A405, TYP.

12' - 8" 4' - 0" 1' - 5" 7' - 3" 12' - 8" 12' - 8" 12' - 8" 12' - 8" 12' - 8" 12' - 8" 12' - 8" 10' - 0" 20' - 8" 6' - 4" 17' - 4" 17' - 4" 17' - 4" 17' - 4" 17' - 4" 17' - 8"

1'
 -

 5
" 7"

43
' -

 0
"

43
' -

 0
"

7"
1'

 -
 5

"

8'
 -

 1
0 

1/
4"

8'
 -

 5
"

13
' -

 9
"

5'
 -

 4
"

17
' -

 9
"

1'
 -

 5
"

8"
10

' -
 0

"
40

' -
 0

"

40' - 10 5/8" 11' - 4 3/4" 11' - 4 1/2" 11' - 4 3/4" 1' - 7 3/8"

255' - 4"

8' - 0" 6' - 4" 6' - 4"

8'
 -

 0
"

8'
 -

 0
"

5'
 -

 4
"

5'
 -

 4
"
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GENERAL NOTES:

1. PRIME CONTRACTORS SHALL BE RESPONSIBLE FOR SLOPING SLABS AS REQUIRED TO PROVIDE PROPER FALL TOWARDS ALL 
FLOOR DRAINS.
2. REFERENCE PLUMBING DRAWINGS FOR FLOOR & TRENCH DRAIN LOCATIONS. WHERE FLOOR DRAINS ARE TO BE INSTALLED 
PROVIDE ADEQUATE SLOPE WITHIN SLAB TO DRAIN.
3. REFERENCE DIMENSION PLAN FOR WINDOW AND STOREFRONT OPENINGS ABOVE E1 WALL TYPE.
4. PRIME CONTRACTORS TO COORDINATE WITH MEP DRAWINGS FOR ALL REQUIRED OPENINGS WITHIN MEZZANINE SLABS.
5. PRIME CONTRACTORS TO COORDIATE FINAL SIZE AND LOCATIONS OF ALL MEP EQUIPMENT PADS WITH THIER APPLICABLE 
INSTALLATION REQUIREMENTS.
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