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ADDENDUM NO.  5                                          August 10, 2026 
 
This Addendum is hereby made a part of the Contract Documents and modifies and takes precedence over the 
original Contract Documents dated July 7, 2026. 
Receipt of this Addendum must be acknowledged by Bidders on the “Questions/Bidder Acknowledgements” Tab on 
PennBid. Failure to do so may subject the Bidder to disqualification. 
                                                                                                                                                                                                 

 
GENERAL / CLARIFICATIONS: 
 
5.1 The Pre-Bid RFI Log is included with this ADDENDUM for Bidders’ information. 

 
 
ARCHITECTURAL CLARIFICATIONS: 
 
5.2 ALUMINUM STOREFRONT. All door frames with sidelight shall receive Aluminum Storefront. Doors A101a 

shall also be Alum. 

5.3 HOLLOW METAL FRAMES. All new door frames without sidelight shall receive Hollow Metal.  

5.4 TERRAZZO. Basis-of-Design Terrazzo work included as allowances. Alternate Terrazzo work includes 
refinishing all Terrazzo in addition to the Basis-of-Design work. 

5.5 WINDOWSILLS. Windowsill detail 1/A501 applies to whole of First Floor Plan. Areas to be infilled as shown on 
detail have been demolished during abatement. G.C. shall provide new WD blocking with painted GWB to align 
with existing walls. See images below: 
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SPECIFICATION CHANGES: 
 
DIVISION 01 SPECIFICATIONS – GENERAL REQUIREMENTS  
 
SECTION 012100 – ALLOWANCES  
5.6 REMOVE and REPLACE SECTION 012100 – ALLOWANCES. 
 
SECTION 012200 – UNIT PRICES 
5.7 REMOVE and REPLACE SECTION 012200 – UNIT PRICES. 
 
SECTION 012300 – ALTERNATES  
5.8 REMOVE and REPLACE SECTION 012300 – ALTERNATES. 
 

DIVISION 03 SPECIFICATIONS – CONCRETE  

SECTION 035416 – HYDRAULIC CEMENT UNDERLAYMENT 
5.9 DELETE SECTION 035416 – HYDRAULIC CEMENT UNDERLAYMENT in its entirety. 

 

DIVISION 23 SPECIFICATIONS – HEATING, VENTILATION AND AIR CONDITIONING  

SECTION 230890 – DUCTWORK SYSTEMS 
5.10  REVISE Paragraph 3.2.A to read as follows: 
 

“Clean duct system and force air at high velocity through duct to remove accumulated dust. To obtain sufficient 
air, clean half the system at a time. Protect equipment which may be harmed by excessive dirt with temporary 
filters, or bypass during cleaning. Existing supply duct from ground floor HRU to new point of connections shall 
be cleaned. All new ductwork systems shall be kept clean during construction but does not need to be cleaned after 
installation.” 

 
 
 
DRAWING CHANGES: 
 
ARCHITECTURAL DRAWINGS 
 
5.11  A011 CODE PLAN – GROUND FLOOR 

a. ADD Stair Tower, Vestibule and Garage room numbers 
 

5.12  A012 CODE PLAN – FIRST FLOOR 
a. ADD Stair Tower room number 

 
5.13  A101 FLOOR PLAN 

a. ADD Stair Tower, Vestibule and Garage room numbers 
 
5.14  A801 FINISH PLAN  

a. REVISE Finish Legend WB to be Basis-of-Design 
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MECHANICAL DRAWINGS 
 
5.15  M201 GROUND FLOOR HVAC 

a. ADD Alternate MC-2 general note as follows: 
 

“Bid Alternate No. MC-2: Provide Fire Rated diffusers and registers in rated ceiling assemblies, and delete 
fire dampers at non-Fire Rated vertical partitions. Rating of diffusers and registers shall be as required to maintain 
UL rating of ceiling assembly.” 

 
5.16  M202 FIRST FLOOR HVAC 

a. ADD Alternate MC-2 general note as follows: 
 
“Bid Alternate No. MC-2: Provide Fire Rated diffusers and registers in rated ceiling assemblies, and delete 
fire dampers at non-Fire Rated vertical partitions. Rating of diffusers and registers shall be as required to 
maintain UL rating of ceiling assembly.” 

 
b. REVISE drawing note #6 to state “EF-1 is located on roof above second floor. Reconnect into existing 

ductwork in second floor ceiling. Modify existing curb to fit new fan.” 
 

 
ELECTRICAL DRAWINGS 
 
5.17  E201 GROUND FLOOR LIGHTING 

a. ADD Alternate EC-2 general note as follows: 
 
“Bid Alternate EC-2: Provide Fire Rated lighting fixtures or Fire Rated covers at all recessed lighting fixtures 
in rated ceiling assemblies. Rating of lighting fixtures or covers shall be as required to maintain UL rating of 
ceiling assembly.” 

 
5.18  E202 FIRST FLOOR LIGHTING 

a. ADD Alternate EC-2 general note as follows: 
 
“Bid Alternate EC-2: Provide Fire Rated lighting fixtures or Fire Rated covers at all recessed lighting fixtures 
in rated ceiling assemblies. Rating of lighting fixtures or covers shall be as required to maintain UL rating of 
ceiling assembly.” 

 
 
 
 
 
ATTACHMENTS: 
RFI Log 
Section 012100 – ALLOWANCES 
Section 012200 – UNIT PRICES 
SECTION 012300 – ALTERNATES 
Drawing A011 CODE PLAN – GROUND FLOOR 
Drawing A012 CODE PLAN – FIRST FLOOR 
Drawing A101 FLOOR PLAN 
Drawing A801 FINISH PLAN 



PennBid 
#

Date 
Submitted

Prime 
Contract Question/Clarification Response

1 7/10/26 GC

Aluminum Storefronts. Looking on the door schedule, I do 
not see any aluminum doors or frames, and I also do not 
see anything that is to be SF3. Please advise.

Frames are HM. Doors are either HM or Wood. Refer to 
1/A101 for SF3 Tag - Addendum #01

2 7/15/26 GC Budget. Is there a budget for bonding purposes?

Budget breakdown by trade is as follows: 
GC = $1,131,000
MC = $326,000
EC = $295,000
PC = $155,000

3 7/16/26 MC/PC/EC

Bidder Acknowledgement Form. Question 1.0.14 - Is it 
acceptable to enter that the bid bond amount is 10% of 
the base bid amount instead of an actual number. We are 
bidding more than one contract, and this poses a 
problem. Thank you. "10% of the Base Bid amount" is acceptable.

4 7/21/26 GC Abatement. Who is the existing abatement contractor? Neuber Environmental

5 7/20/26 GC

Spray Fireproofing. I see the Alternate is requesting fire 
rated ceiling in lieu of spray fireproofing. I do not see any 
information regarding spray fireproofing work on the plans 
or specs?

Fireproofing spec to be added in next Addendum. See 
Addendum 2

6 7/20/26 GC

Addendum 1 - Fireproofing. Alt GC-1: providing rated 
ceilings in lieu of fireproofing spray. Where previously 
(specs or drawings) is fireproofing spray is called out?

Fireproofing spec to be added in next Addendum. See 
Addendum 2

7 7/14/26 GC

ACT-2. Please confirm that ACT-2 is to be Armstrong 
Cirrus Angled Tegular? Sheet A111 states this, but there 
is nothing called out on the finish Legend (A801).

ACT-2 has been changed to fire rated ceiling assembly. 
BoD ACT ceiling shall be ACT-1.  Alternate shall be ACT-
2. Refer to Addendum No. 2

8 7/14/26 GC

Location of ACT-2. Please confirm where ACT-2 is to be 
installed? Sheet A111 calls for ACT-2 to be installed in 
numerious rooms, but the finish schedule on sheet A801 
says that ACT-2 is to only be installed in A104.

ACT-2 has been changed to fire rated ceiling assembly. 
BoD ACT ceiling shall be ACT-1 - Alternate shall be ACT-
2. Refer to Addendum No. 2

LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG
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LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG

9 7/14/26 GC

Fire Rated Grid and Tile. Please confirm which tile and grid 
is to be used for ACT-1? It is specified as Armstrong 584, 
but on a previous phase of this project a fire rated Cirrus 
(578) and a fire rated grid were called for. Will this tile and 
grid need to be fire rated?

BoD - Provide Fire Proofing at underside of deck w/ 
nonrated ceiling assembly. 
Alternate 1 - Provide new rated ceiling assembly, 
Armstrong Cirrus 578 and all associated rated grid in leui 
of fire proofing 
Refer to Addendum No. 2

10 7/20/26 GC Deck Height. What are the deck heights?

Ground Floor - 459.97  - (12-13/16" Flr - Flr)
First Floor - 472.00 - (14'-0" Flr - Flr)
Second Floor - 486.00

11 7/20/26 GC

General Elevation Notes - A403. There are some 
differences between spec section 123200 and the 
general elevation notes on A403 regarding casework 
hardware.
1. Which style of hinge is to be used - semi concealed 5 
knuckle or a concealed soft close hinge?
2. Are self-closing drawer slides or soft close drawer slides 
to be used?
3. Which type of countertop grommet should be used? - 
notes on A801 state 3" plastic while notes on A401 state 
2 7/8" solid brass.

1. Please provide concealed soft close hinges
2. Please provide soft close drawer slides
3. Please provide 2 7/8" solid brass from Mockett

Refer to Addendum No. 2

12 7/20/26 GC

Plastic Laminate Countertops. Can plastic laminate 
countertops be manufactured from 1 1/8" think solid core 
particleboard with a 3mm PVC edge?

All countertops shall be solid surface - SS-1. All notes 
relating to plam countertop has been deleted from project. 
Refer to Addendum No. 2

13 7/20/26 GC

Adjustable Shelving. Please clarify the core material, finish 
and edge treatment for the adjustable shelving per J, M / 
A501.

Wall shelving in Open Office A113 has been deleted. 
Detail J/A501 has been deleted from project. Refer to 
Addendum No. 2
Wall shelving in Corridor A102 shall be PLAM - Refer to 
spec section 105700
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LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG

14 7/20/26 GC

Countertop Alternate. Comments on A801 say Base Bid 
Countertop is PLAM and Alternate is Solid Surface.  This 
is not listed as an alternate anywhere else though. 
1. Should this be an alternate?
2. If not, what material should the countertops be?

All countertops shall be solid surface - SS-1. No Plam 
Countertop in project

15 7/20/26 GC

MDF Doors and Drawer - A501. Would M2 Particleboard 
be and acceptable replacement for the MDF Doors and 
Drawer front as shown on A501?

M2 particleboard is an acceptable replacement for MDF 
Door and drawer fronts. If M2 is provided - doors and 
drawer fronts egdes shall be banded with matching PVC.

16 7/20/26 GC

Toe Kick. Is a PLAM Toe Kick required for the PLAM 
Casework as the Finish Room Schedule states all toe kick 
to be VB-1? Provide all casework toe kick to be PLAM.

17 7/20/26 GC

Solid Surface Sills. Please confirm which windows are to 
receive solid surface sills per note on A401 (general 
elevation notes #3). No new window sills 

18 7/20/26 GC

Casework Locks. Please verify if there are any casework 
locks needed for this project.  Specification 123200 states 
as indicated while A401 general elevation notes #4 seems 
to indicate locks on all.

Provide locks for all casework per department:
1. Elections Services
2. District Attorney

19 7/21/26 GC
FRP. WHAT rooms get the FRP NOT listed on finish 
schedule. Refer to sheet A801 on Addendum No. 2

20 7/21/26 GC
Demolition. Will the existing floors, ceiling and wall finishes 
be removed in its entirety?

Yes, existing walls, floor, and ceilings will be removed. 
G.C. scope of work for this contract is limited to what's 
listed on demolition plan A032.

21 7/21/26 GC
Sound Absorbing Wall Panels. Are sound absorbing wall 
panels part of the contract?  Location?

Yes, Acoustical wall panels are part of this contract. Refer 
to spec section 098430. Refer to sheet A401 for 
elevations. Acoustical wall panelling are located in both 
interview rooms #A013 and #A019.

22 7/21/27 GC
Spec Section 102600 Wall Protection. Location of guards 
and also height.

Provide corner guards up to 60" AFF. Refer to Addendum 
No. 2 for revised DWGs to reflect locations.
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LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG

23 7/23/26 GC

Demolition Drawing A032.There is no note on drawing for 
floor removal.  will the abatement contractor remove all 
flooring ? Abatement contractor to remove all existing flooring.

24 7/23/26 GC

Demolition Drawing A032. There is no note about 
removing ceiling grid and 
tile is this work being done by owner.

Abatement contractor to remove all existing ACT and 
associated grid.

25 7/21/27 GC
Floors. What condition will the floors be left in after 
abatement?  Shot blasted?  Ground smooth?

Floors will be grounded smooth using walk-behind floor 
grinding equipment

26 7/20/26 MC 
DDC. Who is the counties controls contractor? There is no 
spec section on controls.

No units are tied into DDC. They are all stand alone 
controls. 

27 7/21/26 PC

LV-2. The plumbing schedule on P001 has a LAV-2 
fixture. this item is not in the specifications. Please provide 
a manufacturer and model number for this fixture. Spec section updated in Addendum 2 to reflect LV-2.

28 7/21/26 GC

Corridor Walls. Addendum #1 states that the walls in the 
corridor are to be topped out to the deck:
1 - What is the height of the deck?
2 - What is the height of the existing walls?
3 - What are the wall details (metal stud, 5/8" drywall, 
etc.)?
4 - Does it need to be topped out on both sides of the 
wall?

1. Ground Floor - 459.97  - (12-13/16" Flr - Flr)
First Floor - 472.00 - (14'-0" Flr - Flr)
Second Floor - 486.00
2. We approximate an additional height of 12"-16" to be 
extended to deck below.
3. 8" CMU
4. Yes, both sides. Only at the 1st floor. Basement reflects 
corridor walls going full height.

29 7/23/26 GC

Garage 024. Does the garage ceiling need to be painted, 
and if so what kind of ceiling is it?
Is there an elevation for the garage, and/or can you share 
the ceiling height in that area?

Ceiling Height of Garage - 11' 6 1/2"
Existing Ceiling is structural with fireproofing spray
Paint color TBD

30 7/23/26 GC

PNT-2. The finish legend shows PNT-2 as an accent 
paint.  PNT-2 is not listed anywhere in the finish schedule 
though.  Is PNT-2 needed and if so, where? PNT-2 not used for this phase. 
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LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG

31 7/24/26 MC

Mechanical Detail. Drawing M401, heat pump pipe detail 
show flex hoses, circ setters, and ball valves in a 2 way 
configuration. The loop water coil shows a 3 way 
configuration with the same parts and an ATC 3-way 
valve. I understand flex hoses are acceptable alternate to 
hard pipe, but are these being piped in a 3way 
configuration? Who is suppling the ATC valve and 
controlling them as there is no control spec or sequence 
of operation? Will be clarified by addendum.

32 7/28/26 MC
Commissioning. The specs mention a commissioning 
agent  if the county paying a third party for this?

Yes, County has issued an RFP and will award contract to 
a Commissioning Agent.

33 7/29/26 GC Bid Date Change. Will there be an addendum for this? Yes, Addendum No. 2 will be issued today (7/29/26).
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LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG

34 7/28/26 Sub?

Lighting. Please clarify the following discrepancies between the 
Contract Documents:
1. CH1 Fixtures – Missing from Luminaire Schedule Multiple rows 
of fixtures tagged CH1 are shown in the Garage on Drawing E201 
(both the original Issued for Bidding set and the revised sheet 
issued in Addendum No. 1).
However, the Luminaire Schedule in Specification Section 260650 
does not include a CH1 fixture type (or any chain-hung industrial 
fixture).
Please provide the complete product data for the CH1 fixtures, 
including:
•        Manufacturer(s)
•        Catalog number(s)
•        Description
•        Wattage / lumens
•        Driver type
•        Mounting method
2. SC1 Fixtures – Scheduled but Not Shown on Drawings
The Luminaire Schedule in Section 260650 includes fixture type 
SC1 (1'×4' LED panel with surface mount kit).
This fixture type does not appear on either the original or revised 
lighting plans (E201 or E202).
Please confirm whether SC1 fixtures are required on this project. 
If they are required, please indicate the locations. If they are not 
required, please confirm that SC1 should be deleted from the 
schedule.
3. Lighting Controls Sequence for the Garage
Drawing E501 provides a Lighting Controls Sequence of 
Operations table for various space types (corridors, offices, 
conference rooms, storage, etc.). The Garage is not listed in this 
sequence.
Please clarify the required lighting control sequence for the CH1 
fixtures in the Garage (occupancy sensor control, time-of-day 
schedule, manual override, peak level setting, etc.).

1. Fixture is H.E. Williams #75R-4-L65/835-WH-HE-VBY-FP-
DIM-UNV. This fixture has been added to luminaire 
schedule and will be issued with addendum #3.

2. This fixture is not used in the project, and therefore will 
be removed from the luminaire schedule. This change will 
be issued with addendum #3.

3. This space will share the same sequence of operations 
as the Storage / Evidence, Gang Toilets, etc., with a 
single button LV switch with occupancy by local ceiling / 
wall mounted occupancy sensor.
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35 7/28/26 EC

Fixture CH1. Print E201 shows a type CH1 fixture, 
however this fixture is not on the fixture schedule. Can 
you add the basis of design manufacture and catalog 
number for this fixture type to the fixture schedule?

Fixture is H.E. Williams #75R-4-L65/835-WH-HE-VBY-FP-
DIM-UNV. This fixture has been added to luminaire 
schedule and will be issued with addendum #3.

36 7/28/26 EC

Fire Alarm. The contract documents indicate that the 
existing fire alarm wiring is to remain. However, we were 
advised that all fire alarm wiring is to be replaced. Please 
confirm whether all existing fire alarm wiring is to be 
removed and replaced with new wiring. From what I am 
told they are currently dealing with numerous problems 
relative to the abatement going on. 

Yes, all fire alarm wiring is new throughout in the areas of 
work. The only exception to that is any existing-to-remain 
device wiring that runs through this project's areas of work. 
This is captured in the 7/20 Addendum #1 documents 
available via PennBid.

37 7/28/26 EC

Norcon TTU-3X. Is the electrical contractor to supply this? 
It says that but I just wanted to verify.
Thanks. Yes, that is correct.

38 7/29/26 EC

Type SC1 & EX2 fixtures. The fixture schedule in spec 
260650 calls out exit sign type EX2 and light fixture type 
SC1, however, I cannot find these fixtures on the prints. 
Are these fixtures needed for this project and if so where 
are they located and how many are there?

SC1 - This fixture is not used in the project, and therefore 
will be removed from the luminaire schedule. This change 
will be issued with addendum #3.

EX2 - These fixture locations have been updated on both 
E201 / E202, and will be reissued with addendum #3.

39 7/29/26 EC

Lighting Control. Print E201 rooms A015 & A016 are 
calling for a line voltage switch type occupancy sensor 
with integrated dimming control but also shows a DLM 
corner mount occupancy sensor. Should we delete the 
corner mount sensor or add a room controller and change 
the switch to a dimming LV wall station?

The corner-mounted occupancy sensors should be 
removed in both of those spaces. This revision will be 
captured via Addendum #3.
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40 7/29/26 EC

RM A004 Lighting Control. Print E201 room A004 is 
showing a 2 button LV dimming wall station wired to a 2-
relay room controller, however this configuration is not 
shown on the schedule of operations shown on print 
E501. Can this be added to the schedule of operations?

The LV switch shown should have a 4D designation, and 
will follow the SOP of a conference room. This revision will 
be captured via Addendum #3.

41 7/27/26 MC

HVAC BAS Requirements. The multiple contract summary 
in the HVAC section references providing BAS as well as 
for a unit price there is to provide a DDC valve and 
actuator. There is no BAS spec section in Div. 23.  What 
are the BAS requirements.

No units are tied into BAS. They are all standalone 
controls. 

42 7/28/26 MC

Material Allowance. On the bid sheet for mechanical, MC8 
and MC9 are direct pricing allowances from a controls 
contractor, which there is no spec on. Please provide a 
spec and the counties controls contractor for the building.

No units are tied into BAS. They are all standalone 
controls. 

43 7/28/26 GC

Terrazzo Crack Repair. Please provide the quantity of 
terrazzo crack repair locations to be included under Unit 
Price #GC1 and Material Allowance #GC1.

Provide 25 Linear Feet of Terrazzo Crack Repair.  Provide 
250 Linear Feet of Terrazzo Crack Repair.

44 7/28/26 GC

Terrazzo Pitted Face Repair. Please provide the quantity 
of terrazzo pitted-face repair locations to be included 
under Unit Price #GC2 and Material Allowance #GC2.

Provide 25 locations of Pitted Face Repair. Each location 
to be approx. 1 square feet.

45 7/28/26 GC

Terrazzo Finish. Specification Section 096610, Paragraph 
2.3.B, identifies 3M Scotchgard™ Stone Floor Protector 
as the terrazzo sealer. Please confirm whether a 3M floor 
finish is also to be included in the terrazzo scope of work.

3M Floor Finish not included in BoD scope of work. 
Provide Alternate to refinish all existing terazzo flooring in 
areas of work. 

46 7/28/26 MC

HVAC BAS Controls. Is there a HVAC controls contractor ( 
IE JCI, Siemens, NRG etc ) on site now if so who does the 
county use for the HVAC BAS controls.

No units are tied into BAS. They are all standalone 
controls. 

47 7/28/26 MC/PC/EC
Extension. Due to all of the projects bidding lately, could 
we get a 1-week extension on this bid? Bid deadline was moved in Addendum No. 2.
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48 7/28/26 GC
Walls to Match Existing Construction. A401, walls in a009 
and a011 to match existing.  What are they made of?

Existing construction are 4", 6" and 8" Concrete Masonry 
Units. Refer to revised plans in Addendum No. 3.

49 7/29/26 GC
Reception Windows. Are there specs for the transaction 
windows in the reception rooms (A108, A114)?

Reception Windows are storefront systems. See 
Addendum No. 3.

50 7/29/26 GC

A401 General Note. General Note 1 states to provide the 
PLAM facade beneath all reception area.  Is there a detail 
on what is required and is there any indication of location 
on the drawings?

Added note to Casework Section I/A501. See Addendum 
No. 3.

51 7/29/26 MC
Addendum 2. M201 and M202 are missing from the 
Addendum.

The drawing changes were only stated in the Addendum 
No. 2 write up. No attachments were sent out for 
Addendum No. 2.

52 7/31/26 GC
Door A101a. Can you please clarify the thickness and 
provide a hardware set for door A101a?

Door Thickness shall be 1 3/4". 
Door Panel material has been changed to match 
storefront. See Addendum #3
Provide the following hardare: 3 Hinge, Full Mortise Hvy 
Wt, 1 Storeroom/closet Lock, 1 Core, 1 Electric Strike, 1 
Surface Closer, 1 Door Stop, 1 Silencer. Final Specs TBD

53 7/24/26 GC

Casework. The specs for countertops call out Integral 
sinks however, all details are showing a drop in sink which 
would be by the plumber. Please advise if they are 
integral or not. Provide drop-in sinks.

54 7/27/26 GC
Wood Doors. Wood doors are spec'd as match existing; 
can you please provide the species of existing doors?

Existing species are Maple, Stain to match Phase I doors 
@ Assessment and Public Defenders.

55 7/28/26 GC

Terrazzo Floor Finish Locations. The Finish Schedule on 
Drawing A801 does not identify the locations of the 
existing terrazzo flooring to be refinished. Please clarify 
which rooms are to receive terrazzo refinishing. Terrazzo floor finish to be included as an alternate.
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56 7/28/26 GC

Terrazzo Stairs. Please clarify whether any existing 
precast terrazzo base and/or terrazzo stairs are to be 
included in the refinishing scope. Refer to Add. No. 2 revised DWGs for comments.

57 7/28/26 GC

Signage Design. What color will be required for the bottom 
accent of the panel signage? I have been informed it 
makes a difference for pricing purposes. Please price out woodgrains.

58 7/28/26 GC

Concrete Slab at new sanitary sewer. Which prime is 
responsible for the cutting and replacement of the 
concrete slab at the new underground sanitary line?

PC is responsible for the cutting and replacement and 
patching.

59 7/28/26 GC
Transaction Windows. Please provide a specification for 
the transaction windows. Transaction windows are Storefront.

60 7/28/26 GC

Cutting Patching - Drawing P001. Cutting and patching 
Note - Please calirify which prime contractor is the FIRE 
PROTECTION CONTRACTOR?

Building is not sprinklered. PC is responsible for the 
cutting and replacement and patching.

61 7/28/26 GC
Wood Door Type. What is the existing cut and species of 
the wood doors?

Existing species are Maple, Stain to match Phase I doors 
@ Assessment and Public Defenders.

62 7/30/26 GC
Fireproofing. Would Cafco 400 be acceptable in lieu of 
Blazeshield HP?

Please provide Blazeshield HP. Alternate submission 
deadline has passed.

63 7/30/26 EC

Data Network Cabling. Unit price EC5 in spec 012200 
page 4 is asking for a price on a data outlet consisting of 
the back box, conduit, data jack, and cabling, however 
the rest of the contract documentation seems to indicate 
that data (Cat 6 & optical fiber) will be installed by the 
owner's vender. Can you clarify who is installing the data 
cabling, jacks, and IDF equipment? If by the EC can you 
provide basis of design specs for this equipment?

This price should only include back box and conduit. EC 
will provide rough-in for owner's vendor, who will provide 
data cabling, jacks, and associated rack equipment.
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64 7/31/26 GC

Bathroom Walls. What is the intended construction of the 
new walls in restrooms A009 and A011? They do not 
have any wall tags and simply say to match existing. Are 
they CMU or should we figure framing and drywall at these 
locations? Refer to revised DWG in Add. No. 3.

65 7/31/26 GC

ACT-2 Locations. Please confirm which rooms are to 
receive ACT-2 as part of the base bid. The RCPs show it 
in rooms A010, A018, and A104, but the finish schedule 
only shows it in A104 only.

BoD ACT ceiling shall be ACT-1 as scheduled - Alternate 
shall be ACT-2 for ALL locations in leiu of ACT-1.  Refer to 
Add. No. 3 for revised schedule to reflect these areas to 
receive ACT-1 for BoD. 

66 7/31/26 GC

Alternate Pricing for ACT-2. Please confirm that the 
alternate pricing is intended for all rooms to receive ACT-2 
regardless of what is listed on the finish schedule?

BoD ACT ceiling shall be ACT-1 as scheduled - Alternate 
shall be ACT-2 for ALL locations in lieu of ACT-1. 

67 8/4/26 MC

Permits. Please clarify whether the Owner will be 
responsible for obtaining and paying all permit and 
inspection fees associated with the multiple prime 
contracts, or if each prime contractor is required to secure 
and pay for the permits and inspection fees applicable to 
their respective scope of work?

Refer to Section 002113 Instructions to Bidders, 
paragraph 29, for building permits. Contractor is 
responsible for paying any inspection fees associated with 
respective scope of work.

68 8/3/26 GC

Door A101a Follow up. Addendum 3 changes the material 
for the door A101a to "SF."  This is not a material listed in 
the legend though.  What material is that door? SF designates aluminum storefront system.



PennBid 
#

Date 
Submitted

Prime 
Contract Question/Clarification Response

LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG

69 8/4/26 MC

Exhaust Fan. Please confirm if the design intent of the 
rooftop mounted Exhaust Fan (EF-1) is to utilize the 
existing roof curb or if a new exhaust fan curb is required?

If a new curb is to be provided and installed, please 
furnish the current roof warranty information and any 
associated requirements necessary to maintain the roof 
warranty during the installation of the new curb and 
exhaust fan.

Existing curb to be modified to fit new fan. This will be 
covered in Addendum No. 5.

70 8/4/26 MC

Duct Cleaning. Specification Section 23 08 90, Paragraph 
3.2, states that the duct system shall be cleaned by 
forcing air at high velocity through the ductwork to remove 
accumulated dust and debris, and that the system shall 
be cleaned in sections as required.

Based on the current scope of work, the majority of the 
existing ductwork will be removed and replaced with new 
ductwork. The new ductwork will be delivered with ends 
protected, stored appropriately, and maintained in a clean 
condition prior to and during installation in accordance 
with project requirements.

Please clarify whether duct cleaning of the remaining 
existing ductwork and/or the completed duct system is still 
required under Specification Section 23 08 90. If cleaning 
is required, please identify the extent of ductwork to be 
cleaned and the acceptance criteria for compliance.

Existing supply duct from ground floor HRU to new point of 
connection to be cleaned. All new ducts shall be kept 
clean during construction but does not need to be 
cleaned after installation. This will be covered in 
Addendum No. 5.



PennBid 
#

Date 
Submitted

Prime 
Contract Question/Clarification Response

LEBANON COUNTY MUNICIPAL BUILDING - PHASE II RENOVATIONS
RFI LOG

71 8/4/26 GC

Refinishing Terrazzo. Addendum #3 added a new 
Alternates section that includes Alternate GC-2 for the 
refinishing of existing terrazzo in the garage stair tower, 
stairs, and rear vestibule. Please identify the specific room 
names and locations that are to be included in this 
alternate.

Vestibule A025 and Stairs A026. Refer to revised plan on 
Addendum No. 5.

72 8/4/26 GC
Terrazzo in Base Bid. Please confirm that there is no 
terrazzo work included in the Base Bid. Terrazzo work is included in base bid as allowances.

73 8/4/26 GC

Terrazzo Stairs. Please clarify whether any existing 
terrazzo stairs are to be refinished. If so, please identify 
the stair locations and confirm whether the scope includes 
refinishing the treads only or both the treads and risers.

Existing terrazzo stair treads and risers shall be refinished. 
Stair A026. Refer to Addendum No. 5.

74 8/4/26 GC
Fire Rated Ceiling. Does the fire rated acoustic ceiling 
require bonnets over/around the lights?

This will be addressed via electrical & mechanical 
alternates for their respective scopes of work. This 
information will be available via addendum #5.

75 7/28/26 GC

Hydraulic Underlayment. 035416 requires hydraulic 
cement underlayment in the base bid through an 
allowance and unit price, but Volume I provides no 
underlayment allowance amount, quantity or 
measurement basis.

Please provide the required hydraulic-underlayment 
allowance amount and unit-price quantity.

Delete Section 035416 Hydraulic Underlayment in its 
entirety.  See addendum.
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SECTION 012100 – ALLOWANCES (ADDENDUM NO. 5) 
 
PART 1 - GENERAL 
 

1.1 RELATED DOCUMENTS: 
 

A. Drawings and general provisions of the Contract, including General Conditions and other Division 01 
Specification Sections, apply to this Section. 

 
1.2 SUMMARY: 

 
A. This Section includes administrative and procedural requirements governing allowances. 

 
B. Certain items are specified in the Contract Documents by allowances. Allowances have been established 

in lieu of additional requirements and to defer selection of actual materials and equipment to a later date 
when additional information is available for evaluation. If necessary, additional requirements will be 
issued by Change Order. 

 
C. Types of allowances include unit-cost allowances. 

 
D. Related Sections include the following: 

 
1. Division 01 Section "Contract Modification Procedures" for procedures for submitting and 

handling Change Orders for allowances. 
2. Division 01 Section "Quality Requirements" for procedures governing the use of allowances for 

testing and inspecting. 
3. Divisions 02 through 49 Sections for items of Work covered by allowances. 

 
1.3 SELECTION AND PURCHASE: 

 
A. At the earliest practical date after award of the Contract, advise Architect of the date when final selection 

and purchase of each product or system described by an allowance must be completed to avoid delaying 
the Work. 

 
B. At Architect's request, obtain proposals for each allowance for use in making final selections. 

Include recommendations that are relevant to performing the Work. 
 

C. Purchase products and systems selected by Architect from the designated supplier. 
 

1.4 SUBMITTALS: 
 

A. Submit proposals for purchase of products or systems included in allowances, in the form specified for 
Change Orders. 

 
B. Submit invoices or delivery slips to show actual quantities of materials delivered to the Site for use in 

fulfillment of each allowance. 
 

C. Coordinate and process submittals for allowance items in same manner as for other portions of the Work. 
 

1.5 COORDINATION: 
 

A. Coordinate allowance items with other portions of the Work. Furnish templates as required to coordinate 
installation. 
 

1.6 UNIT-COST ALLOWANCE: 
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A. Allowance shall include cost to Contractor of specific products and materials selected by Architect 

under allowance and shall include taxes, freight and delivery to Project site. Owner is tax exempt where 
permitted by law. 

 
B. Unless otherwise indicated, Contractor's costs for receiving and handling at Project site, labor, 

installation, overhead and profit and similar costs related to products and materials selected by Architect 
under allowance shall be included as part of the allowance. 

 
1.7 UNUSED MATERIALS: 

 
A. Return unused materials purchased under an allowance to manufacturer or supplier for credit to Owner, 

after installation has been completed and accepted. 
 

B. If requested by Architect, prepare unused material for storage by Owner when it is not economically 
practical to return the material for credit. If directed by Architect, deliver unused material to Owner's 
storage space. Otherwise, disposal of unused material is Contractor's responsibility. 

 
PART 2 - PRODUCTS (Not Used)  

PART 3 - EXECUTION 

3.1 EXAMINATION: 
 

A. Examine products covered by an allowance promptly on delivery for damage or defects. Return 
damaged or defective products to manufacturer for replacement. 

 
3.2 PREPARATION: 

 
A. Coordinate materials and their installation for each allowance with related materials and installations to 

ensure that each allowance item is completely integrated and interfaced with related work. 
 

3.3 SCHEDULE OF ALLOWANCES: 
 

A. Base Bid A – General Construction: The Base Bid for the general construction work shall include the 
following quantity allowances: 
 

1. Material Allowance #GC1:  Terrazzo Crack Repair 
a. Description: Provide and install materials as necessary to repair cracks in the existing 

terrazzo. Comply with the requirements under Section 096610 “Restoration of Terrazzo 
Flooring.” 

b. Unit of Measurement: Per linear foot. 
c. Include in the Base Bid the cost of providing two hundred and fifty (250) linear feet of 

terrazzo crack repairs. (Addendum No. 5) 
 

2. Material Allowance #GC2:  Terrazzo Pitted Face Repair 
a. Description: Provide and install materials as necessary to repair pitted faces of the existing 

terrazzo surfaces. Comply with the requirements under Section 096610 “Restoration of 
Terrazzo Flooring.” 

b. Unit of Measurement: Per location of one square foot. 
c. Include in the Base Bid the cost of providing twenty-five (25) square feet of terrazzo pitted 

face repair. 
 

B. Base Bid B – Plumbing Construction: The Base Bid for the plumbing construction work shall include 
the following quantity allowances: 

 



Lebanon County Municipal Building – Phase II Renovations  
County of Lebanon B+H 22-038 
 

 
 
ALLOWANCES (ADDENDUM NO. 5) 012100-3 

1. Material Allowance #PC1:  1/2" Domestic Water Pipe 
a. Description: Provide additional 1/2" Domestic Water Pipe installed including insulation and 

hangers. Perform in accordance with applicable Division 22 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: (1') of 1/2" domestic water pipe installed with insulation and hangers. 
c. Include in the Base Bid the cost of providing ten (10) linear feet pipe. 

 
2. Material Allowance #PC2:  1" Domestic Water Pipe 

a. Description: Provide additional 1" Domestic Water Pipe installed including insulation and 
hangers. Perform in accordance with applicable Division 22 Sections and drawing 
requirements of similar work. 

b. Unit of Measurement: (1') of 1" Domestic Water Pipe installed with insulation and hangers. 
c. Include in the Base Bid the cost of providing ten (10) linear feet pipe. 

 
3. Material Allowance #PC3:  2" Domestic Water Pipe 

a. Description: Provide additional 2" Domestic Water Pipe installed including insulation and 
hangers. Perform in accordance with applicable Division 22 Sections and drawing 
requirements of similar work. 

b. Unit of Measurement: (1') of 2" Domestic Water Pipe installed with insulation and hangers. 
c. Include in the Base Bid the cost of providing ten (10) linear feet pipe. 

 
4. Material Allowance #PC4:  2" Ball Valves 

a. Description: Provide additional 2" ball valve installed. Perform in accordance with 
applicable Division 22 Sections and drawing requirements for similar work. 

b. Unit of Measurement: One assembly. 
c. Include in the Base Bid the cost of providing three (3) assemblies. 
 

5. Material Allowance #PC5:  2" Sanitary Pipe 
a. Description: Provide additional 2" sanitary pipe installed including excavation, backfill, and 

supports. Perform in accordance with applicable Division 22 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: (1') of 2" sanitary pipe installed including excavation and backfill. 
c. Include in the Base Bid the cost of providing twenty (20) linear feet of pipe. 

 
6. Material Allowance #PC6:  4" Sanitary Pipe 

a. Description: Provide additional 4" sanitary pipe installed including excavation, backfill, and 
supports. Perform in accordance with applicable Division 22 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: (1') of 4" sanitary pipe installed including excavation and backfill. 
c. Include in the Base Bid the cost of providing twenty (20) linear feet of pipe. 

 
7. Material Allowance #PC7:  Journeyman Plumber 

a. Description: The contract Unit Price to provide a journeyman plumber.  
b. Unit of Measurement: Per hour. 
c. Include in the Base Bid the cost of providing 20 (twenty) hours of labor. 

 
C. Base Bid C – Mechanical Construction:  The Base Bid for the mechanical construction work shall 

include the following quantity allowances: 
 

1. Material Allowance #MC1: 1” Shutoff Valves 
a. Description: Provide additional 1" shutoff valve, insulation, and appurtenances for a 

complete installation of valve. Perform in accordance with Division 23 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: 1 complete valve installation. 
c. Material Allowance Quantity: 5. 
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2. Material Allowance #MC2: 3" Shutoff Valves 
a. Description: Provide additional 3" shutoff valve, insulation, and appurtenances for a 

complete installation of valve. Perform in accordance with Division 23 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: 1 complete valve installation. 
c. Material Allowance Quantity: 5. 

3. Material Allowance #MC3: 1-1/2" Loop Piping 
a. Description: Provide additional 1-1/2” loop water piping, hangers, insulation and 

appurtenances for a complete installation of heating piping. Perform in accordance with 
Division 23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 10 feet added. 
c. Material Allowance Quantity: 3. 

4. Material Allowance #MC4: 2-1/2” Loop Piping 
a. Description: Provide additional 2-1/2” loop water piping, hangers, insulation and 

appurtenances for a complete installation of heating piping. Perform in accordance with 
Division 23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 10 feet added. 
c. Material Allowance Quantity: 2. 

5. Material Allowance #MC5: Ductwork 
a. Description: Galvanized steel ductwork including duct insulation and hangers.  Perform in 

accordance with applicable Division 23 Sections and drawing requirements for similar work. 
b. Unit of Measurement: 100 lbs. 
c. Material Allowance Quantity: 2. 

6. Material Allowance #MC6: Supply Diffuser 
a. Description: Provide 4-way blow supply diffuser with 12” round neck. Include 8 feet of flex 

duct, spin collar, balancing damper, hangers for flex duct, and appurtenances for a complete 
installation of supply diffuser, flex duct, balancing damper, and connection to branch duct.  
Perform in accordance with applicable Division 23 Sections and drawing requirements for 
similar work. 

b. Unit of Measurement: 1 complete installation. 
c. Material Allowance Quantity: 2. 

7. Material Allowance #MC7: Return Register 
a. Description: Provide 24” x 24” return register with duct connection and 4 feet of 24” x 10” 

lined return duct, duct hangers and appurtenances for a complete installation. Perform in 
accordance with applicable Division 23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 1 complete installation. 
c. Material Allowance Quantity: 2. 

8. Material Allowance #MC8: Combination Thermostat/Humidistat 
a. Description: Provide a combination thermostat/humidistat with 100 feet of control wiring 

and appurtenance for a complete installation. Perform in accordance with applicable Division 
23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 1 complete installation. 
c. Material Allowance Quantity: 1. 

9. Material Allowance #MC9: DDC Valve Actuator & Wiring 
a. Description: Provide an additional DDC valve actuator, consisting of actuator type required 

for application appropriate backbox (as applicable) and mounting equipment, cabling, 
conduit necessary wall penetration cutting and patching, terminations, and connections to 
DDC system, and programming required. Perform in accordance with applicable Division 
23 specifications.  
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b. Unit of Measurement: Per assembly. 
c. Material Allowance Quantity: 2. 

10. Material Allowance #MC10: Fire Damper 
a. Description: Provide 1-hour fire damper of 24”x12” dimensions including wall sleeve, 

access door in adjacent duct, and appurtenances for a complete installation. Perform in 
accordance with applicable Division 23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 1 complete installation. 
c. Material Allowance Quantity: 2. 

11. Labor Allowance #MC11: Sheet Metal Journeyman Worker 
a. Description: Provide a Sheet Metal Journeyman Worker. 
b. Unit of Measurement: Per hour. 
c. Labor Allowance Quantity: Include in the Base Bid the cost of providing forty (40) hours of 

labor. 
 

D. Base Bid D – Electrical Construction:  The Base Bid for the electrical construction work shall 
include the following quantity allowances: 
 
1. Material Allowance #EC1: Duplex Receptacle & Wiring 

a. Description: Provide an additional duplex receptacle assembly.  Include 20A, 120V duplex 
receptacle, backbox, cover plate, 3/4" conduit/raceway with 2#12 conductors and 1#12 ground 
wire to a point of authorized connection, necessary wall penetration cutting and patching, 
terminations and labeling. Perform in accordance with applicable Division 26 Sections and 
drawing requirements for similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 75'. 
d. Quantity Allowance: Include twenty-five (25) assemblies. 

 
2. Material Allowance #EC2: Heat or Smoke Detector & Wiring 

a. Description: Provide an additional heat or smoke detector assembly, consisting of detector of 
type required for application, appropriate backbox (as applicable) and mounting equipment, 
cabling, conduit, necessary wall penetration cutting and patching, terminations, connections to 
fire alarm system, and programming required.  Perform in accordance with applicable Division 
28 Sections and drawing requirements for similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 100'. 
d. Quantity Allowance: Include five (5) assemblies. 

 
3. Material Allowance #EC3: Fire Alarm Audible/Visual Device & Wiring 

a. Description: Provide an additional fire alarm A/V device assembly, consisting of A/V device, 
backbox, cabling, conduit, necessary wall penetration cutting and patching, terminations, 
connections to fire alarm system, programming, and additional power supplies required. 
Perform in accordance with applicable Division 28 Sections and drawing requirements for 
similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 100'. 
d. Quantity Allowance: Include five (5) assemblies. 

 
4. Material Allowance #EC4: Fire Alarm Addressable Device & Wiring 

a. Description: Provide an additional fire alarm addressable device assembly, consisting of 
addressable device, backbox, cabling, conduit, necessary wall penetration cutting and patching, 
terminations, connections to fire alarm system, programming, and additional power supplies 
required. Perform in accordance with applicable Division 28 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: Per assembly. 
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c. Maximum Distance: 100'. 
d. Quantity Allowance: Include ten (10) assemblies. 

 
5. Material Allowance #EC5: Data Outlets and Wiring 

a. Description: Provide additional telecommunications rough-in as detailed on the Drawings 
consisting of backbox and conduit. Perform in accordance with applicable Division 27 
Sections and drawing requirements for similar work. (Addendum No. 5) 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 300'. 
d. Quantity Allowance: Include five (5) assemblies. 

 
6. Material Allowance #EC6: 30A Fused Disconnect Switch and Wiring 

a. Description: Provide an additional 3P.30A fused disconnect switch assembly. Include 
3P.30A circuit breaker to be installed in panelboard or switchboard, 3P.30A fused disconnect 
switch, (3) 30A fuses, 4#10 + 1#10 ground in 3/4" conduit to a point of authorized 
connection, necessary wall penetration cutting and patching, terminations and labeling.  
Perform in accordance with applicable Division 26 Sections and drawing requirements for 
similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 200'. 
d. Quantity Allowance: Include one (1) assembly. 

 
7. Labor Allowance #EC7: Journeyman Electrician 

a. Description: Provide a Journeyman electrician. 
b. Unit of Measurement: Per hour. 
c. Quantity Allowance: Include twenty (20) hours. 
 

 
 
 

END OF SECTION 
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SECTION 012200 – UNIT PRICES (ADDENDUM NO. 5) 
 
PART 1 - GENERAL 
 

1.1 RELATED DOCUMENTS: 
 

A. Drawings and general provisions of the Contract, including General Conditions and other Division 01 
Specification Sections, apply to this Section. 

 
1.2 SUMMARY: 

 
A. This Section includes administrative and procedural requirements for unit prices. 

 
1.3 Related Sections include the following: 

 
A. Division 1 Section "Allowances" for procedures for using unit prices to adjust quantity allowances. 
B. Division 1 Section "Quality Requirements" for general testing and inspecting requirements. 

 
1.4 DEFINITIONS: 

 
A. Unit price is an amount proposed by Bidders, stated on the Bid Form, as a price per unit of 

measurement for materials or services added to or deducted from the Contract Sum by appropriate 
modification, if estimated quantities of Work required by the Contract Documents are increased or 
decreased. 

 
1.5 PROCEDURES: 

 
A. Unit prices include all necessary material, plus cost for delivery, installation, bonds, insurance, 

applicable taxes, overhead and profit and similar costs related to products and materials. 
 

B. Measurement and Payment - Refer to individual Specification Sections for work that requires 
establishment of unit prices. Methods of measurement and payment for unit prices are specified in those 
Sections. 

 
C. Owner reserves the right to reject Contractor's measurement of work-in-place that involves use of 

established Unit Prices and to have this work measured, at Owner's expense, by an independent 
surveyor acceptable to Contractor. 

 
D. List of Unit Prices: A list of Unit Prices is included in Part 3. Specification Sections referenced in the 

schedule contain requirements for materials described under each Unit Price. 
 

PART 2 - PRODUCTS (Not Used)  
 
PART 3 - EXECUTION 

 
3.1 LIST OF UNIT PRICES: 

 
A. Base Bid A – General Construction Work: 

 
1. Unit Price #GC1:  Terrazzo Crack Repair 

a. Description: Provide and install materials as necessary to repair cracks in the existing 
terrazzo. Comply with the requirements under Section 096610 “Restoration of Terrazzo 
Flooring.” 

b. Unit of Measurement: Per linear foot. 
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2. Unit Price #GC2:  Terrazzo Pitted Face Repair 
a. Description: Provide and install materials as necessary to repair pitted faces of the existing 

terrazzo surfaces. Comply with the requirements under Section 096610 “Restoration of 
Terrazzo Flooring.” 

b. Unit of Measurement: Per location of one square foot. 
 

B. Base Bid B – Plumbing Construction Work:  
 
1. Unit Price #PC1: 1/2" Domestic Water Pipe 

a. Description: Provide additional 1/2" Domestic Water Pipe installed including insulation 
and hangers. Perform in accordance with applicable Division 22 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: (1') of 1/2" domestic water pipe installed with insulation and 
hangers. 

 
2. Unit Price #PC2:  1" Domestic Water Pipe 

a. Description: Provide additional 1" Domestic Water Pipe installed including insulation and 
hangers. Perform in accordance with applicable Division 22 Sections and drawing 
requirements of similar work. 

b. Unit of Measurement: (1') of 1" Domestic Water Pipe installed with insulation and hangers. 
 
3. Unit Price #PC3:  2" Domestic Water Pipe 

a. Description: Provide additional 2" Domestic Water Pipe installed including insulation and 
hangers. Perform in accordance with applicable Division 22 Sections and drawing 
requirements of similar work. 

b. Unit of Measurement: (1') of 2" Domestic Water Pipe installed with insulation and hangers. 
 
4. Unit Price #PC4:  2" Ball Valves 

a. Description: Provide additional 2" ball valve installed. Perform in accordance with 
applicable Division 22 Sections and drawing requirements for similar work. 

b. Unit of Measurement: One assembly. 
 
5. Unit Price #PC5:  2" Sanitary Pipe 

a. Description: Provide additional 2" sanitary pipe installed including excavation, backfill, 
and supports. Perform in accordance with applicable Division 22 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: (1') of 2" sanitary pipe installed including excavation and backfill. 
 
6. Unit Price #PC6:  4" Sanitary Pipe 

a. Description: Provide additional 4" sanitary pipe installed including excavation, backfill, 
and supports. Perform in accordance with applicable Division 22 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: (1') of 4" sanitary pipe installed including excavation and backfill. 
 
7. Unit Price #PC7:  Journeyman Plumber 

a. Description: The contract Unit Price to provide a journeyman plumber.  
b. Unit of Measurement: Per hour. 

 
C. Base Bid C – Mechanical Construction:   

 
1. Unit Price #MC1: 1” Shutoff Valves 

a. Description: Provide additional 1" shutoff valve, insulation, and appurtenances for a 
complete installation of valve. Perform in accordance with Division 23 Sections and 
drawing requirements for similar work. 

b. Unit of Measurement: 1 complete valve installation. 
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2. Unit Price #MC2: 3" Shutoff Valves 
a. Description: Provide additional 3" shutoff valve, insulation, and appurtenances for a 

complete installation of valve. Perform in accordance with Division 23 Sections and 
drawing requirements for similar work. 

b. Unit of Measurement: 1 complete valve installation. 
 

3. Unit Price #MC3: 1-1/2" Loop Piping 
a. Description: Provide additional 1-1/2” loop water piping, hangers, insulation and 

appurtenances for a complete installation of heating piping. Perform in accordance with 
Division 23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 10 feet added. 
 

4. Unit Price #MC4: 2-1/2” Loop Piping 
a. Description: Provide additional 2-1/2” loop water piping, hangers, insulation and 

appurtenances for a complete installation of heating piping. Perform in accordance with 
Division 23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 10 feet added. 
 

5. Unit Price #MC5: Ductwork 
a. Description: Galvanized steel ductwork including duct insulation and hangers.  Perform in 

accordance with applicable Division 23 Sections and drawing requirements for similar 
work. 

b. Unit of Measurement: 100 lbs. 
 

6. Unit Price #MC6: Supply Diffuser 
a. Description: Provide 4-way blow supply diffuser with 12” round neck. Include 8 feet of 

flex duct, spin collar, balancing damper, hangers for flex duct, and appurtenances for a 
complete installation of supply diffuser, flex duct, balancing damper, and connection to 
branch duct.  Perform in accordance with applicable Division 23 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: 1 complete installation. 
 

7. Unit Price #MC7: Return Register 
a. Description: Provide 24” x 24” return register with duct connection and 4 feet of 24” x 10” 

lined return duct, duct hangers and appurtenances for a complete installation. Perform in 
accordance with applicable Division 23 Sections and drawing requirements for similar 
work. 

b. Unit of Measurement: 1 complete installation. 
 

8. Unit Price #MC8: Combination Thermostat/Humidistat 
a. Description: Provide a combination thermostat/humidistat with 100 feet of control wiring 

and appurtenance for a complete installation. Perform in accordance with applicable 
Division 23 Sections and drawing requirements for similar work. 

b. Unit of Measurement: 1 complete installation. 
 

9. Unit Price #MC9: DDC Valve Actuator & Wiring 
a. Description: Provide an additional DDC valve actuator, consisting of actuator type required 

for application appropriate backbox (as applicable) and mounting equipment, cabling, 
conduit necessary wall penetration cutting and patching, terminations, and connections to 
DDC system, and programming required. Perform in accordance with applicable Division 
23 specifications.  

b. Unit of Measurement: Per assembly. 
 

10. Unit Price #MC10: Fire Damper 
a. Description: Provide 1-hour fire damper of 24”x12” dimensions including wall sleeve, 

access door in adjacent duct, and appurtenances for a complete installation. Perform in 
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accordance with applicable Division 23 Sections and drawing requirements for similar 
work. 

b. Unit of Measurement: 1 complete installation. 
 

11. Unit Price #MC11: Sheet Metal Journeyman Worker 
a. Description: Provide a Sheet Metal Journeyman Worker. 
b. Unit of Measurement: Per hour. 

 
D. Base Bid D – Electrical Construction:   

 
1. Unit Price #EC1: Duplex Receptacle & Wiring 

a. Description: Provide an additional duplex receptacle assembly.  Include 20A, 120V duplex 
receptacle, backbox, cover plate, 3/4" conduit/raceway with 2#12 conductors and 1#12 ground 
wire to a point of authorized connection, necessary wall penetration cutting and patching, 
terminations and labeling. Perform in accordance with applicable Division 26 Sections and 
drawing requirements for similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 75'. 

 
2. Unit Price #EC2: Heat or Smoke Detector & Wiring 

a. Description: Provide an additional heat or smoke detector assembly, consisting of detector of 
type required for application, appropriate backbox (as applicable) and mounting equipment, 
cabling, conduit, necessary wall penetration cutting and patching, terminations, connections to 
fire alarm system, and programming required.  Perform in accordance with applicable Division 
28 Sections and drawing requirements for similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 100'. 

 
3. Unit Price #EC3: Fire Alarm Audible/Visual Device & Wiring 

a. Description: Provide an additional fire alarm A/V device assembly, consisting of A/V device, 
backbox, cabling, conduit, necessary wall penetration cutting and patching, terminations, 
connections to fire alarm system, programming, and additional power supplies required. 
Perform in accordance with applicable Division 28 Sections and drawing requirements for 
similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 100'. 

 
4. Unit Price #EC4: Fire Alarm Addressable Device & Wiring 

a. Description: Provide an additional fire alarm addressable device assembly, consisting of 
addressable device, backbox, cabling, conduit, necessary wall penetration cutting and patching, 
terminations, connections to fire alarm system, programming, and additional power supplies 
required. Perform in accordance with applicable Division 28 Sections and drawing 
requirements for similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 100'. 

 
5. Unit Price #EC5: Data Outlets and Wiring 

a. Description: Provide additional telecommunications rough-in as detailed on the Drawings 
consisting of backbox and conduit. Perform in accordance with applicable Division 27 
Sections and drawing requirements for similar work. (Addendum No. 5) 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 300'. 

 
6. Unit Price #EC6: 30A Fused Disconnect Switch and Wiring 



Lebanon County Municipal Building – Phase II Renovations  
County of Lebanon B+H 22-038 
 

 
 
UNIT PRICES (ADDENDUM NO. 5) 012200-5 

a. Description: Provide an additional 3P.30A fused disconnect switch assembly. Include 
3P.30A circuit breaker to be installed in panelboard or switchboard, 3P.30A fused disconnect 
switch, (3) 30A fuses, 4#10 + 1#10 ground in 3/4" conduit to a point of authorized 
connection, necessary wall penetration cutting and patching, terminations and labeling.  
Perform in accordance with applicable Division 26 Sections and drawing requirements for 
similar work. 

b. Unit of Measurement: Per assembly. 
c. Maximum Distance: 200'. 

 
7. Unit Price #EC7: Journeyman Electrician 

a. Description: Provide a Journeyman electrician. 
b. Unit of Measurement: Per hour. 

 
 

 
END OF SECTION 
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SECTION 012300 – ALTERNATES (ADDENDUM NO. 5) 
 
PART 1 - GENERAL 
 

1.1 RELATED DOCUMENTS: 
 

A. Drawings and general provisions of the Contract, including General Conditions and other Division 
01 Specification Sections, apply to this Section. 

 
1.2 SUMMARY: 

 
A. This Section includes administrative and procedural requirements for alternates. 

 
1.3 DEFINITIONS: 

 
A. Alternate - An amount proposed by Bidders and stated on the Bid Form for certain work defined in 

the Bidding Requirements that may be added to or deducted from the Base Bid amount if the Owner 
decides to accept a corresponding change either in the amount of construction to be completed or in 
the products, materials, equipment, systems or installation methods described in the Contract 
Documents. 
 

1. The cost or credit for each Alternate is the net addition to or deduction from the Contract 
Sum to incorporate the Alternate into the Work. No other adjustments are made to the Contract 
Sum. 

 
1.4 PROCEDURES: 

 
A. Coordination - Modify or adjust affected adjacent work as necessary to completely integrate work 

of the Alternate into the Project. 
 

1. Include as part of each Alternate, miscellaneous devices, accessory objects and similar 
items reasonably inferable to be part of the Alternate. 

 
B. Execute accepted Alternates under the same conditions as other work of the Contract. 

 
C. Schedule - A Schedule of Alternates is included at the end of this Section. Specification Sections 

referenced in schedule contain requirements for materials necessary to achieve the work described 
under each Alternate. 

 
PART 2 - PRODUCTS (Not Used)  
 
PART 3 - EXECUTION 

 
3.1 SCHEDULE OF ALTERNATES - GENERAL CONSTRUCTION: 

 
A.  Alternate No. GC-1: State the amount to be added to the Base Bid for all work (labor and materials) 

related to providing new rated acoustical ceiling tile (ACT-2) with all rated assemblies in lieu of fire 
proofing and non-rated ACT. (ADDENDUM NO. 3) 
 

B. Alternate No. GC-2: State the amount to be added to the Base Bid for all work (labor and materials) 
related to the refinishing of existing terrazzo flooring in all areas of the scope of work to include 
garage stair tower and stairs, and rear vestibule. (ADDENDUM NO. 3) 

 
C. Alternate No. GC-3: State the amount to be added to or deducted from the Base Bid for all work 
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(labor and materials) related to providing plastic laminate windowsills and apron (PLAM-3) in lieu 
of solid surface windowsills and apron (SS-2). (ADDENDUM NO. 4) 

 
3.2 SCHEDULE OF ALTERNATES - MECHANICAL CONSTRUCTION: 

 
D.  Alternate No. MC-1: State the amount to be added to the Base Bid for all work (labor and materials) 

related to providing Ceiling Radiation Dampers for ceiling penetrations for all diffusers and registers 
shown on Drawings M201 and M202. (ADDENDUM NO. 2) 
 

E. Alternate No. MC-2: State the amount to be added to the Base Bid for all work (labor and 
materials) related to providing Fire Rated diffusers and registers in rated ceiling assemblies, 
and deleting fire dampers at non-Fire Rated vertical partitions. Rating of diffusers and 
registers shall be as required to maintain UL rating of ceiling assembly. Alternate shall only be 
accepted if GC-1 alternate is accepted. (ADDENDUM NO. 5) 
 

3.3 SCHEDULE OF ALTERNATES - ELECTRICAL CONSTRUCTION:  
 

F.  Alternate No. EC-1: State the amount to be deducted from the Base Bid for all work (labor and 
materials) related to replacing the existing eighteen (18) space, 120/208V, 3P, 4W panelboard located 
in the first floor IT Services space (A127). The panel shall be replaced with a new thirty (30) space, 
120/208V, 3P, 4W panelboard. Refer to section 260620 for associated equipment ratings/capacities. 
 

G. Alternate No. EC-2: State the amount to be added to the Base Bid for all work (labor and 
materials) related to providing Fire Rated lighting fixtures or Fire Rated covers at all recessed 
lighting fixtures in rated ceiling assemblies. Rating of lighting fixtures or covers shall be as 
required to maintain UL rating of ceiling assembly. Alternate shall only be accepted if GC-1 
alternate is accepted. (ADDENDUM NO. 5) 
 
 
 

END OF SECTION 
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GENERAL WALL NOTES

1. ALL METAL STUD GAUGES, SPACING AND HEIGHT LIMITATIONS 
ARE FOR GENERAL DESIGN PURPOSES.  IT IS THE RESPONSIBILITY 
OF THE METAL STUD MANUFACTURER TO DETERMINE THE FINAL 
GAUGES AND SPACING TO ACCOMPLISH THE DESIGN.

2. PROVIDE SLOTTED TOP TRACK FOR ALL PARTITIONS AS 
REQUIRED FOR DEFLECTION.  

3. ALL GYPSUM BOARD WALL FINISHES TO HAVE 1/2" GAP AT 
FLOOR SLAB, TYP, UNO.

4. PROVIDE MOISTURE RESISTANT GYPSUM BOARD FOR ALL 
GYPSUM BOARD IN WET AREAS, SUCH AS, BUT NOT LIMITED TO, 
TOILET AND BATHING ROOMS, JANITOR’S CLOSETS WITH MOP 
SINKS, LAUNDRY AND DISHWASHING AREAS.

5. ALL CORNERS AND ALL VISIBLE DRYWALL EDGES AT OPENINGS, 
PENETRATIONS, CHANGES IN MATERIAL, ETC., SHALL HAVE CORNER 
BEAD, 'L' BEAD OR 'J' CHANNEL AS APPLICABLE.

6. PROVIDE TILE BACKER BOARD FOR ALL TILE LOCATIONS. SEE 
FINISH DRAWINGS FOR LOCATIONS.

7. ALL INTERIOR WALL FINISHES SHALL EXTEND 6" MIN ABOVE 
SUSPENDED CEILINGS, TYP, UNO.

8. ALL EXPOSED INTERIOR CMU OUTSIDE CORNERS SHALL BE 
BULLNOSED.

9. AT ALL INTERSECTIONS OF RATED AND NON-RATED WALLS, 
RATED WALL SHALL BE PRIMARY, CONTINUOUS AND A CLOSED 
ASSEMBLY.  ALL RATED WALL CONSTRUCTION SHALL BE 
UNBROKEN BY ANY NON-RATED CONSTRUCTION.  NON-RATED 
WALLS SHALL TERMINATE AT FINISHED SURFACE OF RATED 
WALLS.  

10. ALL RATED WALL COMPONENTS SHALL BEAR APPROPRIATE 
UL LABELS.  REFER TO UL LISTINGS FOR REQUIREMENTS.

11. AT ALL WALLS WITH AN STC RATING, EXTEND WALL TO 
UNDERSIDE OF ROOF DECK AND PROVIDE ACOUSTICAL SEALANT 
ASSEMBLY AT ALL JOINTS AND PENETRATIONS. ALL OPENINGS 
SHALL BE CUT TIGHT TO FIT AND INFILLED WITH ACOUSTICAL 
SEALANT ASSEMBLY.

12. AT ALL WALLS WITH AN STC RATING, STAGGER RECESSED 
ELEMENTS ON OPPOSING SIDES OF THE WALL IN DIFFERENT STUD 
SPACES TO REDUCE SOUND TRANSMISSION.

13. WHERE TV OR WALL MOUNTED SCREENS ARE SHOWN, 
PROVIDE ADDITIONAL BRACKETING.

NO. WALL TYPE PLAN DESCRIPTION RATING

INTERIOR NON-LOAD BEARING PARTITION1 3 5/8" METAL STUD 16" O.C., w/ SOUND ATTENUATION
BLANKET (FRICTION FIT), 5/8" GWB BOTH SIDES

NON-RATED

PARTITION TYPE SCHEDULE

HEIGHT

1' ABOVE CEILING
OR OTHERWISE 
NOTED ON PLAN

2 INTERIOR NON-LOAD BEARING PARTITION 6" METAL STUD 16" O.C., w/ SOUND ATTENUATION
BLANKET (FRICTION FIT), 5/8'' GWB BOTH SIDES

1' ABOVE CEILING
OR OTHERWISE 
NOTED ON PLAN

NON-RATED

3 INTERIOR NON-LOAD BEARING PARTITION 6" MASONRY UNIT. PAINT EACH SIDE. MATCH EXISTING WALL 
CONDITION, GROUND FLOOR

1' ABOVE CEILING
OR OTHERWISE 
NOTED ON PLAN

NON-RATED

INTERIOR NON-LOAD BEARING PARTITION4 3 5/8" METAL STUD 16" O.C., w/ SOUND ATTENUATION
BLANKET (FRICTION FIT), 5/8" GWB ON ONE SIDE

1' ABOVE CEILING
OR OTHERWISE 
NOTED ON PLAN

NON-RATED

5 1" TYPE SLX GYPSUM SHAFT LINER PANELS, 2 1/2" METAL C-H 
STUDS, 5/8" TYPE X GWB

1-HOUR RATED
UL #U415

INTERIOR FIRE-RATED SHAFT WALL UNDERSIDE OF 
DECK
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KEY LEGEND
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FINISH LEGEND
ACOUSTICAL CEILING TILE - ACT
CONTACT: BENJAMIN HINKLE (717.719.3764)
bmhinkle@armstrongceilings.com

ACT-1 MANF: ARMSTRONG 
SERIES: CIRRUS
ITEM NUMBER: #584
EDGE: ANGLED TEGULAR
NRC: .70 / CAC: 35 / LRV: .85
TYPE III / FORM 1 / PTTN E I / FIRE CLASS A
SIZE: 24" X 24" X 3/4"
COLOR: WHITE
GRID: 15/16" PRELUDE XL GRID
GRID COLOR: WHITE
[TYPICAL ACT]

ACT-2 MANF: ARMSTRONG
SERIES: CIRRUS
ITEM NUMBER: #578 FIREGUARD
EDGE: TEGULAR
NRC: .035 / CAC: 35
SIZE:24" x 24" x 3/4"
COLOR: WHITE
GRID: 15/16" PRELUDE XL FIREGUARD
GRID COLOR: WHITE
[RATED CEILING ASSEMBLY]

WOOD DOORS - WD
CONTACT: DOUG BACHAND (919.452.3716)
dbachand@vtindustries.com

WD-1 MANF: VT INDUSTRIES
SPECIES: SELECT WHITE BIRCH
STAIN: RAVINE - RA18
(TYPICAL DOORS)

WINDOW BLINDS - WB
CONTACT: CHRIS KOCHER (717.579.2100)
ckocher@illuminationsinc.com

WB-1 MANF: DRAPER
STYLE: CLUTCH-OPERATED FLEXSHADE

     MANUAL ROLLER SHADES
     SINGLE ROLLER CONFIGURATION

SIZE:    MATCH EXISTING WIDTH AND HEIGHT
     SEE PLANS FOR SPANS

MOUNTING: BETWEEN-THE-JAMBS 
     PROVIDE BACK PLATE AND ALL OTHER
     COMPONENTS REQUIRED FOR COMPLETE 
     INSTALLATION

FABRIC: PHIFER SHEERWEAVE 2410
COLOR: AS SELECTED FROM MANF. FULL RANGE
OPENESS: 3%
[NEW WINDOW BLINDS FOR ALL 
EXISTING AND NEW WINDOWS]

CARPET TILE - CPT
CONTACT: KELLY MURRAY (717.572.2126)
kelly.murray@shawcontract.com

CPT-1 MANF: SHAW CONTRACT
COLLECTION: CREATIVE ZONE
STYLE: MINDSCAPE TILE #5T595
COLOR: BRAINSTORM #93500
SIZE: 24" x 24"
INSTALLATION: ASHLAR
[OFFICE & CONFERENCE ROOM]

CPT-2 MANF: SHAW CONTRACT
COLLECTION: CREATIVE ZONE
STYLE: MINDSCAPE TILE #5T595
COLOR: CULTIVATE #93580
SIZE: 24" x 24"
INSTALLATION: ASHLAR
[OPEN OFFICES & CORRIDORS]

LUXURY VINYL TILE - LVT
CONTACT: KELLY MURRAY (717.572.2126)
kelly.murray@shawcontract.com

LVT-1 MANF: SHAW CONTRACT
STYLE: FUNCTION
COLOR: TRANSITION
SIZE: 18" x 18"
INSTALLATION: MONOLITHIC
[KITCHENETTE AREA]

VINYL BASE - VB
CONTACT: DOUG FULMER (717.945.4010)
dfulmer@spartansurfaces.com

VB-1 MANF: JOHNSONITE
STYLE: COVE BASE
COLOR: BURNT UMBER #63
SIZE: 4" HIGH, 120' COILS

EPOXY FLOORING - EPXY
CONTACT: NICOLE A. BENNETT FLORIO (878.236.2075)
nicole.a.bennett.florio@sherwin.com

EPXY-1 MANF: SHERWIN WILLIAMS
PRODUCT: RESUFLOR DECO QUARTZ
COLOR: MANF. FULL RANGE
INTEGRAL BASE 6'' COVE

FIBERGLASS REINFORCED PANELS - FRP
CONTACT: CRAIG STEIN (330.243.7187)
cstein@marlite.com

FRP-1 MANF: MARLITE
PRODUCT: STANDARD FRP
COLOR: MANF. FULL RANGE
FINISH: PEBBLED FRP
TRIM: PVC TRIM
TRIM COLOR: COLOR MATCH PANELS
SIZE: 4' X 8' PANELS. FULL HEIGHT
(RESTROOMS)

PAINT - PNT
CONTACT: NICOLE A. BENNETT FLORIO (878.236.2075)
nicole.a.bennett.florio@sherwin.com

PNT-1 MANF: SHERWIN WILLIAMS
COLOR: WHITE HERON SW 7627
FINISH: EGGSHELL
[TYPICAL WALLS]

PNT-2 MANF: SHERWIN WILLIAMS
COLOR: OAKMOSS SW 6180
FINISH: EGGSHELL
[ACCENT PAINT]

PNT-3 MANF: SHERWIN WILLIAMS
COLOR: TBD
FINISH: SEMI-GLOSS
[HM DOOR TRIM & HM DOOR]

PNT-4 MANF: SHERWIN WILLIAMS
COLOR: WHITE HERON SW 7627
FINISH: FLAT
[CEILINGS & BULKHEADS]

PLASTIC LAMINATE - PLAM
CONTACT: CINDY SCHOELKOPF (717.799.1639)
cindyschoelkopf@fessendhall.com

PLAM-1 MANF: WILSONART
PATTERN: PINNACLE WALNUT
PRODUCT #7992-38
FINISH: FINE VELVET TEXTURE
[TYP. CASEWORK]

PLAM-2 MANF: WILSONART OR FORMICA
PATTERN: TBD
PRODUCT TBD
FINISH: TBD
[PLAM FACADE]

PLAM-3 MANF: WILSONART OR FORMICA
PATTERN: TBD
PRODUCT TBD
FINISH: TBD
[ALTERNATE WINDOW SILLS]

CORNER GUARD - CG
CONTACT: ERIN MACLEISH (484.213.9010)
emacleish@inprocorp.com

CG-1 MANF: INPRO CORP
STYLE: 150 HIGH IMPACT CORNER GUARD
HEIGHT: 48'' AFF
INSTALLATION: SURFACE MOUNT
COLOR: MATCH TYP. WALL COLOR
[TYP. CORNER GUARD]

CG-2 MANF: INPRO CORP
STYLE: 150D HIGH IMPACT END WALL PROTECTOR
HEIGHT: 48'' AFF
INSTALLATION: SURFACE MOUNT
COLOR: MATCH TYP. WALL COLOR
[TYP. END WALL GUARD]

SOLID SURFACE - SS
CONTACT: CINDY SCHOELKOPF (717.799.1639)
cindyschoelkopf@fessendhall.com

SS-1 MANF: WILSONART
COLOR: PEARL MIRAGE
EDGE: 1/8 EASED
[TYP. COUNTERTOPS]

SS-2 MANF: WILSONART
COLOR: MANF. FULL RANGE
EDGE: 1/8" EASED
[BASIS OF DESIGN WINDOW SILLS]

FINISH SCHEDULE COMMENTS
1. PROVIDE 6" INTEGRAL COVE BASE FOR ALL EPOXY FLOOR
2. PROVIDE FULL HEIGHT FRP WALL PANELS, TRIM TO MATCH PANEL COLOR.

1. ANY MODIFICATION AND/OR CHANGES TO FINISH SELECTIONS MUST BE SUBMITTED TO ARCHITECT FOR 
APPROVAL 

2. CONTRACTOR TO FOLLOW ALL MANUFACTURERS WRITTEN SPECIFICATIONS AND PROCEDURE.
3. PROVIDE TRANSITION STRIP AT ALL FLOORING MATERIAL CHANGES AND TRANSITIONS, I.E.,CERAMIC TILE TO 

CARPET, SHEET VINYL TO CARPET, ETC. PROFILE MINIMAL AS POSSIBLE. FINISHED TO MATCH FLOORING.
4. WHERE FLOORING TRANSITION OCCURS AT DOORS, PROVIDE TRANSITION STRIP AS APPLICABLE AND CENTER 

UNDER DOOR IN CLOSED POSITION.
5. ALL ACCESS PANELS, ELECTRICAL PANELS AND/OR MECHANICAL GRILLES THAT OCCUR IN WALLS, SHALL BE 

PAINTED TO MATCH ADJACENT SURFACE, NOTIFY ARCHITECT IS A CONDITION OCCURS IN WALLS THAT HAVE A 
FINISH OTHER THAN PAINT, SUCH AS VINYL WALL COVERINGS, ETC.

6. COORDINATE LOCATION AND QUANTITY OF COUNTER GROMMETS ON SITE. GROMMETS SHALL BE 2 7/8" SOLID 
BRASS DESK GROMMET, FROM MOCKETT. GC TO SUBMIT SUBMITTAL FOR APPROVAL, UNLESS NOTED 
OTHERWISE. 

7. ALL CABINETS SHALL BE FINISHED ON ALL EXPOSED SURFACES WITH FINISHED INTERIORS, UNLESS NOTED 
OTHERWISE

8. ALL CABINETS SHALL RECEIVE FULL DEPTH DRAWERS AND SHELVES, U.N.O., CABINETS SHALL ALSO RECEIVE 
SOFT CLOSE DRAWERS/DOORS AND CONCEALED HINGES

9. PROVIDE CABINETS WITH KEYING AND LOCKING SYSTEM. PROVIDE MIN. OF 2 KEYS FOR EACH LOCKING TYPE. 
EACH SUITE SHALL RECEIVE DIFFERENT LOCKS AND KEYING SYSTEM. PROVIDE 2 MASTER KEY FOR FACILITIES.

10. CABINET HARDWARE SHALL BE BAR PULLS, FINISHED: BRUSHED ALUMINUM (TBD) - SUBMIT CUT SHEET FOR 
APPROVAL.

11. ALL WALL PAINT TO BE EG-SHELL, ALL TRIM TO BE SEMI-GLOSS, AND CEILING PAINT TO BE FLAT U.N.O., HM 
TRIM TO BE PNT-2. ALL SWITCH, OUTLET AND DEVICE COLOR SHALL BE WHITE. 

12. ALL ACT SHALL BE WHITE IN COLOR, INCLUDING ALL ASSOCIATED GRID SYSTEM AND ACCESSORIES. 

GENERAL FINISH NOTES
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CGCG

CG
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ATTIC STOCK

GENERAL CONTRACTOR TO PROVIDE THE OWNER WITH THE FOLLOWING ATTIC STOCK QUANTITIES 
AND MINIMUMS AS INDICATED IN THE SPECIFICATIONS. ALL MATERIALS SHALL BE NEW, UNUSED, AND 
FROM THE SAME PRODUCTION RUNS AS INSTALLED. COORDINATE ALL EXCESS AND LEFTOVER 
MATERIALS WITH OWNER PRIOR TO DISPOSAL. MATERIALS DESIGNATED BY OWNER FOR RETENTION 
SHALL BE TURNED OVER, PROPERLY PACKAGED, AND LABELED. REMOVE AND LEGALLY DISPOSE 
OF ALL REMAINING MATERIALS NOT RETAINED BY OWNER.

ON A WHITE ADHESIVE LABEL AFFIXED TO EACH PACKAGE/UNIT, GENERAL CONTRACTOR SHALL 
CLEARLY IDENTIFY THE FOLLOWING:

PROJECT: LEBANON MUNICIPAL BUILDING
PRODUCT: "LVT-1" / "CPT-1 / "CPT-2" / "VB-1" / ONTO EACH UNIT BOX/CONTAINER

G.C. TO COORDINATE WITH LEBANON MUNICIPAL BUILDING FACILITIES/TEAM MEMBER FOR HANDOFF 
AND STORAGE AT THE TIME OF SUBSTANTIAL COMPLETION UNLESS OTHERWISE DIRECTED. 
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1" = 60'-0"

KEY PLAN - GROUND FLOOR

1" = 60'-0"

KEY PLAN - FLOOR 1

3/32" = 1'-0"
1

FLOOR PLAN - BASEMENT

3/32" = 1'-0"
2

FLOOR PLAN - FLOOR 1

FIRST FLOOR

ROOM NAME
FLOOR
FINISH

BASE
FINISH

WALLS DOOR
TRIM

WINDOWS CEILING CASEWORK

COMMENTSNORTH EAST SOUTH WEST TRIM SILLS BLIND FINISH SOFFIT CAB CNTR

FIRST FLOOR

A100 CORRIDOR ETR ETR PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A101 WAITING CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- PLAM-2 SS-1

A102 CORRIDOR
CPT-2
& LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 PNT-4 PLAM-1 SS-1

A103 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A103a SAFE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A104 STORAGE LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A105 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A106 CONF. CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 PNT-4 PLAM-1 SS-1

A107 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A108 RECEPTION CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 PNT-4 PLAM-1 SS-1

A109 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A110 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A111 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A112 CORR CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A113 OPEN OFFICE CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A114 RECEPTION CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- PLAM-1 SS-1

A115 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A116 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A117 WAITING CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- PLAM-2 SS-1

A118 CONFERENCE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A119 ELECTION STORAGE CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A120 SAFE / STORAGE LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A121a OPEN OFFICE CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- PLAM-1 SS-1

A121b WORKROOM CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 PNT-4 PLAM-1 SS-1

A122 WAITING CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A123 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A124 SAFE/STORAGE LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A125 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A125c CLOSET CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A126 STORAGE LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A127 IT SERVICES LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 SS-2 WB-1 ACT-1 -- -- --

A128 CORRIDOR ETR VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A128a CLOSET ETR ETR FRP-1 FRP-1 FRP-1 FRP-1 PNT-3 -- -- -- PNT -- -- --

GROUND FLOOR

ROOM NO ROOM NAME
FLOOR
FINISH

BASE
FINISH

WALLS DOOR
TRIM

WINDOWS CEILING CASEWORK

COMMENTSNORTH EAST SOUTH WEST TRIM SILLS BLIND FINISH SOFFIT CAB CNTR

GROUND FLOOR

A001 CORRIDOR ETR ETR PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A002 CONF CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 -- -- --

A002a CLO CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A002b CLO CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A003 OFF CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 -- -- --

A004 CONFERENCE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 -- -- --

A005 DRUG TASK FORCE CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A006 OFF CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 -- -- --

A007 OFF CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 -- -- --

A008 OFF CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 -- -- --

A009 WOMENS EPXY EPXY FRP-1 FRP-1 FRP-1 FRP-1 PNT-3 PNT-3 -- -- ACT-1 -- -- -- 1, 2

A010 JAN. EPXY EPXY FRP-1 FRP-1 FRP-1 FRP-1 PNT-3 PNT-3 -- -- ACT-1 -- -- -- 1, 2

A011 MENS EPXY EPXY FRP-1 FRP-1 FRP-1 FRP-1 PNT-3 PNT-3 -- -- ACT-1 -- -- -- 1, 2

A012 CORRIDOR ETR VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A013 INTERVIEW CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A014 OBSERVATION CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A015 OFF CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A016 OFF CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A017 OPEN OFFICE CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 PNT-4 PLAM-1 SS-1

A017a STOR. CPT-2 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A017b KITCHENETTE LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 PNT-4 PLAM-1 SS-1

A018 LAB LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 PNT-4 -- --

A019 INTERVIEW CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A020 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A021 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A022 OFFICE CPT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- ACT-1 -- -- --

A023 EVIDENCE LVT-1 VB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- WB-1 ACT-1 -- -- --

A024 GARAGE ETR ETR PNT-1 PNT-1 PNT-1 PNT-1 PNT-3 PNT-3 -- -- -- -- -- --

A025 VESTIBULE

A026 STAIRS
NO. DATE RELEASE

1 07.07.26 PERMIT SET

2 07.07.26 BID SET

3 07.27.26 ADDENDUM #02

4 08.03.26 ADDENDUM #03

5 08.05.26 ADDENDUM #04

6 08.10.26 ADDENDUM # 05
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NORTH
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