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REPORTED: December 18, 2019 PROJECT NO.: INGL-19-9080 

CLIENT: Inglewood Unified School District c/o 
Cordoba Corporation 
Bond Management Team 
401 South Inglewood Avenue 
Inglewood, California 90301 

  

ATTENTION: Mr. Steven Ross   

REF: Limited Survey for Asbestos, Lead-based Paint and Other Hazardous Substances  
Woodworth Elementary School 
3200 W 104th Street, Inglewood, California  

1 INVESTIGATION 

On various dates from September 23, 2019 thru October 4, 2019 , Alta Environmental (Alta) conducted an 
investigation for the presence of asbestos-containing materials (ACM), lead-based paint (LBP), lead in 
drinking water, polychlorinated biphenyls (PCBs) in light tubes, mercury, and refrigerant in specified 
buildings at Woodworth Elementary School located at 3200 W 104th Street in Inglewood, California. The 
survey included the following: 

 Initial investigation to locate suspect asbestos-containing materials; 

 Physical assessment of suspect ACM, and LBP; 

 Direct readings of lead painted surfaces with an x-ray fluorescence spectrum analyzer; 

 Initial investigation to locate suspect PCBs in light ballasts/transformers, mercury vapor in light 
tubes; 

 Visual inspection for HVAC units containing refrigerants; 

 1st draw and 2nd draw of drinking water for lead, 

 Collection of bulk samples from suspect materials; and  

 Laboratory analysis of all collected samples. 

Inglewood Unified School District c/o the Bond Management Team retained Alta for this investigation. The 
sampling was conducted by our Cal/OSHA Certified Asbestos workers and California Department of Public 
Health (CDPH) Accredited Lead Inspector/ Assessor, employed by Alta Environmental. 

2 METHODOLOGY 

2.1 Asbestos 

The sampling was conducted using guidelines set forth in Federal Register 40 CFR Part 763. Alta 
Environmental conducted an initial walkthrough of the site to develop a listing and sampling scheme of 
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suspect materials. Samples were placed in sealable sample containers and assigned a unique sample 
identification number. 

Bulk samples collected from the subject site were subsequently analyzed by polarized light microscopy 
(PLM) and by 1000 point-count analysis for asbestos content in accordance with the United States 
Environmental Protection Agency’s (USEPA) Determination of Asbestos in Bulk Building Materials: 
EPA/600/R-93/116, July 1993, at AQ Environmental Laboratories, a laboratory accredited by the National 
Voluntary Laboratory Accreditation Program and located in Signal Hill, California. 

Based on the requirements of the USEPA as set forth in 40 CFR 763, a homogeneous material is defined 
as “an area of surfacing material, thermal system insulation material or miscellaneous material that is 
uniform in color and texture.” Furthermore, the regulation requires that a minimum number of samples be 
collected from each identified homogeneous material. If one sample in a homogeneous material is found to 
contain asbestos, the entire homogeneous material is considered to be asbestos-containing. 

Caution is advised in interpreting results provided herein. 

The survey and testing was conducted to identify hazardous materials prior to demolition of the structures.  
An investigation below soil grade was outside the scope of this project, and additional material such as 
asbestos-cement pipes, electrical wiring insulation, or other materials may subsequently be discovered. 

2.2 Lead 

Lead in Paint and Coatings 

The various painted surfaces of the building were tested for lead using a portable XRF spectrum analyzer. 
The XRF used was the LPA-1, manufactured by Protec Instrument Corporation of Waltham, 
Massachusetts. XRF readings were taken by using the device “Quick” mode option. No time setting is 
required with this option since the device automatically adjusts its reading time to the different paint 
substrates for precision. The duration of each test result was determined by the substrate density in 
combination with the age of the radioactive source of the device and the actual reading relative to the 
abatement level (threshold) chosen. The testing includes a unique combination of room equivalent, building 
component type, and substrate. 

An XRF Performance Characteristic Sheet (PCS) developed jointly by the U.S. Department of Housing and 
Urban Development (HUD) and the USEPA for the RMD LPA-1 was used. The PCS provides information 
necessary to conduct an inspection of LBP using a specific XRF device. Based on the PCS, no 
inconclusive readings in the “Quick” mode were encountered for LBP on brick, concrete, drywall, metal, 
plaster or wood substrates.  

Field calibration checks were performed prior, during and after each XRF lead inspection to determine that 
the device was functioning within acceptable limits (tolerance) determined by the manufacturer. Three 
readings of a red 1.02 mg/cm² Standard Reference Material (SRM) paint film, developed by the National 
Institute of Standard and Technology (NIST), were taken in the “Time Corrected” mode option during each 
calibration check. Each set of readings was averaged and compared to the PCS calibration check limit for 
the device. Please refer to Appendix F, Field Notes, for documentation of the quality-control calibration 
checks. 
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Lead in Drinking Water 

California for analysis via Furnace AAS in accordance with EPA Method 200.9 (drinking water). Four static 
and four dynamic drinking water samples were collected. Locations for water sampling were selected in 
accordance with applicable guidelines, and in an effort to collect static samples from sources not used within 
the previous 12 hours. The EPA action level for lead in drinking water has been set at 15 parts per billion 
(ppb).  

2.3 Polychlorinated Biphenyls 

Representative light ballasts were inspected for “no PCBs” labeling. If the unit lacks a “No PCBs” label, the 
ballast is assumed to contain PCBs and should be segregated for proper disposal. 

2.4 Mercury  

A visual inspection was conducted for thermostats containing mercury-filled switches.  

Mercury vapor is present in small quantities in fluorescent light tubes and may be released when the light 
tube is broken. Fluorescent light tubes were quantified during the inspection, and those quantities are 
documented in this report.  

2.5 Mold and Water Damage 

Alta conducted a limited visual inspection of the building. The investigation was limited to accessible 
portions and did not include intrusive investigation into wall cavities, attics, and other interstitial spaces. 

2.6 Universal Waste (Refrigerants/Gases) 

Equipment in which any refrigerants, gases or liquid requiring special handling may have been used were 
also catalogued during this inspection. 

3 RESULTS  

3.1 Asbestos 

Building A 

Material Sample No. Material Location Asbestos Content 

9" beige floor tile with 
mastic 
 

A-20 thru A-22 Under carpet in library, and offices 
1, 2, 3, under floor tile in nurse’s 
office, principal’s office, supply 
room, vice principal’s office, main 
office, visible at work room 

8% chrysotile - tile  
3% chrysotile - mastic 

 

Cloth type duct wrap A-47 thru A-49 Mechanical room ceiling level 
center duct 

40% chrysotile 

Drywall with mud 
composite 

A-50 thru A-52 Offices 1, 2, 3, library soffit <1% chrysotile 
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Material Sample No. Material Location Asbestos Content 

 

Building B 

Material Sample No. Material Location Asbestos Content 

9" beige floor tile with 
black mastic 

B-20 thru B-22 Room 25 - 28 (bottom layer) and 
PTA room (under carpet) 

8% chrysotile - tile  
4% - mastic  

 

Building C 

Material Sample No. Material Location Asbestos Content 

9" beige floor tile with 
black mastic 

C-31 thru C-33 Under floor tile in rooms 29-33 8% chrysotile - tile  
5% chrysotile - mastic 

 
 

Building D 

Material Sample No. Material Location Asbestos Content 

9" beige floor tile with 
mastic 

D-20 thru D-22 RR2 roof various spots down the 
center 

8% chrysotile - tile  
None detected - mastic  

Gray duct sealant D-R7 thru D-R9 Roof <1% chrysotile 

 

Building E 

Material Sample No. Material Location Asbestos Content 

9" beige floor tile with 
mastic 

E-23 thru E-25 Rooms 17-19 (under floor tile) 8% chrysotile - tile  
None detected - mastic 

Window putty E-26 thru E-28 Boy's and girl's restroom <1% chrysotile 

Gray/black duct 
sealant 

E-R7 thru E-R9 Roof <1% chrysotile 

6" transite pipe N/A Roof – southeast  ASSUMED 
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Building F 

Material Sample No. Material Location Asbestos Content 

9" beige floor tile with 
black mastic 

F-26 thru F-28 Room 1 (under blue floor tile) 8% chrysotile - tile  
4% chrysotile - mastic 

 
 

Building G 

Material Sample No. Material Location Asbestos Content 

Cork/chalkboard NA Rooms 7-10 Assumed 
 

Building CDC1 

Material Sample No. Material Location Asbestos Content 

9" beige floor tile with 
mastic 

C1-23 thru C1-
25 

Visible in room storages in rooms 
1, 2, 3, corridor storage under floor 
tile in rooms 1, 2, 3, 4, 5, room 5 
work room, principal’s office, 
nurses office, office 

8% chrysotile - tile  
None detected - mastic 

 

Beige sheet vinyl 
flooring 

C1-41 thru C1-
43 

under beige floor tile in book room 25% chrysotile  

4" pipe insulation 
(Aircell type)  

C1-47 thru C1-
49 

Visible at ceiling space above 
closet and restrooms - assume 
throughout ceiling space and wall 
cavities (damage debris observed 
above custodian closet) 

30% chrysotile  

Roofing debris  C1-50 thru C1-
52 

Custodian closet ceiling space 5% chrysotile  

Window putty C1-56 thru C1-
58 

Exterior at restroom windows only <1% chrysotile 

Gray roof mastic C1-R10 thru C1-
R6 

Roof all levels (patch work, 
penetrations, curb, corners, and 
conduit4locks) 

5% chrysotile  

Silver/gray duct 
sealant 

C1-R10 thru C1-
R12 

Roof 5% chrysotile  

 

 

  



Survey for Asbestos, Lead-Based Paint and Other Hazardous Substances 

Alta Environmental 
INGL-19-8236 
January 30, 2019 

6 

Building CDC2 

Material Sample No. Material Location Asbestos Content 

12" beige floor tile with 
black mastic 
 

C2-34 thru C2-
36 

Storage room 2 in room 7/8 6% chrysotile - tile 
None detected - mastic 

Texture coating 
 

C2-43 thru C2-
49 

Exterior <1% chrysotile 
 

Black wall mastic 
 

C2-53 thru C2-
55 

Kitchen 25% chrysotile 
 

6" transite pipe 
 

N/A Kitchen southeast corner thru to 
roof 

ASSUMED 

Building CDC3 

Material Sample No. Material Location Asbestos Content 

12" green floor tile with 
black mastic felt paper 

C3-19 – C3-21 Rooms 13-14 (bottom layer) 2% chrysotile - tile  
None detected - mastic 

    

Building MPR 

Material Sample No. Material Location Asbestos Content 

12" beige floor tile with 
black mastic 

MPR-20 
Thru MPR-22 

MPR, kitchen, kitchen office, 
storage room, hallway, restroom 
vestibules (middle layer) 

5% chrysotile - tile 
none detected - mastic 

 
9" beige floor tile with 
black mastic  

MPR-23 thru 
MPR-25 

MPR, kitchen, kitchen office, 
storage room, hallway, restroom 
vestibules (bottom layer) 

10% chrysotile - tile 
none detected - mastic 

 
Duct insulation MPR-38 

Thru MPR-40 
Visible on mechanical room 
(assumed in ceiling space and wall 
cavities) 

30% chrysotile  
 

Window putty MPR-41 thru 
MPR-43 

Exterior <1% chrysotile 
 

8" transite pipe N/A Roof - visible at southwest corner ASSUMED 

12" transite pipe N/A Roof - visible at southwest corner ASSUMED 

    

Walkway 

Material Sample No. Material Location Asbestos Content 

Gray roof mastic 
 

W-R4 thru W-R6 Walkways between building A thru 
B and CDC1 (penetrations, curb, 
corners, conduit blocks) 

10% chrysotile 
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Portable 1, 1A 

Material Sample No. Material Location Asbestos Content 

Exterior texture coating P1-13 thru P1-
17 

Exterior 2% chrysotile 

    

Portable 5/6 

Material Sample No. Material Location Asbestos Content 

Exterior texture coating P6-13 thru P6-
17 

Exterior <1% chrysotile 

    

Portable 15A 

Material Sample No. Material Location Asbestos Content 

Gray roof mastic 
 

15A-R4 - 15A-
R6 

Roof (patch work) 5% chrysotile 

    

R1 

Material Sample No. Material Location Asbestos Content 

Exterior texture coating R1-31 thru R1-
35 

Exterior walls 12, 11 5% chrysotile 
 

Gray roof mastic 
 

12-R4 - 12-R6 Roof (patch work) 2% - 3% chrysotile 

    

If any materials are found to contain greater than one-tenth of one percent of asbestos by weight as 
determined by the PLM method of analysis, Cal/OSHA mandates that the material(s) be treated as an 
asbestos-containing construction material (ACCM), subject to regulation under CCR Title 8, Section 1529. 

If any materials are found to contain more than one percent asbestos by weight as determined by the PLM 
method of analysis, the EPA mandates that the material(s) be treated as ACM, subject to regulation under 
40 CFR 61. 

The Occupational Safety and Health Administration (OSHA) considers Sheetrock (drywall) and joint 
compound to be separate materials, which therefore must be analyzed separately for asbestos content 
(OSHA Standards Interpretation and Compliance Letters 4/28/1997 – Sheetrock and Joint Compound). 

All repair and/or removal work and subsequent disposal should be performed by a licensed asbestos 
abatement contractor prior to any disturbance of any materials determined to contain asbestos.  

For the ACM identified in this report, dry sawing, sanding or drilling should be avoided. Additional suspect 
materials may be exposed during demolition and/or renovation activities; such materials should be sampled 
and analyzed prior to further disturbance. 
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3.2 Lead 

Lead in Paint and Coatings 

Lead-based paint, according to, the State of California, HUD and the USEPA is define as paint or other 
surface coating with lead content equal to or greater than 1.0 mg/cm2 of surface area by XRF testing or 
5,000 parts per million (ppm) by paint chip analysis. However, a more stringent level is established by the 
Los Angeles County Department of Health Services, which defines “dangerous level of lead-bearing 
substances” as paint or other surface coating with lead content greater than 0.7 mg/cm² (Los Angeles 
County Code, Title 11, Chapter 11.28, Section 11.28.010 C). 

Based on the location of the subject property in Los Angeles County, the threshold of the XRF was set at 
0.8 mg/cm² to include any levels greater than 0.7 mg/cm². 

Sides B, C and D are identified clockwise from side A, where side A corresponds to the north side of the 
building. 

The following tested surfaces were found to contain lead concentrations greater than 0.7 mg/cm². 

Building A 

Reading 
No. Structure Material Location 

Paint Color & 
Condition Substrate 

Lead 
(mg/cm²) 

010 Baseboard Building A Principals 
Office Restroom 

Green/Good Ceramic >9.9 

028 Door casing Building A Library Yellow/Good Metal 0.8 

 

Building C 

Reading 
No. Structure Material Location 

Paint Color & 
Condition Substrate 

Lead 
(mg/cm²) 

083 Wall Building C Girl’s 
restroom 

White/Good Ceramic >9.9 

084 Baseboard Building C Girl’s 
restroom 

White/Good Ceramic 9.3 

 

Building D 
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Reading 
No. Structure Material Location 

Paint Color & 
Condition Substrate 

Lead 
(mg/cm²) 

098, 099, 
100 

Wall and 
baseboard 

Building D Boy’s 
restroom 

Green/Good Ceramic >9.9 

 

Building E 

Reading 
No. Structure Material Location 

Paint Color & 
Condition Substrate 

Lead 
(mg/cm²) 

134 Wall Building D Boy’s 
restroom 

Green/Good Ceramic >9.9 

135 Baseboard Building D Boy’s 
restroom 

Green/Good Ceramic 5.8 

 

Building F 

Reading 
No. Structure Material Location 

Paint Color & 
Condition Substrate 

Lead 
(mg/cm²) 

174 Wall Bldg F staff restroom White/Good Ceramic 9.2 

193 Baseboard Room 4 girl’s restroom White/Good Ceramic 9.8 

195 Baseboard Room 4 boy’s restroom White/Good Ceramic >9.9 

 

MPR 

Reading 
No. Structure Material Location 

Paint Color & 
Condition Substrate 

Lead 
(mg/cm²) 

226 Baseboard MPR restroom White/Good Ceramic >9.9 

202 Window 
casings 

Exterior White/Good Metal 2.5 

Building CDC1 



Survey for Asbestos, Lead-Based Paint and Other Hazardous Substances 

Alta Environmental 
INGL-19-8236 
January 30, 2019 

10

Reading 
No. Structure Material Location 

Paint Color & 
Condition Substrate 

Lead 
(mg/cm²) 

152 Baseboard Building CDC1 room 3 
restroom 

Green/Good Ceramic 8.7 

153 Wall Building CDC1 room 3 
restroom 

Green/Good Ceramic >9.9 

154 Countertop  Building CDC1 room 3 
restroom 

Green/Good Ceramic 8.7 

131 Window 
casing 

Exterior CDC 1  White/good Metal 0.8 

Note: Lead-based coatings on ceramic tiles are normally fused into the substrate during manufacture 
and may not exhibit similar damage characteristics to paints and coatings applied on-site. 

All other painted surfaces not listed above are considered to be lead-containing, at a minimum until 
confirmatory paint chip sampling proves otherwise. 

Lead in Drinking Water 

Water samples were taken for lead in drinking water from various drinking fountains inside and outside the 
buildings. One sample was taken as a first draw. Then, in some instances, the water was left on for thirty (30) 
seconds and a second draw was taken. Please see below for samples above the EPA level of 15 parts per 
billion (PBM): 

Sample 
No. Sample Location 

Draw  
(1st or 2nd) Results (ppb) 

12 
CDC 3 building room 16 northwest 
drinking fountain/ sink 

1st *40 

13 CDC 2 building 8 southwest 1st *70 

W-9A Building E - room 18 1st 500 

W-9B Building E - room 18 2nd  20.6 

W-18A Building CDC3 - Room 14 1st  17 



Survey for Asbestos, Lead-Based Paint and Other Hazardous Substances 

Alta Environmental 
INGL-19-8236 
January 30, 2019 

11

W-18B Building CDC3 - Room 14 2nd  10 

* Water to fountains was turned off prior to Alta being able to take a second draw. 

3.1 Polychlorinated Biphenyls  

During demolition activities, the light fixtures must be dismantled, and the ballast exposed so the label on 
each light ballast can be examined. If the ballast is not clearly labeled “no PCBs” the ballast should be 
assumed to contain PCBs. All PCB ballasts must be segregated for proper disposal. 

The following quantities of ballasts were observed: 

 Approximately 1,066 ballasts present in the light fixtures. 

3.2 Mercury 

Fluorescent Light Tubes and Mercury Switches 

The following quantities of light bulbs were observed: 

 Approximately 2,134 fluorescent light tubes present in the light fixtures. 
 

The following quantities of mercury thermostats were observed: 
 

 Approximately 17 mercury thermostats were observed. 

3.3 Mold and Water Damage 

Building C 

Water damaged was noted at the time of investigation in room 32, no mold growth was observed. 

Building E 

Water damaged was noted in the ceiling at the time of investigation in room 18, no mold growth was 
observed.  

Building CDC 2 

Water damaged was noted on the roof. Heavy water damage in rooms 9, 7/8, 6, and cafeteria/kitchen, mold 
growth was observed.   

3.4 Refrigerants/Gases 

Prior to renovation and activities anticipated to impact this material, ensure all refrigerants are properly 
collected, transported, and disposed of/recycled in accordance with federal and California Air Resource 
Boards. Personnel extracting performing the removal and collection activities should be trained in compliance 
with the EPA’s Technician Certification Program.  
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4 CONCLUSIONS AND RECOMMENDATIONS 

4.1 Asbestos 

The SCAQMD requires that all asbestos materials be removed prior to any renovation or demolition 
activities that may impact the material.  

Point counting, an analytical method to further identify asbestos content of less than one percent, was used 
to determine whether the tested materials contained more than one-tenth of one percent asbestos. Since 
the window putty contained more than one-tenth of one percent asbestos, it is regulated under Cal/OSHA 
as an asbestos-containing building material. 

ACM removal shall be completed by a licensed asbestos abatement contractor utilizing isolation control 
methods and disposed of properly. Workers handling ACM shall be asbestos trained and shall wear the 
appropriate personal protective equipment. 

An investigation below soil grade is outside the scope of this project, and additional material such as 
asbestos-cement pipes, electrical wiring insulation, or other materials may subsequently be discovered 
during site work.  

Materials not clearly identified in this report should be properly sampled and characterized prior to 
disturbance. 

4.2 Lead 

Lead in Paint and Coatings 

All construction work where an employee may be occupationally exposed to lead must comply with 
Cal/OSHA requirements set forth in 8 CCR 1532.1. This regulation requires initial employee exposure 
monitoring to evaluate worker exposure during work that disturbs lead-containing materials (lead present in 
detectable levels). Alta Environmental suggests that engineering controls, respiratory protection and 
personal protective equipment be employed at the start of any project that could disturb LBP. 

Waste generated during removal or demolition of LBP components must be properly segregated into 
separate waste streams. Each waste stream should be randomly sampled and each sample analyzed for 
lead by the California Waste Extraction Test for comparison to the Total Threshold Limit Concentration 
(TTLC), and Soluble Threshold Limit Concentration (STLC) and by Toxicity Characteristic Leaching 
Procedure (TCLP) as required, to determine the final disposition of the waste.  

Workers who disturb surfaces with lead-containing paint are subject to regulation under Title 8 CCR, 
Section 1532.1 (d). These requirements include awareness training, monitoring to determine worker 
exposure. This regulation requires initial and on-going (if necessary) employee exposure monitoring to 
evaluate lead work exposure that disturbs paint with any detectable level of lead. Alta Environmental 
suggests that engineering controls, respiratory protection and personal protective equipment be employed 
at the start of any project that disturbs painted surfaces. 

Lead in Drinking Water 

A total of sixty-eight (68) drinking water samples were collected at the facility. Of the sixty-eight samples 
collected, five were found to contain lead concentrations greater than the EPA action level of 15 ppb. Alta 
recommends that the water to these fountains be turned off until the source of the lead can be ascertained 
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and corrected. 

In accordance with applicable regulations and recommended guidelines, not all water sources at the facility 
were evaluated. It is reasonable to assume that the presence of lead in water would not be limited solely to 
the single water source sampled. The potential exists for lead pipes and/or lead solder to be present 
anywhere in the plumbing system, including the offsite municipal water supply. Because it is not practical to 
access all lead pipes and/or solder at the site without extensive damage, Alta recommends limiting drinking 
water to filtered onsite sources (fountains or bottles). With proper selection of a water filter, filtration devices 
will help reduce the lead content of the drinking water.  

4.3 Polychlorinated Biphenyls  

Alta Environmental inspected a representative number (typically 2-5%) of each type of light fixture observed 
for PCB containing ballasts. All ballasts that were visually inspected were labeled "No PCBs". During 
demolition activities, the light fixtures must be dismantled, and each ballast exposed so that the label on 
each light ballast can be examined. If a label is missing or is not clearly labeled “No PCB” by the 
manufacture, the unit must be assumed to contain PCBs. Units assumed to be PCBs shall be segregated 
and packaged for proper disposal in accordance with all federal, state, and local regulations and guidelines. 

4.4 Mercury  

All fluorescent light tubes and mercury switches from this project must be segregated, packaged and 
disposed of in accordance with all Federal, State, and local regulations and guidelines including 40 CFR 
Part 261, and CCR Title 22 Sections 66261 and 66699. These light tubes typically contain concentrations of 
mercury exceeding the established Total Threshold Limit Concentration and/or the Soluble Threshold Limit 
Concentration values.  

4.1 Mold and Water Damage 

Areas of identified water damage and mold growth were observed during our investigation.  Mold impacted 
materials should be removed.  Removal should be conducted in a manner to limit the spread of mold 
spores within occupied spaces of the building.  Removal should be conducted by individuals trained in the 
proper handling and removal of mold impacted building materials.  Proper personal protective equipment 
should be used during the handling of mold impacted materials.  The source of moisture causing the mold 
growth should be identified and repaired or mold growth with re-occur. 

4.2 Universal Waste 

Each building contains two to five roof mounted air conditioning unit that may contain refrigerant. 
Refrigerants must be removed and recycled prior to any renovation or demolition that may impact the units. 

5 ASSUMPTIONS AND LIMITATIONS 

This report was prepared for the exclusive use of Inglewood Unified School District c/o Bond Management 
Team and may not be relied upon by any other person or entity without Alta Environmental’s express 
written permission. The information, conclusions and recommendations described in this report apply to 
conditions existing at certain locations when services were performed and are intended only for the specific 
purposes, locations, time frames and project parameters indicated. Alta Environmental cannot be 
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responsible for the impact of any changes in environmental standards, practices or regulations after 
performance of services.  

In performing our professional services, we have applied present engineering and scientific judgment and 
used a level of effort consistent with the current standard of practice for similar types of studies.  

As applicable, Alta Environmental has relied in good faith upon representations and information furnished 
by individuals with respect to operations and existing property conditions, to the extent that they have not 
been contradicted by data obtained from other sources. Accordingly, Alta Environmental accepts no 
responsibility for any deficiencies, omissions, misrepresentations, or fraudulent acts of persons interviewed. 

Alta Environmental will not accept any liability for loss, injury claim, or damage arising directly or indirectly 
from any use or reliance on this report. Alta Environmental makes no warranty, expressed or implied. 

This report is issued with the understanding that the client, the property owner, or its representative is 
responsible for ensuring that the information, conclusions, and recommendations contained herein are 
brought to the attention of the appropriate regulatory agencies, as required.  

Material quantities are in some cases listed within this document. These quantities are not intended to be 
used for removal bidding purposes, nor is this document intended as a contract manual. Work methods and 
sequence, coordination of participants, applicable codes, engineering controls, required submittals and 
notifications should in all cases be addressed in a separate and independent bidding and contract 
document. 

If you have any questions, please do not hesitate to contact the undersigned at (562) 495-5777. We 
appreciate the opportunity to be of service to Inglewood Unified School District 

6 SIGNATORY  

Respectfully submitted by:  Reviewed by:  

Alta Environmental Alta Environmental  

Eric J. Fleming, Project Manager 
Certified Asbestos Consultant 
Cal/OSHA Cert. #00-2186 
Lead Inspector/Assessor CDPH Cert. #4187 

David Schack, Vice President 
Certified Asbestos Consultant  
Cal/OSHA Cert. #92-0219 
Lead Inspector/Assessor CDPH Cert. #1104 

 



 

 

Appendix A 
Material Inventory: Asbestos  

  



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 1 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Smooth plaster walls A-1 None detected Storage room 1 - southeast

Smooth plaster walls A-2 None detected Library - northwest 
Smooth plaster walls A-3 None detected Library - southeast
Smooth plaster walls A-4 None detected Library work room - 

northwest
Smooth plaster walls A-5 None detected Library work room - 

southeast
Smooth plaster walls A-6 None detected Nurses - southwest
Smooth plaster walls A-7 None detected Main office - northeast
Button board A-8 None detected Mechanical room - 

southeast
Button board A-9 None detected Work room - northwest
Button board A-10 None detected Main office - northeast
Drywall ceiling A-11 None detected Library - center

Drywall ceiling A-12 None detected Principals office - center

Drywall ceiling A-13 None detected Nurse's office - center

12" peg hole ceiling tile 
with mastic

A-14 None detected Library - center

12" peg hole ceiling tile 
with mastic

A-15 None detected Principal's office - center

12" peg hole ceiling tile 
with mastic

A-16 None detected Nurse office - center

Yellow glue for carpet A-17 None detected Library - north center
Yellow glue for carpet A-18 None detected Office 1 - center
Yellow glue for carpet A-19 None detected Office 2 - northwest
9" beige floor tile with 
mastic

A-20 8% chrysotile - tile 
3% chrysotile - mastic

Library work room - 
northwest

Throughout except 
restrooms and 

mechanical rooms

Yes No    4,500 SF

Under carpet in 
library, and offices 1, 
2 3 under floor tile in

    5,000 SF No No

Library, offices 1, 2, 3     3,000 

Approx. Qty.
Building A (Main Office)

Interior throughout     6,200 SF No No

Throughout except 
restrooms and 

mechanical rooms 
(no mud observed)

    4,500 SF No No

Interior throughout No No    6,200 SF

SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 2 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building A (Main Office)

9" beige floor tile with 
mastic

A-21 Positive - tile 
Positive - mastic

Library center

9" beige floor tile with 
mastic

A-22 Positive - tile 
Positive - mastic

Supply room - northwest

12" gray floor tile (self-
adhesive) 

A-23 None detected Nurses - north center

12" gray floor tile (self-
adhesive) 

A-24 None detected Nurses - southwest

12" gray floor tile (self-
adhesive) 

A-25 None detected Supply room - northwest

12" blue floor tile with 
yellow glue

A-26 None detected Nurses office - southwest

12" blue floor tile with 
yellow glue

A-27 None detected Nurses office - north center

12" blue floor tile with 
yellow glue

A-28 None detected Main office - southwest

12" light gray floor tile 
with glue

A-29 None detected Principals office - northwest

12" light gray floor tile 
with glue

A-30 None detected Principals office - southeast

12" light gray floor tile 
with glue

A-31 None detected Principals office - east 
center

12" light green floor tile 
with glue

A-32 None detected Principals office - northwest

12" light green floor tile 
with glue

A-33 None detected Principals office - southeast

12" light green floor tile 
with glue

A-34 None detected Principals office - east 
center

       100 SF No No

Principals office        200 SF No No

2, 3, under floor tile in 
nurses office, 

principals office, 
supply room, vice 

principals office, main 
Nurses office and 

supply room
    1,000 SF No No

Nurses office, supply 
room, main office

    1,000 SF No No

Principals office



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 3 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building A (Main Office)

4" blue cove base with 
glue

A-35 None detected Supply room - north center

4" blue cove base with 
glue

A-36 None detected Nurses office - north center

4" blue cove base with 
glue

A-37 None detected Main office - southwest

4" black cove base with 
glue

A-38 None detected Principals office - southwest

4" black cove base with 
glue

A-39 None detected Principals office - northwest

4" black cove base with 
glue

A-40 None detected Principals office - southeast

4" brown cove base with 
glue

A-41 None detected Work room - northwest

4" brown cove base with 
glue

A-42 None detected Work room - southwest

4" brown cove base with 
glue

A-43 None detected Work room - northeast

White seam tape A-44 None detected Mechanical room - center
White seam tape A-45 None detected Mechanical room - north 

center
White seam tape A-46 None detected Mechanical room - northeast

Cloth type duct wrap A-47 40% chrysotile Mechanical room - center
Cloth type duct wrap A-48 Positive Mechanical room - center
Cloth type duct wrap A-49 Positive Mechanical room - center
Drywall with mud 
composite

A-50 <1% chrysotile Office 1 - north center

Drywall with mud 
composite

A-51 <1% chrysotile Office 2 - south center

Offices 1, 2, 3, library 
soffit 

       600 SF No No

Mechanical room 
ceiling level center 

duct

         20 SF Yes No

Mechanical room          10 SF No No

Work room          40 LF No No

Principals office          60 LF No No

Supply room, nurses 
office, main office

       400 LF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 4 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building A (Main Office)

Drywall with mud 
composite

A-52 <1% chrysotile Office 3 - southeast

Stucco A-53 None detected Exterior - north center
Stucco A-54 None detected Exterior - northeast
Stucco A-55 None detected Exterior - northwest
Stucco A-56 None detected Exterior - west center
Stucco A-57 None detected Exterior - southwest
Stucco A-58 None detected Exterior - south center
Stucco A-59 None detected Exterior - southeast
Barrier paper A-60 None detected Exterior - southwest
Barrier paper A-61 None detected Exterior - northwest
Barrier paper A-62 None detected Exterior - northeast
Light  gray rolled on roof 
core

A-R1 None detected Roof - north center

Light  gray rolled on roof 
core

A-R2 None detected Roof - center

Light  gray rolled on roof 
core

A-R3 None detected Roof - south center

Light gray granular 
mastic

A-R4 None detected Roof - north center

Light gray granular 
mastic

A-R5 None detected Roof - center

Light gray granular 
mastic

A-R6 None detected Roof - south center

Roof penetrations, 
curb, corners

         90 SF No No

Roof     5,000 SF No No

Exterior walls No No    3,200 SF

Exterior walls under 
stucco

    3,200 SF No No

Note: Roof mounted HVAC (4 units)
Note: No visible mold growth

Note: 36 ballast
Note: 20 bulbs
Note: No mercury switches



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Rough textured plaster B-1 None detected Room 25 - northeast
Rough textured plaster B-2 None detected PTA room - southwest
Rough textured plaster B-3 None detected Room 26 - northwest
Rough textured plaster B-4 None detected Room 28 - southwest
Rough textured plaster B-5 None detected Room 27 - southeast
Rough textured plaster B-6 None detected Storage room - northeast
Rough textured plaster B-7 None detected Storage room - southwest
Drywall ceiling B-8 None detected PTA room - center
Drywall ceiling B-9 None detected Room 27 - center
Drywall ceiling B-10 None detected Room 28 - center
12" peghole ceiling tile 
with brown glue

B-11 None detected PTA room - center

12" peghole ceiling tile 
with brown glue

B-12 None detected Room 27 - center

12" peghole ceiling tile 
with brown glue

B-13 None detected Room 28 - center

12" blue floor tile with 
glue

B-14 None detected Room 25 - southeast

12" blue floor tile with 
glue

B-15 None detected Room 27 - north center

12" blue floor tile with 
glue

B-16 None detected Room 28 - north center

12" beige floor tile with 
glue

B-17 None detected Room 25 - southeast

12" beige floor tile with 
glue

B-18 None detected Room 27 - north center

12" beige floor tile with 
glue

B-19 None detected Room 28 - north center

9" beige floor tile with 
black mastic

B-20 8% chrysotile - tile 
4% - mastic 

Room 28 - north center Room 25 - 28 (bottom 
layer) and PTA room 

    5,000 SF No No

Rooms 25-28 (top 
perimeter patch and 

middle layer)

    6,000 SF No No

Rooms 25 - 28 
(predominant, top layer) 

    3,800 SF No No

Approx. Qty.
Building B (rooms 25 - 28)

Interior throughout (on 
wire lath) 

No No    6,000 SF

PTA room, rooms 25-28 No No    5,000 SF

PTA room, rooms 25-28     5,000 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 6 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building B (rooms 25 - 28)

9" beige floor tile with 
black mastic

B-21 Positive - tile 
positive - mastic 

Room 25 - southeast

9" beige floor tile with 
black mastic

B-22 Positive - tile 
positive - mastic 

PTA room - northeast

Yellow glue for carpet B-23 None detected PTA room - center
Yellow glue for carpet B-24 None detected PTA room - northeast
Yellow glue for carpet B-25 None detected PTA room - southwest
4" blue cove base with 
glue

B-26 None detected Room 27 - northeast

4" blue cove base with 
glue

B-27 None detected Room 26 - southwest

4" blue cove base with 
glue

B-28 None detected Room 28 - southwest

Stucco B-29 None detected Exterior - northeast
Stucco B-30 None detected Exterior - north center
Stucco B-31 None detected Exterior - northwest
Stucco B-32 None detected Exterior - west center
Stucco B-33 None detected Exterior - southwest
Stucco B-34 None detected Exterior - south center
Stucco B-35 None detected Exterior - southeast
Barrier paper B-36 None detected Exterior - southwest
Barrier paper B-37 None detected Exterior - northwest
Barrier paper B-38 None detected Exterior - north center
Gray rolled on roof core B-R1 None detected Roof - west center

Gray rolled on roof core B-R2 None detected Roof - center

Gray rolled on roof core B-R3 None detected Roof - east center

Gray duct sealant B-R4 None detected Roof - southwest

Roof     5,000 SF No No

Roof duct work        200 SF No No

Exterior     5,000 SF No No

Exterior under stucco     5,000 SF No No

Rooms 26 - 28        400 LF No No

PTA room     1,000 SF No No

(under carpet) 



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building B (rooms 25 - 28)

Gray duct sealant B-R5 None detected Roof - southeast
Gray duct sealant B-R6 None detected Roof - south center
Gray granular roof 
mastic

B-R7 None detected Roof - east center

Gray granular roof 
mastic

B-R8 None detected Roof - center

Gray granular roof 
mastic

B-R9 None detected Roof - west center

Gray roof mastic B-R10 None detected Roof - southwest
Gray roof mastic B-R11 None detected Roof - south center
Gray roof mastic B-R12 None detected Roof - southeast

No

Roof patch work and 
electrical supports

         60 SF No No

Roof penetrations, curb, 
corners 

       120 SF No

Note: no mercury switches
Note: 72 ballast
Note: 150 bulbs
Note: No visible mold growth
Note: Roof mounted HVAC units (5 units) 



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Rough textured plaster 
wall

C-1 None detected Storage room - south center

Rough textured plaster 
wall

C-2 None detected Room 29 - northeast

Rough textured plaster 
wall

C-3 None detected Room 30 - southwest

Rough textured plaster 
wall

C-4 None detected Room 31 - southeast

Rough textured plaster 
wall

C-5 None detected Room 32 - northeast

Rough textured plaster 
wall

C-6 None detected Room 33 - north center

Rough textured plaster 
wall

C-7 None detected Storage room - northwest

Smooth plaster C-8 None detected Girl's restroom - southeast
Smooth plaster C-9 None detected Girl's restroom - north center

Smooth plaster C-10 None detected Girl's restroom - northwest
Smooth plaster C-11 None detected Boy's restroom - southwest

Smooth plaster C-12 None detected Boy's restroom - south 
center

12"x12" peghole ceiling 
tile with glue 

C-13 None detected Room 29 - center

12"x12" peghole ceiling 
tile with glue 

C-14 None detected Room 32 - center

12"x12" peghole ceiling 
tile with glue 

C-15 None detected Room 33 - center

Drywall mud C-16 None detected Room 29 - southwest
Drywall mud C-17 None detected Room 32 - southwest
Drywall mud C-18 None detected Room 33 - south center
Drywall C-19 None detected Room 29 - south center
Drywall C-20 None detected Room 32 - south center

Rooms 29-33 soffits No No       900 SF

Rooms 29 - 33 Yes No    5,000 SF

Rooms 29-33 soffits        900 SF No No

Approx. Qty.
Building C (Rooms 29-33)

Rooms 29-33, north 
storage room (water 
damage in rooms 32 

southwest corner)

No Yes    7,200 SF

South restrooms and 
storage room

No No    1,800 SF



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building C (Rooms 29-33)

Drywall with mud 
composite

C-21 None detected Room 33 - south center Rooms 29-33 soffits        900 SF No No

4" dark blue cove base 
with glue

C-22 None detected Room 29 - northwest

4" dark blue cove base 
with glue

C-23 None detected Room 32 - northwest

4" dark blue cove base 
with glue

C-24 None detected Room 33 - southwest

12" blue floor tile with 
glue

C-25 None detected Room 29 - north center

12" blue floor tile with 
glue

C-26 None detected Room 30 - southeast

12" blue floor tile with 
glue

C-27 None detected Room 33 - southwest

12" beige floor tile with 
glue

C-28 None detected Room 33 - southwest

12" beige floor tile with 
glue

C-29 None detected Room 30 - northwest

12" beige floor tile with 
glue

C-30 None detected Room 29 - southwest

9" beige floor tile with 
black mastic

C-31 8% chrysotile - tile 
5% chrysotile - mastic

Room 29 - northwest

9" beige floor tile with 
black mastic

C-32 Positive - tile
Positive - mastic

Room 30 - southeast

9" beige floor tile with 
black mastic

C-33 Positive - tile
Positive - mastic

Room 33 - southwest

Under floor tile in rooms 
29-33

    5,000 SF No No

Rooms 29-33     1,000 SF No No

Rooms 29-33     4,000 SF No No

Rooms 29-33        700 LF NoNo



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building C (Rooms 29-33)

Drywall ceiling (no mud 
observed) 

C-34 None detected Room 29 - center

Drywall ceiling (no mud 
observed) 

C-35 None detected Room 30 - center

Drywall ceiling (no mud 
observed) 

C-36 None detected Room 33 - center

Stucco C-37 None detected Exterior - north center
Stucco C-38 None detected Exterior - northwest
Stucco C-39 None detected Exterior - northeast
Stucco C-40 None detected Exterior - east center
Stucco C-41 None detected Exterior - west center
Stucco C-42 None detected Exterior - southwest
Stucco C-43 None detected Exterior - southeast
Barrier paper C-44 None detected Exterior - southwest
Barrier paper C-45 None detected Exterior - southeast
Barrier paper C-46 None detected Exterior - north center
White rolled on roof 
core 

C-R1 None detected Roof - north center

White rolled on roof 
core 

C-R2 None detected Roof - center

White rolled on roof 
core 

C-R3 None detected Roof - south center

White painted roof 
mastic

C-R4 None detected Roof - north center

White painted roof 
mastic

C-R5 None detected Roof -  center

White painted roof 
mastic

C-R6 None detected Roof - south center

Roof penetrations, curb, 
corners

         95 SF No No

Exterior walls No No    4,500 SF

Roof     7,000 SF No No

Exterior walls     4,500 SF No No

Above ceiling tile in 
rooms 29-33

    5,000 SF No No

Note: 5 roof mounted HVAC units
Note: water damage in room 32

Note: 110 ballast
Note: 220 bulbs
Note: No mercury tubes



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Rough textured plaster D-1 None detected Room 20 - northeast
Rough textured plaster D-2 None detected Room 21 - southwest
Rough textured plaster D-3 None detected Room 22 - northwest
Rough textured plaster D-4 None detected Room 23 - northeast
Rough textured plaster D-5 None detected Boy's restroom - north 

center
Rough textured plaster D-6 None detected Girl's restroom - ceiling 

northeast
Rough textured plaster D-7 None detected Girl's restroom - southwest
12" peghole ceiling tile 
(nailed in) 

D-8 None detected Room 23 - center

12" peghole ceiling tile 
(nailed in) 

D-9 None detected Room 21 - center

12" peghole ceiling tile 
(nailed in) 

D-10 None detected Room 20 - center

4" blue cove base with 
adhesive 

D-11 None detected Room 23 - southwest

4" blue cove base with 
adhesive 

D-12 None detected Room 23 - northeast

4" blue cove base with 
adhesive 

D-13 None detected Room 23 - northwest

12" blue floor tile with 
yellow glue

D-14 None detected Room 21 - north center

12" blue floor tile with 
yellow glue

D-15 None detected Room 22 - northeast

12" blue floor tile with 
yellow glue

D-16 None detected Room 23 - northwest

12" beige floor tile with 
glue

D-17 None detected Room 21 - northwest No

Building D (rooms 20-23)

Rooms 20 - 23, girl's 
restroom, boy's restroom 

(on wire lath) 

No No    6,500 SF

Rooms 20 - 23     1,000 SF No

Rooms 20 - 23     3,000 SF

Approx. Qty.

No No

Room 23        130 LF No No

Rooms 20-23 No No    4,000 SF



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Building D (rooms 20-23)

Approx. Qty.
12" beige floor tile with 
glue

D-18 None detected Room 22 - center

12" beige floor tile with 
glue

D-19 None detected Room 23 - northwest

9" beige floor tile with 
mastic

D-20 8% chrysotile - tile 
None detected - mastic

Room 21 - north center

9" beige floor tile with 
mastic

D-21 Positive - tile 
None detected - mastic

Room 22 - northeast

9" beige floor tile with 
mastic

D-22 Positive - tile 
None detected - mastic

Room 23 - northwest

Stucco D-23 None detected Exterior - northeast 
Stucco D-24 None detected Exterior - northwest
Stucco D-25 None detected Exterior - southwest
Stucco D-26 None detected Exterior - southeast
Stucco D-27 None detected Exterior - east center
Stucco D-28 None detected Exterior - west center
Stucco D-29 None detected Exterior - north center
Window putty D-30 None detected Boy's restroom - northwest
Window putty D-31 None detected Boy's restroom - north 

center
Window putty D-32 None detected Boy's restroom - northeast
Barrier paper D-33 None detected Exterior - southwest
Barrier paper D-34 None detected Exterior - northwest
Barrier paper D-35 None detected Exterior - north center
Gray rolled on roof core D-R1 None detected Roof - west center Roof     4,000 SF No No

Exterior under stucco     3,800 SF No No

Restroom windows        300 LF No No

Exterior No No    3,800 SF

    4,000 SF No NoRooms 20 - 23 (under 
floor tile)



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 13 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Building D (rooms 20-23)

Approx. Qty.
Gray rolled on roof core D-R2 None detected Roof - center

Gray rolled on roof core D-R3 None detected Roof - east center

Gray granular roof 
mastic

D-R4 None detected Roof - west center

Gray granular roof 
mastic

D-R5 None detected Roof - center

Gray granular roof 
mastic

D-R6 None detected Roof - east center

Gray duct sealant D-R7 <1% chrysotile Roof - west center
Gray duct sealant D-R8 None detected Roof - center
Gray duct sealant D-R9 None detected Roof - northeast

Roof        220 SF No No

Roof penetrations, curb, 
corners

       110 SF No No

Note: 64 ballast
Note: 130 bulbs
Note: No mercury switches
Note: no visible mold growth 
Note: roof mount HVAC units (4 units)



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Smooth plaster E-1 None detected Room 17 - northeast
Smooth plaster E-2 None detected Room 17 - north center
Smooth plaster E-3 None detected Janitor closet ceiling - 

southwest
Smooth plaster E-4 None detected Girl's restroom - north 

center
Smooth plaster E-5 None detected Boy's restroom - southwest 

ceiling
Smooth plaster E-6 None detected Room 18 - southwest
Smooth plaster E-7 None detected Room 19 - southwest
Button board E-8 None detected Janitor's closet - northwest
Button board E-9 None detected Janitor's closet - west center

Button board E-10 None detected Janitor's closet - southwest

12"x12" peghole ceiling 
tile (nailed on) 

E-11 None detected Room 19 - northeast

12"x12" peghole ceiling 
tile (nailed on) 

E-12 None detected Room 18 - southwest

12"x12" peghole ceiling 
tile (nailed on) 

E-13 None detected Room 17 - northeast

4" blue cove base with 
glue

E-14 None detected Room 17 - southwest

4" blue cove base with 
glue

E-15 None detected Room 18 - northeast

4" blue cove base with 
glue

E-16 None detected Room 19 - southwest

12" blue floor tile with 
glue

E-17 None detected Room 17 - southwest No

Rooms 17-19 (water 
damage at room 18)

Yes Yes    3,000 SF

Rooms 17-19        390 LF No No

Rooms 17-19     2,200 No

Approx. Qty.
Building E (Rooms 17-19)

Janitor's closet        600 SF No No

Interior throughout No No    4,800 SF

SF



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building E (Rooms 17-19)

12" blue floor tile with 
glue

E-18 None detected Room 18 - northwest

12" blue floor tile with 
glue

E-19 None detected Room 19 - northeast

12" beige floor tile with 
glue

E-20 None detected Room 17 - center

12" beige floor tile with 
glue

E-21 None detected Room 18 - north center

12" beige floor tile with 
glue

E-22 None detected Room 19 - south center

9" beige floor tile with 
mastic

E-23 8% chrysotile - tile 
None detected - mastic

Room 17 - southwest

9" beige floor tile with 
mastic

E-24 Positive - tile 
None detected - mastic

Room 18 - northwest

9" beige floor tile with 
mastic

E-25 Positive - tile 
None detected - mastic

Room 19 - northwest

Window putty E-26 <1% chrysotile Boy's restroom - southwest

Window putty E-27 <1% chrysotile Boy's restroom - southeast

Window putty E-28 <1% chrysotile Girl's restroom - north 
center

Stucco E-29 None detected Exterior - northeast
Stucco E-30 None detected Exterior - northwest
Stucco E-31 None detected Exterior - north center
Stucco E-32 None detected Exterior - northeast
Stucco E-33 None detected Exterior - southwest

Exterior No No    3,200 SF

Boy's and girl's restroom        350 LF No No

Rooms 17-19 (under floor 
tile)

    3,000 SF No No

Rooms 17-19        800 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building E (Rooms 17-19)

Stucco E-34 None detected Exterior - southeast
Stucco E-35 None detected Exterior - south center
Barrier paper E-36 None detected Exterior
Barrier paper E-37 None detected Exterior
Barrier paper E-38 None detected Exterior
6" transite pipe N/A Assumed N/A Roof - southeast            1 pipe No No
Gray rolled on roof E-R1 None detected Roof - northwest
Gray rolled on roof E-R2 None detected Roof - center
Gray rolled on roof E-R3 None detected Roof - southeast
Gray granular roof 
mastic

E-R4 None detected Roof - west center

Gray granular roof 
mastic

E-R5 None detected Roof - center

Gray granular roof 
mastic

E-R6 None detected Roof - east center

Gray/black duct sealant E-R7 <1% chrysotile Roof - west center

Gray/black duct sealant E-R8 <1% chrysotile Roof - center

Gray/black duct sealant E-R9 <1% chrysotile Roof - east center

Roof        250 SF No No

Roof penetrations, curb, 
corners

       110 SF No No

Roof     3,000 SF No No

Exterior under stucco     3,200 SF No No

Note: No mercury switches
Note: No visible mold growth, water damage at room 18 ceiling
Note: HVAC units on roof (3 units)

Note: classroom window are all aluminum framing, no window putty observed. 
Note: 60 ballast
Note: 120 bulbs
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Smooth plaster F-1 None detected Room 1 - northeast
Smooth plaster F-2 None detected Room 1 - southwest
Smooth plaster F-3 None detected Room 2 - north center
Smooth plaster F-4 None detected Room 2 -  restrooms 

southwest
Smooth plaster F-5 None detected Room 3 - southwest
Smooth plaster F-6 None detected Room 4 - north center
Smooth plaster F-7 None detected Room 4 - northwest
Drywall ceiling F-8 None detected Room 1 - southwest
Drywall ceiling F-9 None detected Room 2 - southeast
Drywall ceiling F-10 None detected Room 4 - southwest
12" peghole ceiling tile 
with brown glue

F-11 None detected Room 1 - southwest

12" peghole ceiling tile 
with brown glue

F-12 None detected Room 2 - southeast

12" peghole ceiling tile 
with brown glue

F-13 None detected Room 4 - southwest 

Drywall mud F-14 None detected Room 1 - east center wall
Drywall mud F-15 None detected Room 1 - northeast soffit 
Drywall mud F-16 None detected Room 1 - southeast soffit
Drywall F-17 None detected Room 1 - east center wall 
Drywall F-18 None detected Room 1 - southeast soffit 
Drywall with mud 
composite

F-19 None detected Room 1 - southeast soffit Room 1 - center wall and 
soffit

       400 SF No No

12" blue floor tile with 
glue

F-20 None detected Room 1 - north center

12" blue floor tile with 
glue

F-21 None detected Room 1 - southeast

12" blue floor tile with 
glue

F-22 None detected Room 1 - northeast

Rooms 1, 2, 3     3,000 SF No No

       400 SF

Rooms 1-4, all restrooms, 
storage rooms (on wire 

lath) 

No No    4,800 SF

Rooms 1-4, all restrooms, 
storage rooms 

No No       400 SF

Rooms 1-4, all restrooms, 
storage rooms 

       400 

Approx. Qty.
Building F (Rooms 1-4)

SF Yes No

Room 1 - center wall and 
soffit

       400 SF No No

Room 1 - center wall and 
soffit

No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building F (Rooms 1-4)

12" beige floor tile with 
glue

F-23 None detected Room 1 - center

12" beige floor tile with 
glue

F-24 None detected Room 4 - southeast

12" beige floor tile with 
glue

F-25 None detected Room 4 - northeast

9" beige floor tile with 
mastic

F-26 5% chrysotile - tile
4% chrysotile - mastic

Room 1 - north center

9" beige floor tile with 
mastic

F-27 Positive - tile
Positive - mastic

Room 1 - northwest

9" beige floor tile with 
mastic

F-28 Positive - tile
Positive - mastic

Room 1 - northeast

4" blue cove base with 
glue

F-29 None detected Room 1 - north center

4" blue cove base with 
glue

F-30 None detected Room 2 - southwest

4" blue cove base with 
glue

F-31 None detected Room 3 - southwest

4" beige cove base with 
glue

F-32 None detected Room 4 - north center

4" beige cove base with 
glue

F-33 None detected Room 4 - southwest

4" beige cove base with 
glue

F-34 None detected Room 4 - southeast

Window putty F-35 None detected Exterior - north center
Window putty F-36 None detected Exterior - north center
Window putty F-37 None detected Exterior - south center
Stucco F-38 None detected Exterior - northeast
Stucco F-39 None detected Exterior - southeast
Stucco F-40 None detected Exterior - east center

Exterior No No    3,200 SF

Exterior at restroom 
window only 

         60 LF No No

Room 4 only        120 LF No No

Room 1 - 3        360 LF No No

Rooms 1, 2, 3, 4     2,000 SF No No

Room 1 (under blue floor 
tile) 

       800 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building F (Rooms 1-4)

Stucco F-41 None detected Exterior - north center
Stucco F-42 None detected Exterior - south center
Stucco F-43 None detected Exterior - southwest
Stucco F-44 None detected Exterior - northwest
Barrier paper F-45 None detected Exterior 
Barrier paper F-46 None detected Exterior 
Barrier paper F-47 None detected Exterior 
Gray roof core F-R1 None detected Roof - northwest
Gray roof core F-R2 None detected Roof - north center
Gray roof core F-R3 None detected Roof - south center
Gray granular roof 
mastic

F-R4 None detected Roof - west center

Gray granular roof 
mastic

F-R5 None detected Roof - center

Gray granular roof 
mastic

F-R6 None detected Roof - southeast

Black/gray duct sealant F-R7 None detected Roof - west center

Black/gray duct sealant F-R8 None detected Roof - center

Black/gray duct sealant F-R9 None detected Roof - east center

       250 SF No NoRoof

    4,000 SF No No

Roof penetrations, curb, 
corners

         95 SF No No

Roof

Exterior under stucco     3,200 SF No No

Note: No mold growth observed
Note: roof mounted HVAC units (5 units) 

Note: no mercury switches
Note: 64 ballast 
Note: 148 tubes



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 20 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Smooth plaster walls G-1 None detected Room 10 - southwest
Smooth plaster walls G-2 None detected Room 10 - northeast
Smooth plaster walls G-3 None detected Room 8 - northeast
Smooth plaster walls G-4 None detected Room  8 - southwest
Smooth plaster walls G-5 None detected Room 9 - northwest
Smooth plaster walls G-6 None detected Room 9 - northeast
Smooth plaster walls G-7 None detected Room 7 - southwest
12"x12" peghole ceiling 
tile (nailed in) 

G-8 None detected Room 9 - center

12"x12" peghole ceiling 
tile (nailed in) 

G-9 None detected Room 10 - center

12"x12" peghole ceiling 
tile (nailed in) 

G-10 None detected Room 7 -  center

4" blue cove base with 
glue

G-11 None detected Room 7 - northeast

4" blue cove base with 
glue

G-12 None detected Room 8 - southwest

4" blue cove base with 
glue

G-13 None detected Room 10 - northeast

12" blue cove base with 
glue 

G-14 None detected Room 7 - north center

12" blue cove base with 
glue 

G-15 None detected Room 8 - northeast

12" blue cove base with 
glue 

G-16 None detected Room 10 - south center

12" beige cove base 
with glue

G-17 None detected Room 7 - north center

12" beige cove base 
with glue

G-18 None detected Room 8 - northeast

Approx. Qty.
Building G (rooms 7-10)

Rooms 7-10 No No    5,500 SF

Rooms 7-10 Yes No    4,000 SF

Rooms 7-10        480 SF No No

Rooms 7-10     3,200 SF No No

Rooms 7-10        800 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Building G (rooms 7-10)

12" beige cove base 
with glue

G-19 None detected Room 10 - south center

Cork/chalkboard N/A Assumed N/A Rooms 7-10
Stucco G-20 None detected Exterior - northeast
Stucco G-21 None detected Exterior - north center
Stucco G-22 None detected Exterior - northwest
Stucco G-23 None detected Exterior - west center
Stucco G-24 None detected Exterior - southwest
Stucco G-25 None detected Exterior - south center
Stucco G-26 None detected Exterior - southeast
Barrier paper G-27 None detected Exterior - northwest
Barrier paper G-28 None detected Exterior - north center
Barrier paper G-29 None detected Exterior - northeast
Gray rolled on roof core G-R1 None detected Roof - northwest

Gray rolled on roof core G-R2 None detected Roof - north center

Gray rolled on roof core G-R3 None detected Roof - southeast

Gray granular roof 
mastic

G-R4 None detected Roof - southwest

Gray granular roof 
mastic

G-R5 None detected Roof - south center

Gray granular roof 
mastic

G-R6 None detected Roof - northeast

Black/gray roof sealant G-R7 None detected Roof - west center

Black/gray roof sealant G-R8 None detected Roof - center

Black/gray roof sealant G-R9 None detected Roof - east center

Note: Windows are aluminum framing. No putty observed. 
Note: 60 ballast
Note: 120 bulbs
Note:  No mercury tubes
Note: Roof mounted HVAC units (5 units) 

NoNo

Exterior     3,300 SF No No

Exterior     3,300 SF

Roof     4,000 SF No No

Roof penetrations, curb, 
corners

       120 SF No No

Roof        250 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Rough textured plaster C1-1 None detected Room 1 - northeast
Rough textured plaster C1-2 None detected Room 1 - restroom ceiling 

southwest
Rough textured plaster C1-3 None detected Room 3 - restroom ceiling 

northwest
Rough textured plaster C1-4 None detected Room 5 - northwest
Rough textured plaster C1-5 None detected Custodian closet - 

southwest
Rough textured plaster C1-6 None detected Principals office - southwest

Rough textured plaster C1-7 None detected Room 5 restroom ceiling - 
southwest

Drywall mud C1-8 None detected Room 3 - north center
Drywall mud C1-9 None detected Room 1 - northwest
Drywall mud C1-10 None detected Room 5 - center
Drywall C1-11 None detected Room 4 - north center
Drywall C1-12 None detected Room 2 - north center
Drywall with mud 
composite

C1-13 None detected Room 5 - center All classrooms soffits        900 SF No No

12" peghole ceiling tile 
with brown mastic

C1-14 None detected Room 1 - center

12" peghole ceiling tile 
with brown mastic

C1-15 None detected Room 3 - center

12" peghole ceiling tile 
with brown mastic

C1-16 None detected Room 4 - north center

Drywall C1-17 None detected Room 1 - center
Drywall C1-18 None detected Room 3 - center
Drywall C1-19 None detected Room 4 - north center
4" black cove base with 
glue

C1-20 None detected Room 3 - northeast

SF Yes No

Interior throughout     1,200 LF No No

Main corridor, rooms 1-5 
(above ceiling tiles)(no 

mud observed)

    8,000 SF No No

Approx. Qty.
CDC Building 1

Interior throughout all 
walls, all walls and 

ceilings in restrooms, 
storage closets, custodian 

closets (on wire lath)

No No  10,000 SF

All classrooms soffits No No       900 SF

All classrooms soffits No No       900 SF

Main corridor, rooms 1-5 
(throughout all 

rooms)(walls and ceilings)

    8,000 
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Building 1

4" black cove base with 
glue

C1-21 None detected Room 5 - southwest

4" black cove base with 
glue

C1-22 None detected Room 1 - southwest

9" beige floor tile with 
mastic

C1-23 8% chrysotile - tile 
None detected - mastic

Corridor storage - southwest

9" beige floor tile with 
mastic

C1-24 Positive - tile 
None detected - mastic

Room 3 storage - southwest

9" beige floor tile with 
mastic

C1-25 Positive - tile 
None detected - mastic

Room 5 - north center

12" blue floor tile with 
yellow glue

C1-26 None detected Room 3 - west center

12" blue floor tile with 
yellow glue

C1-27 None detected Room 5 - north center

12" blue floor tile with 
yellow glue

C1-28 None detected Room 1 - southwest

12" green floor tile with 
mastic

C1-29 None detected Teachers lounge - northeast

12" green floor tile with 
mastic

C1-30 None detected Teachers lounge - southeast

12" green floor tile with 
mastic

C1-31 None detected Teachers lounge - northwest

Yellow glue for carpet 
with residual black 
mastic

C1-32 None detected Room 4 storage - center Room 4 storage        100 SF No No

Teachers lounge area        400 SF No No

Rooms 1, 2, 3, 4, 5, 
rooms 5 work room

    5,000 SF No No

Visible in room storages 
in rooms 1, 2, 3, corridor 
storage under floor tile in 
rooms 1, 2, 3, 4, 5, room 
5 work room, principals 

office, nurses office, 
office

    8,000 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Building 1

Yellow glue for carpet 
with residual black 
mastic

C1-33 None detected Room 4 storage - north 
center

Yellow glue for carpet 
with residual black 
mastic

C1-34 None detected Room 4 storage - southeast

12" beige floor tile with 
glue

C1-35 None detected Book room - northeast

12" beige floor tile with 
glue

C1-36 None detected Book room - northwest

12" beige floor tile with 
glue

C1-37 None detected Book room - southeast

12" off white floor tile 
with glue

C1-38 None detected Custodian closet - northeast

12" off white floor tile 
with glue

C1-39 None detected Custodian closet - southeast

12" off white floor tile 
with glue

C1-40 None detected Custodian closet - northwest

Beige sheet vinyl 
flooring

C1-41 25% chrysotile Book room - northeast

Beige sheet vinyl 
flooring

C1-42 Positive Book room - center

Beige sheet vinyl 
flooring

C1-43 Positive Book room - northwest

Beige square pattern 
sheet vinyl 

C1-44 None detected Custodian closet - northeast

Beige square pattern 
sheet vinyl 

C1-45 None detected Custodian closet - north 
center

Beige square pattern 
sheet vinyl 

C1-46 None detected Custodian closet - east 
center

Custodian closet - on 
countertop

         35 SF Yes No

under beige floor tile in 
book room

       400 SF No No

custodian closet        100 SF No No

Book room, nurses office, 
office

       900 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Building 1

4" pipe insulation 
(Aircell type) 

C1-47 30% chrysotile Custodian closet ceiling - 
center

4" pipe insulation 
(Aircell type) 

C1-48 Positive Custodian closet ceiling - 
south center

4" pipe insulation 
(Aircell type) 

C1-49 Positive Above restroom in room 4 - 
center

Roofing debris C1-50 5% chrysotile Custodian closet ceiling 
space - center

Roofing debris C1-51 None detected Custodian closet ceiling 
space - center

Roofing debris C1-52 None detected Custodian closet ceiling 
space - center

Black paper batting 
insulation

C1-53 None detected Above restroom in room 4 - 
southwest

Black paper batting 
insulation

C1-54 None detected Above restroom in room 4 - 
northeast

Black paper batting 
insulation

C1-55 None detected Custodian closet - center

Window putty C1-56 <1% chrysotile Exterior - west center
Window putty C1-57 <1% chrysotile Exterior - west center
Window putty C1-58 <1% chrysotile Exterior - east center
12" pink floor tile with 
residual black mastic

C1-59 None detected Main corridor - south center

12" pink floor tile with 
residual black mastic

C1-60 None detected Main corridor - northeast

12" pink floor tile with 
residual black mastic

C1-61 None detected Main corridor - east center

Stucco C1-62 None detected Exterior - northeast Exterior walls and ceiling     6,500 SF No No

Main corridor     1,700 SF No No

Exterior at restroom 
windows only 

       280 LF No No

Ceiling space throughout     8,000 SF Yes Yes

Custodian closet ceiling 
space

         80 SF No Yes

Visible at ceiling space 
above closet and 

restrooms - assume 
throughout ceiling space 

and wall cavities (damage 
debris observed above 

custodian closet) 

       200 LF Yes Yes
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Building 1

Stucco C1-63 None detected Exterior - southeast
Stucco C1-64 None detected Exterior - north center
Stucco C1-65 None detected Exterior - southwest
Stucco C1-66 None detected Exterior ceiling - east center

Stucco C1-67 None detected Exterior ceiling - west center

Stucco C1-68 None detected Exterior - northwest
Barrier paper C1-69 None detected Exterior - southwest
Barrier paper C1-70 None detected Exterior - west center
Barrier paper C1-71 None detected Exterior - northwest
Brown shingles roof 
core

C1-72 None detected Ball shed roof - northeast

Brown shingles roof 
core

C1-73 None detected Ball shed roof - southwest

Brown shingles roof 
core

C1-74 None detected Ball shed roof - center

Roof core under foam C1-R1 None detected Roof - east center
Roof core under foam C1-R2 None detected Roof - south center
Roof core under foam C1-R3 None detected Roof - west center
Gray roof mastic C1-R4 5% chrysotile Roof - center

Gray roof mastic C1-R5 5% chrysotile Roof - northeast

Gray roof mastic C1-R6 5% chrysotile Roof - north center

Gray rolled on roof core C1-R7 None detected Roof - center

Gray rolled on roof core C1-R8 None detected Roof - south center

Gray rolled on roof core C1-R9 None detected Roof - north center

Roof - lower flat section        120 SF No No

Roof all levels (patch 
work, penetrations, curb, 

corners, and conduit 
blocks)

       120 SF No No

Roof east and west 
sections

       120 SF No No

Exterior south ball shed 
roof

       150 SF No No

Exterior walls and ceilings 
under stucco

    6,500 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Building 1

Silver/gray duct sealant C1-R10 5% chrysotile Roof - north center

Silver/gray duct sealant C1-R11 5% chrysotile Roof - center

Silver/gray duct sealant C1-R12 5% chrysotile Roof - center

Roof          60 SF No No

Note: No visible mold growth
Note:Roof mounted HVAC units (10 units) 

Note: 150 ballast
Note: 300 bulbs
Note: No mercury tubes
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Building CDC2
Material Sample No. Asbestos Content Sample Location Material Location Friable Damage

2'x4' fissured ceiling 
panel

C2 -1 None detected Room 10 - center

2'x4' fissured ceiling 
panel

C2 -2 None detected Room 7/8 - center

2'x4' fissured ceiling 
panel

C2 -3 None detected Kitchen - center

6" black covebase with 
adhesive 

C2 -4 None detected Room 10 - southwest

6" black covebase with 
adhesive 

C2 -5 None detected Room 7/8 - southwest

6" black covebase with 
adhesive 

C2 -6 None detected Room 6 - southeast

Drywall mud C2 -7 None detected Storage room 1 - south wall 
southeast

Drywall mud C2 -8 None detected Storage room 1 - center
Drywall mud C2 -9 None detected Storage room 1 - southwest

Drywall C2 -10 None detected Storage room 1 - southwest

Drywall C2 -11 None detected Storage room 1 - southeast

Drywall composite - 
drywall with mud

C2 -12 None detected Storage room 1 - southwest

Brown partible board C2 -13 None detected Room 10 - southeast
Brown partible board C2 -14 None detected Room 10 - southwest
Brown partible board C2 -15 None detected Room 10 - northeast
12" gray floor tile with 
yellow glue and gray 
leveling compound

C2 -16 None detected Room 6 - center

Approx. Qty.
Room 10, 9, 7/8, 6, 

cafeteria/kitchen 
throughout (heavy water 

damage)

Yes Yes    6,000 SF

Throughout rooms 6-10, 
cafeteria/kitchen

       700 LF No No

Storage room 1 (between 
room 10 and 9) - south 

wall

       500 SF No No

Throughout rooms 10 and 
9

    1,500 SF No No

Storage room 1 (between 
room 10 and 9) - south 

wall

       500 SF No No

Throughout rooms 10, 9, 
8, 7, 6 (heavy water 

damage)

    4,000 SF No Yes
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Building CDC2
Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.

12" gray floor tile with 
yellow glue and gray 
leveling compound

C2 -17 None detected Room 10 - center

12" gray floor tile with 
yellow glue and gray 
leveling compound

C2 -18 None detected Room 7/8 - center

12" pink floor tile with 
yellow glue

C2 -19 None detected Storage 1 - center

12" pink floor tile with 
yellow glue

C2 -20 None detected Storage 1 - southwest

12" pink floor tile with 
yellow glue

C2 -21 None detected Storage 1 - southeast

12" beige floor tile with 
dark gray glue

C2 -22 None detected Storage 1 - center

12" beige floor tile with 
dark gray glue

C2 -23 None detected Storage 1 - southwest

12" beige floor tile with 
dark gray glue

C2 -24 None detected Storage 1 - southeast

12" light gray floor tile 
with glue

C2 -25 None detected Cafeteria - north center

12" light gray floor tile 
with glue

C2 -26 None detected Cafeteria - center

12" light gray floor tile 
with glue

C2 -27 None detected Cafeteria - southeast

12" pink floor tile with 
glue and sublayer tile 
with glue

C2 -28 None detected Cafeteria storage - center

12" pink floor tile with 
glue and sublayer tile 
with glue

C2 -29 None detected Cafeteria storage - north 
center

Storage room - middle 
layer

       270 SF No No

Storage room - bottom 
layer

       270 SF No No

Cafeteria        500 SF No No

Cafeteria storage room        100 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Building CDC2
Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.

12" pink floor tile with 
glue and sublayer tile 
with glue

C2 -30 None detected Cafeteria storage - 
southwest

Transite door transom N/A None detected N/A Above entry doors          90 SF No No
12" blue floor tile with 
glue

C2 -31 None detected Storage room 3 -center

12" blue floor tile with 
glue

C2 -32 None detected Storage room 4 -center

12" blue floor tile with 
glue

C2 -33 None detected Storage room 5 -center

12" beige floor tile with 
black mastic

C2 -34 6% chrysotile - tile
None detected - mastic

Storage room 2 - center

12" beige floor tile with 
black mastic

C2 -35 Positive - tile
None detected - mastic

Storage room 2 - northeast

12" beige floor tile with 
black mastic

C2 -36 Positive - tile
None detected - mastic

Storage room 2 - southwest

Drywall C2 -37 None detected Toilet room 9 - southwest
Drywall C2 -38 None detected Toilet room 9 - south center

Drywall C2 -39 None detected Toilet room 9 - southeast
Gray epoxy flooring C2 -40 None detected Kitchen - south center
Gray epoxy flooring C2 -41 None detected Kitchen - southeast
Gray epoxy flooring C2 -42 None detected Kitchen - southwest
6" transite pipe N/A Assumed N/A Kitchen southeast corner 

thru to roof 
           1 pipe No No

Texture coating C2 -43 <1% chrysotile Exterior - southwest
Texture coating C2 -44 <1% chrysotile Exterior - south center

Storage room 3, 4, 5        100 SF No Yes

Storage room 2 in room 
7/8

         25 SF No No

Toilets under wall panels 
(no mud observed)

       800 SF No No

Kitchen        800 SF No No

Exterior Yes No    4,200 SF
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Building CDC2
Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.

Texture coating C2 -45 <1% chrysotile Exterior - northwest
Texture coating C2 -46 <1% chrysotile Exterior - north center
Texture coating C2 -47 <1% chrysotile Exterior - northeast
Texture coating C2 -48 <1% chrysotile Exterior - east center
Texture coating C2 -49 <1% chrysotile Exterior - southeast
White epoxy roofing C2 -50 None detected Roof - southeast
White epoxy roofing C2 -51 None detected Roof - south center
White epoxy roofing C2 -52 None detected Roof - northwest
Black wall mastic C2 -53 25% chrysotile Kitchen east center
Black wall mastic C2 -54 25% chrysotile Kitchen east center
Black wall mastic C2 -55 25% chrysotile Kitchen east center

Note:120 Ballast
Note:240 Light tubes
Note: Heavy water damage at rooms 9, 7/8, 6, cafeteria/kitchen
Note: Mold growth observed at said rooms
Note: Wall mounted HVAC units

Note: Wood panels in rooms 7/8, 6, cafeteria/kitchen (no drywall under)
Note: No barrier paper observed. 
Note: Roof had severe water damage - sheet metal in ceiling?
Note: roof was only inspected at the perimeter edges, no other suspect material were observed
Note: mercury switch at storage room 1 (2)

Roof on sheet metal     6,000 SF No Yes

Kitchen
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
12"x12" peghole ceiling 
tile with brown glue 

C3-1 None detected Room 13 - center

12"x12" peghole ceiling 
tile with brown glue 

C3-2 None detected Room 15 - center

12"x12" peghole ceiling 
tile with brown glue 

C3-3 None detected Room 16 - center

Drywall ceiling C3-4 None detected Room 13 - center
Drywall ceiling C3-5 None detected Room 15 - center
Drywall ceiling C3-6 None detected Room 16 - center
Drywall mud C3-7 None detected Room 13 - south center
Drywall mud C3-8 None detected Room 14 - north center
Drywall mud C3-9 None detected Room 16 - north center
Drywall C3-10 None detected Room 15 - south center
Drywall C3-11 None detected Room 14 - northeast
Drywall composite C3-12 None detected Room 14 - north center
12" blue floor tile with 
yellow glue (self 
adhesive) 

C3-13 None detected Room 17 - west center

12" blue floor tile with 
yellow glue (self 
adhesive) 

C3-14 None detected Room 14 - northeast

12" blue floor tile with 
yellow glue (self 
adhesive) 

C3-15 None detected Room 15 - northeast

12" beige floor tile with 
yellow glue (self 
adhesive) 

C3-16 None detected Room 13 - west center

Approx. Qty.
CDC Building 3 (rooms 13-16)

Rooms 13-16     4,000 SF Yes No

Rooms 13-16 (no mud 
observed)

    4,000 SF Yes No

Rooms 13-16 soffit        800 SF No No

Rooms 13-16 soffit        800 SF No No

Rooms 13-14 (top layer)     2,200 SF No No

Rooms 13-14 (top layer)     1,800 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Building 3 (rooms 13-16)

12" beige floor tile with 
yellow glue (self 
adhesive) 

C3-17 None detected Room 14 - northeast

12" beige floor tile with 
yellow glue (self 
adhesive) 

C3-18 None detected Room 15 - northeast

12" green floor tile with 
black mastic felt paper

C3-19 2% chrysotile - tile 
None detected - mastic

Room 13 - west center

12" green floor tile with 
black mastic felt paper

C3-20 Positive - tile
None detected  - mastic

Room 14 - northeast

12" green floor tile with 
black mastic felt paper

C3-21 Positive - tile
None detected  - mastic

Room 15 - northeast

4" blue cove base with 
glue

C3-22 None detected Room 13 - west center

4" blue cove base with 
glue

C3-23 None detected Room 14 - northeast

4" blue cove base with 
glue

C3-24 None detected Room 16 - southwest

White rolled on roof 
core

C3-R1 None detected Roof - southwest

White rolled on roof 
core

C3-R2 None detected Roof - south center

White rolled on roof 
core

C3-R3 None detected Roof - northwest

White painted roof 
mastic

C3-R4 None detected Roof - center Roof penetrations, curb, 
corner

No No         55 SF

Rooms 13-14 (bottom 
layer)

    4,000 SF No No

Rooms 13-14        500 LF No No

Roof No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Building 3 (rooms 13-16)

White painted roof 
mastic

C3-R5 None detected Roof - north center

White painted roof 
mastic

C3-R6 None detected Roof - south center

Note: No mercury tubes
Note: no visible mold growth
Note: HVAC units on roof

Note: Wood walls no drywall under in rooms 13-16
Note: Also at exterior no barrier paper observed 
Note: No window putty observed 
Note: 98 ballast
Note: 200 light tubes
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
2'x4' fissured ceiling 
panel 

3435-1 None detected Room 34 - northeast

2'x4' fissured ceiling 
panel 

3435-2 None detected Room 34 - northwest

2'x4' fissured ceiling 
panel 

3435-3 None detected Room 35 - southeast

Drywall 3435-4 None detected Room 35 - southeast
Drywall 3435-5 None detected Room 35 - northeast
Drywall 3435-6 None detected Room 34 - northwest
Glue for brown carpet 3435-7 None detected Room 34 - northwest
Glue for brown carpet 3435-8 None detected Room 34 - northeast
Glue for brown carpet 3435-9 None detected Room 35 - southeast
4" brown cove base with 
glue 

3435-10 None detected Room 35 - northeast

4" brown cove base with 
glue 

3435-11 None detected Room 35 - northwest

4" brown cove base with 
glue 

3435-12 None detected Room 34 - southeast

Non-skid flooring 3435-13 None detected Room 34 - northeast
Non-skid flooring 3435-14 None detected Room 35 - center
Non-skid flooring 3435-15 None detected Room 35 - northwest
Barrier paper 3435-16 None detected Exterior - southwest
Barrier paper 3435-17 None detected Exterior - south center
Barrier paper 3435-18 None detected Exterior - southeast
White roof mastic 34-R1 None detected Roof - northeast
White roof mastic 34-R2 None detected Roof - north center
White roof mastic 34-R3 None detected Roof - center

Approx. Qty.
Rooms 34 and 35

Roof - patch work No No         15 SF

Rooms 34, 35     1,700 SF Yes No

Rooms 34, 35     1,700 SF Yes No

Rooms 34, 35     1,700 SF No No

Rooms 34, 35        120 SF No No

Exterior ramp     1,800 SF No No

Rooms 34, 35 (under 
wood siding)

    1,800 SF No No

Note: 33 ballast
Note 64 tubes
Note: No mercury switches
Note: no water damage
Note: 4 wall mounted HVAC units
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Multipurpose Room (MPR)
Material Sample No. Asbestos Content Sample Location Material Location Friable Damage

Rough textured plaster MPR-1 None detected MPR - northeast
Rough textured plaster MPR-2 None detected MPR - south center
Rough textured plaster MPR-3 None detected MPR - east center
Rough textured plaster MPR-4 None detected Storage room - southwest
Rough textured plaster MPR-5 None detected Kitchen ceiling - southwest

Rough textured plaster MPR-6 None detected Girl's restroom ceiling - 
southeast

Rough textured plaster MPR-7 None detected Mechanical room - 
southeast

12" peghole ceiling tile 
with brown glue 

MPR-8 None detected MPR - center

12" peghole ceiling tile 
with brown glue 

MPR-9 None detected MPR - north center

12" peghole ceiling tile 
with brown glue 

MPR-10 None detected MPR - southeast

12" smooth ceiling tile 
with brown glue

MPR-11 None detected MPR - stage center

12" smooth ceiling tile 
with brown glue

MPR-12 None detected MPR - stage southeast

12" smooth ceiling tile 
with brown glue

MPR-13 None detected MPR - stage south center

Drywall ceiling (no mud) MPR-14 None detected MPR- north center

Drywall ceiling (no mud) MPR-15 None detected MPR - center

Drywall ceiling (no mud) MPR-16 None detected MPR - stage southeast

12" pink floor tile with 
glue

MPR-17 None detected MPR - north center

12" pink floor tile with 
glue

MPR-18 None detected MPR - southeast

    3,000 SF No NoMPR, kitchen, kitchen 
office, storage room, 

hallway, restroom 
vestibules (top layer) 

No

MPR

MPR- stage area

MPR and stage area

No No

No

No

No

No

    4,200 SF

SF

SF

    1,000 

    3,000 

Approx. Qty.
Interior throughout     4,200 SF No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Multipurpose Room (MPR)
Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.

12" pink floor tile with 
glue

MPR-19 None detected MPR - south center

12" beige floor tile with 
black mastic

MPR-20 5% chrysotile - tile
none detected - mastic

MPR - north center

12" beige floor tile with 
black mastic

MPR-21 Positive - tile
none detected - mastic

MPR - southeast

12" beige floor tile with 
black mastic

MPR-22 Positive - tile
none detected - mastic

MPR - south center

9" beige floor tile with 
black mastic 

MPR-23 10% chrysotile - tile
none detected - mastic

MPR - north center

9" beige floor tile with 
black mastic 

MPR-24 Positive - tile
none detected - mastic

MPR - southeast

9" beige floor tile with 
black mastic 

MPR-25 Positive - tile
none detected - mastic

MPR - south center

4" black cove base and 
glue 

MPR-26 None detected MPR - north center

4" black cove base and 
glue 

MPR-27 None detected MPR - southeast

4" black cove base and 
glue 

MPR-28 None detected MPR - hallway southeast

4" beige cove base and 
glue 

MPR-29 None detected Kitchen - northeast

4" beige cove base and 
glue 

MPR-30 None detected Kitchen - southeast

         60 LF No No

No No

No No

    3,000 SF

    3,000 SF

       180 LF No No

MPR, kitchen, kitchen 
office, storage room, 

hallway, restroom 
vestibules (middle layer) 

MPR, kitchen, kitchen 
office, storage room, 

hallway, restroom 
vestibules (bottom layer) 

Kitchen, kitchen office

MPR, storage room, 
hallway, restroom 

vestibules
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Multipurpose Room (MPR)
Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.

4" beige cove base and 
glue 

MPR-31 None detected Kitchen - southwest

4" O.D. Pipe insulation 
(air cell types) 

MPR-32 None detected Mechanical room - north 
center

4" O.D. Pipe insulation 
(air cell types) 

MPR-33 None detected Mechanical room - northeast

4" O.D. Pipe insulation 
(air cell types) 

MPR-34 None detected Mechanical room - 
southeast

6" pipe insulation MPR-35 None detected Mechanical room - north 
center

6" pipe insulation MPR-36 None detected Mechanical room - 
northwest

6" pipe insulation MPR-37 None detected Mechanical room - 
northwest

Duct insulation MPR-38 30% chrysotile Mechanical room - north 
center

Yes No

Duct insulation MPR-39 Positive Mechanical room - northeast

YesVisible on mechanical 
room (assumed in ceiling 
space and wall cavities

No

Yes NoVisible on mechanical 
room (assumed in ceiling 
space and wall cavities

       100 LF

         60 LF

Visible on mechanical 
room (assumed in ceiling 
space and wall cavities

       100 SF
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Multipurpose Room (MPR)
Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.

Duct insulation MPR-40 Positive Mechanical room - northeast

Window putty MPR-41 <1% chrysotile Exterior - east center No No
Window putty MPR-42 <1% chrysotile Exterior - northeast
Window putty MPR-43 <1% chrysotile Exterior - southeast
Stucco MPR-44 None detected Exterior - northeast
Stucco MPR-45 None detected Exterior - north center
Stucco MPR-46 None detected Exterior - southwest
Stucco MPR-47 None detected Exterior - southeast
Stucco MPR-48 None detected Exterior - east center
Barrier paper MPR-49 None detected Exterior - north center
Barrier paper MPR-50 None detected Exterior - southwest
Barrier paper MPR-51 None detected Exterior - southeast
White rolled on roof 
core

MPR-R1 None detected Roof - center

White rolled on roof 
core

MPR-R2 None detected Roof - northeast

White rolled on roof 
core

MPR-R3 None detected Roof - southwest

White painted roof 
mastic

MPR-R4 None detected Roof - west center

White painted roof 
mastic

MPR-R5 None detected Roof - south center

White painted roof 
mastic

MPR-R6 None detected Roof - southwest

8" transite pipe N/A Assumed N/A Roof - visible at 
southwest corner

           1 pipe No No

12" transite pipe N/A Assumed N/A Roof - visible at 
southwest corner

           1 pipe No No

Note: 45 Ballast 
Note: 90 Tubes
Note: No Mercury switches
Note: No mold growth observed
Note: Roof mounted HVAC units (3)

Exterior        150 LF

Exterior walls and ceilings

Exterior walls and ceilings

No No

No No

    2,800 SF

    2,800 SF

Roof     3,500 SF No No

Roof penetrations, curb, 
corners

         60 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Drywall RR -1 None detected Boy's restroom - northeast
Drywall RR -2 None detected Boy's restroom - southwest
Drywall RR -3 None detected Girl's restroom - southwest
Wall panel glue RR -4 None detected Girl's restroom - northeast
Wall panel glue RR -5 None detected Girl's restroom - southwest
Wall panel glue RR -6 None detected Boy's restroom - southwest

12" beige floor tile with 
yellow glue

RR -7 None detected Boy's restroom - southwest

12" beige floor tile with 
yellow glue

RR -8 None detected Boy's restroom - northeast

12" beige floor tile with 
yellow glue

RR -9 None detected Boy's restroom - southeast

12" gray floor tile with 
glue and leveling 
compound

RR -10 None detected Girl's restroom - southeast

12" gray floor tile with 
glue and leveling 
compound

RR -11 None detected Girl's restroom - northeast

12" gray floor tile with 
glue and leveling 
compound

RR -12 None detected Girl's restroom - southwest

6" gray cove base with 
glue

RR -13 None detected Girl's restroom - east center

6" gray cove base with 
glue

RR -14 None detected Boy's restroom - southwest

6" gray cove base with 
glue

RR -15 None detected Boy's restroom - northeast

Barrier paper RR -16 None detected Exterior - southwest
Barrier paper RR -17 None detected Exterior - northeast
Barrier paper RR -18 None detected Exterior - southeast

Exterior under wood 
siding 

Approx. Qty.

No No

Interior throughout     1,800 SF No No

Interior throughout (no 
mud) 

No No    1,800 SF

CDC Restroom Portable Building

Girl's restroom        300 SF No No

Boy's and girl's restroom        160 LF No

Boy's restroom        300 SF

       800 SF No No

No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
CDC Restroom Portable Building

Gray non-skid flooring RR -19 None detected Ramp - center
Gray non-skid flooring RR -20 None detected Ramp - northeast
Gray non-skid flooring RR -21 None detected Ramp - northwest
White roof mastic RR -R1 None detected Roof - center
White roof mastic RR-R2 None detected Roof - center
White roof mastic RR-R3 None detected Roof - center

Note: no water damage or visible mold growth
Note: wall mounted HVAC equipment (2 units) 

Note: 10 Ballast
Note: 20 bulbs
Note: No mercury tubes

Exterior ramp        150 SF No No

Penetrations            2 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Walkway 
Material Sample No. Asbestos Content Sample Location Material Location Friable Damage

Gravel  type roof core W-R1 None detected Roof by building O - center
Gravel  type roof core W-R2 None detected Roof by MPR - center
Gravel  type roof core W-R3 None detected Roof by CDC1 - center
Gray roof mastic W-R4 10% chrysotile Roof by building D - center
Gray roof mastic W-R5 10% chrysotile Roof by building C - south 

center
Gray roof mastic W-R6 10% chrysotile Roof by building C - south 

center

Approx. Qty.
Walkways between 

building A thru B and 
CDC1

No No

Walkways between 
building A thru B and 
CDC1 (penetrations, 
curb, corners, conduit 

blocks) 

       350 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Drywall P1-1 None detected P1 - northeast
Drywall P1-2 None detected P1A - northwest
Drywall P1-3 None detected P1A - southeast
Fissured 2'x4' ceiling 
panels

P1-4 None detected P1 - northeast

Fissured 2'x4' ceiling 
panels

P1-5 None detected P1A - southeast

Fissured 2'x4' ceiling 
panels

P1-6 None detected P1A - northwest

4" black cove base with 
glue

P1-7 None detected P1A - northeast

4" black cove base with 
glue

P1-8 None detected P1A - northwest

4" black cove base with 
glue

P1-9 None detected P1 - southeast

Glue under purple 
carpet

P1-10 None detected P1 - north center

Glue under purple 
carpet

P1-11 None detected P1 - northeast

Glue under purple 
carpet

P1-12 None detected P1A - northwest

Exterior texture coating P1-13 2% chrysotile Exterior - northeast

Exterior texture coating P1-14 2% chrysotile Exterior - northwest

Exterior texture coating P1-15 2% chrysotile Exterior - southeast

Exterior texture coating P1-16 2% chrysotile Exterior - southwest

Approx. Qty.
Portable 1A, 1

Yes No

1A, 1        190 SF No No

1A, 1        850 SF No

1A, 1

Exterior No No    2,000 SF

Yes No    1,400 SF

1A, 1        900 SF

No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Portable 1A, 1

Exterior texture coating P1-17 2% chrysotile Exterior - east center

White rock roof core 1-R1 None detected Roof - center
White rock roof core 1-R2 None detected Roof - north center
White rock roof core 1-R3 None detected Roof - southwest
White roof mastic 1-R4 None detected Roof - northwest
White roof mastic 1-R5 None detected Roof - southwest
White roof mastic 1-R6 None detected Roof - center
Note: 3 mercury switches
Note: 32 ballast 
Note: 64 light bulbs
Note: no paper observed under exterior walls
Note: 4 wall mounted HVAC. 

Roof     1,200 SF No No

Roof penetrations          10 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
12"x12" light brown 
speckled floor tile with 
dark brown glue

P6-7 None detected P6 - southeast

12"x12" light brown 
speckled floor tile with 
dark brown glue

P6-8 None detected P6 - southwest

12"x12" light brown 
speckled floor tile with 
dark brown glue

P6-9 None detected P6 - northeast

4" brown cove base 
with glue

P6-10 None detected P6 - northeast

4" brown cove base 
with glue

P6-11 None detected P6 - northwest

4" brown cove base 
with glue

P6-12 None detected P6 - southeast

Exterior texture coating P6-13 <1% chrysotile Exterior - northeast

Exterior texture coating P6-14 <1% chrysotile Exterior - northwest

Exterior texture coating P6-15 <1% chrysotile Exterior - southeast

Exterior texture coating P6-16 <1% chrysotile Exterior - southwest

Exterior texture coating P6-17 <1% chrysotile Exterior - south center 

Foam roof core 6-R1 None detected Roof - southwest
Foam roof core 6-R2 None detected Roof - center
Foam roof core 6-R3 None detected Roof - northeast

Approx. Qty.
Portable 5/6

P6, P5     1,620 SF No No

Note: 4 wall mounted HVAC units

P6, P5        230 SF No No

Exterior No No    2,000 SF

Roof     2,200 SF

Note: no barrier paper observed

No No

Note: 6 mercury switches
Note: 32 ballasts
Note: 64 light bulbs
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
2'x4' fissured ceiling 
panels

P5A-4 None detected 5B - northeast

2'x4' fissured ceiling 
panels

P5A-5 None detected 5B - northwest

2'x4' fissured ceiling 
panels

P5A-6 None detected 5A - southeast

4" black cove base with 
glue

P5A-7 None detected 5A - northeast

4" black cove base with 
glue

P5A-8 None detected 5B - northwest

4" black cove base with 
glue

P5A-9 None detected 5A - southeast

Glue under purple 
carpet

P5A-10 None detected 5B - south center

Glue under purple 
carpet

P5A-11 None detected 5B - northeast

Glue under purple 
carpet

P5A-12 None detected 5B - northwest

12"x12" pink floor tile 
with glue

P5A-13 None detected 5A - northeast

12"x12" pink floor tile 
with glue

P5A-14 None detected 5B - northwest

12"x12" pink floor tile 
with glue

P5A-15 None detected 5B - southeast

Foam roof core 5B-R1 None detected Roof - center
Foam roof core 5B-R2 None detected Roof - center
Foam roof core 5B-R3 None detected Roof - south center

Approx. Qty.
Portable 5A, 5B

Note: 6 mercury switches
Note: 32 ballast 
Note: 64 light bulbs

SF No No

5A, 5B     1,230 SF No No

Roof     2,300 SF No No

Note: no barrier paper observed
Note: 4 wall mounted HVAC units

5A, 5B     1,620 SF Yes No

5A, 5B        230 SF No No

5B        420 
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
12"x12" light brown floor 
tile 

14B-1 None detected Room 14B - southwest

12"x12" light brown floor 
tile 

14B-2 None detected Room 14B - southeast

12"x12" light brown floor 
tile 

14B-3 None detected Room 13B - northeast

2'x4' fissured ceiling 
panels

14B-4 None detected Room 14B - northeast

2'x4' fissured ceiling 
panels

14B-5 None detected Room 13B - southeast

2'x4' fissured ceiling 
panels

14B-6 None detected Room 13B - southwest

Drywall 14B-7 None detected Room 13B - southeast
Drywall 14B-8 None detected Room 13B - northeast
Drywall 14B-9 None detected Room 14B - northwest
4" brown cove base and 
glue

14B-10 None detected Room 13B - northeast

4" brown cove base and 
glue

14B-11 None detected Room 13B - northwest

4" brown cove base and 
glue

14B-12 None detected Room 13B - southeast

Barrier paper 14B-13 None detected Exterior - northeast
Barrier paper 14B-14 None detected Exterior - southwest
Barrier paper 14B-15 None detected Exterior - northwest
White epoxy roofing 13-R1 None detected Roof - center
White epoxy roofing 13-R2 None detected Roof - northeast
White epoxy roofing 13-R3 None detected Roof - southwest

Approx. Qty.

Note: no mastic observed. 
Note: no water damage
Note: 4 HVAC wall mounted units

Yes No

Rooms 13B storage room          36 SF No No

Exterior under wood 
siding

    1,800 SF No

Note: No temp switches
Note: 80 bulbs
Note: 40 ballast

Rooms 14B and 13B No No    1,500 SF

Rooms 14B and 13B     1,500 SF Yes No

Rooms 14B and 13B     1,800 SF

No

Roof     2,500 SF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Drywall 15A-1 None detected Interior - northeast
Drywall 15A-2 None detected Interior - southwest
Drywall 15A-3 None detected Interior - northwest
Barrier paper 15A-4 None detected Interior - northeast
Barrier paper 15A-5 None detected Interior - southwest
Barrier paper 15A-6 None detected Interior - northwest
2'x4' fissured ceiling 
panel 

15A-7 None detected Interior - center

2'x4' fissured ceiling 
panel 

15A-8 None detected Interior - northeast

2'x4' fissured ceiling 
panel 

15A-9 None detected Interior - southwest

12" blue floor tile with 
glue

15A-10 None detected Interior - southwest

12" blue floor tile with 
glue

15A-11 None detected Interior - northeast

12" blue floor tile with 
glue

15A-12 None detected Interior - southeast

12" beige floor tile with 
glue 

15A-13 None detected Interior - northeast

12" beige floor tile with 
glue 

15A-14 None detected Interior - southwest

12" beige floor tile with 
glue 

15A-15 None detected Interior - southeast

4" blue cove base with 
glue 

15A-16 None detected Interior - northeast

4" blue cove base with 
glue 

15A-17 None detected Interior - southwest

4" blue cove base with 
glue 

15A-18 None detected Interior - southeast

Approx. Qty.
Portable 15A

Yes No

Interior        900 SF No No

Interior        300 SF No

Interior under wall panels        900 SF No No

Exterior under wood 
panels

       900 SF No No

Interior     1,000 SF

No

Interior        120 LF No No
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
Portable 15A

Gray sheet roof 15A-R1 None detected Roof - center
Gray sheet roof 15A-R2 None detected Roof - north center
Gray sheet roof 15A-R3 None detected Roof - southwest
Gray roof mastic 15A-R4 5% chrysotile Roof - center
Gray roof mastic 15A-R5 5% chrysotile Roof - west center
Gray roof mastic 15A-R6 5% chrysotile Roof - southwest
Note: 20 ballast 
Note: 40 tubes
Note: No mercury switches
Note: no visible mold growth 
Note: Wall mounted HVAC (2units) 

Roof     1,100 SF No No

Roof (patch work)          20 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable Damage
Drywall mud R1-1 None detected 11C - southwest
Drywall mud R1-2 None detected 11B - northeast
Drywall mud R1-3 None detected 11B - northwest
Drywall R1-4 None detected 11B - northeast
Drywall R1-5 None detected 11B - northeast
Drywall composite R1-6 None detected 11C - northeast
Drywall R1-7 None detected 12 - northeast
Drywall R1-8 None detected 12 - southeast
Drywall R1-9 None detected 12 - northwest
2'x4' fissured ceiling 
panels

R1-10 None detected 12 - northeast

2'x4' fissured ceiling 
panels

R1-11 None detected 11B - northeast

2'x4' fissured ceiling 
panels

R1-12 None detected 11 - northeast

Yellow glue under 
carpet

R1-13 None detected 12 - northeast

Yellow glue under 
carpet

R1-14 None detected 12 - northwest

Yellow glue under 
carpet

R1-15 None detected 11A - west center

4" black cove base and 
glue

R1-16 None detected 11B - northeast

4" black cove base and 
glue

R1-17 None detected 11A - northwest

4" black cove base and 
glue

R1-18 None detected 12 - southeast

Light brown 12"x12" 
floor tile with glue

R1-19 None detected 11B - northwest

Approx. Qty.
R1 - Rooms 11 and 12

Yes

Yes No

Rooms 11A, 11B, 11C

Rooms 12, 11

No

No

Yes

No

No

Rooms 11A, 11B, 11C,12

Rooms 12, 11A, 11C

    1,300 SF

       800 SF

    2,000 SF

    2,000 SF

Rooms 11A, 11B, 11C, 
12

       260 SF No No

Room 11B        300 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
R1 - Rooms 11 and 12

Light brown 12"x12" 
floor tile with glue

R1-20 None detected 11B - southeast

Light brown 12"x12" 
floor tile with glue

R1-21 None detected 11 - northeast

Blue speckled 12"x12" 
floor tile with glue

R1-22 None detected 11C - northeast

Blue speckled 12"x12" 
floor tile with glue

R1-23 None detected 11C - northwest

Blue speckled 12"x12" 
floor tile with glue

R1-24 None detected 11C - southeast

12"x12" pink floor tile 
with glue

R1-25 None detected 11B - northeast

12"x12" pink floor tile 
with glue

R1-26 None detected 11B - southwest

12"x12" pink floor tile 
with glue

R1-27 None detected 11B - southeast

Barrier paper R1-28 None detected Exterior - northwest
Barrier paper R1-29 None detected Exterior - southwest
Barrier paper R1-30 None detected Exterior - east center
Exterior texture coating R1-31 5% chrysotile Exterior wall - northeast

Exterior texture coating R1-32 5% chrysotile Exterior wall - northwest

Exterior texture coating R1-33 5% chrysotile Exterior wall - southeast

Exterior texture coating R1-34 5% chrysotile Exterior wall - southwest

Exterior texture coating R1-35 5% chrysotile Exterior wall - east center

Foam roof 12-R1 None detected Roof - center

Room 11C          25 SF No No

Room 11B        100 SF No No

Exterior under wood 
siding

    2,000 SF No No

Exterior walls 12, 11 Yes YesSF    1,400 

Roof     2,500 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES
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CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.
R1 - Rooms 11 and 12

Foam roof 12-R2 None detected Roof - southwest
Foam roof 12-R3 None detected Roof - north center
Gray roof mastic 12-R4 2% chrysotile Roof - west center
Gray roof mastic 12-R5 3% chrysotile Roof - west center
Gray roof mastic 12-R6 3% chrysotile Roof - center
Note: 20 Ballast
Note: 40 Bulbs
Note: No Mercury switches
Note: No visible water damage
Note: 4 wall mounted HVAC units

Roof (patch work)          70 SF No No



MATERIAL INVENTORY
ASBESTOS SAMPLES

Page 53 of 53
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Lunch Shelter
Material Sample No. Asbestos Content Sample Location Material Location Friable DamageApprox. Qty.

Note: No suspect materials - sheet metal roofing



 

 

Appendix B 
Sample Location Maps: Asbestos   















































 

 

Appendix C 
Laboratory Analytical Report: Asbestos  



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, White,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-1
Quartz
Perlite
Calcium Carbonate
Gypsum/Binder/Filler

5%
25%
30%
40%

1937386-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, White/ 
Beige,   Non-homogeneous

None Detected
MPR

LAYER 1MPR-2
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937386-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, White/ 
Beige,   Non-homogeneous

None Detected
MPR

LAYER 1MPR-3
Perlite
Gypsum/Binder/Filler

20%
80%

1937386-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, White/Gray,   
Non-homogeneous

None Detected
MPR

LAYER 1MPR-4
Quartz
Gypsum/Binder/Filler

45%
55%

1937386-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, White/Gray,   
Non-homogeneous

None Detected
MPR

LAYER 1MPR-5
Quartz
Gypsum/Binder/Filler

45%
55%

1937386-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, White/Gray,   
Non-homogeneous

None Detected
MPR

LAYER 1MPR-6
Quartz
Gypsum/Binder/Filler

45%
55%

1937386-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, White/ 
Beige,   Non-homogeneous

None Detected
MPR

LAYER 1MPR-7
Quartz
Calcium Carbonate
Gypsum/Binder/Filler

45%
25%
30%

1937386-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole Ceiling Tile, White/ 
Brown,   Non-homogeneous

None Detected
MPR

LAYER 1MPR-8A 95%
Binder/Filler 5%

1937386-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-8B
Organic Binders/Filler 100%

1937386-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole Ceiling Tile, White/ 
Brown,   Non-homogeneous

None Detected
MPR

LAYER 1MPR-9A 95%
Binder/Filler 5%

1937386-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-9B
Organic Binders/Filler 100%

1937386-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber12" Peghole Ceiling Tile, White/ 
Brown,   Non-homogeneous

None Detected
MPR

LAYER 1MPR-10A 95%
Binder/Filler 5%

1937386-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-10B
Organic Binders/Filler 100%

1937386-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Smooth Ceiling Tile, Brown,   
Homogeneous

None Detected
MPR

LAYER 1MPR-11A 100%
1937386-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-11B
Organic Binders/Filler 100%

1937386-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Smooth Ceiling Tile, Brown,   
Homogeneous

None Detected
MPR

LAYER 1MPR-12A 100%
1937386-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-12B
Organic Binders/Filler 100%

1937386-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Smooth Ceiling Tile, Brown,   
Homogeneous

None Detected
MPR

LAYER 1MPR-13A 100%
1937386-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-13B
Organic Binders/Filler 100%

1937386-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall Ceiling, Beige/ Brown,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-14 25%
<1

Gypsum/Filler 75%

1937386-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall Ceiling, Beige/ Brown,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-15 15%
<1

Gypsum/Filler 85%

1937386-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall Ceiling, Beige/ Brown,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-16 15%
<1

Gypsum/Filler 85%

1937386-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
MPR

LAYER 1MPR-17A
Calcium Carbonate
Vinyl Binder

60%
40%

1937386-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-17B
Organic Binders 100%

1937386-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

124   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Pink,   Homogeneous None Detected
MPR

LAYER 1MPR-18A
Calcium Carbonate
Vinyl Binder

60%
40%

1937386-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-18B
Organic Binders 100%

1937386-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
MPR

LAYER 1MPR-19A
Calcium Carbonate
Vinyl Binder

60%
40%

1937386-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
MPR

LAYER 1MPR-19B
Organic Binders 100%

1937386-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige (Brown),   
Homogeneous

Chrysotile
MPR

LAYER 1MPR-20A 5%
Calcium Carbonate
Vinyl Binder

40%
55%

1937386-029

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-20B
Bituminous Matrix 100%

1937386-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Not Analyzed- Positive 
Stop

  
MPR

MPR-21A
1937386-031

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-21B
Bituminous Matrix 100%

1937386-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Not Analyzed- Positive 
Stop

  
MPR

MPR-22A
1937386-033

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-22B
Bituminous Matrix 100%

1937386-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" Floor Tile, Beige (Brown),   
Homogeneous

Chrysotile
MPR

LAYER 1MPR-23A 10%
Calcium Carbonate
Vinyl Binder

25%
65%

1937386-035

100%

Asbestos Present: Yes 10.0%Total % Non-Asbestos: 90.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-23B
Bituminous Matrix 100%

1937386-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" Floor Tile, Not Analyzed- Positive 
Stop

  
MPR

MPR-24A
1937386-037

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mastic, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-24B
Bituminous Matrix 100%

1937386-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" Floor Tile, Not Analyzed- Positive 
Stop

  
MPR

MPR-25A
1937386-039

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-25B
Bituminous Matrix 100%

1937386-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-26A
Vinyl Binder/ Filler 100%

1937386-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
MPR

LAYER 1MPR-26B
Organic Binders/Filler 100%

1937386-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-27A
Vinyl Binder/ Filler 100%

1937386-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
MPR

LAYER 1MPR-27B
Organic Binders/Filler 100%

1937386-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-28A
Vinyl Binder/ Filler 100%

1937386-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
MPR

LAYER 1MPR-28B
Organic Binders/Filler 100%

1937386-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Beige,   Homogeneous None Detected
MPR

LAYER 1MPR-29A
Vinyl Binder/ Filler 100%

1937386-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
MPR

LAYER 1MPR-29B
Organic Binders/Filler 100%

1937386-048

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Beige,   Homogeneous None Detected
MPR

LAYER 1MPR-30A
Vinyl Binder/ Filler 100%

1937386-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
MPR

LAYER 1MPR-30B
Organic Binders/Filler 100%

1937386-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Beige,   Homogeneous None Detected
MPR

LAYER 1MPR-31A
Vinyl Binder/ Filler 100%

1937386-051

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
MPR

LAYER 1MPR-31B
Organic Binders/Filler 100%

1937386-052

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber4" O.D. Pipe Insulation Aircell, Gray,   
Homogeneous

Chrysotile
MPR

LAYER 1MPR-32 20%30%
Binder/Filler 50%

1937386-053

100%

Asbestos Present: Yes 20.0%Total % Non-Asbestos: 80.0% Total %Asbestos:

4" O.D. Pipe Insulation Aircell, Not 
Analyzed- Positive Stop

  
MPR

MPR-33
1937386-054

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

4" O.D. Pipe Insulation Aircell, Not 
Analyzed- Positive Stop

  
MPR

MPR-34
1937386-055

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Cellulose Fiber6" Pipe Insulation Aircell, Gray,   
Homogeneous

Chrysotile
MPR

LAYER 1MPR-35 30%15%
Binder/Filler 55%

1937386-056

100%

Asbestos Present: Yes 30.0%Total % Non-Asbestos: 70.0% Total %Asbestos:

6" Pipe Insulation Aircell, Not 
Analyzed- Positive Stop

  
MPR

MPR-36
1937386-057

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

6" Pipe Insulation Aircell, Not 
Analyzed- Positive Stop

  
MPR

MPR-37
1937386-058

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDuct Insulation Air Cell, Gray,   
Homogeneous

Chrysotile
MPR

LAYER 1MPR-38 30%15%
Binder/Filler 55%

1937386-059

100%

Asbestos Present: Yes 30.0%Total % Non-Asbestos: 70.0% Total %Asbestos:

Duct Insulation Air Cell, Not Analyzed- 
Positive Stop

  
MPR

MPR-39
1937386-060

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Duct Insulation Air Cell, Not Analyzed- 
Positive Stop

  
MPR

MPR-40
1937386-061

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Window Putty, White/ Gray,   Non-
homogeneous

Chrysotile
MPR

LAYER 1MPR-41 <1%
Calcium Carbonate
Binder/Filler

80%
20%

1937386-062

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, White/ Gray,   Non-
homogeneous

Chrysotile
MPR

LAYER 1MPR-42 <1%
Calcium Carbonate
Binder/Filler

80%
20%

1937386-063

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, White/ Gray,   Non-
homogeneous

Chrysotile
MPR

LAYER 1MPR-43 <1%
Calcium Carbonate
Binder/Filler

80%
20%

1937386-064

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-44
Quartz
Calcium Carbonate
Binder/Filler

45%
35%
20%

1937386-065

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-45
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937386-066

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-46
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937386-067

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-47
Quartz
Calcium Carbonate
Binder/Filler

55%
25%
20%

1937386-068

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
MPR

LAYER 1MPR-48
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937386-069

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-49 60%
Bituminous Matrix 40%

1937386-070

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
10/31/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937386

Project Number

MPR
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 72

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-50 60%
Bituminous Matrix 40%

1937386-071

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
MPR

LAYER 1MPR-51 60%
Bituminous Matrix 40%

1937386-072

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937387

Project Number

Portable 5/6
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 23

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Not Used, 
Portable 5/6

LAYER 1P6-1
1937387-001

100%

Not Used, 
Portable 5/6

LAYER 1P6-2
1937387-002

100%

Not Used, 
Portable 5/6

LAYER 1P6-3
1937387-003

100%

Not Used, 
Portable 5/6

LAYER 1P6-4
1937387-004

100%

Not Used, 
Portable 5/6

LAYER 1P6-5
1937387-005

100%

Not Used, 
Portable 5/6

LAYER 1P6-6
1937387-006

100%

12"x12" Speckled F.T., Beige,   
Homogeneous

None Detected
Portable 5/6

LAYER 1P6-7A
Calcium Carbonate
Vinyl Binder

65%
35%

1937387-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Black/ Yellow,   Non-
homogeneous

None Detected
Portable 5/6

LAYER 1P6-7B
Bituminous Matrix
Organic Binders/Filler

70%
30%

1937387-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937387

Project Number

Portable 5/6
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 23

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12"x12" Speckled F.T., Beige,   
Homogeneous

None Detected
Portable 5/6

LAYER 1P6-8A
Calcium Carbonate
Vinyl Binder

65%
35%

1937387-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-8B
Organic Binders/Filler 100%

1937387-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12"x12" Speckled F.T., Beige,   
Homogeneous

None Detected
Portable 5/6

LAYER 1P6-9A
Calcium Carbonate
Vinyl Binder

65%
35%

1937387-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-9B
Organic Binders/Filler 100%

1937387-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-10A
Calcium Carbonate
Vinyl Binder

30%
70%

1937387-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-10B
Organic Binders/Filler 100%

1937387-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937387

Project Number

Portable 5/6
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 23

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Brown,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-11A
Calcium Carbonate
Vinyl Binder

30%
70%

1937387-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-11B
Organic Binders/Filler 100%

1937387-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-12A
Calcium Carbonate
Vinyl Binder

30%
70%

1937387-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Portable 5/6

LAYER 1P6-12B
Organic Binders/Filler 100%

1937387-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 5/6

LAYER 1P6-13 <1%
Binder/Filler 100%

1937387-019

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 5/6

LAYER 1P6-14 <1%
Binder/Filler 100%

1937387-020

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 5/6

LAYER 1P6-15 <1%
Binder/Filler 100%

1937387-021

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937387

Project Number

Portable 5/6
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 23

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 5/6

LAYER 1P6-16 <1%
Binder/Filler 100%

1937387-022

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 5/6

LAYER 1P6-17 <1%
Binder/Filler 100%

1937387-023

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937388

Project Number

Bldg CDC 3
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 39

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-1A 95%
Binder/Filler 5%

1937388-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-1B
Organic Binders/Filler 100%

1937388-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-2A 95%
Binder/Filler 5%

1937388-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-2B
Organic Binders/Filler 100%

1937388-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-3A 95%
Binder/Filler 5%

1937388-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-3B
Organic Binders/Filler 100%

1937388-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-4 25%
Gypsum/Filler 75%

1937388-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

71   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937388

Project Number

Bldg CDC 3
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 39

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDrywall Ceiling, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-5 5%
Gypsum/Filler 95%

1937388-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall Ceiling, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-6 40%
<1

Gypsum/Filler 60%

1937388-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-7
Calcium Carbonate
Binder/Filler

85%
15%

1937388-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-8
Calcium Carbonate
Binder/Filler

85%
15%

1937388-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-9
Calcium Carbonate
Binder/Filler

85%
15%

1937388-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, Beige/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-10 10%
Gypsum/Filler 90%

1937388-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937388

Project Number

Bldg CDC 3
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 39

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDrywall, Beige/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-11 30%
Gypsum/Filler 70%

1937388-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberComposite Drywall w/ Mud, 
Beige/Brown,   Homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-12 10%
Calcium Carbonate
Gypsum/Filler

20%
70%

1937388-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Blue,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-13A
Calcium Carbonate
Vinyl Binder

65%
35%

1937388-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-13B
Organic Binders 100%

1937388-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Blue,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-14A
Calcium Carbonate
Vinyl Binder

65%
35%

1937388-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-14B
Organic Binders 100%

1937388-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937388

Project Number

Bldg CDC 3
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 39

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Blue,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-15A
Calcium Carbonate
Vinyl Binder

65%
35%

1937388-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-15B
Organic Binders 100%

1937388-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-16A
Calcium Carbonate
Vinyl Binder

60%
40%

1937388-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-16B
Organic Binders 100%

1937388-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-17A
Calcium Carbonate
Vinyl Binder

60%
40%

1937388-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-17B
Organic Binders 100%

1937388-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937388

Project Number

Bldg CDC 3
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 39

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Beige,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-18A
Calcium Carbonate
Vinyl Binder

60%
40%

1937388-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-18B
Organic Binders/Filler 100%

1937388-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Green,   Homogeneous Chrysotile
Bldg CDC 3

LAYER 1C3-19A 2%
Calcium Carbonate
Vinyl Binder

50%
48%

1937388-028

100%

Asbestos Present: Yes 2.0%Total % Non-Asbestos: 98.0% Total %Asbestos:

Cellulose FiberMastic/Felt Paper, Black,   
Homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-19B 50%
Bituminous Matrix 50%

1937388-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Not Analyzed- Positive Stop   
Bldg CDC 3

C3-20A
1937388-030

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Cellulose FiberMastic/Felt Paper, Black,   
Homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-20B 50%
Bituminous Matrix 50%

1937388-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Not Analyzed   
Bldg CDC 3

C3-21A
1937388-032

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937388

Project Number

Bldg CDC 3
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 39

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberMastic/Felt Paper, Black,   
Homogeneous

None Detected
Bldg CDC 3

LAYER 1C3-21B 50%
Bituminous Matrix 50%

1937388-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-22A
Calcium Carbonate
Vinyl Binder

35%
65%

1937388-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous TalcGlue, Tan/Brown,   Non-homogeneous None Detected
Bldg CDC 3

LAYER 1C3-22B <1%
Organic Binders/Filler 100%

1937388-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-23A
Calcium Carbonate
Vinyl Binder

35%
65%

1937388-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous TalcGlue, Tan/Brown,   Non-homogeneous None Detected
Bldg CDC 3

LAYER 1C3-23B <1%
Organic Binders/Filler 100%

1937388-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg CDC 3

LAYER 1C3-24A
Calcium Carbonate
Vinyl Binder

35%
65%

1937388-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

10/31/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937388

Project Number

Bldg CDC 3
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 39

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous TalcGlue, Tan/Brown,   Non-homogeneous None Detected
Bldg CDC 3

LAYER 1C3-24B <1%
Organic Binders/Filler 100%

1937388-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-1 35%
25%

Perlite
Binder/Filler

35%
5%

1937389-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-2 35%
25%

Perlite
Binder/Filler

35%
5%

1937389-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-3 35%
25%

Perlite
Binder/Filler

35%
5%

1937389-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

6" Covebase, Black,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-4A
Calcium Carbonate
Vinyl Binder

25%
75%

1937389-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Cream,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-4B
Organic Binders/Filler 100%

1937389-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

6" Covebase, Black,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-5A
Calcium Carbonate
Vinyl Binder

25%
75%

1937389-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Cream,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-5B
Organic Binders/Filler 100%

1937389-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

6" Covebase, Black,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-6A
Calcium Carbonate
Vinyl Binder

25%
75%

1937389-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Cream,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-6B
Organic Binders/Filler 100%

1937389-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-7
Mica
Calcium Carbonate
Binder/Filler

10%
80%
10%

1937389-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-8
Mica
Calcium Carbonate
Binder/Filler

10%
80%
10%

1937389-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall Mud, White,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-9
Mica
Calcium Carbonate
Binder/Filler

10%
80%
10%

1937389-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown None Detected
Bldg CDC 2

LAYER 1C2-10 5%
<1

Gypsum/Filler 95%

1937389-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown None Detected
Bldg CDC 2

LAYER 1C2-11 15%
<1

Gypsum/Filler 85%

1937389-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Composite Drywall w/ Mud, White/ 
Brown

None Detected
Bldg CDC 2

LAYER 1C2-12 10%
<1

Calcium Carbonate
Gypsum/Binder/Filler

10%
80%

1937389-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberParticle Board, Brown,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-13 95%
Binder/Filler 5%

1937389-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberParticle Board, Brown,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-14 95%
Binder/Filler 5%

1937389-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Wood FiberParticle Board, Brown,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-15 95%
Binder/Filler 5%

1937389-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Gray,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-16A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-16B
Organic Binders/Filler 100%

1937389-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Leveling Compound, Gray,   
Homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-16C
Calcium Carbonate
Binder/Filler

80%
20%

1937389-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Gray,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-17A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-17B
Organic Binders/Filler 100%

1937389-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Leveling Compound, Gray,   
Homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-17C
Calcium Carbonate
Binder/Filler

80%
20%

1937389-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Gray,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-18A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-18B
Organic Binders/Filler 100%

1937389-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Leveling Compound, Gray,   
Homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-18C
Calcium Carbonate
Binder/Filler

80%
20%

1937389-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-19A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-19B
Organic Binders/Filler 100%

1937389-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Pink,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-20A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-20B
Organic Binders/Filler 100%

1937389-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-21A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-21B
Organic Binders/Filler 100%

1937389-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-22A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Dk. Gray,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-22B
Organic Binders/Filler 100%

1937389-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-23A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Dk. Gray,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-23B
Organic Binders/Filler 100%

1937389-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-24A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue (w/ Leveling Compound), 
Yellow/Gray,   Non-homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-24B
Organic Binders
Calcium Carbonate

40%
60%

1937389-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Gray,   
Homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-25A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-25B
Organic Binders/Filler 100%

1937389-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Lt. Gray,   
Homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-26A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-26B
Organic Binders/Filler 100%

1937389-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Gray,   
Homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-27A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-27B
Organic Binders/Filler 100%

1937389-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-28A
Calcium Carbonate
Vinyl Binder

60%
40%

1937389-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-28B
Organic Binders 100%

1937389-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Sublayer Tile, White,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-28C
Calcium Carbonate
Vinyl Binder

50%
50%

1937389-048

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-28D
Organic Binders/Filler 100%

1937389-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-29A
Calcium Carbonate
Vinyl Binder

60%
40%

1937389-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-29B
Organic Binders 100%

1937389-051

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Sublayer Tile, White,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-29C
Calcium Carbonate
Vinyl Binder

50%
50%

1937389-052

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-29D
Organic Binders/Filler 100%

1937389-053

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Pink,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-30A
Calcium Carbonate
Vinyl Binder

60%
40%

1937389-054

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-30B
Organic Binders 100%

1937389-055

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Sublayer Tile, White,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-30C
Calcium Carbonate
Vinyl Binder

50%
50%

1937389-056

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-30D
Organic Binders/Filler 100%

1937389-057

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-31A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-058

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-31B
Organic Binders/Filler 100%

1937389-059

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-32A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-060

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-32B
Organic Binders/Filler 100%

1937389-061

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-33A
Calcium Carbonate
Vinyl Binder

65%
35%

1937389-062

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-33B
Organic Binders/Filler 100%

1937389-063

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous Chrysotile
Bldg CDC 2

LAYER 1C2-34A 6%
Calcium Carbonate
Vinyl Binder

40%
54%

1937389-064

100%

Asbestos Present: Yes 6.0%Total % Non-Asbestos: 94.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-34B
Bituminous Matrix 100%

1937389-065

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Not Analyzed- Positive 
Stop

  
Bldg CDC 2

C2-35A
1937389-066

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-35B
Bituminous Matrix 100%

1937389-067

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Not Analyzed- Positive 
Stop

  
Bldg CDC 2

C2-36A
1937389-068

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 2

LAYER 1C2-36B
Bituminous Matrix 100%

1937389-069

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown None Detected
Bldg CDC 2

LAYER 1C2-37 10%
<1

Gypsum/Filler 90%

1937389-070

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown None Detected
Bldg CDC 2

LAYER 1C2-38 10%
<1

Gypsum/Filler 90%

1937389-071

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown None Detected
Bldg CDC 2

LAYER 1C2-39 15%
<1

Gypsum/Filler 85%

1937389-072

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Cellulose Fiber
Synthetic Fiber

Epoxy Flooring, Gray (Beige/Black),   
Non-homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-40 5%
5%
10%

Quartz
Vinyl Binder

15%
65%

1937389-073

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Cellulose Fiber
Synthetic Fiber

Epoxy Flooring, Gray (Beige/Black),   
Non-homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-41 5%
5%
10%

Quartz
Vinyl Binder

15%
65%

1937389-074

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Cellulose Fiber
Synthetic Fiber

Epoxy Flooring, Gray (Beige/Black),   
Non-homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-42 5%
5%
10%

Quartz
Vinyl Binder

15%
65%

1937389-075

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Texture Coating, Gray,   Non-
homogeneous

Chrysotile
Bldg CDC 2

LAYER 1C2-43 <1%
Binder/Filler 100%

1937389-076

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Texture Coating, White,   Non-
homogeneous

Chrysotile
Bldg CDC 2

LAYER 1C2-44 <1%
Binder/Filler 100%

1937389-077

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Texture Coating, White,   Non-
homogeneous

Chrysotile
Bldg CDC 2

LAYER 1C2-45 <1%
Binder/Filler 100%

1937389-078

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Texture Coating, White,   Non-
homogeneous

Chrysotile
Bldg CDC 2

LAYER 1C2-46 <1%
Binder/Filler 100%

1937389-079

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Texture Coating, White,   Non-
homogeneous

Chrysotile
Bldg CDC 2

LAYER 1C2-47 <1%
Binder/Filler 100%

1937389-080

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Texture Coating, White,   Non-
homogeneous

Chrysotile
Bldg CDC 2

LAYER 1C2-48 <1%
Binder/Filler 100%

1937389-081

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Texture Coating, White,   Non-
homogeneous

Chrysotile
Bldg CDC 2

LAYER 1C2-49 <1%
Binder/Filler 100%

1937389-082

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Epoxy Coating, White,   Non-
homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-50
Binder/Filler 100%

1937389-083

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Epoxy Coating, White,   Non-
homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-51
Binder/Filler 100%

1937389-084

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %
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 Non-Asbestos
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/01/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937389

Project Number

Bldg CDC 2
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 88

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Epoxy Coating, White,   Non-
homogeneous

None Detected
Bldg CDC 2

LAYER 1C2-52
Binder/Filler 100%

1937389-085

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wall Mastic, Black,   Homogeneous Chrysotile
Bldg CDC 2

LAYER 1C2-53 25%
Bituminous Matrix 75%

1937389-086

100%

Asbestos Present: Yes 25.0%Total % Non-Asbestos: 75.0% Total %Asbestos:

Wall Mastic, Black,   Homogeneous Chrysotile
Bldg CDC 2

LAYER 1C2-54 25%
Bituminous Matrix 75%

1937389-087

100%

Asbestos Present: Yes 25.0%Total % Non-Asbestos: 75.0% Total %Asbestos:

Wall Mastic, Black,   Homogeneous Chrysotile
Bldg CDC 2

LAYER 1C2-55 25%
Bituminous Matrix 75%

1937389-088

100%

Asbestos Present: Yes 25.0%Total % Non-Asbestos: 75.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937390

Project Number

Portable 15A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 27

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
Portable 15A

LAYER 115A-1 15%
Gypsum/Filler 85%

1937390-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
Portable 15A

LAYER 115A-2 20%
Gypsum/Filler 80%

1937390-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
Portable 15A

LAYER 115A-3 20%
Gypsum/Filler 80%

1937390-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 15A

LAYER 115A-4 70%
Bituminous Matrix 30%

1937390-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 15A

LAYER 115A-5 70%
Bituminous Matrix 30%

1937390-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 15A

LAYER 115A-6 70%
Bituminous Matrix 30%

1937390-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937390

Project Number

Portable 15A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 27

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 15A

LAYER 115A-7 40%
15%

Perlite
Binder/Filler

40%
5%

1937390-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 15A

LAYER 115A-8 40%
15%

Perlite
Binder/Filler

40%
5%

1937390-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 15A

LAYER 115A-9 40%
15%

Perlite
Binder/Filler

40%
5%

1937390-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Portable 15A

LAYER 115A-10A
Calcium Carbonate
Vinyl Binder

60%
40%

1937390-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 15A

LAYER 115A-10B
Organic Binders 100%

1937390-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937390

Project Number

Portable 15A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 27

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Blue,   Homogeneous None Detected
Portable 15A

LAYER 115A-11A
Calcium Carbonate
Vinyl Binder

60%
40%

1937390-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 15A

LAYER 115A-11B
Organic Binders 100%

1937390-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Portable 15A

LAYER 115A-12A
Calcium Carbonate
Vinyl Binder

60%
40%

1937390-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 15A

LAYER 115A-12B
Organic Binders 100%

1937390-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige (Offwhite),   
Homogeneous

None Detected
Portable 15A

LAYER 115A-13A
Calcium Carbonate
Vinyl Binder

65%
35%

1937390-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 15A

LAYER 115A-13B
Organic Binders 100%

1937390-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937390

Project Number

Portable 15A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 27

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Beige (Offwhite),   
Homogeneous

None Detected
Portable 15A

LAYER 115A-14A
Calcium Carbonate
Vinyl Binder

65%
35%

1937390-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 15A

LAYER 115A-14B
Organic Binders 100%

1937390-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige (Offwhite),   
Homogeneous

None Detected
Portable 15A

LAYER 115A-15A
Calcium Carbonate
Vinyl Binder

65%
35%

1937390-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 15A

LAYER 115A-15B
Organic Binders 100%

1937390-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Portable 15A

LAYER 115A-16A
Calcium Carbonate
Vinyl Binder

30%
70%

1937390-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Portable 15A

LAYER 115A-16B
Organic Binders/Filler 100%

1937390-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937390

Project Number

Portable 15A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 27

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Blue,   Homogeneous None Detected
Portable 15A

LAYER 115A-17A
Calcium Carbonate
Vinyl Binder

30%
70%

1937390-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Portable 15A

LAYER 115A-17B
Organic Binders/Filler 100%

1937390-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Portable 15A

LAYER 115A-18A
Calcium Carbonate
Vinyl Binder

30%
70%

1937390-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Portable 15A

LAYER 115A-18B
Organic Binders/Filler 100%

1937390-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937391

Project Number

RR-Portable
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 33

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
RR-Portable

LAYER 1RR-1 5%
Gypsum/Filler 95%

1937391-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/Brown/Green,   Non-
homogeneous

None Detected
RR-Portable

LAYER 1RR-2 10%
Gypsum/Filler 90%

1937391-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/Brown/Green,   Non-
homogeneous

None Detected
RR-Portable

LAYER 1RR-3 10%
Gypsum/Filler 90%

1937391-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wall Panel Glue, Cream,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-4
Organic Binders/Filler 100%

1937391-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wall Panel Glue, Cream,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-5
Organic Binders/Filler 100%

1937391-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wall Panel Glue, Cream,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-6
Organic Binders/Filler 100%

1937391-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937391

Project Number

RR-Portable
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 33

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Beige,   Homogeneous None Detected
RR-Portable

LAYER 1RR-7A
Calcium Carbonate
Vinyl Binder

65%
35%

1937391-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-7B
Organic Binders/Filler 100%

1937391-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
RR-Portable

LAYER 1RR-8A
Calcium Carbonate
Vinyl Binder

65%
35%

1937391-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-8B
Organic Binders/Filler 100%

1937391-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
RR-Portable

LAYER 1RR-9A
Calcium Carbonate
Vinyl Binder

65%
35%

1937391-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-9B
Organic Binders/Filler 100%

1937391-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937391

Project Number

RR-Portable
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 33

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Dk. Gray,   Homogeneous None Detected
RR-Portable

LAYER 1RR-10A
Calcium Carbonate
Vinyl Binder

65%
35%

1937391-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-10B
Organic Binders/Filler 100%

1937391-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Leveling Compound, Cream,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-10C
Calcium Carbonate
Binder/Filler

40%
60%

1937391-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Dk. Gray,   Homogeneous None Detected
RR-Portable

LAYER 1RR-11A
Calcium Carbonate
Vinyl Binder

65%
35%

1937391-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-11B
Organic Binders/Filler 100%

1937391-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Leveling Compound, Cream,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-11C
Calcium Carbonate
Binder/Filler

40%
60%

1937391-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937391

Project Number

RR-Portable
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 33

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Dk. Gray,   Homogeneous None Detected
RR-Portable

LAYER 1RR-12A
Calcium Carbonate
Vinyl Binder

65%
35%

1937391-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-12B
Organic Binders/Filler 100%

1937391-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Leveling Compound, Cream,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-12C
Calcium Carbonate
Binder/Filler

40%
60%

1937391-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

6" Covebase, Gray,   Homogeneous None Detected
RR-Portable

LAYER 1RR-13A
Vinyl Binder/ Filler 100%

1937391-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-13B
Organic Binders/Filler 100%

1937391-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

6" Covebase, Gray,   Homogeneous None Detected
RR-Portable

LAYER 1RR-14A
Vinyl Binder/ Filler 100%

1937391-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937391

Project Number

RR-Portable
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 33

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-14B
Organic Binders/Filler 100%

1937391-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

6" Covebase, Gray,   Homogeneous None Detected
RR-Portable

LAYER 1RR-15A
Vinyl Binder/ Filler 100%

1937391-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
RR-Portable

LAYER 1RR-15B
Organic Binders/Filler 100%

1937391-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black/ Brown,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-16 70%
Bituminous Matrix 30%

1937391-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black/ Brown,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-17 70%
Bituminous Matrix 30%

1937391-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black/ Brown,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-18 70%
Bituminous Matrix 30%

1937391-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/02/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937391

Project Number

RR-Portable
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 33

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Non-Skid Flooring, Gray,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-19
Quartz
Binder/Filler

40%
60%

1937391-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Non-Skid Flooring, Gray,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-20
Quartz
Binder/Filler

40%
60%

1937391-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Non-Skid Flooring, Gray,   
Homogeneous

None Detected
RR-Portable

LAYER 1RR-21
Quartz
Binder/Filler

40%
60%

1937391-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937392

Project Number

Bldg G
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 38

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-1
Quartz
Gypsum/Binder/Filler

45%
55%

1937392-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-2
Quartz
Gypsum/Binder/Filler

40%
60%

1937392-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-3
Quartz
Gypsum/Binder/Filler

45%
55%

1937392-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-4
Quartz
Gypsum/Binder/Filler

55%
45%

1937392-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, White/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-5
Quartz
Gypsum/Binder/Filler

45%
55%

1937392-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-6
Quartz
Gypsum/Binder/Filler

25%
75%

1937392-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937392

Project Number

Bldg G
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 38

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster, Beige/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-7
Quartz
Gypsum/Binder/Filler

30%
70%

1937392-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-8 95%
Binder/Filler 5%

1937392-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-9 95%
Binder/Filler 5%

1937392-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg G

LAYER 1G-10 95%
Binder/Filler 5%

1937392-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg G

LAYER 1G-11A
Calcium Carbonate
Vinyl Binder

40%
60%

1937392-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg G

LAYER 1G-11B
Organic Binders/Filler 100%

1937392-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937392

Project Number

Bldg G
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 38

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Blue,   Homogeneous None Detected
Bldg G

LAYER 1G-12A
Calcium Carbonate
Vinyl Binder

40%
60%

1937392-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg G

LAYER 1G-12B
Organic Binders/Filler 100%

1937392-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg G

LAYER 1G-13A
Calcium Carbonate
Vinyl Binder

40%
60%

1937392-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg G

LAYER 1G-13B
Organic Binders/Filler 100%

1937392-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Covebase, Blue,   Homogeneous
Note:  Sample appears to be Floor Tile

None Detected
Bldg G

LAYER 1G-14A
Calcium Carbonate
Vinyl Binder

65%
35%

1937392-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg G

LAYER 1G-14B
Calcium Carbonate
Vinyl Binder

65%
35%

1937392-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937392

Project Number

Bldg G
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 38

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Covebase, Blue,   Homogeneous
Note:  Sample appears to be Floor Tile

None Detected
Bldg G

LAYER 1G-15A
Calcium Carbonate
Vinyl Binder

65%
35%

1937392-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg G

LAYER 1G-15B
Organic Binders 100%

1937392-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Covebase, Blue,   Homogeneous
Note:  Sample appears to be Floor Tile

None Detected
Bldg G

LAYER 1G-16A
Calcium Carbonate
Vinyl Binder

65%
35%

1937392-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg G

LAYER 1G-16B
Organic Binders 100%

1937392-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Covebase, Beige,   Homogeneous
Note:  Sample appears to be Floor Tile

None Detected
Bldg G

LAYER 1G-17A
Calcium Carbonate
Vinyl Binder

65%
35%

1937392-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg G

LAYER 1G-17B
Organic Binders 100%

1937392-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937392

Project Number

Bldg G
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 38

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Covebase, Beige,   Homogeneous
Note:  Sample appears to be Floor Tile

None Detected
Bldg G

LAYER 1G-18A
Calcium Carbonate
Vinyl Binder

65%
35%

1937392-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg G

LAYER 1G-18B
Organic Binders 100%

1937392-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Covebase, Beige,   Homogeneous
Note:  Sample appears to be Floor Tile

None Detected
Bldg G

LAYER 1G-19A
Calcium Carbonate
Vinyl Binder

65%
35%

1937392-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg G

LAYER 1G-19B
Organic Binders 100%

1937392-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Beige/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-20
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937392-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-21
Quartz
Calcium Carbonate
Binder/Filler

35%
50%
15%

1937392-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

75   ofPAGE:



Layer No.
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 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937392

Project Number

Bldg G
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 38

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-22
Quartz
Calcium Carbonate
Binder/Filler

45%
40%
15%

1937392-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-23
Quartz
Calcium Carbonate
Binder/Filler

45%
40%
15%

1937392-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-24
Quartz
Calcium Carbonate
Binder/Filler

45%
40%
15%

1937392-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-25
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937392-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg G

LAYER 1G-26
Quartz
Calcium Carbonate
Binder/Filler

45%
40%
15%

1937392-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937392

Project Number

Bldg G
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 38

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg G

LAYER 1G-27 60%
Bituminous Matrix 40%

1937392-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg G

LAYER 1G-28 60%
Bituminous Matrix 40%

1937392-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg G

LAYER 1G-29 60%
Bituminous Matrix 40%

1937392-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-1
Quartz
Gypsum/Binder/Filler

35%
65%

1937393-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-2
Quartz
Gypsum/Binder/Filler

40%
60%

1937393-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-3
Quartz
Gypsum/Binder/Filler

40%
60%

1937393-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-4
Quartz
Gypsum/Binder/Filler

45%
55%

1937393-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-5
Quartz
Gypsum/Binder/Filler

45%
55%

1937393-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-6
Quartz
Gypsum/Binder/Filler

35%
65%

1937393-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-7
Quartz
Gypsum/Binder/Filler

45%
55%

1937393-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-8
Calcium Carbonate
Binder/Filler

85%
15%

1937393-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-9
Calcium Carbonate
Binder/Filler

85%
15%

1937393-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, White,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-10
Calcium Carbonate
Binder/Filler

85%
15%

1937393-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-11 10%
<1

Gypsum/Filler 90%

1937393-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-12 5%
<1

Gypsum/Filler 95%

1937393-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Composite Drywall w/ Mud, White/ 
Brown,   Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-13 10%
<1

Calcium Carbonate
Gypsum/Binder/Filler

30%
60%

1937393-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole CT, White/ Beige,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-14A 60%
Perlite
Binder/Filler

35%
5%

1937393-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-14B
Organic Binders/Filler 100%

1937393-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole CT, White/ Beige,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-15A 60%
Perlite
Binder/Filler

35%
5%

1937393-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-15B
Organic Binders/Filler 100%

1937393-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole CT, White/ Beige,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-16A 60%
Perlite
Binder/Filler

35%
5%

1937393-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mastic, Brown,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-16B
Organic Binders/Filler 100%

1937393-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-17 15%
Gypsum/Filler 85%

1937393-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-18 15%
Gypsum/Filler 85%

1937393-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-19 15%
Gypsum/Filler 85%

1937393-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-20A
Vinyl Binder/ Filler 100%

1937393-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-20B
Organic Binders/Filler 100%

1937393-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-21A
Vinyl Binder/ Filler 100%

1937393-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, White,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-21B
Organic Binders/Filler 100%

1937393-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-22A
Vinyl Binder/ Filler 100%

1937393-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-22B
Organic Binders/Filler 100%

1937393-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" FT, Beige (Tan),   Homogeneous Chrysotile
Bldg CDC 1

LAYER 1C1-23A 8%
Calcium Carbonate
Vinyl Binder

30%
62%

1937393-029

100%

Asbestos Present: Yes 8.0%Total % Non-Asbestos: 92.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-23B
Bituminous Matrix 100%

1937393-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" FT, Not Analyzed- Positive Stop   
Bldg CDC 1

C1-24A
1937393-031

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-24B
Bituminous Matrix 100%

1937393-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

9" FT, Not Analyzed- Positive Stop   
Bldg CDC 1

C1-25A
1937393-033

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-25B
Bituminous Matrix 100%

1937393-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-26A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-26B
Organic Binders 100%

1937393-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-27A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-27B
Organic Binders 100%

1937393-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" FT, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-28A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-28B
Organic Binders 100%

1937393-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Green,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-29A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Black/ Yellow,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-29B
Bituminous Matrix
Organic Binders/Filler

40%
60%

1937393-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Green,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-30A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Black/ Yellow,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-30B
Bituminous Matrix
Organic Binders/Filler

30%
70%

1937393-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" FT, Green,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-31A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Black/ Yellow,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-31B
Bituminous Matrix
Organic Binders/Filler

30%
70%

1937393-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Carpet glue w/ residual mastic, 
Tan/Black,   Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-32
Bituminous Matrix
Organic Binders/Filler

50%
50%

1937393-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Carpet glue w/ residual mastic, 
Tan/Black,   Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-33
Bituminous Matrix
Organic Binders/Filler

50%
50%

1937393-048

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Carpet glue w/ residual mastic, 
Tan/Black,   Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-34
Bituminous Matrix
Organic Binders/Filler

50%
50%

1937393-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Beige (Pink),   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-35A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-35B
Organic Binders 100%

1937393-051

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Beige (Pink),   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-36A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-052

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-36B
Organic Binders 100%

1937393-053

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Beige (Pink),   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-37A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-054

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-37B
Organic Binders 100%

1937393-055

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Off White,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-38A
Calcium Carbonate
Vinyl Binder

60%
40%

1937393-056

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberGlue, Tan,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-38B 2%
Organic Binders/Filler 98%

1937393-057

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Off White,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-39A
Calcium Carbonate
Vinyl Binder

60%
40%

1937393-058

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGlue, Tan,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-39B 5%
Organic Binders/Filler 95%

1937393-059

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Off White,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-40A
Calcium Carbonate
Vinyl Binder

60%
40%

1937393-060

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-40B
Organic Binders/Filler 100%

1937393-061

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Sheet Vinyl Flooring, Beige,   Non-
homogeneous

Chrysotile
Bldg CDC 1

LAYER 1C1-41 25%
Vinyl Binder/ Filler 75%

1937393-062

100%

Asbestos Present: Yes 25.0%Total % Non-Asbestos: 75.0% Total %Asbestos:

Sheet Vinyl Flooring,  
Note:  Not Analyzed- Positive Stop

  
Bldg CDC 1

C1-42
1937393-063

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:
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Layer No.
Layer %

Asbestos 
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 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Sheet Vinyl Flooring,  
Note:  Not Analyzed- Positive Stop

  
Bldg CDC 1

C1-43
1937393-064

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Cellulose FiberSheet Vinyl Flooring, Beige (Tan),   
Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-44 35%
Vinyl Binder/ Filler 65%

1937393-065

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberSheet Vinyl Flooring, Beige (Tan),   
Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-45 35%
Vinyl Binder/ Filler 65%

1937393-066

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberSheet Vinyl Flooring, Beige (Tan),   
Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-46 35%
Vinyl Binder/ Filler 65%

1937393-067

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber4" Pipe Insulation, Gray,   
Homogeneous

Chrysotile
Bldg CDC 1

LAYER 1C1-47 30%20%
Binder/Filler 50%

1937393-068

100%

Asbestos Present: Yes 30.0%Total % Non-Asbestos: 70.0% Total %Asbestos:

Not Analyzed- Positive Stop   
Bldg CDC 1

C1-48
1937393-069

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Not Analyzed- Positive Stop   
Bldg CDC 1

C1-49
1937393-070

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Fibrous GlassRoofing Debris, Black/ White,   Non-
homogeneous

Chrysotile
Bldg CDC 1

LAYER 1C1-50 5%2%
Bituminous Matrix/Filler 93%

1937393-071

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Roofing Debris, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-51
Bituminous Matrix 100%

1937393-072

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoofing Debris, Black/ Brown,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-52 <1%
Bituminous Matrix 100%

1937393-073

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Paper Batting Insulation, Black/ 
White,   Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-53 20%
60%

Bituminous Matrix 20%

1937393-074

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Paper Batting Insulation, Black/ 
White,   Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-54 25%
50%

Bituminous Matrix 25%

1937393-075

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Paper Batting Insulation, Black/ 
White,   Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-55 25%
50%

Bituminous Matrix 25%

1937393-076

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, Beige,   Homogeneous Chrysotile
Bldg CDC 1

LAYER 1C1-56 <1%
Calcium Carbonate
Binder/Filler

85%
15%

1937393-077

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Window Putty, White/ Beige,   Non-
homogeneous

Chrysotile
Bldg CDC 1

LAYER 1C1-57 <1%
Calcium Carbonate
Binder/Filler

85%
15%

1937393-078

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, White/ Beige,   Non-
homogeneous

Chrysotile
Bldg CDC 1

LAYER 1C1-58 <1%
Calcium Carbonate
Binder/Filler

85%
15%

1937393-079

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Pink,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-59A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-080

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-59B
Bituminous Matrix 100%

1937393-081

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" FT, Pink,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-60A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-082

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-60B
Bituminous Matrix 100%

1937393-083

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" FT, Pink,   Homogeneous None Detected
Bldg CDC 1

LAYER 1C1-61A
Calcium Carbonate
Vinyl Binder

65%
35%

1937393-084

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Black/ Yellow,   Non-
homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-61B
Bituminous Matrix
Organic Binders/Filler

25%
75%

1937393-085

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Green/Gray None Detected
Bldg CDC 1

LAYER 1C1-62
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937393-086

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Green/Gray None Detected
Bldg CDC 1

LAYER 1C1-63
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937393-087

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Green/Gray None Detected
Bldg CDC 1

LAYER 1C1-64
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937393-088

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Green/Gray None Detected
Bldg CDC 1

LAYER 1C1-65
Quartz
Calcium Carbonate
Binder/Filler

40%
45%
15%

1937393-089

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Green/Gray None Detected
Bldg CDC 1

LAYER 1C1-66
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937393-090

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Green/Gray None Detected
Bldg CDC 1

LAYER 1C1-67
Quartz
Calcium Carbonate
Binder/Filler

40%
45%
15%

1937393-091

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Green/Gray None Detected
Bldg CDC 1

LAYER 1C1-68
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937393-092

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Brown/Black,   
Homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-69 60%
Bituminous Matrix 40%

1937393-093

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Brown/Black,   
Homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-70 60%
Bituminous Matrix 40%

1937393-094

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Brown/Black,   
Homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-71 70%
Bituminous Matrix 30%

1937393-095

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassShingle Roof Core, Brown/White,   
Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-72 10%
Quartz/Gravel
Bituminous Matrix/Filler

35%
55%

1937393-096

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassShingle Roof Core, Brown/White,   
Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-73 10%
Quartz/Gravel
Bituminous Matrix/Filler

35%
55%

1937393-097

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassShingle Roof Core, Brown/White,   
Non-homogeneous

None Detected
Bldg CDC 1

LAYER 1C1-74 10%
Quartz/Gravel
Bituminous Matrix/Filler

35%
55%

1937393-098

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/01/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937393

Project Number

Bldg CDC 1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 98

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall Mud, Beige/ White,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-1
Perlite
Calcium Carbonate
Binder/Filler

5%
80%
15%

1937394-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, Beige/ White,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-2
Perlite
Calcium Carbonate
Binder/Filler

5%
80%
15%

1937394-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, Beige/ White,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-3
Perlite
Calcium Carbonate
Binder/Filler

5%
80%
15%

1937394-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-4 10%
<1

Gypsum/Filler 90%

1937394-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-5 5%
<1

Gypsum/Filler 95%

1937394-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
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Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Composite Drywall w/ Mud, White/ 
Brown,   Non-homogeneous

None Detected
Bldg R1

LAYER 1R1-6 10%
<1

Calcium Carbonate
Gypsum/Binder/Filler

70%
20%

1937394-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-7 5%
<1

Gypsum/Filler 95%

1937394-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-8 <1%
<1

Gypsum/Filler 100%

1937394-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Bldg R1

LAYER 1R1-9 5%
<1

Gypsum/Filler 95%

1937394-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Bldg R1

LAYER 1R1-10 55%
Perlite
Binder/Filler

40%
5%

1937394-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Bldg R1

LAYER 1R1-11 55%
Perlite
Binder/Filler

40%
5%

1937394-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
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Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Bldg R1

LAYER 1R1-12 55%
Perlite
Binder/Filler

40%
5%

1937394-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue under Carpet, Yellow,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-13
Organic Binders/Filler 100%

1937394-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue under Carpet, Yellow,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-14
Organic Binders/Filler 100%

1937394-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue under Carpet, Yellow,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-15
Organic Binders/Filler 100%

1937394-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg R1

LAYER 1R1-16A
Vinyl Binder/ Filler 100%

1937394-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg R1

LAYER 1R1-16B
Organic Binders/Filler 100%

1937394-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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 Non-Asbestos
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Black,   Homogeneous None Detected
Bldg R1

LAYER 1R1-17A
Vinyl Binder/ Filler 100%

1937394-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg R1

LAYER 1R1-17B
Organic Binders/Filler 100%

1937394-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg R1

LAYER 1R1-18A
Vinyl Binder/ Filler 100%

1937394-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg R1

LAYER 1R1-18B
Organic Binders/Filler 100%

1937394-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12"x12" F.T., Lt. Brown,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-19A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg R1

LAYER 1R1-19B
Organic Binders 100%

1937394-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12"x12" F.T., Lt. Brown,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-20A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg R1

LAYER 1R1-20B
Organic Binders/Filler 100%

1937394-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12"x12" F.T., Lt. Brown,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-21A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg R1

LAYER 1R1-21B
Organic Binders/Filler 100%

1937394-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12"x12" Speckled F.T., Blue,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-22A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue,  
Note:  No glue present

Bldg R1
LAYER 1R1-22B

1937394-029

100%
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12"x12" Speckled F.T., Blue,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-23A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Colorless,   Homogeneous None Detected
Bldg R1

LAYER 1R1-23B
Organic Binders 100%

1937394-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12"x12" Speckled F.T., Blue,   
Homogeneous

None Detected
Bldg R1

LAYER 1R1-24A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue,  
Note:  No glue present

Bldg R1
LAYER 1R1-24B

1937394-033

100%

12"x12" F.T., Pink,   Homogeneous None Detected
Bldg R1

LAYER 1R1-25A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg R1

LAYER 1R1-25B
Organic Binders/Filler 100%

1937394-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12"x12" F.T., Pink,   Homogeneous None Detected
Bldg R1

LAYER 1R1-26A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg R1

LAYER 1R1-26B
Organic Binders/Filler 100%

1937394-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12"x12" F.T., Pink,   Homogeneous None Detected
Bldg R1

LAYER 1R1-27A
Calcium Carbonate
Vinyl Binder

65%
35%

1937394-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg R1

LAYER 1R1-27B
Organic Binders/Filler 100%

1937394-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg R1

LAYER 1R1-28 60%
Bituminous Matrix 40%

1937394-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg R1

LAYER 1R1-29 60%
Bituminous Matrix 40%

1937394-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg R1

LAYER 1R1-30 60%
Bituminous Matrix 40%

1937394-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Exterior Texture Coating, 
Blue/Beige,   Non-homogeneous

Chrysotile
Bldg R1

LAYER 1R1-31 5%
Binder/Filler 95%

1937394-043

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Exterior Texture Coating, Beige,   Non-
homogeneous

Chrysotile
Bldg R1

LAYER 1R1-32 5%
Binder/Filler 95%

1937394-044

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Exterior Texture Coating, Beige,   Non-
homogeneous

Chrysotile
Bldg R1

LAYER 1R1-33 5%
Binder/Filler 95%

1937394-045

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Exterior Texture Coating, Beige,   Non-
homogeneous

Chrysotile
Bldg R1

LAYER 1R1-34 5%
Binder/Filler 95%

1937394-046

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Exterior Texture Coating, Beige,   Non-
homogeneous

Chrysotile
Bldg R1

LAYER 1R1-35 5%
Binder/Filler 95%

1937394-047

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937394

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937395

Project Number

Portable 34/35
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 34/35

LAYER 13435-1 55%
Perlite
Binder/Filler

40%
5%

1937395-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 34/35

LAYER 13435-2 55%
Perlite
Binder/Filler

40%
5%

1937395-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 34/35

LAYER 13435-3 55%
Perlite
Binder/Filler

40%
5%

1937395-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Portable 34/35

LAYER 13435-4 5%
<1

Gypsum/Filler 95%

1937395-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Portable 34/35

LAYER 13435-5 5%
<1

Gypsum/Filler 95%

1937395-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, White/ Brown,   Non-
homogeneous

None Detected
Portable 34/35

LAYER 13435-6 5%
<1

Gypsum/Filler 95%

1937395-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937395

Project Number

Portable 34/35
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue for Brown Carpet, Tan,   
Homogeneous

None Detected
Portable 34/35

LAYER 13435-7
Organic Binders/Filler 100%

1937395-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue for Brown Carpet, Tan,   
Homogeneous

None Detected
Portable 34/35

LAYER 13435-8
Organic Binders/Filler 100%

1937395-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue for Brown Carpet, Tan,   
Homogeneous

None Detected
Portable 34/35

LAYER 13435-9
Organic Binders/Filler 100%

1937395-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Portable 34/35

LAYER 13435-10A
Calcium Carbonate
Vinyl Binder

25%
75%

1937395-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Portable 34/35

LAYER 13435-10B
Organic Binders/Filler 100%

1937395-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Portable 34/35

LAYER 13435-11A
Calcium Carbonate
Vinyl Binder

25%
75%

1937395-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937395

Project Number

Portable 34/35
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, White,   Homogeneous None Detected
Portable 34/35

LAYER 13435-11B
Organic Binders/Filler 100%

1937395-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Portable 34/35

LAYER 13435-12A
Calcium Carbonate
Vinyl Binder

25%
75%

1937395-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 34/35

LAYER 13435-12B
Organic Binders 100%

1937395-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

WollastoniteNon Skid Flooring, Black,   
Homogeneous

None Detected
Portable 34/35

LAYER 13435-13 10%
Quartz
Binder/Filler

40%
50%

1937395-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

WollastoniteNon Skid Flooring, Black,   
Homogeneous

None Detected
Portable 34/35

LAYER 13435-14 10%
Quartz
Binder/Filler

40%
50%

1937395-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

WollastoniteNon Skid Flooring, Black,   
Homogeneous

None Detected
Portable 34/35

LAYER 13435-15 10%
Quartz
Binder/Filler

40%
50%

1937395-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937395

Project Number

Portable 34/35
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 34/35

LAYER 13435-16 60%
Bituminous Matrix 40%

1937395-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 34/35

LAYER 13435-17 60%
Bituminous Matrix 40%

1937395-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 34/35

LAYER 13435-18 60%
Bituminous Matrix 40%

1937395-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Jute FiberSmooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-1 <1%
Quartz
Gypsum/Binder/Filler

25%
75%

1937396-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-2
Quartz
Gypsum/Binder/Filler

25%
75%

1937396-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-3
Quartz
Gypsum/Binder/Filler

25%
75%

1937396-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-4
Quartz
Gypsum/Binder/Filler

30%
70%

1937396-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-5
Quartz
Gypsum/Binder/Filler

30%
70%

1937396-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Jute FiberSmooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-6 <1%
Quartz
Gypsum/Binder/Filler

40%
60%

1937396-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster, White/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-7
Quartz
Gypsum/Binder/Filler

55%
45%

1937396-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberButton Board, Lt. Pink/Brown,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-8 10%
Calcium Carbonate
Gypsum

25%
65%

1937396-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberButton Board, Lt. Pink/Brown,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-9 15%
Calcium Carbonate
Gypsum

25%
60%

1937396-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberButton Board, Lt. Pink/Brown,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-10 15%
Calcium Carbonate
Gypsum

25%
60%

1937396-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-11 90%
Binder/Filler 10%

1937396-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-12 90%
Binder/Filler 10%

1937396-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber12"x12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg E

LAYER 1E-13 90%
Binder/Filler 10%

1937396-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg E

LAYER 1E-14A
Calcium Carbonate
Vinyl Binder

40%
60%

1937396-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg E

LAYER 1E-14B
Organic Binders/Filler 100%

1937396-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg E

LAYER 1E-15A
Calcium Carbonate
Vinyl Binder

40%
60%

1937396-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg E

LAYER 1E-15B
Organic Binders/Filler 100%

1937396-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg E

LAYER 1E-16A
Calcium Carbonate
Vinyl Binder

40%
60%

1937396-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Beige,   Homogeneous None Detected
Bldg E

LAYER 1E-16B
Organic Binders/Filler 100%

1937396-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg E

LAYER 1E-17A
Calcium Carbonate
Vinyl Binder

65%
35%

1937396-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg E

LAYER 1E-17B
Organic Binders 100%

1937396-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg E

LAYER 1E-18A
Calcium Carbonate
Vinyl Binder

65%
35%

1937396-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg E

LAYER 1E-18B
Organic Binders 100%

1937396-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg E

LAYER 1E-19A
Calcium Carbonate
Vinyl Binder

65%
35%

1937396-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg E

LAYER 1E-19B
Organic Binders 100%

1937396-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg E

LAYER 1E-20A
Calcium Carbonate
Vinyl Binder

65%
35%

1937396-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg E

LAYER 1E-20B
Organic Binders 100%

1937396-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg E

LAYER 1E-21A
Calcium Carbonate
Vinyl Binder

65%
35%

1937396-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg E

LAYER 1E-21B
Organic Binders 100%

1937396-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg E

LAYER 1E-22A
Calcium Carbonate
Vinyl Binder

65%
35%

1937396-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg E

LAYER 1E-22B
Organic Binders 100%

1937396-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wollastonite9" Floor Tile, Beige (Tan),   
Homogeneous

Chrysotile
Bldg E

LAYER 1E-23A 8%2%
Calcium Carbonate
Vinyl Binder

30%
60%

1937396-032

100%

Asbestos Present: Yes 8.0%Total % Non-Asbestos: 92.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg E

LAYER 1E-23B
Bituminous Matrix/Filler 100%

1937396-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" Floor Tile, Not Analyzed- Positive 
Stop

  
Bldg E

E-24A
1937396-034

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg E

LAYER 1E-24B
Bituminous Matrix 100%

1937396-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" Floor Tile, Not Analyzed- Positive 
Stop

  
Bldg E

E-25A
1937396-036

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg E

LAYER 1E-25B
Bituminous Matrix 100%

1937396-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Window Putty, White/Gray,   Non-
homogeneous

Chrysotile
Bldg E

LAYER 1E-26 <1%
Calcium Carbonate
Binder/Filler

80%
20%

1937396-038

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, White/Gray,   Non-
homogeneous

Chrysotile
Bldg E

LAYER 1E-27 <1%
Calcium Carbonate
Binder/Filler

80%
20%

1937396-039

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, White/Gray,   Non-
homogeneous

Chrysotile
Bldg E

LAYER 1E-28 <1%
Calcium Carbonate
Binder/Filler

80%
20%

1937396-040

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-29
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937396-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-30
Quartz
Calcium Carbonate
Binder/Filler

45%
30%
25%

1937396-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-31
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937396-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-32
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937396-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-33
Quartz
Calcium Carbonate
Binder/Filler

45%
25%
30%

1937396-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-34
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937396-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg E

LAYER 1E-35
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937396-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg E

LAYER 1E-36 60%
Bituminous Matrix 40%

1937396-048

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937396

Project Number

Bldg E
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 50

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg E

LAYER 1E-37 60%
Bituminous Matrix 40%

1937396-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg E

LAYER 1E-38 60%
Bituminous Matrix 40%

1937396-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-1
Quartz
Gypsum/Binder/Filler

20%
80%

1937397-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-2
Quartz
Gypsum/Binder/Filler

45%
55%

1937397-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-3
Quartz
Gypsum/Binder/Filler

35%
65%

1937397-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-4
Quartz
Gypsum/Binder/Filler

35%
65%

1937397-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-5
Quartz
Gypsum/Binder/Filler

55%
45%

1937397-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-6
Quartz
Gypsum/Binder/Filler

55%
45%

1937397-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-7
Quartz
Gypsum/Binder/Filler

40%
60%

1937397-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole Ceiling Tile, White/ 
Brown,   Non-homogeneous

None Detected
Bldg D

LAYER 1D-8 75%
Perlite
Binder/Filler

15%
10%

1937397-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole Ceiling Tile, White/ 
Brown,   Non-homogeneous

None Detected
Bldg D

LAYER 1D-9 75%
Perlite
Binder/Filler

15%
10%

1937397-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole Ceiling Tile, White/ 
Brown,   Non-homogeneous

None Detected
Bldg D

LAYER 1D-10 75%
Perlite
Binder/Filler

15%
10%

1937397-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg D

LAYER 1D-11A
Calcium Carbonate
Vinyl Binder

40%
60%

1937397-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg D

LAYER 1D-11B
Organic Binders/Filler 100%

1937397-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Blue,   Homogeneous None Detected
Bldg D

LAYER 1D-12A
Calcium Carbonate
Vinyl Binder

40%
60%

1937397-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg D

LAYER 1D-12B
Organic Binders/Filler 100%

1937397-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg D

LAYER 1D-13A
Calcium Carbonate
Vinyl Binder

40%
60%

1937397-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg D

LAYER 1D-13B
Organic Binders/Filler 100%

1937397-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg D

LAYER 1D-14A
Calcium Carbonate
Vinyl Binder

65%
35%

1937397-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg D

LAYER 1D-14B
Organic Binders 100%

1937397-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg D

LAYER 1D-15A
Calcium Carbonate
Vinyl Binder

65%
35%

1937397-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg D

LAYER 1D-15B
Organic Binders 100%

1937397-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg D

LAYER 1D-16A
Calcium Carbonate
Vinyl Binder

65%
35%

1937397-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg D

LAYER 1D-16B
Organic Binders 100%

1937397-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg D

LAYER 1D-17A
Calcium Carbonate
Vinyl Binder

65%
35%

1937397-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg D

LAYER 1D-17B
Organic Binders 100%

1937397-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg D

LAYER 1D-18A
Calcium Carbonate
Vinyl Binder

65%
35%

1937397-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg D

LAYER 1D-18B
Organic Binders 100%

1937397-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg D

LAYER 1D-19A
Calcium Carbonate
Vinyl Binder

65%
35%

1937397-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg D

LAYER 1D-19B
Organic Binders 100%

1937397-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" Floor Tile, Beige (Tan),   
Homogeneous

Chrysotile
Bldg D

LAYER 1D-20A 8%
Calcium Carbonate
Vinyl Binder

25%
67%

1937397-029

100%

Asbestos Present: Yes 8.0%Total % Non-Asbestos: 92.0% Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg D

LAYER 1D-20B
Bituminous Matrix 100%

1937397-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

9" Floor Tile, Not Analyzed- Positive 
Stop

  
Bldg D

D-21A
1937397-031

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg D

LAYER 1D-21B
Bituminous Matrix 100%

1937397-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" Floor Tile, Not Analyzed- Positive 
Stop

  
Bldg D

D-22A
1937397-033

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Black,   Homogeneous None Detected
Bldg D

LAYER 1D-22B
Bituminous Matrix 100%

1937397-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Blue/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-23
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937397-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-24
Quartz
Calcium Carbonate
Binder/Filler

40%
30%
30%

1937397-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-25
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937397-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Blue/Yellow/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-26
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937397-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Blue/Yellow/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-27
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937397-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Blue/Yellow/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-28
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937397-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-29
Quartz
Calcium Carbonate
Binder/Filler

45%
30%
25%

1937397-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Window Putty, Beige,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-30
Calcium Carbonate
Binder/Filler

75%
25%

1937397-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, Beige,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-31
Calcium Carbonate
Binder/Filler

75%
25%

1937397-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, Beige,   Non-
homogeneous

None Detected
Bldg D

LAYER 1D-32
Calcium Carbonate
Binder/Filler

75%
25%

1937397-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg D

LAYER 1D-33 60%
Bituminous Matrix 40%

1937397-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg D

LAYER 1D-34 60%
Bituminous Matrix 40%

1937397-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg D

LAYER 1D-35 60%
Bituminous Matrix 40%

1937397-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer %
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/05/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937397

Project Number

Bldg D
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 47

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, Beige/ 
White/Gray,   Non-homogeneous

None Detected
Bldg B

LAYER 1B-1
Quartz
Gypsum/Binder/Filler

40%
60%

1937398-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, Beige/ 
White/Gray,   Non-homogeneous

None Detected
Bldg B

LAYER 1B-2
Quartz
Gypsum/Binder/Filler

40%
60%

1937398-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, Beige/ 
White/Gray,   Non-homogeneous

None Detected
Bldg B

LAYER 1B-3
Quartz
Gypsum/Binder/Filler

40%
60%

1937398-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-4
Quartz
Gypsum/Binder/Filler

30%
70%

1937398-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-5
Quartz
Gypsum/Binder/Filler

30%
70%

1937398-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-6
Quartz
Gypsum/Binder/Filler

40%
60%

1937398-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster, 
Beige/White/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-7
Quartz
Gypsum/Binder/Filler

40%
60%

1937398-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-8 15%
Calcium Carbonate
Gypsum/Filler

25%
60%

1937398-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-9 15%
Calcium Carbonate
Gypsum/Filler

25%
60%

1937398-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-10 15%
Calcium Carbonate
Gypsum/Filler

25%
60%

1937398-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg B

LAYER 1B-11A 95%
Binder/Filler 5%

1937398-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg B

LAYER 1B-11B
Organic Binders/Filler 100%

1937398-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
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 Non-Asbestos
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg B

LAYER 1B-12A 95%
Binder/Filler 5%

1937398-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg B

LAYER 1B-12B
Organic Binders/Filler 100%

1937398-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg B

LAYER 1B-13A 95%
Binder/Filler 5%

1937398-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg B

LAYER 1B-13B
Organic Binders/Filler 100%

1937398-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Blue,   Homogeneous None Detected
Bldg B

LAYER 1B-14A
Calcium Carbonate
Vinyl Binder

65%
35%

1937398-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg B

LAYER 1B-14B
Organic Binders 100%

1937398-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Blue,   Homogeneous None Detected
Bldg B

LAYER 1B-15A
Calcium Carbonate
Vinyl Binder

65%
35%

1937398-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg B

LAYER 1B-15B
Organic Binders 100%

1937398-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Blue,   Homogeneous None Detected
Bldg B

LAYER 1B-16A
Calcium Carbonate
Vinyl Binder

65%
35%

1937398-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg B

LAYER 1B-16B
Organic Binders 100%

1937398-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Bldg B

LAYER 1B-17A
Calcium Carbonate
Vinyl Binder

60%
40%

1937398-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Lt. Beige,   Homogeneous None Detected
Bldg B

LAYER 1B-17B
Organic Binders 100%

1937398-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Beige,   Homogeneous None Detected
Bldg B

LAYER 1B-18A
Calcium Carbonate
Vinyl Binder

60%
40%

1937398-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Lt. Beige,   Homogeneous None Detected
Bldg B

LAYER 1B-18B
Organic Binders 100%

1937398-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Bldg B

LAYER 1B-19A
Calcium Carbonate
Vinyl Binder

60%
40%

1937398-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Lt. Beige,   Homogeneous None Detected
Bldg B

LAYER 1B-19B
Organic Binders 100%

1937398-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" F.T., Beige (Tan),   Homogeneous Chrysotile
Bldg B

LAYER 1B-20A 8%
Calcium Carbonate
Vinyl Binder

25%
67%

1937398-029

100%

Asbestos Present: Yes 8.0%Total % Non-Asbestos: 92.0% Total %Asbestos:

Mastic, Black,   Homogeneous Chrysotile
Bldg B

LAYER 1B-20B 4%
Bituminous Matrix 96%

1937398-030

100%

Asbestos Present: Yes 4.0%Total % Non-Asbestos: 96.0% Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg B

B-21A
1937398-031

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mastic, Not Analyzed- Positive Stop   
Bldg B

B-21B
1937398-032

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg B

B-22A
1937398-033

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Not Analyzed- Positive Stop   
Bldg B

B-22B
1937398-034

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Cellulose Fiber
Synthetic Fiber

Glue for carpet, Yellow,   
Homogeneous

None Detected
Bldg B

LAYER 1B-23 <1%
<1

Organic Binders/Filler 100%

1937398-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Synthetic Fiber

Glue for carpet, Yellow,   
Homogeneous

None Detected
Bldg B

LAYER 1B-24 <1%
<1

Organic Binders/Filler 100%

1937398-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Synthetic Fiber

Glue for carpet, Yellow,   
Homogeneous

None Detected
Bldg B

LAYER 1B-25 <1%
<1

Organic Binders/Filler 100%

1937398-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg B

LAYER 1B-26A
Calcium Carbonate
Vinyl Binder

40%
60%

1937398-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, White,   Homogeneous None Detected
Bldg B

LAYER 1B-26B
Organic Binders/Filler 100%

1937398-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg B

LAYER 1B-27A
Calcium Carbonate
Vinyl Binder

40%
60%

1937398-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg B

LAYER 1B-27B
Organic Binders/Filler 100%

1937398-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg B

LAYER 1B-28A
Calcium Carbonate
Vinyl Binder

40%
60%

1937398-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, White,   Homogeneous None Detected
Bldg B

LAYER 1B-28B
Organic Binders/Filler 100%

1937398-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-29
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937398-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-30
Quartz
Calcium Carbonate
Binder/Filler

45%
35%
20%

1937398-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-31
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937398-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-32
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937398-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-33
Quartz
Calcium Carbonate
Binder/Filler

40%
30%
30%

1937398-048

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-34
Quartz
Calcium Carbonate
Binder/Filler

30%
40%
30%

1937398-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/05/2019
11/06/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937398

Project Number

Bldg B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 53

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Yellow/Gray,   Non-
homogeneous

None Detected
Bldg B

LAYER 1B-35
Quartz
Calcium Carbonate
Binder/Filler

30%
40%
30%

1937398-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg B

LAYER 1B-36 60%
Bituminous Matrix 40%

1937398-051

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg B

LAYER 1B-37 60%
Bituminous Matrix 40%

1937398-052

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg B

LAYER 1B-38 60%
Bituminous Matrix 40%

1937398-053

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-1
Quartz
Gypsum/Binder/Filler

40%
60%

1937399-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-2
Quartz
Gypsum/Binder/Filler

40%
60%

1937399-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-3
Quartz
Gypsum/Binder/Filler

35%
65%

1937399-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-4
Quartz
Gypsum/Binder/Filler

30%
70%

1937399-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-5
Quartz
Gypsum/Binder/Filler

30%
70%

1937399-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-6
Quartz
Gypsum/Binder/Filler

45%
55%

1937399-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-7
Quartz
Gypsum/Binder/Filler

45%
55%

1937399-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberButton Board, Peach/Brown,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-8 15%
Calcium Carbonate
Gypsum/Filler

25%
60%

1937399-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberButton Board, Peach/Brown,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-9 15%
Calcium Carbonate
Gypsum/Filler

25%
60%

1937399-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberButton Board, Peach/Brown,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-10 20%
Calcium Carbonate
Gypsum/Binder/Filler

25%
55%

1937399-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-11 20%
Calcium Carbonate
Gypsum/Binder/Filler

25%
55%

1937399-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-12 20%
Calcium Carbonate
Gypsum/Binder/Filler

25%
55%

1937399-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-13 20%
Calcium Carbonate
Gypsum/Binder/Filler

25%
55%

1937399-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-14A 95%
Binder/Filler 5%

1937399-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-14B
Organic Binders/Filler 100%

1937399-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-15A 95%
Binder/Filler 5%

1937399-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-15B
Organic Binders/Filler 100%

1937399-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg A

LAYER 1A-16A 95%
Binder/Filler 5%

1937399-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mastic, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-16B
Organic Binders/Filler 100%

1937399-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue for carpet, Yellow,   
Homogeneous

None Detected
Bldg A

LAYER 1A-17
Organic Binders/Filler 100%

1937399-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue for carpet, Yellow,   
Homogeneous

None Detected
Bldg A

LAYER 1A-18
Organic Binders/Filler 100%

1937399-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue for carpet, Yellow,   
Homogeneous

None Detected
Bldg A

LAYER 1A-19
Organic Binders/Filler 100%

1937399-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" F.T., Beige,   Homogeneous Chrysotile
Bldg A

LAYER 1A-20A 8%
Calcium Carbonate
Vinyl Binder

25%
67%

1937399-023

100%

Asbestos Present: Yes 8.0%Total % Non-Asbestos: 92.0% Total %Asbestos:

Mastic, Black,   Homogeneous Chrysotile
Bldg A

LAYER 1A-20B 3%
Bituminous Matrix 97%

1937399-024

100%

Asbestos Present: Yes 3.0%Total % Non-Asbestos: 97.0% Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg A

A-21A
1937399-025

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mastic, Not Analyzed- Positive Stop   
Bldg A

A-21B
1937399-026

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg A

A-22A
1937399-027

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Not Analyzed- Positive Stop   
Bldg A

A-22B
1937399-028

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

12" Floor Tile, Gray,   Homogeneous None Detected
Bldg A

LAYER 1A-23
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Gray,   Homogeneous None Detected
Bldg A

LAYER 1A-24
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Gray,   Homogeneous None Detected
Bldg A

LAYER 1A-25
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg A

LAYER 1A-26A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-26B
Organic Binders 100%

1937399-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg A

LAYER 1A-27A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-27B
Organic Binders 100%

1937399-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg A

LAYER 1A-28A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-28B
Organic Binders 100%

1937399-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Gray,   
Homogeneous

None Detected
Bldg A

LAYER 1A-29A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-29B
Organic Binders 100%

1937399-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Gray,   
Homogeneous

None Detected
Bldg A

LAYER 1A-30A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-30B
Organic Binders 100%

1937399-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Gray,   
Homogeneous

None Detected
Bldg A

LAYER 1A-31A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-31B
Organic Binders/Filler 100%

1937399-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Green,   
Homogeneous

None Detected
Bldg A

LAYER 1A-32A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-32B
Organic Binders 100%

1937399-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Green,   
Homogeneous

None Detected
Bldg A

LAYER 1A-33A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-33B
Organic Binders 100%

1937399-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Lt. Green,   
Homogeneous

None Detected
Bldg A

LAYER 1A-34A
Calcium Carbonate
Vinyl Binder

65%
35%

1937399-048

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg A

LAYER 1A-34B
Organic Binders 100%

1937399-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg A

LAYER 1A-35A
Calcium Carbonate
Vinyl Binder

35%
65%

1937399-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Beige,   Homogeneous None Detected
Bldg A

LAYER 1A-35B
Organic Binders/Filler 100%

1937399-051

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg A

LAYER 1A-36A
Calcium Carbonate
Vinyl Binder

35%
65%

1937399-052

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg A

LAYER 1A-36B
Organic Binders/Filler 100%

1937399-053

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg A

LAYER 1A-37A
Calcium Carbonate
Vinyl Binder

35%
65%

1937399-054

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg A

LAYER 1A-37B
Organic Binders/Filler 100%

1937399-055

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg A

LAYER 1A-38A
Vinyl Binder/ Filler 100%

1937399-056

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

159   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Tan,   Homogeneous None Detected
Bldg A

LAYER 1A-38B
Organic Binders/Filler 100%

1937399-057

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg A

LAYER 1A-39A
Vinyl Binder/ Filler 100%

1937399-058

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg A

LAYER 1A-39B
Organic Binders/Filler 100%

1937399-059

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Bldg A

LAYER 1A-40A
Vinyl Binder/ Filler 100%

1937399-060

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Bldg A

LAYER 1A-40B
Organic Binders/Filler 100%

1937399-061

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-41A
Calcium Carbonate
Vinyl Binder

25%
75%

1937399-062

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous TalcGlue, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-41B 2%
Organic Binders 98%

1937399-063

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-42A
Calcium Carbonate
Vinyl Binder

25%
75%

1937399-064

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassGlue, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-42B 2%
Organic Binders 98%

1937399-065

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-43A
Calcium Carbonate
Vinyl Binder

25%
75%

1937399-066

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous TalcGlue, Brown,   Homogeneous None Detected
Bldg A

LAYER 1A-43B 2%
Organic Binders 98%

1937399-067

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberSeam Tape, White,   Homogeneous None Detected
Bldg A

LAYER 1A-44 70%
Binder/Filler 30%

1937399-068

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberSeam Tape, White,   Homogeneous None Detected
Bldg A

LAYER 1A-45 70%
Binder/Filler 30%

1937399-069

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberSeam Tape, White,   Homogeneous None Detected
Bldg A

LAYER 1A-46 70%
Binder/Filler 30%

1937399-070

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Cloth type duct wrap, Tan/Lt. Gray,   
Non-homogeneous

Chrysotile
Bldg A

LAYER 1A-47 40%15%
5%

Binder/Filler 40%

1937399-071

100%

Asbestos Present: Yes 40.0%Total % Non-Asbestos: 60.0% Total %Asbestos:

Cloth type duct wrap, Not Analyzed- 
Positive Stop

  
Bldg A

A-48
1937399-072

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Cloth type duct wrap, Not Analyzed- 
Positive Stop

  
Bldg A

A-49
1937399-073

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Cellulose FiberDrywall w/ mud compound, White/ 
Brown/ Beige,   Non-homogeneous

Chrysotile
Bldg A

LAYER 1A-50 <1%5%
Calcium Carbonate
Gypsum/Binder/Filler

30%
65%

1937399-074

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall w/ mud compound, White/ 
Brown/ Beige,   Non-homogeneous

Chrysotile
Bldg A

LAYER 1A-51 <1%10%
Calcium Carbonate
Gypsum/Binder/Filler

15%
75%

1937399-075

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDrywall w/ mud compound, White/ 
Brown/ Beige,   Non-homogeneous

Chrysotile
Bldg A

LAYER 1A-52 <1%5%
Calcium Carbonate
Gypsum/Binder/Filler

30%
65%

1937399-076

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/ Gray,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-53
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937399-077

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/ Gray,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-54
Quartz
Calcium Carbonate
Binder/Filler

45%
35%
20%

1937399-078

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/ Gray,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-55
Quartz
Calcium Carbonate
Binder/Filler

45%
35%
20%

1937399-079

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/ Gray,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-56
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937399-080

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Cream/ Gray,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-57
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937399-081

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/ Gray,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-58
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937399-082

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Yellow/ Gray,   Non-
homogeneous

None Detected
Bldg A

LAYER 1A-59
Quartz
Calcium Carbonate
Binder/Filler

40%
40%
20%

1937399-083

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg A

LAYER 1A-60 60%
Bituminous Matrix 40%

1937399-084

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg A

LAYER 1A-61 60%
Bituminous Matrix 40%

1937399-085

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg A

LAYER 1A-62 60%
Bituminous Matrix 40%

1937399-086

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/04/2019
11/04/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937399

Project Number

Bldg A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 86

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937400

Project Number

Portable 5A/5B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 18

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

2'x4' Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
Portable 5A/5B

LAYER 1P5A-4 45%
20%

Perlite
Binder/Filler

30%
5%

1937400-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
Portable 5A/5B

LAYER 1P5A-5 45%
20%

Perlite
Binder/Filler

30%
5%

1937400-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
Portable 5A/5B

LAYER 1P5A-6 45%
20%

Perlite
Binder/Filler

30%
5%

1937400-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-7A
Vinyl Binder/ Filler 100%

1937400-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-7B
Organic Binders/Filler 100%

1937400-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-8A
Vinyl Binder/ Filler 100%

1937400-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

41   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937400

Project Number

Portable 5A/5B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 18

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Beige,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-8B
Organic Binders/Filler 100%

1937400-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-9A
Vinyl Binder/ Filler 100%

1937400-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-9B
Organic Binders/Filler 100%

1937400-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberGlue under purple carpet, Tan,   
Homogeneous

None Detected
Portable 5A/5B

LAYER 1P5A-10 <1%
Organic Binders/Filler 100%

1937400-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberGlue under purple carpet, Tan,   
Homogeneous

None Detected
Portable 5A/5B

LAYER 1P5A-11 <1%
Organic Binders/Filler 100%

1937400-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberGlue under purple carpet, Tan,   
Homogeneous

None Detected
Portable 5A/5B

LAYER 1P5A-12 <1%
Organic Binders/Filler 100%

1937400-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937400

Project Number

Portable 5A/5B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 18

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" Floor Tile, Pink,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-13A
Calcium Carbonate
Vinyl Binder

65%
35%

1937400-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Black,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-13B
Bituminous Matrix 100%

1937400-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-14A
Calcium Carbonate
Vinyl Binder

65%
35%

1937400-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Black,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-14B
Bituminous Matrix 100%

1937400-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Pink,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-15A
Calcium Carbonate
Vinyl Binder

65%
35%

1937400-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Black,   Homogeneous None Detected
Portable 5A/5B

LAYER 1P5A-15B
Organic Binders 100%

1937400-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

43   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937400

Project Number

Portable 5A/5B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 18

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937401

Project Number

Portable 1A/1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Drywall, Lt Pink/ Brown/Beige,   Non-
homogeneous

None Detected
Portable 1A/1

LAYER 1P1-1 10%
<1

Gypsum/Binder/Filler 90%

1937401-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, Lt Pink/ Brown/Yellow,   Non-
homogeneous

None Detected
Portable 1A/1

LAYER 1P1-2 5%
<1

Gypsum/Binder/Filler 95%

1937401-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Drywall, Lt Pink/ Brown,   Non-
homogeneous

None Detected
Portable 1A/1

LAYER 1P1-3 10%
<1

Gypsum/Binder/Filler 90%

1937401-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 1A/1

LAYER 1P1-4 55%
Perlite
Binder/Filler

40%
5%

1937401-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 1A/1

LAYER 1P1-5 55%
Perlite
Binder/Filler

40%
5%

1937401-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured C.P., White/ Beige,   
Non-homogeneous

None Detected
Portable 1A/1

LAYER 1P1-6 50%
15%

Perlite
Binder/Filler

30%
5%

1937401-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937401

Project Number

Portable 1A/1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Black (Dk. Brown),   
Homogeneous

None Detected
Portable 1A/1

LAYER 1P1-7A
Vinyl Binder/ Filler 100%

1937401-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 1A/1

LAYER 1P1-7B
Organic Binders/Filler 100%

1937401-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black (Dk. Brown),   
Homogeneous

None Detected
Portable 1A/1

LAYER 1P1-8A
Vinyl Binder/ Filler 100%

1937401-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 1A/1

LAYER 1P1-8B
Organic Binders/Filler 100%

1937401-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Black (Dk. Brown),   
Homogeneous

None Detected
Portable 1A/1

LAYER 1P1-9A
Vinyl Binder/ Filler 100%

1937401-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 1A/1

LAYER 1P1-9B
Organic Binders/Filler 100%

1937401-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue under Purple Carpet, Brown,   
Homogeneous

None Detected
Portable 1A/1

LAYER 1P1-10
Organic Binders/Filler 100%

1937401-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937401

Project Number

Portable 1A/1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue under Purple Carpet, Brown,   
Homogeneous

None Detected
Portable 1A/1

LAYER 1P1-11
Organic Binders/Filler 100%

1937401-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue under Purple Carpet, Brown,   
Homogeneous

None Detected
Portable 1A/1

LAYER 1P1-12
Organic Binders/Filler 100%

1937401-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 1A/1

LAYER 1P1-13 2%
Binder/Filler 98%

1937401-016

100%

Asbestos Present: Yes 2.0%Total % Non-Asbestos: 98.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 1A/1

LAYER 1P1-14 2%
Binder/Filler 98%

1937401-017

100%

Asbestos Present: Yes 2.0%Total % Non-Asbestos: 98.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 1A/1

LAYER 1P1-15 2%
Binder/Filler 98%

1937401-018

100%

Asbestos Present: Yes 2.0%Total % Non-Asbestos: 98.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 1A/1

LAYER 1P1-16 2%
Binder/Filler 98%

1937401-019

100%

Asbestos Present: Yes 2.0%Total % Non-Asbestos: 98.0% Total %Asbestos:

Exterior Texture Coating, Blue,   Non-
homogeneous

Chrysotile
Portable 1A/1

LAYER 1P1-17 2%
Binder/Filler 98%

1937401-020

100%

Asbestos Present: Yes 2.0%Total % Non-Asbestos: 98.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937401

Project Number

Portable 1A/1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-1
Quartz
Gypsum/Binder/Filler

40%
60%

1937402-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-2
Quartz
Gypsum/Binder/Filler

40%
60%

1937402-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-3
Quartz
Gypsum/Binder/Filler

40%
60%

1937402-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-4
Quartz
Gypsum/Binder/Filler

45%
55%

1937402-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-5
Quartz
Gypsum/Binder/Filler

45%
55%

1937402-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-6
Quartz
Gypsum/Binder/Filler

40%
60%

1937402-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-7
Quartz
Gypsum/Binder/Filler

40%
60%

1937402-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown None Detected
Bldg F

LAYER 1F-8 20%
Calcium Carbonate
Gypsum/Filler

20%
60%

1937402-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown None Detected
Bldg F

LAYER 1F-9 20%
Calcium Carbonate
Gypsum/Filler

20%
60%

1937402-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown None Detected
Bldg F

LAYER 1F-10 15%
Calcium Carbonate
Gypsum/Filler

20%
65%

1937402-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-11A 90%
Binder/Filler 10%

1937402-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Bldg F

LAYER 1F-11B
Organic Binders/Filler 100%

1937402-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-12A 95%
Binder/Filler 5%

1937402-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Bldg F

LAYER 1F-12B
Organic Binders/Filler 100%

1937402-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg F

LAYER 1F-13A 90%
Binder/Filler 10%

1937402-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Mastic, Brown,   Homogeneous None Detected
Bldg F

LAYER 1F-13B
Organic Binders/Filler 100%

1937402-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, Cream,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-14
Calcium Carbonate
Binder/Filler

80%
20%

1937402-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, Cream,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-15
Calcium Carbonate
Binder/Filler

80%
20%

1937402-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall Mud, Cream,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-16
Calcium Carbonate
Binder/Filler

80%
20%

1937402-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, Peach/Brown,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-17 20%
Calcium Carbonate
Gypsum/Filler

20%
60%

1937402-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, Peach/Brown,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-18 20%
Calcium Carbonate
Gypsum/Filler

20%
60%

1937402-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberComposite Drywall w/ Mud, 
Peach/Brown/Cream,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-19 15%
Calcium Carbonate
Gypsum/Binder/Filler

15%
70%

1937402-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Blue,   Homogeneous None Detected
Bldg F

LAYER 1F-20A
Calcium Carbonate
Vinyl Binder

65%
35%

1937402-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg F

LAYER 1F-20B
Organic Binders 100%

1937402-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Blue,   Homogeneous None Detected
Bldg F

LAYER 1F-21A
Calcium Carbonate
Vinyl Binder

65%
35%

1937402-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg F

LAYER 1F-21B
Organic Binders 100%

1937402-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Blue,   Homogeneous None Detected
Bldg F

LAYER 1F-22A
Calcium Carbonate
Vinyl Binder

65%
35%

1937402-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg F

LAYER 1F-22B
Organic Binders 100%

1937402-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Bldg F

LAYER 1F-23A
Calcium Carbonate
Vinyl Binder

65%
35%

1937402-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg F

LAYER 1F-23B
Organic Binders 100%

1937402-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Beige,   Homogeneous None Detected
Bldg F

LAYER 1F-24A
Calcium Carbonate
Vinyl Binder

65%
35%

1937402-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg F

LAYER 1F-24B
Organic Binders 100%

1937402-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Bldg F

LAYER 1F-25A
Calcium Carbonate
Vinyl Binder

65%
35%

1937402-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg F

LAYER 1F-25B
Organic Binders 100%

1937402-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" F.T., Beige (Tan),   Homogeneous Chrysotile
Bldg F

LAYER 1F-26A 5%
Calcium Carbonate
Vinyl Binder

30%
65%

1937402-035

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Mastic, Black,   Homogeneous Chrysotile
Bldg F

LAYER 1F-26B 4%
Bituminous Matrix 96%

1937402-036

100%

Asbestos Present: Yes 4.0%Total % Non-Asbestos: 96.0% Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg F

F-27A
1937402-037

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:
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                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Mastic, Not Analyzed- Positive Stop   
Bldg F

F-27B
1937402-038

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg F

F-28A
1937402-039

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Not Analyzed- Positive Stop   
Bldg F

F-28B
1937402-040

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg F

LAYER 1F-29A
Vinyl Binder 100%

1937402-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous TalcGlue, Beige/ Brown,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-29B <1%
Organic Binders/Filler 100%

1937402-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Blue,   Homogeneous None Detected
Bldg F

LAYER 1F-30A
Vinyl Binder 100%

1937402-043

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous TalcGlue, Beige/ Brown,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-30B <1%
Organic Binders/Filler 100%

1937402-044

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Covebase, Blue,   Homogeneous None Detected
Bldg F

LAYER 1F-31A
Vinyl Binder 100%

1937402-045

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous TalcGlue, Beige/ Brown,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-31B <1%
Organic Binders/Filler 100%

1937402-046

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Beige (Tan),   
Homogeneous

None Detected
Bldg F

LAYER 1F-32A
Vinyl Binder/ Filler 100%

1937402-047

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg F

LAYER 1F-32B
Organic Binders/Filler 100%

1937402-048

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Beige (Tan),   
Homogeneous

None Detected
Bldg F

LAYER 1F-33A
Vinyl Binder/ Filler 100%

1937402-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg F

LAYER 1F-33B
Organic Binders/Filler 100%

1937402-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Beige (Tan),   
Homogeneous

None Detected
Bldg F

LAYER 1F-34A
Vinyl Binder/ Filler 100%

1937402-051

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
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Sample No.
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Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg F

LAYER 1F-34B
Organic Binders 100%

1937402-052

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-35
Calcium Carbonate
Binder/Filler

80%
20%

1937402-053

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-36
Calcium Carbonate
Binder/Filler

80%
20%

1937402-054

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Window Putty, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-37
Calcium Carbonate
Binder/Filler

80%
20%

1937402-055

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-38
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937402-056

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-39
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937402-057

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Sample No.
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Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-40
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937402-058

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-41
Quartz
Calcium Carbonate
Binder/Filler

60%
20%
20%

1937402-059

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-42
Quartz
Calcium Carbonate
Binder/Filler

50%
30%
20%

1937402-060

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-43
Quartz
Calcium Carbonate
Binder/Filler

55%
25%
20%

1937402-061

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg F

LAYER 1F-44
Quartz
Calcium Carbonate
Binder/Filler

55%
25%
20%

1937402-062

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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                                                                        Test Report
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Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/06/2019
11/08/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937402

Project Number

Bldg F
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 65

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg F

LAYER 1F-45 60%
Bituminous Matrix 40%

1937402-063

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg F

LAYER 1F-46 60%
Bituminous Matrix 40%

1937402-064

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg F

LAYER 1F-47 60%
Bituminous Matrix 40%

1937402-065

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823

1111   ofPAGE:



Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster Wall, Lt. 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-1
Quartz
Gypsum/Binder/Filler

55%
45%

1937403-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster Wall, Lt. 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-2
Quartz
Gypsum/Binder/Filler

55%
45%

1937403-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster Wall, Lt. 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-3
Quartz
Gypsum/Binder/Filler

55%
45%

1937403-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster Wall, Lt. 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-4
Quartz
Gypsum/Binder/Filler

55%
45%

1937403-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster Wall, Lt. 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-5
Quartz
Gypsum/Binder/Filler

55%
45%

1937403-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rough Textured Plaster Wall, Lt. 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-6
Quartz
Gypsum/Binder/Filler

40%
60%

1937403-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Rough Textured Plaster Wall, Lt. 
Green/White/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-7
Quartz
Gypsum/Binder/Filler

45%
55%

1937403-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-8
Quartz
Gypsum/Binder/Filler

15%
85%

1937403-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-9
Quartz
Gypsum/Binder/Filler

15%
85%

1937403-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-10
Quartz
Gypsum/Binder/Filler

10%
90%

1937403-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-11
Quartz
Gypsum/Binder/Filler

10%
90%

1937403-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Smooth Plaster, Beige/White/Gray,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-12
Quartz
Gypsum/Binder/Filler

15%
85%

1937403-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-13A 95%
Binder/Filler 5%

1937403-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg C

LAYER 1C-13B
Organic Binders/Filler 100%

1937403-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-14A 95%
Binder/Filler 5%

1937403-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg C

LAYER 1C-14B
Organic Binders/Filler 100%

1937403-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber12" Peghole C.T., White/ Brown,   
Non-homogeneous

None Detected
Bldg C

LAYER 1C-15A 95%
Binder/Filler 5%

1937403-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Brown,   Homogeneous None Detected
Bldg C

LAYER 1C-15B
Organic Binders/Filler 100%

1937403-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Drywall Mud, Beige/White,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-16
Mica
Calcium Carbonate
Binder/Filler

5%
80%
15%

1937403-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, Beige/White,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-17
Mica
Calcium Carbonate
Binder/Filler

5%
80%
15%

1937403-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Drywall Mud, Beige/White,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-18
Mica
Calcium Carbonate
Binder/Filler

5%
80%
15%

1937403-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, Peach/Brown,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-19 20%
Calcium Carbonate
Gypsum/Filler

20%
60%

1937403-022

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, Peach/Brown,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-20 20%
Calcium Carbonate
Gypsum/Filler

20%
60%

1937403-023

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberComposite Drywall w/ Mud, 
Peach/Brown,   Non-homogeneous

None Detected
Bldg C

LAYER 1C-21 15%
Calcium Carbonate
Organic Binders/Filler

20%
65%

1937403-024

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Dk. Blue,   
Homogeneous

None Detected
Bldg C

LAYER 1C-22A
Calcium Carbonate
Vinyl Binder

40%
60%

1937403-025

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg C

LAYER 1C-22B
Organic Binders/Filler 100%

1937403-026

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Dk. Blue,   
Homogeneous

None Detected
Bldg C

LAYER 1C-23A
Calcium Carbonate
Vinyl Binder

40%
60%

1937403-027

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Beige,   Homogeneous None Detected
Bldg C

LAYER 1C-23B
Organic Binders/Filler 100%

1937403-028

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Covebase, Dk. Blue,   
Homogeneous

None Detected
Bldg C

LAYER 1C-24A
Calcium Carbonate
Vinyl Binder

40%
60%

1937403-029

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Cream,   Homogeneous None Detected
Bldg C

LAYER 1C-24B
Organic Binders/Filler 100%

1937403-030

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg C

LAYER 1C-25A
Calcium Carbonate
Vinyl Binder

65%
35%

1937403-031

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg C

LAYER 1C-25B
Organic Binders 100%

1937403-032

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg C

LAYER 1C-26A
Calcium Carbonate
Vinyl Binder

65%
35%

1937403-033

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg C

LAYER 1C-26B
Organic Binders 100%

1937403-034

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Blue,   Homogeneous None Detected
Bldg C

LAYER 1C-27A
Calcium Carbonate
Vinyl Binder

65%
35%

1937403-035

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg C

LAYER 1C-27B
Organic Binders 100%

1937403-036

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg C

LAYER 1C-28A
Calcium Carbonate
Vinyl Binder

65%
35%

1937403-037

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg C

LAYER 1C-28B
Organic Binders 100%

1937403-038

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg C

LAYER 1C-29A
Calcium Carbonate
Vinyl Binder

65%
35%

1937403-039

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Bldg C

LAYER 1C-29B
Organic Binders 100%

1937403-040

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" Floor Tile, Beige,   Homogeneous None Detected
Bldg C

LAYER 1C-30A
Calcium Carbonate
Vinyl Binder

65%
35%

1937403-041

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Glue, Yellow,   Homogeneous None Detected
Bldg C

LAYER 1C-30B
Organic Binders 100%

1937403-042

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

9" F.T., Beige (Tan),   Homogeneous Chrysotile
Bldg C

LAYER 1C-31A 8%
Calcium Carbonate
Vinyl Binder

30%
62%

1937403-043

100%

Asbestos Present: Yes 8.0%Total % Non-Asbestos: 92.0% Total %Asbestos:

Mastic, Black,   Homogeneous Chrysotile
Bldg C

LAYER 1C-31B 5%
Bituminous Matrix 95%

1937403-044

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg C

C-32A
1937403-045

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Not Analyzed- Positive Stop   
Bldg C

C-32B
1937403-046

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

9" F.T., Not Analyzed- Positive Stop   
Bldg C

C-33A
1937403-047

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Mastic, Not Analyzed- Positive Stop   
Bldg C

C-33B
1937403-048

Asbestos Present: Not AnalyzedTotal % Non-Asbestos: Not Analyzed Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-34 15%
Calcium Carbonate
Gypsum/Filler

20%
65%

1937403-049

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-35 15%
Calcium Carbonate
Gypsum/Filler

20%
65%

1937403-050

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall Ceiling, Peach/Brown,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-36 15%
Calcium Carbonate
Gypsum/Filler

25%
60%

1937403-051

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-37
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937403-052

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-38
Quartz
Calcium Carbonate
Binder/Filler

40%
45%
15%

1937403-053

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-39
Quartz
Calcium Carbonate
Binder/Filler

55%
30%
15%

1937403-054

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-40
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937403-055

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-41
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937403-056

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-42
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937403-057

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Stucco, Cream/Gray,   Non-
homogeneous

None Detected
Bldg C

LAYER 1C-43
Quartz
Calcium Carbonate
Binder/Filler

50%
35%
15%

1937403-058

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg C

LAYER 1C-44 60%
Bituminous Matrix 40%

1937403-059

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937403

Project Number

Bldg C
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 61

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg C

LAYER 1C-45 60%
Bituminous Matrix 40%

1937403-060

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Bldg C

LAYER 1C-46 60%
Bituminous Matrix 40%

1937403-061

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937404

Project Number

Portable 14B/13B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

12" F.T., Beige,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-1A
Calcium Carbonate
Vinyl Binder

65%
35%

1937404-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-1B
Organic Binders/Filler 100%

1937404-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-2A
Calcium Carbonate
Vinyl Binder

65%
35%

1937404-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-2B
Organic Binders/Filler 100%

1937404-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

12" F.T., Beige,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-3A
Calcium Carbonate
Vinyl Binder

65%
35%

1937404-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Tan,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-3B
Organic Binders/Filler 100%

1937404-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937404

Project Number

Portable 14B/13B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

2'x4' Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
Portable 14B/13B

LAYER 114B-4 40%
30%

Perlite
Binder/Filler

25%
5%

1937404-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
Portable 14B/13B

LAYER 114B-5 40%
30%

Perlite
Binder/Filler

25%
5%

1937404-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

2'x4' Fissured Ceiling Panel, White/ 
Beige,   Non-homogeneous

None Detected
Portable 14B/13B

LAYER 114B-6 40%
30%

Perlite
Binder/Filler

25%
5%

1937404-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, White/ Brown,   Non-
homogeneous

None Detected
Portable 14B/13B

LAYER 114B-7 10%
Gypsum/Filler 90%

1937404-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, Lt. Pink/ Brown,   Non-
homogeneous

None Detected
Portable 14B/13B

LAYER 114B-8 10%
Gypsum/Filler 90%

1937404-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberDrywall, Lt. Pink/ Brown,   Non-
homogeneous

None Detected
Portable 14B/13B

LAYER 114B-9 10%
Gypsum/Filler 90%

1937404-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937404

Project Number

Portable 14B/13B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

4" Cove Base, Brown,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-10A
Vinyl Binder/ Filler 100%

1937404-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-10B
Organic Binders/Filler 100%

1937404-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Cove Base, Brown,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-11A
Vinyl Binder/ Filler 100%

1937404-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-11B
Organic Binders/Filler 100%

1937404-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

4" Cove Base, Brown,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-12A
Vinyl Binder/ Filler 100%

1937404-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Glue, Yellow,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-12B
Organic Binders/Filler 100%

1937404-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/11/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937404

Project Number

Portable 14B/13B
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 21

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-13 60%
Bituminous Matrix 40%

1937404-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-14 60%
Bituminous Matrix 40%

1937404-020

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberBarrier Paper, Black,   Homogeneous None Detected
Portable 14B/13B

LAYER 114B-15 60%
Bituminous Matrix 40%

1937404-021

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937405

Project Number

Portable 33/34 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 3

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Roof Mastic, Gray,   Homogeneous None Detected
Portable 33/34 Roof

LAYER 134-R1
Organic Binders/Filler 100%

1937405-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, Gray,   Homogeneous None Detected
Portable 33/34 Roof

LAYER 134-R2
Organic Binders/Filler 100%

1937405-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, Gray,   Homogeneous None Detected
Portable 33/34 Roof

LAYER 134-R3
Organic Binders/Filler 100%

1937405-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937406

Project Number

Portable 13B/14B Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 3

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Epoxy Roofing, White,   Homogeneous None Detected
Portable 13B-14B Roof

LAYER 113-R1
Organic Binders/Filler 100%

1937406-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Epoxy Roofing, White,   Homogeneous None Detected
Portable 13B-14B Roof

LAYER 113-R2
Organic Binders/Filler 100%

1937406-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Epoxy Roofing, White,   Homogeneous None Detected
Portable 13B-14B Roof

LAYER 113-R3
Organic Binders/Filler 100%

1937406-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937407

Project Number

Portable 1/1A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 6

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRock Roof Core, White/Black,   Non-
homogeneous

None Detected
Portable 1/1A

LAYER 11-R1 2%
Bituminous Matrix/Filler
Other Non-Fibrous Material

83%
15%

1937407-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRock Roof Core, White/Black,   Non-
homogeneous

None Detected
Portable 1/1A

LAYER 11-R2 10%
Bituminous Matrix/Filler
Other Non-Fibrous Material

75%
15%

1937407-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRock Roof Core, White/Black,   Non-
homogeneous

None Detected
Portable 1/1A

LAYER 11-R3 10%
Bituminous Matrix/Filler
Other Non-Fibrous Material

75%
15%

1937407-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, White,   Homogeneous None Detected
Portable 1/1A

LAYER 11-R4
Organic Binders/Filler 100%

1937407-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, White,   Homogeneous None Detected
Portable 1/1A

LAYER 11-R5
Organic Binders/Filler 100%

1937407-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, White,   Homogeneous None Detected
Portable 1/1A

LAYER 11-R6
Organic Binders/Filler 100%

1937407-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937407

Project Number

Portable 1/1A
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 6

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937408

Project Number

Portable 5/6 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 3

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Foam Roof Core, White/Yellow,   Non-
homogeneous

None Detected
Portable 5/6 Roof

LAYER 16-R1
Polystyrene Foam
Binder/Filler

90%
10%

1937408-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Foam Roof Core, White/Yellow,   Non-
homogeneous

None Detected
Portable 5/6 Roof

LAYER 16-R2
Polystyrene Foam
Binder/Filler

90%
10%

1937408-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Foam Roof Core, White/Yellow,   Non-
homogeneous

None Detected
Portable 5/6 Roof

LAYER 16-R3
Polystyrene Foam
Binder/Filler

90%
10%

1937408-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937409

Project Number

Portable 5A/5B Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 3

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Foam Roof Core, White/Yellow,   Non-
homogeneous

None Detected
Portable 5A/5B Roof

LAYER 15B-R1
Polystyrene Foam
Binder/Filler

90%
10%

1937409-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Foam Roof Core, White/Yellow,   Non-
homogeneous

None Detected
Portable 5A/5B Roof

LAYER 15B-R2
Polystyrene Foam
Binder/Filler

90%
10%

1937409-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Foam Roof Core, White/Yellow,   Non-
homogeneous

None Detected
Portable 5A/5B Roof

LAYER 15B-R3
Polystyrene Foam
Binder/Filler

90%
10%

1937409-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937410

Project Number

Portable 15A Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 6

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberSheet Roofing, Gray/ Black,   Non-
homogeneous

None Detected
Portable 15A Roof

LAYER 115A-R1 20%
Quartz/Gravel
Bituminous Matrix

30%
50%

1937410-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberSheet Roofing, Gray/ Black,   Non-
homogeneous

None Detected
Portable 15A Roof

LAYER 115A-R2 20%
Quartz/Gravel
Bituminous Matrix

30%
50%

1937410-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberSheet Roofing, Gray/ Black,   Non-
homogeneous

None Detected
Portable 15A Roof

LAYER 115A-R3 20%
Quartz/Gravel
Bituminous Matrix

30%
50%

1937410-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Black,   Homogeneous Chrysotile
Portable 15A Roof

LAYER 115A-R4 5%5%
Bituminous Matrix/Filler 90%

1937410-004

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Black,   Homogeneous Chrysotile
Portable 15A Roof

LAYER 115A-R5 5%5%
Bituminous Matrix/Filler 90%

1937410-005

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Black,   Homogeneous Chrysotile
Portable 15A Roof

LAYER 115A-R6 5%<1%
Bituminous Matrix/Filler 95%

1937410-006

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937410

Project Number

Portable 15A Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 6

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937411

Project Number

RR Portable Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 3

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Roof Mastic, White,   Homogeneous None Detected
RR Portable Roof

LAYER 1RR-R1
Binder/Filler 100%

1937411-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, White,   Homogeneous None Detected
RR Portable Roof

LAYER 1RR-R2
Binder/Filler 100%

1937411-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, White,   Homogeneous None Detected
RR Portable Roof

LAYER 1RR-R3
Binder/Filler 100%

1937411-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937412

Project Number

Bldg A Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Capsheet, Gray/ 
Black,   Non-homogeneous

None Detected
Bldg A Roof

LAYER 1A-R1A 15%
Quartz/Gravel
Bituminous Matrix/Filler

15%
70%

1937412-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg A Roof

LAYER 1A-R1B 20%
Bituminous Matrix/Filler 80%

1937412-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRolled on Roof Core- Insulation, Lt. 
Brown,   Homogeneous

None Detected
Bldg A Roof

LAYER 1A-R1C 100%
1937412-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet, Gray/ 
Black,   Non-homogeneous

None Detected
Bldg A Roof

LAYER 1A-R2A 15%
Quartz/Gravel
Bituminous Matrix/Filler

15%
70%

1937412-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Felt, Black,   
Homogeneous

None Detected
Bldg A Roof

LAYER 1A-R2B 20%
Bituminous Matrix/Filler 80%

1937412-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRolled on Roof Core- Insulation, Lt. 
Brown,   Homogeneous

None Detected
Bldg A Roof

LAYER 1A-R2C 100%
1937412-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937412

Project Number

Bldg A Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Capsheet, Gray/ 
Black,   Non-homogeneous

None Detected
Bldg A Roof

LAYER 1A-R3A 20%
Quartz/Gravel
Bituminous Matrix/Filler

15%
65%

1937412-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet, Gray/ 
Black,   Non-homogeneous

None Detected
Bldg A Roof

LAYER 1A-R3B 25%
Bituminous Matrix/Filler 75%

1937412-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRolled on Roof Core- Insulation, Lt. 
Brown,   Homogeneous

None Detected
Bldg A Roof

LAYER 1A-R3C 100%
1937412-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Roof Mastic, Black,   Homogeneous None Detected
Bldg A Roof

LAYER 1A-R4 15%
2%

Bituminous Matrix/Filler 83%

1937412-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Mastic, Black,   Homogeneous None Detected
Bldg A Roof

LAYER 1A-R5 10%
Bituminous Matrix/Filler 90%

1937412-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Black,   Homogeneous None Detected
Bldg A Roof

LAYER 1A-R6 15%
Bituminous Matrix/Filler 85%

1937412-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/11/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937412

Project Number

Bldg A Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/13/2019
11/13/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937413

Project Number

Bldg B Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 19

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Capsheet 1, 
Gray/ Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R1A 10%
Quartz/Gravel
Bituminous Matrix/Filler

20%
70%

1937413-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R1B 20%
Bituminous Matrix/Filler 80%

1937413-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet 2, 
Gray/ Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R1C 10%
Quartz/Gravel
Bituminous Matrix/Filler

35%
55%

1937413-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R1D 20%
Bituminous Matrix/Filler 80%

1937413-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet 1, 
Gray/ Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R2A 10%
Quartz/Gravel
Bituminous Matrix/Filler

40%
50%

1937413-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet 2, 
Gray/ Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R2B 10%
Quartz/Gravel
Bituminous Matrix/Filler

20%
70%

1937413-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/13/2019
11/13/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937413

Project Number

Bldg B Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 19

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Layered Felt, 
Gray/ Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R2C 20%
Bituminous Matrix/Filler 80%

1937413-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet 1, 
Gray/ Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R3A 10%
Quartz/Gravel
Bituminous Matrix/Filler

40%
50%

1937413-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet 12, 
Gray/ Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R3B 10%
Quartz/Gravel
Bituminous Matrix/Filler

20%
70%

1937413-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R3C 20%
Bituminous Matrix/Filler 80%

1937413-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Duct Sealant, Gray,   Homogeneous None Detected
Bldg B Roof

LAYER 1B-R4
Organic Binders/Filler 100%

1937413-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Duct Sealant, Gray,   Homogeneous None Detected
Bldg B Roof

LAYER 1B-R5
Organic Binders/Filler 100%

1937413-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/13/2019
11/13/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937413

Project Number

Bldg B Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 19

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Duct Sealant, Gray,   Homogeneous None Detected
Bldg B Roof

LAYER 1B-R6
Organic Binders/Filler 100%

1937413-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R7 15%
Quartz/Gravel
Bituminous Matrix/Filler

15%
70%

1937413-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Granular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R8 15%
5%

Quartz/Gravel
Bituminous Matrix/Filler

15%
65%

1937413-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg B Roof

LAYER 1B-R9 20%
Quartz/Gravel
Bituminous Matrix/Filler

15%
65%

1937413-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Gray,   Homogeneous None Detected
Bldg B Roof

LAYER 1B-R10 20%
Bituminous Matrix/Filler 80%

1937413-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Gray,   Homogeneous None Detected
Bldg B Roof

LAYER 1B-R11 20%
Bituminous Matrix/Filler 80%

1937413-018

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/13/2019
11/13/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937413

Project Number

Bldg B Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 19

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberRoof Mastic, Gray,   Homogeneous None Detected
Bldg B Roof

LAYER 1B-R12 20%
Bituminous Matrix/Filler 80%

1937413-019

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/12/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937414

Project Number

Bldg C Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Capsheet, 
White/ Black,   Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R1A 5%
Bituminous Matrix/Filler
Other Non-Fibrous Material

65%
30%

1937414-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
White/ Black,   Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R1B 20%
Bituminous Matrix/Filler 80%

1937414-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core- Roof Paper, 
Pink,   Homogeneous

None Detected
Bldg C Roof

LAYER 1C-R1C 95%
Binder/Filler 5%

1937414-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet, 
White/ Black,   Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R2A 5%
Bituminous Matrix/Filler
Other Non-Fibrous Material

65%
30%

1937414-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R2B 20%
Bituminous Matrix/Filler 80%

1937414-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core- Roof Paper, 
Pink,   Homogeneous

None Detected
Bldg C Roof

LAYER 1C-R2C 95%
Binder/Filler 5%

1937414-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/12/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937414

Project Number

Bldg C Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Capsheet, 
White/ Black,   Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R3A 5%
Bituminous Matrix/Filler
Other Non-Fibrous Material

65%
30%

1937414-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R3B 20%
Bituminous Matrix/Filler 80%

1937414-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core- Roof Paper, 
Pink,   Homogeneous

None Detected
Bldg C Roof

LAYER 1C-R3C 95%
Binder/Filler 5%

1937414-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Cellulose Fiber

Painted Roof Mastic, White/ Black,   
Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R4 1%
15%

Binder/Filler
Bituminous Matrix

25%
59%

1937414-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberPainted Roof Mastic, White/ Black,   
Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R5 15%
Bituminous Matrix
Binder/Filler

70%
15%

1937414-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberPainted Roof Mastic, White/ Black,   
Non-homogeneous

None Detected
Bldg C Roof

LAYER 1C-R6 20%
Bituminous Matrix
Binder/Filler

75%
5%

1937414-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/12/2019
11/12/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937414

Project Number

Bldg C Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937415

Project Number

Bldg D Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous Glass
Synthetic Fiber

Roof Core- Capsheet, Gray/ Black,   
Non-homogeneous

None Detected
Bldg D Roof

LAYER 1D-R1A 15%
5%

Quartz/Gravel
Bituminous Matrix/Filler

10%
70%

1937415-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core- Layered Felt, Black,   Non-
homogeneous

None Detected
Bldg D Roof

LAYER 1D-R1B 20%
Bituminous Matrix/Filler 80%

1937415-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRoof Core- Insulation, Gray,   
Homogeneous

None Detected
Bldg D Roof

LAYER 1D-R1C 100%
1937415-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Synthetic Fiber

Roof Core- Capsheet, Gray/ Black,   
Non-homogeneous

None Detected
Bldg D Roof

LAYER 1D-R2A 15%
5%

Quartz/Gravel
Bituminous Matrix/Filler

10%
70%

1937415-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core- Layered Felt, Black,   Non-
homogeneous

None Detected
Bldg D Roof

LAYER 1D-R2B 20%
Bituminous Matrix/Filler 80%

1937415-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRoof Core- Insulation, Gray,   
Homogeneous

None Detected
Bldg D Roof

LAYER 1D-R2C 100%
1937415-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937415

Project Number

Bldg D Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRoof Core- Capsheet, Gray/ Black,   
Non-homogeneous

None Detected
Bldg D Roof

LAYER 1D-R3A 25%
Quartz/Gravel
Bituminous Matrix/Filler

10%
65%

1937415-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core- Layered Felt, Black,   Non-
homogeneous

None Detected
Bldg D Roof

LAYER 1D-R3B 20%
Bituminous Matrix/Filler 80%

1937415-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRoof Core- Insulation, Gray,   
Homogeneous

None Detected
Bldg D Roof

LAYER 1D-R3C 100%
1937415-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg D Roof

LAYER 1D-R4 15%
Quartz/Gravel
Bituminous Matrix/Filler

20%
65%

1937415-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg D Roof

LAYER 1D-R5 15%
Quartz/Gravel
Bituminous Matrix/Filler

25%
60%

1937415-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg D Roof

LAYER 1D-R6 15%
Quartz/Gravel
Bituminous Matrix/Filler

25%
60%

1937415-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937415

Project Number

Bldg D Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberDuct Sealant, Gray,   Non-
homogeneous

Crocidolite
Bldg D Roof

LAYER 1D-R7 <1%40%
Bituminous Matrix
Metallic Paint
Binder/Filler

40%
10%
10%

1937415-013

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Gray,   Non-
homogeneous

None Detected
Bldg D Roof

LAYER 1D-R8 40%
Bituminous Matrix
Binder/Filler
Metallic Paint

40%
18%
2%

1937415-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Gray,   Non-
homogeneous

None Detected
Bldg D Roof

LAYER 1D-R9 40%
Bituminous Matrix
Binder/Filler
Metallic Paint

40%
18%
2%

1937415-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt

Sample D-R7: Asbestos in silver paint layer.

TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/13/2019
11/13/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937416

Project Number

Bldg E Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Capsheet, Gray/ 
Black,   Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R1A 10%
Quartz/Gravel
Bituminous Matrix/Filler

15%
75%

1937416-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Lalyered 
Felt/Tar, Black,   Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R1B 15%
Bituminous Matrix/Filler 85%

1937416-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core- Insulation, 
Beige,   Homogeneous

None Detected
Bldg E Roof

LAYER 1E-R1C 80%
Perlite 20%

1937416-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Capsheet, Gray/ 
Black,   Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R2A 10%
Quartz/Gravel
Bituminous Matrix/Filler

15%
75%

1937416-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R2B 20%
Bituminous Matrix/Filler 80%

1937416-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Insulation, 
Beige,   Homogeneous

None Detected
Bldg E Roof

LAYER 1E-R2C 10%
Quartz/Gravel
Bituminous Matrix/Filler

15%
75%

1937416-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/13/2019
11/13/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937416

Project Number

Bldg E Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core- Capsheet, Gray/ 
Black,   Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R3A 15%
Quartz/Gravel
Bituminous Matrix/Filler

15%
70%

1937416-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Lalyered Felt, 
Black,   Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R3B 20%
Bituminous Matrix/Filler 80%

1937416-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Rolled on Roof Core- Insulation, 
Beige,   Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R3C
Perlite
ce

15%
85%

1937416-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R4 15%
Quartz/Gravel
Bituminous Matrix/Filler

20%
65%

1937416-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R5 15%
Quartz/Gravel
Bituminous Matrix/Filler

15%
70%

1937416-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg E Roof

LAYER 1E-R6 10%
Quartz/Gravel
Bituminous Matrix/Filler

15%
75%

1937416-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/13/2019
11/13/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937416

Project Number

Bldg E Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberDuct Sealant, Gray/Silver/Black,   Non-
homogeneous

Chrysotile
Bldg E Roof

LAYER 1E-R7 <1%40%
Bituminous Matrix
Metallic Paint
Binder/Filler

45%
10%
5%

1937416-013

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Gray/Silver/Black,   Non-
homogeneous

Chrysotile
Bldg E Roof

LAYER 1E-R8 <1%40%
Bituminous Matrix
Metallic Paint
Binder/Filler

45%
10%
5%

1937416-014

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Gray/Silver/Black,   Non-
homogeneous

Chrysotile
Bldg E Roof

LAYER 1E-R9 <1%40%
Bituminous Matrix
Metallic Paint
Binder/Filler

45%
10%
5%

1937416-015

100%

Asbestos Present: Yes <1%Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt

Samples E-R7, E-R8, & E-R9: Asbestos in silver paint layer.

TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937417

Project Number

Bldg G Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 17

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous Glass
Cellulose Fiber

Rolled on Roof Core, Gray/ Black,   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R1A 10%
<1

Quartz/Gravel
Bituminous Matrix/Filler

15%
75%

1937417-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRolled on Roof Core- Insulation 1, Lt. 
Brown,   Homogeneous

None Detected
Bldg G Roof

LAYER 1G-R1B 100%
1937417-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Rolled on Roof Core- Insulation 2, 
Gray/Yellow,   Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R1C 20%
<1

Polystyrene Foam 80%

1937417-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Synthetic Fiber

Rolled on Roof Core, Gray/ Black,   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R2A 10%
5%

Quartz/Gravel
Bituminous Matrix/Filler

20%
65%

1937417-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R2B 25%
Bituminous Matrix/Filler 75%

1937417-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRolled on Roof Core- Insulation 1, Lt. 
Brown,   Homogeneous

None Detected
Bldg G Roof

LAYER 1G-R2C 100%
1937417-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937417

Project Number

Bldg G Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 17

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose Fiber
Fibrous Glass

Rolled on Roof Core- Insulation 2, 
Gray/Yellow,   Homogeneous

None Detected
Bldg G Roof

LAYER 1G-R2D 45%
5%

Polystyrene Foam 50%

1937417-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core, Gray/ Black,   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R3A 10%
Quartz/Gravel
Bituminous Matrix/Filler

15%
75%

1937417-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core- Layered Felt, 
Black,   Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R3B 20%
Bituminous Matrix/Filler 80%

1937417-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Wood FiberRolled on Roof Core- Insulation 1, Lt. 
Brown,   Homogeneous

None Detected
Bldg G Roof

LAYER 1G-R3C 100%
1937417-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Rolled on Roof Core- Insulation 2, 
Gray/Yellow,   Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R3D 25%
<1

Polystyrene Foam 75%

1937417-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R4 15%
Quartz/Gravel
Bituminous Matrix/Filler

20%
65%

1937417-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937417

Project Number

Bldg G Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 17

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R5 15%
Quartz/Gravel
Bituminous Matrix/Filler

25%
60%

1937417-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R6 15%
Quartz/Gravel
Bituminous Matrix/Filler

25%
60%

1937417-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Black/Gray (White),   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R7 40%
Bituminous Matrix
Binder/Filler

40%
20%

1937417-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Black/Gray (White),   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R8 40%
Bituminous Matrix
Binder/Filler

40%
20%

1937417-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Black/Gray (White),   
Non-homogeneous

None Detected
Bldg G Roof

LAYER 1G-R9 40%
Bituminous Matrix
Binder/Filler

40%
20%

1937417-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937417

Project Number

Bldg G Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 17

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937418

Project Number

Bldg F Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRoof Core- Capsheet, Gray/ Black,   
Non-homogeneous

None Detected
Bldg F Roof

LAYER 1F-R1A 10%
Quartz/Gravel
Bituminous Matrix/Filler

30%
60%

1937418-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Cellulose Fiber

Roof Core- Layered Felt, Black,   Non-
homogeneous

None Detected
Bldg F Roof

LAYER 1F-R1B 15%
5%

Bituminous Matrix/Filler 80%

1937418-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Core- Roof Paper, Pink,   
Homogeneous

None Detected
Bldg F Roof

LAYER 1F-R1C 95%
Binder/Filler 5%

1937418-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous Glass
Cellulose Fiber

Roof Core- Capsheet, Gray/ Black,   
Non-homogeneous

None Detected
Bldg F Roof

LAYER 1F-R2A 20%
<1

Bituminous Matrix/Filler 80%

1937418-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core- Capsheet, Gray/ Black,   
Non-homogeneous

None Detected
Bldg F Roof

LAYER 1F-R2B 10%
Quartz/Gravel
Bituminous Matrix/Filler

30%
60%

1937418-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Core- Roof Paper, Pink,   
Homogeneous

None Detected
Bldg F Roof

LAYER 1F-R2C 95%
Binder/Filler 5%

1937418-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937418

Project Number

Bldg F Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRoof Core- Capsheet, Gray/ Black,   
Non-homogeneous

None Detected
Bldg F Roof

LAYER 1F-R3A 10%
Quartz/Gravel
Bituminous Matrix/Filler

30%
60%

1937418-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core- Layered Felt, Black,   Non-
homogeneous

None Detected
Bldg F Roof

LAYER 1F-R3B 20%
Bituminous Matrix/Filler 80%

1937418-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Core- Roof Paper, Pink,   
Homogeneous

None Detected
Bldg F Roof

LAYER 1F-R3C 95%
Binder/Filler 5%

1937418-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg F Roof

LAYER 1F-R4 15%
Quartz/Gravel
Bituminous Matrix/Filler

25%
60%

1937418-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg F Roof

LAYER 1F-R5 15%
Quartz/Gravel
Bituminous Matrix/Filler

25%
60%

1937418-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberGranular Roof Mastic, Gray/ Black,   
Non-homogeneous

None Detected
Bldg F Roof

LAYER 1F-R6 10%
Quartz/Gravel
Bituminous Matrix/Filler

40%
50%

1937418-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937418

Project Number

Bldg F Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 15

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Synthetic FiberDuct Sealant, Black,   Homogeneous None Detected
Bldg F Roof

LAYER 1F-R7 50%
Bituminous Matrix 50%

1937418-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Black,   Non-
homogeneous

None Detected
Bldg F Roof

LAYER 1F-R8 40%
Bituminous Matrix
Binder/Filler

40%
20%

1937418-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Synthetic FiberDuct Sealant, Black,   Non-
homogeneous

None Detected
Bldg F Roof

LAYER 1F-R9 40%
Bituminous Matrix
Binder/Filler

40%
20%

1937418-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Cristina TabattAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937419

Project Number

MPR Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
MPR Roof

LAYER 1MPR-R1A 10%
Calcium Carbonate 
Aggregate
Bituminous Matrix/Filler

20%
70%

1937419-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Felt, Black,   
Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R1B 15%
Bituminous Matrix/Filler 85%

1937419-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core - Roofing Paper, 
Pink,   Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R1C 95%
Binder/Filler 5%

1937419-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R2A 10%
Calcium Carbonate 
Aggregate
Bituminous Matrix/Filler

20%
70%

1937419-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Felt, Black,   
Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R2B 15%
Bituminous Matrix/Filler 85%

1937419-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core - Roofing Paper, 
Pink,   Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R2C 95%
Binder/Filler 5%

1937419-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937419

Project Number

MPR Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R3A 10%
Calcium Carbonate 
Aggregate
Bituminous Matrix/Filler

20%
70%

1937419-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Felt, Black,   
Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R3B 15%
Bituminous Matrix/Filler 85%

1937419-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core - Roofing Paper, 
Pink,   Homogeneous

None Detected
MPR Roof

LAYER 1MPR-R3C 95%
Bituminous Matrix/Filler 5%

1937419-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberPainted Roof Mastic, White/Black,   
Non-homogeneous

None Detected
MPR Roof

LAYER 1MPR-R4 15%
Bituminous Matrix
Other Non-Fibrous Material

65%
20%

1937419-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberPainted Roof Mastic, White/Black,   
Non-homogeneous

None Detected
MPR Roof

LAYER 1MPR-R5 15%
Bituminous Matrix
Other Non-Fibrous Material

65%
20%

1937419-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberPainted Roof Mastic, White/Black,   
Non-homogeneous

None Detected
MPR Roof

LAYER 1MPR-R6 15%
Bituminous Matrix
Other Non-Fibrous Material

60%
25%

1937419-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937419

Project Number

MPR Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Fred ChappelearAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937420

Project Number

Bldg CDC 3 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R1A 10%
Calcium Carbonate 
Aggregate
Bituminous Matrix/Filler

25%
65%

1937420-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Felt, Black,   
Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R1B 15%
Bituminous Matrix/Filler 85%

1937420-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core - Roofing Paper, 
Pink,   Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R1C 95%
Binder/Filler 5%

1937420-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R2A 10%
Calcium Carbonate 
Aggregate
Bituminous Matrix/Filler

25%
65%

1937420-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Felt, Black,   
Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R2B 15%
Bituminous Matrix/Filler 85%

1937420-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core - Roofing Paper, 
Pink,   Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R2C 95%
Binder/Filler 5%

1937420-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937420

Project Number

Bldg CDC 3 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R3A 10%
Calcium Carbonate 
Aggregate
Bituminous Matrix/Filler

25%
65%

1937420-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Felt, Black,   
Homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R3B 15%
Bituminous Matrix/Filler 85%

1937420-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRolled on Roof Core - Roofing Paper, 
Pink,   Homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R3C 95%
Binder/Filler 5%

1937420-009

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberPainted Roof Mastic, White/Black,   
Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R4 15%
Bituminous Matrix
Other Non-Fibrous Material

60%
25%

1937420-010

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberPainted Roof Mastic, White/Black,   
Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R5 15%
Bituminous Matrix
Other Non-Fibrous Material

60%
25%

1937420-011

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose Fiber
Fibrous Glass

Painted Roof Mastic, White/Black,   
Non-homogeneous

None Detected
Bldg CDC 3 Roof

LAYER 1C3-R6 15%
5%

Bituminous Matrix
Other Non-Fibrous Material

65%
15%

1937420-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937420

Project Number

Bldg CDC 3 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 12

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Fred ChappelearAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/15/2019
11/15/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937421

Project Number

Walkway Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 9

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Gravel Type Roof Core - Capsheet, 
Black,   Non-homogeneous

None Detected
Walkway Roof

LAYER 1W-R1A
Non-Fibrous Aggregate
Bituminous Matrix

40%
60%

1937421-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassGravel Type Roof Core - Felt, Black,   
Non-homogeneous

None Detected
Walkway Roof

LAYER 1W-R1B 60%
Bituminous Matrix/Filler 40%

1937421-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Gravel Type Roof Core - Capsheet, 
Black,   Non-homogeneous

None Detected
Walkway Roof

LAYER 1W-R2A
Bituminous Material 100%

1937421-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassGravel Type Roof Core - Capsheet, 
Black,   Non-homogeneous

None Detected
Walkway Roof

LAYER 1W-R2B 50%
Bituminous Matrix/Filler 50%

1937421-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Gravel Type Roof Core - Capsheet, 
Black,   Non-homogeneous

None Detected
Walkway Roof

LAYER 1W-R3A
Bituminous Material 100%

1937421-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassGravel Type Roof Core - Capsheet, 
Black,   Non-homogeneous

None Detected
Walkway Roof

LAYER 1W-R3B 40%
Bituminous Matrix/Filler 60%

1937421-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, White/Black,   Non-
homogeneous

Chrysotile
Walkway Roof

LAYER 1W-R4 10%
Bituminous Matrix/Filler 90%

1937421-007

100%

Asbestos Present: Yes 10.0%Total % Non-Asbestos: 90.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/15/2019
11/15/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937421

Project Number

Walkway Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 9

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Roof Mastic, White/Black,   Non-
homogeneous

Chrysotile
Walkway Roof

LAYER 1W-R5 10%
Bituminous Matrix/Filler 90%

1937421-008

100%

Asbestos Present: Yes 10.0%Total % Non-Asbestos: 90.0% Total %Asbestos:

Roof Mastic, White/Black,   Non-
homogeneous

Chrysotile
Walkway Roof

LAYER 1W-R6 10%
Bituminous Matrix/Filler 90%

1937421-009

100%

Asbestos Present: Yes 10.0%Total % Non-Asbestos: 90.0% Total %Asbestos:

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Fred ChappelearAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/15/2019
11/15/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937422

Project Number

Bldg CDC 1 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRoof Core - Felt/Tar, Black,   Non-
homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R1A 15%
Bituminous Matrix 85%

1937422-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Core - Felt/Tar, Black,   Non-
homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R1B 65%
Bituminous Matrix 35%

1937422-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core - Felt/Tar, Black,   Non-
homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R2A 15%
Bituminous Matrix 85%

1937422-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Core - Felt/Tar, Black,   Non-
homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R2B 65%
Bituminous Matrix 35%

1937422-004

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core - Capsheet, White/Black,   
Non-homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R3A 15%
Bituminous Matrix/Filler
Other Non-Fibrous Material

65%
20%

1937422-005

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRoof Core - Felt/Tar, Black,   Non-
homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R3B 15%
Bituminous Matrix 85%

1937422-006

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/15/2019
11/15/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937422

Project Number

Bldg CDC 1 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Cellulose FiberRoof Core - Felt/Tar, Black,   Non-
homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R3C 65%
Bituminous Matrix 35%

1937422-007

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Core - Foam Insulation, Cream,   
Homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R3D
Non-Fibrous Material 100%

1937422-008

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Roof Mastic, Gray/Black,   Non-
homogeneous

Chrysotile
Bldg CDC 1 Roof

LAYER 1C1-R4 5%
Bituminous Matrix/Filler 95%

1937422-009

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Roof Mastic, Gray/Black,   Non-
homogeneous

Chrysotile
Bldg CDC 1 Roof

LAYER 1C1-R5 5%
Bituminous Matrix/Filler 95%

1937422-010

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Roof Mastic, Gray/Black,   Non-
homogeneous

Chrysotile
Bldg CDC 1 Roof

LAYER 1C1-R6 5%
Bituminous Matrix/Filler 95%

1937422-011

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R7A 10%
Bituminous Matrix
Other Non-Fibrous Material

70%
20%

1937422-012

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Felt, Black,   
Non-homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R7B 10%
Bituminous Matrix/Filler 90%

1937422-013

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/15/2019
11/15/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937422

Project Number

Bldg CDC 1 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R8A 10%
Bituminous Matrix
Other Non-Fibrous Material

70%
10%

1937422-014

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Capsheet, 
Black,   Non-homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R8B 15%
Bituminous Matrix 85%

1937422-015

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R9A 10%
Bituminous Matrix
Other Non-Fibrous Material

70%
20%

1937422-016

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Fibrous GlassRolled on Roof Core - Capsheet, 
White/Black,   Non-homogeneous

None Detected
Bldg CDC 1 Roof

LAYER 1C1-R9B 10%
Bituminous Matrix/Filler
Other Non-Fibrous Material

70%
20%

1937422-017

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Duct Sealant, Gray/Black,   
Homogeneous

Chrysotile
Bldg CDC 1 Roof

LAYER 1C1-R10 5%
Bituminous Matrix/Filler 95%

1937422-018

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Duct Sealant, Gray/Black,   
Homogeneous

Chrysotile
Bldg CDC 1 Roof

LAYER 1C1-R11 5%
Bituminous Matrix/Filler 95%

1937422-019

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:

Duct Sealant, Gray/Black,   
Homogeneous

Chrysotile
Bldg CDC 1 Roof

LAYER 1C1-R12 5%
Bituminous Matrix/Filler 95%

1937422-020

100%

Asbestos Present: Yes 5.0%Total % Non-Asbestos: 95.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/15/2019
11/15/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937422

Project Number

Bldg CDC 1 Roof
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 20

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Fred ChappelearAnalyst -

CA-ELAP #2823
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937423

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 6

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

Foam Roof, White/Yellow,   Non-
homogeneous

None Detected
Bldg R1

LAYER 112-R1
Non-Fibrous Material 100%

1937423-001

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Foam Roof, White/Yellow,   Non-
homogeneous

None Detected
Bldg R1

LAYER 112-R2
Non-Fibrous Material 100%

1937423-002

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Foam Roof, White/Yellow,   Non-
homogeneous

None Detected
Bldg R1

LAYER 112-R3
Non-Fibrous Material 100%

1937423-003

100%

Asbestos Present: No No Asbestos 
Detected

Total % Non-Asbestos: 100.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Gray/Black,   Non-
homogeneous

Chrysotile
Bldg R1

LAYER 112-R4 2%8%
Bituminous Matrix/Filler 90%

1937423-004

100%

Asbestos Present: Yes 2.0%Total % Non-Asbestos: 98.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Gray/Black,   Non-
homogeneous

Chrysotile
Bldg R1

LAYER 112-R5 3%5%
Bituminous Matrix/Filler 92%

1937423-005

100%

Asbestos Present: Yes 3.0%Total % Non-Asbestos: 97.0% Total %Asbestos:

Cellulose FiberRoof Mastic, Gray/Black,   Non-
homogeneous

Chrysotile
Bldg R1

LAYER 112-R6 3%2%
Bituminous Matrix/Filler 95%

1937423-006

100%

Asbestos Present: Yes 3.0%Total % Non-Asbestos: 97.0% Total %Asbestos:
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Layer No.
Layer %

Asbestos 
Type

 Non-Asbestos
 Components

                                                                        Test Report
Laboratory ID
Sample No.

Sample Location
Description (%)(%)

Method of Analysis

Eric Fleming

3777 Long Beach Blvd.  
Long Beach  CA  90807

Alta Environmental

11/14/2019
11/14/2019

10/10/2019
Date Analyzed
Date Reported

Date Received

Attn.:

Report Number 1937423

Project Number

Bldg R1
Project Name Woodworth E.S. - Inglewood

WO Number

Location

Date Sampled
F.R.Sampled By

PO Number

Total Samples 6

1508 East 33rd Street
Signal Hill, CA 90755

Toll: 888-207-2022
Tel: 562-206-2770
Fax: 562-206-2773

40 CFR Part 763 Appendix E to Subpart E, EPA Method 600/M4-82-020; updated method 600 R-93/116
Determination of Asbestos in Bulk Building Materials.

LLC

  Method Detection Limit: Less than one percent (<1%). Asbestos content has been determined using calibrated visual estimation (CVES). Samples
  tested were received in acceptable condition unless otherwise stated. Test report relates only to items tested. Non-homogeneous samples containing
  discrete and separable layers are analyzed and reported separately; composite results may be reported upon customer's request. Non-homogeneous
  samples with inseparable layers are analyzed and reported as composite samples. Due to the limitations of Polarized Light Microscopy, samples 
  reported as None Detected or with low asbestos concentrations may not be reliable and further analysis such as TEM is recommended to confirm PLM
  results. This report shall not be reproduced except in full without the written approval of this laboratory. This report may not be used by the customer
  to claim product certification, endorsement, or approval by NIST/NVLAP or any agency of the government. Samples shall be disposed according to
  local, state and federal laws, 30 days after results are reported unless otherwise instructed.

Approved Signatory Cristina E. Tabatt TESTING
NVLAP Lab Code 500044-0

Fred ChappelearAnalyst -

CA-ELAP #2823
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Client ID:
Report Number:
Date Received:

M216620

Job ID / Site: Ingl 19.9080, Woodworth ES, 3200 W 104 St., Inglewood, CA

Alta Environmental L1953

SGSFL Job ID:

Date Analyzed:

L1953

Eric J. Fleming

Long Beach, CA 90807

3777 Long Beach Blvd., Annex Bldg.

Date Printed: 10/04/19
10/01/19

First Reported: 10/04/19

Metals Analysis of Drinking Water

09/28/19

Final Report

Date(s) Collected: 09/27/19 Total Samples Submitted:
Total Samples Analyzed:

22

22

Units Limit* ReferenceAnalyteSample Number
Result Reporting Method

ResultLab Number

30852347 ppb01A Pb < 5 5 SM 3113B

30852348 ppb01B Pb < 5 5 SM 3113B

30852349 ppb02 Pb 13 5 SM 3113B

30852350 ppb03A Pb < 5 5 SM 3113B

30852351 ppb03B Pb < 5 5 SM 3113B

30852352 ppb04 Pb 27 5 SM 3113B

30852353 ppb05A Pb < 5 5 SM 3113B

30852354 ppb05B Pb < 5 5 SM 3113B

30852355 ppb06 Pb < 5 5 SM 3113B

30852356 ppb07 Pb 12 5 SM 3113B

30852357 ppb08A Pb < 5 5 SM 3113B

30852358 ppb08B Pb < 5 5 SM 3113B

30852359 ppb09 Pb < 5 5 SM 3113B

30852360 ppb10A Pb < 5 5 SM 3113B

30852361 ppb10B Pb < 5 5 SM 3113B

30852362 ppb11A Pb 6 5 SM 3113B

30852363 ppb11B Pb < 5 5 SM 3113B

30852364 ppb12 Pb 40 30 SM 3113B

30852365 ppb13 Pb 70 30 SM 3113B

30852366 ppb14 Pb 12 5 SM 3113B

30852367 ppb15A Pb < 5 5 SM 3113B

30852368 ppb15B Pb < 5 5 SM 3113B

3777 Depot Road, Suite 409, Hayward, CA 94545  /  Telephone: (510) 887-8828  (800) 827-FASI  /  Fax: (510) 887-4218
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Sophie Kuang, Laboratory Supervisor, Hayward Laboratory
Analytical results and reports are generated by SGS Forensic Laboratories at the request of and for the exclusive use of the person or entity (client) named on such report.
Results, reports or copies of same will not be released by SGS Forensic Laboratories to any third party without prior written request from client. This report applies only to the
sample(s) tested. Supporting laboratory documentation is available upon request. This report must not be reproduced except in full, unless approved by SGS Forensic
Laboratories. The client is solely responsible for the use and interpretation of test results and reports requested from SGS Forensic Laboratories. SGS Forensic Laboratories is
not able to assess the degree of hazard resulting from materials analyzed. SGS Forensic Laboratories reserves the right to dispose of all samples after a period of thirty (30)
days, according to all state and federal guidelines, unless otherwise specified. Any modifications that have been made to referenced test methods are documented in SGS
Forensic Laboratories' Standard Operating Procedures Manual. Quality control and sample receipt condition were acceptable unless otherwise noted.

* The Reporting Limit represents the lowest amount of analyte that the laboratory can confidently detect in the sample, and is not a
regulatory level.  The Units for the Reporting Limit are the same as the Units for the Final Results. 

3777 Depot Road, Suite 409, Hayward, CA 94545  /  Telephone: (510) 887-8828  (800) 827-FASI  /  Fax: (510) 887-4218
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Client ID:
Report Number:
Date Received:

M217229

Job ID / Site: Woodworth E.S, Inglewood; First Draw

Alta Environmental L1953

SGSFL Job ID:

Date Analyzed:

L1953

E. Fleming

Long Beach, CA 90807

3777 Long Beach Blvd., Annex Bldg.

Date Printed: 10/15/19
10/15/19

First Reported: 10/15/19

Metals Analysis of Drinking Water

10/12/19

Final Report

Date(s) Collected: 10/11/19 Total Samples Submitted:
Total Samples Analyzed:

23

23

Units Limit* ReferenceAnalyteSample Number
Result Reporting Method

ResultLab Number

30853949 ppbW-1 Pb 5 5 SM 3113B

30853950 ppbW-3A Pb < 5 5 SM 3113B

30853951 ppbW-4A Pb < 5 5 SM 3113B

30853952 ppbW-5A Pb 6 5 SM 3113B

30853953 ppbW-6A Pb < 5 5 SM 3113B

30853954 ppbW-7A Pb < 5 5 SM 3113B

30853955 ppbW-8A Pb < 5 5 SM 3113B

30853956 ppbW-9A Pb 500 100 SM 3113B

30853957 ppbW-10A Pb 6 5 SM 3113B

30853958 ppbW-11A Pb < 5 5 SM 3113B

30853959 ppbW-12A Pb < 5 5 SM 3113B

30853960 ppbW-13A Pb < 5 5 SM 3113B

30853961 ppbW-14A Pb < 5 5 SM 3113B

30853962 ppbW-15A Pb 8 5 SM 3113B

30853963 ppbW-16A Pb < 5 5 SM 3113B

30853964 ppbW-17A Pb 12 5 SM 3113B

30853965 ppbW-18A Pb 17 5 SM 3113B

30853966 ppbW-19A Pb < 5 5 SM 3113B

30853967 ppbW-20A Pb 10 5 SM 3113B

30853968 ppbW-21A Pb < 5 5 SM 3113B

30853969 ppbW-22A Pb 6 5 SM 3113B

30853970 ppbW-23A Pb 7 5 SM 3113B

30853971 ppbW-24A Pb < 5 5 SM 3113B

3777 Depot Road, Suite 409, Hayward, CA 94545  /  Telephone: (510) 887-8828  (800) 827-FASI  /  Fax: (510) 887-4218
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Sophie Kuang, Laboratory Supervisor, Hayward Laboratory
Analytical results and reports are generated by SGS Forensic Laboratories at the request of and for the exclusive use of the person or entity (client) named on such report.
Results, reports or copies of same will not be released by SGS Forensic Laboratories to any third party without prior written request from client. This report applies only to the
sample(s) tested. Supporting laboratory documentation is available upon request. This report must not be reproduced except in full, unless approved by SGS Forensic
Laboratories. The client is solely responsible for the use and interpretation of test results and reports requested from SGS Forensic Laboratories. SGS Forensic Laboratories is
not able to assess the degree of hazard resulting from materials analyzed. SGS Forensic Laboratories reserves the right to dispose of all samples after a period of thirty (30)
days, according to all state and federal guidelines, unless otherwise specified. Any modifications that have been made to referenced test methods are documented in SGS
Forensic Laboratories' Standard Operating Procedures Manual. Quality control and sample receipt condition were acceptable unless otherwise noted.

* The Reporting Limit represents the lowest amount of analyte that the laboratory can confidently detect in the sample, and is not a
regulatory level.  The Units for the Reporting Limit are the same as the Units for the Final Results. 

3777 Depot Road, Suite 409, Hayward, CA 94545  /  Telephone: (510) 887-8828  (800) 827-FASI  /  Fax: (510) 887-4218
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Appendix D 
Lead XRF Inspection 



DETAILED REPORT OF LEAD PAINT INSPECTION FOR:  
 
Inspection Date:     10/08/19 
Report Date:         12/18/2019 
Abatement Level:     0.8 
Report No.           S#01184 - 10/08/19 19:07 
Total Readings:      280 
Job Started:         10/08/19 19:07 
Job Finished:        10/08/19 23:15 
 
 
________________________________________________________________________________________ 
Read                                           Paint            Paint   Lead 
No.  Wall   Structure     Location     Member  Cond  Substrate  Color  (mg/cm²) Mode 
________________________________________________________________________________________ 
Exterior Room 007 Building A Exterior 
032    C    Door             Lft   Lft casing    I   Metal      Yellow    0.2    QM 
031    C    Door             Lft   L Lft         I   Metal      Yellow    0.3    QM 
038    C    Railing          Lft   Railing       I   Metal      White     0.2    QM 
033    C    Window           Lft                 I   Metal      White     0.2    QM 
029    C    Wall             Ctr                 I   Stucco     White     0.2    QM 
030    C    Wall             Ctr                 I   Stucco     Yellow    0.0    QM 
034    C    Ceiling          Ctr                 I   Wood       White     0.2    QM 
035    D    Fascia                               D   Wood       Green     0.0    QM 
036    D    Gutter                               I   Metal      Green     0.0    QM 
037    D    Downspout        Rgt                 I   Metal      White    -0.1    QM 
____________________________________________________________________________________ 
Exterior Room 008 Building B Exterior  
039    B    Wall             Ctr                 I   Stucco     White     0.1    QM 
040    B    Wall             Ctr                 I   Stucco     Yellow    0.0    QM 
044    C    Fascia                               I   Wood       Green     0.0    QM 
049    C    Gutter                               I   Metal      Green    -0.2    QM 
042    C    Door             Rgt   Rgt casing    I   Metal      Yellow    0.1    QM 
041    C    Door             Rgt   L Rgt         I   Metal      Yellow    0.0    QM 
043    C    Ceiling          Ctr                 I   Wood       White     0.0    QM 
048    C    Flashing         Rgt                 I   Metal      Green    -0.3    QM 
____________________________________________________________________________________ 
Exterior Room 013 Building C Exterior  
070    B    Fascia                               I   Wood       White    -0.1    QM 
063    B    Window           Rgt   Rgt casing    I   Metal      White     0.0    QM 
067    B    Door             Lft   Lft casing    I   Wood       Yellow    0.3    QM 
066    B    Door             Lft   L Lft         I   Wood       Yellow    0.0    QM 
068    B    Ceiling          Ctr                 I   Wood       White    -0.1    QM 
069    B    Flashing         Ctr                 I   Wood       White    -0.2    QM 
064    B    Window Gate      Rgt                 I   Metal      White    -0.2    QM 
065    B    Wall             Rgt                 I   Stucco     Yellow   -0.2    QM 
____________________________________________________________________________________ 
Exterior Room 017 Building D Exterior  
091    A    Window           Ctr   Lft casing    I   Metal      White     0.2    QM 
090    A    Flashing         Lft                 D   Metal      Green     0.0    QM 
092    A    Window Gate      Ctr                 I   Metal      White     0.0    QM 
093    B    Door             Ctr   L Ctr         I   Metal      Green     0.0    QM 
094    B    Door             Ctr   L Ctr         I   Metal      Green     0.0    QM 
097    C    Fascia                               I   Wood       Green     0.0    QM 
096    C    Railing          Ctr   Railing       I   Metal      White     0.1    QM 
095    C    Ceiling          Ctr                 I   Wood       White     0.0    QM 
088    D    Wall             Ctr                 I   Stucco     White     0.2    QM 
089    D    Wall             Ctr                 I   Stucco     Green    -0.1    QM 
____________________________________________________________________________________ 
	  



DETAILED REPORT OF LEAD PAINT INSPECTION FOR:  
 
Inspection Date:     10/08/19 
Report Date:         12/18/2019 
Abatement Level:     0.8 
Report No.           S#01184 - 10/08/19 19:07 
Total Readings:      280 
Job Started:         10/08/19 19:07 
Job Finished:        10/08/19 23:15 
 
 
Exterior Room 021 Building E Exterior  
122    C    Fascia                               I   Metal      Green    -0.1    QM 
124    C    Gutter                               I   Metal      Green    -0.1    QM 
125    C    Window           Ctr   Lft casing    I   Metal      White    -0.1    QM 
121    C    Door             Ctr   Lft casing    I   Metal      Yellow   -0.1    QM 
120    C    Door             Ctr   L Ctr         I   Metal      Yellow   -0.1    QM 
123    C    Flashing         Lft                 I   Metal      Green    -0.1    QM 
118    C    Wall             Ctr                 I   Stucco     White     0.2    QM 
119    C    Wall             Ctr                 I   Stucco     Yellow    0.3    QM 
____________________________________________________________________________________ 
Exterior Room 024 Building G Exterior  
144    A    Window           Ctr   Lft casing    I   Metal      White     0.3    QM 
142    A    Wall             Ctr                 I   Stucco     White     0.0    QM 
143    A    Wall             Ctr                 I   Stucco     Yellow    0.2    QM 
145    A    Window Gate      Ctr                 I   Metal      White     0.3    QM 
146    A    Flashing         Rgt                 I   Metal      Green     0.2    QM 
148    C    Fascia                               I   Wood       Green     0.2    QM 
150    C    Door             Ctr   Lft casing    I   Metal      Yellow    0.2    QM 
149    C    Door             Ctr   L Ctr         I   Metal      Yellow   -0.1    QM 
147    C    Ceiling          Lft                 I   Wood       White     0.3    QM 
____________________________________________________________________________________ 
Exterior Room 027 Building Shelter 
162    A    Post             Ctr                 I   Metal      White     0.1    QM 
____________________________________________________________________________________ 
Exterior Room 028 Bldg F 
165    A    Window           Ctr   Lft casing    I   Metal      White    -0.1    QM 
163    A    Wall             Ctr                 I   Stucco     Yellow    0.1    QM 
166    A    Window Gate      Ctr                 I   Metal      White     0.1    QM 
167    A    Flashing         Ctr                 I   Metal      Green     0.0    QM 
164    B    Wall             Ctr                 I   Stucco     Yellow    0.2    QM 
168    C    Fascia                               I   Wood       Green     0.2    QM 
169    C    Gutter                               I   Metal      Green    -0.1    QM 
172    C    Door             Lft   Lft casing    I   Metal      Yellow    0.2    QM 
171    C    Door             Lft   L Lft         I   Metal      Yellow    0.0    QM 
170    C    Ceiling          Lft                 I   Wood       White    -0.2    QM 
____________________________________________________________________________________ 
Exterior Room 035 Walkway 
200    A    Fascia                               I   Metal      Yellow   -0.3    QM 
197    A    Post             Lft                 I   Metal      Yellow   -0.3    QM 
198    A    Beam             Lft                 I   Metal      Yellow   -0.1    QM 
199    A    Ceiling          Lft                 I   Metal      Yellow   -0.1    QM 
201    A    Flashing         Lft                 I   Metal      Yellow   -0.2    QM 
____________________________________________________________________________________ 
Exterior Room 036 MPR 
210    A    Door             Ctr   Lft casing    I   Metal      Yellow    0.0    QM 
209    A    Door             Ctr   L Ctr         I   Metal      Yellow   -0.1    QM 
208    A    Flashing         Rgt                 I   Metal      Green     0.1    QM 
206    D    Gutter                               I   Metal      Green    -0.1    QM 
202    D    Window           Ctr   Lft casing    I   Metal      White     2.5    QM 
207    D    Downspout        Lft                 I   Metal      Yellow    0.1    QM 



DETAILED REPORT OF LEAD PAINT INSPECTION FOR:  
 
Inspection Date:     10/08/19 
Report Date:         12/18/2019 
Abatement Level:     0.8 
Report No.           S#01184 - 10/08/19 19:07 
Total Readings:      280 
Job Started:         10/08/19 19:07 
Job Finished:        10/08/19 23:15 
 
203    D    Window Gate      Ctr                 I   Metal      White     0.0    QM 
204    D    Wall             Ctr                 I   Stucco     White     0.2    QM 
205    D    Wall             Ctr                 I   Stucco     Yellow    0.2    QM 
____________________________________________________________________________________ 
Exterior Room 040 Portable 5/6 
242    A    Door             Ctr   Lft casing    I   Metal      Green     0.1    QM 
241    A    Door             Ctr   L Ctr         I   Metal      Green     0.0    QM 
243    A    Railing          Ctr   Railing       I   Metal      White     0.0    QM 
232    A    Wall             Ctr                 D   Wood       White    -0.2    QM 
233    A    Wall             Ctr                 D   Wood       Green    -0.1    QM 
234    A    Pipe             Ctr                 I   Metal      White    -0.1    QM 
240    A    Ceiling          Ctr                 I   Metal      White     0.0    QM 
244    C    Flashing         Ctr                 I   Metal      Green    -0.1    QM 
238    D    Beam             Lft                 I   Metal      White     0.0    QM 
239    D    Column           Lft                 I   Metal      White    -0.1    QM 
____________________________________________________________________________________ 
Exterior Room 042 Portable 5A 
256    A    Gutter                               I   Metal      Green     0.1    QM 
260    A    Door             Lft   Lft casing    I   Metal      Green    -0.1    QM 
259    A    Door             Lft   L Lft         I   Metal      Green    -0.1    QM 
258    A    Railing          Ctr   Railing       I   Metal      White     0.0    QM 
261    A    Beam             Ctr                 I   Metal      Green     0.1    QM 
257    A    Ceiling          Rgt                 I   Wood       White     0.1    QM 
251    B    Fascia                               I   Wood       Green     0.2    QM 
249    B    Wall             Ctr                 I   Wood       White     0.1    QM 
250    B    Wall             Ctr                 I   Wood       Green    -0.1    QM 
252    B    Flashing         Ctr                 I   Metal      Green     0.1    QM 
253    B    Downspout        Ctr                 I   Metal      Green     0.1    QM 
____________________________________________________________________________________ 
Exterior Room 044 Portable 1A 
268    A    Door             Lft   Lft casing    I   Metal      Green     0.0    QM 
267    A    Door             Lft   L Lft         I   Wood       Green     0.2    QM 
265    A    Wall             Lft                 I   Wood       White    -0.1    QM 
266    A    Wall             Lft                 I   Wood       White     0.2    QM 
269    A    Beam             Lft                 I   Metal      White     0.2    QM 
270    A    Column           Lft                 I   Wood       White     0.1    QM 
273    A    Ceiling          Ctr                 I   Metal      White     0.1    QM 
271    B    Fascia                               I   Wood       Green     0.1    QM 
272    B    Flashing         Rgt                 I   Metal      Green     0.0    QM 
____________________________________________________________________________________ 
Interior Room 001 Building A Principal Office 
004    A    Wall           L Rgt                 I   Plaster    White    -0.1    QM 
009    A    Window           Lft   Lft casing    I   Wood       White     0.4    QM 
005    A    Window           Lft                 I   Metal      White    -0.1    QM 
006    A    Window Gate      Lft                 I   Metal      White     0.0    QM 
008    D    Door             Rgt   Rgt casing    I   Wood       White     0.1    QM 
007    D    Door             Rgt   L Rgt         I   Wood       White    -0.1    QM 
____________________________________________________________________________________ 
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Interior Room 002 Building A Principal Office Restroom 
010    A    Baseboard        Lft                 I   Ceramic    Green    >9.9    QM 
011    B    Floor                                I   Plaster    White    -0.2    QM 
013    B    Toilet           Ctr                 I   Ceramic    White    -0.4    QM 
012    D    Sink             Ctr                 I   Ceramic    White    -0.3    QM 
____________________________________________________________________________________ 
Interior Room 003 Building A Main Office  
016    A    Wall           L Ctr                 I   Plaster    White    -0.1    QM 
014    C    Sect Door        Ctr                 I   Metal      Brown     0.2    QM 
015    D    Cabinet          Ctr                 I   Wood       White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 004 Building A Mechanical Room 
017    B    Wall           L Ctr                 I   Plaster    White     0.0    QM 
019    C    Door             Lft   Lft casing    I   Metal      White     0.0    QM 
018    C    Door             Lft   L Lft         I   Metal      White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 005 Building A Office 
020    A    Wall           L Ctr                 I   Drywall    White     0.2    QM 
022    A    Door             Lft   Lft casing    I   Wood       White     0.1    QM 
021    A    Door             Lft   L Lft         I   Wood       White    -0.1    QM 
023    D    Wall           L Lft                 I   Plaster    White    -0.1    QM 
____________________________________________________________________________________ 
Interior Room 006 Building A Library 
024    A    Wall           L Lft                 I   Plaster    White     0.3    QM 
026    C    Door             Lft   Lft casing    I   Wood       White     0.2    QM 
025    C    Door             Lft   L Lft         I   Wood       White     0.2    QM 
028    C    Door             Rgt   Rgt casing    I   Metal      Yellow    0.8    QM 
027    C    Door             Rgt   L Rgt         I   Metal      Green     0.2    QM 
____________________________________________________________________________________ 
Interior Room 009 Building B PTA Room 
052    C    Door             Lft   Lft casing    I   Metal      Yellow   -0.3    QM 
051    C    Door             Lft   L Lft         I   Metal      Yellow   -0.2    QM 
050    D    Wall           L Ctr                 I   Plaster    White    -0.3    QM 
053    D    Cabinet          Lft                 I   Wood       Brown    -0.2    QM 
____________________________________________________________________________________ 
Interior Room 010 Building B Room 25 
054    A    Wall           L Ctr                 I   Plaster    White    -0.4    QM 
056    C    Door             Lft   Lft casing    I   Metal      White    -0.2    QM 
055    C    Door             Lft   L Lft         I   Metal      Green    -0.3    QM 
____________________________________________________________________________________ 
Interior Room 011 Building B Room 27 
058    C    Door             Rgt   Rgt casing    I   Metal      White    -0.1    QM 
057    C    Door             Rgt   L Rgt         I   Metal      Green    -0.1    QM 
059    C    Wall             Ctr                 I   Plaster    White    -0.2    QM 
____________________________________________________________________________________ 
Interior Room 012 Building B Room 28 
060    A    Wall           L Ctr                 I   Plaster    White    -0.4    QM 
062    C    Door             Lft   Lft casing    I   Metal      Yellow   -0.2    QM 
061    C    Door             Lft   L Lft         I   Metal      Yellow   -0.3    QM 
____________________________________________________________________________________ 
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Interior Room 014 Building C Room 29 
071    A    Wall           L Ctr                 I   Plaster    White     0.2    QM 
073    B    Door             Rgt   Rgt casing    I   Wood   Green/yellow  0.0    QM 
072    B    Door             Rgt   L Rgt         I   Wood   Green/yellow  0.2    QM 
075    C    Soffit           Ctr                 I   Drywall    White     0.0    QM 
076    D    Window           Ctr   Lft casing    I   Metal      White     0.0    QM 
077    D    Window Frame     Ctr                 I   Wood       White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 015 Building C Room 32 
078    B    Window           Ctr   Lft casing    I   Metal      White     0.0    QM 
081    B    Door             Lft   Lft casing    I   Wood   Green/yellow  0.0    QM 
080    B    Door             Lft   L Lft         I   Wood   Green/yellow  0.1    QM 
082    B    Door Gate        Lft                 I   Metal      Brown     0.2    QM 
079    B    Window Frame     Ctr                 I   Wood       White    -0.1    QM 
____________________________________________________________________________________ 
Interior Room 016 Building C Girl’s Restroom 
083    A    Wall           L Ctr                 I   Ceramic    White    >9.9    QM 
085    A    Floor                                I   Ceramic    Gray      0.0    QM 
084    A    Baseboard        Ctr                 I   Ceramic    White     9.3    QM 
086    C    Sink             Ctr                 I   Ceramic    White     0.0    QM 
087    D    Toilet           Ctr                 I   Ceramic    White    -0.2    QM 
Comment:  
Wall ceramic painted white in boy's restroom and girl's restroom. 
____________________________________________________________________________________ 
Interior Room 018 Building D Boy’s Restroom  
098    A    Wall           L Ctr                 I   Ceramic    Green    >9.9    QM 
101    A    Floor                                I   Ceramic    Green    -0.4    QM 
103    A    Toilet           Ctr                 I   Ceramic    White    -0.2    QM 
099    D    Wall           L Ctr                 I   Ceramic    Green    >9.9    QM 
100    D    Baseboard        Ctr                 I   Ceramic    Green    >9.9    QM 
102    D    Sink             Ctr                 I   Ceramic    White    -0.3    QM 
____________________________________________________________________________________ 
Interior Room 019 Building D Room 20 
105    A    Window           Ctr   Lft casing    I   Metal      White     0.2    QM 
106    A    Window Frame     Ctr                 I   Wood       White     0.2    QM 
107    A    Window Gate      Ctr                 I   Metal      White    -0.1    QM 
104    B    Wall           L Ctr                 I   Plaster    White     0.1    QM 
109    C    Door             Rgt   Rgt casing    I   Metal      Yellow    0.3    QM 
108    C    Door             Rgt   L Rgt         I   Metal      Yellow    0.3    QM 
110    D    Cabinet          Ctr                 I   Wood       White     0.3    QM 
Comment:  
Boy's and girl's restroom are identical 
 
____________________________________________________________________________________ 
Interior Room 020 Building D Room 23 
117    A    Wall           L Lft                 I   Plaster    White     0.0    QM 
115    A    Window           Ctr   Lft casing    I   Metal      White     0.0    QM 
116    A    Window Frame     Ctr                 I   Wood       White     0.0    QM 
112    C    Door             Lft   Lft casing    I   Metal      Yellow    0.0    QM 
111    C    Door             Lft   L Lft         I   Metal      Yellow   -0.1    QM 
113    C    Gate             Lft                 I   Metal      White     0.0    QM 
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114    C    Window Gate      Ctr                 I   Metal      White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 022 Building E Room 19 
126    A    Wall           L Ctr                 I   Plaster    White     0.0    QM 
127    A    Window           Ctr   Lft casing    I   Metal      White    -0.2    QM 
128    A    Window Frame     Ctr                 I   Wood       White     0.0    QM 
133    C    Door             Rgt   Rgt casing    I   Metal      Yellow   -0.2    QM 
132    C    Door             Rgt   L Rgt         I   Metal      Yellow    0.0    QM 
129    C    Window Gate      Ctr                 I   Metal      White     0.0    QM 
131    C    Door Gate        Rgt                 I   Metal      Brown    -0.1    QM 
130    D    Cabinet          Lft                 I   Wood       White    -0.1    QM 
____________________________________________________________________________________ 
Interior Room 023 Building E Girl’s Restroom 
139    A    Wall           L Lft                 I   Plaster    White     0.2    QM 
134    A    Wall           L Ctr                 I   Ceramic    Green    >9.9    QM 
135    B    Baseboard        Ctr                 I   Ceramic    Green     5.8    QM 
138    B    Toilet           Ctr                 I   Ceramic    White     0.0    QM 
141    C    Door             Lft   Lft casing    I   Metal      Yellow    0.2    QM 
140    C    Door             Lft   L Lft         I   Metal      Yellow    0.0    QM 
136    D    Floor                                I   Ceramic    Green     0.1    QM 
137    D    Sink             Ctr                 I   Ceramic    White     0.3    QM 
Comment:  
Boy's and girl's restrooms are identical. 
____________________________________________________________________________________ 
Interior Room 025 Building G Room 7 
151    A    Window           Lft   Lft casing    I   Metal      White     0.1    QM 
152    A    Window Frame     Lft                 I   Wood       White     0.1    QM 
155    B    Wall           L Lft                 I   Plaster    White     0.0    QM 
154    B    Cabinet          Rgt                 I   Wood       White     0.2    QM 
157    C    Door             Lft   Lft casing    I   Metal      Yellow   -0.1    QM 
156    C    Door             Lft   L Lft         I   Metal      Yellow    0.2    QM 
153    C    Window Gate      Ctr                 I   Metal      White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 026 Building G Room 10 
161    A    Window           Rgt   Rgt casing    I   Metal      White    -0.1    QM 
158    B    Wall           L Lft                 I   Plaster    White     0.1    QM 
160    C    Door Gate        Rgt                 I   Metal      Brown     0.0    QM 
159    D    Cabinet          Ctr                 I   Wood       White    -0.1    QM 
____________________________________________________________________________________ 
Interior Room 029 Building F Staff Restroom 
174    A    Wall           L Ctr                 I   Ceramic    White     9.2    QM 
179    A    Wall           L Ctr                 I   Plaster    White    -0.2    QM 
173    A    Floor                                I   Ceramic    Gray/yel -0.1    QM 
180    A    Window           Lft   Lft casing    I   Metal      White    -0.1    QM 
178    A    Door             Lft   Lft casing    I   Metal      Yellow   -0.2    QM 
177    A    Door             Lft   L Lft         I   Metal      Green     0.0    QM 
176    D    Door             Rgt   Rgt casing    I   Wood       White    -0.1    QM 
175    D    Door             Rgt   L Rgt         I   Wood       White    -0.2    QM 
____________________________________________________________________________________ 
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Interior Room 030 Building F Lounge 
184    A    Cabinet          Lft                 I   Wood       White    -0.1    QM 
181    B    Wall           L Lft                 I   Drywall    White     0.0    QM 
182    B    Cabinet          Rgt                 I   Wood       White    -0.1    QM 
186    C    Door             Rgt   Rgt casing    I   Metal      Yellow    0.0    QM 
185    C    Door             Rgt   L Rgt         I   Metal      Yellow   -0.1    QM 
183    D    Wall           L Lft                 I   Plaster    White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 031 Building F Room 2 Girl’s Restroom 
190    A    Toilet           Ctr                 I   Ceramic    White     0.2    QM 
189    A    Sink             Rgt                 I   Ceramic    White     0.2    QM 
188    B    Floor                                I   Ceramic    Gray/yel  0.2    QM 
187    B    Baseboard        Ctr                 I   Ceramic    White     0.2    QM 
____________________________________________________________________________________ 
Interior Room 032 Building F Room 2  
191    A    Wall           L Lft                 I   Plaster    White     0.1    QM 
192    D    Cabinet          Rgt                 I   Wood       White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 033 Building F Room 4 Girl’s Restroom  
194    C    Floor                                I   Ceramic    Green    -0.2    QM 
193    D    Baseboard        Ctr                 I   Ceramic    White     9.8    QM 
____________________________________________________________________________________ 
Interior Room 034 Building F Room 4 Boy’s Restroom  
196    C    Floor                                I   Ceramic    Green    -0.3    QM 
195    D    Baseboard        Ctr                 I   Ceramic    White    >9.9    QM 
____________________________________________________________________________________ 
Interior Room 037 MPR 
215    A    Beam             Rgt                 I   Wood       Brown    -0.2    QM 
211    B    Wall           L Rgt                 I   Plaster    White     0.1    QM 
212    B    Floor                                I   Wood       Brown    -0.1    QM 
219    B    Window           Ctr   Lft casing    I   Metal      Brown    -0.1    QM 
214    B    Door             Rgt   Rgt casing    I   Metal      White    -0.1    QM 
213    B    Door             Rgt   L Rgt         I   Metal      Green     0.0    QM 
216    B    Beam             Ctr                 I   Metal      Brown     0.0    QM 
221    D    Door             Ctr   Lft casing    I   Wood       White    -0.2    QM 
220    D    Door             Ctr   L Lft         I   Wood       White     0.0    QM 
218    D    Door             Rgt   Rgt casing    I   Metal      Brown    -0.1    QM 
217    D    Door             Rgt   L Rgt         I   Metal      Brown     0.0    QM 
____________________________________________________________________________________ 
Interior Room 038 MPR Kitchen  
222    A    Wall           L Rgt                 I   Plaster    White     0.0    QM 
225    B    Door             Rgt   Rgt casing    I   Wood       White     0.0    QM 
224    B    Door             Rgt   L Rgt         I   Wood       White     0.0    QM 
223    B    Ceiling          Rgt                 I   Plaster    White     0.1    QM 
____________________________________________________________________________________ 
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Interior Room 039 MPR Restroom 
227    A    Floor                                I   Ceramic    Green    -0.2    QM 
231    A    Door             Lft   Lft casing    I   Wood       Brown    -0.1    QM 
230    A    Door             Lft   L Lft         I   Wood       Brown    -0.1    QM 
226    A    Baseboard        Rgt                 I   Ceramic    White    >9.9    QM 
229    B    Wall           L Ctr                 I   Plaster    White     0.0    QM 
228    B    Door             Ctr   L Rgt         I   Metal      White     0.2    QM 
Comment:  
MPR restroom and women's restrooms are identical.  
____________________________________________________________________________________ 
Interior Room 041 Port 5/6 
245    A    Wall           L Ctr                 I   Drywall    White     0.0    QM 
247    A    Door             Rgt   Rgt casing    I   Wood       Brown     0.1    QM 
246    A    Door             Rgt   L Rgt         I   Wood       Green     0.0    QM 
248    A    Door Gate        Rgt                 I   Wood       Brown     0.0    QM 
____________________________________________________________________________________ 
Interior Room 043 Portable 5A 
263    A    Door             Rgt   Rgt casing    I   Metal      Brown     0.0    QM 
262    A    Door             Rgt   L Rgt         I   Wood       Green    -0.1    QM 
264    A    Door Gate        Rgt                 I   Metal      Brown     0.0    QM 
Comment:  
Interior walls and windows pain in 5A/5B 
____________________________________________________________________________________ 
Interior Room 045 Portable 1A 
274    A    Wall           L Lft                 I   Drywall    Beige     0.0    QM 
276    A    Door             Lft   Lft casing    I   Metal      Brown     0.0    QM 
275    A    Door             Lft   L Lft         I   Wood       Green     0.1    QM 
277    A    Door Gate        Lft                 I   Metal      Brown     0.2    QM 
____________________________________________________________________________________ 
Calibration Readings 
001                                                                       1.0    TC 
002                                                                       0.9    TC 
003                                                                       1.0    TC 
045                                                                      -0.1    QM 
046                                                                      -0.2    QM 
047                                                                      -0.3    QM 
074                                                                       0.2    QM 
235                                                                       1.0    TC 
236                                                                       1.0    TC 
237                                                                       1.0    TC 
254                                                                       0.1    QM 
255                                                                       0.1    QM 
278                                                                       1.0    TC 
279                                                                       1.1    TC 
280                                                                       1.0    TC 
                       ---- End of Readings ---- 
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________________________________________________________________________________________ 
Read                                           Paint            Paint   Lead 
No.  Wall   Structure     Location     Member  Cond  Substrate  Color  (mg/cm²) Mode 
________________________________________________________________________________________ 
Exterior Room 001 Portable 13/14 Exterior  
014    A    Gutter                               I   Metal      Green     0.0    QM 
012    A    Door             Lft   Lft casing    I   Metal      Yellow   -0.1    QM 
011    A    Door             Lft   L Lft         I   Metal      Yellow    0.0    QM 
016    A    Railing          Lft   Railing       I   Metal      White     0.0    QM 
009    A    Wall             Lft                 I   Wood       White    -0.2    QM 
010    A    Wall             Lft                 I   Wood       Yellow   -0.2    QM 
013    A    Downspout        Ctr                 I   Metal      White    -0.1    QM 
015    B    Flashing         Ctr                 I   Metal      Green    -0.1    QM 
____________________________________________________________________________________ 
Exterior Room 002 Building R1 (11/12) Exterior 
017    A    Wall             Ctr                 I   Wood       White    -0.1    QM 
020    C    HVAC Unit        Lft                 I   Metal      White     0.0    QM 
019    C    Wall             Ctr                 I   Wood       Green     0.1    QM 
024    C    Ceiling          Ctr                 D   Metal      White    -0.1    QM 
023    D    Door             Rgt   Rgt casing    I   Metal      Yellow   -0.1    QM 
022    D    Door             Rgt   L Rgt         I   Metal      Yellow    0.0    QM 
021    D    Railing          Rgt   Railing       I   Metal      White    -0.1    QM 
018    D    Wall             Ctr                 I   Wood       Yellow   -0.1    QM 
025    D    Flashing         Ctr                 I   Metal      Green    -0.1    QM 
____________________________________________________________________________________ 
Exterior Room 003 Portable 33/34 Exterior 
037    A    Door             Ctr   Lft casing    I   Metal      Gray     -0.1    QM 
036    A    Door             Ctr   L Ctr         I   Metal      Gray     -0.2    QM 
038    A    Railing          Ctr   Railing       I   Metal      Gray     -0.1    QM 
035    A    Ceiling          Ctr                 I   Metal      White     0.0    QM 
031    B    Skirt board                          I   Wood       Gray     -0.2    QM 
034    B    Flashing         Lft                 D   Metal      Gray     -0.1    QM 
030    B    Wall             Ctr                 I   Wood       White    -0.1    QM 
032    B    Beam             Rgt                 I   Metal      Gray     -0.2    QM 
033    B    Column           Rgt                 I   Metal      Gray     -0.2    QM 
____________________________________________________________________________________ 
Exterior Room 004 Playground 
043    A    Basketball Court Lft                 I   Metal      Yellow   -0.1    QM 
045    A    Floor            Lft                 I   Concrete   Green     0.1    QM 
046    A    Floor            Lft                 I   Concrete   Yellow    0.0    QM 
047    A  Hand ball Support  Lft                 I   Concrete   Yellow    0.0    QM 
048    A  Hand ball Court    Lft                 I   Concrete   Yellow   -0.1    QM 
044    A    Floor            Ctr                 I   Concrete   White    -0.2    QM 
042    D    Railing          Lft   Railing       I   Metal      White     0.0    QM 
041    D    Wall             Lft                 I   Brick      Green    -0.2    QM 
____________________________________________________________________________________ 
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Exterior Room 005 Portable 15A 
052    A    Wall             Ctr                 I   Wood       White    -0.1    QM 
053    A    Wall             Ctr                 I   Wood       Gray      0.2    QM 
060    B    Gutter                               I   Metal      White     0.0    QM 
058    B    Door             Lft   Lft casing    I   Metal      Gray     -0.1    QM 
057    B    Door             Lft   L Lft         I   Metal      Gray     -0.1    QM 
056    B    Railing          Ctr   Railing       I   Metal      White     0.0    QM 
059    B    Downspout        Ctr                 I   Metal      Gray     -0.1    QM 
054    B    Beam             Rgt                 I   Metal      White    -0.1    QM 
055    B    Column           Rgt                 I   Metal      White     0.0    QM 
____________________________________________________________________________________ 
Exterior Room 006 Restroom Portable Exterior 
064    A    Door             Ctr   Lft casing    I   Metal      Gray     -0.1    QM 
063    A    Door             Ctr   L Ctr         I   Metal      Gray     -0.2    QM 
067    A    Railing          Lft   Railing       I   Metal      Gray     -0.2    QM 
065    A    Beam             Lft                 I   Metal      White     0.0    QM 
061    A    Wall             Ctr                 I   Wood       White    -0.1    QM 
062    A    Wall             Ctr                 I   Wood       Gray     -0.2    QM 
068    B    Gutter                               I   Metal      Gray     -0.1    QM 
066    B    Column           Rgt                 I   Metal      White    -0.2    QM 
069    B    Downspout        Rgt                 I   Metal      White    -0.1    QM 
____________________________________________________________________________________ 
Exterior Room 007 Building CDC2 Exterior 
088    A    Gutter                               I   Metal      White    -0.2    QM 
087    A    Door             Ctr   L Ctr         I   Wood       Gray     -0.1    QM 
086    A    Door             Rgt   Rgt casing    I   Metal      Gray     -0.1    QM 
085    A    Door             Rgt   L Rgt         I   Metal      Gray     -0.1    QM 
083    A    Ceiling          Rgt                 D   Metal      White     0.0    QM 
084    A    Wall Trim        Rgt                 I   Wood       White    -0.2    QM 
079    C    Flashing         Lft                 I   Metal      Green    -0.1    QM 
080    C    HVAC Unit        Lft                 I   Metal      White    -0.2    QM 
081    C    Column           Ctr                 I   Metal      White    -0.1    QM 
082    C    Ceiling          Ctr                 I   Metal      White    -0.1    QM 
075    D    Column           Lft                 I   Metal      White     0.0    QM 
076    D    Beam             Lft                 I   Metal      White    -0.1    QM 
077    D    Beam             Lft                 I   Metal      White    -0.1    QM 
073    D    Wall             Ctr                 I   Wood       White     0.0    QM 
074    D    Wall             Ctr                 I   Wood       Gray     -0.1    QM 
078    D    Pipe             Ctr                 I   Metal      White     0.0    QM 
____________________________________________________________________________________ 
Exterior Room 013 Building CDC3 Exterior 
120    D    Fascia                               I   Wood       Gray     -0.1    QM 
118    D    Door             Ctr   Lft casing    I   Wood       Gray     -0.1    QM 
117    D    Door             Ctr   L Ctr         I   Wood       Gray      0.0    QM 
119    D    Railing          Lft   Railing       I   Metal      White    -0.1    QM 
121    D    Ceiling          Lft                 I   Wood       White    -0.1    QM 
122    D    Flashing         Lft                 I   Metal      Gray      0.0    QM 
115    D    Wall             Ctr                 I   Wood       White     0.1    QM 
116    D    Wall             Ctr                 I   Wood       Gray     -0.1    QM 
____________________________________________________________________________________ 



DETAILED REPORT OF LEAD PAINT INSPECTION FOR:  
 
Inspection Date:     10/09/19 
Report Date:         12/12/2019 
Abatement Level:     0.8 
Report No.           S#01184 - 10/09/19 18:07 
Total Readings:      185 
Job Started:         10/09/19 18:07 
Job Finished:        10/09/19 21:37 
 
Exterior Room 014 Building CDC1 Exterior Play Area 
125    B    Post             Lft                 I   Metal      Yellow    0.0    QM 
126    B    Wall             Lft                 I   Brick      Green    -0.2    QM 
123    B    Post             Rgt                 I   Metal      Orange   -0.1    QM 
124    B    Beam             Rgt                 I   Metal      Blue     -0.1    QM 
____________________________________________________________________________________ 
Exterior Room 015 Building CDC1 Exterior  
135    B    Gutter                               I   Metal      Green    -0.1    QM 
131    B    Window           Lft   Lft casing    I   Metal      White     0.8    QM 
133    B    Door             Lft   Lft casing    I   Metal      Green     0.1    QM 
132    B    Door             Lft   L Lft         I   Metal      Green     0.1    QM 
127    B    Wall             Lft                 I   Stucco     White     0.2    QM 
128    B    Wall             Lft                 I   Stucco     Green     0.2    QM 
129    B    Downspout        Lft                 I   Metal      White    -0.1    QM 
130    B    Louver           Ctr                 I   Metal      White    -0.1    QM 
134    B    Window Gate      Ctr                 I   Metal      White    -0.1    QM 
136    C    Flashing         Rgt                 I   Metal      White    -0.1    QM 
____________________________________________________________________________________ 
Exterior Room 016 Building CDC1 Walkway 
137    B    Beam             Lft                 I   Metal      White     0.0    QM 
139    B    Column           Lft                 I   Metal      White     0.1    QM 
138    B    Ceiling          Ctr                 I   Wood       White     0.0    QM 
140    D    Fascia                               I   Wood       Green    -0.1    QM 
142    D    Railing          Lft   Railing       I   Metal      White     0.0    QM 
141    D    Flashing         Lft                 I   Metal      Green    -0.1    QM 
____________________________________________________________________________________ 
Interior Room 001 Portable 13/14 Room 14 
004    A    Wall           L Ctr                 I   Wood       White    -0.1    QM 
006    A    Door             Lft   Lft casing    I   Metal      Yellow   -0.1    QM 
005    A    Door             Lft   L Lft         I   Metal      Green     0.0    QM 
008    A    Door             Ctr   Lft casing    I   Wood       White    -0.2    QM 
007    A    Door Gate        Lft                 I   Metal      Green    -0.2    QM 
____________________________________________________________________________________ 
Interior Room 002 Building R1 (11/12) Room 12 
028    A    Door             Rgt   Rgt casing    I   Metal      Yellow    0.0    QM 
027    A    Door             Rgt   L Lft         I   Metal      Green    -0.1    QM 
029    A    Door Gate        Rgt                 I   Metal      Brown    -0.1    QM 
026    C    Wall             Ctr                 I   Wood       White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 003 Portable 33/34 Room 33 
039    A    Wall           L Lft                 I   Metal      Brown    -0.1    QM 
040    A    Wall           L Lft                 I   Metal      Brown    -0.1    QM 
Comment: Walls and windows are not painted. 
____________________________________________________________________________________ 
Interior Room 005 Portable 15A 
050    B    Door             Rgt   Rgt casing    I   Metal      Yellow   -0.1    QM 
049    B    Door             Rgt   L Rgt         I   Metal      Green    -0.1    QM 
051    B    Door Gate        Rgt                 I   Metal      Brown    -0.1    QM 
____________________________________________________________________________________ 
	  



DETAILED REPORT OF LEAD PAINT INSPECTION FOR:  
 
Inspection Date:     10/09/19 
Report Date:         12/12/2019 
Abatement Level:     0.8 
Report No.           S#01184 - 10/09/19 18:07 
Total Readings:      185 
Job Started:         10/09/19 18:07 
Job Finished:        10/09/19 21:37 
 
Interior Room 006 Restroom Portable Boy’s Restroom 
072    A    Door             Rgt   Rgt casing    I   Metal      White    -0.1    QM 
071    A    Door             Rgt   L Rgt         I   Metal      White    -0.2    QM 
070    C    Railing          Ctr   Railing       I   Metal      White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 008 Building CDC2 Room 10 
089    A    Wall           L Lft                 I   Wood       White     0.1    QM 
091    A    Door             Ctr   Lft casing    I   Metal      Yellow    0.0    QM 
090    A    Door             Ctr   L Ctr         I   Wood       Green    -0.1    QM 
093    B    Door             Rgt   Rgt casing    I   Wood       Beige     0.1    QM 
092    B    Door             Rgt   L Rgt         I   Wood       Beige     0.0    QM 
____________________________________________________________________________________ 
Interior Room 009 Building CDC2 Room 10 
094    B    Wall           L Ctr                 I   Ceramic    White    -0.1    QM 
095    B    Wall           L Ctr                 I   Ceramic    Blue     -0.1    QM 
096    B    Wall           L Ctr                 I   Ceramic    Red      -0.1    QM 
097    B    Wall           L Ctr                 I   Ceramic    Yellow    0.0    QM 
098    B    Floor                                I   Ceramic    Gray     -0.1    QM 
099    C    Sink             Lft                 I   Ceramic    White    -0.1    QM 
100    C    Toilet           Rgt                 I   Ceramic    White    -0.2    QM 
Comment: All restrooms in building have same wall tile and floor tile(ceramic) 
____________________________________________________________________________________ 
Interior Room 010 Building CDC2 Room 7 
101    A    Wall           L Rgt                 I   Wood       White    -0.1    QM 
103    A    Door             Rgt   Rgt casing    I   Wood       White    -0.2    QM 
102    A    Door             Rgt   L Rgt         I   Wood       White    -0.2    QM 
____________________________________________________________________________________ 
Interior Room 011 Building CDC3 Room 16 
104    A    Wall           L Lft                 I   Wood       White     0.0    QM 
106    A    Cabinet          Lft                 I   Wood       White    -0.1    QM 
105    A    Soffit           Ctr                 I   Drywall    White    -0.1    QM 
110    D    Window Frame     Ctr   Rgt casing    I   Wood       White    -0.1    QM 
108    D    Door             Rgt   Rgt casing    I   Wood       White     0.0    QM 
107    D    Door             Rgt   L Rgt         I   Wood       Green     0.2    QM 
109    D    Door Gate        Rgt                 I   Metal      Brown    -0.1    QM 
____________________________________________________________________________________ 
Interior Room 012 Building CDC3 Room 13 
111    C    Wall           L Ctr                 I   Wood       White    -0.1    QM 
112    C    Soffit           Ctr                 I   Drywall    White    -0.1    QM 
114    D    Door             Lft   Lft casing    I   Wood       White    -0.1    QM 
113    D    Door             Lft   L Lft         I   Wood       Green    -0.1    QM 
____________________________________________________________________________________ 
	  



DETAILED REPORT OF LEAD PAINT INSPECTION FOR:  
 
Inspection Date:     10/09/19 
Report Date:         12/12/2019 
Abatement Level:     0.8 
Report No.           S#01184 - 10/09/19 18:07 
Total Readings:      185 
Job Started:         10/09/19 18:07 
Job Finished:        10/09/19 21:37 
 
Interior Room 017 Building CDC1 Room 3 
146    A    Wall           L Ctr                 I   Plaster    White     0.0    QM 
148    A    Door             Lft   Lft casing    I   Wood       White    -0.1    QM 
151    A    Door             Lft   Lft casing    I   Metal      White     0.0    QM 
147    A    Door             Lft   L Lft         I   Wood       White     0.0    QM 
149    A    Soffit           Ctr                 I   Drywall    White    -0.1    QM 
150    B    Cabinet          Ctr                 I   Wood       White    -0.1    QM 
145    D    Window Frame     Ctr   Lft casing    I   Wood       White     0.2    QM 
____________________________________________________________________________________ 
Interior Room 018 Building CDC1 Room 3 Restroom 
158    A    Wall           L Lft                 I   Plaster    White    -0.3    QM 
155    A    Floor                                I   Ceramic    Green    -0.2    QM 
154    A    Baseboard        Lft                 I   Ceramic    Green     8.7    QM 
156    B    Sink             Lft                 I   Ceramic    White    -0.3    QM 
157    B    Toilet           Rgt                 I   Ceramic    White    -0.3    QM 
152    D    Wall           L Ctr                 I   Ceramic    Green    >9.9    QM 
153    D    Countertop      Lft                  I   Ceramic    Green     9.6    QM 
Comment: Rooms 1, 2 3, 5, and lobby restrooms are the same as the room 3 restroom. 
____________________________________________________________________________________ 
Interior Room 019 Building CDC1 Room 1  
159    A    Soffit           Ctr                 I   Drywall    White     0.0    QM 
160    D    Wall           L Rgt                 I   Plaster    White    -0.1    QM 
162    D    Door             Ctr   Lft casing    I   Wood       White    -0.2    QM 
161    D    Door             Ctr   L Ctr         I   Wood       White    -0.2    QM 
____________________________________________________________________________________ 
Interior Room 020 Building CDC1 Lounge 
165    A    Wall           L Lft                 I   Plaster    White     0.2    QM 
164    A    Door             Ctr   Lft casing    I   Metal      White     0.1    QM 
163    A    Door             Ctr   L Ctr         I   Wood       White     0.0    QM 
____________________________________________________________________________________ 
Interior Room 021 Building CDC1 Room 5 
167    A    Wall           L Ctr                 I   Plaster    White     0.0    QM 
166    A    Soffit           Ctr                 I   Drywall    White    -0.1    QM 
169    B    Door             Ctr   Lft casing    I   Wood       White     0.0    QM 
168    B    Door             Ctr   L Ctr         I   Wood       White    -0.1    QM 
171    D    Door             Ctr   Lft casing    I   Metal      Yellow   -0.1   Std 
170    D    Door             Ctr   L Ctr         I   Metal      Green     0.1    QM 
172    D    Door Gate        Ctr                 I   Metal      Brown    -0.1   Std 
____________________________________________________________________________________ 
Interior Room 022 Building CDC1 Lobby 
175    A    Door             Lft   Lft casing    I   Metal      Green    -0.1   Std 
174    A    Door             Lft   L Lft         I   Metal      Green    -0.1   Std 
173    D    Wall           L Ctr                 I   Wood       White    -0.2   Std 
____________________________________________________________________________________ 
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Abatement Level:     0.8 
Report No.           S#01184 - 10/09/19 18:07 
Total Readings:      185 
Job Started:         10/09/19 18:07 
Job Finished:        10/09/19 21:37 
 
Interior Room 023 Building CDC1 Principal’s Office 
178    A    Wall           L Lft                 I   Plaster    White    -0.1   Std 
177    D    Door             Lft   Lft casing    I   Wood       White    -0.1   Std 
176    D    Door             Lft   L Lft         I   Wood       White    -0.1   Std 
____________________________________________________________________________________ 
Interior Room 024 Building CDC1 Hallway 
179    B    Wall           L Ctr                 I   Wood       White    -0.1   Std 
180    D    Wall           L Ctr                 I   Wood       White    -0.1   Std 
182    D    Door             Ctr   Lft casing    I   Wood       White    -0.1   Std 
181    D    Door             Ctr   L Ctr         I   Wood       White     0.0   Std 
____________________________________________________________________________________ 
Calibration Readings 
001                                                                       0.8    TC 
002                                                                       0.8    TC 
003                                                                       0.9    TC 
143                                                                       0.0    QM 
144                                                                      -0.1    QM 
183                                                                       0.9    TC 
184                                                                       0.8    TC 
185                                                                       0.9    TC 
                       ---- End of Readings ---- 
 









MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 1 of 2
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Component Sample No. Sample Location
Draw 

(1st or 2nd)
Results (ppb)

Drinking fountain W-1 Building F - room 2 1st 5
Drinking fountain W-2 Building F - room 2 2nd Not analyzed

Drinking fountain W-3A
Building G  exterior - 

northwest
1st <5

Drinking fountain W-3B
Building G  exterior - 

northwest
2nd Not analyzed

Drinking fountain W-4A
Building G exterior - 

southwest
1st <5

Drinking fountain W-4B
Building G exterior - 

southwest
2nd Not analyzed

Drinking fountain W-5A Building G - room 7 1st 6
Drinking fountain W-5B Building G - room 7 2nd Not analyzed
Drinking fountain W-6A Building G - room 9 1st <5
Drinking fountain W-6B Building G - room 9 2nd Not analyzed
Drinking fountain W-7A Building G - room 10 1st <5
Drinking fountain W-7B Building G - room 10 2nd Not analyzed
Drinking fountain W-8A Building E - room 17 1st <5
Drinking fountain W-8B Building E - room 17 2nd Not analyzed
Drinking fountain W-9A Building E - room 18 1st 500
Drinking fountain W-9B Building E - room 18 2nd 20.6
Drinking fountain W-10A Building E - room 21 1st 6
Drinking fountain W-10B Building E - room 21 2nd Not analyzed
Drinking fountain W-11A Building E - room 33 1st <5
Drinking fountain W-11B Building E - room 33 2nd Not analyzed
Drinking fountain W-12A Building C - room 32 1st <5
Drinking fountain W-12B Building C - room 32 2nd Not analyzed
Drinking fountain W-13A Building C - room 29 1st <5
Drinking fountain W-13B Building C - room 29 2nd Not analyzed
Drinking fountain W-14A Building B - room 28 1st <5
Drinking fountain W-14B Building B - room 28 2nd Not analyzed
Drinking fountain W-15A Building B - room 26 1st 8
Drinking fountain W-15B Building B - room 26 2nd Not analyzed
Drinking fountain W-16A Building B - room 25 1st <5
Drinking fountain W-16B Building B - room 25 2nd Not analyzed
Drinking fountain W-17A Building B - PTA room 1st 12
Drinking fountain W-17B Building B - PTA room 2nd Not analyzed

Drinking fountain W-18A
Building CDC3 - Room 

14
1st 17

Drinking fountain W-18B
Building CDC3 - Room 

14
2nd 10

Drinking fountain W-19A
Building CDC3 - Room 

13
1st <5



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 2 of 2
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Component Sample No. Sample Location
Draw 

(1st or 2nd)
Results (ppb)

Drinking fountain W-19B
Building CDC3 - Room 

13
2nd Not analyzed

Drinking fountain W-20A
Building CDC3 - Room 

15
1st 10

Drinking fountain W-20B
Building CDC3 - Room 

15
2nd Not analyzed

Drinking fountain W-21A Building CDC1 - Room 2 1st <5

Drinking fountain W-21B Building CDC1 - Room 2 2nd Not analyzed

Drinking fountain W-22A Building CDC1 - Room 1 1st 6

Drinking fountain W-22B Building CDC1 - Room 1 2nd Not analyzed

Drinking fountain W-23A Building CDC1 - Room 4 1st 7

Drinking fountain W-23B Building CDC1 - Room 4 2nd Not analyzed

Drinking fountain W-24A Building CDC1 - Room 5 1st <5

Drinking fountain W-24B Building CDC1 - Room 5 2nd Not analyzed



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 1 of 2
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Component Sample No. Sample Location
Draw 

(1st or 2nd)
Results (ppb)

Drinking fountain 01A
Building G exterior west 
center drinking fountain

1st <5

Drinking fountain 01B
Building G exterior west 
center drinking fountain

2nd <5

Drinking fountain 02
Building G room 8 
northwest drinking 

fountain/sink
1st 13

Drinking fountain 03A
Building D exterior 
southeast drinking 

fountain
1st <5

Drinking fountain 03B
Building D exterior 
southeast drinking 

fountain
2nd <5

Drinking fountain 04
Building D room 20 
northwest drinking 

fountain/sink
1st 27

Drinking fountain 05A
Building C exterior 
southeast drinking 

fountain 
1st <5

Drinking fountain 05B
Building C exterior 
southeast drinking 

fountain 
2nd <5

Drinking fountain 06
Building C room 30 
southeast drinking 

fountain/sink
1st <5

Drinking fountain 07
Building B room 27 

southwest
1st 12

Sink 08A
Building A nurse room 

southwest
1st <5

Drinking fountain 08B
Building A nurse room 

southwest
2nd <5

Drinking fountain 09
Building E room 19 
northwest drinking 

fountain/sink
1st <5

Sink 10A
MPR building kitchen 

east center sink
1st <5

Sink 10B
MPR building kitchen 

east center sink
2nd <5

Drinking fountain 11A
Building F Room 3 
northeast drinking 

fountain/sink
1st 6



MATERIAL INVENTORY
LEAD PAINT CHIP SAMPLES

Page 2 of 2
CLIENT: Inglewood USD
PROJECT NO: INGL-19-9080
PROJECT NAME: Woodworth Elementary School

Component Sample No. Sample Location
Draw 

(1st or 2nd)
Results (ppb)

Drinking fountain 11B
Building F Room 3 
northeast drinking 

fountain/sink
2nd <5

Drinking fountain 12
CDC 3 building room 16  

northwest drinking 
fountain/ sink

1st 40

Drinking fountain 13
CDC 2 building 8 

southwest
1st 70

Drinking fountain 14
CDC 1 building room 3 

southwest
1st 12

Sink 15A
CDC 1 building health 
office southwest sink

1st <5

Sink 15B
CDC 1 building health 
office southwest sink

2nd <5



 

 

Appendix E 
Alta Environmental Employee Certifications 

  













 



 

 

Appendix F 
Laboratory Certifications 



anI
(\I
o\c.lhotiII
o\c.i

e.(!
to5
Q

G
R

b
tt| 

h€
.Ii 

N
N

o 
R

b
E

- 
$ 

a:a
i 

S
 

x*R
L 

.t, 
=

'.:
E

 
E

 
E

U
s

.- 
a_ 

c dU
tE

 
? 

E
l,s,

a 
E

 
?S

E
O

 
S

 
E

E
d

+
)

A
 

E
 

H
, 

H
IS

s X
 

E
:A

E
$F

E
 =

5 E
t E

 p$S
i 

,i 
L{bE

oi
H

 gE
 E

[E
 S

sI
r-lG

|/f
oi 

rr 
be E

 
B

E
e

3 E
 

tE
.ttgg

t 
E

 
*>

, 
a 

di

-E
 

E
 

E
E

$
r 

(E
 

* 
lus

6 
=

 
E

E
S

E
 

E
 

B
E

S
t 

: 
(U

F
6,

E
 

S
 

s€E
'

I 
b 

\: 
G

.r 
S

 
-b.E

E
i 

P
 

5S
tI 

H
 

S
E

C
 

Q
 

fHl-

looo$!1()
NoNFoIIJ-o9,o+

,troII+
,(U

.=EoLoolhoo+
,(UorIt

lh'Et-oo

cDo
gEo-c
=

o
=

o
E

F
6E:(!
;oF

fJ
=

L
o6E

E
+

rL

=
tu

rus
a- th
E

t
oo
gE(E

 +
r

6ErF
r tr

Y
r
o-
.E

(u
F

F
- 

-
f.9+

,(E

z
a40)Gaa)

o.oSlX



SCOPE OF ACCREDITATION TO ISO/IEC 1102522005

AQ Environmental Laboratories - Bulk Asbestos Fiber Analysis
1508 E. 33rd Street

Signal Hill, CA 90755
Ms. Cristina E. Tabatt

Phone: 562-206-277 0 F ax: 562-206-2773
Ernai I : ctabatt@aqenv labs. com

ASBESTOS FIBER ANALYSIS

Bulk Asbestos Analysis

Code
l8/A0l

l8/A03

NVLAP LAB CODE 5OOO44.O

Description
EPA -- 40 CFR Appendix E to Subparl E of Part 763, Interim Method of the Determination of
Asbestos in Bulk Insulation Samples

EPA 600/R-93/l l6: Method for the Determination of Asbestos in Bulk Building Materials

Accreditation ProgramFor the Nationeil Vr

Effective 20 I 9-0 I -0 I through 20 I 9- I 2-i I Page I of I



p
Water Boards

STAIE WAIEF AESOUFC:S CONTFDL AOABD
AEC ONA. VTATEB OU^L Y

CALIFORNIA STATE

E NVI RON M E NTAL LABORATORY ACCRE D ITATIO N PROG RAM

Accredited Fields of Testing

AQ Environmental Laboratories, LLG

1508 East 33rd Street
Signal Hill, CA 90755
Phone: 5622062770

Certificate No. 2823
Expiration Date 813112021

Field of Testing: 114 - lnorganic Chemistry of Hazardous Waste

114.130 001 Lead EPA742O

Field of Testing: 121 - Bulk Asbestos Analysis of Hazardous Waste

121.01O 001 BulkAsbestos EPA 600/M4-82-020

As of 81212o19 , this list supersedes all previous lists for this certificate number.
Customers: Please verify the current accreditation standing with the State. Page 1 of 1



CALIFORT{IA

Water Boards
STATE WATEH HESOURCES OONTROL BOARD
REGIONAL WATEB OUALITY CONTROL BOARDS CALIFORNIA STATE

ENVIRONMENTAL LABORATORY ACCREDITATI ON PROGRAM

CERTIFICATE OF ENVIRONMENTAL AGCREDITATION

!s hereby granted to

AQ Environmental Laboratories, LLC

1508 East 33rd Street

Signal Hill, CA 90755

Scope of the certificate is limited to the
"Fields of Testing"

which accompany this Certificate"

Continued accredited status depends on successful completion of on-site inspection,
proficiency testing studies, and payment of applicable fees.

This Cedificate is granted in accordance with provisions of
Section 100825, et seq. of the Health and Safety Code.

Certificate No.: 2823

Expiration Date: 813112021

EffectiveDate: 91112019

Sacramento, Cal ifornia
subject to forfeiture or revocation

Christine Sotelo, Chief
Environmental Laboratory Accreditation Program
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