
EARTH - COMPACTED FILL

GRANULAR FILL

CONCRETE

STANDARD CONCRETE BLOCK

ARCHITECTURAL CONCRETE BLOCK

BRICK VENEER

STEEL

METAL STUDS

WOOD - FINISHED

WOOD - PLYWOOD

WOOD - ROUGH LUMBER

WOOD - BLOCKING

BATT INSULATION

RIGID INSULATION BOARD

ACOUSTICAL CEILING TILE

GYPSUM BOARD

200A

A

1

BUILDING SECTION

DETAIL

ROOM/SPACE NUMBER

DOOR NUMBER

WINDOW TYPE

KEYED NOTE

INTERIOR ELEVATION

ABV ABOVE
AFF ABOVE FINISHED FLOOR
ACC ACCESS
AP ACCESS PANEL
AC ACOUSTICAL
ACT ACOUSTICAL CEILING TILE
ADD ADDENDUM
ADH ADHESIVE
ADJ ADJACENT
ADJT ADJUSTABLE
AGG AGGREGATE
A/C AIR CONDITIONING
ALT ALTERNATE
ALUM ALUMINUM
ANC ANCHOR, ANCHORAGE
AB ANCHOR BOLT
ANOD ANODIZED
APPROX APPROXIMATE
ARCH ARCHITECT (URAL)
AD AREA DRAIN
ASPH ASPHALT
AUTO AUTOMATIC

BSMT BASEMENT
BRG BEARING
BPL BEARING PLATE
BM BENCH MARK
BEL BELOW
BTWN BETWEEN
BVL BEVELED
BLK BLOCK
BD BOARD
BS BOTH SIDES
BW BOTH WAYS
BOT BOTTOM
BRK BRICK
BRZ BRONZE
BLDG BUILDING

CAB CABINET
CAD CADMIUM
CPT CARPET
CSMT CASEMENT
CIPC CAST-IN-PLACE CONCRETE
CST CAST STONE
CB CATCH BASIN
CK CAULK (ING)
CLG CEILING
CEM CEMENT
CT CERAMIC TILE
CHAM CHAMFER
CIRC CIRCLE
CO CLEAN OUT
CLR CLEAR (ANCE)
COL COLUMN
COMB COMBINATION
COMP COMPRESS (ED), (ION)
COMP COMPUTER
CONC CONCRETE
CMU CONCRETE MASONRY UNIT
CONST CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACT (OR)
CJ CONTROL JOINT
CPR COPPER
CG CORNER GUARD
CORR CORRUGATED
CTR COUNTER
C'TOP COUNTERTOP
C'FLG COUNTERFLASHING
C'SINK COUNTERSINK
C'SUNK COUNTERSUNK SCREW
CRS COURSE (S)

DPR DAMPER
DP DAMPPROOFING
DL DEAD LOAD
DEMO DEMOLISH, DEMOLITION
DEP DEPRESSED
DTL DETAIL
DIAG DIAGONAL
DIA DIAMETER
DIM DIMENSION
DIV DIVISION
DR DOOR
DA DOUBLEACTING
DH DOUBLE HUNG
DS DOWNSPOUT
D DRAIN
DRB DRAINBOARD
DT DRAIN TILE
DWR DRAWER
DWGS DRAWINGS
DF DRINKING FOUNTAIN

EF EACH FACE
E EAST
ELEC ELECTRIC (AL)
EP ELECTRICAL PANELBOARD
EWC ELECTRIC WATER COOLER
ELEV ELEVATION
ELEV ELEVATOR
EMER EMERGENCY
EPOX EPOXY PAINT
EQ EQUAL
EQUIP EQUIPMENT
EST ESTIMATE
EXH EXHAUST
EB EXPANSION BOLT
EXP EXPOSED
EXT EXTERIOR

FB FACE BRICK
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOM FACE OF MASONRY
FOS FACE OF STUDS
FF FACTORY FINISH
FBD FIBERBOARD
FGL FIBERGLASS
FRP FIBERGLASS REINFORCED 

PASTIC BOARD
FIN FINISH (ED)
FFE FINISHED FLOOR ELEVATION
FFL FINISHED FLOOR LINE
FA FIRE ALARM
FBRK FIRE BRICK
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FP FIREPROOF
FRC FIRE-RESISTANT COATING
FRT FIRE-RETARDANT
FLG FLASHING
FLEX FLEXIBLE
FLR FLOOR (ING)
FD FLOOR DRAIN
FTG FOOTING
FND FOUNDATION
FS FULL SIZE
FBO FURNISHED BY OTHERS
FUR FURRED

GA GAGE, GAUGE
GALV GALVANIZED
GP GALVANIZED PIPE
GSS GALVANIZED STEEL SHEET
GKT GASKET (ED)
GC GENERAL CONTRACT (OR)
GL GLASS
GLB GLASS BLOCK
GLF GLASS FIBER

GB GRAB BAR
GD GRADE (D), (ING)
GVL GRAVEL
GF GROUND FACE
GYP GYPSUM

HD HAND DRYER
HBD HARDBOARD
HDW HARDWARE
HWD HARDWOOD
HJT HEAD JOINT
HDR HEADER
HDWRE HARDWARE
HTG HEATING
HVAC HEATING/VENTILATING/AIR

CONDITIONING
HT HEIGHT
HEX HEXAGONAL
HDPE HIGH DENSITY POLYETHYLENE
HC HOLLOW CORE
HM HOLLOW METAL
HOR HORIZONTAL
HB HOSE BIB
HWH HOT WATER HEATER

ID INSIDE DIAMETER
INSUL INSULATE (D), (ION)
INT INTERIOR
INTM INTERMEDIATE
INV INVERT

JR JANITOR'S RECEPTOR
JT JOINT
JF JOINT FILLER
J JOIST

KPL KICKPLATE
KIT KITCHEN
KO KNOCKOUT

PT POINT
PVC POLYVINYL CHLORIDE
PCF POUNDS PER CUBIC FOOT
PLF POUNDS PER LINEAR FOOT
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PCC PRECAST CONCRETE
PREFAB PREFABRICATE (D)
PREFIN PREFINISHED
PRF PREFORMED
PSC PRESTRESSED CONCRETE
PL PROPERTY LINE

QT QUARRY TILE

RAD RADIUS
REF REFERENCE
RFL REFLECT (ED), (IVE), (OR)
REFR REFRIGERATOR
REG REGISTER (ED)
REINF REINFORCE (D), (ING)
RES RESILIENT
RET RETURN
RA RETURN AIR
RVS REVERSE (SIDE)
REV REVISION (S), REVISED
RH RIGHT HAND
ROW RIGHT OF WAY
RVT REVIT
RD ROOF DRAIN
RFH ROOF HATCH
RFG ROOFING
RM ROOM
RO ROUGH OPENING

SFGL SAFETY GLASS
SCH SCHEDULE
SCN SCREEN
SLNT SEALANT
STG SEATING
SECT SECTION
SHTH SHEATHING
SHT SHEET
SG SHEET GLASS
SH SHELF, SHELVING
SHWR SHOWER
SIM SIMILAR
SC SOLID CORE
SP SOUNDPROOF
S SOUTH
SPC SPACER
SPKR SPEAKER
SPEC SPECIFICATION (S)
SQ SQUARE
SST STAINLESS STEEL
STD STANDARD
STL STEEL
STOR STORAGE
SD STORM DRAIN
STR STRUCTURE (AL)
SUSP SUSPEND (ED)
SYM SYMMETRY (ICAL)
SYN SYNTHETIC

TB TACKBOARD
TKS TACKSTRIP
TEL TELEPHONE
TV TELEVISION
TC TERRA COTTA
TZ TERRAZZO
T THICK (NESS)
THR THRESHOLD
TPTN TOILET PARTITION
TPD TOILET PAPER DISPENSER

LBL LABEL
LAB LABORATORY
LAD LADDER
LAM LAMINATE (D)
LAV LAVATORY
LH LEFT HAND
L LENGTH
LT LIGHT
LWC LIGHTWEIGHT CONCRETE
LMS LIMESTONE
LTL LINTEL
LL LIVE LOAD
LVT LUXURY VINYL TILE
LVR LOUVER
LPT LOW POINT

MB MARKERBOARD
MH MANHOLE
MFR MANUFACTURE (R)
MRB MARBLE
MAS MASONRY
MO MASONRY OPENING
MAT MATERIAL (S)
MAX MAXIMUM
MECH MECHANICAL
MED MEDIUM
MBR MEMBER
MEMB MEMBRANE
MTL METAL
MTFR METAL FURRING
M METER (S)
MM MILLIMETER (S)
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MOD MODULAR
MLD MOLDING, MOULDING
MT MOUNT (ED), (ING)
MOV MOVABLE
MULL MULLION

NL NAILABLE
NAT NATURAL
NI NICKEL
NRC NOISE REDUCTION COEFFICIENT
NOM NOMINAL
N NORTH
NIC NOT IN CONTRACT
NTS NOT TO SCALE
NO NUMBER

OBS OBSCURE
OC ON CENTER (S)
OP OPAQUE
OPNG OPENING
OPP OPPOSITE
OPH OPPOSITE HAND
OPS OPPOSITE SURFACE
OD OUTSIDE DIAMETER
OS OVERFLOW SCUPPER
OA OVERALL
OH OVERHEAD

PNT PAINT (ED)
PNL PANEL
PB PANIC BAR
PTD PAPER TOWEL DISPENSER
PTR PAPER TOWEL RECEPTOR
PARA PARALLEL
PK PARKING
PART BD PARTICLE BOARD
PART PARTITION
PVMT PAVEMENT
PED PEDESTAL
PERF PERFORATE (D)
PERIM PERIMETER
PLAS PLASTER
PLAM PLASTIC LAMINATE
PL PLATE
PLYWD PLYWOOD

TOL TOLERANCE
T&G TONGUE AND GROOVE
TOS TOP OF SLAB
TOW TOP OF WALL
TB TOWEL BAR
TRD TREAD
TFW TRENCH FOUNDATION WALL
TYP TYPICAL

UC UNDERCUT
UNFIN UNFINISHED
UR URINAL

VJ V-JOINT (ED)
VB VAPOR BARRIER
VNR VENEER
VERT VERTICAL
VG VERTICAL GRAIN
VIN VINYL
VB VINYL BASE
VACT VINYL COVERED ACOUSTIC 

CEILING TILE
VF VINYL FABRIC
VT VINYL TILE

WSCT WAINSCOT (ING)
WTW WALL TO WALL
WH WALL HUNG
WC WATER CLOSET
WP WATERPROOFING
WR WATER REPELLENT
WS WATERSTOP
WWF WELDED WIRE FABRIC
W WEST
W WIDTH, WIDE
WIN WINDOW
WO WITHOUT
WD WOOD

I hereby certify that the portion of this technical submission described 
below was prepared by me or under my direct supervision and responsible 
charge.  I am a duly licensed architect under the laws of the state of Iowa.

Signature         Date:

AOR Name/License Number: xxxxx / Renewal Date:___________________
Pages of sheets covered by this seal:_________________________________
________________________________________________________________
________________________________________________________________
________________________________________________________________
________________________________________________________________
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CIVIL ENGINEER

4121 NW Urbandale Drive
Urbandale, IA 50322
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6201 S. Gateway Drive
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CHILDCARE CENTER

COLFAX - MINGO

COLFAX, IA

A0.1 TITLE SHEET

A1.1 BUILDING INFORMATION PLAN

A2.1 FLOOR PLAN

A2.2 SCHEDULES

A2.3 FINISHED FLOOR PLAN

A3.1 EXTERIOR ELEVATIONS

A3.2 BUILDING SECTIONS

A3.3 WALL SECTIONS

A3.4 DETAILS

A3.5 DETAILS

A4.1 ROOF PLAN

A5.1 INTERIOR ELEVATIONS

A5.2 INTERIOR ELEVATIONS

A6.1 REFLECTED CEILING PLANS

A8.1 DETAILS

MATERIAL SYMBOLS

GRAPHIC SYMBOLS

ABBREVIATIONS

C1.0 COVER SHEET

C1.1 DETAILS

C2.0 TOPOGRAPHIC SURVEY & DEMOLITION PLAN

C3.0 DIMENSION PLAN

C4.0 GRADING PLAN

C5.0 EROSION AND SEDIMENTARY CONTROL PLAN

C6.0 UTILITY PLAN

CIVIL DRAWINGS

ARCHITECTURAL DRAWINGS MECHANICAL DRAWINGS
M000 MECHANICAL TITLE SHEET

M2.1 MECHANICAL PLAN

M2.2 MECHANICAL ROOF PLAN

M5.1 MECHANICAL DETAILS

M5.2 MECHANICAL DETAILS

M6.1 MECHANICAL SCHEDULES

M6.2 MECHANICAL SCHEDULES

PLUMBING DRAWINGS

P000 PLUMBING TITLE SHEET

P2.0 PLUMBING UNDER FLOOR PLAN

P2.1 PLUMBING PLAN

P5.1 PLUMBING DETAILS

P5.2 PLUMBING DETAILS

P6.1 PLUMBING SCHEDULES

ELECTRICAL DRAWINGS

E0.0 ELECTRICAL TITLE SHEET

EL2.1 LIGTHING FLOOR PLAN

EM2.1 MECHANICAL POWER FLOOR PLAN

EP2.1 POWER FLOOR PLAN

EY2.1 SYSTEMS FLOOR PLAN

E5.1 ELECTRICAL DETAILS

E5.2 ELECTRICAL DETAILS

E6.1 ELECTRICAL SCHEDULES

E6.2 ELECTRICAL SCHEDULES

TECHNOLOGY DRAWINGS

T000 TECHNOLOGY TITLE SHEET

T2.1 TECHNOLLOGY PLAN

T5.1 TECHNOLOGY DETAILS

T6.1 TECHNOLOGY SCHEDULES

S0.1 STRUCTURAL TITLE SHEET

S1.1 FOUNDATION PLAN

S1.2 ROOF FRAMING PLAN

S2.1 DETAILS

S2.2 DETAILS

STRUCTURAL DRAWINGS

FS100 FOOD SERVICE PLAN

FOOD SERVICE DRAWINGS
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SEMI-RECESSED FIRE EXTIINGUISHER & CABINET

FEC

Room name101
150 SF Assembly

222300 SF (G)
40

3623.2"

OCCUPANTS SERVED BY EGRESS

PROVIDED EGRESS WIDTH

REQUIRED EGRESS WIDTH

ROOM NUMBER

ROOM AREA (SF)

ROOM NAME

ROOM OCCUPANCY

OCCUPANT LOAD

OCCUPANT LOAD FACTOR

MIN. NUMBER OF EXITS OR ACCESS TO EXITS PER STORY

MAIN LEVEL 2

STORY/LEVEL REQUIRED PROVIDED

10

EXITS ACCESS TRAVEL DISTANCE

E 200 FT.

GROUP MAX. ALLOWABLE MAX. ACTUAL

75 FT.

CHAPTER 10
MEANS OF EGRESS

GROUP

E < 12,000 SF

FIRE AREA

AUTOMATIC SPRINKLER SYSTEM NOT REQUIRED, NOT PROVIDED

CHAPTER 9
FIRE PROTECTION SYSTEMS

OPENINGS: TABLE 705.8

FSD DEGREE OF OPENING PROTECTION

30 FT. OR GREATER UNPROTECTED, NONSPRINKLERED

CHAPTER 7
FIRE & SMOKE PROTECTION FEATURES

ALLOWABLE AREA

NO LIMIT

2015 INTERNATIONAL BUILDING CODE
2015 INTERNATIONAL FIRE CODE
2012 INTERNATIONAL ENERGY CONSERVATION CODE
2010 AMERICANS WITH DISABILITIES ACT 

STANDARDS FOR ACCESSIBLE DESIGN

BUILDING SUMMARY:  CHILDCARE FACILITY SERVING CHILDREN INFANT THROUGH 4 YRS OLD. 
   AND PRESCHOOLD CLASSROOMS

BUILDING USE:  CHILDCARE & PRESCHOOL

BUILDING CONSTRUCTION TYPE:  V-B

AUTOMATIC SPRINKLER SYSTEM:  NO

GROUP SECTION DESCRIPTION

E 305.2 DAYCARE FACILITIES

2021 INTERNATIONAL MECHANICAL CODE
2021 UNIFORM PLUMBING CODE
2020 NATIONAL ELECTRICAL CODE
CURRENT CITY ORDINANCE

APPLICABLE CODES

PROJECT SUMMARY

CHAPTER 3
USE & OCCUPANCY CLASSIFICATION

ALLOWABLE VALUES

HEIGHT (STORIES/FEET)

AREA (TABULAR)

FRONTAGE INCREASE

STORIES (Sa)

TOTAL AREA

HEIGHT (STORIES/FEET)

AREA - TOTAL

1 STORY / 40 FT.

9,500 S.F.

4,275

x1

13,775 S.F. 

AREA CALCULATIONS
If = [F/P-.25] W/30  =  [323/459-.25] 30/30  =  45%
Aa = [At + (NS x If)]  =  9,500 + (9,500 x 45%) =  13,775 S.F.

TABLE 601: FIRE RESISTIVE RATING REQUIREMENTS FOR BUILDING ELEMENTS

GROUP CONST. TYPE BUILDING ELEMENT

E V-B PRIMARY STRUCTURAL FRAME
BEARING WALLS - EXTERIOR
BEARING WALLS - INTERIOR
NONBEARING WALLS - EXTERIOR
NONBEARING WALLS - INTERIOR
FLOOR CONSTRUCTION
ROOF CONSTRUCTION

GROUP CONST. TYPE BUILDING ELEMENT

E V-B x  >  30

TABLE 602: FIRE RESISTIVE RATING REQUIREMENTS FOR EXTERIOR WALLS 
BASED ON FIRE SEPARATION DISTANCE

ACTUAL VALUES

1 STORY / 17 FT.

11,004 S.F.

RATING (HOURS)

0
0
0
0
0
0
0

RATING (HOURS)

0

CHAPTER 5
GENERAL BUILDING HEIGHTS & AREAS

CHAPTER 6
TYPES OF CONSTRUCTION

FIRE EXTINGUISHER MOUNT W/ HANDLE @ 48" AFF

E V-B x  <  5 1

OCCUPANT LOADS FOR DETERMINING REQUIRED PLUMBING FIXTURES

NON-ACCESSORY ROOMS 113 OCCUPANTS DAYCARE 
88 OCCUPANTS PRESCHOOL

WATER CLOSETS

FIXTURE TYPE

URINALS

LAVATORIES

DRINKING FOUNTAINS

SERVICE SINKS

10

REQUIRED

0

10

2

1

UNIFORM PLUMBING CODE
PLUMBING FIXTURES

10

PROVIDED

10

2

1

0

GROUP

CORRIDOR FIRE RESISTANCE RATING

E NOT REQ'D - ALL ROOMS EXIT DIRECTLY OUTSIDE

196 SF
OFFICE103

BUSINESS
2100 SF (G)

213 SF
MECH.104

STORAGE
0300 SF (G)

814 SF
SCHOOL AGE106

DAYCARE
2235 SF (N)

1025 SF
4 YR OLD109

DAYCARE
2835 SF (N)

1084 SF
3 YR OLD112

DAYCARE
3035 SF (N)

CORRIDOR

102

878 SF
PRESCHOOL121

CLASSROOM
4420 SF (N)

878 SF
PRESCHOOL118

CLASSROOM
4420 SF (N)

354 SF
KITCHEN116

KITCHEN
1200 SF (G)

240 SF
MECH./STOR.117

STORAGE
0300 SF (G)

959 SF
INFANT128

DAYCARE
2435 SF (N)

842 SF
2 YR OLD124

DAYCARE
2435 SF (N)

2
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4
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"

5
.6

" 3
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2
80.5".4"

0
8
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0
"

STORAGE

108

RESTROOM

107

RESTROOM

105

RESTROOM

125

STORAGE/
LAUNDRY

127

STORAGE

123

STORAGE

111
RESTROOM

110

RESTROOM

113

STORAGE

119

RESTROOM

122
RESTROOM

120

JAN.

114

STORAGE

115

VEST.

101

LAVATORY

129

F
E

C

FEC

(30) PER DHS(24) PER DHS(15) PER DHS

(20) PER DHS

(21) PER DHS

RESTROOM

126
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CIVIL ENGINEER

4121 NW Urbandale Drive
Urbandale, IA 50322
Ph. 515-369-4400

CIVIL DESIGN ADVANTAGE

FOODSERVICE

6201 S. Gateway Drive
Marion, IA 52302
Ph. 319-440-0450

ADVANCED FOODSERVICE CONSULTING
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BUILDING CODE LEGEND BUILDING CODE INFORMATION

SCALE: 1/8" = 1'-0"A1.1

1 BUILDING INFORMATION PLAN

N
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PRIOR TO PROCEEDING WITH THE WORK, THE CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS AND DIMENSIONS.

IT IS NOT THE INTENT OF THE DRAWINGS TO SET FORTH IN DETAIL OR TO OTHERWISE DIRECT EVERY ITEM PROPERLY NECESSARY TO 
THE COMPLETION OF THIS PROJECT.  THE CONTRACTOR MUST RECOGNIZE THAT IT IS HIS SOLE RESPONSIBILITY TO BE FULLY 
QUALIFIED FOR THE WORK AND THAT HE MUST WITHOUT DIRECTION, ACCOMPLISH EVERYTHING NECESSARY SO AS TO PROVIDE A 
GOOD AND WORKMANLIKE CONSTRUCTION COMPLETE IN EVERY NECCESSARY RESPECT AND IN ACCEPTABLE CONDITIONS, READY 
FOR USE WITHOUT ANY ADDITIONAL WORK BEING REQUIRED OTHER THAN EXPLICITYLY STATED IN THE CONTRACTOR'S PROPOSAL.

ALL NEW MATERIAL SHALL NOT CONTAIN ASBESTOS - CONTRACTOR SHALL VERIFY W/ SUPPLIERS & SUBCONTRACTORS.  PROVIDE 
VERIFICATION DOCUMENTATION TO ARCHITECT.

THE CONTRACTOR SHALL USE THE DIMENSIONS AS NOTED ON THE DRAWINGS.  IF A REQUIRED DIMENSION IS NOT NOTED ON THE 
DRAWINGS, THE CONTRACTOR SHALL CONTACT THE ARCHITECT FOR CLARIFICATION.  THE CONTRACTOR SHALL NOT SCALE THE 
DRAWINGS TO FIND A DIMENSION.

ELEVATIONS ARE REFERENCED TO THE TOP OF THE CONCRETE FLOOR SLAB - ELEV. 0'-0" (ALL DRAWINGS EXCEPT SITE PLAN).

PROPERLY PREPARE ALL SURFACES TO RECEIVE A FINISH.

SEE STRUCTURAL DRAWINGS FOR:  CONCRETE FLOOR &  SLAB THICKNESS AND REINFORCING, WALL REINFORCING, ROOF FRAMING, 
WALL FRAMING, AND OTHER STRUCTURAL DETAILS AND INFORMATION.

SLOPE CONCRETE PLATFORM SLABS 1/4" PER FOOT AWAY FROM THE BUILDING.

EXPANSION JOINTS: 1/2" EXPANSION JOINT FILLER HELD 1/2" BELOW TOP OF CONCRETE SLAB, APPLY SEALANT OVER, FURNISH & 
INSTALL AT:
- JUNCTION OF INTERIOR CONCRETE SLAB AND EXTERIOR WALLS
- JUNCTION OF EXTERIOR CONCRETE SLAB AND EXTERIOR WALLS
- OTHER AREAS AS DESIGNATED ON THE DRAWINGS OR REQUIRED TO ACCOMODATE BUILDING MOVEMENT

SEE MECHANICAL AND ELECTRICAL DRAWINGS FOR ALL REQUIRED MECHANICAL AND ELECTRICAL OPENINGS.

PRIOR TO PLACEMENT OF CONCRETE SLABS, CONTRACTOR SHALL PLACE PLASTIC SHEATHING AT THE BOTTOM OF ADJACENT 
WALLS TO PROTECT THE WALLS FROM CONCRETE SPLATTERS.

CONTRACTOR SHALL REMOVE AND REPAIR ALL ITEMS DAMAGED BY THE PROJECT WORK AT NO EXPENSE TO THE OWNER.

FURNISH & INSTALL SEALANT WHERE DISSIMILAR MATERIALS MEET.

PROVIDE & INSTALL 2X WD BLKG AT ALL WALL MOUNTED FIXTURES SUCH AS CABINETS, GRAB BARS, PLUMBING FIXTURES, KITCHEN 
EQUIPMENT, DOOR STOPS,  ETC.

DIMENSIONS ARE TO FACE OF STUD

FURNISH & INSTALL BLKG  IN STUD CAVITIES AS REQ. TO MAINTAIN CAVITY HEGHT OF 10'-0" MAX.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.

1 REINF. CONC. PLATFORM SLAB - SLOPE AWAY FROM BUILDING @
1/4" PER. 1'-0" - SEE 7/A3.4 & STR. DWGS.

2 FIRE ALARM PANEL - SEE ELEC. DWGS.

3 AUTO. DOOR OPENER - SEE ELEC. DWGS.

4 MOP SINK - SEE MECH DWGS.

5 WASHER & DRYER, BY OWNER (N.I.C.)

6 CABINET UNIT HEATER - SEE ELEC. DWGS

7 NON-COMBUSTIBULE WALL ASSEMBLY MTL. STUDS IN LEIU OF
WOOD STUDS - 24" BEYOND HOOD

8 (4) 14" D MELAMINE SHELVES W/ STANDARDS & BRACKETS @ 36"
O.C.

9 ELEC. WATER COOLER - SEE MECH. DWGS.

11 WRAP EIFS AROUND CORNER

11 STL. LADDER

12 ALT. NO. 1- LANDSCAPE WALL
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2X6 WD. STUDS @ 16" O.C. -
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R-19 BATT INSUL.

5/8" GYP. BD. OVER VAPOR 
BARRIER

8 3/4"

EIFS FINISH OVER BASECOAT 
AND PRIMER

2" RIGID INSUL.

PLYWOOD SHTH. - SEE STR. 
DWGS.

FLUID APPLIED AIR/WATER 
BARRIER

INSUL. BD. ADHESIVE
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2X6 WD. STUDS @ 16" O.C. -
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2" RIGID INSUL.

PLYWOOD SHTH. - SEE STR. 
DWGS.

FLUID APPLIED 
AIR/WATER BARRIER
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CIVIL ENGINEER

4121 NW Urbandale Drive
Urbandale, IA 50322
Ph. 515-369-4400

CIVIL DESIGN ADVANTAGE

FOODSERVICE

6201 S. Gateway Drive
Marion, IA 52302
Ph. 319-440-0450

ADVANCED FOODSERVICE CONSULTING
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GENERAL NOTES

FLOOR PLAN KEYED NOTES

SCALE: 1/8" = 1'-0"A2.1

1 FLOOR PLAN

WALL TYPE - W4A WALL TYPE - W6A WALL TYPE - W6B WALL TYPE - W6C WALL TYPE - W8A
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CIVIL ENGINEER

4121 NW Urbandale Drive
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6201 S. Gateway Drive
Marion, IA 52302
Ph. 319-440-0450

ADVANCED FOODSERVICE CONSULTING
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DOOR OPENING SCHEDULE

NO.

DOOR FIRE
RATE

FRAME DETAILS HDW
SET REMARKSSIZE MATL TYPE GL MATL TYPE GL WTH HEAD JAMB SILL

101A 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM C B 4 1/2" 9-A8.1 14-A8.1 1.0

102A 3'-0" x 7'-0" x 1 3/4" ALUM B C ALUM D C 4 1/2" 13-A8.1 15-8A.1 2.0

102C 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM B B 4 1/2" 1-A8.1 3-8A.1 5.0

103A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 6-A8.1 SIM. 13.0

104A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 8 3/4" 2-A8.1 5-A8.1 10.0

105A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 5-A8.1 15.0

106A 3'-0" X 7'-0" X 1 3/4" WD C C HM A 5 3/4" 2-A8.1 7-A8.1 8.0

106B 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM B B 4 1/2" 1-A8.1 3-8A.1 3.0

107A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 6-A8.1 16.0

108A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 6-A8.1 12.0

109A 3'-0" X 7'-0" X 1 3/4" WD C C HM A 5 3/4" 2-A8.1 7-A8.1 8.0

109B 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM B B 4 1/2" 1-A8.1 3-8A.1 3.0

110A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 6-A8.1 16.0

111A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 6-A8.1 11.0

112A 3'-0" X 7'-0" X 1 3/4" WD C C HM A 5 3/4" 2-A8.1 5-A8.1 8.0

112B 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM B B 4 1/2" 1-A8.1 3-8A.1 3.0

113A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 7-A8.1 16.0

114A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 4-A8.1 9.0

115A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 6-A8.1 11.0

116A 3'-6" x 7'-0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 4-A8.1 7.0

117A 3'-6" x 7'-0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 5-A8.1 14.0

117B 3'-0" x 7' - 0" x 1 3/4" HM A HM A 8 3/4" 1-A8.1 3-8A.1 6.0

118A 3'-0" x 7' - 0" x 1 3/4" WD C C HM A 5 3/4" 2-A8.1 5-A8.1 8.0

118B 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM B B 4 1/2" 1-A8.1 3-8A.1 4.0

119A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 7-A8.1 11.0

121A 3'-0" x 7' - 0" x 1 3/4" WD C C HM A 5 3/4" 2-A8.1 5-A8.1 8.0

121B 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM B B 4 1/2" 1-A8.1 3-8A.1 4.0

123A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 7-A8.1 11.0

124A 3'-0" x 7' - 0" x 1 3/4" WD C C HM A 5 3/4" 2-A8.1 7-A8.1 8.0

124B 3'-0" x 7'-0" x 1 3/4" ALUM B B ALUM B B 4 1/2" 1-A8.1 3-8A.1 4.0

125A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 5-A8.1 16.0

126A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 6-A8.1 16.0

127A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 7-A8.1 10.0

127B 3'-0" x 7' - 0" x 1 3/4" WD A HM A 7 3/4" 2-A8.1 6-A8.1 12.0

127C 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 6-A8.1 12.0

128A 3'-0" x 7' - 0" x 1 3/4" WD C C HM A 5 3/4" 2-A8.1 7-A8.1 8.0

128B 3'-0" x 7'-0" x 1 3/4" ALUM B A ALUM B A 4 1/2" 1-A8.1 3-8A.1 4.0

129A 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 7-A8.1 17.0

129B 3'-0" x 7' - 0" x 1 3/4" WD A HM A 5 3/4" 2-A8.1 7-A8.1 17.0

ROOM FINISH SCHEDULE

ROOM

B
A

S
E

F
L

O
O

R WALLS CEILING

REMARKSNO. NAME N S E W FINISH HEIGHT
101 VEST. V LVT PNT PNT ACT 10'-0"

102 CORRIDOR V LVT PNT PNT PNT PNT ACT 10'-0"

103 OFFICE V LVT PNT PNT PNT PNT ACT 10'-0"

104 MECH. V SC GYP. BD. @ BOT. OF ROOF TRUSS - TAPE & MUD ALL JOINTS

105 RESTROOM V LVT PNT PNT PNT PNT ACT 9'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

106 SCHOOL AGE V LVT/CPT PNT PNT PNT PNT ACT 9'-4"/10'-0"

107 RESTROOM V LVT PNT PNT PNT PNT ACT 10'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

108 STORAGE V LVT PNT PNT PNT PNT ACT 10'-0"

109 4 YR OLD V LVT/CPT PNT PNT PNT PNT ACT 9'-4"/10'-0"

110 RESTROOM V LVT PNT PNT PNT PNT ACT 10'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

111 STORAGE V LVT PNT PNT PNT PNT ACT 9'-0"

112 3 YR OLD V LVT/CPT PNT PNT PNT PNT ACT 9'-4"/10'-0"

113 RESTROOM V LVT PNT PNT PNT PNT ACT 9'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

114 JAN. V LVT PNT PNT PNT PNT ACT 9'-0"

115 STORAGE V LVT PNT PNT PNT PNT ACT 9'-0"

116 KITCHEN EPOX EPOXY PNT PNT PNT PNT ACT 10'-0"

117 MECH./STOR. EPOX EPOXY PNT PNT PNT PNT GYP. BD. @ BOT. OF ROOF TRUSS - PAINT

118 PRESCHOOL V LVT/CPT PNT PNT PNT PNT ACT 9'-4"/10'-0"

119 STORAGE V LVT PNT PNT PNT PNT ACT 9'-0"

120 RESTROOM V LVT PNT PNT PNT PNT ACT 9'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

121 PRESCHOOL V LVT/CPT PNT PNT PNT PNT ACT 9'-4"/10'-0"

122 RESTROOM V LVT PNT PNT PNT PNT ACT 9'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

123 STORAGE V LVT PNT PNT PNT PNT ACT 9'-0"

124 2 YR OLD V LVT/CPT PNT PNT PNT PNT ACT 9'-4"/10'-0"

125 RESTROOM V LVT PNT PNT PNT PNT ACT 9'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

126 RESTROOM V LVT PNT PNT PNT PNT ACT 9'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0"

127 STORAGE/ LAUNDRY V LVT PNT PNT PNT PNT ACT 9'-0"

128 INFANT V LVT/CPT PNT PNT PNT PNT ACT 9'-4"/10'-0"

129 LAVATORY V LVT PNT PNT PNT PNT ACT 9'-0" WAINSCOT WALL PROTECTION FLOR TO + 4'-0" @ NORTH WALL ONLY

DOOR FRAME TYPES DOOR TYPES WINDOW TYPES

GLAZING SCHEDULE

SCHEDULE ABBREVIATIONS

A B

SCALE: 1/2" = 1'-0"A2.2

6 ENLARGED TOILET PLAN

SCALE: 1/2" = 1'-0"A2.2

7 TYP. RESTROOM



W
D

2
4
" 

 x
  
 6

0
"
2
4
" 

 x
  
 4

8
"

24"  x   48"

3

A3.2

A CB

1

3

2

1

A3.2

1

A3.3

4' - 1 1/4"

MECH.

104

OFFICE

103

SCHOOL AGE

106

4 YR OLD

109
3 YR OLD

112

INFANT

128

2 YR OLD

124

PRESCHOOL

121

PRESCHOOL

118

STORAGE

123

STORAGE

119

RESTROOM

120
RESTROOM

122

LAVATORY

129

STORAGE/
LAUNDRY

127

RESTROOM

125

CORRIDOR

102

RESTROOM

110

STORAGE

111

RESTROOM

113

JAN.

114

MECH./STOR.

117

STORAGE

115

KITCHEN

116

STORAGE

108

RESTROOM

107

RESTROOM

105

VEST.

101

RESTROOM

126

N

A5.2

7
15

' -
 6

"

24
' -

 1
1 

1/
4"

19' - 7 1/2" 18' - 0 1/4"

24
' -

 1
1 

1/
4"

6'
 -

 0
 1

/2
"

6"
7'

 -
 1

0 
3/

4"
6"

6" 9' - 0" 6"

6"
7'

 -
 1

0 
3/

4"
6"

3'
 -

 2
"

6'
 -

 1
 1

/2
"

6' - 1 1/4"4'
 -

 1
 1

/4
"

4'
 -

 1
 1

/4
"

15' - 6 1/2"

23
' -

 0
 3

/4
"

18
' -

 6
"

-

---

PT-2

PT-1

PT-3

PAINT

PAINT

PT-1

PT-2

PT-3

ABV. TYPE ELEV. TAG LINE STYLE MANUFACT. STYLE COLOR SIZE

SHERWIN WILL. SW 6785 QUENCH BLUE

SHERWIN WILL. SW 9011 SUN BLEACHED OCHRE

PAINT SHERWIN WILL. SW 7029 AGREEABLE GRAY

WS-1WS-1 WAINSCOT INPRO PROTECTIVE WALL COVERING STANDARD TAD FLOOR TO +4'0"

CL-1CL-1 PAINT SWERWIN WILL. SW 6785

CL-2CL-2 PAINT SHERWIN WILL. SUN BLEACHED OCHRE

QUENCE BLUE

NOTES

CEILING TRANSITION TRIM - SEE RELFECTED CEILING PLANSW 9011 

HATCH TAG

CPT-1

LVT

CARPET-TILE 

LUXURY VINYL

TYPE

LUXURY VINYLLVT

MANUFACT. STYLE COLOR SIZE

INTERFACE

PHILADELPHIA COMMERCIAL

DETOURS

COLOR SCOPE 20

PURVIEW 20

WALNUT 104722

ECRU 00110

MANDARIN 00600 6"x48"

19.5"X19.5"

6"x48”

TBDEPOXYEPOX

PHILADELPHIA COMMERCIAL

SEALED CONCRETESC

HALF-LAP: EAST WEST

HALF-LAP: EAST WEST

INSTALL

ALL INTERIOR WALLS THAT DO NOT HAVE A PAINT COLOR SPECIFIED ON THE FINISH PLAN SHALL BE 
PAINTED WITH AGREEABLE GRAY SW 7029

1.
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SCALE: 1/8" = 1'-0"A2.3

1 FLOOR PLAN

WALL FINISHED LEGEND FLOOR FINISH SCHEDULE FINISH NOTES



EXTERIOR FINISH LEGEND

GUTTER - 1
COLOR - DARK BRONZE

DOWNSPOUT - 1
COLOR - DARK BRONZE

COPING CAP - 1
COLOR - DARK BRONZE

EIFS - COLOR "B" -
SAVANNAH, STO

EIFS - COLOR "A" -
GREEK VILLA, SW

EIFS - COLOR "C" -
PEPPERCORN, SW

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

3

A3.21 32
1

A3.3

EIFS - COLOR "A" SIM.

REINF. CONC. FTG. & FDN. -
SEE STR. DWGS.

EIFS - COLOR "A"

EIFS - COLOR "B"

SIGNAGE - BY OTHERS 

LIGHT FIXTURE - SEE 
ELEC. DWGS. - TYP.

101A
A A

A3.1

5

WINDOW SILL

2'-2"

WINDOW HEAD

7'-2"

ACT. NO. 1: LANDSCAPE 
WALL - SEE 

1'
 -

 6
"

EIFS - COLOR "C"

A3.4

1

-

---

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

A CB1

A3.2

EIFS - COLOR "A" SIM.

REINF. CONC. PLATFORM 
SLAB - SEE STR. DWGS.

REINF. CONC. FTG. & 
FDN. - SEE STR. DWGS.

3" EIFS BAND - COLOR "A"COPING

LIGHT FIXTURE -
SEE LIGHTING 
PLAN

A

124B

AA

128B 121B 118B

A

102C

WINDOW SILL

2'-2"

WINDOW HEAD

7'-2"

A3.1

5

LIGHT FIXTURE - SEE 
ELEC. DWGS. - TYP.

1'
 -

 6
"

A3.4

2

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

AC B

109B
112B

A A 106B A

1

A3.2

EIFS - COLOR A

BRICK EIFS

EIFS - COLOR "A" SIM.  

EPDM ROOF

PREFIN. MTL. 
GUTTER & 
DOWN SPOUTS

REINF. CONC. PLATFORM 
SLAB - SEE STR. DWGS.

REINF. CONC. FTG. & 
FDN. - SEE STR. DWGS.

GUTTER & DOWNSPOUT

WINDOW SILL

2'-2"

WINDOW HEAD

7'-2"

A3.1

5

2'
 -

 1
 3

/1
6"

3" EIFS BAND - COLOR "A"

EIFS - COLOR "A"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

3

A3.2 13 2

A
117B

EIFS TRIM - COLOR "A" EIFS - COLOR "B"

REINF. CONC. FTG. & 
FDN. - SEE STR. DWGS.

REINF. CONC. PLATFORM 
SLAB - SEE STR. DWGS.

SIGNAGE N.I.C.

WINDOW SILL

2'-2"

WINDOW HEAD

7'-2"

COPING - DARK BRONZE

1'
 -

 6
"

3" EIFS BAND -
COLOR "A"

R
 78"

6"

1'
 -

 4
"6' - 0" 6"

6"

6' - 4"

R
 72"

2 
1/

4"

3" EIFS - COLOR "A"

2" EIFS - COLOR "A"

3" EIFS - COLOR "A"

10

A8.1

8

A8.1
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EXTERIOR FINISH LEGEND

SCALE: 1/8" = 1'-0"A3.1

3 WEST ELEVATION

SCALE: 1/8" = 1'-0"A3.1

2 SOUTH ELEVATION

SCALE: 1/8" = 1'-0"A3.1

1 NORTH ELEVATION

SCALE: 1/8" = 1'-0"A3.1

4 EAST ELEVATION

SCALE: 1" = 1'-0"A3.1

5 EIFS DETAIL @ WINDOW/DOOR



TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

LOW END TRUSS

14'-7 1/2"

A

B 1

A3.2A3.3

7

A8.1

11

A8.1

12PRESCHOOL

118

PRESCHOOL

121

2 YR OLD

124

RESTROOM

125

INFANT

128

124B 128B

AAA

118B

A

121B

W6B

R1

WINDOW SILL

2'-2"

WINDOW HEAD

7'-2"

W6B

W4A W6A

W6B

A6.1

3

TYP.

F1

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

3

A3.2
1 32

A3.3

4

A3.3

5

A8.1

18

A3.3

6

PRESCHOOL

121

RESTROOM

122

CORRIDOR

102

STORAGE

111

3 YR OLD

112

LAVATORY

129

1/4" / 12"

W6B W6AW6A

R1

WINDOW SILL

2'-2"

WINDOW HEAD

7'-2"

W4A
W6B

W6A

F1

FLOOR FINISH - SEE FINISH PLAN

CONC. SLAB - SEE STR. DWGS. 
FOR REINF. & THICKNESSES

10 MIL VAPOR BARRIER

COMPACTED GRANULAR FILL
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SCALE: 1/4" = 1'-0"A3.2

3 BUILDING SECTION

SCALE: 1/4" = 1'-0"A3.2

1 BUILDING SECTION
SCALE: 1 1/2" = 1'-0"A3.2

2 FLOOR TYPE - F1



TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

LOW END TRUSS

14'-7 1/2"

1

A4.1

3

VAPOR BARRIER

2" RIGID PERIM. INSUL BD.

REINF. CONC. FDN. 
WALL - SEE STR. DWGS.

REINF. CONC. FTG. - SEE 
STR. DWGS

PREFIN. MTL GUTTER

3" EIFS BAND - COLOR "A"

2" EIFS - COLOR “B”

EIFS TRIM - COLOR "A"

R-49 BLOWN IN INSUL.

A8.1

8

A8.1

10

WINDOW SILL

2'-2"

WINDOW HEAD

7'-2"

PRE. ENG. WD. TRUSS SYS.

ACT CEILING

W6B

F1

3" EIFS - COLOR "A"

4"
8"

REVEAL

SHTH. - SEE STR. DWGS.

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

3

A8.1

1

A4.1

2

REINF. CONC. FTG. SEE 
STR. DWGS.

REINF. CONC. FDN WALL -
SEE STR. DWGS

2" RIGID PERIM. INSUL. BD.

15 MIL VAPOR BARRIER

PREFIN. MTL. COPING

EPDM ROOF MEMBRANE

SHTH. - SEE STR. DWGS.

R-49 BLOWN IN INSUL.

2X6 WD. STUDS @ 16" 
O.C. W/ R-19 BATT 
INSUL. - SEE STR. DWGS. -
TYP.

PRE. ENG. WD. TRUSS SYS.

ACT CEILING

WD BLOCKING 

CLIP

1 1/2" RIGID INSUL.

2" EIFS - COLOR “B”

3" EIFS - COLOR "A"

F1

W6B

3" EIFS - COLOR "A"

2" EIFS - COLOR “A”

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

A8.1

2

1/4" 
12"

R-49 BLOWN IN INSUL.

PRE. ENG. WD. TRUSS SYS.

ACT CEILING

PLYWD ROOF DECK

EPDM ROOF MEMBRANE

R1

W4A

F1

5/8” GYP. BD. OVER 
VAPOR BARRIER

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

LOW END TRUSS

14'-7 1/2"

B

SHTH. - SEE STR. DWGS.

3" EIFS TRIM - COLOR 
"A"

EPDM ROOF MEMBRANE 
RUN UP SIDE AND WRAP

REINF. CONC. FTG. SEE 
STR. DWGS.

REINF. CONC. FDN. 
WALL - SEE STR. DWGS

2" RIGID PERIM. INSUL. 
BD.

VAPOR BARRIER

PLYWD ROOF DECK

R-49 BLOWN IN 
INSUL.

A4.1

2

W6B

A8.1

19

2" EIFS - COLOR "B"

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

TOP OF PARAPET

17'-2"

A

A3.3

8

A4.1

4

2

A3.3

A8.1

9

B

REINF. CONC. FTG. SEE STR. 
DWGS.

REINF. CONC. FDN. 
WALL - SEE STR. 
DWGS.

2" RIGID FDN WALL INSUL. 
BD.

VAPOR BARRIER

101B
102B

R1

3" EIFS TRIM -
COLOR "A"

F1

1

A3.5

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

2

A3.3

2X8 WD. STUDS @ 16" O.C. 
W/ R-19 BATT INSUL. - SEE 
STR. DWGS. - TYP.

3" EIFS TRIM - COLOR 
"A"

2" EIFS - COLOR "A"

REINF. CONC. FDN. WALL  
SEE STR. DWGS.

4" COMPACTED GRANULAR 
FILL

VAPOR BARRIER

REINF. CONC. FTG. SEE 
STR. DWGS.

SHTH. - SEE STR. DWGS.

R-49 BLOWN 
IN INSUL.

WD BLOCKING

PREFIN. MTL. DRIP EDGE

SIGNAGE 

1/2" EXPANSION JOINT

---

-

---

-

DIRECTLY ADHERED 
ROOFING MEMBRANE 
ROOF FLASHING - RUN 
UP & OVER WALL

F1

3" EIFS - COLOR "A"

THIN SET STONE

8"

2" EIFS - COLOR "A"

1

A3.5

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

REINF. CONC. FTG. 
SEE STR. DWGS.

REINF. CONC. FDN. 
WALL - SEE STR. DWGS.

GUTTER & 
DOWNSPOUT

2X6 WD. STUDS @ 
16" O.C. 

2" EIFS - COLOR "A"

SHTH. - SEE STR. DWGS.

PRE ENG. WD. 
TRUSS SYS.

3" EIFS TRIM - COLOR "A"

1

A3.3

R 17"

R1

EIFS W/ “ARMOR 
MAT” REINF. MESH TO 
FLOOR +6’-0”

EIFS - COLOR 
“A” - BEYOND

DIRECTLY ADHERED 
MEMBRANE ROOF 
FLASHING - RUN UP & 
OVER WALL BEYOND

2' - 8 1/2"

2'
 -

 2
"

20
' -

 1
 3

/4
"

R
 102"

EQ EQ

R 92"

EIFS TRIM -
COLOR "C"

6"

R
 6

"

3" 

12"

A
2

A3.3

W6B

W8A

W6B

W
6B

4' - 4 3/4"

1' - 3 1/2"

3"

7 1/4" 3' - 9 1/2"

1'
 -

 1
0 

3/
8"

5 
1/

2"
2'

 -
 6

 1
/4

"
7 

1/
4"

2" EIFS COLOR "A"

3" EIFS COLOR "A"

2" EIFS COLOR "A"

2" EIFS - COLOR "A"

1" EIFS -
COLOR "A"

1

A3.5
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SCALE: 1/2" = 1'-0"A3.3

4 WALL SECTION
SCALE: 1/2" = 1'-0"A3.3

5 WALL SECTION
SCALE: 1/2" = 1'-0"A3.3

6 WALL SECTION
SCALE: 1/2" = 1'-0"A3.3

7 WALL SECTION

SCALE: 1/4" = 1'-0"A3.3

1 SECTION @ ENTRY

SCALE: 1/2" = 1'-0"A3.3

8 WALL SECTION

SCALE: 1/4" = 1'-0"A3.3

2 SECTION @ ENTRY
SCALE: 3/4" = 1'-0"A3.3

3 ENTRANCE WALL DETAIL



TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

4

A3.4

1' - 0" 6' - 0" 1' - 0"

R
 70"

R
 72"

3'
 -

 6
"

2"

1'
 -

 4
"

2"
2"

1'
 -

 8
"

8' - 0" 11' - 2 3/8"

TOP RAIL CHANNEL

CAST STONE CAP

THIN SET STONE VENEER

R
 168"

CAST STONE CAP

2X2 WROUGHT IRON RAIL POST

1X1 WROUGHT IRON PICKETS @ 4" O.C.

1 1/2" BOT. RAIL CHANNEL

3

A3.4

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

3

A3.4

6' - 0"

WROUGHT IRON RAILING

CAST STONE CAP

-SET STONE VENEER

1'
 -

 1
0"

2"

1'
 -

 4
"

CAST STONE CAP

TOP OF FTG.

-4'-0"

MAIN LEVEL

0"

4"

6"

THIN SET STONE VENEER

MORTAR

REINF. CONC. WALL -
SEE STR. DWGS.

REINF. CONC. FDN.  WALL -
SEE STR. DWGS.

CAST STONE CAP - SEE 5/A3.4

TOP OF FTG.

-4'-0"

6"

WROUGHT IRON RAILING

THIN SET STONE VENEER

MORTAR

CAST STONE CAP - SEE 5/A3.4

1"

REINF. CONC. FDN.  WALL -
SEE STR. DWGS.

REINF. CONC. WALL -
SEE STR. DWGS.

1 
15

/1
6" 9/

16
"

10 3/4"

EQ. EQ.
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SCALE: 1/2" = 1'-0"A3.4

1 ALT. NO. 1 LANDSCAPE WALL WEST ELEVATION
SCALE: 1/2" = 1'-0"A3.4

2 ALT. NO. 1 LANDSCAPE WALL SOUTH ELEVATION

SCALE: 1" = 1'-0"A3.4

4 ALT. NO. 1 LANDSCAPE WALL SECTION
SCALE: 1" = 1'-0"A3.4

3 ALT. NO. 1 LANDSCAPE WALL SECTION
SCALE: 1 1/2" = 1'-0"A3.4

5 CAST STONE CAP



MAIN LEVEL

0"

B.O. TRUSS

12'-1 1/2"

R 17"

2'
 -

 2
"

20
' -

 1
 3

/4
"

CUSTOM FABRICATED COPING COMPONENT "A"
CUSTOM FABRICATED COPING COMPONENT "A"

CUSTOM FABRICATED COPING COMPONENT "C"

T.O. 2X8 FRAMING

17
' -

 9
 1

3/
16

"

6"

PREFIN. MTL COPING 

4 
3/

16
"

2" 5/8" 7 1/4" 5/8" 2"

2X WD BLKG.

SEALANT

2" EIFS -
COLOR "A"

3/4" PLYWD W/ CURVE CUT

FASTENER

CUSTOM FABRICATED STL. 
COPING - SEE 1/A3.4

2X8 FRAMING - SEE STR. DWGS.

SHTH. - SEE STR. DWGS.

V
A

R
IE

S

4"
3/

16
"

3/16" 1' - 0 1/2" 3/16"

CONTINUOUS  
STITCH WELD

LASER-CUT STL. SIDE 
LEG - TYP.

STL. BENT TOP PLATE

6"

6"

8 
1/

2"

6"

5' - 8 7/8"

10"

1' - 4"

R
 2

5"
R 1

9"

R
 3

5"

R
 4

1"

3'
 -

 2
 1

/2
"

6"

6"

OFFSET FLANGE TO INSET COMPONENT "B"

6"

6"

R 
24

"

R
 3

0"

R 
38

"

R
 30"

R 24"

R
 38"

R 27"R 33"

6"

R 32"

6"

R 32"

6"

6"

7/
8"

7/
8"

4' - 6"

3'
 -

 3
"3'
 -

 9
 3

/1
6"

5'
 -

 6
 5

/8
"

1'
 -

 0
"

1'
 -

 0
"
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SCALE: 1/4" = 1'-0"A3.5

1 SECTION @ ENTRY

SCALE: 1 1/2" = 1'-0"A3.5

2 PARAPET WALL
SCALE: 3" = 1'-0"A3.5

3 CUSTOM FABRICATED COPING

SCALE: 1 1/2" = 1'-0"A3.5

4
COPING COMPONENT "A" COMPONENT "C"
MIRRORED

SCALE: 1 1/2" = 1'-0"A3.5

5 COPING COMPONENT "B"



REFERENCE ROOF KEY PLAN FOR ROOFING, INSUL., AND RELATED WORK.

ARROWS INDICATE THE DIRECTION OF DOWNWARD SLOPE.

SEE MECH DRAWINGS FOR MECH. UNITS, OPENINGS, PENETRATIONS, CURBS, 
CONDUIT, ETC.

ROOF INSUL. SHALL BE R-49 BLOWN IN INSULATION  AS SHOWN - UNLESS 
OTHERWISE NOTED.

1.

2.

3.

4.

R1 6"X8" PREFIN. MTL. DOWNSPOUT.

R2 ROOF TOP UNIT - SEE MECH. DWGS.

R3 ROOF TOP VENT - SEE MECH. DWGS.

R4 ROOF ACCESS HATCH

R5 DRAFTSTOPPING: 5/8" GYP.BD. ATTACHED TO SIDE OF ENGINEERED ROOF TRUSS
- DRAFTSTOPPING AREA 3,000 SF MAX.

R6 ROOF VENT W/ FREE VENTILATED AREA: 450 SQ. IN. MIN.

R7 4"X4" PREFIN MTL. DOWNSPOUT

3

A3.2

A CB

1

3

2

1

A3.2

1

A3.3

1
/4

" 
/ 

1
2

"

R1

R2

R3

R3

R4

3
" 

/ 
1
2

"
3

" 
/ 

1
2

"

R2

R2

R2

R2

R5 R5 R5

4

A6.1

R7

R7

R6 R6 R6

R6 R6

R6R6R6R6R6R6

R6

-

---

TOP OF PARAPET

17'-2"

3

PLYWD ROOF DECK

2" EIFS  - COLOR "B"

SHTH. - SEE STR DWGS

2X6 WD. BLOCKING

MTL. COPING

MEMBRANE FLASHING -
RUN UP, OVER, & DOWN 
WOOD BLOCKING

FASTENER

FLUID APPLIED AIR/WATER 
BARRIER

DIRECTLY ADHERED 
MEMBRANE ROOFING

4"

B.O. TRUSS

12'-1 1/2"

LOW END TRUSS

14'-7 1/2"

1

2” EIFS - COLOR “B”

3” EIFS - COLOR “A”

2X6 WD. STUDS @ 16" O.C. W/ 
R-19 BATT INSUL. - SEE STR. 
DWGS. - TYP. 

6" W x 8"D PREFIN. 
MTL. GUTTER

PREFIN. MTL. DRIP EDGE

EPDM ROOF MEMBRANE 
CHEMICALLY SEALED

R-49 BLOWN-IN INSUL.

5/8" GYP. BD. OVER VAPOR BARRIER

LINE OF PARAPET 
WALL BEYOND

PRE. ENG. WD TRUSS SYSTEM

REVEAL

1/
2"

1/
2"

1'
 -

 6
"

1/2"

A

2 6

PREFIN. MTL COPING

FASTENER

NAILER

EPDM ROOF MEMBRANE

ROOF MEMBRANE FLASHING 
RUN CONTINUIOUS UP & 
OVER PARAPET WALL

SHTH. - SEE STR. DWGS.

PRE ENGINEERED WD 
ROOF TRUSS - SEE STR. 
DWGS.

2 6

PLYWD ROOF DECK

DIRECTLY ADHERED ROOFING MEMBRANE

ROOF SHTH. - SEE STR. DWGS

PRE ENGINEERED WD. ROOF TRUSS -
SEE STR. DWGS

R- 49 BLOWN-IN INSUL.

5/8" GYP. BD. OVER VAPOR BARRIER
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ROOF PLAN GENERAL NOTES

ROOF PLAN KEYED NOTES

SCALE: 1/8" = 1'-0"A4.1

1 ROOF PLAN

SCALE: 1 1/2" = 1'-0"A4.1

2 UPPER ROOF PARAPET
SCALE: 1 1/2" = 1'-0"A4.1

3 LOW ROOF GUTTER DETAIL
SCALE: 1 1/2" = 1'-0"A4.1

4 PARAPET WALL

N

ROOF TYPE R1



A
PLAM UPPER CABINET (14" D) W/ (2) DOORS & (2) ADJ. SHELVES.

B
PLAM SINK BASE CABINET (24" D) W/ (2) DOORS & FALSE DRAWER.

C
PLAM BASE CABINET (24"D) W/ (2) DOORS & (1)  ADJ. SHELF.

D
PLAM BASE CABINET (24"D) W/ (1) DOORS & (1)  ADJ. SHELF.

E
PLAM UPPER CABINET (14" D) W/ (1) DOORS & (2) ADJ. SHELVES.

F
REMOVABLE PLAM BASE CABINET (24"D) W/ (2) DOORS.

G
PLAM OPEN LOCKER (12"W X 12"D) W/ (12) FIXED SHELVES 
& (2) COAT HOOKS. - SEE 9/A5.2 - TYP.

H PLAM OPEN CAB. (30"D) W/ OPEN CUBBIES. 

LAV. SEE MECH. 
DWGS. - TYP.

24" X 36" FRAMED 
MIRROR

EQ3' - 3"EQ

4" VINYL BASE

24
" 30

"

48
"

LIGHTS - SEE ELECTRICAL 
LIGHTING PLAN

WAINSCOT 
WALL 
PROTECTION -
F.F. TO +48"

127B

4" VINYL BASE

WASHER AND 
DRYER - FURNISH BY 
OWNER - N.I.C.

60" 12" MIN.

PLAM C'TOP W/ 
SUPPORT 
BRACKETS @ 36" 
O.C. MAX.

34
"

GYP. BD. - PAINT

127B 126A

4" VINYL BASESINK - SEE MECH. DWGS.

PLAM C'TOP 
& SPLASH

DROP-IN DIAPER 
CHANGING 
STATION

39" 30" 30"

18" 99"

B C C

34
"

4"
16

"
30

"

33" 30" 30"

A A A

36" 30" 18"

30" 30" 30"

A A A

B C D

PLAM C'TOP & SPLASH

DROP-IN DIAPER 
CHANGING STATION

SINK - SEE 
MECH. DWGS.

4" VINYL BASE

4"
34

"
16

"
30

"

FILLER

FILLER PANEL30"30"36"

4"

34
"

30" 30" 30" 21"

B C F

A A A E

SINK - SEE 
MECH. DWGS.

PLAM C'TOP & 
SPLASH

30
"

16
"

FILLER

FILLER
FILLER

110A111A

12" MIN.

30"18"18" MIN.

4" VINYL BASE

PLAM C'TOP 
& SPLASH

18" 30"

D B

24
"

4"
26

"
30

"

E A

SINK - SEE MECH. DWGS.2"2"

R
 84"

1'
 -

 1
 1

1/
16

"
7'

 -
 6

"

7' - 8"

EQEQ

ELEC. WATER 
COOLER - SEE 
MECH DWGS

1'
 -

 3
 5

/8
"

6' - 2"

R
 6

0"

1'
 -

 0
 3

/4
"

7'
 -

 7
"

3'
 -

 7
 5

/8
"EQEQ

106A 109A

1'
 -

 5
 7

/1
6"

7'
 -

 7
"

R
 1

68
"

12' - 7"

EQ EQ

18"L GRAB BAR  -
VERT. 39-41" A.F.F.

36"L GRAB BAR  - 6" 
FROM CORNER

42"L GRAB BAR  - 12" 
FROM CORNER

TPD

WATER CLOSET -
SEE MECH. DWGS.

24"X36" FRAMED 
MIRROR

LAVATORY - SEE 
MECH. DWGS.

WAINSCOT 
WALL 
PROTECTION -
F.F. TO +48"

20" 18"

1"

42" 18"
4" VINYL BASE

48
"

LAV. SEE MECH. 
DWGS. - TYP.

24" X 36" FRAMED 
MIRROR

4" VINYL BASE

LIGHTS - SEE ELECTRICAL 
LIGHTING PLAN

48
"

18"L GRAB BAR  -
VERT. 39-41" A.F.F.

36"L GRAB BAR  - 6" 
FROM CORNER

42"L GRAB BAR  - 12" 
FROM CORNER

TPD

WATER CLOSET -
SEE MECH. DWGS.

18" 63"

WAINSCOT 
WALL 
PROTECTION -
F.F. TO +48"

36"6"

15"39"30"

30" 33" 21"

A A E

C B D

48" 48" 48"

HHH

E
Q

.
E

Q
.

E
Q

.

6'
 -

 0
"

2"
 M

IN
.

SINK - SEE 
MECH. DWGS.

PLAM C'TOP 
& SPLASH

REFRIGERATOR 
- FURNISH BY 
OWNER - N.I.C.

4" VINYL BASE

30
"

16
"

4"
34

"

FILLER

FILLER

C C CB

PLAM C'TOP 
& SPLASH

SINK - SEE 
MECH. DWGS.

4" VINYL BASE

A A A A

30"30"30"36"

36" 30" 30" 31"

24
"

4"

26
"

30
"

FILLER

FILLER

30" 36"

C B

24
"

4"

SINK - SEE MECH. DWGS.

PLAM C' TOP & SPLASH

4" VINYL BASE

C CB

A A A

SINK - SEE 
MECH. DWGS.

PLAM C'TOP 
& SPLASH

36" 30" 30"

36" 30" 30"

4" VINYL BASE

30
"

26
"

4"
24

"

FILLER

FILLER
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CASEWORK LEGEND

SCALE: 3/8" = 1'-0"A5.1

2 RM. NO. 129 NORTH ELEV.
SCALE: 3/8" = 1'-0"A5.1

1 RM. NO. 127 WEST ELEV.

SCALE: 3/8" = 1'-0"A5.1

6 RM. NO. 128 EAST ELEV.

SCALE: 3/8" = 1'-0"A5.1

8 RM. NO. 124 EAST ELEV.
SCALE: 3/8" = 1'-0"A5.1

7 RM. NO. 124 NORTH ELEV.

SCALE: 3/8" = 1'-0"A5.1

5 RM. NO. 109 SOUTH ELEV.

SCALE: 3/8" = 1'-0"A5.1

11 VAULTED BARREL @ W.C.
SCALE: 3/8" = 1'-0"A5.1

12 VAULTED BARREL 6'-2" TYP.
SCALE: 3/8" = 1'-0"A5.1

13 VAULTED BARREL

SCALE: 3/8" = 1'-0"A5.1

3 RM. NO. 120 WEST ELEV. / RM. NO. 121 MIRR.

SCALE: 3/8" = 1'-0"A5.1

4 TYP. RESTROOM

SCALE: 3/8" = 1'-0"A5.1

9 RM. NO. 128 NORTH ELEV.

SCALE: 3/8" = 1'-0"A5.1

14 RM. NO. 112 SOUTH ELEV.
SCALE: 3/8" = 1'-0"A5.1

15 RM. NO. 106 WEST ELEV.

SCALE: 3/8" = 1'-0"A5.1

10 RM. NO. 121 EAST ELEV. RM. NO. 118 MIRR.



288"

48" 48" 48" 48" 48" 48"

G G G G G G

EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ.

9"
28

"

9 
3/

4"

2 
1/

4"

48" 48" 48"

9"
28

"
9 

3/
4"

2 
1/

4"

EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ.

G G G

144" 15"

EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ.

48"48"

9"
28

"

9 
3/

4"

2 
1/

4"

GG

15" 96"

4" EPOX. BASE

30" 30"

8" FILLER PANEL 39" 36"

A A

B C

SEE FOOD 
SERVICE EQUIP. 
PLAN

STAINLESS STEEL
PANEL F.F. TO +80"

HOOD - SEE MECH.
DWGS.

SINK - SEE FOOD 
SERVICE PLAN & MECH. 
DWGS.

PLAM C'TOP & 
BACKSPLASH 34

"
20

"
30

"

125A 127C

48" 48" 48" 48" 48"

EQ. 240" EQ.

G G G G G

EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ.

2 
1/

4"
9 

3/
4"

28
"

9"

G

48"
CORNER FILLER AS REQ.

2 
1/

4"

9 
3/

4"

28
"

9"

EQ. EQ. EQ. EQ.

G G G G

48" 48" 48" 48" CORNER FILLER AS REQ.

192"

2 
1/

4"

9 
3/

4"

28
"

9"

EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ. EQ.

106A

48"48"48"48"

G G G G

192"

2 
1/

4"

9 
3/

4"

28
"

9"

EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.EQ.

3/4" PLYWD W/ PLAM TOP 
& FRONT SURFACES

2" x 2" WD NAILER

28
"

9"

1/2" PLYWD W/ PLAM @ 
EXPOSED SURFACES

COAT HOOK

1' - 0"

1' - 1 3/4"

9 
3/

4"

4'
 -

 0
 3

/4
"

OUTER EDGE OF SIDEPANEL 
OF EACH GROUP OF (4) CUBBIE

STRUCT ENGINEER

373 Collins Road NE #102
Cedar Rapids, IA 52402
Ph. 319-294-2739

APEX STRUCTURAL, LLC

MEP ENGINEER

5518 NW 88th ST.
Johnston, IA  50131
Ph. 515-727-0700
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4121 NW Urbandale Drive
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FOODSERVICE

6201 S. Gateway Drive
Marion, IA 52302
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ADVANCED FOODSERVICE CONSULTING
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SCALE: 3/8" = 1'-0"A5.2

3 ROOM CUBBIE ASSEMBLY RM. NO. 109 WEST ELEV.
SCALE: 3/8" = 1'-0"A5.2

1
ROOM CUBBIE ASSEMBLY RM. NO. 121 WEST ELEV.
RM. NO. 118 MIRR.

SCALE: 3/8" = 1'-0"A5.2

2
ROOM CUBBIE ASSEMBLY RM. NO.121 NORTH ELEV.
RM. NO. 118 MIRR.

SCALE: 3/8" = 1'-0"A5.2

8 RM. NO. 116 WEST ELEV.

SCALE: 3/8" = 1'-0"A5.2

4 RM. NO.124 WEST ELEV.
SCALE: 3/8" = 1'-0"A5.2

6 ROOM CUBBIE ASSEMBLY RM. NO. 112 SOUTH ELEV.
SCALE: 3/8" = 1'-0"A5.2

5 ROOM CUBBIE ASSEMBLY RM. NO. 112 EAST ELEV.

SCALE: 3/8" = 1'-0"A5.2

7 RM. NO. 106 SOUTH ELEV.

SCALE: 1 1/2" = 1'-0"A5.2

9 CUBICLE SECTION



24" X 24" SUSPENDED ACT 
SYSTEM

WD. STUD WALL - SEE FLOOR PLAN

ATTIC ACCESS HATCH: 21"X30" W/ 3/4" PLYWD. & 
RIGID INSUL. LOCATE BETWEEN TRUSSES - VERIFY 
LOCATION

24" x 24" LED TROFFER LIGHT FIXTURE -
SEE ELEC. DWGS.

SUPPLY AIR DIFFUSER - SEE MECH. DWGS.

LED STRIP LIGHT FIXTURE - SEE ELEC. DWGS.

RETURN AIR GRILLE - SEE MECH. DWGS.

EXHAUST GRILLE - SEE MECH. DWGS.

SUSPENDED LINEAR LIGHT FIXTURE - SEE 
ELEC. DWGS.

GYP. BD. AT UNDERSIDE OF ROOF TRUSSES -
MUD & TAPE. DO NOT PAINT

C2 HOOD - SEE MECH. DWGS.

C3 PREFIN. MTL. GUTTER - TYP.

C1 EXPOSED TO GYP. BD. ABOVE - PAINT ALL SURFACES
VISIBLE FROM BELOW THE CEILING CLOUDS - COLOR "A"

C4 BARREL VAULT GYP. BD. CEILING - PAINT.

C5 ROOF ACCESS HATCH.

C6 FLUSH MOUNTED LIGHT

3

A3.2

A

9' - 0"

9' - 0"

9' - 0"

10' - 0"

9' - 0"

9' - 0"

9' - 0"9' - 0"9' - 0"

9' - 0"

9' - 0"

9' - 0"

10' - 0"

CB

1

3

2

1

A3.2

1

A3.3

9' - 0"

C2

C3

C3

C3

10' - 0"

10' - 0"

9' - 4"

10' - 0"

9' - 4"

10' - 0"

9' - 4"

10' - 0"

10' - 0"

9' - 4"

10' - 0"

9' - 6 1/2"

9' - 6"

9' - 6"

9' - 0"

9' - 0"

9' - 0"

SCHOOL AGE

106

4 YR OLD

109

3 YR OLD

112

MECH./STOR.

117

STORAGE

115

KITCHEN

116

STORAGE

119

PRESCHOOL

118

RESTROOM

120
RESTROOM

122

LAVATORY

129

PRESCHOOL

121

2 YR OLD

124

STORAGE

123

INFANT

128

STORAGE/
LAUNDRY

127

RESTROOM

126

RESTROOM

125

VEST.

101
CORRIDOR

102

RESTROOM

105

RESTROOM

107

STORAGE

108

MECH.

104

OFFICE

103

JAN.

114

RESTROOM

113

STORAGE

111

RESTROOM

110

C1

C4 C4

C4C1

3'
 -

 6
"

1' - 10 1/2"C5

9' - 4"

C6

C6

C6

3

A6.1

N

9' - 4"

9' - 4"

-

---

-TYP.

5

A6.1

-TYP.

2

A6.1

-TYP.

B.O. TRUSS

12'-1 1/2"

WD. ROOF TRUSS

5/8" GYP. BD.

LADDER BEYOND

ROOF SHEATHING

WD. BLKG.

DIRECTLY ADHERED 
MEMBRANE ROOFING

ROOF HATCH

1' - 10 1/2"

R-49 BLOWN IN 
INSUL.

9'-4"

10'-0"

ACT

ACT SYSTEM STRANSITION 
EDGE - PAINT

2X4 WD. FRAMING @ 16" O.C. 

(2) 3/4" PLYWD. W/  RADIUS  CUT

5/8" GYP BD. CURVED

5/8" GYP BD. 
2X WD STUDS @ 16" OC & ACCOUSTIC BATT 
INSUL. 5/8" GYP. BD.

5/8" GYP BD.

3' - 0"

2X4 WD. FRAMING. @ 16" O.C.

3/4" PLYWD. W/ RADIUS CUT

5/8" GYP BD. - CURVED

RECESSED LIGHT FIXTURE - SEE ELEC. 
DWGS

2X WD STUDS @ 16" O.C. & BATT INSUL.

R
 6

0"

STRUCT ENGINEER

373 Collins Road NE #102
Cedar Rapids, IA 52402
Ph. 319-294-2739

APEX STRUCTURAL, LLC

MEP ENGINEER

5518 NW 88th ST.
Johnston, IA  50131
Ph. 515-727-0700
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REVISIONS
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CIVIL ENGINEER

4121 NW Urbandale Drive
Urbandale, IA 50322
Ph. 515-369-4400

CIVIL DESIGN ADVANTAGE

FOODSERVICE

6201 S. Gateway Drive
Marion, IA 52302
Ph. 319-440-0450

ADVANCED FOODSERVICE CONSULTING
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REFLECTED CEILING PLAN GENERAL NOTES

REFLECTED CEILING PLAN LEGEND

REFLECTED CEILING KEYED NOTES

SCALE: 1/8" = 1'-0"A6.1

1 REFLECTED CEILING PLAN

SCALE: 1" = 1'-0"A6.1

4 LADDER SECTION
SCALE: 1 1/2" = 1'-0"A6.1

3 CEILING BULKHEAD DETAIL
SCALE: 1 1/2" = 1'-0"A6.1

2 ARCH DETAIL
SCALE: 1 1/2" = 1'-0"A6.1

5 ARCH DETAIL



5/8" GYP BOARD

2X6 WD. STUDS @ 
16" O.C. W/ R-19 
BATT INSUL. - SEE 
STR. DWGS. - TYP.

ACT CEILING

WD. HEADER -
SEE STR. DWGS.

2" EIFS OVER 
BASECOAT AND 
PRIMER - FINISH 
COLOR "A"

FLUID APPLIED 
AIR/WATER 
BARRIER

ALUM SF 
FRAME - SEE 
DOOR TYPES

A

2X6 WD. STUDS @ 16" O.C. W/ 
R-19 BATT INSUL. - SEE STR. 
DWGS. - TYP.

PLYWOOD SHTH. - SEE STR. DWGS.

5/8" GYP BOARD

2" EIFS - COLOR "B"

3" EIFS - COLOR  "A"

WINDOW SILL

2'-2"

2"1"

6"

1" EIFS - COLOR  "A"

THIN-SET STONE VENEER

REINFORCED CONC. FDN. 
WALL - SEE STR. DWGS.

CONC. SLAB. - SEE STR. DWGS

4"
8"

A

2X6 WD. STUDS @ 16" O.C. 
W/ R-19 BATT INSUL. - SEE 
STR. DWGS. - TYP.

5/8" GYP BOARD OVER 
VAPOR BARRIER

3" EIFS - COLOR "A"

2" EIFS - COLOR "B"

1" EIFS - COLOR "A" 

PLYWD SHTH. - SEE STR. DWGS.

2" EIFS - COLOR "A"

7 
3/

16
"

1"1"1"

3

GRANULAR FILL

2" RIGID PERIM INSUL.

REINF. CONC. FDN. WALL - SEE 
STR. DWGS

REINF. CONC. FTG. SEE STR. DWGS.

REINF. CONC. SLAB -SEE STR. 
DWGS.

2"

SEE PLAN

5/8" GYP. BD. 

ACOUSTIC BATT INSUL. 

SEALANT - BOTH SIDES

2X WD STUDS

HM FRAMES

DR. - SEE SCHED. 2

3"2"

5/8" GYP. BD.

ACOUSTIC BATT INSUL.

2X WD STUDS

SEALANT -
BOTH SIDES

HM FRAME

DR. - SEE SCHED.

2

3"
S

E
E

 P
L

A
N

2"

2 2 2

5/8" GYP. BD.

ACOUSTIC BATT INSUL.

2X WD STUDS

HM FRAME

SEALANT - BOTH SIDES

DR. - SEE SCHED.

2

3"
S

E
E

 P
L

A
N

2"

SEE PLAN

5/8" GYP. BD.

ACOUSTIC BATT INSUL.

2X WD STUDS

SEALANT - BOTH SIDES

HM FRAME

DR. - SEE SCHED.

PLYWD SHTH.

2X6 WD. STUDS @ 16" 
O.C. W/ R-19 BATT 
INSUL. - SEE STR. 
DWGS. - TYP.

2" EIFS - COLOR "B"

HEADER - SEE STR. DWGS.

ALUM FRAME - SEE 
DOOR FRAME TYPES

GLAZING - SEE DOOR TYPES

SEALANT BOTH SIDES

VAPOR BARRIER

3" EIFS - COLOR "A"
2

3" EIFS - COLOR "A"

SHTH. - SEE STR. DWGS.

REINFORCING MESH

2X6 WD. STUDS @ 16" 
O.C. W/ R-19 BATT 
INSUL. - SEE STR. 
DWGS. - TYP.

5/8" GYP. BD.

VAPOR BARRIER

6

2X6 WD STUDS -
SEE STR. DWGS

ALUM FRAME - SEE 
DOOR FRAME 
TYPES

GLAZING - SEE 
DOOR TYPES

2 6

FLUID APPLIED 
AIR/WATER BARRIER

2" EIFS - COLOR "A"

2" EIFS - COLOR "B"

2"

SEALANT- TYP. BOTH 
SIDES

HM FRAME- SEE DR. 
OPNG. SCH.

DOOR- SEE DR. 
OPNG. SCH.

2

2X WD. STUDS @ 16" O.C. 
W/ 5/8" GYP. BD. EA. 
SIDE

SOUND ATTENUATION 
BLANKET2

2X WD HEADER - SEE 
STR. DWGS

VAPOR BARRIER

2X6 WD. STUDS @ 16" O.C. 
W/ R-19 BATT INSUL. - SEE 
STR. DWGS. - TYP.

SHEATHING - SEE STR. DWGS.
2X WD HEADER -
SEE STR. DWGS

2 2 2

PREFIN. MTL. FLASHING 
W/ HEMMED EDGE

WD. CLAD WINDOW 
ASSEMBLY

5/8" 5 1/2"

5/8"

2" 1"

SEALANT BOTH 
SIDES - TYP.

WIINDOW HEAD

7'-2"

2

5/8" GYP. BD.

2" EIFS - COLOR "B"

3" EIFS - COLOR "A"

2" EIFS - COLOR "A"

GYP. BD.

VAPOR BARRIER

2X6 WD. STUDS @ 16" O.C. 
W/ R-19 BATT INSUL. - SEE 
STR. DWGS. - TYP.

PLYWD SHTH. - SEE 
STR. DWGS.

FIBERGLASS WINDOW

2 6

5/8" 5 1/2"

5/8"

2" 1"

2" EIFS - COLOR "B"

STAINED WD. SILL

SEALANT

PREFIN. MTL. SILL W/ 
HEMMED EDGE

5/8" GYP. BD.

STAINED WD. 
APRON

3/4"

3" EIFS - COLOR "A"

FLUID APPLIED AIR/WATER BARRIER

2X WD. STUDS @ 16" O.C. 
W/ 5/8" GYP. BD. EA. SIDE

SOUND ATTENUATION 
BLANKET

2X WD HEADER - SEE STR. 
DWGS.

SHIM, AS REQ.

SEALANT - TYP. BOTH SIDES

ALUM FRAME - SEE DR. 
OPNG. SCH.

GLAZING - SEE SCH.

5/8" GYP. BD.

2X6 WD. STUDS @ 16" O.C.

ACCOUSTICAL BATT INSUL.

SALANT - TYP. BOTH SIDES

2X & 1XWD JAMB

ALUM FRAME - SEE DR. 
OPNG. SCH.

GLAZING - SEE SCH.

MAIN LEVEL

0"

B

2" EIFS - COLOR "B"

STONE VENEER

MORTAR

SHTH. - SEE STR. DWGS.

2X6 WD. STUDS @ 16" O.C. 
W/ R-19 BATT INSUL. - SEE 
STR. DWGS. - TYP.

STRUCT ENGINEER
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Cedar Rapids, IA 52402
Ph. 319-294-2739

APEX STRUCTURAL, LLC

MEP ENGINEER

5518 NW 88th ST.
Johnston, IA  50131
Ph. 515-727-0700
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CIVIL ENGINEER

4121 NW Urbandale Drive
Urbandale, IA 50322
Ph. 515-369-4400

CIVIL DESIGN ADVANTAGE

FOODSERVICE

6201 S. Gateway Drive
Marion, IA 52302
Ph. 319-440-0450

ADVANCED FOODSERVICE CONSULTING
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SCALE: 1 1/2" = 1'-0"A8.1

9 SF DOOR HEAD

SCALE: 1 1/2" = 1'-0"A8.1

12 FALSE WINDOW SILL DETAIL
SCALE: 1 1/2" = 1'-0"A8.1

11 FALSE WINDOW HEAD DETAIL

SCALE: 1" = 1'-0"A8.1

18 PLATFORM SLAB

SCALE: 1 1/2" = 1'-0"A8.1

4 HM DOOR JAMB
SCALE: 1 1/2" = 1'-0"A8.1

5 HM DOOR JAMB
SCALE: 1 1/2" = 1'-0"A8.1

7 HM DOOR JAMB
SCALE: 1 1/2" = 1'-0"A8.1

6 HM DOOR JAMB

SCALE: 1 1/2" = 1'-0"A8.1

1 SF DOOR HEAD
SCALE: 1 1/2" = 1'-0"A8.1

3 SF DOOR JAMB
SCALE: 1 1/2" = 1'-0"A8.1

2 HM DOOR HEAD

SCALE: 1 1/2" = 1'-0"A8.1

8 WINDOW HEAD
SCALE: 1 1/2" = 1'-0"A8.1

10 WINDOW SILL

SCALE: 1 1/2" = 1'-0"A8.1

13 ALUM SF HEAD
SCALE: 1 1/2" = 1'-0"A8.1

14 ALUM SF JAMB
SCALE: 1 1/2" = 1'-0"A8.1

15 ALUM SF JAMB

SCALE: 1 1/2" = 1'-0"A8.1

19 VENEER DETAIL
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