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GENERAL NOTES - FLOOR PLAN
1 GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY UNKNOWN

CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

2 DO NOT SCALE THE DRAWINGS

3 ALL EXPOSED INTERIOR COLUMNS TO BE PAINTED WITH INTUMESCENT PAINT

4 ALL EXPOSED EXTERIOR STEEL TO BE GALVANIZED, UNLESS NOTED OTHERWISE

5 SEE G000 SERIES SHEETS FOR TYPICAL MOUNTING HEIGHTS. PROVIDE SOLID BLOCKING IN WALLS FOR ALL
WALL-MOUNTED ITEMS WHETHER BLOCKING IS DEPICTED IN DRAWINGS OR NOT

6 COORDINATE ALL EQUIPMENT AND ACCESSORIES, INCLUDING ITEMS THAT ARE OWNER FURNISHED, OWNER INSTALLED

7 SEE SHEET SERIES A500 FOR WALL AND ASSEMBLY TYPES

8 SEE SHEET SERIES A600 FOR DOOR AND WINDOW TYPES

9 SEE ELEVATIONS AND FINISH SCHEDULES FOR SURFACE TREATMENTS AT WALLS

10 SEE ELEVATIONS, SECTIONS, AND DETAILS FOR ADDITIONAL WALL CONSTRUCTION INFORMATION

11 VERIFY CEILING HEIGHTS IN UNITS WITH SHEET SERIES A400. CONTRACTOR TO VERIFY AND  MAXIMIZE CEILING HEIGHT IN
ALL AREAS DEPENDENT ON DUCTWORK LOCATIONS

12 ELECTRICIAN SHALL NOT SET ANY CEILING J-BOXES THAT ARE FOR LIGHTS BEFORE THE FINAL LOCATION OF THE
DROPPED SOFFITS HAVE BEEN DETERMINED.  THIS WILL ENSURE THAT THE LIGHTS THAT NEED TO BE CENTERED ARE
CORRECTLY CENTERED BETWEEN THE SOFFITS

13 SEMI-FLUSH LIGHT FIXTURE TO BE CENTERED OVER UNIT KITCHEN ISLANDS & CENTERED WITHIN FIXED DINING ROOMS
AT UNITS. SEE A400's UNIT SHEET SERIES FOR LOCATIONS

14 DOOR OPENINGS IN FRAME CONSTRUCTION WITH NO SPECIFIED DIMENSION ARE EITHER CENTERED IN THE LENGTH OF
WALL RUN OR (IF DRAWN NEAR CORNER) LOCATED 4" FROM THE FACE OF ADJACENT STUD. ASSUME CENTERED IN FACE
OF JAMB UNLESS NOTED OTHERWISE

15 NEW WALL DIMENSIONS ARE TO FACE OF STUD. CONTRACTOR TO FIELD VERIFY EXISTING WALL LOCATIONS
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A. GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY 
UNKNOWN CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

B. DO NOT SCALE THE DRAWINGS

C. ALL EXPOSED INTERIOR COLUMNS TO BE PAINTED WITH INTUMESCENT PAINT 

D. ALL EXPOSED EXTERIOR STEEL TO BE GALVANIZED, UNLESS NOTED OTHERWISE

E. SEE G000 SHEET SERIES FOR TYPICAL MOUNTING HEIGHTS. PROVIDE SOLID BLOCKING IN WALLS FOR ALL 
WALL-MOUNTED ITEMS WHETHER BLOCKING IS DEPICTED IN DRAWINGS OR NOT

F. COORDINATE ALL EQUIPMENT AND ACCESSORIES, INCLUDING ITEMS THAT ARE OWNER FURNISHED, OWNER 
INSTALLED

G. SEE SHEET SERIES A500 FOR WALL AND ASSEMBLY TYPES

H. SEE SHEET SERIES A600 FOR DOOR AND WINDOW TYPES

I. SEE ELEVATIONS AND FINISH SCHEDULES FOR SURFACE TREATMENTS AT WALLS

J. SEE ELEVATIONS, SECTIONS, AND DETAILS FOR ADDITIONAL WALL CONSTRUCTION INFORMATION

K. VERIFY CEILING HEIGHTS IN UNITS WITH SHEET SERIES AE400. CONTRACTOR TO VERIFY AND MAXIMIZE 
CEILING HEIGHT IN ALL AREAS DEPENDENT ON DUCTWORK LOCATIONS

L. ELECTRICIAN SHALL NOT SET ANY CEILING J-BOXES THAT ARE FOR LIGHTS BEFORE THE FINAL LOCATION 
OF THE DROPPED SOFFITS HAVE BEEN DETERMINED. THIS WILL ENSURE THAT THE LIGHTS THAT NEED TO BE 
CENTERED ARE CORRECTLY CENTERED BETWEEN THE SOFFITS.

M. SEMI-FLUSH LIGHT FIXTURE TO BE CENTERED OVER UNIT KITCHEN ISLANDS & CENTERED WITHIN FIXED 
DINING ROOMS AT UNITS. SEE AE400 UNIT SHEET SERIES FOR LOCATIONS.

N. DOOR OPENINGS IN FRAME CONSTRUCTION WITH NO SPECIFIED DIMENSION ARE EITHER CENTERED IN THE 
LENGTH OF WALL RUN OR (IF DRAWN NEAR CORNER) LOCATED 4" FROM THE FACE OF ADJACENT STUD. 
ASSUME CENTERED IN FACE OF JAMB UNLESS NOTED OTHERWISE.

O. ALL PANEL MOLDING TO HAVE MITERED CORNERS AND CONSISTENT MOUNTING HEIGHT AND SPACING 
WITHIN THE SAME SPACE.

P. NEW WALL DIMENSIONS ARE TO FACE OF STUD. FIELD VERIFY EXISTING WALL LOCATIONS.

GENERAL NOTES

LEGEND:  INT. PARTITION HEAD CONDITIONS

TYPICAL PARTITION FLOOR TO FLOOR/CEILING/ROOF

1-HR FIRE RATED PARTITION

2-HR FIRE RATED PARTITION

b - ACOUSTIC PARTITION

a - PARTITION EXTENDS FROM FLOOR TO 6" ABOVE CEILING

WALL TYPE HEAD CONDITION LEGEND

IF NULL = TYPICAL PARTITION FLOOR TO FLOOR/CEILING/ROOF
a = PARTITION EXTEND FROM FLOOR TO 6" ABOVE CEILING
b = ACOUSTIC PARTITION 
c = LEAD SHIELDING

c - LEAD SHIELDING

NON-FIRE RATED WALL TAG (description)

SA6a

CORE MATERIAL (SEE LEGEND)

LAYERS (SEE LEGEND)

CORE SIZE (ROUNDED; SEE LEGEND)

HEAD CONDITION MODIFIER (IF APPLICABLE)

FIRE RATED WALL TAG (description)

FIRE RATING (IF APPLICABLE)

1SA6a

CORE MATERIAL (SEE LEGEND BELOW)

LAYERS (REF PARTITIONS SHEET)

CORE SIZE (ROUNDED; SEE LEGEND)

HEAD CONDITION MODIFIER (IF APPLICABLE)

C = CONCRETE WALLS, MASONRY
S = STEEL STUDS
W = WOOD STUDS

CORE MATERIAL LEGEND

CORE SIZE LEGEND

STEEL STUDS WOOD STUDS MASONRY (WIDTH) BCONCRETE (WIDTH)
1 = A7/8"
2 = 1 5/8" 1 1/2"
3 = 2 1/2" 2 1/2"
4 = 3 5/8" 3 1/2" MASONRY SIZE 4"
5 = 
6 = 6" 5 1/2" MASONRY SIZE 6" CONCRETE 6"
8 = 8" 7 1/4" MASONRY SIZE 8" CONCRETE 8"
10 = 9 1/4" MASONRY SIZE 10" CONCRETE 10"
12 = 11 1/4" MASONRY SIZE 12" CONCRETE 12"
14 = CONCRETE 14"
16 = MASONRY SIZE 16"

SUPERSCRIPT NOTES -
A - HAT CHANNEL FURRING IN LIEU OF METAL STUD
B - IF WALL IS STRUCTURAL, DO NOT TAG WALL OR INCLUDE IN WALL TYPES
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A. GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY 
UNKNOWN CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

B. DO NOT SCALE THE DRAWINGS

C. ALL EXPOSED INTERIOR COLUMNS TO BE PAINTED WITH INTUMESCENT PAINT 

D. ALL EXPOSED EXTERIOR STEEL TO BE GALVANIZED, UNLESS NOTED OTHERWISE

E. SEE G000 SHEET SERIES FOR TYPICAL MOUNTING HEIGHTS. PROVIDE SOLID BLOCKING IN WALLS FOR ALL 
WALL-MOUNTED ITEMS WHETHER BLOCKING IS DEPICTED IN DRAWINGS OR NOT

F. COORDINATE ALL EQUIPMENT AND ACCESSORIES, INCLUDING ITEMS THAT ARE OWNER FURNISHED, OWNER 
INSTALLED

G. SEE SHEET SERIES A500 FOR WALL AND ASSEMBLY TYPES

H. SEE SHEET SERIES A600 FOR DOOR AND WINDOW TYPES

I. SEE ELEVATIONS AND FINISH SCHEDULES FOR SURFACE TREATMENTS AT WALLS

J. SEE ELEVATIONS, SECTIONS, AND DETAILS FOR ADDITIONAL WALL CONSTRUCTION INFORMATION

K. VERIFY CEILING HEIGHTS IN UNITS WITH SHEET SERIES AE400. CONTRACTOR TO VERIFY AND MAXIMIZE 
CEILING HEIGHT IN ALL AREAS DEPENDENT ON DUCTWORK LOCATIONS

L. ELECTRICIAN SHALL NOT SET ANY CEILING J-BOXES THAT ARE FOR LIGHTS BEFORE THE FINAL LOCATION 
OF THE DROPPED SOFFITS HAVE BEEN DETERMINED. THIS WILL ENSURE THAT THE LIGHTS THAT NEED TO BE 
CENTERED ARE CORRECTLY CENTERED BETWEEN THE SOFFITS.

M. SEMI-FLUSH LIGHT FIXTURE TO BE CENTERED OVER UNIT KITCHEN ISLANDS & CENTERED WITHIN FIXED 
DINING ROOMS AT UNITS. SEE AE400 UNIT SHEET SERIES FOR LOCATIONS.

N. DOOR OPENINGS IN FRAME CONSTRUCTION WITH NO SPECIFIED DIMENSION ARE EITHER CENTERED IN THE 
LENGTH OF WALL RUN OR (IF DRAWN NEAR CORNER) LOCATED 4" FROM THE FACE OF ADJACENT STUD. 
ASSUME CENTERED IN FACE OF JAMB UNLESS NOTED OTHERWISE.

O. ALL PANEL MOLDING TO HAVE MITERED CORNERS AND CONSISTENT MOUNTING HEIGHT AND SPACING 
WITHIN THE SAME SPACE.

P. NEW WALL DIMENSIONS ARE TO FACE OF STUD. FIELD VERIFY EXISTING WALL LOCATIONS.

GENERAL NOTES

LEGEND:  INT. PARTITION HEAD CONDITIONS

TYPICAL PARTITION FLOOR TO FLOOR/CEILING/ROOF

1-HR FIRE RATED PARTITION

2-HR FIRE RATED PARTITION

b - ACOUSTIC PARTITION

a - PARTITION EXTENDS FROM FLOOR TO 6" ABOVE CEILING

WALL TYPE HEAD CONDITION LEGEND

IF NULL = TYPICAL PARTITION FLOOR TO FLOOR/CEILING/ROOF
a = PARTITION EXTEND FROM FLOOR TO 6" ABOVE CEILING
b = ACOUSTIC PARTITION 
c = LEAD SHIELDING

c - LEAD SHIELDING

NON-FIRE RATED WALL TAG (description)

SA6a

CORE MATERIAL (SEE LEGEND)

LAYERS (SEE LEGEND)

CORE SIZE (ROUNDED; SEE LEGEND)

HEAD CONDITION MODIFIER (IF APPLICABLE)

FIRE RATED WALL TAG (description)

FIRE RATING (IF APPLICABLE)

1SA6a

CORE MATERIAL (SEE LEGEND BELOW)

LAYERS (REF PARTITIONS SHEET)

CORE SIZE (ROUNDED; SEE LEGEND)

HEAD CONDITION MODIFIER (IF APPLICABLE)

C = CONCRETE WALLS, MASONRY
S = STEEL STUDS
W = WOOD STUDS

CORE MATERIAL LEGEND

CORE SIZE LEGEND

STEEL STUDS WOOD STUDS MASONRY (WIDTH) BCONCRETE (WIDTH)
1 = A7/8"
2 = 1 5/8" 1 1/2"
3 = 2 1/2" 2 1/2"
4 = 3 5/8" 3 1/2" MASONRY SIZE 4"
5 = 
6 = 6" 5 1/2" MASONRY SIZE 6" CONCRETE 6"
8 = 8" 7 1/4" MASONRY SIZE 8" CONCRETE 8"
10 = 9 1/4" MASONRY SIZE 10" CONCRETE 10"
12 = 11 1/4" MASONRY SIZE 12" CONCRETE 12"
14 = CONCRETE 14"
16 = MASONRY SIZE 16"

SUPERSCRIPT NOTES -
A - HAT CHANNEL FURRING IN LIEU OF METAL STUD
B - IF WALL IS STRUCTURAL, DO NOT TAG WALL OR INCLUDE IN WALL TYPES
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ACT-01:
2' x 2' LAY-IN ACOUSTICAL TILE  & SUSPENSION SYSTEM

CEILING LEGEND

TYPE A1

SUPPLY DIFFUSER, SEE MECHANICAL

RECESSED  LIGHT FIXTURE, SEE ELECTRICAL

2'x4' LIGHT FIXTURE, SEE ELECTRICAL

RETURN GRILLE, SEE MECHANICAL

ROUND SURFACE PENDANT MOUNT, SEE ELECTRICAL

1'x4' LIGHT FIXTURE, SEE ELECTRICAL

5/8" GYPSUM BOARD (PAINTED PNT-01 UNLESS NOTED ON PLAN) ON METAL STUD.

TYPE B1

5/8" GYPSUM BOARD (PAINTED PNT-01 UNLESS NOTED ON PLAN) ON METAL 
SUSPENSION SYSTEM.

TYPE B2

EXPOSED STRUCTURE.  PAINT WHITE

TYPE E-1 

PENDANT LIGHT FIXTURE, SEE ELECTRICAL

LINEAR WALL MOUND FIXTURE, SEE ELECTRICAL

NOTE:
ALL DROPS NEED TO BE NON-COMBUSTIBLE METAL FRAMING OR LIGHT GAUGE METAL FRAMING AND 
MEET L/360 STANDARD FOR ALLOWABLE DEFLECTION.

LINEAR STRIP LIGHTING, SEE ELECTRICAL
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MCKAY DEE -
MEDICAL

OFFICE
BUILDING

100% CONSTRUCTION

DOCUMENT

GENERAL NOTES - CEILING
1 VERIFY AND COORDINATE ALL MECHANICAL DUCT, GRILL DIFFUSER & LOCATIONS, VENTS, AND QUANTITY WITH

MECHANICAL PLANS

2 CEILING GRID SHOWN IS ONLY A GRAPHIC REPRESENTATION OF CEILING. CEILING PATTERN IS TO BE CENTERED IN THE
ROOM, UNLESS NOTED OTHERWISE. CONTRACTOR SHALL VERIFY ACTUAL GRID LAYOUT/LOCATION

3 VERIFY ALL LIGHTS, SMOKE DETECTORS, AND EXIT DEVICE LOCATIONS AND QUANTITIES WITH ELECTRICAL DRAWINGS.
SEE ARCHITECTURE FOR LIGHT LAYOUT LOCATION. LIGHT FIXTURES TO BE CENTERED AND SYMMETRICALLY LOCATED IN
UNITS AND SHARED SPACES UNLESS NOTED OTHERWISE

4 MAKE FACTORY EDGE WHERE TILE IS CUT TYPICAL FOR ALL LAY-IN ACOUSTICAL TILE WITH REGULAR EDGE

5 SEE SHEET SERIES A700 FOR FINISH MATERIAL SPECIFICATIONS

6 VERIFY CEILING HEIGHTS IN UNITS WITH SHEET SERIES A400's. CONTRACTOR TO VERIFY AND MAXIMIZE CEILING HEIGHT
IN ALL AREAS DEPENDENT ON DUCTWORK LOCATIONS

7 ELECTRICIAN SHALL NOT SET ANY CEILING J-BOXES THAT ARE FOR LIGHTS BEFORE THE FINAL LOCATION OF THE
DROPPED SOFFITS HAVE BEEN DETERMINED. THIS WILL ENSURE THAT THE LIGHTS THAT NEED TO BE CENTERED ARE
CORRECTLY CENTERED BETWEEN THE SOFFITS

1/4" = 1'-0"
A1 SLEEP REFLECTED CEILING PLAN

1 ADDENDUM 1 10/3/2024
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ACT-01:
2' x 2' LAY-IN ACOUSTICAL TILE  & SUSPENSION SYSTEM

CEILING LEGEND

TYPE A1

SUPPLY DIFFUSER, SEE MECHANICAL

RECESSED  LIGHT FIXTURE, SEE ELECTRICAL

2'x4' LIGHT FIXTURE, SEE ELECTRICAL

RETURN GRILLE, SEE MECHANICAL

ROUND SURFACE PENDANT MOUNT, SEE ELECTRICAL

1'x4' LIGHT FIXTURE, SEE ELECTRICAL

5/8" GYPSUM BOARD (PAINTED PNT-01 UNLESS NOTED ON PLAN) ON METAL STUD.

TYPE B1

5/8" GYPSUM BOARD (PAINTED PNT-01 UNLESS NOTED ON PLAN) ON METAL 
SUSPENSION SYSTEM.

TYPE B2

EXPOSED STRUCTURE.  PAINT WHITE

TYPE E-1 

PENDANT LIGHT FIXTURE, SEE ELECTRICAL

LINEAR WALL MOUND FIXTURE, SEE ELECTRICAL

NOTE:
ALL DROPS NEED TO BE NON-COMBUSTIBLE METAL FRAMING OR LIGHT GAUGE METAL FRAMING AND 
MEET L/360 STANDARD FOR ALLOWABLE DEFLECTION.

LINEAR STRIP LIGHTING, SEE ELECTRICAL
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Medical Office Building

4403 Harrison Blvd

Suite 2855 (Phase 1), Suite 2645

(Phase 2), Suite 2600 (Phase 3)

Ogden, UT 84403

MCKAY DEE -
MEDICAL

OFFICE
BUILDING

100% CONSTRUCTION

DOCUMENT

GENERAL NOTES - CEILING
1 VERIFY AND COORDINATE ALL MECHANICAL DUCT, GRILL DIFFUSER & LOCATIONS, VENTS, AND QUANTITY WITH

MECHANICAL PLANS

2 CEILING GRID SHOWN IS ONLY A GRAPHIC REPRESENTATION OF CEILING. CEILING PATTERN IS TO BE CENTERED IN THE
ROOM, UNLESS NOTED OTHERWISE. CONTRACTOR SHALL VERIFY ACTUAL GRID LAYOUT/LOCATION

3 VERIFY ALL LIGHTS, SMOKE DETECTORS, AND EXIT DEVICE LOCATIONS AND QUANTITIES WITH ELECTRICAL DRAWINGS.
SEE ARCHITECTURE FOR LIGHT LAYOUT LOCATION. LIGHT FIXTURES TO BE CENTERED AND SYMMETRICALLY LOCATED IN
UNITS AND SHARED SPACES UNLESS NOTED OTHERWISE

4 MAKE FACTORY EDGE WHERE TILE IS CUT TYPICAL FOR ALL LAY-IN ACOUSTICAL TILE WITH REGULAR EDGE

5 SEE SHEET SERIES A700 FOR FINISH MATERIAL SPECIFICATIONS

6 VERIFY CEILING HEIGHTS IN UNITS WITH SHEET SERIES A400's. CONTRACTOR TO VERIFY AND MAXIMIZE CEILING HEIGHT
IN ALL AREAS DEPENDENT ON DUCTWORK LOCATIONS

7 ELECTRICIAN SHALL NOT SET ANY CEILING J-BOXES THAT ARE FOR LIGHTS BEFORE THE FINAL LOCATION OF THE
DROPPED SOFFITS HAVE BEEN DETERMINED. THIS WILL ENSURE THAT THE LIGHTS THAT NEED TO BE CENTERED ARE
CORRECTLY CENTERED BETWEEN THE SOFFITS

1/4" = 1'-0"
A1 SURGERY REFLECTED CEILING PLAN

KEYED NOTES
01.02 GENERAL CONTRACTOR SHALL CONFIRM SOFFIT RADIUS AT OVERHEAD DOOR WITH EXISTING CONDITIONS IN THE

CLINIC BEFORE CONSTRUCTION.

09.03 CEILING GRID TO ALIGN WITH EXISTING LIGHTS

CC-01 CUBICAL CURTAIN TRACK, RE: FINISH SCHEDULE

1 ADDENDUM 1 10/3/2024
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CASEWORK TAG300M

AWS STANDARD CASEWORK TYPE

MODIFIED CASEWORK TYPE

REFER TO CASEWORK DESIGN SERIES (CDS) OF THE ARCHITECTURAL WOODWORK 
STANDARDS (AWS) FOR A FULL DESCRIPTION OF CASEWORK TYPES
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(Phase 2), Suite 2600 (Phase 3)

Ogden, UT 84403

MCKAY DEE -
MEDICAL

OFFICE
BUILDING

100% CONSTRUCTION

DOCUMENT

GENERAL NOTES - INTERIOR ELEVATIONS
1 GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY UNKNOWN

CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

2 DO NOT SCALE DRAWINGS

3 SEE SHEET SERIES G000 FOR TYPICAL MOUNTING HEIGHTS. PROVIDE SOLID BLOCKING IN WALLS FOR ALL
WALL-MOUNTED ITEMS WHETHER BLOCKING IS DEPICTED IN DRAWINGS OR NOT

4 UPPER, LOWER, AND TALL MILLWORK CABINETS NOT TO EXCEED 36" IN WIDTH, UNLESS NOTED OTHERWISE

5 UNLESS NOTED OTHERWISE, MATCH UPPER CABINET WIDTH DIMENSIONS TO BASE CABINETS - TYPICAL

6 ALL ELECTRICAL AND DATA OUTLETS ABOVE COUNTER TOPS SHOULD BE HORIZONTALLY ALIGNED AND MOUNTED
HORIZONTALLY

7 PROVIDE SAFETY INSULATION ON ALL EXPOSED SUPPLY WATER LINES AND WASTE LINES

8 PROVIDE METAL TRIM AT ALL OUTSIDE EDGES ON TILE WALLS; SEE DETAILS AND FINISH SCHEDULE

9 PROVIDE METAL TRIM AT ALL TILE TO FLOOR TRANSITIONS; SEE DETAILS AND FINISH SCHEDULE

10 ALL MILLWORK INTERIOR FINISH TO BE WHITE MELAMINE, UNLESS NOTED OTHERWISE

11 CONTRACTOR TO PROVIDE RESTROOM ACCESSORIES; SEE ACCESSORY SCHEDULE

12 SEE SHEET SERIES A700 FOR MATERIAL SPECIFICATIONS

13 SEE SHEET SERIES A500 FOR WALL AND ASSEMBLY TYPES

14 SEE SHEET SERIES A600 FOR DOOR AND WINDOW TYPES

15 SEE SHEET SERIES A500 FOR CASEWORK DETAILS

KEYED NOTES
22.10 COUNTER MOUNT SINK, RE: PLUMBING

PL-01 PLASTIC LAMINATE, RE: FINISH SCHEDULE

PL-02 PLASTIC LAMINATE, RE: FINISH SCHEDULE

PNT-01 FIELD WALL PAINT, RE: FINISH SCHEDULE

SS-01 SOLID SURFACE, RE: FINISH SCHEDULE

WB-01 RUBBER WALL BASE, RE: FINISH SCHEDULE

WP-01 RIGID SHEET VINYL, RE: FINISH SCHEDULE

1/4" = 1'-0"
E1 MA & SCRIBE DESK STORAGE

1/4" = 1'-0"
E2 ENT CORRIDOR STORAGE

1/4" = 1'-0"
E3 VNG 2871 - NORTH

1/4" = 1'-0"
E4 VNG 2871 - EAST

1/4" = 1'-0"
D2

AUDIOLOGY ONE 2872 - NORTH
1/4" = 1'-0"

D3
AUDIOLOGY TWO 2874 - NORTH

1/4" = 1'-0"
D4

SCOPE PROCESSING 2875 - EAST
1/4" = 1'-0"

D5
SCOPE PROCESSING 2875 - SOUTH

1/4" = 1'-0"
C5 PROCEDURE THREE 2879 - SOUTH

1/4" = 1'-0"
B1 EAR CLEANING 1 - EAST

1/4" = 1'-0"
B2 EAR CLEANING 2 - WEST

1/4" = 1'-0"
C2 BREAKROOM - EAST

1/4" = 1'-0"
C3 BREAKROOM - SOUTH

1/4" = 1'-0"
B5 FD PSR DESK - WEST

1/4" = 1'-0"
B4 FD PSR DESKS - SOUTH

1/4" = 1'-0"
C4 CORRIDOR 110 - NORTH

1/4" = 1'-0"
B3 FDR PSR DESK - NORTH

1/4" = 1'-0"
C1 SCOPE PROCESSING 2875 - WEST

1/4" = 1'-0"
A1

ALLERGY ONE 2876 - NORTH
1/4" = 1'-0"

A2
PROCEDURE ONE 2860 - NORTH

1/4" = 1'-0"
A3

CT SCANNER 2866 - WEST

1/4" = 1'-0"
D1

VGN 2871 - WEST

1/4" = 1'-0"
E5 VNG 2871 - SOUTH

REFERENCE A900 SERIES

EQUIPMENT LEGEND

TAG PRODUCT NAME

BR-01 16 X 20 MICROWAVE

BR-02 18 CU FT TOP FREEZER REFRIGERATOR

BR-03 ICE MACHINE AND WATER DISPENSER

EX-09 WALL MOUNTED COMPUTER

EX-10 GP015 CLEAR PETG PLASTIC TRIPLE GLOVE BOX

EX-11 BIO SYSTEMS 2 GALLON WALL MOUNT SHARPS DISPOSAL CONTAINER

EX-20 MULTIFOLD WALL MOUNT PAPER TOWEL DISPENSER

EX-21 1.2 L WALL MOUNT SOAP DISPENSER

EX-22 3M AVAGARD D INSTANT WALL MOUNT HAND SANITIZER DISPENSER

EX-24 12" WHISPER QUIET ANALOG CLOCK

OF-07 23 GAL SLIM JIM WASTE CAN

SC-01 ENDOSCOPE STORAGE CABINET

SC-02 WALL MOUNT HOOD CHEMICAL SOAK STATION

VT-01 DIGITAL FLOOR HANDRAIL SCALE AND STADIOMETER

1/4" = 1'-0"
A4

MA & SCRIBE DESKS 119 - EAST

1 ADDENDUM 1 10/3/2024
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MODIFIED CASEWORK TYPE

REFER TO CASEWORK DESIGN SERIES (CDS) OF THE ARCHITECTURAL WOODWORK 
STANDARDS (AWS) FOR A FULL DESCRIPTION OF CASEWORK TYPES
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EX-09
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EX-09
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 1
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KEYED NOTES
06.03 UPPER CABINET SALVAGED FROM WEST WALL OF BREAKROOM.

09.09 WALL BASE TO MATCH EXISTING CLINIC ENTRIES. FIELD VERIFY.

22.10 COUNTER MOUNT SINK, RE: PLUMBING

PL-01 PLASTIC LAMINATE, RE: FINISH SCHEDULE

PL-02 PLASTIC LAMINATE, RE: FINISH SCHEDULE

PL-03 PLASTIC LAMINATE, RE: FINISH SCHEDULE

PNT-01 FIELD WALL PAINT, RE: FINISH SCHEDULE

PNT-04 ACCENT PAINT, RE: FINISH SCHEDULE

PNT-05 ACCENT PAINT, RE: FINISH SCHEDULE

SS-01 SOLID SURFACE, RE: FINISH SCHEDULE

WP-01 RIGID SHEET VINYL, RE: FINISH SCHEDULE

GENERAL NOTES - INTERIOR ELEVATIONS
1 GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY UNKNOWN

CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

2 DO NOT SCALE DRAWINGS

3 SEE SHEET SERIES G000 FOR TYPICAL MOUNTING HEIGHTS. PROVIDE SOLID BLOCKING IN WALLS FOR ALL
WALL-MOUNTED ITEMS WHETHER BLOCKING IS DEPICTED IN DRAWINGS OR NOT

4 UPPER, LOWER, AND TALL MILLWORK CABINETS NOT TO EXCEED 36" IN WIDTH, UNLESS NOTED OTHERWISE

5 UNLESS NOTED OTHERWISE, MATCH UPPER CABINET WIDTH DIMENSIONS TO BASE CABINETS - TYPICAL

6 ALL ELECTRICAL AND DATA OUTLETS ABOVE COUNTER TOPS SHOULD BE HORIZONTALLY ALIGNED AND MOUNTED
HORIZONTALLY

7 PROVIDE SAFETY INSULATION ON ALL EXPOSED SUPPLY WATER LINES AND WASTE LINES

8 PROVIDE METAL TRIM AT ALL OUTSIDE EDGES ON TILE WALLS; SEE DETAILS AND FINISH SCHEDULE

9 PROVIDE METAL TRIM AT ALL TILE TO FLOOR TRANSITIONS; SEE DETAILS AND FINISH SCHEDULE

10 ALL MILLWORK INTERIOR FINISH TO BE WHITE MELAMINE, UNLESS NOTED OTHERWISE

11 CONTRACTOR TO PROVIDE RESTROOM ACCESSORIES; SEE ACCESSORY SCHEDULE

12 SEE SHEET SERIES A700 FOR MATERIAL SPECIFICATIONS

13 SEE SHEET SERIES A500 FOR WALL AND ASSEMBLY TYPES

14 SEE SHEET SERIES A600 FOR DOOR AND WINDOW TYPES

15 SEE SHEET SERIES A500 FOR CASEWORK DETAILS

1/4" = 1'-0"
E3 PROCEDURE ONE 2629 - NORTH

1/4" = 1'-0"
E1 EXAM TEN 2603 - NORTH

1/4" = 1'-0"
E4 BACK CORRIDOR STORAGE

1/4" = 1'-0"
E5 SIDE CORRIDOR ELEVATION

1/4" = 1'-0"
D2

PROCEDURE THREE 2632 - EAST
1/4" = 1'-0"

D5
MA ONE 2608 - WEST TWO

1/4" = 1'-0"
D4

MA ONE 2608 - WEST ONE
1/4" = 1'-0"

D1
PROCEDURE THREE 2632 - NORTH

1/4" = 1'-0"
E2 PROCRDURE ONE 2629 - WEST

1/4" = 1'-0"
C1 MA TWO 2626 - SOUTH

1/4" = 1'-0"
C2

NURSE STATION 2628 - WEST
1/4" = 1'-0"

C3
PSR 2606 - NORTH

1/4" = 1'-0"
C4

PSR 2606 - EAST
1/4" = 1'-0"

C5
PSR 2606 - SOUTH

1/4" = 1'-0"
B1

PSR 2606 - WEST
1/4" = 1'-0"

B2
EXAM SIX 2630 - EAST

1/4" = 1'-0"
D3

PROCEDURE THREE 2632 - WEST

REFERENCE A900 SERIES

EQUIPMENT LEGEND

TAG PRODUCT NAME

EX-09 WALL MOUNTED COMPUTER

EX-10 GP015 CLEAR PETG PLASTIC TRIPLE GLOVE BOX

EX-11 BIO SYSTEMS 2 GALLON WALL MOUNT SHARPS DISPOSAL CONTAINER

EX-12 1500 CC WALL MOUNTED CANISTER AND BRACKET

EX-20 MULTIFOLD WALL MOUNT PAPER TOWEL DISPENSER

EX-21 1.2 L WALL MOUNT SOAP DISPENSER

EX-22 3M AVAGARD D INSTANT WALL MOUNT HAND SANITIZER DISPENSER

EX-24 12" WHISPER QUIET ANALOG CLOCK

OF-05 AED CABINET

OF-07 23 GAL SLIM JIM WASTE CAN

VT-01 DIGITAL FLOOR HANDRAIL SCALE AND STADIOMETER

1/4" = 1'-0"
B3

EXAM EIGHT 2607 - WEST
1/4" = 1'-0"

B4
EXAM TEN 2603 - WEST

1/4" = 1'-0"
B5

EXAM SIX 2630 - SOUTH

1/4" = 1'-0"
A1

GENERAL SURGERY RECEPTION FRONT
1/4" = 1'-0"

A3
BREAKROOM 2615 - EAST

1 ADDENDUM 1 10/3/2024
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IO
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SCHEDULED FINISH FLOOR; RE: 
FINISH FLOOR PLANS

LOWER CABINET; RE: ELEVATION FOR 
CABINET TYPE

WALL AS SCHEDULED; RE: 
PLAN FOR TYPE

UPPER CABINET, RE: ELEVATION FOR 
CABINET TYPE

BACKSPLASH  WHERE 
OCCURS, RE: ELEVATION, 

SAME MATERIAL AS 
COUNTERTOP, CALKING AT 

JOINTS TO MATCH 
COUNTERTOP MATERIAL

BASE TO MATCH MILLWORK MATERIAL 
UNLESS NOTED IN ELEVATIONS

12"

24"

NEW SLOPED MILLWORK TOP
ALIGN SLOPES ON ALL MILLWORK TOPS

V
A

R
IE

S

VERIFY IN FIELD

VARYING  DEPTHS

EXISTING WALL
VERIFY IN FIELD

INSTALL NECESSARY BACKING FOR NEW SLOPED MILLWORK TOP;
PATCH AND REPAIR WALL OPENING AND LEAD SHIELDING;
MATCH ADJACENT WALL FINISH

1 1/4" - 12"

5 
3/

8"

WALL AS SCHEDULED; RE: FLOOR PLAN FOR 
WALL TYPES

FINISHED FLOOR

COUNTERTOP:  3/4" PLYWOOD SUBSTRATE, 
RE: ELEVATION FOR FINISH TYPE

BASE AS SPECIFIED. RE: FINISH PLAN

FULL CONCEALED STEEL SUPPORT BRACKET -  REF. D1
\A581; FINISH TO MATCH ADJACENT WALL COLOR/FINISH 
(WHERE EXPOSED), SIMILAR FOR EXPOSED BRACKET IN 
EXISTING WALL WHERE FULLY CONCEALED IS NOT AN 
OPTION

1' - 10" 0' - 2"

4" BACKSPLASH WHERE OCCURS, RE: ELEVATION, MATERIAL 
TO MATCH COUNTERTOP MATERIAL, ADHERED TO WALL WITH 
CALKING AT WALL JOINT 

2' - 0"

CALKING AT JOINT TO MATCH WALL FINISH

OPENING FOR CORD MANAGEMENT AT ALL COMPUTER LOCATIONS, 
RE: ENLARGED PLANS,PROVIDE  GROMMET; BASIS OF DESIGN -
MOCKET MAX2/A-94-3-15/16"

1 
3/

8"

2"X2"X1/4" ANG. 
CONTINUOUS WELD TO 
TS POST

2"x2"x1/4" TS WELDED TO 
2"x8"x1/4" PLATE EPOXY / BOLTED 
TO SLAB W/ 1/2" DIA. ANCHORS, 
TYP.

2"X2"X1/4" ANG. BOLTED 
TO STUD

STEEL FRAMING

T.S. POST CONDITION STUD SIDE-MOUNT CONDITION

  1"

NOTCH END OF ANGLE

WALL AS SCHEDULED; RE: FLOOR PLAN FOR 
WALL TYPES

FINISHED FLOOR

COUNTERTOP: PLASTIC LAMINATE 
WRAPPED 3/4" PLYWOOD SUBSTRATE, RE: 
ELEVATION FOR FINISH

BASE AS SPECIFIED. RE: FINISH PLAN

FULL CONCEALED STEEL SUPPORT BRACKET -  REF. D1
\A581; FINISH TO MATCH ADJACENT WALL COLOR/FINISH 
(WHERE EXPOSED), SIMILAR FOR EXPOSED BRACKET IN 
EXISTING WALL WHERE FULLY CONCEALED IS NOT AN 
OPTION

OPENING FOR CORD MANAGEMENT AT ALL COMPUTER LOCATIONS, 
RE: ENLARGED PLANS, PROVIDE  GROMMET; BASIS OF DESIGN -
MOCKET MAX2/A-94-3-15/16"

24"

1"

EDGE BANDING: REHAU 3MM T MOLDING 
BAND. COLOR TO MATCH PLASTIC 
LAMINATE. 

BLOCKING AS REQUIRED

COUNTERTOP: SOLID SURFACE  WITH PLYWOOD 
SUBSTRATE, RE: ELEVATION FOR FINISH TYPE, EASED 
EDGE, MITER OUTSIDE CORNER, FINISHED ON ALL 
EXPOSED SIDES, SCRIBE TIGHTLY TO WALL, SEAL 
SEAMS WITH MATCHING SILICONE

6"

14 1/2"

R
E

: I
N

T
E

R
IO

R
 E

LE
V

A
T

IO
N

1 
1/

2"

WALL AS SCHEDULED; SEE FLOOR PLAN FOR 
WALL TYPES

FINISHED FLOOR

COUNTERTOP: SOLID SURFACE WITH PLYWOOD SUBSTRATE, RE: 
ELEVATION FOR FINISH TYPE, EASED EDGE, MITER OUTSIDE 
CORNER, FINISHED ON ALL EXPOSED SIDES, SCRIBE TIGHTLY TO 
WALL, SEAL SEAMS WITH MATCHING SILICONE

BASE AS SPECIFIED. SEE ELEVATION

FULL CONCEALED STEEL SUPPORT BRACKET -  REF. D1
\A581; FINISH TO MATCH ADJACENT WALL COLOR/FINISH 
(WHERE EXPOSED), SIMILAR FOR EXPOSED BRACKET IN 
EXISTING WALL WHERE FULLY CONCEALED IS NOT AN 
OPTION

4" BACKSPLASH WHERE OCCURS, RE: ELEVATION, MATERIAL 
TO MATCH COUNTERTOP MATERIAL, ADHERED TO WALL WITH 
CALKING AT WALL JOINT,  (NO BACKSPLASH AT TILE WALLS)

CALKING AT JOINT TO MATCH WALL FINISH

OPENING FOR CORD MANAGEMENT AT ALL COMPUTER LOCATIONS, 
RE: ENLARGED PLANS,PROVIDE  GROMMET; BASIS OF DESIGN -
MOCKET MAX2/A-94-3-15/16"

4 7/8"

1 
1/

2"

BLOCKING AS REQUIRED

WALL AS SCHEDULED; SEE FLOOR PLAN FOR 
WALL TYPES

WALL CAP: SOLID SURFACE  WITH PLYWOOD 
SUBSTRATE, RE: ELEVATION FOR FINISH TYPE, EASED 
EDGE, MITER OUTSIDE CORNER, FINISHED ON ALL 
EXPOSED SIDES, SCRIBE TIGHTLY TO WALL, SEAL SEAMS 
WITH MATCHING SILICONE

WALL AS SCHED. SEE 
PLAN FOR TYPE

PANEL: 3/4" MDF CORE, PANEL 
FINISHED WITH PLASTIC LAMINATE, 
PL-01 RE: FINISH SCHEDULE. 

BLOCKING AS REQUIRED

MICROWAVE RE: APPLIANCE SCHEDULE

ELECTRICAL RECEPTICLE, RE: ELECTRICAL 
DRAWINGS

DOOR: 3/4" MDF CORE, PANEL 
FINISHED WITH PLASTIC 
LAMINATE, PL-01 RE: FINISH 
SCHEDULE. 

24"

BLOCKING/FRAMING AS REQUIRED

A
LI

G
N

 W
IT

H
 A

D
JA

C
E

N
T

 U
P

P
E

R
V

E
R

IF
Y

 W
/ S

P
E

C
IF

IE
D

 P
R

O
D

U
C

T
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1/
8"

CONCEALED SPEED BRACE AS REQUIRED 
RE: ACCESSORY SCHEDULE

DRAWER CONSTRUCTION: 1/2" MDF CORE
BOSY, 1/4" CORE BOTTOM FACED W/ WHITE
MELAMINE.

12"

BLOCKING AS REQUIRED

WALL AS SCHEDULED; RE: FLOOR PLAN FOR 
WALL TYPES

COUNTERTOP: SOLID SURFACE  WITH PLYWOOD SUBSTRATE, 
RE: ELEVATION FOR FINISH TYPE, EASED EDGE, MITER 
OUTSIDE CORNER, FINISHED ON ALL EXPOSED SIDES, SCRIBE 
TIGHTLY TO WALL, SEAL SEAMS WITH MATCHING SILICONE

CONCEALED SPEED BRACE AS REQUIRED 
RE: ACCESSORY SCHEDULE

1 
1/

2"
40

 1
/2

"

FINISHED FLOOR
BASE AS SPECIFIED. RE: FINISH PLAN

WALL AS SCHEDULED; SEE FLOOR PLAN FOR 
WALL TYPES

COUNTERTOP: SOLID SURFACE WITH PLYWOOD SUBSTRATE, RE: 
ELEVATION FOR FINISH TYPE, EASED EDGE, MITER OUTSIDE 
CORNER, FINISHED ON ALL EXPOSED SIDES, SCRIBE TIGHTLY TO 
WALL, SEAL SEAMS WITH MATCHING SILICONE

4" BACKSPLASH WHERE OCCURS, INSTALL BACKSPLASH 
TIGHTLY TO EITHER SIDE OF GLASS. SILICONE SEALANT TO 
PROTECT SEAMS.

1/2" TEMPERED 
GLASS

20"

18
"

0' 
- 7

"

USE CLEAR SILICONE WHERE GLASS 
MEETS SOLID SURFACE

METAL U-CHANNEL 
SECURED TO WALL

13"

11
"

6"
3/

4"

A2

A581

COUNTERTOP: SOLID SURFACE NOTCHED FOR GLASS

4" BACKSPLASH WHERE OCCURS, INSTALL BACKSPLASH 
TIGHTLY TO EITHER SIDE OF GLASS. SILICONE SEALANT TO 
PROTECT SEAMS.

1/2" TEMPERED 
GLASS

USE CLEAR SILICONE WHERE GLASS 
MEETS SOLID SURFACE

1/2"

1/
2"

18
"
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1 1/2" = 1'-0"
C1

TYPICAL CASEWORK DETAIL

1 1/2" = 1'-0"
E2

NEW MILLWORK SLOPED TOP

1 1/2" = 1'-0"
C2

PLASTIC LAMINATE COUNTERTOP WITH SUPPORT BRACKET DETAIL

1" = 1'-0"
E4

HIDDEN COUNTER SUPPORT BRACKET

1 1/2" = 1'-0"
C4

RECEPTION DESK DETAIL

1 1/2" = 1'-0"
B1 SOLID SURFACE COUNTERTOP WITH SUPPORT BRACKET

3" = 1'-0"
B2 PONY WALL CAP DETAIL

1 1/2" = 1'-0"
B4 UPPER MICROWAVE CABINET

1 1/2" = 1'-0"
B6 TRANSACTION WALL DETAIL
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1 1/2" = 1'-0"
A1

SPLASH GUARD SIDE VIEW
1 1/2" = 1'-0"

A2
SPLASH GUARD SECTION
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CHAIR TO WALL
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24"
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SC-04

AU-01
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AU-03

AL-01

EX-01

EX-03

EX-07

EX-06

EX-05b

EX-01

EX-03

AL-02

EX-01

EX-03

EX-03

EX-01

AU-01 AU-02

AU-03

EX-03

VNG-01

OF-01

VT-01

OF-02

EX-02

BR-01

BR-02

OF-03

BR-03

OF-04

OF-04

OF-04

OF-04

OF-04

CT

AU-05

AU-06

OF-07

AU-05AU-05

OF-07

OF-07

61 to 62" high - from top

CHAIR TO WALL

24"

OF-02

SC-05

OF-04

OF-06

EX-07

EX-07

EX-07

EX-07

EX-07

OF-04OF-04

EX-02

OF-07

OF-04

EX-07

OF-07

OF-07

OF-04

AU-07

OF-07

OF-04

OF-04

OF-04

OF-04 OF-04

OF-04

OF-04

OF-04

EX-07 EX-07

OF-06

SC-04

1

EX-05

AU-06

1

EX-25

EX-271 1
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1/4" = 1'-0"
A1 ENT FURNITURE & EQUIPMENT PLAN

GENERAL NOTES - EQUIPMENT
1 GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY UNKNOWN

CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

2 OWNER TO PROVIDE A COMPLETE LIST OF EQUIPMENT AND ACCESSORIES. CONTRACTOR TO COORDINATE WITH OWNER
ANY EQUIPMENT AND ACCESSORIES NOTED IN THE SCHEDULE. CONTRACTOR TO REPORT ANY DISCREPANCIES TO THE
ARCHITECT.

EQUIPMENT SCHEDULE - ENT
TAG PRODUCT NAME MANUFACTURER RESP. COMMENTS

AL-01 HELMER FRIDGE N/A EXISTING; PROVIDE POWER AND CARD
READER

AL-02 64 SHARPSMART REUSABLE SHARPES CONTAINER DANIELS OFOI MOVABLE

AU-01 GSI TYMPSTAR PRO TYMPANOMETER GRASON-STADLER OFOI MOVABLE

AU-02 AUDIOSTAR PRO AUDIOMETER MANUAL VRA 4 TOY
SYSTEM

GRASON-STADLER OFOI MOVABLE

AU-03 AUDIOSTAR PRO DUAL CHANNEL AUDIOMETER GRASON-STADLER OFOI MOVABLE

AU-05 OPHTHALMOSCOPE SET BAXTER OFOI MOVABLE; PROVIDE POWER

AU-06 ICS IMPULSE GOGGLES NATUS OFOI MOVABLE; PROVIDE POWER

AU-07 VNG System w Cart Natus OFOI

BR-01 16 X 20 MICROWAVE GE N/A PEB2060SM

BR-02 18 CU FT TOP FREEZER REFRIGERATOR Kenmore N/A ITEM# 04660609000

BR-03 ICE MACHINE AND WATER DISPENSER HOSHIZAKI N/A ON COUNTER; PROVIDE POWER

EX-01 RITTER 230 UNIVERSAL MIDMARK OFOI PROVIDE POWER

EX-02 BIOHAZARD ROUND RED WASTE RECEPTACLE CLINTON INDUSTRIES OFOI MOVABLE

EX-03 SHORT LAB STOOL MIDMARK OFOI

EX-05 CX302 MEDIUM LINEN HAMPER MEDLINE INDUSTRIES OFOI

EX-05b CX302 MEDIUM LINEN HAMPER - BIOHAZARD USE MEDLINE INDUSTRIES OFOI

EX-06 DOUBLE POST CHROME MAYO STAND ANATOMY SUPPLY
PARTNERS

OFOI MOVABLE

EX-07 GLOBAL SMR MAXI ENT CABINET GLOBAL OFOI MOVABLE; PROVIDE POWER

EX-09 WALL MOUNTED COMPUTER N/A PROVIDE POWER AND DATA

EX-10 GP015 CLEAR PETG PLASTIC TRIPLE GLOVE BOX BOWMAN DISPENSERS OFCI

EX-11 BIO SYSTEMS 2 GALLON WALL MOUNT SHARPS DISPOSAL
CONTAINER

STERICYCLE OFCI

EX-17 464 EXAM/PROCEDURE CHAIR MTI OFOI

EX-19 WALL MOUNT MICROSCOPE GLOBAL SURGICAL
CORPORATION

OFCI TEACHING MICROSCOPE

EX-20 MULTIFOLD WALL MOUNT PAPER TOWEL DISPENSER GEORGIA PACIFIC OFCI

EX-21 1.2 L WALL MOUNT SOAP DISPENSER HENKEL CONSUMER
GOODS

OFCI INSTALL PER MANUFACTURER'S
RECOMMENDATIONS. SEE GI003 FOR
MOUNTING HEIGHTS.

EX-22 3M AVAGARD D INSTANT WALL MOUNT HAND SANITIZER
DISPENSER

SOLVENTUM OFCI INSTALL PER MANUFACTURER'S
RECOMMENDATIONS. SEE GI003 FOR
MOUNTING HEIGHTS.

EX-23 RITTER 255 LED CEILING EXAM/PROCEDURE LIGHT MIDMARK OFCI

EX-24 12" WHISPER QUIET ANALOG CLOCK GRAINGER OFOI

EX-25 LARYNGOSCOPY TOWER OLYMPUS AMERICA INC
- ENDOSCOPY DIV.

OFOI MOVABLE; PROVIDE POWER

EX-27 ENDOSCOPY TOWER OLYMPUS AMERICA INC
- ENDOSCOPY DIV.

OFOI MOVABLE; PROVIDE POWER

OF-01 FLOOR COPY MACHINE N/A MOVABLE

OF-02 PRINTER COUNTER OFOI PROVIDE POWER AND DATA

OF-03 55" TV OFOI PROVIDE POWER

OF-04 41 QT LARGE DESKSIDE OPEN TOP WASTE CAN RUBBERMAID OFOI MOVABLE; PROVIDE WASTE COVER BAG
LID WITH STORAGE

OF-06 HSM PURE 630C HEAVY DUTY SHREDDER HSM OF AMERICA OFOI MOVABLE; PROVIDE POWER

OF-07 23 GAL SLIM JIM WASTE CAN RUBBERMAID OFOI MOVABLE; PROVIDE WASTE COVER BAG
LID WITH STORAGE

SC-01 ENDOSCOPE STORAGE CABINET GLOBAL SURGICAL
CORPORATION

OFCI

SC-02 WALL MOUNT HOOD CHEMICAL SOAK STATION CIVCO MEDICAL
SOLUTIONS

OFCI PROVIDE POWER

SC-03 OLYMPUS OER MINI SCOPE PROCESSOR OLYMPUS AMERICA INC
- ENDOSCOPY DIV.

OFCI VERIFY ACTUAL SIZE WITH OWNER,
MOVEABLE

SC-04 M11 COUNTERTOP STEAM STERILIZER AUTOCLAVE MIDMARK OFOI MOVABLE

SC-05 MIDMARK QC3-01 ULTRASONIC CLEANER Midmark OFCI PROVIDE POWER; DRAIN TO SINK

VNG-01 HI-LO TITAN ELECTRIC EXAM/TREATMENT TABLE HAUSMANN
INDUSTRIES

OFOI MOVABLE

VT-01 DIGITAL FLOOR HANDRAIL SCALE AND STADIOMETER DORAN SCALES OFOI PROVIDE POWER
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A1

SLEEP & NEPH FURNITURE & EQUIPMENT PLAN

GENERAL NOTES - EQUIPMENT
1 GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY UNKNOWN

CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

2 OWNER TO PROVIDE A COMPLETE LIST OF EQUIPMENT AND ACCESSORIES. CONTRACTOR TO COORDINATE WITH OWNER
ANY EQUIPMENT AND ACCESSORIES NOTED IN THE SCHEDULE. CONTRACTOR TO REPORT ANY DISCREPANCIES TO THE
ARCHITECT.

EQUIPMENT SCHEDULE - SLEEP & NEPH
TAG PRODUCT NAME MANUFACTURER RESP. COMMENTS

BR-03 ICE MACHINE AND WATER DISPENSER HOSHIZAKI N/A ON COUNTER; PROVIDE POWER

EX-02 BIOHAZARD ROUND RED WASTE RECEPTACLE CLINTON INDUSTRIES OFOI MOVEABLE

EX-03 SHORT LAB STOOL MIDMARK OFOI

EX-05 CX302 MEDIUM LINEN HAMPER MEDLINE INDUSTRIES OFOI

EX-09 WALL MOUNTED COMPUTER N/A PROVIDE POWER AND DATA

EX-10 GP015 CLEAR PETG PLASTIC TRIPLE GLOVE BOX BOWMAN DISPENSERS OFCI

EX-11 BIO SYSTEMS 2 GALLON WALL MOUNT SHARPS DISPOSAL
CONTAINER

STERICYCLE OFCI

EX-13 PHILIPS INTELLIVUE PATIENT MONITOR PHILIPS OFOI ON COUNTER; PROVIDE POWER

EX-20 MULTIFOLD WALL MOUNT PAPER TOWEL DISPENSER GEORGIA PACIFIC OFCI

EX-21 1.2 L WALL MOUNT SOAP DISPENSER HENKEL CONSUMER
GOODS

OFCI INSTALL PER MANUFACTURER'S
RECOMMENDATIONS. SEE GI003 FOR
MOUNTING HEIGHTS.

EX-22 3M AVAGARD D INSTANT WALL MOUNT HAND SANITIZER
DISPENSER

SOLVENTUM OFCI INSTALL PER MANUFACTURER'S
RECOMMENDATIONS. SEE GI003 FOR
MOUNTING HEIGHTS.

EX-25 RITTER 204 EXAM TABLE AND BASE MIDMARK OFOI PROVIDE POWER

OF-02 PRINTER COUNTER OFOI PROVIDE POWER AND DATA

OF-04 41 QT LARGE DESKSIDE OPEN TOP WASTE CAN RUBBERMAID OFOI

OF-06 HSM PURE 630C HEAVY DUTY SHREDDER HSM OF AMERICA OFOI MOVEABLE; PROVIDE POWER

OF-07 23 GAL SLIM JIM WASTE CAN RUBBERMAID OFOI MOVEABLE; PROVIDE WASTE COVER BAG
LID WITH STORAGE

1 ADDENDUM 1 10/3/2024
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A1 SURGERY FURNITURE & EQUIPMENT PLAN

GENERAL NOTES - EQUIPMENT
1 GENERAL CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND SHALL REPORT TO THE ARCHITECT ANY UNKNOWN

CONDITIONS, ERRORS, OR CONFLICTS IN THE DRAWINGS BEFORE BEGINNING WORK

2 OWNER TO PROVIDE A COMPLETE LIST OF EQUIPMENT AND ACCESSORIES. CONTRACTOR TO COORDINATE WITH OWNER
ANY EQUIPMENT AND ACCESSORIES NOTED IN THE SCHEDULE. CONTRACTOR TO REPORT ANY DISCREPANCIES TO THE
ARCHITECT.

EQUIPMENT SCHEDULE - GEN SURGERY
TAG PRODUCT NAME MANUFACTURER RESP. COMMENTS

BR-03 ICE MACHINE AND WATER DISPENSER HOSHIZAKI N/A ON COUNTER; PROVIDE POWER

EX-01 RITTER 230 UNIVERSAL MIDMARK OFOI PROVIDE POWER

EX-02 BIOHAZARD ROUND RED WASTE RECEPTACLE CLINTON INDUSTRIES OFOI MOVEABLE

EX-03 SHORT LAB STOOL MIDMARK OFOI

EX-04 RITTER 224 BARRIER-FREE POWER EXAM CHAIR MIDMARK OFOI HIGH-LOW, POWER EXAM TABLE WITH AST,
DRAWER HEATER, PELVIC TILT,
RECEPTACLES BASE; PROVIDE POWER

EX-05 CX302 MEDIUM LINEN HAMPER MEDLINE INDUSTRIES OFOI

EX-06 DOUBLE POST CHROME MAYO STAND ANATOMY SUPPLY
PARTNERS

OFOI MOVEABLE

EX-09 WALL MOUNTED COMPUTER N/A PROVIDE POWER AND DATA

EX-10 GP015 CLEAR PETG PLASTIC TRIPLE GLOVE BOX BOWMAN DISPENSERS OFCI

EX-11 BIO SYSTEMS 2 GALLON WALL MOUNT SHARPS DISPOSAL
CONTAINER

STERICYCLE OFCI

EX-12 1500 CC WALL MOUNTED CANISTER AND BRACKET CARDINAL HEALTH
MEDICAL

OFCI WITH BUILT-IN ON/OFF VALVE

EX-14 QUANTUM 2 SYSTEM W/ SUPER TURBOVAC 90 WAND
CONTROLLER

SMITH & NEPHEW OFOI MOVEABLE; PROVIDE POWER

EX-15 QUANTUM 2 SYSTEM W/ SUPER TURBOVAC 90 WAND FOOT
CONTROL

SMITH & NEPHEW OFOI IN CLOSE PROXIMITY OF THE CONTROLLER;
PROVIDE POWER

EX-20 MULTIFOLD WALL MOUNT PAPER TOWEL DISPENSER GEORGIA PACIFIC OFCI

EX-21 1.2 L WALL MOUNT SOAP DISPENSER HENKEL CONSUMER
GOODS

OFCI INSTALL PER MANUFACTURER'S
RECOMMENDATIONS. SEE GI003 FOR
MOUNTING HEIGHTS.

EX-22 3M AVAGARD D INSTANT WALL MOUNT HAND SANITIZER
DISPENSER

SOLVENTUM OFCI INSTALL PER MANUFACTURER'S
RECOMMENDATIONS. SEE GI003 FOR
MOUNTING HEIGHTS.

EX-25 MOBILE PROCEDURE LIGHT EXISTING OFOI EXISTING

EX-26 ULTRA SOUND LOGIQ P5 GE N/A

OF-02 PRINTER COUNTER OFOI PROVIDE POWER AND DATA

OF-03 55" TV OFOI PROVIDE POWER

OF-04 41 QT LARGE DESKSIDE OPEN TOP WASTE CAN RUBBERMAID OFOI MOVEABLE; PROVIDE WASTE COVER BAG
LID WITH STORAGE

OF-05 AED CABINET Activar Construction
Products Group

OFCI EXISTING IN NEW LOCATION

OF-07 23 GAL SLIM JIM WASTE CAN RUBBERMAID OFOI MOVEABLE; PROVIDE WASTE COVER BAG
LID WITH STORAGE

SC-04 M11 COUNTERTOP STEAM STERILIZER AUTOCLAVE MIDMARK OFOI EXISTING; CONTRACTOR TO PUT BACK IN
SAME LOCATION

VT-01 DIGITAL FLOOR HANDRAIL SCALE AND STADIOMETER DORAN SCALES OFOI <varies>
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