ARCHITECT’S SUPPLEMENTAL INSTRUCTIONS

Date Issued: May 22, 2020
Project: Intermountain Healthcare
Tooele Valley Dialysis Clinic Expansion
2356 North 400 East, Suite #102
Tooele, Utah 84074

Architect’s Supplemental Instructions: ASI #7

To: Saunders Construction
1113 South 500 West
Bountiful, Utah 84010

The Work shall be revised in accordance with the following supplemental instructions, and shall be carried out in accordance with the Contract Documents. Prior to proceeding with the work described, the Contractor is to determine if the work is to affect the contract amount. If additional costs are to be incurred, the Contractor shall submit an itemized cost breakdown showing time, material and other items affected by the change. After acceptance of this work and associated costs, a change order will be prepared for signatures to affect a change to the contract.

<table>
<thead>
<tr>
<th>Item Number</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>As requested by the Owner Wall mounted Ergotron Computer Charting stations have been added at the exam/ training room and the isolation room. Outlets and data in these rooms and few other places have also been re-arranged and or revised as necessary. See attached Architectural sheet A113 and Electrical sheet EP101 with revisions shown clouded.</td>
</tr>
<tr>
<td>2</td>
<td>See attached Electrical ASI #7 memo from Spectrum Engineers.</td>
</tr>
</tbody>
</table>

Attachments:

ASI #7 Cover sheet memo from Spectrum Engineers,
Electrical ASI #07

**Project:** Dialysis Clinic Expansion  
**From:** Peter Johansen

**Project No:** 20190957  
**Date:** May 21, 2020

---

**DRAWINGS**

**EP101**

1. Relocated monitor receptacles to 48” AFF in A136, A138, & A141.
3. Added a 2-drop data receptacle in A141.
4. Relocated power receptacle and added a 2-drop data receptacle in A132.
5. Power receptacle in A129 was re-circuited/repurposed to provide power for a monitor.
6. Added data for monitor in A129.
7. Three 2-drop data receptacles in A109 were changed to 3-drop data receptacles.
A. SEE SHEET G003 AND G005 FOR SYMBOLS, GENERAL NOTE S AND LEGEND.

KEYED NOTES

09.04 PARTIAL HEIGHT WALL WITH SOLID SURFACE CAP. SEE WALL TYPE ‘P’ ON SHEET

06.17 PLUMBING CHASE WALL. SEE INTERIOR ELEVATIONS AND DETAILS ON SHEET

26.19 SEE ELECTRICAL DRAWINGS FOR FLOOR BOX RECESSED IN CONCRETE TO

22.04 COUNTER MOUNTED STAINLESS STEEL DEEP SINK. SEE PLUMBING DRAWINGS.

22.03 MOP SINK. SEE PLUMBING DRAWINGS.

RECESS FOR IN-FLOOR SCALE. RECESS TO BE 3'-0" W X 3'-4" D. PROVIDE 10"

RUN ELECTRICAL CONNECTIONS TO THE TABLE.

ASI #6 May 14, 2020

Construction Documents Feb 4, 2020

Northpointe Medical Park, Bldg B 2356 North 400 East, Suite #102 Tooele, Utah 84074