






































































MCC WIRING DIAGRAM
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MCC STAGING CONTROLLER DIAGRAM

Note: Three stages shown. One additional display and three additional controls can be
connected. Relay contacts are for external alarm relay. Computer connection is for certain
legacy systems only.
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TWO SPEED OPERATION

This is a special purpose option that requires different software for the control board and the master 
controller interface. The option uses the two dry contact relays (COMP and EH on the board) to control 
the compressor start and low speed bypass operation. Please note that the heater relay is active when 
the low-speed operation is enabled. This is typically used with a frequency drive with the run input 
connected to the COMP relay and the low speed input enable connected to the EH relay.
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NOTES
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COPYRIGHT

COPYRIGHT © 2023 CTM-MARINE LLC, ALL RIGHTS RESERVED

No part of this publication may be reproduced, translated, stored in a retrival system, or transmitted in
any form or by any means electronic, mechanical, photocopying, recording or otherwise without prior 
written consent by CTM Marine.

Every precaution has been taken in the preparation of this manual to insure its accuracy.
However, CTM Marine assumes no responsibility for errors and omissions. Neither is any 
liability assumed nor implied for damages resulting from the use or misuse of this product and 
information contained herein.
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