PRINIED: 11-0¢ FEE NAMES: BIEVILONG

T NOTES:
1. METER TO BE INSTALLED BY
FIRST - FLOOR BIWC. ALL FITTINGS, VALVES,
A / AND BACKFLOW PREVENTER TO
BE INSTALLED BY OWNER.
2. HYDRO-PNEUMATIC PUMPS TO
< BE INSTALLED AFTER BACKFLOW
DEVICE AS REQUIRED AND ONLY
AS APPROVED.
3. METER TO BE EASILY ACCESSIBLE
NO SHRUBS AT ALL TIMES AND LOCATED IN
WITHIN 48° AN UNOBSTRUCTED AREA.

24°MIN.
48°MAX.
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l USE A SLEEVE THROUGH THE FOUNDATION
THAT IS SLIGHTLY LARGER THAN THE SERVICE
LINE. THE GAP BETWEEN THE SLEEVE AND THE
l SERVICE IS SEALED AFTER INSTALLATION
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*NOTE: METERS GREATER THAN ONE INCH REQUIRE FLANGED ENDS
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