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LINTEL  OVER TO STRUCTURAL ENGINEERS DETAILS 120602/09
2M HEADROOM BELOW OPENING

PROPOSED STAGE LEVEL 82.48
TO STRUCTURAL ENGINEERS DETAILS 120602/08
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DOOR OPENING
 
WB1 
PROPOSED 
WINDOW 
INWARD OPENING
630 X 
 

G.L 79.82
 
 

REMOVE 
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EXISTING  BOUNDARY FENCE
 
 

 

WINDOW AND DOOR SCHEDULE LINTELS 
TO STRUCTURAL ENGINEERS DETAILS.
DB1 PROPOSED EXTERNAL FIRE EXIT DOOR 1/2 HOUR WITH VISION PANEL

WITH PUSH PAD / APPROVED PANIC BOLT FITTINGS 
ADAPT EXISTING WINDOW OPENING

WB1 PROPOSED WINDOW
ADAPT EXISTING WINDOW OPENING

IDB   INTERNAL FIRE DOORS ON PARLIAMENT HINGES WITH VISION PANELS IN EXISTING OPENING
                HOLD  OPEN DEVICE WITH PUSH PAD / APPROVED PANIC BOLT FITTINGS 

 
 

FORM ARCH 
OPEN UP EXISTING 
OPENING SEE 
ENGINEERS DETAILS
120602/09
 

BRICK FLOOR FINISH AS EXISTING
 

BASEMENT WALLS TO BE MONITORED BRICK FINISH AS EXISTING
 

METAL 
STAIRCASE
DETAIL
S.1.
 

EXTERNAL
METAL STAIR
DETAIL S.2.

 

CLEAN CHUTE
AND 
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DB1 TO 
SEPARATE 
DETAIL  
 

STEP UP
186MM  
 

ACO SLOT TO DOOR WAY  
 

GRAB AND HAND
RAILS TO SEPARATE
DETAIL R1

PROPOSED
EXTERNAL
METAL STAIR
DETAIL S.2.
 

METAL 
STAIRCASE
DETAIL
S.1.
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CLEAN OUT
EXISTING CHUTES
AND WALL VENTS 
 

HEAVY DUTY 
GLASS BLOCKS
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LIGHT WELL 
WORKS TO BE 
AGREED WITH 
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AND HIGHWAYS
 

EXISTING CAST 
IRON RAILINGS
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COPING 
STONE
 

UP

SEE ENGINEERS DETAILS
120602/12 FOR LINTELS
OVER ALTERED OPENINGS
 

SEE ENGINEERS DETAILS
120602/12 FOR LINTELS
OVER ALTERED OPENINGS
 

SEE ENGINEERS
DETAILS 120602/07
FOR DETAILS OF

STEEL FLOOR
TO LANDING

SEE ENGINEERS
DETAILS 120602/05
FOR DETAILS OF

STEEL FLOOR
TO STAGE ALTAR AND

CONFECTION DETAIL TO
EXISTING BASEMENT WALLS

SEE ENGINEERS
DETAILS
120602/01/03  
BACK DROP 
MANHOLE

FLOOR CONSTRUCTION OVER BASEMENT
TIMBER FLOOR BOARDS ON

22MM BOARDS  ON 100MM METAL FLOOR
100MM SOUND INSULATION BETWEEN STEEL JOISTS

15MM FIRE BOARD TO U/SIDE

FLOOR CONSTRUCTION TO
STAGE TIMBER BOARDS ON

JOISTS ON MOISTURE
RESISTANT CHIPBOARD

ON METAL FLOOR
FIRE BOARD TO U/SIDE TO S.E DETAILS

TRIMMED ACCESS HATCH TO
STAGE FOR ELECTRICS REQUIRED

 

FIRE DOOR WITH
VISION PANEL
SET BACK 
75MM FROM 
OUTER FACE 
OF BRICKWORK
 

SEE ENGINEERS
DETAILS 120602/06
FOR DETAILS OF

STEEL FLOOR
TO VESTRY

CAREFULLY
REMOVE EXISTING 
PAINT ALLOW 
PLASTER TO
DRY OUT 
AND MONITOR
CONDITION OF WALL

REMOVE EXISTING 
PLASTER 1.2 ABOVE
EXISTING FLOOR LEVELS
AND REPAIR IN 
TRITON RENOVATION PLASTER
OR SIMILARLY APPROVED

ES
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EL

EL EL

STAIR CASE DETAILS. ALL DIMS TO BE CHECKED ON SITE PRIOR TO MANUFACTURE

S.1. INTERNAL METAL STAIR CASE S.1.
F.FLO0R TO F.FLOOR = 2.55M
276MM GOING NON SLIP TREADS RISE 182MM
33.14 DEGREE PITCH
1.2M WIDE HAND RAIL BOTH SIDES OF THE FLIGHT
900MM ABOVE THE PITCH 1100MM TO GALLERY 
/ LANDING AREA NO OPENING IN BALUSTRADES
TO EXCEED 100MM SPHERE

S.2. EXTERNAL METAL ESCAPE STAIR S.2.
EXTERNAL LEVEL TO EXTERNAL LEVEL = 1.85M
240MM GOING NON SLIP TREADS 186MM RISER
37.5 DEGREE PITCH
WIDTH LESS  THAN 1M 
SINGLE HAND RAIL ATTACHED TO WALL
900MM ABOVE PITCH OF STAIR

STAIR CASE DESIGN TO COMPLY WITH PART K OF THE BUILDING REGS 
AND CURRENT BRITISH STANDARDS
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OR SIMILARLY APPROVED
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EL EMERGENCY LIGHTING
FLORESCENT FITTING

SEALED LIGHT 
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SMOKE DETECTOR
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DRAINAGE  TO STRUCTURAL ENGINEER DETAILS 120602/03

DRAINAGE  TO STRUCTURAL ENGINEER DETAILS 120602/03

MH4
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C.L. 81.67
 
 

ACO SLOT TO
DOOR WAY
 

NEW GULLEY
G.C. TO CHECK
FALL TO EXISTING
DRAIN ON SITE

SUMP OUTFALL  
CONNECT TO NEW
GULLEY AND DRAINAGE 
 APPROX POSITION

EXISTING SUMP
 

EXISTING 225MM
DRAINAGE PIPE
APROX 1.9 BELOW G.L.

 
 

CONNECTION TO 
EXISTING PIPE TO 
ANGLIAN WATER 
DETAILS
 
 

M.H. 4
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I.V. ? CHECK ON 
SITE SUBJECT TO
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