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A8.0     KITCHEN DETAILS
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M1     SPECIFICATIONS
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45 MIN. SEPARATION



1. ALL PENETRATIONS THROUGH FIRE SEPARATIONS 

SHALL BE FIRESTOPPED USING APPROVED ULC LISTED 

SYSTEMS, ANY UNLISTED SYSTEMS REQUIRE AN 

ENGINEERING EQUIVALENCY, SUBMIT SHOP DRAWING FOR 

APPROVAL.

2. ALL FIRE SEPARATIONS AND RATED CEILING SHALL 

EXTEND UP TO U/S OF WOOD TRUSS AND FIRESTOPPED 

U.N.O.

3. ALL NON-RATED FIRE SEPARATIONS SHALL BE 

CONSTRUCTED SIMILAR TO RATED FIRE SEPARATIONS 

C/W FIRESTOPPING AT PENETRATIONS AND JUNCTIONS 

WITH FLOOR AND CEILING, SEALING AGAINST THE 

PASSAGE OF SMOKE. FIRE DAMPERS ON DUCTWORK 

ARE NOT REQUIRED.

1 HR. SEPARATION

2 HR. SEPARATION



Project Name: TCFSA Administration Building Addition

TOBIQUE First Nation, NB

Civic Address: TOBIQUE First Nation, NB

A Information based on National Building Code of Canada 2015 Issue.  

B

Building Owner: TOBIQUE First Nation

Address: TOBIQUE First Nation, NB

C

Architect: Architects Four Limited

18 Botsford Street, Suite 100

Moncton, New Brunswick

E1C 4W7

Tel: 506 857-8601

Fax: 506 856-9729

D

Sub Consultants: Civil: Roy Consultants

Structural: Roy Consultants

Mechanical: Roy Consultants

Electrical: Roy Consultants

E Project number: Architect: A2135

1

Item Building Information - General

Item National Building Code Data Matrix Parts 3 & 9

Project Description: Change of use New

Addition

Alteration

NBC Reference

2

Building Area (sq.m.) Existing: 488.0 New: 316.0 Total: 804.0

3

Gross Area (sq.m.) Existing: 488.0 New: 538.0 Total: 1026.0

4

5

6

7

8

Number of Streets/Access Routes: 1

9

Part 3  Part 9  

2

Major Occupancy(s) Group D - Business and Personal services Occupancies

9.10.2.

1.4.1.2 

Number of Storeys Above grade: 1 Below grade: 1 

9.10.8. & 9.10.20

Height of Building (m): 8.20

Length of Building (m): 58.38

Width of Building (m): 32.80

3.2.2.10 & 3.2.5.5????

10

Building Classification: Group D, Up to 2 storys

9.10.2. & 9.10.4.

11

3.2.2.18.

Sprinkler System Proposed entire building

basement only

in lieu of roof rating

not required

12

How many sprinkler zones: N.A.

13

Are firewalls to be used to Yes No

consider this more than on building Rating: 2 Hours

14

Standpipe required Yes No

3.2.5.8 

15

Fire Alarm Required Yes No

AC/DC Fire Alarm Yes No

Existing New

Addressable Single Stage Two Stage

3.2.4 

16

Fire Alarm Panel Location: NA

Wiring type: NA

Wiring Size: NA

17

Is Fire Alarm connection to Yes No

as central monitoring station

3.2.4.8 

18

Manual pull station Yes No

Quantity: 1st Floor:

19

Smoke Detectors Yes No

Stairwell Yes No

Corridor Yes No

Quantity: Basement:              TBD

Ist Floor: TBD

20

Heat Detectors Yes No

Stairwell Yes No

Corridor Yes No

Quantity: Ist Floor: X

Exit Lighting Yes No

21 3.4.5

Emergency Lighting Yes No

22 3.2.7.3

Water Service/Supply Is Adequate Yes No

23 3.2.5.7

High Building Yes No

24
3.2.6

Are equivalencies proposed Yes No

25 2.5 2.5 ????

Permitted construction Combustible Non-Combustible Both

Actual Construction Combustible Non-Combustible Both

26 3.2.2.20-.88 9.10.6

27

Mezzanine(s) Area (sq.m.): Not Applicable

3.2.1.1(3)-(7) 9.10.4.1

28

3.1.17 9.9.1.3

29

Exit capacity:

Basement: Load 5 persons at 8.0mm/pers. = 40.0mm

1st Floor: Load 95 persons at 6.1mm.pers. = 579.5mm

3.4.3

30

Quantity of Exit Stairwells: 1

Enclosed: Yes No

Fire Rating: 45 minutes

31

Any other openings between floors Yes No

32

Any garbage, linen, etc. chutes Yes No

33

Electromagnetic locking devices Yes No

34

Barrier-free Design Yes No (Explain)

3.8 9.5.2

35

Hazardous Substances Yes No

3.3.1.2(1) &

3.3.1.20(1)

9.10.4.1

Required

Fire

Resistance

  Rating

  (FRR)

3.2.2.20-.88 &

3.2.1.4

9.10.8

9.10.9

36

Horizontal Assemblies FRR

Floor Assemblies 45 min

Supporting Members FRR

Columns 45 min

Listed Design No.

F9c NBC

F1b NBC

Listed Design No.

ULC No. 

ULC No. 

37

Is steel required to be protected if used Yes No

38

Spatial Separation: TBD

3.2.3 9.10.14

39

Fire

Extinguisher

Location Type Quantity

1st Floor - -

2nd Floor - -

3rd Floor - -

40

HVAC Type of heat: TBD

Fire Dampers Yes No

Smoke detectors in ducts Yes No

1.3.3.3.

9.10.1.3

3.2.2.62.????

9.10.20.3

9.10.8.2

9.10.18.2

9.9.11.3

9.9.12.3

Occupant load based on: sq.m./person design of building

BASEMENT:

Storage: Occupancy: Other Uses (46 sq.m./pers.) Load: 5 persons

1st Floor:

Meeting room: Occupancy: Assembly (0.95 sq.m./pers.) Load: 81 persons

Offices: Business and Personal Services (9.30 sq.m./pers.) Load: 14 persons

9.9.3

A

B C

A

B

C

DETAIL NUMBER

REFERENCE DWG NO.

DETAIL DWG NO.

COPYRIGHT PROTECTED:

Copyright for the design and drawings 

prepared by or on behalf of the Architect 

belong to the Architect. These drawings 

and specifications are instruments of the 

Architect's service and shall remain the 

property of the Architect.

Submissions or distribution of the 

aforementioned to meet official regulatory 

requirements or for other purposes in 

connection with the Project is not to be 

construed as publication in derogation of 

the Architect's reserved rights.

Except for reference purposes, the drawings 

and specifications shall not be used for 

additions or alterations to the Project or 

on any other project.
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SECTIONS
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FIRE RATING - BUILDING SECTION C

FIRE RATING - BASEMENT

FIRE RATING - GROUND FLOOR
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SEE A2.0-3

2

1.02.0

2

1.0
2.0

114

95

149

3

2.0

6.0
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2.0
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ROOF ABOVE

TELESCOPIC 

DOORS, SEE SPEC

WALL MOUNT TV

VEST.
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141B
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NEW WALL TYPE SEE  

SCHEDULE ON SHEET A-02
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9.1



NEW DOOR & FRAME TYPES

SEE DRAWING A-xx

& HARDWARE SCHEDULE

1

0

1

9.1

NEW GRID LINES

ROOMNAME

101

NEW ROOM NUMBER

EXISTING DOOR & FRAME 

TO REMAIN

1

0

1

EXISTING CONSTRUCTION 

TO REMAIN

EXISTING GRID LINES



1. CONTRACTORS TO FAMILIARIZE THEMSELVES WITH 

EXISTING SITE CONDITIONS.

2. CONTRACTOR IS RESPONSIBLE TO VERIFY ALL 

DIMENSIONS & ELEVATIONS ON SITE PRIOR TO 

START OF WORK AND REPORT ANY 

DISCREPANCIES TO THE ARCHITECT.

3. FUR ALL WALLS AS REQUIRED TO ACCOMMODATE 

MECHANICAL AND ELECTRICAL EQUIPMENT & 

SERVICES.

4. SEE STRUCTURAL, MECHANICAL & ELECTRICAL 

DRAWINGS FOR EXTENT OF THEIR WORK.

5. ALL AREAS DAMAGED DURING CONSTRUCTION TO 

BE REPAIRED TO MATCH EXISTING.

TO BE DEMOLOSHED

F01

EXISTING WINDOW TO BE 

REMOVED

-8mm FIBERCEMENT SIIDING PLANKS OR PANEL, 

SEE ELEVATION

-19mm WOOD FURRING AT 406mm c/c, VERTICAL

-50mm SEMI-RIGID INSULATION

-AIR BARRIER MEMBRANE

-13mm OSB SHEATING

-140mm WOOD STUDS, SEE STRUCTURE

-R22 BATT INSULATION

-6mil VAPOUR BARRIER 

-16mm TYPE X GYPSUM BOARD

WALL TYPE W1

-16mm GYPSUM BOARD

-89mm WOOD STUDS AT 406mm o/c

-ACOUSTIC BATT INSULATION

-16mm GYPSUM BOARD

WALL TYPE W3

1HR FIRE RATING

ULC Des U310

STC RATING 50

-16mm TYPE X GYPSUM BOARD

-89mm WOOD STUDS AT 406mm o/c

-13mm OSB SHEATING

-10mm AIR GAP

-203mm ICF WALL,SEE SPEC

-89mm WOOD STUDS AT 406mm o/c

-16mm TYPE X GYPSUM BOARD

WALL TYPE W2

2HR FIRE RATING

UL NO. U930

-16mm TYPE X GYPSUM BOARD

-89mm WOOD STUDS AT 406mm o/c

-ACOUSTIC BATT INSULATION

-16mm TYPE X GYPSUM BOARD

WALL TYPE W4

WALL TYPE W6

-DAMPPROOFING AND DRAINAGE BOARD

-203mm ICF FOUNDATION WALL,SEE SPEC

-16mm TYPE X GYPSUM BOARD

STC RATING 50

NOTES:

- ALL PARTITIONS TO EXTEND UP TO UNDERSIDE OF STRUCTURE 

ABOVE UNLESS NOTED OTHERWISE, AND SEALED WITH ACOUSTIC 

SEALANT, TOP AND BOTTOM, USE FIRE RATED SEALANT AT RATED 

PARTITIONS.

-16mm GYPSUM BOARD

-140mm WOOD STUDS AT 406mm o/c

-ACOUSTIC BATT INSULATION

-16mm GYPSUM BOARD

WALL TYPE W5

SAME AS W1,

-CHANGE WOOD STUDS TO 184mm AT 406mm c/c

-ADD WOOD FURRING AND FINISH WOOD 

PANELS INSIDE, SEE A6.0

WALL TYPE W1A

WALL TYPE W5A

   45min FIRE RATING     

   ULC Des W302

-SAME AS W5

-USE TYPE X GYPSUM BOARD

--ADD WOOD FURRING AND FINISH WOOD 

PANELS ON MEETING ROOM SIDE, SEE A6.0
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NEW ROOM NUMBER

GYPSUM CEILING

ACOUSTIC CEILING TILE

LIGHT FIXTURE, SEE ELECTRICAL

LIGHT FIXTURE, SEE ELECTRICAL

SMOKE DETECTOR, SEE ELECTRICAL

SUPPLY DIFFUSER, SEE MECHANICAL

RETURN GRILL, SEE MECHANICAL

ATTIC HATCH, SEE SPEC.

ROLLER SHADE, SEE SPEC.

SM

RS

ROOMNAME
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2.0

2

1.02.0

95 95

W2

0

0

4

FILE

RECORD

004

W2

3

3.12.0

3

3.12.0

1021

1319

291

W3

W3

W4

RADON VENT UP 

OR DOWN

8

4.0

W6

3

2

6

1

6

1

0

1

8

2

9

2

4

9

5

1

4

0

2

6

0

9

2496

0

0

5

B

UNEXCAVATED

W5

W4

4

3.12.0

4

3.1
2.0

F

1

2

3

4

5

A B CB5 E

EXISTING ROOF

2HR RATED 

FIREWALL

1-8

3-4

D

E

4

:

1

2

4

:

1

2

4

:

1

2

4

:

1

2

3

:

1

2

RIDGE VENT

NEW WALL TYPE SEE  

SCHEDULE ON SHEET A-02

P1

9.1



NEW DOOR & FRAME TYPES

SEE DRAWING A-xx

& HARDWARE SCHEDULE

1

0

1

9.1

NEW GRID LINES

ROOMNAME

101

NEW ROOM NUMBER

EXISTING DOOR & FRAME 

TO REMAIN

1

0

1

EXISTING CONSTRUCTION 

TO REMAIN

EXISTING GRID LINES

TO BE DEMOLOSHED
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NEW ROOM NUMBER

GYPSUM CEILING

LIGHT FIXTURE, SEE 

ELECTRICAL

ROOMNAME
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LINK

CORRIDOR

136

CORRIDOR

141

OFFICE

138

OFFICE

140

OFFICE

143

OFFICE

145

WR.

146

WR.

147

MEETING

RM.

148

KITCHEN

150

STAIR

STOR.

127

STR.

149

OFFICE

137

OFFICE

139

OFFICE

142

OFFICE

144

EXISTING

OFFICE

129

PATIO

EXIT

DN

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

FINISHED GRADE, MAX. 

400mm BELOW T/O FND 

WALL EVERYWHERE

W2W2

ALUMINUM DOWNSPOUT

2HR RATED FIREWALL, EXTENDS 150mm

ABOVE ROOF

12

345

W2 W2

1-8

3-4

FIBER-CEMENT PANELS

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

EXISTING BULDING

FIBER-CEMENT SIDING PLANKS

76mm FIBER-CEMENT TRIM

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

GRADE FINISHED,

MAX. 400 BELOW T.O.FND

GRADE FINISHED,

MAX. 400 BELOW T.O.FND

2HR RATED FIREWALL, EXTENDS 150mm

ABOVE ROOF

1 2 3 4 5

76mm FIBER-CEMENT TRIM

1-8 3-4

ALUMINUM SOFFIT PANEL-MATCH EXISTING

FIBER-CEMENT SIDING PLANKS

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

9778

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

FIBER-CEMENT SIDING PLANKS

METAL ROOF

GRADE FINISHED-

APPROX. 400mm BELOW 

FND.WALL

EXISTING BULDING

ALUMINUM GUTTER

ALUMINUM DOWNSPOUT

FABC B5E

W2

2HR RATED FIREWALL

D

W1 W1 W1W1

FIBER-CEMENT PANELS

FIBER-CEMENT PANELS

FIBER-CEMENT PANELS

FIBER-CEMENT SIDING PLANKS

FIBER-CEMENT SIDING PLANKS

W1 W1 W1W1

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

NEW CONSTRUCTION

76mm FIBER-CEMENT TRIM

ALUMINUM DOWNSPOUT

LOUVERS, SEE MECH.

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

E

X

I

S

T

I

N

G

 

B

U

I

L

D

I

N

G

W2

METAL ROOF

2HR RATED FIREWALL

FIBER-CEMENT SIDING PLANKS

FIBER-CEMENT SIDING PLANKS

F A B CB5 E

W2 W2

W1W1W1W1W1W1W1W1

D

GRADE FINISHED-

MAX. 400mm BELOW FND.WALL

FIBER-CEMENT PANELS

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

T/O STAIR TOP PLATE

102.705m

76mm FIBER-CEMENT TRIM

ALUMINUM DOWNSPOUT

ALUMINUM DOWNSPOUT

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

EXISTING BUILDING

F A B CB5 ED

FINISHED GRADE, MAX. 

400mm BELOW T/O FND. 

WALL EVERYWHERE

5

4.03.0

CORRIDOR

136

CORRIDOR

141

MEETING

RM.

148

STORAGE 1

001

7

3.13.0

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

DRAIN TILE C/W FILTER

FABRIC AND CRUSHED

STONE AROUND

BUILDING PERIMETER

DRAIN TILE C/W FILTER

FABRIC AND CRUSHED

STONE AROUND

BUILDING PERIMETER

11

3.1

9

3.1



NEW ADDITION

PROJECT NORTH

T

R

U

E

 

N

O

R

T

H

FIBER-CEMENT SIDING PLANKS- MATCH EXISTING

FIBER-CEMENT PANELS- MATCH EXISTING

METAL ROOF- MATCH EXISTING

EXISTING BUILDING
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T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

1 2 3 4 5

2

5.03.1

1-8 3-4

5

3.13.1

6

3.13.1

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

3

12

4

12

4

12

T/O STAIR TOP PLATE

102.705m

BLOWN-IN INSULATION, 

SEE SPECS

VAPOUR BARRIER 

MEMBRANE,

SEE SPECS

U/S ROOF TRUSS

103.035m

5

DYPROC SEALANT AROUND THE 

PERIMETER OF THE CEILING

W4

GUTTER, SEE SPECS

FASCIA, MATCH EXISTING

WOOD FASCIA BOARD, 

MATCH EXISTING

W1

ALUMINUM PERFORATED SOFFIT 

PANELS- MATCH EXISTING

FOAM INSULATION BAFFLE

T/O STAIR TOP PLATE

102.705m

1HR RATED SHAFT WALL (HORIZONTAL)

ULC W451

-16mm TYPE X GYPSUM BOARD, 100mm 

WIDE AROUND THE PERIMETER

-64mm GALVANIZED "J" SHAPED RUNNER 

AROUND  PERIMETER, 25 GAUGE

-64mm GALVANIZED "CH" SHAPED 

STUDS, 25 GAUGE 610mm O/C

-25.4mm GYPSUM LINER PANEL

- 16mm TYPE X GYPSUM BOARD

BLOWN-IN INSULATION, SEE SPECS

CONTINIUOUS VAPOUR BARRIER 

MEMBRANE,

SEE SPECS

474

ROOF TRUSS, SEE STRUCTURE

T/O GROUND FLOOR

100.000m

3

ENGINEERED WOOD 

JOIST, SEE STRUCTURE

CEILING CONSTRUCTION

1HR RATED SHAFT WALL (HORIZONTAL)

ULC W451

-16mm TYPE X GYPSUM BOARD, 100mm WIDE AROUND 

THE PERIMETER

-64mm GALVANIZED "J" SHAPED RUNNER AROUND  

PERIMETER, 25 GAUGE

-64mm GALVANIZED "CH" SHAPED STUDS, 25 GAUGE 

610mm O/C

-25.4mm GYPSUM LINER PANEL

- 16mm TYPE X GYPSUM BOARD

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

ROOF CONSTRUCTION

- METAL ROOFING PANELS

- WATERPROOFING MEMBRANE-SELF-ADHESIVE

- 19mm -EXT. PLYWOOD

- PRE-ENG TRUSSES, SEE STRUCTURE

- R50 BATT INSULATION

- VAPOUR BARRIER MEMBRANE

- 19mm WOOD FURRING

- 16mm GYPSUMBOARD

- CEILING FINISH, SEE REFLECTED CEILING PLAN

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

12

3

DRAIN TILE C/W FILTER

FABRIC AND CRUSHED

STONE AROUND

BUILDING PERIMETER

FINISHED GRADE, MAX. 

400mm BELOW T/O FND. 

WALL EVERYWHERE

19mm ROOF SHEATHING

ROOF UNDERLAYMENT, 

SEE SPEC

SIDEWALL FLASHING

GALVANIZED LATERAL FASTENER

METAL ROOF PROFILE, 

SEE SPEC

ROOF TRUSS, SEE 

STRUCTURE

METAL BUILDING TAPE

AIR BARRIER MEMBRANE, 

LAPOVER SIDE FLASHING

W1A

M

I

N

.

5

0

0

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

BLOWN-IN INSULATION, SEE SPECS

VAPOUR BARRIER MEMBRANE,

SEE SPECS

1 2 3 4 51-8 3-4

ALUMINUM PERFORATED 

SOFFIT PANELS- MATCH 

EXISTING

ALUMINUM SOFFIT 

PANEL-MATCH EXISTING

PRE-FINISHED GUTTER-

MATCH EXISTING

RIDGE VENT

1

4.03.1

2

4.03.1

3

4.03.1

OFFICE

144

CORRIDOR

141

OFFICE

145

ELECT.

003

4

12

STORAGE 1

001

4

12

GRADE FINISHED,

MAX. 400 BELOW 

T.O.FND

52234374 1089572

FIRE DAMPER, 

SEE MECH

GYPSUM BOARD 

AROUND OPENING AS 

PER FIRE DAMPER 

REQUIREMENTS

BREAKAWAY 

CONNECTION, 

SEE MECH

MECHANICAL DUCT, 

SEE MECH

RETAINING ANGLE 

AND DAMPER 

SLEEVE, SEE MECH

FIRE RATED CAULK 

AND SEAL ALL 

AROUND OPENING

2 LAYERS, 16mm CEMENT 

BOARD FORM PANEL 

AROUND THE PERIMETER 

THE OPENING

ICF FIREWALL, SEE FLOOR 

PLAN FOR TYPE AND 

LOCATION

MIN. 16mm  x 305mm WIDE CEMENT 

BOARD PANELS TO BE 

INSTALLED PRE-POUR AS FORM 

PANEL FOR CONCRETE CAP AT 

TOP OF WALL INSTALLED ON 

ALOPE TO MATCH ROOF PITCH

ROOF TRUSS, SEE 

STRUCTURE

NUDURA 8" (203mm) 

STANDARD

FORM UNIT, SEE 

STRUCTURE

CAP FLASHING 

CLIPPED TO

COUNTER FLASHING

COUNTER FLASHING & 

CLIP EDGE SCREWED 

TO CEMENT BOARDS

BASE FLASHING

D

I

M

 

A

MINIMUM 6" (152mm) THICK

CONTINUOUS CONCRETE 

CAP AT

TOP OF WALL POURED 

INTEGRAL

WITH FIREWALL

REINFORCING AS PER 

DESIGN

MINIMUM AS PER

ULC LISTING W013

5

_

8

16mm TYPE 'X' GYPSUM BOARD 

FINISH IN ATTIC BOTH SIDES, 

TERMINATES AT CEMENT BOARD

ADDITIONAL FORM SUPPORT

AT CEMENT BOARD PANELS

IF REQUIRED

19mm ROOF SHEATHING

ROOF UNDERLAYMENT, 

SEE SPEC

METAL ROOF PROFILE, 

SEE SPEC

M

I

N

.

 

1

5

0

m

m

EXTEND FIREWALL MIN. 150mm 

ABOVE ROOF SHEATHING

A

TERMINATE ICF WALL 

BEHIND EXTERIOR 

CLADDING

W1 W1

W2

STOP WOOD 

FURRING BEFORE 

ICF-WALL

TERMINATE ICF WALL 

BEHIND EXTERIOR 

CLADDING

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

1 2 3 4

OFFICE

143

OFFICE

142

STORAGE 1

001

FILE

RECORD

004

BLOWN-IN INSULATION, SEE SPECS

VAPOUR BARRIER MEMBRANE,

SEE SPECS

8

3.13.1

DRAIN TILE C/W FILTER

FABRIC AND CRUSHED

STONE AROUND

BUILDING PERIMETER

GRADE FINISHED,

MAX. 400 

BELOW T.O.FND

T/O GROUND FLOOR

100.000m

1 2

FLOOR CONSTRUCTION

- FLOOR FINISH, SEE INTERIOR FINISH 

SCHEDULE

- 19mm OSB SUB-FLOOR (GLUED & 

SCREWED)

- OPEN WOOD JOIST, SEE STRUCTURE

- REINFORCED CONCRETE SLAB, SEE 

STRUCTURE

   2HR FIRE RATED, F1b, NBC 2015, STC52

FLOOR CONSTRUCTION

- FLOOR FINISH, SEE INTERIOR FINISH 

SCHEDULE

- 19mm OSB SUB-FLOOR (GLUED & 

SCREWED)

- OPEN WOOD JOIST, SEE STRUCTURE

- 250mm GLASS-FIBER SOUND INSUL.

-25mm WOOD FURRING AT 406mm c/c

- 12 mm RES. METAL CHANNEL @400mm c.c

- 2 LAYERS 16mm TYPE X GYPSUM 

BOARD

      1HR FIRE RATED, F9c NBC

      STC 52

2

0

3

2

3

5

W1

W6

ICF WALL, WOOD FLOOR 

JOIST AND CONCRETE 

SLAB CONNECTION 

DETAIL, SEE STRUCTURE

GRADE FINISHED, 

MAX, 400 BELOW 

T.O.FND WALL

FILE

RECORD

004

STORAGE 1

001

FILE

RECORD

004

SPRAY FOAM R23

ANCHOR BOLTS, 

SEE STRUCTURE

LVL RIM JOIST SEE 

STRUCTURE

DAMPROOFING AND 

DRAINAGE BOARD

A

B C

A

B

C
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SECTION DETAILS
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T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

1

GUTTER, SEE SPECS

FASCIA

WOOD FASCIA BOARD

W1

ROOF CONSTRUCTION

-METAL ROOFING PANELS, SEE SPECS

-WATERPROOFING MEMBRANE, SELF-

ADHESIVE

-16MM EXTERIOR TYPE POLYWOOD

-ENGINEERED WOOD TRUSS(SEE STRUCTURE)

-R50- LOOSE-FILL FIBERGLASS INSULATION

-VAPOUR BARRIER MEMBRANE

-25mm WOOD FURRING AT 406mm c/c

-16mm GYPSUM BOARD 

DAMPROOFING.

DRAINAGE BOARD AND 

DRAIN TILE C/W FILTER

GEOTEXTILE MEMBRANE AND 

CLEANED CRUSHEDSTONE COVER 

AROUND BUILDING PERIMETER

FLOOR CONSTRUCTION

-NATIVE BACKFILL

-COMPACTED SUBSTRATE

-50mm EXTRUDED POLYSTYRENE 

RIGID INSULATION

-10mil VAPOUR BARRIER MEMBRANE

-CONCRETE SLAB, SEE STRUCTURE

-RESILENECE FLOOR, SEE INTERIOR 

FINISH SCCHEDULE

FLOOR CONSTRUCTION

- FLOOR FINISH, SEE INTERIOR FINISH 

SCHEDULE

- 19mm OSB SUB-FLOOR (GLUED & 

SCREWED)

- OPEN WOOD JOIST, SEE STRUCTURE

- 250mm GLASS-FIBER SOUND INSUL.

-25mm WOOD FURRING AT 406mm c/c

- 12 mm RES. METAL CHANNEL @400mm c.c

- 2 LAYERS 16mm TYPE X GYPSUM 

BOARD

      1HR FIRE RATED, F9c NBC

      STC 52

ICF FOUNDATION WALL, SEE 

STRUCTURE

PARGED FINISH OVER 

CEMENT BOARD, CARRY 

300mm BELOW GRADE

GRADE FINISHED

ALUMINUM PERFORATED 

SOFFIT PANELS- MATCH 

EXISTING

SEALANT

SPRAY FOAM R23

ANCHOR BOLTS, 

SEE STRUCTURE

203

102

1

9

4

0

6

FOAM INSULATION BAFFLE

4

5

0

0

6

9

M

A

X

I

M

U

M

4

0

0

DAMPROOFING AND 

DRAINAGE BOARD

50mm RIGID 

INSULATION 1200mm 

HORIZONTAL

W1

LVL RIM JOIST SEE 

STRUCTURE

FULL PERIMETER BACKER ROD 

AND SEALANT, ALL SIDES OF 

OPENING. FILL VOID WITH 

SPRAY FOAM INSULATION

PREFINISHED METAL DRIP 

FLASHING, MATCH EXISTING

SELF-ADHISIVE MEMBRANE

THERMALLY BROKEN VINYL 

WINDOW, SEE SPEC

GRID

RETURN GYPSUM BOARD TO 

WINDOW FRAME AND CAULK 

JOINT

OVERLAP AIR BARRIER 

MEMBRANE OVER SELF-ADHESIVE 

MEMBRANE 

SPRAYED POLYURTHANE 

INSULATION AT THE PERIMETER OF 

THE WINDOW FRAME

SELF-ADHESIVE MEMBRANE 

AT PERIMETER OF WINDOW 

OPENING

WOOD LINTEL(SEE STRUCTURE)

100mm FOLD UP OF VAPOUR 

BARRIER OVER SELF-ADHESIVE 

MEMBRANE AT PERIMETER OF 

WINDOW OPENING (TYPICAL)

T/O STAIR TOP PLATE

102.705m

W1

FULL PERIMETER BACKER ROD 

AND SEALANT, ALL SIDES OF 

OPENING. FILL VOID WITH 

SPRAY FOAM INSULATION

5/8" GYPSUM BOARD FINISH

PREPAINTED  METAL DRIP 

FLASHING

SELF-ADHESIVE MEMBRANE

THERMALLY BROKEN VINYL 

WINDOW, SEE SPEC

GYPSUM MOULDING & CASING  

AT THE PERIMETER OF 

OPENING

OVERLAP SELF-ADHESIVE 

MEMBRANE OVER  METAL 

FLASHING(TYPICAL

OVERLAP AIR BARRIER 

MEMBRANE OVER SELF-ADHESIVE 

MEMBRANE(TYPICAL) 

200mm FOLD UP OF SELF-ADHESIVE 

MEMBRANE OVER RIGID INSULATION 

AT PERIMETER OF WINDOW 

OPENING(TYPICAL)

SPRAYED POLYURTHANE 

INSULATION AT THE PERIMETER OF 

THE WINDOW FRAME(TYPICAL)

SELF-ADHESIVE MEMBRANE AT 

PERIMETER OF WINDOW OPENING

10mil VAPOUR BARRIER MEMBRANE

100mm FOLD UP OF VAPOUR 

BARRIER OVER SELF-ADHESIVE 

MEMBRANE AT PERIMETER OF 

WINDOW OPENING (TYPICAL)

GRID

W1

FULL PERIMETER BACKER ROD 

AND SEALANT, ALL SIDES OF 

OPENING. FILL VOID WITH 

SPRAY FOAM INSULATION

PREFINISHED  METAL 

JAMB FLASHING

SELF-ADHESIVE MEMBRANE

THERMALLY BROKEN VINYL 

WINDOW, SEE SPEC

RETURN GYPSUM BOARD TO 

WINDOW FRAME AND CAULK 

THE JOINT

OVERLAP SELF-

ADHESIVE MEMBRANE 

OVER METAL FLASHING

OVERLAP AIR BARRIER 

MEMBRANE OVER SELF-

ADHESIVE MEMBRANE 

200mm FOLD UP OF SELF-

ADHESIVE MEMBRANE OVER 

RIGID INSULATION AT PERIMETER 

OF WINDOW OPENING(TYPICAL)

SPRAYED POLYURTHANE 

INSULATION AT THE PERIMETER 

OF THE WINDOW FRAME

SELF-ADHESIVE MEMBRANE AT 

PERIMETER OF WINDOW 

OPENING (TYPICAL)

100mm FOLD UP OF VAPOUR 

BARRIER OVER SELF-ADHESIVE 

MEMBRANE AT PERIMETER OF 

WINDOW OPENING (TYPICAL)

GRID

W1

T/O GROUND FLOOR

100.000m

ICF BRICK LEDGE 

FORM UNIT, SEE 

STRUCTURE

1

9

4

0

6

6

3

FIRE RATED DOOR THRESHOLD, 

SEE HARDWARE SPEC.

GRID

ICFVL LEDGER 

CONNECTOR, SEE 

STRUCTURE

CONCRETE SLAB, 

SEE STRUCTURE

50mm RIGID 

INSULATION

T/O GROUND FLOOR

100.000m

ALUMINIUM THRESHOLD 

WITH THERMAL BREAK

SILICONE SEALANT

ALUMINIUM CHECKERED 

PLATE, 3mm ON SELF-

ADHESIVE MEMBRANE

SPACE BETWEEN 

PALTES, 10mm

SILICON SEALANT

DOOR, SEE SPEC)

GRID

EXTRUDED FOAM 

INSULATION

SPRAY FOAM R23

LVL RIM JOIST SEE 

STRUCTURE

DAMPROOFING AND 

DRAINAGE BOARD

ANGEL AND ANCHORS, 

SEE STRUCTURE

SLOPE, SEE 

STRUCTURE

FULL PERIMETER BACKER ROD 

AND SEALANT, ALL SIDES OF 

OPENING. FILL VOID WITH 

SPRAY FOAM INSULATION

5/8" GYPSUM BOARD FINISH

PREFINISHED  METAL DRIP 

FLASHING

50mm SEMI-RIGID INSULATION

SELF-ADHISIVE MEMBRANE

FIBER-CEMENT PANELS

DOOR, SEE SCHEDULE

OVERLAP SELF-ADHESIVE 

MEMBRANE OVER METAL FLASHING

AIR BARRIER MEMBRANE

WOOD FURRING, SEE WALL TYPES

OVERLAP AIR BARRIER 

MEMBRANE OVER SELF-ADHESIVE 

MEMBRANE 

200mm FOLD UP OF SELF-ADHESIVE 

MEMBRANE OVER EXTRUDED 

INSULATION AT PERIMETER OF 

DOOR OPENING(TYPICAL)

SPRAYED POLYURTHANE 

INSULATION AT THE PERIMETER OF 

THE DOOR FRAME

SELF-ADHESIVE MEMBRANE AT 

PERIMETER OF DOOR OPENING

WOOD LINTEL(SEE STRUCTURE)

VAPOUR BARRIER MEMBRANE

100mm FOLD UP OF VAPOUR 

BARRIER OVER SELF-ADHESIVE 

MEMBRANE AT PERIMETER OF 

DOOR OPENING (TYPICAL)

GRID

TRIM BOARD, SEE SPEC

RETURN GYPSUM BOARD TO 

WINDOW FRAME AND CAULK 

THE JOINT

NOTES:

1. STONE TO MEET ASTM C-33-90 

AGGREGATE SIZE 12.5mm TO 25mm 

WITH LESS THAN 10% PASSING 12.5mm 

SIEVE AND VOID SPACE OF 50%.

2. ACCEPTABLE CONFIGURATIONS 

FOR THE EXTRACTION OPENING IN A 

DEPRESSURIZATION SYSTEM.

SEAL ALL 

AROUND, TYP

SEE PLANS FOR 

LOCATIONS

PIPING, SEE MECH

EXTEND EXHAUST PUPE UP TO 

U/S OF ROOF JOIST AND CAP

600x600x300 GRANULAR 

MATERIAL BASIN AT RADON PIPING

A

B C

A

B

C
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1 : 10

3.1 4.0



1

1 : 5

3.1 4.0



2

1 : 5

3.1 4.0



3

1 : 5

2.0 4.0



4

1 : 5

3.0 4.0



5

1 : 5

P1 4.0



6

1 : 5

2.0 4.0



7

1 : 10

4.0
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DN

UP

3

4

5

B

B

B5

B5

2

5.0
3.1

2

5.0
3.1

3-4

1

3

8

0

7

T

.

@

2

8

0

 

E

A

.

1

6

8

0

1

0

T

.

@

2

8

0

 

E

A

.

2

5

2

0

1075

100

1075

T/O GROUND FLOOR

100.000m

T/O BEASEMENT FLOOR

96.952m

3 4 5

3

5.05.0

4

5.05.0

3-4

400mm PLYWOOD 

TRIM END CAP ON 

INSIDE FACE OF 

STAIR

100mm REVEAL 

AT THE WALL 

AND WOOD TRIM 

CONNECTION

4

1

8

7

38mm OUTSIDE DIA. 

STEEL PIPE 

HANDRAIL/POSTS, 

MITER/COPE JOINTS, 

WELD SMOOTH, PAINT

13mm ROUND STEEL 

PICKETS AT 100mm 

o/c MAX, WELD TO 

RAIL

4

0

0

DRAIN TILE C/W FILTER

FABRIC AND CRUSHED

STONE AROUND

BUILDING PERIMETER

DAMPROOFING AND 

DRAINAGE BOARD

SEE STAIR SECTION

280 TREAD

25

S

E

E

 

S

E

C

T

I

O

N

R

I

S

E

R

25

T/O BEASEMENT FLOOR

96.952m

43mm O.D. STEEL 

PIPE TOP RAIL 

AND 43mm STEEL 

POSTS EXTENSION

10mm ROUND 

STEEL PICKETS @ 

100mm C/C MAX, 

WELD TO RAILS

M

I

N

.

 

G

A

U

R

D

R

A

I

L

1

0

7

0

MIN. RUN

280

3

4

5

B B5

7

5.05.0

7

5.05.0

2

5.0
3.1

2

5.0
3.1

3-4

2250

1075

1

5

5

9

8

5.05.0

T/O GROUND FLOOR

100.000m

U/S ROOF TRUSS

103.035m

T/O BEASEMENT FLOOR

96.952m

B B5

W4

W4

W3

W4

ROOF TRUSS, 

SEE 

STRUCTURE

95 95

6

5.05.0

T/O STAIR TOP PLATE

102.705m

EXTEND WALL TO UNDESIDE OF 

THE GYPSUM BOARD ABOVE

1HR RATED SHAFT WALL (HORIZONTAL)

ULC W451

-16mm TYPE X GYPSUM BOARD, 100mm 

WIDE AROUND THE PERIMETER

-64mm GALVANIZED "J" SHAPED RUNNER 

AROUND  PERIMETER, 25 GAUGE

-64mm GALVANIZED "CH" SHAPED STUDS, 

25 GAUGE 610mm O/C

-25.4mm GYPSUM LINER PANEL

- 16mm TYPE X GYPSUM BOARD

T/O GROUND FLOOR

100.000m

STAIR WOOD STRINGERS

10mm REVEAL JOINT, AT 

DRYWALL AND WOOD 

TRIM CONNECTION

400mm PLYWOOD 

TRIM END CAP ON 

INSIDE FACE OF STAIR

4

0

0

2 LAYERS 16mm TYPE X 

GYPSUM BOARD AT MAX 

HEIGHT ON RESILIENT 

CHANNELS

STAIR SIDE

W4

W3

B5

3-4

TYP. 45min FIRE STOPPING 

AT THE CONNECTION OF 

ICF WALL AND FIRE RATED 

WALLS

W6

W4

W3

STAIR

005

STORAGE 1

001

A

B C

A

B

C
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STAIR ENLARGEMENT AND

SECTIONS

FINISH SCHEDULE











1 : 50

2.0 5.0

 

1

1 : 50

3.1 5.0



2

1 : 5

5.0 5.0



3

RUBBER TREADS 

AND RISERS, TYP

1/2" PLYWOOD RISER

2 LAYERS 19mm 

PLYWOOD 

STAIR TREAD

STAIR WOOD STRINGERS, SEE 

STRUCTURE

1 : 10

5.0 5.0



4

FINISH SCHEDULE

NOTES

NO. DESCRIPTION FLOOR BASE WALL CEILING

R

E

S

I

L

I

E

N

T

 

S

H

E

E

T

 

F

L

O

O

R

I

N

G

P

O

R

C

E

L

A

I

N

 

T

I

L

E

E

P

O

X

Y

 

F

L

O

O

R

I

N

G

S

E

A

L

E

D

 

C

O

N

C

R

E

T

E

W

O

O

D

 

P

L

A

N

K

S

R

U

B

B

E

R

 

T

R

E

A

D

S

1

0

0

m

m

 

R

U

B

B

E

R

 

B

A

S

E

1

0

0

m

m

 

E

P

O

X

Y

 

F

L

A

S

H

 

C

O

V

E

1

0

0

m

m

 

P

O

R

C

E

L

A

I

N

 

T

I

L

E

W

O

O

D

G

Y

P

S

U

M

 

B

O

A

R

D

E

P

O

X

Y

 

P

A

I

N

T

P

O

R

C

E

L

A

I

N

 

W

A

L

L

 

T

I

L

E

P

A

I

N

T

W

O

O

D

6

1

0

x

1

2

2

0

m

m

 

S

U

S

P

E

N

D

E

D

 

A

C

O

U

S

T

I

C

 

T

I

L

E

G

Y

P

S

U

M

 

B

O

A

R

D

 

C

E

I

L

I

N

G

G

Y

P

S

U

M

 

B

O

A

R

D

 

B

U

L

K

H

E

A

D

W

O

O

D

T/O BEASEMENT FLOOR

001 STORAGE 1 X X X X X

002 MECH. X X X X X

003 ELECT. X X X X X

004 FILE RECORD X X X X

005 STAIR X X X X X X

T/O GROUND FLOOR

114 STAIR X X X X X X

117 ALLEY EXISTING

127 STOR. X X X X X

136 CORRIDOR X X X X X

137 OFFICE X X X X X

138 OFFICE X X X X X

139 OFFICE X X X X X

140 OFFICE X X X X X

141 CORRIDOR X X X X X

142 OFFICE X X X X X

143 OFFICE X X X X X

144 OFFICE X X X X X

145 OFFICE X X X X X

146 WR. X X X X

147 WR. X X X X

148 MEETING RM. X X X X

149 STR. X X X X X

150 KITCHEN X X X X

151 VEST. X X X X X

1 : 50

5.0

 

5

1 : 25

5.0 5.0



7

1 : 5

5.0 5.0



6

1 : 10

5.0 5.0



8
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.

1

2

3

4

5

C E

1-8

3-4

D

3

2.0

6.0

6

2.0

6.0

MEETING

RM.

148

KITCHEN

150

STR.

149

149

9

6.06.0

4

2.0 6.0

5

2.0

6.0

TELESCOPIC 

DOORS, SEE SPEC

7

6.06.0

8

6.06.0

2600

WALL MOUNT TV, N.I.C. 

85

2

6.06.0

6

0

0

6

0

0

1

0

5

0

1

7

5

0

2844

85

W1A

W1A

5

0

50

8

5

8

5

T/O GROUND FLOOR

100.000m

T.O.DOUBLE PLATE

MTNG.RM.

104.990m

GL.

GL. GL.

GL.

5

0

2

0

0

0

1

5

0

5

0

50mm WOOD TRIM, 

MITER FOR THE 

RETURN

ROLLER SHADE, 

SEE ELECT.

7

1

7

1

0

2

0

1

2

2

0

0

2

8

3

2

8

3

1

2

2

0

100

1

0

0

2

3

0

0

1

1

0

0

6

0

0

4

3

90

1001418

LINEAR LIGHT FIXTURE, 

SEE ELECTRICAL

600mm WOOD TRIM FOR 

DECORATIVE MOTIFS, 

GLUED AND NAILED

100mm WOOD TRIM, MITER 

FOR THE RETURN

DECORATIVE WOOD 

MODULES

PAINTED WOOD BOARD 

BEHIND

85mm WOOD CORNER 

TRIM, MITER FOR THE 

CORNER AND RETURNS, 

SEE A6.0-4

150mm WOOD TRIM, 

HIGHEST POINT UNDER 

THE CEILING

3

4

0

0

6

0

0

4

5

0

1

5

0

10

6.06.0

EQEQ

LINIER LIGHT FIXTURE, SEE ELECT.

CEILING FINISH, SEE 

REFLECTED CEILING PLAN

3

7

0

1

0

5

6

5

CEILING FINISH, SEE 

REFLECTED CEILING PLAN

50mm GYPMSUM 

BOARD RETURN

50

1

0

0

3

4

0

8

5
5

0

7

0

5

0

8

5

W1A

1

0

0

70

W5A

A

B C

A

B

C
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MEETING ROOM DETAILS











1 : 100

3.0 6.0

 

1

1 : 25

2.0 6.0



3

1 : 5

6.0 6.0



9

1 : 25

2.0 6.0



6

1 : 10

6.0 6.0



2

1 : 25

2.0 6.0



4
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1 : 10
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10
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S

E

E

 

S

C

H

E

D

U

L

E

SCHEDULE

SEE

D1

S

E

E

 

S

C

H

E

D

U

L

E

SCHEDULE

SEE

D2

-INSULATED STEEL DOOR

-THERMALLY BROKEN

-PRIMED AND PAINTED TO 

MATCH EXISTING EXIT DOORS

-SEALED THERMALLY  GLAZING 

UNIT, 

SEE SPECS

2

3

5

152

S

E

E

 

S

C

H

E

D

U

L

E

SCHEDULE

SEE

D3

2

0

0

150

2

0

0

1

1

0

0

2

0

0

D4

-SOLID CORE WOOD DOOR

-PAINT FINISH TO MATCH THE 

EXISTING

-RATED OR NON-RATED, SEE 

SCHEDULE

900

-PRESSED STEEL DOOR

-PRIMED AND PAINTED TO 

MATCH EXISTING

GL

GL

LEGEND:

GL - GLAZING UNIT, SEE SPECS

-SOLID CORE WOOD DOOR

-PAINT FINISH TO MATCH 

EXISTING

-GLAZING UNIT, SEE SPECS

GENERAL NOTES:

UNLESS NOTED OTHERWISE:

-USE 6mm TEMPERED GLASS 

FOR ALL NON-

RATED DOORS

-USE 6mm FIRELITE GLASS FOR 

ALL RATED 

DOORS

SEE DOOR AND FRAME 

SCHEDULE FOR REQUIRED 

FIRE RATINGS

S

E

E

 

S

C

H

E

D

U

L

E

150

8

0

0

GL

T

H

I

C

K

N

E

S

S

W

A

L

L

DETAIL A

PRESSED STEEL FRAME, 

RATED OR NON RATED SEE SCHEDULE, 

PAINT FINISH

GLAZING 

STOP

DOOR OR 

GLAZING

50 16

1

3

1

3

5

0

5

0

LEGEND:

GL - GLAZING UNIT, SEE SPECS

NOTES:

UNLESS NOTED OTHERWISE;

USE 6mm TEMPERED GLASS FOR ALL 

NON RATED DOORS

USE 6mm FIRELITE GLASS FOR ALL 

RATED DOORS

SEE DOOR AND FRAME SCHEDULE 

FOR FIRE RATINGS REQUIRED

T

H

I

C

K

N

E

S

S

W

A

L

L

1

3

1

3

DETAIL B

PRESSED STEEL FRAME, 

THERMALLY BROKEN

RATED OR NON RATED SEE SCHEDULE, 

PAINT FINISH

T

H

I

C

K

N

E

S

S

W

A

L

L

E

Q

5

0

E

Q

1616

DETAIL C

PRESSED STEEL FRAME, 

DOUBLE EGRESS

S

E

E

 

S

C

H

E

D

U

L

E

SCHEDULE

SEE

HM1

-PRESSED STEEL FRAME

-PRIME AND PAINT

-FRAME DETAIL 'A'

50 50

5

0

HM2

-PRESSED STEEL FRAME 

FOR DOUBLE DOORS

-THERMALLY BROKEN

-PRIME AND PAINT

-FRAME DETAIL 'B'

HM3

-PRESSED STEEL FRAME

-TEMPERED GLASS, SEE SPECS

-PRIMED AND PAINTED

-FRAME DETAIL 'A'

S

E

E

 

S

C

H

E

D

U

L

E

SCHEDULE

SEE

HM4

-PRESSED STEEL FRAME 

FOR DOUBLE DOORS

-PRIME AND PAINT

-FRAME DETAIL 'C'

50 50

5

0

S

E

E

 

S

C

H

E

D

U

L

E

SCHEDULE

SEE

50 50

5

0

S

E

E

 

S

C

H

E

D

U

L

E

SCHEDULE

SEE

50 50

5

0

HM5

-PRESSED STEEL FRAME 

FOR DOUBLE DOORS

-PRIME AND PAINT

-FRAME DETAIL 'A'

GL

GL

GL

GL

SEE SCHEDULE

5

0

S

E

E

 

S

C

H

E

D

U

L

E

50 50

3

0

0

R

O

U

G

H

 

O

P

E

N

I

N

G

 

(

R

.

O

.

)

2

0

0

0

2

3

0

0

R.O.

915

W1 W2

ALL WINDOWS:

- THERMALLY BROKEN VINYL FRAME.

- SEALED THERMALLY GLAZING UNITS, SEE SPECS.

2000

R

O

U

G

H

 

O

P

E

N

I

N

G

2

0

0

0

7

2

5

2

7

2

5

GL

GL

GL

GL

GL

EXIISTING 

BUILDING

4

:

1

2

3

:

1

2

4

:

1

2

4

:

1

2

4

:

1

2

6:12

6:12

4

:

1

2

2:12

2:12

ADD NEW SNOW 

STOPS, SEE 

SPEC

SNOW STOPS, 

SEE SPEC



1. REPLACE EXISTING GUTTERS WITH NEW SPECIFIED AND 

MAINTAIN ALL THE EXISTING DRAINAGE SLOPES. 

NEW ADDITION TO THE EXISTING 

ROOF, MAINTAIN THE EIXISTING SLOPE

NEW ADDITION

EXISTING

CONSTRUCTION

NEW

CONSTRUCTION

A

B C

A

B

C
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DOOR & FRAME SCHEDULE

WINDOW TYPES

DOOR & FRAME TYPES

EXISTING ROOF ADJUSTMENT











1 : 50



3

7.0

1 : 50



4

7.0

1 : 50



2

7.0

1

7.0



DOOR & FRAME SCHEDULE

M

a

r

k

LOC. DOOR FRAME

FIRE

RATING

NOTES

F

R

O

M

 

R

O

O

M

 

N

o

T

O

 

R

O

O

M

 

N

o

T

Y

P

E

M

E

T

A

L

A

L

U

M

I

N

I

U

M

W

O

O

D

W

I

D

T

H

H

E

I

G

H

T

T

H

I

C

K

N

E

S

S

F

R

A

M

E

 

T

Y

P

E

M

E

T

A

L

A

L

U

M

I

N

I

U

M

W

O

O

D

002 002 001 D4 X 914 2032 45 HM1 X 45

003 003 001 D4 X 914 2032 45 HM1 X 45

004 004 001 D4 X 914 2032 45 HM1 X 90

005A 001 005 D1 X 914 2032 45 HM5 X 45

005B 001 005 D1 X 305 2032 45 HM5 X 45

114 114 151 X 914 2032 45 HM1 X 45

127 117 127 D1 914 2032 45 RELOCATE EXISTING DOOR

137 136 137 D1 X 914 2032 45 HM1 X

138 136 138 D1 X 914 2032 45 HM1 X

139 136 139 D1 X 914 2032 45 HM1 X

140 136 140 D1 X 914 2032 45 HM1 X

141A 141 136 D1 X 914 2032 45 HM4 X 90

141B 136 141 D1 X 914 2032 45 HM4 X 90

142 141 142 D1 X 914 2032 45 HM1 X

143 141 143 D1 X 914 2032 45 HM1 X

144 141 144 D1 X 914 2032 45 HM1 X

145 141 145 D1 X 914 2032 45 HM1 X

146 141 146 D1 X 914 2032 45 HM1 X

147 141 147 D1 X 914 2032 45 HM1 X

148 148 141 D3 X 914 2032 45 HM3 X

149 149 150 D1 X 914 2032 45 HM1 X

151A 141 151 D1 X 914 2032 45 HM1 X 45

151B 151 EXT. D2 X 914 2032 45 HM2 X 45

Grand total: 23
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NOTE:
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NOTE:
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WALL, SEE ELEVATIONS.
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