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A 0.1

DEMOLITION NOTES CONSTRUCTION NOTES
1. THE DEMOLITION WORK SHOWN ON THESE DRAWINGS MAY NOT BE THE COMPLETE DEMOLITION
REQUIRED TO ACCOMMODATE THE NEW WORK, WHICH IS SHOWN ELSEWHERE.  THE INTENT OF THESE
DRAWINGS IS TO GENERALLY SHOW THE DEMOLITION SCOPE OF WORK EXPECTED OF THE
CONTRACTOR.  THE CONTRACTOR WILL BE RESPONSIBLE TO COORDINATE ANY ADDITIONAL
DEMOLITION WORK AND VERIFY THE EXTENT OF DEMOLITION REQUIRED IN ORDER TO ACCOMMODATE
ANY NEW WORK.

2. ALL THE DIMENSIONS SHOWN, OR NOT SHOWN BUT REQUIRED, MUST BE VERIFIED IN THE FIELD BY
THE CONTRACTOR.  THE INFORMATION SHOWN ON THESE DRAWINGS WAS DERIVED BY THE
ARCHITECT WITHOUT ANY SURVEYING OR ENGINEERING EQUIPMENT AND IS INTENDED TO BE HELPFUL,
BUT NOT NECESSARILY ACCURATE.

3. ALL BIDS OR PROPOSALS MUST CLEARLY IDENTIFY WHAT WORK WILL BE PERFORMED AND WHAT
WORK WILL NOT BE PERFORMED.  THE CONTRACTOR WILL ALSO IDENTIFY ANY ALLOWANCES FOR
WORK TOO UNCERTAIN TO BID FROM THE INFORMATION SHOWN ON THESE DRAWINGS.

4. THE CONTRACTOR WILL COORDINATE THE CAPPING AND PATCHING OF ALL EXISTING PLUMBING
FIXTURES, SPRINKLER SYSTEMS AND RELATED EQUIPMENT SHOWN TO BE REMOVED WITH THE
EXISTING ROUGH-IN SYSTEM TO REMAIN.  THE CONTRACTOR WILL VERIFY THE WORK REQUIRED FOR
INSTALLING AND CONNECTING NEW PLUMBING FIXTURES AND RELATED EQUIPMENT, AS SHOWN ON
THE NEW WORK PLANS, TO THE REMAINING EXISTING SYSTEM.  THE CONTRACTOR WILL REVIEW WITH
THE ARCHITECT IN THE FIELD ANY CONDITIONS THAT WILL CONFLICT WITH THIS INTENT.

5. THE CONTRACTOR WILL COORDINATE THE CAPPING AND PATCHING OF THE MECHANICAL SYSTEM
AND RELATED DEVICES SHOWN TO BE REMOVED WITH THE EXISTING SYSTEM TO REMAIN.  THE
CONTRACTOR WILL VERIFY THE WORK REQUIRED FOR INSTALLING ANY NEW MECHANICAL SYSTEM
AND RELATED EQUIPMENT, AS SHOWN ON THE NEW WORK PLANS, TO THE REMAINING EXISTING
SYSTEM OR EQUIPMENT.  THE CONTRACTOR WILL REVIEW WITH THE ARCHITECT IN THE FIELD ANY
CONDITIONS THAT WILL CONFLICT WITH THIS INTENT.

6. THE CONTRACTOR WILL COORDINATE THE CAPPING AND PATCHING OF ALL EXISTING ELECTRICAL
FIXTURES AND RELATED EQUIPMENT SHOWN TO BE REMOVED WITH THE EXISTING SYSTEM TO
REMAIN.  THE CONTRACTOR WILL VERIFY THE WORK REQUIRED FOR INSTALLING AND CONNECTING
NEW ELECTRICAL FIXTURES AND RELATED EQUIPMENT, AS SHOWN ON THE NEW WORK PLANS, TO THE
REMAINING EXISTING SYSTEM.  THE CONTRACTOR WILL REVIEW WITH THE ARCHITECT IN THE FIELD
ANY CONDITIONS THAT WILL CONFLICT WITH THIS INTENT.

7. THE CONTRACTOR WILL PROTECT EXISTING MATERIALS TO REMAIN, AS REQUIRED.  DAMAGE TO
EXISTING MATERIALS TO REMAIN, BECAUSE OF INADEQUATE PROTECTION SHALL BE FIXED, REPAIRED
OR REPLACED, AS REQUIRED BY THE ARCHITECT, AT THE SOLE EXPENSE OF THE CONTRACTOR
INCLUDING BUT NOT NECESSARILY LIMITED TO LABOR AND MATERIALS.

8. THE CONTRACTOR IS SOLELY RESPONSIBLE FOR OBTAINING ANY ADDITIONAL PERMITS,
ENGINEERING, SHORING AND ANY CONSTRUCTION DOCUMENTS BY OTHERS RELATED TO THIS WORK,
WHETHER OR NOT THEY ARE REQUIRED, FROM THE LOCAL AUTHORITIES.

9. THE CONTRACTOR IS RESPONSIBLE TO PROPERLY STORE AND PROTECT ANY MATERIAL DESIGNATED
ON THE DRAWINGS TO BE SALVAGED AND RE-INSTALLED AS PART OF THE NEW WORK INTENT.

1. THE CONTRACTOR WILL BE RESPONSIBLE TO MAINTAIN THE SECURITY OF THE JOB SITE DURING THE
CONSTRUCTION PROCESS UNTIL FINAL ACCEPTANCE BY THE OWNER OR UNTIL AN ALTERNATE DATE,
AS MUTUALLY AGREED BETWEEN THE OWNER AND THE CONTRACTOR.

2. THE CONTRACTOR WILL VERIFY THE ROUGH-IN DIMENSIONS AND REQUIREMENTS FROM THE
APPROPRIATE MANUFACTURER OR FABRICATOR FOR DOORS, WINDOWS, EQUIPMENT, CABINETRY,
PLUMBING FIXTURES, ELECTRICAL FIXTURES, APPLIANCES AND ANY OTHER DEVICES BEFORE
PROCEEDING TO LAY OUT AREAS WHERE SUCH ITEMS ARE LOCATED.

3. ALL CONNECTIONS AND FASTENERS ARE INTENDED TO BE CONCEALED, UNLESS OTHERWISE NOTED.
WHERE SUCH DEVICES CAN NOT BE CONCEALED AS INTENDED NOTIFY THE ARCHITECT FOR REVIEW OF
DESIGN CONFORMANCE.

4. FIREBLOCKING SHALL BE PROVIDED IN ALL LOCATIONS IDENTIFIED IN SECTION 717.2 OF THE
CALIFORNIA BUILDING CODE (CBC) AND IN ANY ADDITIONAL LOCATIONS IDENTIFIED BY THE LOCAL
AUTHORITIES OR LOCAL ORDINANCES.

5. THE CONTRACTOR WILL VERIFY ALL ROOF AND FRAMING SPACES REQUIRED TO BE VENTILATED WITH
THE LOCAL FIELD INSPECTOR OR BY THE CBC AND PROVIDE THE APPROPRIATE NET FEE VENTILATION
AREA, BUT IN NO CASE SHALL IT BE LESS THAN 1/50TH OF THE AREA OF THE SPACE TO BE VENTILATED.
WHEN THE MEANS OF THE VENTILATION IS VISIBLE FROM A COMMONLY USED SPACE, PASSAGEWAY,
YARD OR PUBLIC RIGHT OF WAY, THE CONTRACTOR SHALL REVIEW THIS SITUATION WITH THE
ARCHITECT FOR DESIGN CONFORMANCE BEFORE INSTALLING SUCH DEVICES, EQUIPMENT OR
MATERIALS.

6. THE CONTRACTOR WILL VERIFY AND PROVIDE THE REQUIRED BLOCKING AND BACKING FOR ALL
CABINETRY, WALL-MOUNTED ACCESSORIES, BUILT-IN EQUIPMENT, LIGHT FIXTURES OR OTHER DEVICES
REQUIRING BLOCKING OR BACKING.

7. THE CONTRACTOR WILL VERIFY AND PROVIDE ALL CODE REQUIRED FIREPROOFING AT ALL
PENETRATIONS INTO AND THROUGH A FIRE RATED FLOOR, WALL, CEILING OR ROOF ASSEMBLY.

8. ALL CHANGES OR OFFSETS IN FLOOR FINISH MATERIAL WILL OCCUR UNDER A THRESHOLD, WHEN
PROVIDED, OR AT THE CENTERLINE OF A DOOR TRANSITION UNLESS OTHERWISE INDICATED ON THE
DRAWINGS. OTHER LOCATIONS OF THESE CONDITIONS SHALL BE VERIFIED WITH THE ARCHITECT IN THE
FIELD FOR DESIGN CONFORMANCE BEFORE INSTALLING ANY MATERIAL.

9. THE SEALANT, CAULKING AND FLASHING LOCATIONS SHOWN ON THESE DRAWINGS ARE NOT
INTENDED TO COVER ALL CONDITIONS REQUIRING THESE PRODUCTS.  IT IS THE RESPONSIBILITY OF
THE CONTRACTOR TO IDENTIFY ALL CONDITIONS REQUIRING THESE PRODUCTS, SIMILAR PRODUCTS
AND REVIEW THESE CONDITIONS NOT IDENTIFIED IN THE DRAWINGS WITH THE ARCHITECT FOR DESIGN
CONFORMANCE.

10. COMPLETE ALL WORK REQUIRED TO MEET THE STATE OF CALIFORNIA ENERGY CONSERVATION
REQUIREMENTS IDENTIFIED IN THE TITLE 24 REPORT SUBMITTED FOR THIS PROJECT INCLUDING BUT
NOT LIMITED TO ALL MANDATORY AND SPECIAL FEATURES, AS WELL AS ANY LOCAL ORDINANCES
(CECO AND RECO) AND ANY NEW REQUIREMENTS IDENTIFIED BY THE LOCAL BUILDING FIELD
INSPECTOR.  IF A TITLE 24 REPORT WAS NOT REQUIRED FOR THIS PROJECT, THEN THE CONTRACTOR
SHALL PROVIDE ALL MEASURES REQUIRED BY THE STATE APPROVED MANDATORY FEATURES
REGULATIONS IDENTIFIED IN TITLE 24.

11. THE CONTRACTOR SHALL IDENTIFY IN HIS PROPOSAL WHICH UTILITY TYPE (WATER, ELECTRICITY,
TELEPHONE, INTERNET, ETC.) CONNECTIONS, USE AND RELATED COSTS WILL BE INCLUDED IN HIS
OVERHEAD AND WHICH COSTS HE EXPECTS THE OWNER TO PROVIDE.  ANY UTILITY TYPE COST WHICH
IS NOT IDENTIFIED, AS AN OWNER PROVIDED ITEM, WILL BE ASSUMED TO BE INCLUDED IN THE
CONTRACTOR'S OVERHEAD COST.

12. THE CONTRACTOR SHALL IDENTIFY AND PROVIDE THE REQUIRED SIDEWALK AND PUBLIC PASSAGE
ENCLOSURE PROTECTION AT ANY AFFECTED RIGHT-OF-WAY AREAS OR PUBLIC ACCESS LOCATIONS.
THE CONTRACTOR WILL REVIEW ALL INTENDED SIGNAGE WITH THE ARCHITECT FOR DESIGN
CONFORMANCE.

13. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL MEANS AND METHODS OF CONSTRUCTION AND
ANY DIRECTION FROM THE OWNER OR THE ARCHITECT SHALL NOT BE CONSTRUED TO OVER RIDE THIS
RESPONSIBILITY UNLESS MUTUALLY AGREED TO IN A WRITTEN DOCUMENT IDENTIFYING A SPECIFIC
AREA OF WORK FOR WHICH THE CONTRACTOR WILL NOT BE RESPONSIBLE.
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TITLE 24 REPORT
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TITLE 24 REPORT
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