
REQUIRED INSPECTIONS FOR STICK BUILT HOMES, ADDITIONS AND SMALL COMMERCIAL APPLICATIONS

-Bottom of footings prior to placement of concrete.

-Reinforcement in walls or slabs.

-Foundations and walls prior to backfilling.

-Perimeter insulation prior to placement of concrete.

-Rough Framing Inspection: Includes all structural walls, floors and roofs prior to covering with finish or infill

materials. This inspection shall be called for after Rough Plumbing and Electrical approvals have been
obtained.

-Insulation Inspection: Prior to installation of finish materials.

-Gypsum Board Inspection: Before spackling and taping - rated assemblies ONLY. i.e. garage to house common wall)

-Final Inspection: Includes equipment, final connections and all finish materials.

-Rated Assemblies.

-Above Ceiling Inspection (Commercial Work).

NOTE: All roof coverings and flashings shall be installed in accordance with the manufacturer's installation

and the building code.


