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See Video: 
https://www.brighteon.com/
7f37dcaf-295b-49d9-
a404-3cdefbc74df8

https://www.brighteon.com/7f37dcaf-295b-49d9-a404-3cdefbc74df8
https://www.brighteon.com/7f37dcaf-295b-49d9-a404-3cdefbc74df8
https://www.brighteon.com/7f37dcaf-295b-49d9-a404-3cdefbc74df8


33 mA

Office

Home Branch Circuit 
EGC attached to Gas 

Fireplace and pipe

33 mA on EITHER the Neutral or 
EGC feed when connected to 

Home Circuit EGC



 

NEV 1.2V and  
current 8 mA

Office



 



 

M3D: Power On, Start of Day at 
10:30am Tuesday Sept. 21, 2021

M3D: Power Off, Start of Day  
at 10:45am



 

M3D: Power On After NCB Installation  
@ 2pm

M3D: Power off, NCB Installed  
and Neutral Pulled



 

M3D E-Fields, Y Axis  
Power Off Start of Day at 10:45am 

M3D E-Fields, Y Axis  
Power On Start of Day at 10:00am

M3D E-Fields, Y Axis  
Power Off Start of Day at 10:45am 



E3D X-Axis < 2 kHz:  
Power Off 2pm NCB Installed

E3D X-Axis < 2 kHz: Power Off 2pm 
NCB Installed and Neutral Pulled


